
LAND USE APPLICATION ID: C 140047 ZSK
CPC ACTION: 11/6/2013 APPROVAL
CPC CALENDAR #: 11
CITY COUNCIL ACTION: 12/19/2013 ADOPTED
CITY COUNCIL RESOLUTION #: 2097-2013

BUILDING 1 (BASE BUILDING) - 85 COMMERCIAL STREET
NB # 320627103

BUILDING 2 (SOUTH TOWER) - 77 COMMERCIAL STREET
   NB # 320627096

BUILDING 3 (NORTH TOWER) - 87 COMMERCIAL STREET
   NB # 320627112

 * NOTE - ALL THREE BUILDINGS SUBMITTED IN ONE SET PER EXAMINERS REQUEST
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 12" = 1'-0"
1410.00

T-001.00
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77 COMMERCIAL STREET
BROOKLYN, NEW YORK

CLIENT: ARCHITECT:
CetraRuddy Architecture DPC
584 Broadway
New York, New York 10012
T 212.941.9801
F 212.941.9440

Structural Engineer: M.E.P. Engineer:
Cosentini Associates
Two Pennsylvania Plaza, 3rd Fl
New York, NY 10121
T 212.615.3600
F 212.615.3700

Facade Consultant: Elevator Consultant:

Acoustic / Environmental: Landscape Architect:

Civil / Geotechnical / Marine: Lighting Design:

VDA (Van Deusen & Associates)
Seven Penn Plaza, Suite 404
New York, NY 10001
T 212.868.9090
F 212.868.9099

WSP
228 East 45th Street, 3rd Floor
New York, NY 10017
T 212.687.9888
F 646.487.5501

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

MPFP LLC / M. Paul Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
T 212.477.6366
F 212.477.6548

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
T 212.271.7000
F 212.271.0111

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
T 845.353.6400
F 845.353.6509

Cosentini Associates
Two Pennsylvania Plaza, 3rd Fl
New York, NY 10121
T 212.615.3600
F 212.615.3700

AKRF, Inc.
440 Park Avenue South
New York, NY 10016
T 631.574.3724
F 212.726.0942

100% DESIGN DEVELOPMENT            13 FEBRUARY 2015

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT

VOLUME 1:
ARCHITECTURAL
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111
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DRAWING LIST
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TELECOM SERIES
TC-001.00 TELECOMMUNICATIONS SYMBOL LIST AND GENERAL NOTES ● ●
TC-100.00 TELECOM PARKNG LEVEL PLAN ●
TC-100A.00 TELECOM PARKNG LEVEL PLAN - PART A ●
TC-100B.00 TELECOM PARKNG LEVEL PLAN - PART B ●
TC-100C.00 TELECOM PARKNG LEVEL PLAN - PART C ●
TC-100D.00 TELECOM PARKNG LEVEL PLAN - PART D ●
TC-100E.00 TELECOM PARKNG LEVEL PLAN - PART E ●
TC-100F.00 TELECOM PARKNG LEVEL PLAN - PART F ●
TC-100G.00 TELECOM PARKNG LEVEL PLAN - PART G ●
TC-100H.00 TELECOM PARKNG LEVEL PLAN - PART H ●
TC-101.00 TELECOM GROUND FLOOR PLAN ● ●
TC-101A.00 TELECOM GROUND LEVEL PLAN - PART A ●
TC-101B.00 TELECOM GROUND LEVEL PLAN - PART B ●
TC-101C.00 TELECOM GROUND LEVEL PLAN - PART C ●
TC-101D.00 TELECOM GROUND LEVEL PLAN - PART D ●
TC-101E.00 TELECOM GROUND LEVEL PLAN - PART E ●
TC-101F.00 TELECOM GROUND LEVEL PLAN - PART F ●
TC-101G.00 TELECOM GROUND LEVEL PLAN - PART G ●
TC-101H.00 TELECOM GROUND LEVEL PLAN - PART H ●
TC-102.00 TELECOM 2ND FLOOR PLAN ● ●
TC-102A.00 TELECOM SECOND LEVEL PLAN - PART A ●
TC-102B.00 TELECOM SECOND LEVEL PLAN - PART B ●
TC-102C.00 TELECOM SECOND LEVEL PLAN - PART C ●
TC-102D.00 TELECOM SECOND LEVEL PLAN - PART D ●
TC-102E.00 TELECOM SECOND LEVEL PLAN - PART E ●
TC-102F.00 TELECOM SECOND LEVEL PLAN - PART F ●
TC-102G.00 TELECOM SECOND LEVEL PLAN - PART G ●
TC-103.00 TELECOM 3RD FLOOR PLAN ●
TC-103A.00 TELECOM 3RD FLOOR PLAN - PART A ●
TC-103B.00 TELECOM 3RD FLOOR PLAN - PART B ●
TC-103C.00 TELECOM 3RD FLOOR PLAN - PART C ●
TC-103D.00 TELECOM 3RD FLOOR PLAN - PART D ●
TC-103E.00 TELECOM 3RD FLOOR PLAN - PART E ●
TC-103F.00 TELECOM 3RD FLOOR PLAN - PART F ●
TC-104.00 TELECOMMUNICATIONS 4TH-6TH FLOOR PLAN ● ●
TC-104A.00 TELECOM 4TH-6TH LEVEL PLAN - PART A ●
TC-104B.00 TELECOM 4TH-6TH LEVEL PLAN - PART B ●
TC-104C.00 TELECOM 4TH-6TH LEVEL PLAN - PART C ●
TC-104D.00 TELECOM 4TH-6TH LEVEL PLAN - PART D ●
TC-104E.00 TELECOM 4TH-6TH LEVEL PLAN - PART E ●
TC-104F.00 TELECOM 4TH-6TH LEVEL PLAN - PART F ●
TC-107.00 TELECOM 7TH FLOOR PLAN ●
TC-107A.00 TELECOM 7TH FLOOR PLAN - PART A ●
TC-107B.00 TELECOM 7TH FLOOR PLAN - PART B ●
TC-107C.00 TELECOM 7TH FLOOR PLAN - PART C ●
TC-107D.00 TELECOM 7TH FLOOR PLAN - PART D ●
TC-107E.00 TELECOM 7TH FLOOR PLAN - PART E ●
TC-107F.00 TELECOM 7TH FLOOR PLAN - PART F ●
TC-108.00 TELECOM 8TH FLOOR PLAN ●
TC-108A.00 TELECOM 8TH LEVEL FLOOR PLAN - PART A ●
TC-108B.00 TELECOM 8TH LEVEL FLOOR PLAN - PART B ●
TC-108C.00 TELECOM 8TH LEVEL FLOOR PLAN - PART C ●
TC-108D.00 TELECOM 8TH LEVEL FLOOR PLAN - PART D ●
TC-109.00 TELECOM 9TH FLOOR PLAN ●
TC-109A.00 TELECOM 9TH FLOOR PLAN - PART A ●
TC-109B.00 TELECOM 9TH FLOOR PLAN - PART B ●
TC-109C.00 TELECOM 9TH FLOOR PLAN - PART C ●
TC-109D.00 TELECOM 9TH FLOOR PLAN - PART D ●
TC-110.00 TELECOM NORTH TOWER 10TH-25TH FLOOR PLAN ●
TC-111.00 TELECOM NORTH TOWER 26TH-36TH FLOOR PLAN ●
TC-112.00 TELECOM NORTH TOWER 37TH-40TH FLOOR PLAN ●
TC-120.00 TELECOM SOUTH TOWER 10TH-18TH FLOOR PLAN ●
TC-121.00 TELECOM SOUTH TOWER 19TH-26TH FLOOR PLAN ●
TC-122.00 TELECOM SOUTH TOWER 27TH-30TH FLOOR PLAN ●
TC-201.00 TELECOM MDF LAYOUT AND EQUIPMENT ELEVATION ●
TC-202.00 TELECOM NORTH AND NORTH WEST IDF ROOM LAYOUTS ●
TC-203.00 TELECOM SOUTH AND SOUTH EAST IDF ROOM LAYOUTS ●
TC-301.00 TELECOMMUNICATIONS CABLING RISER DIAGRAM ● ●
TC-401.00 TELECOMMUNICATIONS DETAILS SHEET 1 ●
TC-402.00 TELECOMMUNICATIONS DETAILS SHEET 2 ●
TC-501.00 TELECOMMUNICATIONS SYSTEM LINE DIAGRAM ●

SECURITY SERIES
SE-001 SECURITY GENERAL INFORMATION, SYMBOLS, AND DRAWING LIST ●
SE-100A SECURITY PARKING PLAN A ●
SE-100B SECURITY PARKING PLAN B ●
SE-101A SECURITY GROUND FLOOR PLAN A ●
SE-101B SECURITY GROUND FLOOR PLAN B ●
SE-102A SECURITY 2ND FLOOR PLAN A ●
SE-102B SECURITY 2ND FLOOR PLAN B ●
SE-102M SECURITY 2ND MECH. FLOOR PLAN ●
SE-105A SECURITY 7TH FLOOR PLAN A ●
SE-105B SECURITY 7TH FLOOR PLAN B ●
SE-106A SECURITY 8TH FLOOR PLAN A ●
SE-106B SECURITY 8TH FLOOR PLAN B ●
SE-107A SECURITY 9TH FLOOR PLAN A ●
SE-107B SECURITY 9TH FLOOR PLAN B ●
SE-111 SECURITY 31ST ROOF PLAN ●
SE-201 SECURITY EQUIPMENT ELEVATIONS (SHEET 1) ●
SE-202 SECURITY EQUIPMENT ELEVATIONS (SHEET 2) ●
SE-203 SECURITY EQUIPMENT ELEVATIONS (SHEET 2) ●
SE-301 SECURITY CABLING RISER DIAGRAM ●
SE-302 SECURITY CABLING RISER DIAGRAM (SHEET 2) ●
SE-401 SECURITY DETAILS (SHEET 1) ●
SE-402 SECURITY DETAILS (SHEET 2) ●
SE-403 SECURITY DETAILS (SHEET 3) ●

POOL DRAWINGS
PL-001 POOL FACILITY PLAN NOTES, DATA AND DETAILS ●
PL-002 POOL CONSTRUCTION PLANS, SECTIONS AND DETAILS ●
PL-003 POOL PIPING PLAN, SCHEMATIC DETAIL ●

LIGHTING
LT-001.00 LIGHTING FIXTURE SCHEDULE ●
LT-103.00 4TH-6TH TYPICAL BASE FLOOR - LIGHTING PLANS ●
LT-105.00 TYPICAL MID AND UPPER LEVEL - LIGHTING PLANS ●
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P-232.00 PLUMBING NORTH TOWER 32ND - 35TH FLOOR PLAN ● ●
P-236.00 PLUMBING NORTH TOWER 36TH FLOOR PLAN ● ● ●
P-237.00 PLUMBING NORTH TOWER 37TH FLOOR PLAN ● ● ●
P-238.00 PLUMBING NORTH TOWER 38TH & 39TH FLOOR PLAN ● ●
P-240.00 PLUMBING NORTH TOWER 40TH FLOOR PLAN ● ● ●
P-241.00 PLUMBING NORTH TOWER ROOF/ MECHANICAL LEVEL 1 PLAN ● ● ● ●
P-242.00 PLUMBING NORTH TOWER MECHANICAL LEVEL 2 PLAN ● ● ●
P-243.00 PLUMBING NORTH TOWER BULKHEAD ROOF PLAN ● ●
P-309.00 PLUMBING SOUTH TOWER 9TH FLOOR PLAN ● ● ●
P-310.00 PLUMBING SOUTH TOWER 10TH - 14TH FLOOR PLAN ● ●
P-315.00 PLUMBING SOUTH TOWER 15TH FLOOR PLAN ● ●
P-316.00 PLUMBING SOUTH TOWER 16TH FLOOR PLAN ● ● ●
P-317.00 PLUMBING SOUTH TOWER 17TH FLOOR PLAN ● ●
P-318.00 PLUMBING SOUTH TOWER 18TH FLOOR PLAN ● ● ●
P-319.00 PLUMBING SOUTH TOWER 19TH - 22ND FLOOR PLAN ● ● ●
P-323.00 PLUMBING SOUTH TOWER 23RD FLOOR PLAN ● ● ●
P-324.00 PLUMBING SOUTH TOWER 24TH FLOOR PLAN ● ● ●
P-325.00 PLUMBING SOUTH TOWER 25TH FLOOR PLAN ● ●
P-326.00 PLUMBING SOUTH TOWER 26TH FLOOR PLAN ● ● ●
P-327.00 PLUMBING SOUTH TOWER 27TH FLOOR PLAN ● ● ●
P-328.00 PLUMBING SOUTH TOWER 28TH & 29TH FLOOR PLAN ● ●
P-330.00 PLUMBING SOUTH TOWER 30TH FLOOR PLAN ● ● ●
P-331.00 PLUMBING SOUTH TOWER ROOF/MECHANICAL LEVEL 1 PLAN ● ● ● ●
P-332.00 PLUMBING SOUTH TOWER MECHANICAL LEVEL 2 PLAN ● ● ●
P-333.00 PLUMBING SOUTH TOWER BULKHEAD ROOF PLAN ● ●
P-410.00 PLUMBING SANITARY RISER DIAGRAM ● ● ●
P-420.00 PLUMBING STORM RISER DIAGRAM ●
P-430.00 PLUMBING DOMESTIC WATER RISER DIAGRAM ● ● ● ●
P-431.00 PLUMBING DOMESTIC WATER RISER DIAGRAM ●
P-440.00 PLUMBING NATURAL GAS RISER DIAGRAM ● ● ●
P-601.00 PLUMBING SCHEDULES ●

FIRE PROTECTION SERIES
FP-001.00 FIRE PROTECTION NOTES, SYMBOLS & ABBREVIATIONS ● ● ● ●
FP-091.00 FIRE PROTECTION SUBCELLAR LEVEL PLAN PARTS A & B ● ●
FP-092.00 FIRE PROTECTION SUBCELLAR LEVEL PLAN PARTS C, D, G, & H ● ●
FP-101.00 FIRE PROTECTION PARKING LEVEL PLAN - PARTS A & B ● ● ●
FP-102.00 FIRE PROTECTION PARKING LEVEL PLAN - PARTS C, D, G & H ● ● ●
FP-103.00 FIRE PROTECTION PARKING LEVEL PLAN - PARTS E & F ● ● ●
FP-111.00 FIRE PROTECTION GROUND FLOOR PLAN - PARTS A & B ● ● ●
FP-112.00 FIRE PROTECTION GROUND FLOOR PLAN - PARTS C, D, G & H ● ● ●
FP-113.00 FIRE PROTECTION GROUND FLOOR PLAN - PARTS E & F ● ● ●
FP-121.00 FIRE PROTECTION 2ND FLOOR PLAN - PARTS A & B ● ● ●
FP-122.00 FIRE PROTECTION 2ND FLOOR PLAN - PARTS C, D, G & H ● ● ●
FP-123.00 FIRE PROTECTION 2ND FLOOR PLAN - PARTS E & F ● ● ●
FP-131.00 FIRE PROTECTION 3RD FLOOR PLAN - PARTS A & B ● ● ●
FP-132.00 FIRE PROTECTION 3RD FLOOR PLAN - PARTS C, D, G & H ● ● ●
FP-133.00 FIRE PROTECTION 3RD FLOOR PLAN - PARTS E & F ● ● ●
FP-141.00 FIRE PROTECTION 4TH - 6TH FLOOR PLAN - PARTS A & B ● ● ●
FP-142.00 FIRE PROTECTION 4TH - 6TH FLOOR PLAN - PARTS C, D, G & H ● ● ●
FP-143.00 FIRE PROTECTION 4TH - 6TH FLOOR PLAN - PARTS E & F ● ● ●
FP-171.00 FIRE PROTECTION 7TH FLOOR PLAN - PARTS A & B ● ● ●
FP-172.00 FIRE PROTECTION 7TH FLOOR PLAN - PARTS C, D, G & H ● ● ●
FP-173.00 FIRE PROTECTION 7TH FLOOR PLAN - PARTS E & F ● ● ●
FP-181.00 FIRE PROTECTION 8TH FLOOR PLAN - PARTS A & B ● ● ●
FP-182.00 FIRE PROTECTION 8TH FLOOR PLAN - PARTS C, D, G & H ● ● ●
FP-209.00 FIRE PROTECTION NORTH TOWER 9TH FLOOR PLAN ● ● ●
FP-210.00 FIRE PROTECTION NORTH TOWER 10TH- 17TH FLOOR PLAN ● ●
FP-218.00 FIRE PROTECTION NORTH TOWER 18TH FLOOR PLAN ● ● ●
FP-219.00 FIRE PROTECTION NORTH TOWER 19TH FLOOR PLAN ● ● ●
FP-220.00 FIRE PROTECTION NORTH TOWER 20TH - 25TH FLOOR PLAN ● ● ●
FP-226.00 FIRE PROTECTION NORTH TOWER 26TH - 36TH FLOOR PLAN ● ● ●
FP-237.00 FIRE PROTECTION NORTH TOWER 37TH FLOOR PLAN ● ● ●
FP-238.00 FIRE PROTECTION NORTH TOWER 38TH - 39TH FLOOR PLAN ● ●
FP-240.00 FIRE PROTECTION NORTH TOWER 40TH FLOOR PLAN ● ● ●
FP-241.00 FIRE PROTECTION NORTH TOWER MECHANICAL LEVEL 1 PLAN ● ● ●
FP-242.00 FIRE PROTECTION NORTH TOWER MECHANICAL LEVEL 2 PLAN ● ● ●
FP-309.00 FIRE PROTECTION SOUTH TOWER 9TH FLOOR PLAN ● ● ●
FP-310.00 FIRE PROTECTION SOUTH TOWER 10TH - 17TH FLOOR PLAN ● ●
FP-318.00 FIRE PROTECTION SOUTH TOWER 18TH FLOOR PLAN ● ● ●
FP-319.00 FIRE PROTECTION SOUTH TOWER 19TH FLOOR PLAN ● ● ●
FP-320.00 FIRE PROTECTION SOUTH TOWER 20TH - 26TH FLOOR PLAN ● ● ●
FP-327.00 FIRE PROTECTION SOUTH TOWER 27TH FLOOR PLAN ● ● ●
FP-328.00 FIRE PROTECTION SOUTH TOWER 28TH - 29TH FLOOR PLAN ● ●
FP-330.00 FIRE PROTECTION SOUTH TOWER 30TH FLOOR PLAN ● ● ●
FP-331.00 FIRE PROTECTION SOUTH TOWER MECHANICAL LEVEL 1 PLAN ● ● ●
FP-332.00 FIRE PROTECTION SOUTH TOWER MECHANICAL LEVEL 2 PLAN ● ● ●
FP-401.00 FIRE PROTECTION RISER DIAGRAM ● ● ●
FP-601.00 FIRE PROTECTION SCHEDULES ●

FIRE ALARM SERIES
FA-001.00 FIRE ALARM SYMBOLS LIST, NOTES, DETAILS & SEQUENCE ● ● ●
FA-002.00 FIRE ALARM NORTH TOWER NOTES, SYMBOLS, AND SEQUENCE ● ●
FA-003.00 FIRE ALARM SOUTH TOWER NOTES, SYMBOLS, AND SEQUENCE ● ●
FA-099.00 FIRE ALARM SUBCELLAR LEVEL KEY PLAN ● ●
FA-100.00 FIRE ALARM PARKING LEVEL PLAN ● ● ●
FA-101.00 FIRE ALARM GROUND FLOOR PLAN ● ● ●
FA-102.00 FIRE ALARM 2ND FLOOR PLAN ● ● ●
FA-103.00 FIRE ALAMR 3RD FLOOR PLAN ● ● ●
FA-104.00 FIRE ALARM 4TH-6TH FLOOR PLAN ● ● ●
FA-107.00 FIRE ALARM 7TH FLOOR PLAN ● ● ●
FA-108.00 FIRE ALARM 8TH FLOOR PLAN ● ● ●
FA-109.00 FIRE ALARM NORTH TOWER 9TH FLOOR PLAN ● ●
FA-110.00 FIRE ALARM NORTH TOWER 10TH-25TH FLOOR PLAN ● ● ●
FA-111.00 FIRE ALARM NORTH TOWER 26TH-36TH FLOOR PLAN ● ● ●
FA-112.00 FIRE ALARM NORTH TOWER 37TH FLOOR PLAN ● ● ●
FA-113.00 FIRE ALARM NORTH TOWER 38TH-40TH FLOOR PLAN ● ● ●
FA-114.00 FIRE ALARM NORTH ROOF / MECHANICAL LEVEL 1 PLAN ● ● ●
FA-115.00 FIRE ALARM NORTH ROOF / MECHANICAL LEVEL 2 PLAN ● ●
FA-120.00 FIRE ALARM SOUTH TOWER 10TH-18TH FLOOR PLAN ● ● ●
FA-121.00 FIRE ALARM SOUTH TOWER 19TH-26TH FLOOR PLAN ● ● ●
FA-122.00 FIRE ALARM SOUTH TOWER 27TH FLOOR PLAN ● ● ●
FA-123.00 FIRE ALARM SOUTH TOWER 28TH-30TH FLOOR PLAN ● ● ●
FA-124.00 FIRE ALARM SOUTH ROOF / MECHANICAL LEVEL 1 PLAN ● ● ●
FA-125.00 FIRE ALARM SOUTH ROOF / MECHANICAL LEVEL 2 PLAN ● ●
FA-191.00 FIRE ALARM SUBCELLAR PLAN - PART A ● ●
FA-192.00 FIRE ALARM SUBCELLAR PLAN - PART B ● ●
FA-193.00 FIRE ALARM SUBCELLAR PLAN - PART C ● ●
FA-194.00 FIRE ALARM SUBCELLAR PLAN - PART D ● ●
FA-197.00 FIRE ALARM SUBCELLAR PLAN - PART G ● ●
FA-198.00 FIRE ALARM SUBCELLAR PLAN - PART H ● ●
FA-201.00 FIRE ALARM PARKING LEVEL PLAN - PART A ● ●
FA-202.00 FIRE ALARM PARKING LEVEL PLAN - PART B ● ●
FA-203.00 FIRE ALARM PARKING LEVEL PLAN - PART C ● ●
FA-204.00 FIRE ALARM PARKING LEVEL PLAN - PART D ● ●
FA-205.00 FIRE ALARM PARKING LEVEL PLAN - PART E ● ●
FA-206.00 FIRE ALARM PARKING LEVEL PLAN - PART F ● ●
FA-207.00 FIRE ALARM PARKING LEVEL PLAN - PART G ● ●
FA-208.00 FIRE ALARM PARKING LEVEL PLAN - PART H ● ●
FA-211.00 FIRE ALARM GROUND FLOOR PLAN - PART A ● ●
FA-212.00 FIRE ALARM GROUND FLOOR PLAN - PART B ● ●
FA-213.00 FIRE ALARM GROUND FLOOR PLAN - PART C ● ●
FA-214.00 FIRE ALARM GROUND FLOOR PLAN - PART D ● ●
FA-215.00 FIRE ALARM GROUND FLOOR PLAN - PART E ● ●
FA-216.00 FIRE ALARM GROUND FLOOR PLAN - PART F ● ●
FA-217.00 FIRE ALARM GROUND FLOOR PLAN - PART G ● ●
FA-218.00 FIRE ALARM GROUND FLOOR PLAN - PART H ● ●
FA-221.00 FIRE ALARM 2ND FLOOR PLAN - PART A ● ●
FA-222.00 FIRE ALARM 2ND FLOOR PLAN - PART B ● ●
FA-223.00 FIRE ALARM 2ND FLOOR PLAN - PART C ● ●
FA-224.00 FIRE ALARM 2ND FLOOR PLAN - PART D ● ●
FA-225.00 FIRE ALARM 2ND FLOOR PLAN - PART E ● ●
FA-226.00 FIRE ALARM 2ND FLOOR PLAN - PART F ● ●
FA-227.00 FIRE ALARM 2ND FLOOR PLAN - PART G ● ●
FA-231.00 FIRE ALARM 3RD FLOOR PLAN - PART A ● ●
FA-232.00 FIRE ALARM 3RD FLOOR PLAN - PART B ● ●
FA-233.00 FIRE ALARM 3RD FLOOR PLAN - PART C ● ●
FA-234.00 FIRE ALARM 3RD FLOOR PLAN - PART D ● ●
FA-235.00 FIRE ALARM 3RD FLOOR PLAN - PART E ● ●
FA-236.00 FIRE ALARM 3RD FLOOR PLAN - PART F ● ●
FA-241.00 FIRE ALARM 4TH-6TH FLOOR PLAN - PART A ● ●
FA-242.00 FIRE ALARM 4TH-6TH FLOOR PLAN - PART B ● ●
FA-243.00 FIRE ALARM 4TH-6TH FLOOR PLAN - PART C ● ●
FA-244.00 FIRE ALARM 4TH-6TH FLOOR PLAN - PART D ● ●
FA-245.00 FIRE ALARM 4TH-6TH FLOOR PLAN - PART E ● ●
FA-246.00 FIRE ALARM 4TH-6TH FLOOR PLAN - PART F ● ●
FA-271.00 FIRE ALARM 7TH FLOOR PLAN - PART A ● ●
FA-272.00 FIRE ALARM 7TH FLOOR PLAN - PART B ● ●
FA-273.00 FIRE ALARM 7TH FLOOR PLAN - PART C ● ●
FA-274.00 FIRE ALARM 7TH FLOOR PLAN - PART D ● ●
FA-275.00 FIRE ALARM 7TH FLOOR PLAN - PART E ● ●
FA-276.00 FIRE ALARM 7TH FLOOR PLAN - PART F ● ●
FA-281.00 FIRE ALARM 8TH FLOOR PLAN - PART A ● ●
FA-282.00 FIRE ALARM 8TH FLOOR PLAN - PART B ● ●
FA-283.00 FIRE ALARM 8TH FLOOR PLAN - PART C ● ●
FA-284.00 FIRE ALARM 8TH FLOOR PLAN - PART D ● ●
FA-291.00 FIRE ALARM 9TH FLOOR PLAN - PART A ●
FA-292.00 FIRE ALARM 9TH FLOOR PLAN - PART B ●
FA-293.00 FIRE ALARM 9TH FLOOR PLAN - PART C ●
FA-294.00 FIRE ALARM 9TH FLOOR PLAN - PART D ●
FA-301.00 FIRE ALARM BASE BUILDING RISER DIAGRAM ● ● ●
FA-302.00 FIRE ALARM NORTH TOWER RISER DIAGRAM ● ●
FA-303.00 FIRE ALARM SOUTH TOWER RISER DIAGRAM ● ●
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ELECTRICAL SERIES
E-001.00 ELECTRICAL SYMBOL LIST AND DRAWING LIST ●
E-099.00 ELECTRICAL SUBCELLAR PLAN ●
E-100.00 ELECTRICAL PARKING LEVEL PLAN ●
E-101.00 ELECTRICAL GROUND FLOOR PLAN ● ●
E-102.00 ELECTRICAL 2ND FLOOR PLAN ●
E-103.00 ELECTRICAL 3RD FLOOR PLAN ● ●
E-104.00 ELECTRICAL 4TH-6TH FLOOR PLAN ● ●
E-107.00 ELECTRICAL 7TH FLOOR PLAN ● ●
E-108.00 ELECTRICAL 8TH FLOOR PLAN ● ●
E-109.00 ELECTRIAL 9TH FLOOR PLAN ● ●
E-110.00 ELECTRICAL NORTH TOWER 10TH-25TH FLOOR PLAN ● ●
E-111.00 ELECTRICAL NORTH TOWER 26TH-36TH FLOOR PLAN ●
E-112.00 ELECTRICAL NORTH TOWER 37TH-40TH FLOOR PLAN ●
E-113.00 ELECTRICAL NORTH ROOF / MECHANICAL LEVEL 1 PLAN ●
E-114.00 ELECTRICAL NORTH TOWER MECHANICAL LEVEL 2 PLAN ●
E-120.00 ELECTRICAL SOUTH TOWER 10TH-18TH FLOOR PLAN ●
E-121.00 ELECTRICAL SOUTH TOWER 19TH-26TH FLOOR PLAN ●
E-122.00 ELECTRICAL SOUTH TOWER 27TH-30TH FLOOR PLAN ●
E-123.00 ELECTRICAL SOUTH TOWER ROOF / MECHANICAL LEVEL 1 PLAN ●
E-124.00 ELECTRICAL SOUTH TOWER MECHANICAL LEVEL 2 PLAN ●
E-191.00 ELECTRICAL SUBCELLAR PLAN PART A ●
E-192.00 ELECTRICAL SUBCELLAR PLAN PART B ●
E-193.00 ELECTRICAL SUBCELLAR PLAN PART C ●
E-194.00 ELECTRICAL SUBCELLAR PLAN PART D ●
E-197.00 ELECTRICAL SUBCELLAR PLAN PART G ●
E-198.00 ELECTRICAL SUBCELLAR PLAN PART H ●
E-201.00 ELECTRICAL PARKING LEVEL PLAN - PART A ●
E-202.00 ELECTRICAL PARKING LEVEL PLAN - PART B ●
E-203.00 ELECTRICAL PARKING LEVEL PLAN - PART C ●
E-204.00 ELECTRICAL PARKING LEVEL PLAN - PART D ●
E-205.00 ELECTRICAL PARKING LEVEL PLAN - PART E ●
E-206.00 ELECTRICAL PARKING LEVEL PLAN - PART F ●
E-207.00 ELECTRICAL PARKING LEVEL PLAN - PART G ●
E-208.00 ELECTRICAL PARKING LEVEL PLAN - PART H ●
E-211.00 ELECTRICAL GROUND LEVEL PLAN - PART A ●
E-212.00 ELECTRICAL GROUND LEVEL PLAN - PART B ●
E-213.00 ELECTRICAL GROUND LEVEL PLAN - PART C ●
E-214.00 ELECTRICAL GROUND LEVEL PLAN - PART D ●
E-215.00 ELECTRICAL GROUND LEVEL PLAN - PART E ●
E-216.00 ELECTRICAL GROUND LEVEL PLAN - PART F ●
E-217.00 ELECTRICAL GROUND LEVEL PLAN - PART G ●
E-218.00 ELECTRICAL GROUND LEVEL PLAN - PART H ●
E-221.00 ELECTRICAL 2ND FLOOR PLAN - PART A ●
E-222.00 ELECTRICAL 2ND FLOOR PLAN - PART B ●
E-223.00 ELECTRICAL 2ND FLOOR PLAN - PART C ●
E-224.00 ELECTRICAL 2ND FLOOR PLAN - PART D ●
E-225.00 ELECTRICAL 2ND FLOOR PLAN - PART E ●
E-226.00 ELECTRICAL 2ND FLOOR PLAN - PART F ●
E-227.00 ELECTRICAL 2ND FLOOR PLAN - PART G ●
E-228.00 ELECTRICAL 2ND FLOOR PLAN - PART H ●
E-231.00 ELECTRICAL 3RD FLOOR PLAN - PART A ●
E-232.00 ELECTRICAL 3RD FLOOR PLAN - PART B ●
E-233.00 ELECTRICAL 3RD FLOOR PLAN - PART C ●
E-234.00 ELECTRICAL 3RD FLOOR PLAN - PART D ●
E-235.00 ELECTRICAL 3RD FLOOR PLAN - PART E ●
E-236.00 ELECTRICAL 3RD FLOOR PLAN - PART F ●
E-241.00 ELECTRICAL 4TH-6TH FLOOR PLAN - PART A ●
E-242.00 ELECTRICAL 4TH-6TH FLOOR PLAN - PART B ●
E-243.00 ELECTRICAL 4TH-6TH FLOOR PLAN - PART C ●
E-244.00 ELECTRICAL 4TH-6TH FLOOR PLAN - PART D ●
E-245.00 ELECTRICAL 4TH-6TH FLOOR PLAN - PART E ●
E-246.00 ELECTRICAL 4TH-6TH FLOOR PLAN - PART F ●
E-271.00 ELECTRICAL 7TH FLOOR PLAN - PART A ●
E-272.00 ELECTRICAL 7TH FLOOR PLAN - PART B ●
E-273.00 ELECTRICAL 7TH FLOOR PLAN - PART C ●
E-274.00 ELECTRICAL 7TH FLOOR PLAN - PART D ●
E-275.00 ELECTRICAL 7TH FLOOR PLAN - PART E ●
E-276.00 ELECTRICAL 7TH FLOOR PLAN - PART F ●
E-281.00 ELECTRICAL 8TH FLOOR PLAN - PART A ●
E-282.00 ELECTRICAL 8TH FLOOR PLAN - PART B ●
E-283.00 ELECTRICAL 8TH FLOOR PLAN - PART C ●
E-284.00 ELECTRICAL 8TH FLOOR PLAN - PART D ●
E-291.00 ELECTRICAL 9TH FLOOR PLAN - PART A ●
E-292.00 ELECTRICAL 9TH FLOOR PLAN - PART B ●
E-293.00 ELECTRICAL 9TH FLOOR PLAN - PART C ●
E-294.00 ELECTRICAL 9TH FLOOR PLAN - PART D ●
E-300.00 ELECTRICAL RISER DIAGRAM SHEET 1 ● ●
E-301.00 ELECTRICAL RISER DIAGRAM SHEET 2 ● ●
E-400.00 ELECTRICAL SCHEDULES AND DETAILS ●
E-401.00 ELECTRICAL SCHEDULES AND DETAILS ●
E-402.00 ELECTRICAL SCHEDULES AND DETAILS ●
E-403.00 ELECTRICAL SCHEDULES AND DETAILS ●
E-404.00 ELECTRICAL SCHEDULES AND DETAILS ●
E-405.00 ELECTRICAL SCHEDULES AND DETAILS ●
E-406.00 ELECTRICAL SCHEDULES AND DETAILS ●
E-407.00 ELECTRICAL SCHEDULES AND DETAILS ●
E-408.00 ELECTRICAL SCHEDULES AND DETAILS ●
E-409.00 ELECTRICAL SCHEDULES AND DETAILS ●
E-410.00 ELECTRICAL SCHEDULES AND DETAILS ●
E-411.00 ELECTRICAL SCHEDULES AND DETAILS ●

PLUMBING SERIES
P-001.00 PLUMBING NOTES, SYMBOLS & ABBREVIATIONS ● ● ● ●
P-071.00 PLUMBING SUBCELLAR UNDERGROUND PIPING PLAN - PART A ● ●
P-072.00 PLUMBING SUBCELLAR UNDERGROUND PIPING PLAN - PART B ● ●
P-073.00 PLUMBING SUBCELLAR UNDERGROUND PIPING PLAN - PART C ● ●
P-074.00 PLUMBING SUBCELLAR UNDERGROUND PIPING PLAN - PART D ● ●
P-077.00 PLUMBING SUBCELLAR UNDERGROUND PIPING PLAN - PART G ● ●
P-078.00 PLUMBING SUBCELLAR UNDERGROUND PIPING PLAN - PART H ● ●
P-081.00 PLUMBING UNDERGROUND PARKING LEVEL PIPING PLAN - PART A ●
P-084.00 PLUMBING UNDERGROUND PARKING LEVEL PIPING PLAN - PART D ●
P-085.00 PLUMBING UNDERGROUND PARKING LEVEL PIPING PLAN - PART E ●
P-086.00 PLUMBING UNDERGROUND PARKING LEVEL PIPING PLAN - PART F ●
P-087.00 PLUMBING UNDERGROUND PARKING LEVEL PIPING PLAN - PART G ●
P-091.00 PLUMBING UNDERGROUND PIPING PLAN - PART A ● ● ●
P-092.00 PLUMBING UNDERGROUND PIPING PLAN - PART B ● ● ●
P-093.00 PLUMBING UNDERGROUND PIPING PLAN - PART C ● ● ●
P-094.00 PLUMBING UNDERGROUND PIPING PLAN - PART D ● ● ●
P-095.00 PLUMBING UNDERGROUND PIPING PLAN - PART E ● ●
P-096.00 PLUMBING UNDERGROUND PIPING PLAN - PART F ● ●
P-097.00 PLUMBING UNDERGROUND PIPING PLAN - PART G ● ● ●
P-098.00 PLUMBING UNDERGROUND PIPING PLAN - PART H ● ● ●
P-101.00 PLUMBING PARKING LEVEL PLAN - PART A ● ● ●
P-102.00 PLUMBING PARKING LEVEL PLAN - PART B ● ● ●
P-103.00 PLUMBING PARKING LEVEL PLAN - PART C ● ● ●
P-104.00 PLUMBING PARKING LEVEL PLAN - PART D ● ● ●
P-105.00 PLUMBING PARKING LEVEL PLAN - PART E ● ● ●
P-106.00 PLUMBING PARKING LEVEL PLAN - PART F ● ● ●
P-107.00 PLUMBING PARKING LEVEL PLAN - PART G ● ● ●
P-108.00 PLUMBING PARKING LEVEL PLAN - PART H ● ● ●
P-111.00 PLUMBING GROUND FLOOR PLAN - PART A ● ● ●
P-112.00 PLUMBING GROUND FLOOR PLAN - PART B ● ● ●
P-113.00 PLUMBING GROUND FLOOR PLAN - PART C ● ● ●
P-114.00 PLUMBING GROUND FLOOR PLAN - PART D ● ● ● ●
P-115.00 PLUMBING GROUND FLOOR PLAN - PART E ● ● ● ●
P-116.00 PLUMBING GROUND FLOOR PLAN - PART F ● ● ● ●
P-117.00 PLUMBING GROUND FLOOR PLAN - PART G ● ● ●
P-118.00 PLUMBING GROUND FLOOR PLAN - PART H ● ● ●
P-121.00 PLUMBING 2ND FLOOR PLAN - PART A ● ● ●
P-122.00 PLUMBING 2ND FLOOR PLAN - PART B ● ● ●
P-123.00 PLUMBING 2ND FLOOR PLAN - PART C ● ● ●
P-124.00 PLUMBING 2ND FLOOR PLAN - PART D ● ● ●
P-125.00 PLUMBING 2ND FLOOR PLAN - PART E ● ● ●
P-126.00 PLUMBING 2ND FLOOR PLAN - PART F ● ● ●
P-127.00 PLUMBING 2ND FLOOR PLAN - PART G ● ● ●
P-131.00 PLUMBING 3RD FLOOR PLAN - PART A ● ● ●
P-132.00 PLUMBING 3RD FLOOR PLAN - PART B ● ● ●
P-133.00 PLUMBING 3RD FLOOR PLAN - PART C ● ● ●
P-134.00 PLUMBING 3RD FLOOR PLAN - PART D ● ● ●
P-135.00 PLUMBING 3RD FLOOR PLAN - PART E ● ● ●
P-136.00 PLUMBING 3RD FLOOR PLAN - PART F ● ● ●
P-137.00 PLUMBING 3RD FLOOR PLAN - PART G ● ● ●
P-141.00 PLUMBING 4TH - 5TH FLOOR PLAN - PART A ● ● ●
P-142.00 PLUMBING 4TH - 5TH FLOOR PLAN - PART B ● ● ●
P-143.00 PLUMBING 4TH - 5TH FLOOR PLAN - PART C ● ● ●
P-144.00 PLUMBING 4TH - 5TH FLOOR PLAN - PART D ● ● ●
P-145.00 PLUMBING 4TH - 5TH FLOOR PLAN - PART E ● ● ●
P-146.00 PLUMBING 4TH - 5TH FLOOR PLAN - PART F ● ● ●
P-161.00 PLUMBING 6TH FLOOR PLAN - PART A ● ●
P-162.00 PLUMBING 6TH FLOOR PLAN - PART B ● ●
P-163.00 PLUMBING 6TH FLOOR PLAN - PART C ● ●
P-164.00 PLUMBING 6TH FLOOR PLAN - PART D ● ●
P-165.00 PLUMBING 6TH FLOOR PLAN - PART E ● ●
P-166.00 PLUMBING 6TH FLOOR PLAN - PART F ● ●
P-171.00 PLUMBING 7TH FLOOR PLAN - PART A ● ● ●
P-172.00 PLUMBING 7TH FLOOR PLAN - PART B ● ● ●
P-173.00 PLUMBING 7TH FLOOR PLAN - PART C ● ● ●
P-174.00 PLUMBING 7TH FLOOR PLAN - PART D ● ● ● ●
P-175.00 PLUMBING 7TH FLOOR PLAN - PART E ● ● ●
P-176.00 PLUMBING 7TH FLOOR PLAN - PART F ● ● ●
P-181.00 PLUMBING 8TH FLOOR PLAN - PART A ● ● ●
P-182.00 PLUMBING 8TH FLOOR PLAN - PART B ● ● ●
P-183.00 PLUMBING 8TH FLOOR PLAN - PART C ● ● ●
P-184.00 PLUMBING 8TH FLOOR PLAN - PART D ● ● ●
P-185.00 PLUMBING 8TH FLOOR PLAN - PART E ● ● ●
P-186.00 PLUMBING 8TH FLOOR PLAN - PART F ● ● ●
P-209.00 PLUMBING NORTH TOWER 9TH FLOOR PLAN ● ● ●
P-210.00 PLUMBING NORTH TOWER 10TH - 14TH FLOOR PLAN ● ●
P-215.00 PLUMBING NORTH TOWER 15TH FLOOR PLAN ● ●
P-216.00 PLUMBING NORTH TOWER 16TH FLOOR PLAN ● ● ●
P-217.00 PLUMBING NORTH TOWER 17TH - 22ND FLOOR PLAN ● ● ●
P-223.00 PLUMBING NORTH TOWER 23RD FLOOR PLAN ● ● ●
P-224.00 PLUMBING NORTH TOWER 24TH FLOOR PLAN ● ● ●
P-225.00 PLUMBING NORTH TOWER 25TH FLOOR PLAN ● ●
P-226.00 PLUMBING NORTH TOWER 26TH - 29TH FLOOR PLAN ● ●
P-230.00 PLUMBING NORTH TOWER 30TH FLOOR PLAN ● ● ●
P-231.00 PLUMBING NORTH TOWER 31ST FLOOR PLAN ● ● ●
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STRUCTURAL SERIES
FO-001.00 GENERAL NOTES, LEGEND & ABBREVIATIONS ● ● ●
FO-100.00 OVERALL FOUNDATION (PARKING) PLAN ● ● ●
FO-101.00 FOUNDATION FRAMING PLAN - PART 1 ● ● ●
FO-102.00 FOUNDATION FRAMING (PARKING) PLAN - PART 2 ● ● ●
FO-103.00 FOUNDATION FRAMING (PARKING) PLAN - PART 3 ● ●
FO-200.00 FOUNDATION TYPICAL DETAILS 1 ● ●
FO-201.00 FOUNDATION TYPICAL DETAILS 2 ● ●
FO-202.00 FOUNDATION TYPICAL DETAILS 3 ● ●
S-001.00 OVERALL PARKING LEVEL PLAN ●
S-002.00 PARKING LEVEL PLAN - PART 1 ●
S-003.00 PARKING LEVEL PLAN - PART 2 ●
S-004.00 PARKING LEVEL PLAN - PART 3 ●
S-010.00 OVERALL GROUND FLOOR FRAMING PLAN ● ● ●
S-011.00 GROUND FLOOR FRAMING PLAN - PART 1 ● ● ●
S-012.00 GROUND FLOOR FRAMING PLAN - PART 2 ● ● ●
S-013.00 GROUND FLOOR FRAMING PLAN - PART 3 ● ●
S-020.00 2ND FLOOR OVERALL FRAMING PLAN ● ● ●
S-021.00 2ND FLOOR FRAMING PLAN - PART 1 ● ● ●
S-022.00 2ND FLOOR FRAMING PLAN - PART 2 ● ● ●
S-023.00 2ND FLOOR FRAMING PLAN - PART 3 ● ●
S-030.00 3RD FLOOR OVERALL FRAMING PLAN ● ● ●
S-031.00 3RD FLOOR FRAMING PLAN - PART 1 ● ● ●
S-032.00 3RD FLOOR FRAMING PLAN - PART 2 ● ● ●
S-033.00 3RD FLOOR FRAMING PLAN - PART 3 ● ●
S-040.00 4TH FLOOR FLOOR OVERALL FRAMING PLAN ● ● ●
S-041.00 4TH FLOOR FRAMING PLAN - PART 1 ● ● ●
S-042.00 4TH FLOOR FRAMING PLAN - PART 2 ● ● ●
S-043.00 4TH FLOOR FRAMING PLAN - PART 3 ● ●
S-050.00 OVERALL 5TH AND 6TH FLOOR FRAMING PLAN ●
S-051.00 5TH AND 6TH FLOOR FRAMING PLAN - PART 1 ●
S-052.00 5TH AND 6TH FLOOR FRAMING PLAN - PART 2 ●
S-053.00 5TH AND 6TH FLOOR FRAMING PLAN - PART 3 ●
S-070.00 7TH FLOOR OVERALL FRAMING PLAN ● ● ●
S-071.00 7TH FLOOR FRAMING PLAN - PART 1 ● ● ●
S-072.00 7TH FLOOR FRAMING PLAN - PART 2 ● ● ●
S-073.00 7TH FLOOR FRAMING PLAN - PART 3 ● ●
S-080.00 8TH FLOOR OVERALL FRAMING PLAN ● ● ●
S-081.00 8TH FLOOR FRAMING PLAN - PART 1 ● ● ●
S-082.00 8TH FLOOR FRAMING PLAN - PART 2 ● ● ●
S-090.00 9TH FLOOR OVERALL FRAMING PLAN ● ● ●
S-091.00 9TH FLOOR FRAMING PLAN - PART 1 ● ● ●
S-092.00 9TH FLOOR FRAMING PLAN - PART 2 ● ● ●
S-101.00 10TH TO 36TH FLOOR FRAMING PLAN - NORTH ● ● ●
S-102.00 10TH TO 26TH FLOOR FRAMING PLAN - SOUTH ● ● ●
S-272.00 27TH FLOOR FRAMING PLAN - SOUTH ● ● ●
S-282.00 28TH TO 30TH FLOOR FRAMING PLAN - SOUTH ● ● ●
S-312.00 MAIN ROOF (MECH LEVEL 1) FRAMING PLAN - SOUTH ● ● ●
S-322.00 BULKHEAD (MECH LEVEL 2) AND BULKHEAD FRAMING PLAN - SOUTH ● ●
S-371.00 37TH FLOOR FRAMING PLAN - NORTH ● ● ●
S-381.00 38TH TO 40TH FLOOR FRAMING PLAN - NORTH ● ● ●
S-411.00 MAIN ROOF (MECH LEVEL 1) FRAMING PLAN - NORTH ● ● ●
S-421.00 BULKHEAD (MECH LEVEL 2) AND BULKHEAD FRAMING PLAN - NORTH ● ●
S-948.00 LINK BEAM SCHEDULE ●
S-949.00 TYPICAL LINK BEAM SCHEDULE ●
S-950.00 COLUMN SCHEDULE 1 ● ● ●
S-951.00 COLUMN SCHEDULE 2 ● ● ●
S-952.00 COLUMN SCHEDULE 3 ● ● ●
S-955.00 TYPICAL COLUMN DETAILS ● ● ●
S-956.00 COLUMN DETAILS 1 ●
S-957.00 COLUMN DETAILS 2 ●
S-958.00 COLUMN DETAILS 3 ●
S-959.00 COLUMN DETAILS 4 ●
S-960.00 TYPICAL SUPERSTRUCTURE DETAILS 1 ● ● ●
S-961.00 TYPICAL SUPERSTRUCTURE DETAILS 2 ● ● ●
S-962.00 TYPICAL SUPERSTRUCTURE DETAILS 3 ● ● ●
S-980.00 TYPICAL STAIR DETAILS ● ● ●

EN SERIES - ENERGY CODE
EN-001.00 ENERGY CODE COMPLIANCE - BUILDING 1 (BASE) ●
EN-002.00 ENERGY CODE COMPLIANCE - BUILDING 2 (SOUTH TOWER) ●
EN-003.00 ENERGY CODE COMPLIANCE - BUILDING 3 (NORTH TOWER) ●

MECHANICAL SERIES
M-001.00 MECHANICAL NOTES, SYMBOLS, AND ABBREVIATIONS ● ● ● ●
M-099.00 MECHANICAL SUBCELLAR PLAN ● ●
M-100.00 MECHANICAL PARKING LEVEL PLAN ● ● ● ●
M-101.00 MECHANICAL GROUND FLOOR PLAN ● ● ● ●
M-102.00 MECHANICAL 2ND FLOOR PLAN ● ● ● ●
M-103.00 MECHANICAL 3RD FLOOR PLAN ● ● ●
M-104.00 MECHANICAL 4TH-5TH FLOOR PLAN ● ● ● ●
M-106.00 MECHANICAL 6TH FLOOR PLAN ● ●
M-107.00 MECHANICAL 7TH FLOOR PLAN ● ● ● ●
M-108.00 MECHANICAL 8TH FLOOR PLAN ● ● ● ●
M-109.00 MECHANICAL 9TH FLOOR PLAN ● ●
M-110.00 MECHANICAL NORTH TOWER 10TH-24TH FLOOR PLAN ● ● ●
M-111.00 MECHANICAL NORTH TOWER 25TH FLOOR PLAN ● ● ●
M-112.00 MECHANICAL NORTH TOWER 26TH-35TH FLOOR PLAN ● ● ●
M-113.00 MECHANICAL NORTH TOWER 36TH FLOOR PLAN ● ● ●
M-114.00 MECHANICAL NORTH TOWER 37TH FLOOR PLAN ● ●
M-115.00 MECHANICAL NORTH TOWER 38TH-39TH FLOOR PLAN ● ● ●
M-116.00 MECHANICAL NORTH TOWER 40TH FLOOR PLAN ● ● ●
M-117.00 MECHANICAL NORTH TOWER ROOF PLAN ● ● ●
M-118.00 MECHANICAL NORTH TOWER ROOF MEZZANINE PLAN ● ● ●
M-120.00 MECHANICAL SOUTH TOWER 10TH-17TH FLOOR PLAN ● ● ●
M-121.00 MECHANICAL SOUTH TOWER 18TH FLOOR PLAN ● ● ●
M-122.00 MECHANICAL SOUTH TOWER 19TH-25TH FLOOR PLAN ● ● ●
M-123.00 MECHANICAL SOUTH TOWER 26TH FLOOR PLAN ● ● ●
M-124.00 MECHANICAL SOUTH TOWER 27TH FLOOR PLAN ● ●
M-125.00 MECHANICAL SOUTH TOWER 28TH-29TH FLOOR PLAN ● ● ●
M-126.00 MECHANICAL SOUTH TOWER 30TH FLOOR PLAN ● ● ●
M-127.00 MECHANICAL SOUTH TOWER ROOF PLAN ● ● ●
M-128.00 MECHANICAL SOUTH TOWER ROOF MEZZANINE PLAN ● ● ●
M-191.00 MECHANICAL SUBCELLAR PLAN - PART A ● ●
M-192.00 MECHANICAL SUBCELLAR PLAN - PART B ● ●
M-193.00 MECHANICAL SUBCELLAR PLAN - PART C ● ●
M-194.00 MECHANICAL SUBCELLAR PLAN - PART D ● ●
M-197.00 MECHANICAL SUBCELLAR PLAN - PART G ● ●
M-198.00 MECHANICAL SUBCELLAR PLAN - PART H ● ●
M-201.00 MECHANICAL PARKING LEVEL PLAN - PART A ● ● ●
M-202.00 MECHANICAL PARKING PEVEL PLAN - PART B ● ● ●
M-203.00 MECHANICAL PARKING LEVEL PLAN - PART C ● ● ●
M-204.00 MECHANICAL PARKING LEVEL PLAN - PART D ● ● ●
M-205.00 MECHANICAL PARKING LEVEL PLAN - PART E ● ● ●
M-206.00 MECHANICAL PARKING LEVEL PLAN - PART F ● ● ●
M-207.00 MECHANICAL PARKING LEVEL PLAN - PART G ● ● ●
M-208.00 MECHANICAL PARKING LEVEL PLAN - PART H ● ● ●
M-211.00 MECHANICAL GROUND FLOOR PLAN - PART A ● ● ●
M-212.00 MECHANICAL GROUND FLOOR PLAN - PART B ● ● ●
M-213.00 MECHANICAL GROUND FLOOR PLAN - PART C ● ● ●
M-214.00 MECHANICAL GROUND FLOOR PLAN - PART D ● ● ●
M-215.00 MECHANICAL GROUND FLOOR PLAN - PART E ● ● ●
M-216.00 MECHANICAL GROUND FLOOR PLAN - PART F ● ● ●
M-217.00 MECHANICAL GROUND FLOOR PLAN - PART G ● ● ●
M-218.00 MECHANICAL GROUND FLOOR PLAN - PART H ● ● ●
M-221.00 MECHANICAL 2ND FLOOR PLAN - PART A ● ● ●
M-222.00 MECHANICAL 2ND FLOOR PLAN - PART B ● ● ●
M-223.00 MECHANICAL 2ND FLOOR PLAN - PART C ● ● ●
M-224.00 MECHANICAL 2ND FLOOR PLAN - PART D ● ● ●
M-225.00 MECHANICAL 2ND FLOOR PLAN - PART E ● ● ●
M-226.00 MECHANICAL 2ND FLOOR PLAN - PART F ● ● ●
M-227.00 MECHANICAL 2ND FLOOR PLAN - PART G ● ● ●
M-231.00 MECHANICAL 3RD FLOOR PLAN - PART A ● ● ●
M-232.00 MECHANICAL 3RD FLOOR PLAN - PART B ● ● ●
M-233.00 MECHANICAL 3RD FLOOR PLAN - PART C ● ● ●
M-234.00 MECHANICAL 3RD FLOOR PLAN - PART D ● ● ●
M-235.00 MECHANICAL 3RD FLOOR PLAN - PART E ● ● ●
M-236.00 MECHANICAL 3RD FLOOR PLAN - PART F ● ● ●
M-241.00 MECHANICAL 4TH - 5TH FLOOR PLAN - PART A ● ● ●
M-242.00 MECHANICAL 4TH - 5TH FLOOR PLAN - PART B ● ● ●
M-243.00 MECHANICAL 4TH - 5TH FLOOR PLAN - PART C ● ● ●
M-244.00 MECHANICAL 4TH - 5TH FLOOR PLAN - PART D ● ● ●
M-245.00 MECHANICAL 4TH - 5TH FLOOR PLAN - PART E ● ● ●
M-246.00 MECHANICAL 4TH - 5TH FLOOR PLAN - PART F ● ● ●
M-261.00 MECHANICAL 6TH FLOOR PLAN - PART A ● ●
M-262.00 MECHANICAL 6TH FLOOR PLAN - PART B ● ●
M-263.00 MECHANICAL 6TH FLOOR PLAN - PART C ● ●
M-264.00 MECHANICAL 6TH FLOOR PLAN - PART D ● ●
M-265.00 MECHANICAL 6TH FLOOR PLAN - PART E ● ●
M-266.00 MECHANICAL 6TH FLOOR PLAN - PART F ● ●
M-271.00 MECHANICAL 7TH FLOOR PLAN - PART A ● ● ●
M-272.00 MECHANICAL 7TH FLOOR PLAN - PART B ● ● ●
M-273.00 MECHANICAL 7TH FLOOR PLAN - PART C ● ● ●
M-274.00 MECHANICAL 7TH FLOOR PLAN - PART D ● ● ●
M-275.00 MECHANICAL 7TH FLOOR PLAN - PART E ● ● ●
M-276.00 MECHANICAL 7TH FLOOR PLAN - PART F ● ● ●
M-281.00 MECHANICAL 8TH FLOOR PLAN - PART A ● ● ●
M-282.00 MECHANICAL 8TH FLOOR PLAN - PART B ● ● ●
M-283.00 MECHANICAL 8TH FLOOR PLAN - PART C ● ● ●
M-284.00 MECHANICAL 8TH FLOOR PLAN - PART D ● ● ●
M-291.00 MECHANICAL 9TH FLOOR PLAN - PART A ● ●
M-292.00 MECHANICAL 9TH FLOOR PLAN - PART B ● ●
M-293.00 MECHANICAL 9TH FLOOR PLAN - PART C ● ●
M-294.00 MECHANICAL 9TH FLOOR PLAN - PART D ● ●
M-300.00 MECHANICAL WATER FLOW DIAGRAM ● ● ● ●
M-301.00 MECHANICAL PODIUM WATER RISER DIAGRAM ● ● ● ●
M-302.00 MECHANICAL NORTH TOWER WATER RISER DIAGRAM ● ● ● ●
M-303.00 MECHANICAL SOUTH TOWER WATER RISER DIAGRAM ● ● ● ●
M-310.00 MECHANICAL PODIUM AIR RISER DIAGRAM ● ● ● ●
M-311.00 MECHANICAL NORTH TOWER AIR RISER DIAGRAM ● ● ● ●
M-312.00 MECHANICAL SOUTH TOWER AIR RISER DIAGRAM ● ● ● ●
M-400.00 MECHANICAL EQUIPMENT SCHEDULES SHEET 1 ● ● ● ●
M-401.00 MECHANICAL EQUIPMENT SCHEDULES SHEET 2 - BASE BUILDING ● ● ●
M-402.00 MECHANICAL EQUIPMENT SCHEDULES SHEET 3 - BASE BUILDING ● ● ●
M-403.00 MECHANICAL EQUIPMENT - NORTH TOWER ● ● ●
M-404.00 MECHANICAL EQUIPMENT - SOUTH TOWER ● ● ●
M-500.00 MECHANICAL DETAILS SHEET 1 ● ● ●
M-501.00 MECHANICAL DETAILS SHEET 2 ● ● ●
M-502.00 MECHANICAL DETAILS SHEET 3 ● ● ●
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A-400 SERIES - EXTERIOR SHELL
A-401.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-402.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-403.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-404.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-405.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-406.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-407.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-408.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-409.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-410.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-411.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-412.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-413.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-414.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-415.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-416.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-417.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-418.00 ENLARGED PLAN, ELEVATION AND SECTION ● ●
A-430.00 WALL SECTION DETAILS ●
A-431.00 WALL SECTION DETAILS ●
A-432.00 WALL SECTION DETAILS ●
A-433.00 WALL SECTION DETAILS ●
A-440.00 TYPICAL WALL SECTION DETAILS ● ●
A-460.00 PLAN DETAILS ●
A-480.00 WINDOW SCHEDULE - BUILDING 1 - BASE BUILDING ● ● ●
A-481.00 WINDOW SCHEDULE - BUILDING 1 - BASE BUILDING ● ● ●
A-482.00 WINDOW SCHEDULE - BUILDING 1 - BASE BUILDING ● ●
A-483.00 WINDOW SCHEDULE - BUILDING 1 - BASE BUILDING ● ●
A-484.00 WINDOW SCHEDULE - BUILDING 1 - BASE BUILDING ● ●
A-485.00 WINDOW SCHEDULE - BUILDING 2 - SOUTH BUILDING ● ● ●
A-486.00 WINDOW SCHEDULE - BUILDING 2 - SOUTH BUILDING ● ● ●
A-487.00 WINDOW SCHEDULE - BUILDING 2 - SOUTH BUILDING ● ●
A-488.00 WINDOW SCHEDULE - BUILDING 3 - NORTH BUILDING ● ● ●
A-489.00 WINDOW SCHEDULE - BUILDING 3 - NORTH BUILDING ● ● ●
A-490.00 WINDOW SCHEDULE - BUILDING 3 - NORTH BUILDING ● ●
A-495.00 METAL PANEL SCHEDULE ●

A-500 SERIES - CORE
A-501.00 CORE PLANS, SECTIONS & DETAILS  STAIRS A & B ● ● ● ● ●
A-502.00 CORE PLANS, SECTIONS & DETAILS STAIRS C ● ● ● ● ●
A-503.00 CORE PLANS, SECTIONS & DETAILS STAIRS D ● ● ●
A-504.00 CORE PLANS, SECTIONS & DETAILS STAIRS E & F ● ● ● ● ●
A-505.00 CORE PLANS, SECTIONS & DETAILS STAIRS G, G1, H, J, J1 ● ● ● ● ●
A-506.00 CORE PLANS, SECTIONS & DETAILS STAIRS K, L, M ● ● ● ● ●
A-510.00 TRASH CHUTE PLANS & SECTIONS ● ● ● ●
A-511.00 CORE PLANS, SECTIONS & DETAILS ● ● ●
A-520.00 NORTH TOWER ELEVATORS PE1-PE3 ARCHITECTURAL ●
A-521.00 SOUTH TOWER ELEVATORS PE8-PE10 ARCHITECTURAL ●
A-522.00 BASE ELEVATORS PE4 - PE7 & PE11 ARCHITECTURAL ●
A-530.00 NORTH TOWER PASSENGER ELEVATOR PE1 - PE3 ●
A-531.00 SOUTH TOWER PASSENGER ELEVATOR PE8 - PE10 ●
A-532.00 BASE BUILDING PASSENGER ELEVATOR PE4 - PE5 ●
A-533.00 BASE BUILDING PASSENGER ELEVATOR PE6 - PE7 ●

A-600 SERIES - KITCHENS AND BATHS
A-601.00 KITCHEN PLANS & INTERIOR ELEVATIONS ● ● ● ● ● ●
A-602.00 KITCHEN PLANS & INTERIOR ELEVATIONS ● ● ● ● ● ●
A-603.00 KITCHEN PLANS & INTERIOR ELEVATIONS ● ●
A-604.00 KITCHEN PLANS & INTERIOR ELEVATIONS ● ●
A-605.00 KITCHEN PLANS & INTERIOR ELEVATIONS ● ●
A-606.00 KITCHEN PLANS & INTERIOR ELEVATIONS ● ●
A-607.00 KITCHEN PLANS & INTERIOR ELEVATIONS ● ●
A-615.00 KITCHEN DETAILS & SCHEDULES ● ● ● ● ● ●
A-621.00 BATH PLANS & INTERIOR ELEVATIONS ● ● ● ● ● ●
A-622.00 BATH PLANS & INTERIOR ELEVATIONS ● ●
A-623.00 BATH PLANS & INTERIOR ELEVATIONS ● ●
A-624.00 BATH PLANS & INTERIOR ELEVATIONS ● ●
A-625.00 PUBLIC BATH PLANS & INTERIOR ELEVATIONS ● ● ●
A-626.00 PUBLIC BATH PLANS & INTERIOR ELEVATIONS ●
A-627.00 PUBLIC BATH PLANS & INTERIOR ELEVATIONS ●
A-630.00 BATHROOM DETAILS & SCHEDULES ● ● ● ● ● ●

A-700 SERIES - INTERIORS & FINISH PLANS
A-710.00 BASE BUILDING MAILBOXES ● ● ●
A-715.00 LAUNDRY ROOM - NORTH BUILDING ● ● ●
A-716.00 LAUNDRY ROOM - SOUTH BUILDING ● ● ●

LANDSCAPE SERIES
L-000 RENDERED PLAN ● ●
L-100 KEY & DIMENSION PLAN - GROUND FLOOR ● ●
L-101 KEY & DIMENSION PLAN - GROUND FLOOR ● ●
L-102 KEY & DIMENSION PLAN - AMENITY SPACE - 7th  FLOOR ●
L-103 KEY & DIMENSION PLAN - GREEN ROOF 2nd & 9th FLOOR ●
L-200A GRADING PLAN - GROUND FLOOR ●
L-200B SUBSURFACE GRADING PLAN - GROUND FLOOR ●
L-201A GRADING PLAN - GROUND FLOOR ●
L-201B SUBSURFACE GRADING PLAN - GROUND FLOOR ●
L-202A GRADING PLAN - AMENITY SPACE - 7th  FLOOR ● ●
L-202B SUBSURFACE GRADING PLAN - AMENITY SPACE - 7th  FLOOR ●
L-203A GRADING PLAN - GREEN ROOF 2nd & 9th FLOOR ●
L-203B SUBSURFACE GRADING PLAN - GREEN ROOF 2nd & 9th FLOOR ●
L-300 PLANTING PLAN - GROUND FLOOR ● ●
L-301 PLANTING PLAN - GROUND FLOOR ● ●
L-302 PLANTING PLAN - AMENITY SPACE - 7th  FLOOR ●
L-303 PLANTING PLAN - GREEN ROOF 2nd & 9th FLOOR ●
L-304 PLANTING SCHEDULE ●
L-305 PLANTING DETAILS ●
L-306 IRRIGATION PLAN - GROUND FLOOR ●
L-307 IRRIGATION PLAN - GROUND FLOOR ●
L-308 IRRIGATION PLAN - AMENITY SPACE - 7th  FLOOR ●
L-309 IRRIGATION PLAN - GREEN ROOF 2nd & 9th FLOOR ●
L-310 IRRIGATION DETAILS ●
L-400 MATERIAL PLAN - GROUND FLOOR ● ●
L-401 MATERIAL PLAN - GROUND FLOOR ●
L-402 MATERIAL PLAN - AMENITY SPACE - 7th  FLOOR ●
L-500 SECTIONS - GROUND FLOOR ● ●
L-501 SECTIONS - GROUND FLOOR ● ●
L-502 SECTIONS - GROUND FLOOR ●
L-503 SECTIONS - GROUND FLOOR ●
L-600 PLANTING DETAILS ● ●
L-601 DRAINAGE DETAILS ● ●
L-602 SITE DETAILS ● ●
L-603 FURNITURE DETAILS ● ●
L-604 TRELLIS DETAILS ● ●
L-605 OUTDOOR KITCHEN DETAILS ● ●
L-606 GUARDRAIL DETAILS ● ●
L-607 SIGNAGE DETAILS ● ●
L-608 ROOF DETAILS ●
L-700 LIGHTING PLAN - GROUND FLOOR ● ●
L-701 LIGHTING PLAN - GROUND FLOOR ● ●
L-702 LIGHTING PLAN - AMENITY SPACE - 7th  FLOOR ● ●
L-703 LIGHTING DETAILS ● ●

CIVIL SERIES
BPP-101.00 BUILDERS PAVEMENT PLAN ●
C-001.00 CIVIL GENERAL NOTES ●
C-100.00 DEMOLITION PLAN ●
C-101.00 LAYOUT & MATERIAL PLAN ●
C-102.00 LAYOUT & MATERIAL PLAN ●
C-201.00 GRADING PLAN ●
C-202.00 GRADING PLAN ●
C-301.00 UTILITY PLAN ●
C-302.00 UTILITY PLAN ●
C-501.00 DETAILS ●
C-502.00 DETAILS (SHEET 2 OF 2) ●

MARINE SERIES
MA-102.00 PROPOSED SHORELINE PLAN ●
MA-201.00 MARINE DETAILS ●

SUPPORT OF EXCAVATION DRAWINGS
SOE-001.00 SUPPORT OF EXCAVATION PLAN ●
SOE-510.00 STABILIZATION OF EARTHWORK DETAILS ●
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T SERIES - COVER SHEET
T-001.00 COVER SHEET ● ● ● ● ● ●

G SERIES - GENERAL
G-001.00 DRAWING LIST ● ● ● ● ● ●
G-002.00 ABBREVIATIONS, SYMBOLS & LEGENDS ● ● ● ● ● ●
G-003.00 ACCESSIBILITY & ADAPTABILITY DIAGRAMS, BLDG DEPARTMENT NOTES ● ● ● ● ● ●
G-004.00 PARTITION TYPE SCHEDULE ● ● ● ● ● ●
G-005.00 TYPICAL PARTITION AND CEILING DETAILS ● ● ● ● ● ●
G-006.00 DOOR SCHEDULE, DOOR TYPES, HEAD, JAMB & SILL DETAILS ● ● ● ●

Z-000 SERIES - ZONING
Z-001.00 ZONING INFORMATION ● ● ● ● ● ●
Z-002A.00 SURVEY ● ● ● ● ● ●
Z-002B.00 SURVEY ● ● ●
Z-003.00 FIRM MAP ● ● ●
Z-004.00 ZONING SITE AND PLOT PLANS ● ● ●
Z-005.00 ZONING SECTION - BUILDING 1 ● ● ●
Z-006.00 ZONING SECTIONS - BUILDINGS 2 AND 3 ● ● ●
Z-007.00 ZONING DEDUCTION PLAN - PARKING AND GROUND FLOORS ● ● ●
Z-008.00 ZONING DEDUCTION PLAN - FLOOR 2 ● ● ●
Z-009.00 ZONING DEDUCTION PLAN - 3RD FLOOR ● ● ●
Z-010.00 ZONING DEDUCTION PLAN -  4TH-6TH FLOORS ● ● ●
Z-011.00 ZONING DEDUCTION PLAN - 7TH FLOOR ● ● ●
Z-012.00 ZONING DEDUCTION PLAN - 8TH FLOOR SOUTH TOWER ● ● ●
Z-013.00 ZONING DEDUCTION PLAN - 8TH FLOOR NORTH TOWER ● ● ●
Z-014.00 ZONING DEDUCTION PLAN - TYPICAL LOWER TOWER SOUTH ● ● ●
Z-015.00 ZONING DEDUCTION PLAN - TYPICAL LOWER TOWER NORTH ● ● ●
Z-016.00 ZONING DEDUCTION PLAN - TYPICAL MID TOWER SOUTH ● ● ●
Z-017.00 ZONING DEDUCTION PLAN - TYPICAL MID TOWER NORTH ● ● ●
Z-018.00 ZONING DEDUCTION PLAN - TYPICAL UPPER TOWER FLOOR SOUTH ● ● ●
Z-019.00 ZONING DEDUCTION PLAN - TYPICAL UPPER TOWER FLOOR NORTH ● ● ●
Z-020.00 QUALITY HOUSING CALCULATIONS ● ● ●

A-100 SERIES - FLOOR PLANS
A-100.00 SITE PLAN ● ● ● ● ● ●
A-101.00 SUBCELLAR AND PARKING LEVEL - KEY PLANS ● ● ● ● ● ●
A-102.00 GROUND AND 2ND FLOORS - KEY PLANS ● ● ● ● ● ●
A-103.00 3RD AND 4TH - 6TH TYPICAL BASE - KEY PLANS ● ● ● ● ● ●
A-104.00 7TH FLOOR AND 8TH FLOOR - KEY PLAN ● ● ● ● ●
A-105.00 9TH AND TYPICAL LOWER TOWER FLOORS - KEY PLANS ● ●
A-106.00 TYPICAL MID TOWER AND TERRACE FLOOR PLANS- KEY PLANS ● ● ● ●
A-107.00 TYPICAL UPPER TOWER AND ROOF LEVELS - KEY PLANS ● ● ● ●
A-108.00 MECHANICAL LEVEL 2 AND BULKHEAD - KEY PLANS ● ●
A-120a.00 SUBCELLAR LEVEL ENLARGED PLAN ● ● ●
A-120b.00 SUBCELLAR LEVEL ENLARGED PLAN ● ● ●
A-120c.00 SUBCELLAR LEVEL ENLARGED PLAN ● ● ●
A-120d.00 SUBCELLAR LEVEL ENLARGED PLAN ● ● ●
A-120g.00 SUBCELLAR LEVEL ENLARGED PLAN ● ● ●
A-120h.00 SUBCELLAR LEVEL ENLARGED PLAN ● ● ●
A-121a.00 PARKING LEVEL ENLARGED ● ● ● ● ●
A-121b.00 PARKING LEVEL ENLARGED ● ● ● ● ●
A-121c.00 PARKING LEVEL ENLARGED ● ● ● ● ●
A-121d.00 PARKING LEVEL ENLARGED ● ● ● ● ●
A-121e.00 PARKING LEVEL ENLARGED ● ● ● ● ●
A-121f.00 PARKING LEVEL ENLARGED ● ● ● ● ●
A-121g.00 PARKING LEVEL ENLARGED ● ● ● ● ●
A-121h.00 PARKING LEVEL ENLARGED ● ● ● ● ●
A-122a.00 GROUND FLOOR ENLARGED PLAN ● ● ● ● ●
A-122b.00 GROUND FLOOR ENLARGED PLAN ● ● ● ● ●
A-122c.00 GROUND FLOOR ENLARGED PLAN ● ● ● ● ●
A-122d.00 GROUND FLOOR ENLARGED PLAN ● ● ● ● ●
A-122e.00 GROUND FLOOR ENLARGED PLAN ● ● ● ● ●
A-122f.00 GROUND FLOOR ENLARGED PLAN ● ● ● ● ●
A-122g.00 GROUND FLOOR ENLARGED PLAN ● ● ● ● ●
A-122h.00 GROUND FLOOR ENLARGED PLAN ● ● ● ● ●
A-123a.00 2ND FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-123b.00 2ND FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-123c.00 2ND FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-123d.00 2ND FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-123e.00 2ND FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-123f.00 2ND FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-123g.00 2ND FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-124a.00 3RD FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-124b.00 3RD FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-124d.00 3RD FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-124e.00 3RD FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-124f.00 3RD FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-125a.00 4TH - 6TH FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-125b.00 4TH - 6TH FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-125c.00 4TH - 6TH FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-125d.00 4TH - 6TH FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-125e.00 4TH - 6TH FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-125f.00 4TH - 6TH FLOOR ENLARGED PLAN ● ● ● ● ● ●
A-127a.00 7TH FLOOR ENLARGED PLAN ● ● ● ● ●
A-127b.00 7TH FLOOR ENLARGED PLAN ● ● ● ● ●
A-127c.00 7TH FLOOR ENLARGED PLAN ● ● ● ● ●
A-127d.00 7TH FLOOR ENLARGED PLAN ● ● ● ● ●
A-127e.00 7TH FLOOR ENLARGED PLAN ● ● ● ● ●
A-127f.00 7TH FLOOR ENLARGED PLAN ● ● ● ● ●
A-128a.00 8TH FLOOR ENLARGED PLAN ● ● ● ●
A-128b.00 8TH FLOOR ENLARGED PLAN ● ● ● ●
A-128c.00 8TH FLOOR ENLARGED PLAN ● ● ● ●
A-128d.00 8TH FLOOR ENLARGED PLAN ● ● ● ●
A-129a.00 9TH FLOOR ENLARGED PLAN ● ●
A-129b.00 9TH FLOOR ENLARGED PLAN ● ●
A-129c.00 9TH FLOOR ENLARGED PLAN ● ●
A-129d.00 9TH FLOOR ENLARGED PLAN ● ●
A-130.00 ENLARGED PLAN FLOORS 10-25 - NORTH TOWER ● ● ● ●
A-131.00 ENLARGED PLAN FLOORS 10-18 - SOUTH TOWER ● ● ● ●
A-132.00 ENLARGED PLAN FLOORS 26-36 - NORTH TOWER ● ● ● ●
A-133.00 ENLARGED PLAN FLOORS 19-26  - SOUTH TOWER ● ● ● ●
A-134.00 ENLARGED PLAN FLOOR 37 - NORTH TOWER ● ● ● ●
A-135.00 ENLARGED PLAN FLOOR 27 - SOUTH TOWER ● ● ● ●
A-136.00 ENLARGED PLAN FLOORS 38-40 - NORTH TOWER ● ●
A-137.00 ENLARGED PLAN FLOORS 28-30 - SOUTH TOWER ● ●
A-138.00 ENLARGED MECHANICAL LEVELS PLAN NORTH TOWER ● ● ●
A-139.00 ENLARGED MECHANICAL LEVELS PLAN SOUTH TOWER ● ● ●
A-140.00 ENLARGED BULKHEAD PLAN NORTH TOWER ● ●
A-141.00 ENLARGED BULKHEAD PLAN SOUTH TOWER ● ●

A-200 SERIES - RCP
A-202b.00 GROUND FLOOR REFLECTED CEILING PLAN ●
A-203a.00 2ND FLOOR REFLECTED CEILING PLAN ●
A-203b.00 2ND FLOOR REFLECTED CEILING PLAN ●
A-203c.00 2ND FLOOR REFLECTED CEILING PLAN ●
A-203d.00 2ND FLOOR REFLECTED CEILING PLAN ●
A-203e.00 2ND FLOOR REFLECTED CEILING PLAN ●
A-203f.00 2ND FLOOR REFLECTED CEILING PLAN ●
A-203g.00 2ND FLOOR REFLECTED CEILING PLAN ●
A-204a.00 3RD FLOOR REFLECTED CEILING PLAN ●
A-204b.00 3RD FLOOR REFLECTED CEILING PLAN ●
A-204d.00 3RD FLOOR REFLECTED CEILING PLAN ●
A-204e.00 3RD FLOOR REFLECTED CEILING PLAN ●
A-204f.00 3RD FLOOR REFLECTED CEILING PLAN ●
A-205a.00 4TH & 5TH FLOOR REFLECTED CEILING PLAN ●
A-205b.00 4TH & 5TH FLOOR REFLECTED CEILING PLAN ●
A-205c.00 4TH & 5TH FLOOR REFLECTED CEILING PLAN ●
A-205d.00 4TH & 5TH FLOOR REFLECTED CEILING PLAN ●
A-205e.00 4TH & 5TH FLOOR REFLECTED CEILING PLAN ●
A-205f.00 4TH & 5TH FLOOR REFLECTED CEILING PLAN ●
A-207a.00 7TH FLOOR REFLECTED CEILING PLAN ●
A-207b.00 7TH FLOOR REFLECTED CEILING PLAN ●
A-207c.00 7TH FLOOR REFLECTED CEILING PLAN ●
A-207d.00 7TH FLOOR REFLECTED CEILING PLAN ●
A-208a.00 8TH FLOOR REFLECTED CEILING PLAN ●
A-208d.00 8TH FLOOR REFLECTED CEILING PLAN ●
A-209a.00 9TH FLOOR REFLECTED CEILING PLAN ●
A-209d.00 9TH FLOOR REFLECTED CEILING PLAN ●
A-210.00 10TH-15TH & 17TH-24TH TYP. LOWER TOWER RCP - NORTH ●
A-213.00 26TH-29TH & 31ST-36TH. TYP. MID TOWER RCP - NORTH ●
A-217.00 38TH -39TH. TYP. UPPER TOWER RCP - NORTH ●
A-230.00 10TH-17TH TYP. LOWER TOWER RCP - SOUTH ●
A-232.00 19TH-22ND & 24TH-25TH. TYP. MID TOWER RCP - SOUTH ●
A-236.00 28TH-29TH. TYPICAL UPPER TOWER RCP - SOUTH ●

A-300 SERIES - BLDG SECT & ELEV
A-301.00 BUILDING ELEVATION  EAST ● ● ● ● ● ●
A-302.00 BUILDING ELEVATION NORTH ● ● ● ● ● ●
A-303.00 BUILDING ELEVATION WEST ● ● ● ● ● ●
A-304.00 BUILDING ELEVATION SOUTH ● ● ● ● ● ●
A-311.00 BUILDING SECTIONS ● ● ● ● ● ●
A-312.00 BUILDING SECTIONS ● ● ●
A-313.00 BUILDING SECTIONS ● ● ●
A-314.00 BUILDING SECTIONS ● ● ● ● ● ●
A-315.00 BUILDING SECTIONS ● ● ●
A-316.00 BUILDING SECTIONS ● ● ●

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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NEW YORK CITY BUILDING CODE - CHAPTER 11 ACCESSIBILITY

1101.2 DESIGN. BUILDINGS AND FACILITIES SHALL BE DESIGNED AND
CONSTRUCTED TO BE ACCESSIBLE IN ACCORDANCE WITH THIS CODE AND ICC
A117.1 (ACCESSIBLE AND USABLE BUILDINGS AND FACILITIES).
1107.01 GENERAL. IN ADDITION TO THE OTHER REQUIREMENTS OF THIS
CHAPTER, OCCUPANCIES HAVING DWELLING UNITS OR SLEEPING UNITS SHALL
BE PROVIDED WITH ACCESSIBLE FEATURES IN ACCORDANCE WITH THIS
SECTION.
1107.2 DESIGN. DWELLING UNITS AND SLEEPING UNIT WHICH ARE REQUIRED TO
BE ACCESSIBLE UNITS OR TYPE B UNITS SHALL COMPLY WITH THIS CODE
INCLUDING APPENDIX P WHERE APPLICABLE, AND THE APPLICABLE PROVISIONS
OF CHAPTER 10 OF ICC A117.1. IN ADDITION, TYPE B UNIT IN R-2 OCCUPANCIES
SHALL COMPLY WITH SECTION 1107.2.1 THROUGH 1107.2.8. UNITS REQUIRED TO
BE TYPE B UNITS ARE PERMITTED TO BE DESIGNED AND CONSTRUCTED AS
ACCESSIBLE UNITS.
ALL TOILET AND BATHING FACILITIES IN DWELLING UNITS MUST COMPLY WITH
ALL REQUIREMENTS OF BC APPENDIX P UNLESS AT LEAST ONE BATHROOM IN
THE DWELLING UNIT COMPLIES WITH THE REQUIREMENTS FOR A TYPE A
BATHROOM PER ICC A117.1-2003 SECTION 1003.11
ENTRANCE DOORS TO DWELLING UNITS MUST PROVIDE A MINIMUM OF 32"
CLEAR WIDTH BETWEEN THE FACE OF THE DOOR - WHEN OPEN 90 DEGREES -
AND THE OPPOSITE JAMB STOP AND APPROACH AND MANEUVERABILITY
CLEARANCES REQUIRED BY SECTION 404 OF ICC A117.1. AND THE DIAGRAMS
PROVIDED ON SHEET G-003.
OPERATING HARDWARE AT ENTRANCE DOORS TO DWELLING UNITS MUST
COMPLY WITH ALL REQUIREMENTS OF ICC A117.1, INCLUDING:  BEING LOCATED
BETWEEN 34" AND 48" ABOVE THE FINISHED FLOOR AND REQUIRING NO MORE
THAN 5 LBS OF FORCE TO OPERATE.
ALL DOORS TO BEDROOMS, BATHROOMS, OR OTHER HABITABLE ROOMS IN
DWELLING UNITS SHALL PROVIDE A MINIMUM OF 32" CLEAR IN WIDTH BETWEEN
THE FACE OF THE DOOR AND THE OPPOSITE JAMB STOP.
BEDROOM DOORS INDICATED TO PROVIDE FOR FUTURE REVERSIBILITY MUST
BE PROVIDED WITH MORTISED HINGE AND LATCH BLANKS TO PERMIT FUTURE
REVERSAL OF THE DOOR WITH COMMON HANDTOOLS AND NO ALTERATIONS
TO THE DOOR OR FRAME.
THRESHOLDS OR SADDLES AT ALL DOORS - IF PROVIDED - SHALL BE A
MAXIMUM OF 1/2" IN HEIGHT.
WATER CLOSETS SHALL BE INSTALLED TO A MINIMUM OF 15" AND A MAXIMUM
OF 19" ABOVE THE FLOOR FOR SEAT HEIGHT IN COMPLIANCE WITH BC P102.8.4.
REINFORCEMENT FOR THE POSSIBLE FUTURE INSTALLATION OF GRAB BARS
SHALL BE PROVIDED FOR AS INDICATED ON THE DRAWINGS. PROVIDE FOR
TOILET PAPER DISPENSER SHALL BE INSTALLED WITHIN REACH OF WATER
CLOSET AS PER BC P102.8.6.
LAVATORIES SHALL BE INSTALLED AS PER BC P102.6 TO A MAXIMUM HEIGHT OF
34". NO CABINET SHALL BE PROVIDED UNDER LAVATORY, OR IF PROVIDED IT
MUST BE MADE TO BE REMOVABLE, PROVIDE A MINIMUM CLEAR WIDTH OF 30"
UNDER THE LAVATORY WHEN REMOVED, AND FLOOR AND WALL FINISHES MUST
BE PROVIDED UNDER AND BEHIND IT.
MEDICINE CABINETS WITH MIRRORS IF INSTALLED TO BE A MAXIMUM HEIGHT OF
40" ABOVE THE FLOOR.
AT BATHTUBS, REINFORCEMENT FOR THE POSSIBLE FUTURE INSTALLATION OF
GRAB BARS SHALL BE PROVIDED FOR AS INDICATED ON THE DRAWINGS.
CONTROLS FOR BATHTUB SHALL BE INSTALLED BETWEEN THE RIM OF THE TUB
AND THE CENTERLINE OF THE END WALL OF THE TUB ENCLOSURE AND NO
MORE THAN 48" ABOVE THE FINISHED FLOOR ADJACENT TO THE BATHTUB
AT SHOWERS, REINFORCEMENT FOR THE POSSIBLE FUTURE INSTALLATION OF
GRAB BARS SHALL BE PROVIDED FOR AS INDICATED ON THE DRAWINGS.
CONTROLS FOR SHOWER SHALL BE INSTALLED AT LEAST 34"  AND NO MORE
THAN 48" ABOVE THE FINISHED FLOOR ADJACENT TO THE SHOWER.
PROPOSED KITCHENS SHALL COMPLY WITH BC 1107.2.3. KITCHEN COUNTER
TOPS TO BE INSTALLED AT A MAXIMUM HEIGHT OF 36" AS BC 1107.2.3.1.
KITCHENS SHALL BE PROVIDED WITH REMOVABLE BASE CABINETS UNDER THE
KITCHEN SINK AND AT A 30" WIDE WORK SURFACE - AS INDICATED ON THE
DRAWINGS.  THE SINK AND SURROUNDING COUNTER AND THE COUNTER AT THE
DESIGNATED 30" WIDE WORKSURFACE SHALL BE ADJUSTABLE IN HEIGHT
BETWEEN A HEIGHT OF 29" AND 36" ABOVE THE ADJACENT FINISHED FLOOR.
UPPER CABINETS TO BE MADE ADJUSTABLE ABOVE KITCHEN SINK AND 30" WIDE
DESIGNATED WORK SURFACE.
PROVIDE FOR NEW REFRIGERATORS / FREEZERS TO BE SELF-DEFROSTING
TYPE APPROVED FOR USE IN THE CITY OF NEW YORK AS BC 1107.2.3.3.
MAXIMUM HEIGHT OF AT LEAST ONE SHELF OF OVERHEAD CABINET ABOVE
COUNTERTOP SHALL BE 48" AS PER BC 1107.7.2.3.4.
OPERABLE PARTS OF ALL WINDOWS IN DWELLING UNITS SHALL BE LOCATED AT
LEAST 15" AND NO MORE THAN 48" ABOVE THE ADJACENT FINISHED FLOOR AND
SHALL REQUIRE NO MORE THAN 5 LBS OF FORCE TO OPERATE.

ACCESSIBLE ELEVATOR NOTES:

GENERAL.  PASSENGER ELEVATORS ON ACCESSIBLE ROUTES SHALL COMPLY
WITH ANSI/ASME A17.1-1984 AND A17.1A-1985.  THIS STANDARD DOES NOT
PRECLUDE THE USE OF RESIDENTIAL ELEVATORS OR WHEELCHAIR LIFTS WHEN
APPROPRIATE AND APPROVED BY ADMINISTRATIVE AUTHORITIES.  FREIGHT
ELEVATORS SHALL NOT BE CONSIDERED AS MEETING THE REQUIREMENTS OF
THIS SECTION UNLESS THE ONLY ELEVATORS PROVIDED ARE USED AS
COMBINATION PASSENGER AND FREIGHT ELEVATORS.
AUTOMATIC OPERATIONS.  ELEVATORS OPERATION SHALL BE AUTOMATIC.
EACH CAR SHALL BE EQUIPPED WITH A SELF-LEVELING FEATURE THAT WILL
AUTOMATICALLY BRING THE CAR TO FLOOR LANDINGS WITHIN A TOLERANCE
OF 1/2" (13mm) UNDER RATED LOADING TO ZERO LOADING CONDITIONS.  THIS
SELF-LEVELING FEATURES SHALL BE AUTOMATIC AND INDEPENDENT OF THE
OPERATING DEVICE AND SHALL CORRECT FOR OVER-TRAVEL OR UNDER-
TRAVEL.
HALL CALL BUTTONS.  CALL BUTTONS IN ELEVATOR LOBBIES AND HALLS SHALL
BE CENTERED AT 42" (1065mm) ABOVE THE FLOOR.  SUCH CALL BUTTONS
SHALL HAVE VISUAL SIGNALS TO INDICATE WHEN EACH CALL IS REGISTERED
AND WHEN EACH CALL IS ANSWERED.  CALL BUTTONS SHALL BE A MINIMUM OF
3/4" (19mm) IN THE SMALLEST DIMENSION.  THE BUTTON DESIGNATING THE UP
DIRECTION SHALL BE ON TOP (SEE FIG. 20).
RAISE CHARACTERS ON HOISTWAY ENTRANCES.  ALL ELEVATOR HOISTWAY
ENTRANCES SHALL HAVE RAISED FLOOR DESIGNATIONS PROVIDED ON BOTH
JAMBS.  THE CENTERLINE OF THE CHARACTERS SHALL BE 60" (1525mm) FROM
THE FLOOR.  SUCH CHARACTERS SHALL BE A NOMINAL 2 INCHES (51mm) IN
HEIGHT (SEE 3.2) AND SHALL COMPLY WITH 4.28.  PERMANENTLY APPLIED
PLATES ARE ACCEPTABLE IF THEY ARE PERMANENTLY FIXED TO THE JAMBS
(SEE FIG. 20).
FLOOR PLAN OF ELEVATOR CARS.  THE FLOOR AREA OF ELEVATOR CARS
SHALL PROVIDE SPACE FOR WHEEL CHAIR USERS TO ENTER THE CAR,
MANEUVER WITHIN REACH OF CONTROLS, AND EXIT FROM THE CAR.
ACCEPTABLE DOOR OPENING AND INSIDE DIMENSIONS SHALL BE AS SHOWN IN
FIG. 22.  THE CLEARANCE BETWEEN THE CAR PLATFORM SILL AND THE EDGE
OF ANY HOISTWAY LANDING SHALL BE NO GREATER THAN 1-1/4" (32mm).
FLOOR SURFACES.  FLOOR COVERINGS SHALL COMPLY WITH 4.5.
ILLUMINATION LEVELS.  THE LEVELS OF ILLUMINATION AT THE CAR CONTROLS,
PLATFORM, AND THE CAR THRESHOLD AND LANDING SILL SHALL BE AT LEAST 5
FOOT-CANDLES (53.8 LUX).
CAR CONTROLS.  ELEVATOR CONTROL PANELS SHALL HAVE THE FOLLOWING
FEATURES:
1) BUTTONS.  ALL BUTTONS SHALL BE AT LEAST 3/4" (19mm) IN THEIR
SMALLEST DIMENSION.  THEY MAY BE RAISED, FLUSH OR RECESSED.
BUTTONS SHALL BE ARRANGED WITH NUMBERS IN ASCENDING ORDER AS
SHOWN IN FIG. 23(A) AND SHALL READ FROM LEFT TO RIGHT.
TACTILE AND VISUAL CONTROL INDICATORS.  ALL CONTROL BUTTONS SHALL
BE DESIGNATED TO RAISED STANDARD ALPHABET CHARACTERS FOR LETTERS,
ARABIC CHARACTERS FOR NUMERALS, OR STANDARDS SYMBOLS AS SHOWN IN
FIG. 23(A) AND AS REQUIRED IN ANSI/ASME A17.1-1984 AND A17.1A-1985.  RAISED
CHARACTERS AND SYMBOLS SHALL COMPLY WITH 4.28.  THE CALL BUTTON FOR
THE MAIN ENTRY FLOOR SHALL BE DESIGNATED BY A RAISED STAR AT THE
LEFT OF THE FLOOR DESIGNATION (SEE FIG. 23(A)).  ALL RAISED DESIGNATIONS
FOR CONTROL BUTTONS SHALL BE PLACED IMMEDIATELY TO THE LEFT OF THE
BUTTON TO WHICH THEY APPLY.  APPLIED PLATED, PERMANENTLY ATTACHED,
ARE AN ACCEPTABLE MEANS TO PROVIDE RAISED CONTROL DESIGNATION.
FLOOR BUTTONS SHALL BE PROVIDED WITH VISUAL INDICATORS TO SHOW
WHEN EACH CALL IS REGISTERED.  THE VISUAL INDICATORS SHALL BE
EXTINGUISHED WHEN EACH CALL IS ANSWERED.
HEIGHT.  ALL FLOOR BUTTONS SHALL BE NO HIGHER THAN 54" (1370mm) ABOVE
THE FLOOR FOR SIDE APPROACH AND 48" (1220mm) FOR FRONT APPROACH.
EMERGENCY CONTROLS, INCLUDING THE EMERGENCY ALARM AND EMERGENCY
STOP, SHALL BE GROUPED AT THE BOTTOM OF THE PANEL AND SHALL HAVE
THEIR CENTERLINES NO LESS THEN 35" (890mm) ABOVE THE FLOORS (SEE FIG.
23(A) AND (B)).

LOCATION.  CONTROLS SHALL BE LOCATED ON A FRONT WALL IF CARS HAVE
CENTER OPENING DOORS, AND AT THE SIDE WALL OR AT THE FRONT WALL
NEXT TO THE DOOR IF CARS HAVE SIDE OPENING DOORS (SEE FIG. 23(C) AND
(D)).
CAR POSITION INDICATORS.  IN ELEVATOR CARS, A VISUAL CAR POSITION
INDICATOR SHALL BE PROVIDED ABOVE THE CAR CONTROL PANEL OR OVER
THE DOOR TO SHOW THE POSITION OF THE ELEVATOR IN THE HOISTWAY.  AS
THE CAR PASSES OR STOPS AT A FLOOR SERVED BY THE ELEVATORS, THE
CORRESPONDING NUMERAL SHALL ILLUMINATE AND AN AUDIBLE SIGNAL SHALL
SOUND.  NUMERALS SHALL BE A MINIMUM OF 1/2" (13mm) HIGH.  THE AUDIBLE
SIGNAL SHALL BE NO LESS THAN 20 DECIBELS WITH A FREQUENCY NO HIGHER
THAN 1500Hz.  AN AUTOMATIC VERBAL ANNOUNCEMENT OF THE FLOOR
NUMBER AT WHICH A CAR STOPS OR AT WHICH A CAR PASSES MAN BE
SUBSTITUTED FOR THE AUDIBLE SIGNAL.
EMERGENCY COMMUNICATIONS.  IF PROVIDED, CAR EMERGENCY SIGNALING
DEVICES BETWEEN THE ELEVATOR AND A POINT OUTSIDE THE HOISTWAY
SHALL COMPLY WITH ANSI/ASME A17.1-1984 AND A17.1A-1985.  THE HIGHEST
OPERABLE PART OF A TWO-WAY COMMUNICATION SYSTEM SHALL BE A
MAXIMUM OF 54" (1370mm) ABOVE THE FLOOR FOR SIDE APPROACH AND 48"
(1220mm) FOR APPROACH.  IF THE SYSTEM IS LOCATED IN A CLOSED
COMPARTMENT, THE COMPARTMENT DOOR HARDWARE SHALL COMPLY WITH
4.25.  IT SHALL BE IDENTIFIED BY RAISED SYMBOLS AND LETTERING
COMPLYING WITH LENGTH OF THE CORD FROM THE PANEL TO THE HANDSET
SHALL BE AT LEAST 29" (735mm).  THE CAR EMERGENCY SIGNALING DEVICE
SHALL NOT BE LIMITED TO VOICE COMMUNICATION.  IF INSTRUCTIONS FOR USE
ARE PROVIDED, ESSENTIAL INFORMATION SHALL BE PRESENTED IN BOTH
TACTILE AND VISUAL FORM.
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CONTROL PANEL HEIGHTS

PROVIDE TACTILE
BRAILLE AND VISUAL
CONTROLS

5/8" MIN NUMBER HT.
MAIN ENTRY FLOOR

DOOR CLOSED
DOOR OPEN
EMERGENCY ALARM

EMERGENCY STOP
OCTAGONAL SYMBOL
SHALL BE RAISED BUT THE
X IS NOT

CONTROL PANEL DETAIL

7
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8
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B
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S

54"
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N

NOTE: ELEVATOR CARS WITH MINIMUM WIDTH LESS THAN THAT SHOWN
ABOVE, BUT NO LESS THAN 54" ARE ALLOWED FOR ELEVATORS WITH
CAPACITIES OF LESS THAN 200 LBS. A CENTER OPENING DOOR
APPLICATION NECESSITATES INCREASING THE 68" DIM. TO 80"

NOTE: THE AUTOMATIC DOOR REOPENING DEVICE IS ACTIVATED IF AN
OBJECT PASSES THROUGH EITHER LINE A OR LINE B, LINE A AND LINE B
REPRESENT THE VERTICAL LOCATIONS OF THE DOOR REOPENING DEVICE
NOT REQUIRING CONTACTS.

ACCESSIBLE ELEVATOR

NOTE:  EXISTING ELEVATOR SHAFTS TO BE ENLARGED SO THAT ONE CAR
TO BE HANDICAP ACCESSIBLE AS PER ANSI SPECIFICATIONS.

SYMBOLS LEGEND

NEW WALL OR PARTITION

EXISTING WORK TO REMAIN

EXISTING WORK TO BE DEMOLISHED

SOLID SHAFT WALL

2 HOUR RATED PARTITION

EARTH

GRAVEL

CONCRETE

CONCRETE MASONRY UNIT

COMMON OR FACE BRICK

BLUESTONE/ SLATE/ SOAPSTONE

STONE

STEEL AND OTHER METALS

BRASS/ BRONZE

ALUMINUM

FINISHED WOOD

FIRE RETARDANT PLYWOOD

ROUGH CARPENTRY

BLOCKING OR SHIMS

GYPSUM BOARD/ PLASTER

BATT INSULATION

RIGID INSULATION

ELEVATION MARKER

SECTION MARKER

DETAIL TAG

INTERIOR ELEVATION MARKER

NORTH ARROW

UNIT TAG

ROOM TAG

REVISION MARKER

COLUMN NUMBER

SHEARWALL NUMBER

COLUMN HOLD POINT - CENTER

PLAN ORIGIN

DOOR NUMBER

PARTITION TAG

SPOT ELEVATION

DUCT RISER TAG

PLUMBING RISER TAG

LEVEL TAG
ARCHITECTURAL ELEVATION
DATUM ELEVATION

WINDOW TAG

FINISH TAG

APPLIANCE OR FIXTURE DESIGNATION
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
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CetraRuddy Architecture DPC
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McLaren Engineering Group
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ABBREVIATIONS, SYMBOLS & LEGENDS
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ABBREVIATIONS

UON UNLESS OTHERWISE NOTED
UR URINAL
UTIL UTILITY

VAC VACANT
VCT VINYL COMPOSITION TILE
VENT VENTILATION
VERT VERTICAL
VEST VESTIBULE
VIF VERIFY IN FIELD
VOL VOLUME
VWC VINYL WALL COVERING

W WEST
W CAB WALL CABINET
W/ WITH
W/D WASHER DRYER
W/O WITHOUT
WASH WASHING MACHINE
WC WATER CLOSET
WD WOOD
WDW WINDOW
WH WATER HEATER
WI WROUGHT IRON
WIC WALK IN CLOSET
WL WORK LINE
WM WIRE MESH
WP WATERPROOFING
WP WORK POINT
WR WATER RESISTANT
WSCT WAINSCOT
WT WEIGHT
WWF WELDED WIRE FABRIC

YD YARD

ABBREVIATIONS

NIC NOT IN CONTRACT
NO NUMBER
NOM NOMINAL
NTS NOT TO SCALE
NYC NEW YORK CITY
NYS NEW YORK STATE

OC ON CENTER
OD OUTSIDE DIAMETER
OFF OFFICE
OPH OPPOSITE HAND
OPNG OPENING
OPP OPPOSITE
OVHD OVERHEAD

P PAINT
PA PUBLIC ASSEMBLY
PC PIECE
PE PASSENGER ELEVATOR
PED PEDESTRIAN
PERF PERFORATED
PH PUBLIC HALL
PL PROPERTY LINE
PL PLATE
PLAM PLASTIC LAMINATE
PLAS PLASTER
PLAT PLATFORM
PLBG PLUMBING
PLYWD PLYWOOD
POL POLISH(ED)
PR PAIR
PR POWDER ROOM
PREFAB PREFABRICATED
PRKG PARKING
PROP PROPERTY
PSF POUNDS PER SQUARE FOOT
PSI POUNDS PER SQUARE INCH
PT POINT
PTD PAINTED
PTN PARTITION
PVC POLYVINYLCHLORIDE
PVG PAVING

QT QUARRY TILE
QTY QUANTITY

R RADIUS
R RANGE
R RISER
RAD RADIATOR
RB RUBBER BASE
RC REFUSE CHUTE
RCP REFLECTED CEILING PLAN
RD ROOF DRAIN
REC RECESSED
RECEP RECEPTION
REF REFERENCE
REF REFRIGERATOR
REG REGISTER
REINF REINFORCED
REQD REQUIRED
RESIL RESILIENT
RESIST RESISTANT
REV REVISION
RH RIGHT HAND
RM ROOM
RO ROUGH OPENING
ROW RIGHT-OF-WAY

S SOUTH
S/S STAINLESS STEEL
SA SLEEPING AREA
SAN SANITARY
SC SOLID CORE
SCHED SCHEDULE
SD SOAP DISPENSER
SE SERVICE ELEVATOR
SECT SECTION
SEP SEPARATE
SF SQUARE FOOT (FEET)
SHT SHEET
SIM SIMILAR
SO SLAB OPENING
SP STANDPIPE
SPEC SPECIFICATION
SPKR SPEAKER
SPR SPRINKLER
SQ SQUARE
SS SOLID SURFACE
STA STATION
STC SOUND TRANSMISSION CLASS
STD STANDARD
STL STEEL
STOR STORAGE
STRUCT STRUCTURAL
SUSP SUSPENDED
SW SHEAR WALL
SWBD SWITCHBOARD
SYMM SYMMETRICAL

T TREAD
T&B TOP & BOTTOM
T&G TONGUE & GROOVE
TC TRASH CHUTE
TEL TELEPHONE
TER TERRAZZO
THK THICK
TO TOP OF
TOC TOP OF CURB
TOFF TOP OF FINISH FLOOR
TOIL TOILET
TOP TOP OF PARAPET
TOPO TOPOGRAPHY
TOS TOP OF SLAB
TOSTL TOP OF STEEL
TOW TOP OF WALL
TV TELEVISION
TX TOILET EXHAUST
TYP TYPICAL

UC UNDER CUT
UNEX UNEXCAVATED
UNFIN UNFINISHED

ABBREVIATIONS

FF FINISH FLOOR
FH FULL HEIGHT
FHC FIRE HOSE CABINET
FHR FIRE HOSE RACK
FIN FINISH
FIXT FIXTURE
FLASH FLASHING
FLEX FLEXIBLE
FLR FLOOR
FLUOR FLUORESCENT
FO FINISH OPENING
FOB FACE OF BUILDING
FP FIREPROOF
FPSC FIREPROOF SELF-CLOSING
FR FIRE RATING
FR FRAME
FSP FIRE STANDPIPE
FT FOOT (FEET)
FTG FOOTING
FTR FIN TUBE RADIATION
FURN FURNISH/FURNITURE
FURR FURRING
FX FIRE EXTINGUISHER

G GAS
GA GAUGE
GALV GALVANIZED
GB GRAB BAR
GC GENERAL CONTRACTOR
GEN GENERAL
GL GLASS
GR GRADE
GRND GROUND
GT GREASE TRAP
GWB GYPSUM WALLBOARD
GX GENERAL EXHAUST
GYP GYPSUM
GYP PLAS GYPSUM PLASTER

HB HOSE BIB
HC HOLLOW CORE
HCLNG HUNG CEILING
HDW HARDWARE
HDWD HARDWOOD
HM HOLLOW METAL
HNDRL HANDRAIL
HO HOLD OPEN
HORIZ HORIZONTAL
HP HIGH POINT
HP HORSE POWER
HR HOUR
HT HEIGHT
HTG HEATING
HVAC HEATING, VENTILATING, AIR

CONDITIONING
HW HOT WATER
HYD HYDRANT

ID INSIDE DIAMETER
IN INCH(ES)
INCAND INCANDESCENT
INCL INCLUDE(D)
INSUL INSULATION
INT INTERIOR
INTERM INTERMEDIATE
INV INVERT
INV EL INVERT ELEVATION

JAN JANITOR
JAN CLO JANITOR'S CLOSET
JT JOINT

KD KNOCK DOWN
KIT KITCHEN
KO KNOCK OUT
KP KICK PLATE
KTTE KITCHENETTE
KX KITCHEN EXHAUST

LAM LAMINATE(D)
LAUN LAUNDRY
LAV LAVATORY
LB(S) POUND(S)
LD LINEAR DIFFUSER
LDR LEADER
LF LINEAR FOOT
LIB LIBRARY
LIN CL LINEN CLOSET
LP LOW POINT
LR LIVING ROOM
LT LIGHT
LT WT LIGHTWEIGHT

m METER
MACH MACHINE
MAINT MAINTENANCE
MAS MASONRY
MAX MAXIMUM
MB MASTER BATHROOM
M BR MASTER BEDROOM
MC MEDICINE CABINET
MDL MULTIPLE DWELLING LAW
MECH MECHANICAL
MEMB MEMBRANE
MEZZ MEZZANINE
MFR MANUFACTURER
MH MANHOLE
MIN MINIMUM
MIRR MIRROR
MISC MISCELLANEOUS
ML MODULE LINE
mm MILLIMETER
MO MASONRY OPENING
MOD MODIFIED
MP MIDPOINT
MTD MOUNTED
MTL METAL
MULL MULLION
MWP MEMBRANE WATERPROOFING

N NORTH
NC NON-CORROSIVE
NFHB NON-FREEZING HOSE BIB

ABBREVIATIONS

@ AT
A/C AIR CONDITIONING
ACOUS ACOUSTICAL
ACT ACOUSTICAL CEILING TILE
AD AREA DRAIN
ADJ ADJUSTABLE
AFF ABOVE FINISHED FLOOR
ALT ALTERNATE
ALUM ALUMINUM
ANOD ANODIZED
APPD APPROVED
APPROX APPROXIMATE
APT APARTMENT
ARCH ARCHITECTURAL
ATOS ABOVE TOP OF SLAB
AUTO AUTOMATIC

B/B BACK TO BACK
BC BRICK COURSE
BD BOARD
BITUM BITUMINOUS
BL BASE LINE
BLKG BLOCKING
BM BEAM
BOC BOTTOM OF CURB
BOT BOTTOM
BR BEDROOM
BRKFT BREAKFAST ROOM
BSA BOARD OF STANDARD AND APPEALS
BSMT BASEMENT
BTUH BRITISH THERMAL UNIT PER HOUR
BTWN BETWEEN

C TO C CENTER TO CENTER
CAB CABINET
CAP CAPACITY
CB CATCH BASIN
CCTV CLOSED CIRCUIT TELEVISION
CEM CEMENT
CFM CUBIC FEET PER MINUTE
CG CORNER GUARD
CIP CAST IN PLACE
CJ CONTROL JOINT
CL CENTER LINE
CLG CEILING
CLL CONTRACT LIMIT LINE
CLO CLOSET
CLR CLEAR
cm CENTIMETER
CMU CONCRETE MASONRY UNIT
CO COMPANY
COL COLUMN
CONC CONCRETE
CONF CONFERENCE
CONN CONNECTION
CONSTR CONSTRUCTION
CONT CONTINUOUS
COORD COORDINATE
CORR CORRIDOR
CP CENTER POINT
CPT CARPET
CS CAST STONE
CSK COUNTERSUNK
CT CERAMIC TILE
CTR CENTER
CU CUBIC
CW COLD WATER
CWR CHILLED WATER RISER

DA DINING ALCOVE OR DINING AREA
DBL DOUBLE
DEG DEGREE
DEMO DEMOLISH
DEPT DEPARTMENT
DET DETAIL
DF DRINKING FOUNTAIN
DH DOUBLE HUNG
DIA DIAMETER
DIAG DIAGONAL
DIFF DIFFUSER
DIM DIMENSION
DIR DIRECTIONAL
DIV DIVISION
DN DOWN
DO DOOR OPENING
DR DINING ROOM
DR DOOR
DS DOWNSPOUT
DU DWELLING UNIT
DW DISH WASHER
DWG DRAWING
DX DRYER EXHAUST

E EAST
EA EACH
EF EXHAUST FAN
EJ EXPANSION JOINT
EL ELEVATION
ELAST ELASTOMERIC
ELEC ELECTRIC
ELEV ELEVATOR
EMER EMERGENCY
ENCL ENCLOSURE
ENGR ENGINEER
ENTR ENTRANCE
EOS EDGE OF SLAB
EP ELECTRICAL PANEL
EQ EQUAL
EQUIP EQUIPMENT
EWC ELECTRICAL WATER COOLER
EXC EXCAVATION
EXH EXHAUST
EXIST EXISTING
EXP EXPANSION

F FOYER
FA FIRE ALARM
FAI FRESH AIR INTAKE
FBO FURNISH BY OTHERS
FD FLOOR DRAIN
FDTN FOUNDATION
FE FREIGHT ELEVATOR
FEC FIRE EXTINGUISHER CABINET
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2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



1. ALL MATERIALS, ASSEMBLIES, FORMS AND METHODS OF CONSTRUCTION AND SERVICE
EQUIPMENT SHALL COMPLY WITH THE FOLLOWING REQUIREMENTS:
a) THEY SHALL HAVE BEEN ACCEPTABLE PRIOR TO THE EFFECTIVE DATE OF THE CODE BY THE
BOARD OF STANDARDS AND APPEALS (BSA), OR NYC DOB MATERIALS & EQUIPMENT ACCEPTANCE
(MEA), OR
b) THEY SHALL HAVE BEEN ACCEPTED FOR USE UNDER THE PRESCRIBED TEST METHODS AS PER
NYC BUILDING CODE.
2. ALL ELEVATIONS SHALL BE REFERRED TO THE BOROUGH OF MANHATTAN TOPOGRAPHICAL
BUREAU DATUM, WHICH IS 2.75' ABOVE MEAN SEA  LEVEL AT SANDY HOOK, NJ AS ESTABLISHED BY
THE U.S. COAST & GEODETIC SURVEY IN 1929, PER BC SEC. 28-104.7.6. TABLE 104.7.6.3.
3. AT LEAST 24 HOURS WRITTEN NOTICE SHALL BE GIVEN TO THE COMMISSIONER BEFORE
COMMENCEMENT OF WORK AS PER BC SEC. 105.5.1. SPECIAL INSPECTION ITEMS REQUIRE 72
HOURS PRIOR WRITTEN NOTICE TO PERSONS RESPONSIBLE FOR INSPECTION AS PER BC SEC. 28-
116.2.3. & PER BC SEC. 3304.3.1.
4. TEN DAYS PRIOR NOTICE SHALL BE GIVEN TO ADJOINING LOT OWNERS AFFECTED BY
FOUNDATION, EARTH-WORK OR DEMOLITION AS PER BC SEC. 3304.3.2.
5. AN ACCURATE AND COMPLETE FINAL SURVEY, MADE BY A LICENSED SURVEYOR SHALL BE
SUBMITTED AFTER COMPLETION OF THE BUILDING AS PER BC SEC. 28-118.4.
6. ALL PAVED WALKS, SURFACES AND AREAWAYS WILL BE DRAINED ADEQUATELY WITHIN THE
SITE.
7. WHERE PIPES, WIRES, CONDUITS, DUCT, ETC. PASSING THROUGH FIRE RATED CONSTRUCTION
SHALL HAVE SURROUNDING SPACES NOT EXCEEDING 1/2" IN WIDTH PACKED WITH FIRESTOPPING
MATERIAL APPROVED BY THE CODE AND CLOSED OFF WITH CLOSE-FITTING METAL CLOSURES.
DUCTWORK PENETRATION SHALL BE PROTECTED BY RATED SELF-CLOSING DEVICES, PER BC SEC.
712.3.3.
8. FIRE SEPARATIONS OR DIVISIONS SHALL COMPLY WITH BC CHAP. 5 AND TABLES 508.2 AND
508.3; AND SHALL BE  CONTINUOUS THROUGH ANY CONCEALED SPACE IN FLOOR OR ROOF
CONSTRUCTION.
9. SPACE OCCUPIED BY DIFFERENT TENANTS SHALL BE SEPARATED BY FIRE BARRIERS PER BC
SEC. 509.9.
10. CONCEALED SPACES WITHIN PARTITIONS, WALLS FLOORS, ROOFS, STAIR, FURRING, PIPE
SPACES,  COLUMN ENCLOSURES ETC., SHALL BE FIRESTOPPED (EXCEPT WHERE CONCEALED
SPACE IS  SPRINKLERED) WITH NON-COMBUSTIBLE MATERIAL THAT CAN BE SHAPED, FITTED AND
PERMANENTLY SECURED IN POSITION PER BC SEC. 712 & 713.
11. FINISHED FLOORING IN ALL EXITS SHALL BE OF NON-COMBUSTIBLE MATERIAL PER BC SEC.
804.
12. ALL EXITS SHALL BE KEPT READILY ACCESSIBLE AND UNOBSTRUCTED AT ALL TIMES.
13. STAIRS SHALL HAVE HANDRAILS ON EACH SIDE.  HANDRAILS SHALL PROVIDE A FINGER
CLEARANCE  OF 1 1/2 INCHES, AND SHALL PROJECT NOT MORE THAN 3 1/2 INCHES INTO REQUIRED
STAIR  WIDTH.  STAIR MORE THAN 88 INCHES WIDE SHALL HAVE INTERMEDIATE HANDRAILS.
HEIGHT OF  HANDRAIL SHALL BE BETWEEN 30 INCHES AND 34 INCHES ABOVE THE THREAD
NOSING. HANDRAILS SHALL BE RETURNED TO WALLS AND POSTS AT THEIR TERMINATION.
MATERIALS OF  HANDRAILS SHALL HAVE A FLAMESPREAD RATING NOT EXCEEDING 150.
HANDRAILS SHALL BE  DESIGNED TO RESIST A SIMULTANEOUS APPLICATION OF A LATERAL FORCE
OF 40P/L.F. AND  VERTICAL LOAD OF 50P/L.F. LOADINGS AND PLATFORMS SHALL BE ENCLOSED ON
SIDES BY  WALLS OR RAILINGS, AT LEAST, 3-0" HIGH. RISERS SHALL BE MAXIMUM 7 3/4" HIGH,
TREADS MINIMUM 91/2" WIDE, EXCLUSIVE OF NOSING AND THE SUM OF 2 RISERS PLUS ONE TREAD
EXCLUSIVE OF NOSING SHALL BE NOT LESS THAT 24 NOR MORE THAN 25 1/2.
14. TREADS & LANDING SHALL BE BUILT OF/OR SURFACED WITH NON-SKID MATERIALS.
15. ILLUMINATION OF AT LEAST 5 FOOT CANDLES MEASURED AT THE FLOOR LEVEL SHALL BE
MAINTAINED CONTINUOUSLY DURING OCCUPANCY, IN EXITS AND THEIR ACCESS FACILITIES PER BC
SEC. 1006.1.
16. EXIT LIGHTING SHALL BE ON CIRCUITS THAT ARE SEPARATE FROM ANY OTHER CIRCUITS,
TAKEN OFF AHEAD OF MAIN SWITCH.
17. LOCATION OF EVERY EXIT ON FLOOR SHALL BE CLEARLY INDICATED BY EXIT SIGNS PLACED IF
REQUIRED AT ANGLE WITH EXIT OPENING. INSTALL DIRECTIONAL SIGNS TO SERVE AS GUIDES
FROM ALL PORTIONS OF THE CORRIDOR OPENING ON FLOOR PER BC SEC. 1011.1.
18. EXITS SIGNS SHALL BE INTERNALLY LIGHTED, HAVING AN INITIAL BRIGHTNESS OR LETTER OF
AT LEAST  25 FEET LAMBERTS.  LETTERS SHALL BE RED, THE BACKGROUND SHALL BE WHITE.
LETTERS SHALL BE BLOCK LETTERING AT LEAST 4 1/2" HIGH, WITH 9/16" STROKES BACKGROUND.
19. BUILDING ENTRANCE DOORS AND OTHER EXTERIOR DOORS SHALL BE EQUIPPED WITH HEAVY
DUTY LOCK SETS WITH AUXILIARY LATCH BELTS TO PREVENT THE LATCH FROM BEING
MANIPULATED  BY MEANS OTHER THAN A KEY PER BC SEC. 1008.4.1.
20. DOORS TO DWELLING UNITS SHALL BE EQUIPPED WITH A HEAVY DUTY LOCKSET, A DEAD BOLT
OR  AUXILIARY LATCH BOLT TO PREVENT MANIPULATION BY MEANS OTHER THAN A KEY.  THESE
DOORS SHALL ALSO BE EQUIPPED WITH A CHAIN DOOR GUARD SO AS TO PERMIT PARTIAL
OPENING OF THE DOOR, AND SHALL ALSO BE EQUIPPED WITH A VIEWING DEVICE LOCATED SO AS
TO ENABLE THE PERSON ON THE INSIDE TO VIEW A PERSON IMMEDIATELY OUTSIDE PER BC SEC.
1008.4.2, MDL SEC. 51-a & HMC SEC. 27.2043.
21. ALL OPENABLE WINDOWS SHALL BE EQUIPPED WITH SASH LOCKS DESIGNED TO BE
OPENABLE  FROM THE INSIDE ONLY PER BC. SEC. 1008.4.3.
22. CORRIDORS AND EXITS PASSAGEWAYS SHALL HAVE A CLEAR HEIGHT OF 7'-6" FOR AT LEAST
50% OF THE FLOOR AREA WITH NO POINT LESS THAN 7 FEET IN HEIGHT. PROJECTION BELOW THE
CEILING SHALL NOT OBSTRUCT FULL VIEW OF EXIT SIGNS PER BC SEC. 1003.2.
23. CONDUITS IN FIRE-RATED PARTITIONS WILL NOT EXCEED 3/4 INCH DIAMETER.  OUTLETS IN
SUCH  PARTITIONS WILL BE BACKED UP WITH APPROVED MATERIALS.
24. NO CONDUITS, PIPES, MEDICINE CABINETS, ETC., SHALL ENCROACH UPON FIRE RATED
PARTITIONS ENCLOSING PUBLIC CORRIDORS, STAIRS, ELEVATOR SHAFTS OR VENT SHAFTS.
25. EXIT DOOR SHALL BE READILY OPENABLE AT ALL TIMES FROM THE SIDE FROM WHICH EGRESS
IS TO BE MADE. DOORS OPENING INTO INTERIOR ENCLOSED STAIR SHALL NOT BE LOCKED FROM
EITHER SIDE EXCEPT THAT DOORS MAY BE LOCKED TO PREVENT ACCESS TO THE STAIR FROM THE
OUTDOORS AT THE STREET LEVEL.
26. ALL WIRE GLASS IN RATED DOORS AND WINDOWS WILL BE OF A TYPE APPROVED BY THE
B.S.A.
27. ALL CLEANING OF WINDOWS WILL BE IN CONFORMITY WITH THE WINDOW CLEANING CODE.
28. PENETRATION OF OPENINGS IN WALLS, PARTITIONS, OR FLOORS FOR PIPE SLEEVES,
MEDICINE CABINETS, HAMPERS ELECTRIC DEVICES, ETC., SHALL BE PACKED, SEALED, LINED, OR
OTHERWISE ISOLATED TO MAINTAIN THE REQUIRED S.T.C. RATING.
29. ALL OPENINGS TO ELEVATOR SHAFTS WILL BE PROVIDED WITH DOORS HAVING 1 1/2 HOUR
RATING.  ALL DOORS TO BE SELF-CLOSING AND AT OPTION OF THE OWNER PROVIDED WITH VISION
PANEL OF APPROVED TYPE CLEAR WIRE PLATE GLASS.
30. MASONRY MATERIALS SHALL CONFORM TO THE REQUIREMENTS OF BC CHAP. 21. MORTAR TO
BE TYPE "N".
31. THE DESIGN OF THE MASONRY WALL IS PREDICATED UPON ANALYSIS OF STRESSES AS PER
RS 10-1 SEC. 4.
32. ALL MASONRY LOAD BEARING AND NON-LOAD BEARING WALLS TO BE BONDED IN
ACCORDANCE WITH BC SEC. 2109.6.
33. THE DESIGN DETAILS AND NOTES INCLUDED HEREIN ARE IN COMPLIANCE WITH LOCAL LAW  17-
1995 "EARTHQUAKE CODE".
34. THIS BUILDING IS NOT LOCATED IN A FLOOD HAZARD ZONE.
35. SINGLE OR MULTIPLE STATION SMOKE & CARBON MONOXIDE ALARMS SHALL BE INSTALLED IN
R2 OCCUPANCIES WITHIN DWELLING UNITS PER BC SEC. 908.7.1.1.
36. STAIRWAY COMMUNICATION SYSTEM TO BE PROVIDED PER BC SEC. 403.12.1
37. SMOKE PROOF EXIT ENCLOSURES TO COMPLY PER BC SEC. 403.13
38. EXIT STAIR ENCLOSURES SHALL BE CONSTRUCTED OF IMPACT RESISTANCE WALLS PER BC
SEC.403.15
39. PHOTOLUMINESCENCE EXIT PATH MARKING TO BE PROVIDED PER BC SEC. 403.16
40. AUTOMATIC FIRE ALARM SYSTEM AND EMERGENCY VOICE/ALARM COMMUNICATION SYSTEM TO
BE PROVIDED PER BC SEC. 907.2.12
41. DESIGN AND CONSTRUCTION TO COMPLY WITH RODENT-PROOFING REQUIREMENT PER BC
SEC. F101
42. BUILDING IS DESIGNED TO COMPLY WITH BC SEC. 1910, LL 17/95 FOR SEISMIC SEPARATION.
PROVIDED 8" SEPARATION IN ACCORDANCE WITH TPPN 2/96.
43. CONTRACTOR TO PREPARE LANDMARK PROTECTION PLANS THAT COMPLY WITH
REQUIREMENTS OF TPPN 10/88
44. ALL VERTICAL EXIT ENCLOSURE TO COMPLY WITH BC SEC. 1019

BUILDING CODE NOTES
1. WALLS, PARTITIONS, AND FLOOR-CEILING CONSTRUCTION SEPARATING DWELLING

UNITS FROM EACH OTHER OR, FROM PUBLIC CORRIDORS, OR STAIRS SHALL HAVE
SOUND TRANSMISSION CLASS (S.T.C. RATING) OF 50 FOR AIRBORNE NOISE (C26-1208.2).

2. FLOOR AND CEILING CONSTRUCTION SEPARATING DWELLING UNITS FROM EACH OTHER
OR FROM PUBLIC HALLS OR CORRIDORS SHALL HAVE A MINIMUM IMPACT NOISE
RATING (I.N.R.) OF 0.

3. PROVIDE VIEWING MIRRORS IN ELEVATORS AS PER SECTION D26-20:03 H.M.C., AND
DEPT. RULES AND REGULATIONS.

4. REFUSE COLLECTION ROOMS AND COMPACTION EQUIPMENT TO COMPLY WITH
SECTION C26-1417.4.

5. REFUSE CHUTE HOPPER DOOR ASSEMBLY AND DOOR SHALL BE APPROVED BY B.S.A.
SIGNS OVER HOPPER DOORS SHALL BE PROVIDED AS PER CODE AND RULES.

6. ALL OPEN AREA SHALL BE DRAINED AS PER REF. STD. 16, P110.2.
7. HOUSE NUMBERS WILL BE PROVIDED AS PER DEPARTMENT RULES AND REGULATIONS.

MULTIPLE DWELLING NOTES

1. PAINTING OF PUBLIC PARTS AND WITHIN DWELLING TO COMPLY WITH SECTION D26-12.01
H.M.C.

2. PREMISES TO BE MAINTAINED AND KEPT FREE OF RODENT AND INSECT INFESTATION AS PER
SECTION D26-13.03 AND D26-13, 05 H.M.C.

3. RECEPTACLES FOR COLLECTION OF WASTE MATTER TO BE PROVIDED AS PER SECTION D26-
14, 05 H.M.C.

4. DRAINAGE OF ROOFS, COURTS AND YARDS TO COMPLY WITH SECTION D26-16, 03 H. M. C/
5. PROPER ELECTRIC LIGHTING EQUIPMENT WITHIN DWELLING TO BE PROVIDED AND

MAINTAINED AS PER SECTION D26-19.01, D26-19.3, D26-1904 H.M.C.
6. PROPER ELECTRIC LIGHT TO BE PROVIDED AT OR NEAR THE FRONT ENTRANCE DOORS AND IN

YARDS AND COURTS AS PER SECTION D26-10.07 H.M.C. AND CONNECTED TO HOUSE LINE.
7. BOARD OF STANDARDS AND APPEALS APPROVED TYPE PEEPHOLES APPROXIMATELY 5 FEET

ABOVE FINISHED FLOOR TO BE PROVIDED IN ENTRANCE DOORS AND DWELLING UNITS AS PER
SECTION D26-01 H. M. C., AND DEPARTMENT OF RULES AND REGULATIONS.

8. KEY LOCK IN THE ENTRANCE DOOR TO EACH DWELLING UNIT WITH AT LEAST ONE KEY TO BE
PROVIDED BY OWNER AS PER SECTION D26-20.5 H. M. C

9. APPROVED TYPE MAIL RECEPTACLES AND DIRECTORY OF PERSONS LIVING IN DWELLING TO
BE PROVIDED AS PER SECTION D26-20.01 H. M. C. AND REGULATION OF POST OFFICE
DEPARTMENT.

10. PROPER FLOOR SIGNS TO BE PROVIDED IN PUBLIC HALL NEAR STAIRS AND ELEVATOR AND
WITHIN STAIR ENCLOSURES AS PER SECTION D26-21. 08 H. M. C. AND DEPARTMENT OF RULES
AND REGULATIONS.

11. PROPER STREET NUMBERS TO BE PROVIDED IN FRONT OF THE DWELLING AS PER SECTION
D26-21.05 H. M. C. AND RULES AND REGULATIONS OF THE BOROUGH PRESIDENT.

12. ALL COMBUSTIBLE MATERIALS WITHIN ONE FOOT OF COOKING APPARATUS TO BE PROPERLY
FIRE RETARDED AND MINIMUM 2 FOOT CLEARANCE MAINTAINED ABOVE COOKING SURFACE.
COMBUSTIBLE MATERIAL BETWEEN 2 FEET AND 3 FEET ABOVE EXPOSED COOLING SURFACE
TO FIRE RETARDED.  SECTION D26-32.05 H. M. C., AND DEPARTMENT OF RULES AND
REGULATIONS.

13. INTERCOM OR BELL AND BUZZER SYSTEM TO BE INSTALLED AS PER SECTION C26-604.4 (20 D.

HOUSING MAINTENANCE NOTES

1. INTERIOR WALLS, PARTITIONS, FLOOR CEILING CONSTRUCTION AND MECHANICAL EQUIPMENT
SHALL BE DESIGNED AND CONSTRUCTED IN ACCORDANCE WITH SUB-ARTICLE 1208.0 TO
PROVIDE MINIMUM PROTECTION FOR EACH DWELLING UNIT FROM EXTRANEOUS NOISE
EMANATING FROM OTHER DWELLING UNITS AND FROM MECHANICAL EQUIPMENT IN ADDITION
EXTERIOR MECHANICAL EQUIPMENT SHALL CONFORM TO THE NOISE REDUCTION
REQUIREMENT OF SUB-ARTICLE 1208.3.

2. WALLS, PARTITIONS, FLOORS AND CEILING CONSTRUCTION TO HAVE MIN., STC RATING OF 50
FOR AIRBORNE NOISE AND 35 STC RATING REQUIRED FOR APARTMENT ENTRANCE DOORS.
C26-1208.2.

3. DUCTS SERVING DWELLING UNITS SHALL BE LINED WITH DUCT LINING FOR AT LEAST 20 FEET,
UPSTREAM OF THE EXHAUST FAN INTAKE, OTHERWISE, AN APPROVED SOUND ATTENUATING
DEVICE SHALL BE INSTALLED THEREIN.  DUCT LINING SHALL CONFORM TO THE REQUIREMENTS
OF ARTICLE 13 BLDG. CODE.  ALL TOILET EXHAUST DUCTS SHALL BE LINED WITH DUCT LINING
FOR AT LEAST 20 FEET, UPSTREAM OF THE EXHAUST FAN INTAKE, OTHERWISE, AN APPROVED
SOUND ATTENUATING DEVICE SHALL BE INSTALLED THEREIN.

4. MECHANICAL VENTILATION PLANS WILL BE FILED WITH THE DEPARTMENT OF BLDGS.
5. ROOF SHALL BE COVERED WITH CLASS "A" ROOF COVERING MEETING THE REQUIREMENTS OF

RS5-9 "ROOF COVERING CLASSIFICATIONS: OR RS5-10 ASTM E-108/65 "STANDARD METHODS OF
FIRE TESTS OF ROOF COVERINGS".

NOISE CONTROL NOTES

1. PROVIDE SPRINKLER IN TRASH CHUTE AT EVERY OTHER FLOOR, SEE MEP DRAWINGS
2. SEE DRAWING A-510 FOR TRASH CHUTE PLANS, SECTIONS & DETAILS.
3. ALL EXTERIOR MASONRY WALL WILL BE LAID UPON ONE PART PORTLAND CEMENT, ONE PART

LIME AND SIX PARTS SAND; ALL JOINTS THOROUGHLY FILLED IN.  ALL MORTAR TO COMPLY WITH
TABLE R.S. 10 1-2 BUILDING CODE.  ALL BRICK SHALL BE GRADE SW TYPE F. B. S.  CONTRACTOR
TO FILE FORMS 10H & 10J.

GENERAL NOTES

TO THE BEST OF MY KNOWLEDGE, BELIEF AND PROFESSIONAL JUDGMENT, THESE PLANS
AND SPECIFICATIONS ARE IN COMPLIANCE WITH THE 2007 ENERGY CONSERVATION
CONSTRUCTION CODE OF NEW YORK STATE.  REFER TO SHEETS FOR ADDITIONAL
COMPLIANCE NOTES AND CALCULATIONS
ITEMS TO CONFORM TO THE NY STATE ENERGY CONSERVATION CONSTRUCTION CODE
INCLUDE:
1. "U" VALUES OF THE ENVELOPE SUBSYSTEM
2. DESIGN INSIDE AIR TEMPERATURE OF EACH ROOM THAT IS TO BE HEATED AND/OR

COOLED.
3. DESIGN HEAT LOSS AND/OR GAIN THROUGH EACH EXTERIOR FACADE IN BTU/HR.
4. "R" VALUES OF INSULATION MATERIALS.
5. SIZE AND TYPE OF APPARATUS AND EQUIPMENT AND SYSTEM CONTROLS AND OTHER

PERTINENT DATA TO DATA TO INDICATE CONFORMANCE WITH THE REQUIREMENTS OF
THE CODE.

6. ELECTRICAL LIGHTING AND POWER DESIGN DATA.
7. ALL NECESSARY APPROVALS FOR ELECTRICAL WORK TO BE OBTAINED FROM THE

BUREAU OF GAS & ELECTRICITY.
8. THE BUILDING THAT IS DESIGNED TO BE BOTH HEATED AND COOLED SHALL MEET THE

MORE STRINGENT OF THE HEATING OR COOLING REQUIREMENTS FOR THE EXTERIOR
ENVELOPE.

9. THE DESIGN SHALL NOT CREATE CONDITIONS OF ACCELERATED DETERIORATION FROM
MOISTURE CONDENSATION.

10. WHEN A BUILDING HOUSES MORE THAN ONE OCCUPANCY, THE MAJOR USE SHALL BE
CONSIDERED THE BUILDING OCCUPANCY.

11. FOR MECHANICAL SUPPLY AND EXHAUST VENTILATION SYSTEMS, THE OUTDOORS AIR
QUALITIES TO BE USED AS THE BASIS FOR CALCULATION OF THE HEATING AND
COOLING LOADS SHALL BE THOSE REQUIREMENTS OF THE APPLICABLE HEALTH OR
LIFE SAFETY CODE OR, IN THE ABSENCE OF SUCH REQUIREMENTS, SHALL BE BASED ON
GENERALLY ACCEPTED STANDARDS.

ENERGY CONSERVATION
CONSTRUCTION OF NEW YORK
STATE NOTES

ITEMS SUBJECT TO SPECIAL
INSPECTION

1. ELEVATORS
2. FIRE PROTECTION PLAN
3. BUILDER'S PAVING PLAN
4. SPRINKLER
5. STANDPIPE
6. FIRE ALARM
7. MARQUEE
8. EMERGENCY POWER SYSTEMS
9. SITE SAFETY PLAN

LIST OF ITEMS TO BE FILED
SEPARATELY

CONSTRUCTION CLASS I-B
BUILDING ELEMENT RATING IN HOURS
STRUCTURAL FRAME

INCLUDING COLUMNS, GIRDERS, TRUSSES ............................................ 2
BEARING WALLS

EXTERIOR ................................................................................................ 2
INTERIOR ................................................................................................. 2

NONBEARING WALLS AND PARTITIONS
EXTERIOR (< 5 FT) ................................................................................. 1
EXTERIOR (> 5 FT TO < 10 FT) ............................................................ 1
EXTERIOR (> 10 FT TO < 30 FT) ........................................................... 1
EXTERIOR (> 30 FT) ................................................................................ 0
INTERIOR .................................................................................................. 0

FLOOR CONSTRUCTION
INCLUDING SUPPORTING BEAMS AND JOINTS ........................................ 2

ROOF CONSTRUCTION
INCLUDING SUPPORTING BEAMS AND JOINTS ........................................ 1

STRUCTURAL MEMBERS SUPPORTING A WALL = SAME AS REQUIRED FIRE RESISTANCE OF
WALL SUPPORTED, BUT NOT LESS THAN RATING REQUIRED FOR MEMBER BY THE CLASS OF
CONSTRUCTION
FIRE DIVISIONS AND FIRE SEPARATIONS = IN SPACES CLASSIFIED IN THE MERCANTILE
OCCUPANCY, HIGHLY COMBUSTIBLE OF FLAMMABLE GOODS SHALL BE LIMITED TO SMALL
QUANTITIES, OTHERWISE, SHALL MEET THE REQUIREMENTS FOR HIGH HAZARD OCCUPANCIES

REQUIRED FIRE RESISTANCE RATING
PER TABLE 601 & 602

ALLOWABLE BUILDING AREA AND HEIGHT (PER BC TABLE 503)

OCCUPANCY CLASSIFICATION AND OCCUPANT LOAD (PER BC 302.1, TABLE 1004.1.2)
OCCUPANCY MAXIMUM FLOOR AREA
CLASSIFICATIONS: ALLOWANCES PER OCCUPANT:

RESIDENTIAL R-2 200 SF GROSS WITHIN DWELLING UNITS
UTILITY /STORAGE ACCESSORY TO R-2 300 SF GROSS
PARKING S-2 200 SF GROSS
BUSINESS B 100 GROSS

THE PROJECT SITE IS IN A FLOOR HAZARD AREA PER FIRM PANEL, SEE ZO-003

SAFE HARBOR: HUD FAIR HOUSING ACT DESIGN MANUAL

BUILDING 1 (BASE BUILDING) 85 COMMERCIAL STREET
CLASS 1B PERMITTED PROPOSED
AREA UNLIMITED 76,792.00 GSF MAX ON ANY FLOOR
HEIGHT/STORIES UNLIMITED CELLAR + 7 STORIES
PROPOSED HEIGHT 80.17' ABP

BUILDING 3 (NORTH TOWER) 87 COMMERCIAL STREET
1. FIRESTOP, DRAFTSTOP, AND FIREBLOCK SYSTEMS BC 1704.25
2. CONCRETE TEST CYLINDER (TR-2) BC 1905.6
3. CONCRETE DESIGN MIX (TR-3) BC 1905.3
4. CONCRETE (CAST-IN-PLACE) BC 1704.4
5. UNDERPINNING BC 1704.9.1
6. ENERGY CODE COMPLIANCE (TR8) BC 109.3.5
7. FIRE RESISTIVE RATED CONSTRUCTION BC 109.3.4
8. EXCAVATION - SHEETING, SHORING & BRACING BC 1704.19, BC 3304.4.1
9. FOOTING & FOUNDATION INSPECTION BC 109.3.1
10. MASONRY BC 1704.5
11. STRUCTURAL SAFETY - STRUCTURAL STABILITY BC 1704.19
12. WALL PANELS, CURTAIN WALLS AND VENEERS BC 1704.10
13. MECHANICAL SYSTEMS BC 1704.15
14. SITE STORM DRAINAGE DISPOSAL AND DETENTION BC 1704.20
15. HEATING SYSTEMS BC 1704.23

BUILDING 2 (SOUTH TOWER) 77 COMMERCIAL STREET
1. FIRESTOP, DRAFTSTOP, AND FIREBLOCK SYSTEMS BC 1704.25
2. CONCRETE TEST CYLINDER (TR-2) BC 1905.6
3. CONCRETE DESIGN MIX (TR-3) BC 1905.3
4. CONCRETE (CAST-IN-PLACE) BC 1704.4
5. UNDERPINNING BC 1704.9.1
6. ENERGY CODE COMPLIANCE (TR8) BC 109.3.5
7. FIRE RESISTIVE RATED CONSTRUCTION BC 109.3.4
8. EXCAVATION - SHEETING, SHORING & BRACING BC 1704.19, BC 3304.4.1
9. FOOTING & FOUNDATION INSPECTION BC 109.3.1
10. MASONRY BC 1704.5
11. STRUCTURAL SAFETY - STRUCTURAL STABILITY BC 1704.19
12. WALL PANELS, CURTAIN WALLS AND VENEERS BC 1704.10
13. MECHANICAL SYSTEMS BC 1704.15
14. SITE STORM DRAINAGE DISPOSAL AND DETENTION BC 1704.20
15. HEATING SYSTEMS BC 1704.23

BUILDING 1 (BASE BUILDING) 85 COMMERCIAL STREET
1. FIRESTOP, DRAFTSTOP, AND FIREBLOCK SYSTEMS BC 1704.25
2. CONCRETE TEST CYLINDER (TR-2) BC 1905.6
3. CONCRETE DESIGN MIX (TR-3) BC 1905.3
4. CONCRETE (CAST-IN-PLACE) BC 1704.4
5. UNDERPINNING BC 1704.9.1
6. ENERGY CODE COMPLIANCE (TR8) BC 109.3.5
7. FIRE RESISTIVE RATED CONSTRUCTION BC 109.3.4
8. EXCAVATION - SHEETING, SHORING & BRACING BC 1704.19, BC 3304.4.1
9. FOOTING & FOUNDATION INSPECTION BC 109.3.1
10. MASONRY BC 1704.5
11. STRUCTURAL SAFETY - STRUCTURAL STABILITY BC 1704.19
12. WALL PANELS, CURTAIN WALLS AND VENEERS BC 1704.10
13. MECHANICAL SYSTEMS BC 1704.15
14. SITE STORM DRAINAGE DISPOSAL AND DETENTION BC 1704.20
15. HEATING SYSTEMS BC 1704.23

BUILDING 2 (SOUTH TOWER) 77 COMMERCIAL STREET
CLASS 1B PERMITTED PROPOSED
AREA UNLIMITED 9,778.00 GSF MAX ON ANY FLOOR
HEIGHT/STORIES UNLIMITED 30 STORIES
PROPOSED HEIGHT 305.67' ABP

BUILDING 3 (NORTH TOWER) 87 COMMERCIAL STREET
CLASS 1B PERMITTED PROPOSED
AREA UNLIMITED 12,436.00 GSF MAX ON ANY FLOOR
HEIGHT/STORIES UNLIMITED 40 STORIES
PROPOSED HEIGHT 402.33' ABP
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ACCESSIBILITY & ADAPTABILITY DIAGRAMS,
BLDG DEPARTMENT NOTES

BROOKLYN, NY 11222

4 OF 168
 1/4" = 1'-0"1 ACCESSIBILITY & ADAPTABILITY DIAGRAMS

 1/2" = 1'-0"2 OUTLET LOCATION

TABLE 403.1
MINIMUM NUMBER OF REQUIRED PLUMBING FIXTURES

NO. CLASSIFICATION OCCUPANCY DESCRIPTION WATER CLOSETS

MALE/ FEMALE

LAVATORIES

MALE/ FEMALE

BATHTUBS/
SHOWERS

OTHER

6 MERCANTILE
(SEE SECTION
403.2, 403.5, AND
403.6)

M RETAIL STORES, SERVICE
STATIONS, SHOPS, SALESROOMS,
MARKETS AND SHOPPING
CENTERS

1 PER 500 1 PER 750 - 1 SERVICE
SINK

PROVIDED

YES

R-2 APARTMENT
HOUSE

1 PER
DWELLING UNIT

1 PER
DWELLING UNIT

1 PER
DWELLING UNIT

1 KITCHEN SINK
PER DWELLING
UNIT; 1 AUTOMATIC
CLOTHES WASHER
CONNECTION PER
20 DWELLING UNITS

YES

2 BUSINESS
(SEE SECTION
403.2, 403.5,
AND 403.6)

B BUILDINGS FOR THE TRANSACTION
OF BUSINESS, PROFESSIONAL
SERVICES, OTHER SERVICES
INVOLVING MECHANDISE, OFFICE
BUILDINGS, BANKS, LIGHT
INDUSTRIAL AND SIMILAR USES

1 PER 25 FOR
THE FIRST 50
AND 1 PER 50

FOR THE
REMAINDER

EXCEEDING 50

1 PER 40 FOR
THE FIRST 80
AND 1 PER 80

FOR THE
REMAINDER

EXCEEDING 80

- 1 SERVICE
SINK

YES

DRINKING
FOUNTAIN

1 PER 1,000

-

1 PER 100

7 RESIDENTIAL

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



NON-RATED POCKET DOOR PARTITION - 3 5/8" STUDS
FOR 20 GA. STUDS @ 5 PSF LOAD - 14'-9" FLOOR
CLG. HT. MAX. (12'-9" MAX @ LOCATIONS W/ TILE)

NOTES:
1. PARTITIONS TO BE AS FOLLOWS: 2 LAYERS OF 5/8" TYPE "X" GWB  ON EACH SIDE OF

METAL STUDS @ 16" OC UNLESS OTHERWISE NOTED.
2. AT 2 HR RATED PARTITIONS AT TUB AND SHOWER SURROUNDS AND AT WALLS

RECEIVING STONE USE CEMENTITIOUS BACKER BOARD (UL ASSEMBLY U443).
3. AT PARTITIONS DENOTED WITH "A", FILL STUD CAVITY WITH ACOUSTICAL

BATT INSULATION AND SEAL TOP AND BOTTOM AND ALL PENETRATIONS AS
NOTED IN ACOUSTICAL DETAILS.

3 HR SHAFT WALL, 2 1/2" CH STUDS
FOR 20 GA. STUDS @ 7.5 PSF: 11'-3" FLOOR CLG. HT. MAX.
(10'-1" MAX @ LOCATIONS W/ TILE)
3 HR SHAFT WALL, 4" CH STUDS
FOR 20 GA. STUDS @ 7.5 PSF: 15'-9" FLOOR TO CLG. HT. MAX.
(14'-1" MAX AT LOCATIONS W/ TILE)

1 HR RATED ACOUSTIC PARTITION - 6" STUDS

2 HR RATED ACOUSTIC PARTITION - 6" STUDS

FOR 20 GA. STUDS @ 5 PSF LOAD - 21'-7" FLOOR
CLG. HT. MAX. (18'-10" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 21'-7" FLOOR
CLG. HT. MAX. (18'-10" MAX @ LOCATIONS W/ TILE)

NON-RATED ACOUSTIC PARTITION - 6" STUDS
FOR 20 GA. STUDS @ 5 PSF LOAD - 21'-7" FLOOR
CLG. HT. MAX. (18'-10" MAX @ LOCATIONS W/ TILE)

1 HR RATED ACOUSTIC PARTITION - 6" STUDS
FOR 20 GA. STUDS @ 5 PSF LOAD - 21'-7" FLOOR
CLG. HT. MAX. (18'-10" MAX @ LOCATIONS W/ TILE)

4 HR RATED 12" CMU PARTITION

2 HR RATED SOLID SHAFT WALL W/METAL DUCT19 (UL DES. U529)

NOTES:
1. SHAFT WALL TO BE AS FOLLOWS: 1 LAYER OF 5/8" GWB TYPE 'X' LAMINATED ON EACH

SIDE OF 1" GWB SHAFT LINER PANEL
2. SOLID SHAFT WALL MAXIMUM HEIGHT =12'-0".
3. PROVIDE ADDITIONAL INTERIOR FURRING PARTITION (W/ EXTRA LAYER OF 5/8" GWB

ON 1 5/8" METAL STUDS @ 16" OC) WHERE SHOWN ON PLANS.
4. REFER TO USG CODE NER-258.

5" PLAN DIMS
4 7/8"
ACTUAL
7" PLAN DIMS
7 1/4"
ACTUAL

4" PLAN DIMS
3 3/4"
ACTUAL

3" PLAN DIMS
2 7/8"
ACTUAL

NON-RATED PARTITION - 1 5/8" STUDS0.1
NON-RATED PARTITION - 2 1/2" STUDS

NON-RATED PARTITION - 3 5/8" STUDS

NON-RATED PARTITION - 6" STUDS

NOTES:

1.    PARTITIONS TO BE AS FOLLOWS: 1 LAYER OF 5/8" GWB  ON EACH SIDE OF
METAL STUDS @ 16" O.C. UNLESS OTHERWISE NOTED.

2.    AT TUB AND SHOWER SURROUNDS AND AT WALLS RECEIVING STONE USE
CEMENTITIOUS BACKER BOARD.

3.   AT PARTITIONS DENOTED WITH "A", FILL STUD CAVITY WITH ACOUSTICAL BATT
INSULATION AND SEAL TOP AND BOTTOM AND ALL PENETRATIONS AS NOTED IN
ACOUSTICAL DETAILS

0.2

0.3

0.6

2 HR-RATED PARTITION - 1 5/8" STUDS2.1
2 HR-RATED PARTITION - 2 1/2" STUDS2.2
2 HR-RATED PARTITION - 3 5/8" STUDS2.3

2 HR-RATED PARTITION  - 6" STUDS2.6

FOR 20 GA. STUDS @ 5 PSF LOAD - 9'-8" FLOOR CLG.
HT. MAX. (8'-5" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 13'-11" FLOOR
CLG. HT. MAX. (12'-2" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 18'-6" FLOOR
CLG. HT. MAX. (16'-2" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5  PSF LOAD  - 27'-3" FLOOR
CLG. HT. MAX. (23'-10" MAX @ LOCATIONS W/ TILE)

SOUND ATTENUATION
BLANKET AT
ACOUSTIC PARTITIONS TO
FILL STUD
CAVITY

METAL STUD @ 16" O.C. UNLESS
OTHERWISE NOTED
ONE LAYER 5/8" GYP. WALL BOARD
EACH SIDE

0.1

0.2

0.3

0.6

6" PLAN DIMS
6 1/8"
ACTUAL
8" PLAN DIMS
8 1/2"
ACTUAL

5" PLAN DIMS
5" ACTUAL

4" PLAN DIMS
4 1/8"
ACTUAL

2.1

2.2

2.3

2.6

SOUND ATTENUATION BLANKET AT
ACOUSTIC PARTITIONS TO FILL STUD
CAVITY

METAL STUD @ 16" O.C. UNLESS
OTHERWISE NOTED

FOR 20 GA. STUDS @ 5 PSF LOAD - 9'-8" FLOOR CLG.HT. MAX.
(8'-7" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 11'-7" FLOOR
CLG. HT. MAX. (10'-0" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 14'-9" FLOOR
CLG. HT. MAX. (12'-9" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5  PSF LOAD  - 21'-7" FLOOR
CLG. HT. MAX. (18'-10" MAX @ LOCATIONS W/ TILE)

(UL DES. U411, 419)

(UL DES. U411, 419)

(UL DES. U411, 419)

(UL DES. U411, 419)

RATED PARTITIONS MUST TERMINATE AT RATED
FLOOR AND CLNG CONSTRUCTION. REFER TO
TYPICAL DETAIL SHEETS FOR HEAD AND BASE
CONDITIONS

1/2" RESILIENT CHANNEL SPACED @ 24"
O.C. RUNNING HORIZONTALLY, OPEN LEG
FACING UP - WHERE PARTITION IS NOTED
AS ACOUSTIC "A"

2 HR SHAFT WALL, 2 1/2" CH STUDS
FOR 20 GA. STUDS @ 7.5 PSF: 11'-3" FLOOR CLG. HT. MAX.
(10'-1" MAX @ LOCATIONS W/ TILE)
2 HR SHAFT WALL, 4" CH STUDS
FOR 20 GA. STUDS @ 7.5 PSF: 15'-9" FLOOR TO CLG. HT. MAX.
(14'-1" MAX AT LOCATIONS W/ TILE)

FOR 25 GA. STUDS @ 7.5 PSF: 19'-0" FLOOR TO CLG. HT. MAX.
(17'-6" MAX @ LOCATIONS W/ TILE)

2 HR SHAFT WALL, 6" CH STUDS

4.2

(STC 50)
 (UL DES.U415, 438)4.4

4.6 (STC 50)

(STC 48)

(UL DES. U415)

NOTES:
1. SHAFT WALL TO BE AS FOLLOWS:  2 LAYERS OF 5/8"GWB TYPE 'X' ON CORRIDOR

SIDE & 1" GWB LINER PANEL ON SHAFT SIDE OF C-H METAL STUDS @ 16" O.C., W/
SOUND ATTENUATION BLANKET INSULATION TO FILL STUD CAVITY.

2. PROVIDE ADDITIONAL INTERIOR FURRING PARTITION (W/ EXTRA LAYER OF 5/8" GWB
ON 1 5/8" METAL STUDS @ 16" OC) AT ELEVATOR ALCOVE OR CORRIDOR WHEN
ELECTRICAL BOXES ARE NEEDED.

3. FOR WALLS AT STAIRS PROVIDE IMPACT RESISTANT WALL BOARD TO MEET NYC
BUILDING CODE REQUIREMENTS (SEE NOTES THIS PAGE).

 (UL DES.U415)

1'-0
"

NON-RATED CHASE PARTITION - 1 5/8" STUDS5.1

NOTES:
1. PARTITIONS TO BE AS FOLLOWS: 1 LAYER OF 5/8" WATER RESISTANT GWB ON EACH

SIDE OF METAL STUDS @ 16" OC UNLESS OTHERWISE NOTED.
2. AT CHASE WALL PARTITIONS AT TUB AND SHOWER SURROUNDS AND AT WALLS

RECEIVING STONE USE CEMENTITIOUS BACKER BOARD.
3. AT PARTITIONS DENOTED WITH "A", FILL STUD CAVITY WITH ACOUSTICAL BATT

INSULATION AND SEAL TOP AND BOTTOM AND ALL PENETRATIONS AS NOTED IN
ACOUSTICAL DETAILS.

1 HR SHAFT WALL, 2 1/2" CH STUDS
FOR 20 GA. STUDS @ 7.5 PSF: 11'-5" FLOOR CLG. HT. MAX.
(10'-0" MAX @ LOCATIONS W/ TILE)

3.2
1 HR SHAFT WALL, 4" CH STUDS
FOR 20 GA. STUDS @ 7.5 PSF: 15'-8" FLOOR TO CLG. HT. MAX.
(13'-10" MAX AT LOCATIONS W/ TILE)

FOR 25 GA. STUDS @ 7.5 PSF: 21'-9" FLOOR TO CLG. HT. MAX.
(19'-2" MAX @ LOCATIONS W/ TILE)

1 HR SHAFT WALL, 6" CH STUDS

 (UL DES.U415, 437)3.4

3.6 (UL DES. U415)

 (UL DES.U415)

7" PLAN DIMS
6 5/8"
ACTUAL

5" PLAN DIMS
4 5/8"
ACTUAL

3" PLAN DIMS
3 1/8"
ACTUAL

3.2

3.4

3.6 7" PLAN DIMS
7 1/4"
ACTUAL

5" PLAN DIMS
5 1/4"
ACTUAL

4" PLAN DIMS
3 3/4"
ACTUAL

4.2

4.4

4.6

NOTES:
1. SHAFT WALL TO BE AS FOLLOWS:  1 LAYERS OF 5/8"GWB TYPE 'X' ON CORRIDOR

SIDE & 1" GWB LINER PANEL ON SHAFT SIDE OF C-H METAL STUDS @ 16" O.C., W/
SOUND ATTENUATION BLANKET INSULATION TO FILL STUD CAVITY.

2.  PROVIDE ADDITIONAL INTERIOR FURRING PARTITION (W/ EXTRA LAYER OF 5/8" GWB
ON 1 5/8" METAL STUDS @ 16" OC) AT ELEVATOR ALCOVE OR CORRIDOR WHEN
ELECTRICAL BOXES ARE NEEDED.

3. FOR WALLS AT STAIRS PROVIDE IMPACT RESISTANT WALL BOARD TO MEET NYC
BUILDING CODE REQUIREMENTS (SEE NOTES THIS PAGE).

SOUND ATTENUATION BLANKET AT
ACOUSTIC PARTITIONS TO FILL
STUD CAVITY

METAL 'C-H' STUD @ 16" O.C.
UNLESS
OTHERWISE NOTED

1"  GYPSUM SHAFT LINER PANEL

RATED PARTITIONS MUST TERMINATE AT
RATED FLOOR AND CLNG CONSTRUCTION.
REFER TO TYPICAL DETAIL SHEETS FOR HEAD
AND BASE CONDITIONS

SOUND ATTENUATION
BLANKET AT ACOUSTIC
PARTITIONS TO FILL STUD
CAVITY

METAL 'C-H' STUD @ 16" O.C.
UNLESS OTHERWISE NOTED

1"  GYPSUM SHAFT LINER PANEL

RATED PARTITIONS MUST TERMINATE AT RATED
FLOOR AND CLNG CONSTRUCTION. REFER TO
TYPICAL DETAIL SHEETS FOR HEAD AND BASE
CONDITIONS

(STC 39)

5.2

5.3

NON-RATED CHASE PARTITION - 2 1/2" STUDS

NON-RATED CHASE PARTITION - 3 5/8" STUDS

FOR 20 GA. STUDS @ 5 PSF LOAD - 9'-8" FLOOR CLG.HT. MAX.
(8'-7" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 11'-7" FLOOR
CLG. HT. MAX. (10'-0" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 14'-9" FLOOR
CLG. HT. MAX. (12'-9" MAX @ LOCATIONS W/ TILE)

METAL STUD @ 16" O.C.
UNLESS
OTHERWISE NOTED

SOUND ATTENUATION BLANKET AT
ACOUSTIC PARTITIONS TO FILL STUD
CAVITY

(STC 52)

(STC 52)

(STC 52)

1'-0
"

1 HOUR RATED CHASE PARTITION - 1 5/8" STUDS6.1

6.2

6.3

1 HOUR RATED CHASE PARTITION - 2 1/2" STUDS

1 HOUR RATED CHASE PARTITION - 3 5/8" STUDS

FOR 20 GA. STUDS @ 5 PSF LOAD - 9'-8" FLOOR CLG. HT. MAX.
(8'-7" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 11'-7" FLOOR CLG. HT. MAX.
(10'-0" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 14'-9" FLOOR
CLG. HT. MAX. (12'-9" MAX @ LOCATIONS W/ TILE)

METAL STUD @ 16" O.C.
UNLESS
OTHERWISE NOTED

SOUND ATTENUATION BLANKET AT
ACOUSTIC PARTITIONS TO FILL STUD
CAVITY

(STC 52)
 (UL DES.U420)

(STC 52)
 (UL DES.U420)

(STC 52)
 (UL DES.U420)

4 HR RATED 8" CMU PARTITION

10.16" PLAN DIMS
5 5/8" ACTUAL

10.28" PLAN DIMS
7 5/8" ACTUAL 10.5
10" PLAN DIMS
9 5/8" ACTUAL

10.6

2 HR-RATED 6" CMU PARTITION10.1
2 HR-RATED 8" CMU PARTITION10.2

2 HR-RATED 10" CMU PARTITION10.3

3 HR RATED 8" CMU PARTITION10.5

1. SEE STRUCTURAL DRAWINGS FOR REBAR SIZE, SPACING , GROUTING AND CMU
HEIGHT LIMITS.

2. PARTITIONS CONSTRUCTED OF CMU WITH EXPANDED CLAY, SHALE OR SLATE
AGGREGATES.

3. REFER TO MANUFACTURER'S DATA TO CONFIRM FIRE RATING OF CMU.

(UL DES. U904)

10.3

2 HR-RATED 12" CMU PARTITION10.4 (UL DES. U905)

(UL DES. U906)

1 HR RATED ACOUSTIC PARTITION - 2 1/2" STUDS13.2 (UL DES. U454)
(STC 61)

1.  PARTITION TO BE AS FOLLOWS: 2 LAYERS OF 5/8" GWB TYPE 'X' ON RESILIENT
CHANNELS ON ONE SIDE OF METAL STUD; 2 LAYERS OF 5/8"TYPE 'X' GWB ON OTHER
SIDE OF METAL STUD @ 16" O.C.

2.  1/2" RESILIENT CHANNEL RUNS HORIZONTALLY SPACED AT 24 O.C. WITH OPEN LEG
FACING UP.

3.  FILL STUD CAVITY WITH ACOUSTICAL BATT INSULATION.

1 HR RATED ACOUSTIC PARTITION - 3 5/8" STUDS13.3

(STC 61)FOR 20 GA. STUDS @ 5 PSF LOAD - 11'-7" FLOOR
CLG. HT. MAX. (10'-0" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 14'-9" FLOOR
CLG. HT. MAX. (12'-9" MAX @ LOCATIONS W/ TILE)

METAL STUD @ 16" O.C. UNLESS
OTHERWISE NOTED
1/2" RESILIENT CHANNEL SPACED @ 24"
O.C. RUNNING HORIZONTALLY, OPEN LEG
FACING UP

SOUND ATTENUATION BLANKET AT
ACOUSTIC PARTITIONS TO FILL STUD
CAVITY

(UL DES. U454)

6 5/8" ACTUAL
7" PLAN DIMS

13.2

13.3

12.2

12.3

6" PLAN DIMS
5 1/2" ACTUAL

1 HR RATED ACOUSTIC PARTITION - 2 1/2" STUDS11.2 (UL DES. U452)
(STC 58)

1. PARTITION TO BE AS FOLLOWS: 1 LAYER OF 5/8" GWB TYPE 'X' ON RESILIENT
CHANNELS ON ONE SIDE OF METAL STUD; 2 LAYERS OF 5/8"TYPE 'X' GWB ON
OTHER SIDE OF METAL STUD @ 16" O.C.

2. 1/2" RESILIENT CHANNEL RUNS HORIZONTALLY SPACED AT 24 O.C. WITH OPEN LEG
FACING UP.

3. FILL STUD CAVITY WITH ACOUSTICAL BATT INSULATION.

1 HR RATED ACOUSTIC PARTITION - 3 5/8" STUDS11.3 (STC 58)
1 HR RATED ACOUSTIC PARTITION - 6" STUDS11.6 (STC 59)

FOR 20 GA. STUDS @ 5 PSF LOAD - 11'-7" FLOOR
CLG. HT. MAX. (10'-0" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 14'-9" FLOOR
CLG. HT. MAX. (12'-9" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 21'-7" FLOOR
CLG. HT. MAX. (18'-10" MAX @ LOCATIONS W/ TILE)

METAL STUD @ 16" O.C. UNLESS
OTHERWISE NOTED
1/2" RESILIENT CHANNEL SPACED @ 24"
O.C. RUNNING HORIZONTALLY, OPEN
LEG FACING UP

SOUND ATTENUATION BLANKET AT
ACOUSTIC PARTITIONS TO FILL STUD
CAVITY

(UL DES. U454)

(UL DES. U454)

8" PLAN DIMS
8 3/8" ACTUAL

11.2

11.3

11.6

5" PLAN DIMS
4 7/8" ACTUAL

6" PLAN DIMS
6" ACTUAL

(UL DES. U905)

10.6 (UL DES. U901)

12" PLAN DIMS
11 5/8"ACTUAL 10.4

CONCRETE MASONRY UNIT, REFER TO
STRUCTURAL DRAWINGS FOR
REINFORCING AND GROUTING

HORIZONTAL REINFORCING @ 16" 0.C. MIN.

NON-RATED ACOUSTIC PARTITION - 2 1/2" STUDS12.2 (STC 61)

NON-RATED ACOUSTIC PARTITION - 3 5/8" STUDS12.3 (STC 61)

FOR 20 GA. STUDS @ 5 PSF LOAD - 11'-7" FLOOR
CLG. HT. MAX. (10'-0" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 14'-9" FLOOR
CLG. HT. MAX. (12'-9" MAX @ LOCATIONS W/ TILE)

1 HR RATED ACOUSTIC PARTITION - 2 1/2" STUDS14.2 (UL DES. U419, 455)
(STC 62)

1.  PARTITION TO BE AS FOLLOWS: 2 LAYERS OF 5/8" GWB TYPE 'X' ON RESILIENT
CHANNELS ON ONE SIDE OF METAL STUD; 3 LAYERS OF 5/8"TYPE 'X' GWB ON OTHER
SIDE OF METAL STUD @ 16" O.C.

2. 1/2" RESILIENT CHANNEL RUNS HORIZONTALLY SPACED AT 24 O.C. WITH OPEN LEG
FACING UP.

3. FILL STUD CAVITY WITH ACOUSTICAL BATT INSULATION.
4. PARTITION CAN BE USED UP TO 3 HOUR RATING PER UL 419 REPORT.

1 HR RATED ACOUSTIC PARTITION - 3 5/8" STUDS14.3 (STC 62)

2 HR RATED ACOUSTIC PARTITION - 2 1/2" STUDS15.2 (STC 62)

2 HR RATED ACOUSTIC PARTITION - 3 5/8" STUDS15.3 (STC 62)

METAL STUD @ 16" O.C. UNLESS
OTHERWISE NOTED
1/2" RESILIENT CHANNEL SPACED @ 24"
O.C. RUNNING HORIZONTALLY, OPEN LEG
FACING UP

SOUND ATTENUATION BLANKET AT
ACOUSTIC PARTITIONS TO FILL STUD
CAVITY

(UL DES. U419, 455)

(UL DES. U419, 455)

(UL DES. U419, 455)

15.2

15.3

14.2

14.3 7" PLAN DIMS
7 1/4" ACTUAL

6" PLAN DIMS
6 1/8" ACTUAL

FOR 20 GA. STUDS @ 5 PSF LOAD - 11'-7" FLOOR
CLG. HT. MAX. (10'-0" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 14'-9" FLOOR
CLG. HT. MAX. (12'-9" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 11'-7" FLOOR
CLG. HT. MAX. (10'-0" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 14'-9" FLOOR
CLG. HT. MAX. (12'-9" MAX @ LOCATIONS W/ TILE)

10.7

10.7 (UL DES. U901)

12.6

13.6

(STC 61)
(UL DES. U454)

(STC 61)

9" ACTUAL
9" PLAN DIMS13.612.6

RATED PARTITIONS MUST TERMINATE AT RATED
FLOOR AND CLNG CONSTRUCTION. REFER TO
TYPICAL DETAIL SHEETS FOR HEAD AND BASE
CONDITIONS

15.614.6 10" PLAN DIMS
9 5/8" ACTUAL

14.6 (STC 62)

15.6 (STC 62)

(UL DES. U419, 455)

(UL DES. U419, 455)

FOR 25 GA. STUDS @ 7.5 PSF: 19'-0" FLOOR TO CLG. HT. MAX.
(17'-6" MAX @ LOCATIONS W/ TILE)

3 HR SHAFT WALL, 6" CH STUDS

18.2

(STC 50)
 (UL DES.U415, 438)18.4

18.6 (STC 50)

(STC 48)

(UL DES. U415)

 (UL DES.U415)

17

1.  PARTITION TO BE AS FOLLOWS: 1 LAYER OF 5/8" GWB EACH SIDE OF STAGGERED
METAL STUDS; FRAME PCOKET W/ STUDS TURNED FLAT OR 1 5/8" STUDS @ 16 O.C.

SOUND ATTENUATION BLANKET AT
ACOUSTIC PARTITIONS TO FILL
STUD CAVITY

STUDS TURNED FLAT TO FRAME POCKET

BOXED STEEL STUDS AT JAMB
STAGGER STUDS TO MEET
DIMENSION OF WALL

17

0.6A

5/8" 3 5/8" 5/8"

5/8" 2 1/2" 5/8"

5/8" 1 5/8" 5/8"

5/8" 6" 5/8"

1 1/4" 3 5/8" 1 1/4"

1 1/4" 2 1/2" 1 1/4"

1 5/8"

1 1/4" 6" 1 1/4"

1 1/4" 1 1/4"

2'-0
" M

AX
 TO

 TO
S

5/8"
1 5/8"

VARIES
SEE PLAN

1 5/8"
5/8"

6" 5/8"

4" 5/8"

2 1/2" 5/8"

6"
1 1/4"

4"
1 1/4"

2 1/2"
1 1/4"

2'-0
" M

AX
 TO

 TO
S

5/8"
1 5/8" VARIES

SEE PLAN
10" MAX.

1 5/8"
5/8"

3 5/8"1 1/4"
1/2" 1 1/4"

2 1/2"1 1/4"

1/2"
1 1/4"

6"1 1/4"
1/2" 5/8"

2 1/2"1 1/4"
5/8"

3 5/8"1 1/4"
1/2" 5/8"

1/2"

3 5/8"1 7/8"
1/2" 1 1/4"

2 1/2"1 7/8"

1/2"
1 1/4"

6"1 1/4"
1/2" 1 1/4"

6"1 7/8"
1/2" 1 1/4"

PL
AN

PL
AN

TWO LAYERS 5/8" TYPE 'X' GYP. WALL
BOARD EACH SIDE

ONE LAYER 5/8" TYPE 'X' GYP. WALL
BOARD TWO LAYERS 5/8" TYPE 'X' GYP.

WALL BOARD

THREE LAYERS 5/8" TYPE 'X' GYP.
WALL BOARD FOR PARTITION TYPE 18

PL
AN

PL
AN

PL
AN

SE
CT

ION

ONE LAYER 5/8" WATER RESISTANT
GYP. WALL BOARD EACH SIDE

5/8" GYP. BOARD GUSSET FOR
CROSS BRACING 36" O.C. MAX.

ONE LAYER 5/8" WATER RESISTANT
GYP. WALL BOARD EACH SIDE

ONE LAYER 5/8" WATER RESISTANT
GYP. WALL BOARD EACH SIDE

5/8" GYP. BOARD GUSSET FOR
CROSS BRACING 36" O.C. MAX.

ONE LAYER 5/8" WATER RESISTANT
GYP. WALL BOARD EACH SIDE

1. PARTITIONS TO BE AS FOLLOWS: 1 LAYER OF 5/8" WATER RESISTANT GWB ON EACH
SIDE OF METAL STUDS @ 16" OC UNLESS OTHERWISE NOTED.

2. AT CHASE WALL PARTITIONS AT TUB AND SHOWER SURROUNDS AND AT WALLS
RECEIVING STONE USE CEMENTITIOUS BACKER BOARD.

3. AT PARTITIONS DENOTED WITH "A", FILL STUD CAVITY WITH ACOUSTICAL BATT
INSULATION AND SEAL TOP AND BOTTOM AND ALL PENETRATIONS AS NOTED IN
ACOUSTICAL DETAILS.

NOTES:

PL
AN

SE
CT

ION

RATED PARTITIONS MUST TERMINATE AT
RATED FLOOR AND CLNG CONSTRUCTION.
REFER TO TYPICAL DETAIL SHEETS FOR HEAD
AND BASE CONDITIONS

PL
AN

SE
CT

ION

NOTES:

RATED PARTITIONS MUST TERMINATE AT
RATED FLOOR AND CLNG CONSTRUCTION.
REFER TO TYPICAL DETAIL SHEETS FOR HEAD
AND BASE CONDITIONS

TWO LAYERS 5/8" TYPE 'X' GYP. WALL
BOARD

ONE LAYER 5/8" TYPE 'X' GYP. WALL
BOARD

NOTES:

TWO LAYERS 5/8" TYPE 'X' GYP. WALL
BOARD

TWO LAYERS 5/8" TYPE 'X' GYP. WALL
BOARD

RATED PARTITIONS MUST TERMINATE AT
RATED FLOOR AND CLNG CONSTRUCTION.
REFER TO TYPICAL DETAIL SHEETS FOR HEAD
AND BASE CONDITIONS

NOTES:

RATED PARTITIONS MUST TERMINATE AT
RATED FLOOR AND CLNG CONSTRUCTION.
REFER TO TYPICAL DETAIL SHEETS FOR HEAD
AND BASE CONDITIONS

TWO LAYERS 5/8" TYPE 'X' GYP. WALL
BOARD

THREE LAYERS 5/8" TYPE 'X' GYP. WALL
BOARD

PL
AN

PL
AN

PL
AN

ONE LAYER 5/8" GYP. WALL BOARD

7" PLAN DIMS
6 3/4" ACTUAL

NOTES:

NOTES:

SE
CT

ION

OC
 MA

X
5'-0

"
1/4

 HE
IGH

T
1/4

 HE
IGH

T
TO

 UN
DE

RS
IDE

OF
 ST

RU
CT

UR
E

(2'-
6" M

AX
)

TO
 TO

S
(2'-

6" M
AX

.)

PLA
N

5 1
/4"

1 1
/2"

2 1
/4"

1 1
/2" 1 5/8"

5/8"

GWB FURRING BYPASSES DUCT
ENCLOSURE

SLAB OPENING

2 1/2" PLAN DIMS
2 1/4" ACTUAL
1" X 2" 25 GA. METAL 'L' RUNNERS
ALONG PERIMETER ATTACHED TO
STRUCTURE AT @ 24" O.C.
1 LAYER 5/8" TYPE 'X' GYP. WALL BOARD

7/8" X 1 3/8" 24 GA. GALV. BRACING 5'-0"
O.C. WHERE SHAFT PLAN DIM. IS
GREATER THAN 2'-0"
HVAC DUCT

ONE LAYER 1" GYPSUM SHAFT LINER,
LAMINATED TO SHAFT LINER
1 LAYER 5/8" TYPE 'X' GYP. WALL BOARD

1 HR-RATED PARTITION - 1 5/8" STUDS1.1
1 HR-RATED PARTITION - 2 1/2" STUDS1.2
1-HR-RATED PARTITION - 3 5/8" STUDS1.3
1-HR-RATED PARTITION - 6" STUDS1.6

FOR 20 GA. STUDS @ 5 PSF LOAD - 9'-8" FLOOR CLG.
HT. MAX. (8'-5" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 11'-7" FLOOR
CLG. HT. MAX. (10'-0" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 14'-9" FLOOR
CLG. HT. MAX. (12'-9" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5  PSF LOAD  - 21'-7" FLOOR
CLG. HT. MAX. (18'-10" MAX @ LOCATIONS W/ TILE)

NOTES:
1. PARTITIONS TO BE AS FOLLOWS: 1 LAYER OF 5/8" GWB TYPE "X" ON EACH SIDE

OF METAL STUDS @ 16" O.C. UNLESS OTHERWISE NOTED.
2. USE 3/4" TYPE 'X' GWB AT WALL FRAMED WITH 1 5/8" STUDS (UL 419).
3. AT TUB AND SHOWER SURROUNDS AND AT WALLS RECEIVING STONE USE

CEMENTITIOUS BACKER BOARD (UL ASSEMBLY U442 FOR RATED PARTITIONS)
4. AT PARTITIONS DENOTED WITH "A", FILL STUD CAVITY WITH ACOUSTICAL BATT

INSULATION AND SEAL TOP AND BOTTOM AND ALL PENETRATIONS AS NOTED IN
ACOUSTICAL DETAILS

5" PLAN DIMS
4 7/8"
ACTUAL
7" PLAN DIMS
7 1/4"
ACTUAL

4" PLAN DIMS
3 3/4"
ACTUAL

3" PLAN DIMS
2 7/8"
ACTUAL

SOUND ATTENUATION BLANKET AT
ACOUSTIC PARTITIONS TO FILL STUD
CAVITY

METAL STUD @ 16" O.C. UNLESS
OTHERWISE NOTED

1.1

1.2

1.3

1.6

RATED PARTITIONS MUST TERMINATE AT RATED
FLOOR AND CLNG CONSTRUCTION. REFER TO
TYPICAL DETAIL SHEETS FOR HEAD AND BASE
CONDITIONS

(UL DES. U419, 465)

(UL DES. U419, 465)

(UL DES. U419, 465)

(UL DES. U419, 465)

5/8" 3 5/8" 5/8"

5/8" 2 1/2" 5/8"

5/8" 1 5/8" 5/8"

5/8" 6" 5/8"

PL
AN

ONE LAYER 5/8" TYPE 'X' GYP. WALL
BOARD EACH SIDE

1'-0
"

2 HOUR RATED CHASE PARTITION - 1 5/8" STUDS7.1

7.2

7.3

2 HOUR RATED CHASE PARTITION - 2 1/2" STUDS

2 HOUR RATED CHASE PARTITION - 3 5/8" STUDS

FOR 20 GA. STUDS @ 5 PSF LOAD - 9'-8" FLOOR CLG.
HT. MAX. (8'-7" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 11'-7" FLOOR
CLG. HT. MAX. (10'-0" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 14'-9" FLOOR
CLG. HT. MAX. (12'-9" MAX @ LOCATIONS W/ TILE)

SOUND ATTENUATION BLANKET AT
ACOUSTIC PARTITIONS TO FILL STUD
CAVITY

(STC 52)
 (UL DES.U420)

(STC 52)
 (UL DES.U420)

(STC 52)
 (UL DES.U420)

RATED PARTITIONS MUST TERMINATE AT
RATED FLOOR AND CLNG CONSTRUCTION.
REFER TO TYPICAL DETAIL SHEETS FOR HEAD
AND BASE CONDITIONS

2'-0
" M

AX
 TO

 TO
S

5/8"
1 5/8" VARIES

SEE PLAN
10" MAX.

1 5/8"
5/8"

SE
CT

ION
PL

AN

METAL STUD @ 16" O.C. UNLESS
OTHERWISE NOTED

TWO LAYERS 5/8" TYPE 'X' WATER
RESISTANT GYP. WALL BOARD EACH SIDE

5/8" GYP. BOARD GUSSET FOR
CROSS BRACING 36" O.C. MAX.

TWO LAYERS 5/8" TYPE 'X' WATER
RESISTANT GYP. WALL BOARD EACH SIDE

1. PARTITIONS TO BE AS FOLLOWS: 2 LAYERS OF 5/8" TYPE 'X' WATER RESISTANT GWB
ON EACH SIDE OF METAL STUDS @ 16" OC UNLESS OTHERWISE NOTED.

2. AT CHASE WALL PARTITIONS AT TUB AND SHOWER SURROUNDS AND AT WALLS
RECEIVING STONE USE TYPE 'X' CEMENTITIOUS BACKER BOARD AS TOP LAYER TO
RECEIVE TILE.

3. AT PARTITIONS DENOTED WITH "A", FILL STUD CAVITY WITH ACOUSTICAL BATT
INSULATION AND SEAL TOP AND BOTTOM AND ALL PENETRATIONS AS NOTED IN
ACOUSTICAL DETAILS.

NOTES:

LAMINATED GWB PARTITION

INTERIOR FURRING W/7/8" CHANNEL

INTERIOR FURRING, 1 5/8" STUDS

INTERIOR FURRING, 2 1/2" STUDS

INTERIOR FURRING, 3 5/8" STUDS

INTERIOR FURRING, 6" STUDS

8

8.0

8.1

8.2

8.3

8.6

ONE LAYER 5/8" GYP. WALL BOARD
METAL STUD @ 16" O.C. UNLESS
OTHERWISE NOTED; BRACE BACK TO
WALL WHERE REQ'D.

1/2 " MIN. TOLERANCE AT
CONCRETE, CMU OR

EXISTING WALL
WALL OR STRUCTURE BEYOND

1" PLAN DIMS
5/8" ACTUAL 8

2" PLAN DIMS
1 1/2"
ACTUAL

8.0

2" PLAN DIMS
2 1/4"
ACTUAL
3" PLAN DIMS
3 1/8"
ACTUAL
4" PLAN DIMS
4 1/4"
ACTUAL
7" PLAN DIMS
6 5/8"
ACTUAL

8.1

8.2

8.3

8.6

5/8"

7/8"

5/8"

1 5/8"

5/8"
2 1/2"

5/8"
3 5/8"

5/8"
6"

5/8"

1. INTERIOR FURRING TO BE AS FOLLOW: 5/8" GYP TYPE 'X' OVER METAL STUD @ 16"
2. INTERIOR FURRING STUDS SHALL BE BACK-BRACED EVERY OTHER STUD

NOTES:

PL
AN

PL
AN

PL
AN

FURRING @ EXTERIOR WALL, 2 1/2" STUDS9.2
FURRING @ EXTERIOR WALL, 3 5/8" STUDS9.3
FURRING @ EXTERIOR WALL, 6" STUDS9.6

ONE LAYER 5/8" GYP. WALL BOARD

METAL STUD @ 16" O.C. UNLESS
OTHERWISE NOTED; BRACE BACK TO
WALL WHERE REQ'D.

1/2 " MIN. TOLERANCE AT
CONCRETE, CMU OR EXISTING WALL
EXTERIOR WALL OR STRUCTURE
BEYOND

3" PLAN DIMS
3 1/8"
ACTUAL
4" PLAN DIMS
4 1/4"
ACTUAL
7" PLAN DIMS
6 5/8"
ACTUAL

9.2

9.3

9.6

3" MIN. FOIL-FACED BATT INSULATION

2 1/2"

5/8"
3 5/8"

5/8"
6"

5/8"

1. INTERIOR FURRING TO BE AS FOLLOW: 5/8" GYP TYPE 'X' OVER METAL STUD @ 16" OC
2. INTERIOR FURRING STUDS SHALL BE BACK-BRACED EVERY OTHER STUD.
3. PROVIDE 3" MIN. FOIL-FACED BATT INSULATION. 6" BATTS AT 6" STUDS

NOTES:
PL

AN

4"
4"

4"

3 HR RATED ACOUSTIC PARTITION - 6" STUDS
FOR 20 GA. STUDS @ 5 PSF LOAD - 21'-7" FLOOR
CLG. HT. MAX. (18'-10" MAX @ LOCATIONS W/ TILE)

3 HR RATED ACOUSTIC PARTITION - 2 1/2" STUDS18.2 (UL DES. U419, 455)
(STC 62)

1.  PARTITION TO BE AS FOLLOWS: 2 LAYERS OF 5/8" GWB TYPE 'X' ON RESILIENT
CHANNELS ON ONE SIDE OF METAL STUD; 3 LAYERS OF 5/8"TYPE 'X' GWB ON OTHER
SIDE OF METAL STUD @ 16" O.C.

2. 1/2" RESILIENT CHANNEL RUNS HORIZONTALLY SPACED AT 24 O.C. WITH OPEN LEG
FACING UP.

3. FILL STUD CAVITY WITH ACOUSTICAL BATT INSULATION.
4. PARTITION CAN BE USED UP TO 3 HOUR RATING PER UL 419 REPORT.

3 HR RATED ACOUSTIC PARTITION - 3 5/8" STUDS18.3 (STC 62)

METAL STUD @ 16" O.C. UNLESS
OTHERWISE NOTED
1/2" RESILIENT CHANNEL SPACED @ 24"
O.C. RUNNING HORIZONTALLY, OPEN LEG
FACING UP

SOUND ATTENUATION BLANKET AT
ACOUSTIC PARTITIONS TO FILL STUD
CAVITY

(UL DES. U419, 455)

18.2

18.3 7" PLAN DIMS
7 1/4" ACTUAL

6" PLAN DIMS
6 1/8" ACTUAL

FOR 20 GA. STUDS @ 5 PSF LOAD - 11'-7" FLOOR
CLG. HT. MAX. (10'-0" MAX @ LOCATIONS W/ TILE)

FOR 20 GA. STUDS @ 5 PSF LOAD - 14'-9" FLOOR
CLG. HT. MAX. (12'-9" MAX @ LOCATIONS W/ TILE)

18.6 10" PLAN DIMS
9 5/8" ACTUAL

18.6 (STC 62)
(UL DES. U419, 455)

3 5/8"1 7/8"
1/2" 1 1/4"

2 1/2"1 7/8"

1/2"
1 1/4"

6"1 7/8"
1/2" 1 1/4"

RATED PARTITIONS MUST TERMINATE AT
RATED FLOOR AND CLNG CONSTRUCTION.
REFER TO TYPICAL DETAIL SHEETS FOR HEAD
AND BASE CONDITIONS

TWO LAYERS 5/8" TYPE 'X' GYP. WALL
BOARD

THREE LAYERS 5/8" TYPE 'X' GYP. WALL
BOARD

PL
AN

NOTES:

PARTITION GENERAL NOTES
1. LIMITING HEIGHTS OF PARTITIONS AS NOTED BELOW

PROVIDE GENERAL GUIDELINES BASED ON INDUSTRY
STANDARDS. REFER TO MANUFACTURER'S DATA TO CONFIRM
THAT STUD SIZE AND GAUGE MEET THE REQUIREMENTS OF
THE ARCHITECTURAL SPECIFICATIONS.

A. DRYWALL SHAFT SYSTEMS AT ELEVATORS TO
WITHSTAND A LATERAL LOADING OF 10 LBS. PER SQ.
FT. WITH DEFLECTION LIMITED TO L/240 OF THE
PARTITION HEIGHT.

B.  STANDARD DRYWALL ASSEMBLIES TO WITHSTAND A
LATERAL LOADING OF 5 LBS. PER SQ. FT. WITH
DEFLECTION LIMITED TO L/240 OF THE PARTITION
HEIGHT.

C.  DRYWALL ASSEMBLIES AT TILE FINISH TO HAVE A
DEFLECTION LIMIT OF L/360.

2. PROVIDE WATER & MOLD RESISTANT GYPSUM WALL
BOARD AT ALL WET LOCATIONS SUCH AS BUT NOT
LIMITED TO EXTERIOR STORAGE CLOSETS, LOCKER
ROOMS, BATHROOMS, TOILET ROOMS, POWDER ROOMS,
AND JANITOR CLOSETS.

3. PROVIDE CEMENTITIOUS BACKER BOARD IN LIEU OF GWB
AT TUB AND SHOWER SURROUNDS AND AT WALLS TO
RECEIVE STONE.

4. PROVIDE TYPE "X" SHEETROCK AT RATED PARTITIONS.
5. ALL 5/8" TYPE 'X' SHEETROCK IS BASED ON USG FIRECODE

"X" MEETING THE REQUIREMENTS OF ASTM C1396.
EQUIVALENT FIRE RATED SHEETROCK FOR OTHER SPECIFIED
MANUFACTURERS, AS LISTED IN SPECIFICATIONS, ARE
ACCEPTABLE.

6. WHERE FIRE RATED PARTITIONS MEET OR PASS BY NON-
RATED PARTITIONS THE RATED ASSEMBLY MUST BE
CONTINUOUSLY MAINTAINED.

7. PARTITION FRAMING & FURRING MEMBERS: ASTM C 645;
20 GAUGE (MIN.) THICKNESS OF BASE METAL.

8. STUDS TO BE 12" OC AT KITCHEN CABINETS AND
ELECTRICAL PANELS.

9. BOTTOM TRACK OF ALL PARTITIONS TO MATCH GAUGE OF
STUD. SECURE TO SLAB.

10. PROVIDE METAL BACKING BEHIND GWB FOR ALL
RAILING, KITCHEN CABINET INSTALLATION, FUTURE
HANDICAPPED BARS IN ALL BATHROOMS & OTHER
ITEMS SUPPORTED ON DRYWALL PARTITIONS.

11. ELECTRICAL AND SERVICE OUTLETS FOR ADJACENT
ROOMS ARE TO BE POSITIONED MINIMUM 24 INCHES APART
AND IN SEPARATE STUD SPACES.

12. PROVIDE CONTINUOUS ACOUSTICAL (NON-HARDENING)
CAULKING BEADS ON EACH SIDE OF THE BOTTOM STUD
RUNNER AT THE THREE-WAY INTERSECTION BETWEEN THE
RUNNER, FLOOR AND DRYWALL.

13. IN ALL ACOUSTICAL PARTITIONS, PROVIDE ACOUSTICAL
CAULKING TO CLOSE GAPS BETWEEN ALL SERVICE
OUTLETS (ELECTRICAL, TELEPHONE, DATA, ETC.), ANY
PENETRATIONS AND DRYWALL.

14. ALL PARTITIONS WHICH DENOTE STC RATINGS (STC)
MUST BE CONSTRUCTED TO MEET SOUND TRANSMISSION
CLASS RATINGS.

15. REFER TO TYPICAL PARTITION DETAIL SHEETS FOR
PARTITION HEAD AND BASE CONDITIONS.

16. STUD WALL CONSTRUCTION AT STAIRS IN NEW YORK
CITY IN RESIDENTIAL AND BUSINESS OCCUPANCIES IS
TO COMPLY WITH THE 1 RCNY 1014-01 MASONRY
EQUIVALENT EXIT ENCLOSURE REQUIREMENT THE LAYER
OF WALL BOARD FACING THE STAIR SHALL BE TYPE "X"
AND SHALL MEET THE REQUIREMENTS OF IMPACT
CLASSIFICATION LEVEL 2 IN ACCORDANCE WITH ASTM C
1629-06.  STUDS SHALL BE A MINIMUM OF 3-1/2" WIDE
AND SHALL HAVE AT LEAST 20 GAUGE THICKNESS OF
BASE METAL.

17. UL LISTINGS ARE TO ILLUSTRATE DESIGN INTENT.
CONSTRUCTOR MAY SUBMIT ALTERNATE
MANUFACTURER'S DATA FOR REVIEW PROVIDED
THEY MEET THE PERFORMANCE CRITERIA INDICATED
BY THE UL LISTING.

18. PARTITION HEIGHT LIMITS ARE BASED ON 20 GAUGE
STUDS SPACED AT 16" O.C.  CONTRACTOR IS
RESPONSIBLE FOR SUBMITTING ENGINEERING
CALCULATIONS, AND MAY OPT TO CHANGE STUD SIZES OR
WEIGHTS WITH SUPPORTING CALCULATIONS STAMPED BY A
PROFESSIONAL ENGINEER.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 1 1/2" = 1'-0"
1410.00

G-004.00

PARTITION TYPE SCHEDULE

BROOKLYN, NY 11222

5 OF 168

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



VARIES

ONE OR TWO LAYERS GWB AS PER
PARTITION TYPE
SEE PARTITION TYPE FOR
CONFIGURATION
METAL RUNNER

SEE FINISH SCHEDULE FOR FINISH
FLOOR & BASE

TOP OF FLOOR STRUCTURE
ACOUSTICAL SEALANT

NOTE:
DETAIL APPLIES
TO ACOUSTIC,
NON-ACOUSTIC,
RATED AND NON-
RATED SINGLE
STUD AND
STAGGERED STUD
WALL PARTITIONS

SECTION @ TYPICAL PARTITION BASE
SCALE 3"=1'-0"

SECTION @ TYPICAL CHASE AND FURRING PARTITION BASE
SCALE 3"=1'-0"SCALE 3"=1'-0"

17

12

TOP OF FLOOR STRUCTURE
ACOUSTICAL SEALANT

ONE OR TWO LAYERS GWB AS PER
PARTITION TYPE

SEE PARTITION TYPE FOR
CONFIGURATION
METAL RUNNER

SEE FINISH SCHEDULE FOR FINISH
FLOOR & BASE

NOTE:
DETAIL APPLIES TO
ACOUSTIC, NON-
ACOUSTIC, RATED
AND NON-RATED
CHASE PATTERNS, AS
WELL AS FURRING
BASE CONDITIONS.

SECTION @ C-H STUD SHAFT WALL BASE AT CONC SLAB
SCALE 3"=1'-0"SCALE 3"=1'-0"7

METAL J RUNNER

SOUND ATTENUATION BLANKET
2 LAYERS 5/8" GWB TYPE 'X' ( ONE
SIDE ONLY)

METAL RUNNER

SEE FINISH SCHEDULE FOR FINISH
FLOOR & BASE

X VARIES

1" GWB SHAFT LINER

GWB PANEL CANT SCREW ATTACHED
TO VERT STUDS AT ELEVATOR
SHAFTS WHEN X>2"

TOP OF SLAB

ACOUSTICAL SEALANT

75° MIN

1/4
" P

AR
TIT

ION
 HE

IGH
T

2'-6
" M

AX
.

16 SECTION @ SOLID SHAFT WALL BASE AT CONC SLAB
SCALE 3"=1'-0"

7/8" X 1 3/8" 24 GA. GALV. STEEL
BRACING ANGLE 5'-0" O.C. WHERE
SHAFT PLAN DIM. IS GREATER THAN
2'-0"

1" GWB SHAFT LINER

LAMINATING COMPOUND
1 LAYER 5/8" GWB TYPE 'X'  EACH SIDE

TOP OF SLAB

7/8" X 1 3/8" 24 GA GALV. STEEL ANGLE
RUNNERS

SHEET METAL DUCT

1"
1 1/4"

SECTION @ CMU PARTITION BASE
SCALE 3"=1'-0"SCALE 3"=1'-0"11

HORIZONTAL JOINT REINFORCING
16" OC MAX.

CMU PARTITION AS SCHEDULED

REINFORCING AS PER
STRUCTURAL DRAWINGS

SEE FINISH SCHEDULE FOR
FINISH FLOOR & BASE
TOP OF FLOOR STRUCTURE

NOTE:
DETAIL APPLIES TO
RATED AND NON-
RATED CMU
PARTITIONS

CEILING RUNNER ( 2" FLANGE MIN.) DO
NOT ATTACH STUDS OR GWB

UNDERSIDE OF STRUCTURE
NOTE:
DETAIL APPLIES TO
ACOUSTIC, NON-
ACOUSTIC, RATED
AND NON-RATED
SINGLE STUD AND
STAGGERED STUD
WALL PARTITIONS

TAPE
ACOUSTICAL SEALANT ( 5/8" THICK
FIRESTOP SEALANT FOR 1 HR
WALL, 1 1/4" THICK FOR 2 HR
WALL)

METAL STUD CUT 1" LESS THAN
ASSEMBLY HEIGHT
ONE OR TWO LAYERS GWB AS
PER PARTITION TYPE
SEE PARTITION TYPE FOR
CONFIGURATION

3/4
" M

AX

SECTION @ TYPICAL STATIC GWB PARTITION HEAD
SCALE 3"=1'-0"6 UL HW-S-0039 OR APPROVED EQUAL AT RATED

PARTITIONS

15
SECTION @ TYPICAL STATIC GWB CHASE OR FURRING
PARTITION HEAD
SCALE 3"=1'-0" UL HW-S-0039 OR APPROVED EQUAL

CEILING RUNNER ( 2" FLANGE MIN.)
DO NOT ATTACH STUDS OR GWB

UNDERSIDE OF STRUCTURE
NOTE:
DETAIL APPLIES TO
ACOUSTIC, NON-
ACOUSTIC, RATED AND
NON-RATED CHASE
PARTITIONS, AS WELL AS
FURRING HEAD
CONDITIONS.

TAPE
ACOUSTICAL SEALANT ( 5/8" THICK
FIRESTOP SEALANT FOR 1 HR
WALL, 1 1/4" THICK FOR 2 HR
WALL)

METAL STUD CUT 1" LESS THAN
ASSEMBLY HEIGHT
ONE OR TWO LAYERS GWB AS
PER PARTITION TYPE
SEE PARTITION TYPE FOR
CONFIGURATION

10 SECTION @ NON-RATED CMU PARTITION HEAD
SCALE 3"=1'-0"

VARIES

UNDERSIDE OF STRUCTURE
JOINT SEALANT EACH SIDE, TYP

COMPRESSIBLE FILLER
STARP ANCHOR 16" OC
SECURED TO STRUCTURE

SECTION @ NON-RATED PARTITION WITH HUNG GWB OR
ACOUSTIC CEILING
SCALE 3"=1'-0"5

6"

VARIES

UNDERSIDE OF STRUCTURE

PARTITION AS SCHEDULED

FURRING CHANNEL
5/8" GWB HUNG CEILING SEE FIN.
SCHEDULE.

CORNER REINFORCING TAPE

3"

1/2" MAX

METAL CONTROL JOINT ( AS
SHOWN OR 30'-0" OC MAX)

SEE PARTITION TYPE FOR
CONFIGURATION
COMPRESSED CONTINUOUS SAF
MINERAL WOOL INSULATION

SOUND ATTENUATION BLANKET
WHERE REQUIRED
METAL STUD
METAL CONTROL JOINT

14 PLAN DETAIL @ CONTROL JOINT - 2 HOUR RATED
SCALE 3"=1'-0"

1/2" MAX

METAL CONTROL JOINT AS
SHOWN OR 30'-0" OC MAX. ( TOP
& BOTTOM)

CONTINUOUS ACOUSTICAL
SEALANT
COMPRESSED CONTINUOUS SAF
MINERAL WOOL INSULATION

SOUND ATTENUATION BLANKET
WHERE REQUIRED
METAL STUD

SEE PARTITION TYPE FOR
CONFIGURATIONS

9 PLAN DETAIL @ CONTROL JOINT - 1 HOUR RATED
SCALE 3"=1'-0"

4 PLAN DETAIL @ TERMINAL OR FINISH OPENING
SCALE 3"=1'-0"

CORNER BEAD

5/8" GWB

SOUND ATTENUATION
BLANKET WHERE
SCHEDULED

DO
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R
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METAL STUD

VARIES PER WALL TYPE

13 RECESS IN RATED PARTITION
SCALE 3"=1'-0"

2 LAYERS 5/8" GWB ALL
AROUND DEVICE

OUTLET OR DATA
RECEPTACLE

1'-0
" O

.C.

8 HUNG CEILING PARTITION @ RATED DEMISING WALLS
SCALE 3"=1'-0"

UNDERSIDE OF STRUCTURE

PARTITION AS SCHEDULED

FURRING CHANNEL
5/8" GWB HUNG CEILING SEE
FIN. SCHEDULE.
CORNER REINFORCING TAPE

VARIES

DUCT SURFACE

SHAFT WALL STUD, 24 OC

CONTINOUS ACOUSTICAL
SEALANT
METAL 'J' RUNNER

1" SHAFT WALL LINER

(2) LAYERS 5/8" TYPE 'X'
GWB
SHAFT WALL C-H STUD, 24"
OC. SEE SCHEDULE FOR
SIZE AND GAUGE

METAL 'J' RUNNER
CORNER BEAD

(3) LAYERS 5/8" TYPE 'X'
GWB

CONTINOUS ACOUSTICAL SEALANT

3 SECTION @ 2 HR RATED DUCT ENCLOSURE
SCALE 3"=1'-0"

7'-8" MAX. (2 1/2" 25 GAUGE STUDS
8'-7" MAX. ( 2 1/2" 22 GAUGE STUDS)

11'-0" MAX. (4" 25 GAUGE STUDS)

ROTATED SECTION

2 AXONOMETRIC DETAIL @ SUSPENDED GWB CEILING ASSEMBLY
SCALE N.T.S. (SUPPORT AS PER N.Y.C. CODE)

METAL FURRING CHANNEL CLIPS

1/4" DIA. GALVANIZED STEEL ROD OR 1/8"
X 1" ASPHALT PAINTED FLAT STRAP
HANGER NOT TO EXCEED 4'-0" O.C.
GAT CLIP 481.5 L CAT NO. 16.59 SM (OR
OTHER APPROVED MEANS)

1 1/2" C.R.16 GA. STEEL SUSPENSION
CHANNEL, 0.475# APPROX. 4'-0" O.C.
7/8" HAT-SHAPED FURRING CHANNEL

5/8" GWB OR 5/8" MARINE PLYWOOD ( FIRE
RESISTANT TREATED), SEE PLAN FOR
LOCATIONS

12" O.C.

1 AXONOMETRIC DETAIL @ SUSPENDED GWB CEILING ASSEMBLY
SCALE N.T.S. (SUPPORT AS PER N.Y.C. CODE)

MAIN TEE SPLICE COUPLING
(OCCURS AT RANDOM SPACING)
DIRECT HANG CLIP
1/4" DIA. GALVANIZED STEEL ROD OR 1/8"X
1" ASPHALT PAINTED FLAT STRAP HANGER
NOT TO EXCEED 4'-0" O.C.

GAT CLIP 4B1.5L CAT NO. 16.59.SM ( OR
OTHER APPROVED MEANS)
VARIES TO SUIT INSULATION CLEARANCE
AND LIGHT FIXTURE HEIGHT

RECESSED FIXTURE
MEAN TEE 24" O.C. MAX. SHAPE DESIGN AS
APPROVED (RECESSED FIXTURES MAY
SUPPORTED BY MAIN TEES SPACED 2'-0" OR
4'-0" O.C.)

CROSS TEE, 1 1/2" HT X 2'-0" O.C.
1 1/2" C.R. 16 GA. STEEL SUSPENSION
CHANNEL, 0.475# APPROX. 4'-0" O.C. MAY
OCCUR DIRECTLY OVER LIGHT

1/2"
.

1" THICK SOUND ABSORBENCY DUCT LINER

1 5/8" FURRING STUD @ 24" OC

1 5/8" FURRING STUD @ 24" OC

4"

VA
RI

ES
 SE

E P
LA

N

SINGLE WATER HEAT PUMP STACK
SERIES, SEE MECH. PLAN &
SCHEDULE

CORNER REINFORCING TAPE

RETURN & SUPPLY RISERS, REFER TO
MECH. DRAWINGS

1 LAYER 5/8" GWB TYPE "X"

1" THK SOUND ABSORBTION DUCT LINER

RETURN AIR PANEL
W/ HINGED ACCESS
DOOR

SUPPLY AIR GRILL,
REFER TO MECHANICAL
DWGS FOR REGISTER SIZE.

FINISH BASE AS
SCHEDULED

CONCRETE
COMPOUND
FINISH, TYP.

FINISH FLOOR

TOP OF SLAB

THERMOSTAT

VERTICAL HEAT PUMP
UNIT BEHIND

LOCK, AS REQUIRED AT
PUBLIC LOCATIONS

MA
X.

1'-0
"

MA
X. 
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"
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 1 1/2" = 1'-0"18 TYPICAL HEAT PUMP ENCLOSURE
 1 1/2" = 1'-0"19 HEAT PUMP DETAIL ELEVATION

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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DOOR SCHEDULE -APARTMENT FLOORS

 DO
OR

 TA
G

LOCATION

JAMB OPENING FRAME DATA DOOR DATA

SA
DD

LE
/  T

HR
ES

HO
LD

 HA
RD

WA
RE

 SE
T

 FIR
E R

AT
ING

 (F
PS

C)

REMARKS W
IDT

H

 HE
IGH

T

 MA
TE

RIA
L

 HE
AD

 JA
MB

 FIN
ISH

 TY
PE

 MA
TE

RIA
L

 TH
ICK

NE
SS

FIN
SIH

A-01 APARTMENT ENTRY 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S1 1 1/2 HR
A-02 APARTMENT BEDROOM 2' - 10" 7' - 0" KD F1 F1 PTD J S.C. 1 3/4" PTD S6

A-02A APARTMENT BEDROOM 2' - 11" 7' - 0" KD F6 F6 PTD J S.C. 1 3/4" PTD S6
A-03 APARTMENT BATH 2' - 10" 7' - 0" KD F1 F1 PTD J S.C. 1 3/4" PTD S8

A-03A APARTMENT BATH 2' - 11" 7' - 0" KD F6 F6 PTD J S.C. 1 3/4" PTD S8
A-04 APARTMENT W.I.C. 2' - 8" 7' - 0" KD F1 F1 PTD J S.C. 1 3/4" PTD S6
A-05 APARTMENT WASHER/DRYER 2' - 4" 7' - 0" KD F1 F1 PTD E S.C. 1 3/4" PTD S6 1" UNDERCUT
A-06 APARTMENT CLOSET 1' - 8" 7' - 0" KD F1 F1 PTD J S.C. 1 3/4" PTD S6
A-07 APARTMENT CLOSET 2' - 4" 7' - 0" KD F1 F1 PTD J S.C. 1 3/4" PTD S6
A-08 APARTMENT CLOSET 2' - 8" 7' - 0" KD F1 F1 PTD J S.C. 1 3/4" PTD S6
A-09 APARTMENT CLOSET 4' - 0" 7' - 0" KD F1 F1 PTD K S.C. 1 3/4" PTD S6
A-10 APARTMENT CLOSET 5' - 0" 7' - 0" KD F1 F1 PTD K S.C. 1 3/4" PTD S6
A-11 APARTMENT CLOSET 5' - 8" 7' - 0" KD F1 F1 PTD K S.C. 1 3/4" PTD S6
A-12 STORAGE 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S4 1 1/2 HR
T-01 EGRESS STAIR 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 3 HR
T-02 EGRESS STAIR 3' - 0" 7' - 0" MTL. F3 F3 PTD A HM 1 3/4" PTD S2 1 1/2 HR
T-03 REFUSE ROOM 3' - 2" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR AUTOMATIC DOOR W/ SENSOR
T-04 ELECTRICAL CLOSET 5' - 0" 7' - 0" MTL. F7 F7 PTD B HM 1 3/4" PTD S2 1 1/2 HR
T-05 ELECTRICAL CLOSET 6' - 0" 7' - 0" MTL. F7 F7 PTD B HM 1 3/4" PTD S2 1 1/2 HR
T-06 ELECTRICAL CLOSET 6' - 4" 7' - 0" MTL. F7 F7 PTD B HM 1 3/4" PTD S2 1 1/2 HR
T-07 ELECTRICAL CLOSET 5' - 4" 7' - 0" MTL. F7 F7 PTD B HM 1 3/4" PTD S2 1 1/2 HR

P-01 SERVICE CORRIDOR P.E.4 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-02 SERVICE CORRIDOR TENANT STORAGE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-03 SERVICE CORRIDOR SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-04 SERVICE CORRIDOR BICYCLE STORAGE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-05 STAIR C SERVICE CORRDIOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-06 SERVICE CORRDIOR STAIR C1 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-07 STAIR C1 PARKING 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-08 SERVICE CORRDIOR COMPACTOR ROOM NORTH 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 3 HR
P-09 SERVICE CORRDIOR ELEVATOR PIT 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 3 HR
P-10 SERVICE CORRDIOR ELEVATOR PIT 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 3 HR
P-11 SERVICE CORRIDOR SERVICE CORRDIOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-12 SERVICE CORRIDOR SUPER'S OFFICE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-13 SUPER'S OFFICE SEWAGE EJECTOR PIT 2' - 10" 7' - 0" KD F1 F1 PTD J S.C. 1 3/4" PTD S4
P-14 SERVICE CORRIDOR EMPLOYEE BREAK ROOM 3' - 0" 7' - 0" MTL. F3 F3 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-15 EMPLOYEE BREAK ROOM MEN'S LOCKER ROOM 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-16 MEN'S LOCKER ROOM BATHROOM 2' - 10" 7' - 0" KD F1 F1 PTD J S.C. 1 3/4" PTD S4
P-17 EMPLOYEE BREAK ROOM WOMEN'S LOCKER ROOM 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-18 BATHROOM WOMEN'S LOCKER ROOM 2' - 10" 7' - 0" KD F1 F1 PTD J S.C. 1 3/4" PTD S4
P-19 SERVICE CORRIDOR RECYCLE ROOM_NORTH 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-20 DRY PIPE CLOSET LAUNDRY ROOM _ NORTH 5' - 0" 7' - 0" MTL. F2 F2 PTD B HM 1 3/4" PTD S7 1 1/2 HR
P-21 SERVICE CORRIDOR LAUNDRY ROOM _ NORTH 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-22 PARKING SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-23 PARKING COMPACTOR ROOM NORTH 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 3 HR
P-24 PARKING SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-25 SERVICE CORRIDOR SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-26 SERVICE CORRIDOR BICYCLE STORAGE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-27 SERVICE CORRIDOR STAIR G1 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-28 PARKING SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-29 SERVICE CORRIDOR RECYCLING ROOM - SOUTH 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 3 HR
P-30 PARKING STAIR K 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-31 SERVICE CORRIDOR RECYCLING ROOM - SOUTH 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 3 HR
P-32 SERVICE CORRIDOR P.E. 10 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 3 HR
P-33 SERVICE CORRIDOR P.E. 9 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 3 HR
P-34 PARKING SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-35 B.O.H. SOUTH TOWER SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-36 LAUNDRY ROOM _ SOUTH SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-37 SERVICE CORRIDOR J.C. 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-38 SERVICE CORRIDOR TENANT STORAGE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-39 PARKING STORAGE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-40 SERVICE CORRIDOR PARKING 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-41 PARKING STORAGE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-42 SERVICE CORRIDOR TENANT STORAGE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-43 SERVICE CORRIDOR STORAGE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-44 SERVICE CORRIDOR SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-45 SERVICE CORRIDOR STAIR J1 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-46 SERVICE CORRIDOR GAS METER ROOM 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-47 SERVICE CORRIDOR ELECTRICAL ROOM 3' - 0" 7' - 0" MTL. F5 F5 PTD A HM 1 3/4" PTD S7 1 1/2 HR
P-48 LINT CATCHER LAUNDRY ROOM _ NORTH 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7
P-49 LINT CATCHER LAUNDRY ROOM _ SOUTH 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7
P-50 INCOMING ELECTRICAL SERVICE TENANT STORAGE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-01 COMMUNITY FACILITY WATERFRONT 3' - 0" 9' - 3" C BLUMCRAFT SERIES 250
1-02 MECHANICAL TRANSFER COMMUNITY FACILITY 3' - 0" 5' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S5 1 1/2 HR
1-03 WATERFRONT COMMUNITY FACILITY 3' - 0" 9' - 3" C BLUMCRAFT SERIES 250
1-04 WATERFRONT SERVICE CORRIDOR 3' - 0" 9' - 3" C BLUMCRAFT SERIES 250
1-05 WATERFRONT COMMERCIAL SPACE NORTH 3' - 0" 9' - 3" C BLUMCRAFT SERIES 250
1-06 COMMERCIAL SPACE NORTH WATERFRONT 3' - 0" 11' - 8" C BLUMCRAFT SERIES 250
1-07 SERVICE CORRIDOR PET SPA 3' - 0" 7' - 0" MTL. F3 F3 PTD A HM 1 3/4" PTD S4 1 1/2 HR
1-08 BATHROOM COMMERCIAL SPACE NORTH 2' - 10" 7' - 0" KD F1 F1 PTD J S.C. 1 3/4" PTD S4
1-09 SERVICE CORRIDOR COMMERCIAL SPACE NORTH 3' - 0" 7' - 0" MTL. F3 F3 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-10 SERVICE CORRIDOR COMMUNITY FACILITY 3' - 0" 7' - 0" MTL. F3 F3 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-11 UPLAND CONNECTION SERVICE CORRIDOR 3' - 0" 6' - 8" MTL. F2 F2 PTD A HM 1 3/4" PTD S9 1 1/2 HR
1-12 SERVICE CORRIDOR UPLAND CONNECTION 3' - 0" 6' - 8" MTL. F2 F2 PTD A HM 1 3/4" PTD S9 1 1/2 HR
1-13 STAIR G1 STAIR G1 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-14 SERVICE CORRIDOR ELEVATOR MACHINE ROOM 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-15 SERVICE CORRIDOR TELECOM 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-16 SERVICE CORRIDOR STAIR K 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-17 MECHANICAL SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-18 SERVICE CORRIDOR BASE BUILDING SECURITY ROOM 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-19 SERVICE CORRIDOR TOWER SECURITY ROOM 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-20 SERVICE CORRIDOR WATER SERVICE & PODIUM

PUMP ROOM
3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR

1-21 STAIR E SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 3 HR
1-22 SERVICE CORRIDOR SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-23 DAS SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-24 SERVICE CORRIDOR SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-25 SERVICE CORRIDOR MECHANICAL 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-26 STAIR L SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-27 SERVICE CORRIDOR STAIR L 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-28 SERVICE CORRIDOR TANK FILL PUMP ROOM_NORTH 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-29 SERVICE CORRIDOR ATS RM. 5' - 0" 7' - 0" MTL. F2 F2 PTD B HM 1 3/4" PTD S7 1 1/2 HR
1-30 SERVICE CORRIDOR MAIN SWITCHBOARD ROOM 5' - 0" 7' - 0" MTL. F2 F2 PTD B HM 1 3/4" PTD S7 1 1/2 HR
1-31 SERVICE CORRIDOR TANK FILL PUMP ROOM_SOUTH 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-32 SERVICE CORRIDOR FIRE PUMP ROOM N. 5' - 0" 7' - 0" MTL. F2 F2 PTD B HM 1 3/4" PTD S7 1 1/2 HR
1-33 SERVICE CORRIDOR WATER SERVICE & PODIUM

PUMP ROOM
3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR

1-34 SERVICE CORRIDOR FIRE PUMP ROOM BASE BLDG 5' - 0" 7' - 0" MTL. F2 F2 PTD B HM 1 3/4" PTD S7 1 1/2 HR
1-35 SERVICE CORRIDOR FIRE PUMP ROOM SOUTH 5' - 0" 7' - 0" MTL. F2 F2 PTD B HM 1 3/4" PTD S7 1 1/2 HR
1-36 SERVICE CORRIDOR MAIN SWITCHBOARD ROOM 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-37 SERVICE CORRIDOR UPLAND CONNECTION 3' - 0" 6' - 8" MTL. F2 F2 PTD A HM 1 3/4" PTD S9 1 1/2 HR
1-38 SERVICE CORRIDOR STORAGE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-39 COMMERCIAL SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-40 SERVICE CORRIDOR STORAGE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-41 SERVICE CORRIDOR PODIUM FIRE SERVICE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-42 SERVICE CORRIDOR SOUTH TOWER FIRE SERVICE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-43 SERVICE CORRIDOR NORTH TOWER FIRE SERVICE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-44 ELEVATOR CONTROL ROOM SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-45 SERVICE CORRIDOR STAIR J1 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-46 SERVICE CORRIDOR SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-47 STAIR J SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-48 COMMERCIAL SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-49 SERVICE CORRIDOR SERVICE VESTIBULE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-50 SERVICE VESTIBULE MECHANICAL 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-51 GARBAGE DRIVEWAY 3' - 0" 6' - 8" MTL. F2 F2 PTD A HM 1 3/4" PTD S9 1 1/2 HR
1-52 COMMERCIAL STREET GARBAGE 3' - 0" 7' - 4" C BLUMCRAFT SERIES 250
1-53 COMMERCIAL STREET SERVICE VESTIBULE 3' - 0" 7' - 4" C BLUMCRAFT SERIES 250
1-54 COMMERCIAL STREET SERVICE VESTIBULE 3' - 0" 7' - 4" C BLUMCRAFT SERIES 250
1-55 SERVICE VESTIBULE WATER SERVICE ROOM 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
1-56 COMMERCIAL COMMERCIAL STREET 3' - 0" 7' - 6" C BLUMCRAFT SERIES 250
1-57 COMMERCIAL STREET COMMERCIAL SPACE 6' - 0" 10' - 11" D KAWNEER 190 NARROW STILE
1-58 COMMERCIAL STREET COMMERCIAL SPACE 6' - 0" 10' - 8" D KAWNEER 190 NARROW STILE
1-59 COMMERCIAL STREET COMMERCIAL SPACE 3' - 0" 9' - 1" C BLUMCRAFT SERIES 250
1-60 STORAGE SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
2-01 ELEC. CLOSET RESIDENTIAL LOBBY/LOUNGE_1 6' - 0" 7' - 0" MTL. F1 F1 PTD B HM 1 3/4" PTD S3 1 1/2 HR
2-02 STAIR D RESIDENTIAL LOBBY/LOUNGE 3 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S3 1 1/2 HR
2-03 RESIDENTIAL LOBBY/LOUNGE 3 STAIR A 3' - 0" 7' - 0" MTL. F7 F7 PTD A HM 1 3/4" PTD S3 3 HR
2-04 COURTYARD SERVICE CORRIDOR 3' - 0" 6' - 8" MTL. F2 F2 PTD A HM 1 3/4" PTD S9 1 1/2 HR
2-05 COURTYARD STAIR A 3' - 0" 6' - 8" MTL. F2 F2 PTD A HM 1 3/4" PTD S9 1 1/2 HR
2-06 COURTYARD RESIDENTIAL LOBBY/LOUNGE 3 3' - 0" 7' - 0" C BLUMCRAFT SERIES 250
2-07 MAIN LOBBY UPLAND CONNECTION 3' - 0" 9' - 11" C BLUMCRAFT SERIES 250
2-08 MAIN LOBBY UPLAND CONNECTION 3' - 0" 9' - 11" C BLUMCRAFT SERIES 250
2-09 MAIN LOBBY COURTYARD 3' - 0" 9' - 11" C BLUMCRAFT SERIES 250
2-10 MAIN LOBBY COURTYARD 3' - 0" 9' - 11" C BLUMCRAFT SERIES 250
2-11 RESIDENTIAL LOBBY/LOUNGE_2 COURTYARD 3' - 0" 6' - 8" MTL. F2 F2 PTD A HM 1 3/4" PTD S9 1 1/2 HR
2-12 RESIDENTIAL LOBBY/LOUNGE_2 PACKAGE ROOM 3' - 0" 7' - 0" MTL. F3 F3 PTD A HM 1 3/4" PTD S5 1 1/2 HR
2-13 PACKAGE ROOM COURTYARD 3' - 3" 7' - 11" C BLUMCRAFT SERIES 250
2-14 RESIDENTIAL LOBBY/LOUNGE_2 BATHROOM 3' - 0" 7' - 0" MTL. F3 F3 PTD A HM 1 3/4" PTD S5 1 1/2 HR
2-15 RESIDENTIAL LOBBY/LOUNGE_2 J.C. 3' - 0" 7' - 0" MTL. F3 F3 PTD A HM 1 3/4" PTD S5 1 1/2 HR
2-16 RESIDENTIAL LOBBY/LOUNGE_2 LEASING OFFICE 3' - 0" 7' - 0" MTL. F3 F3 PTD A HM 1 3/4" PTD S5 1 1/2 HR
2-17 LEASING OFFICE MECHANICAL ROOM 3' - 0" 7' - 0" MTL. F3 F3 PTD A HM 1 3/4" PTD S3 1 1/2 HR
2-18 LEASING OFFICE BATHROOM 3' - 0" 7' - 0" KD F1 F1 PTD A S.C. 1 3/4" PTD S5
2-19 RESIDENTIAL CORRIDOR ELEVATOR VESTIBULE 3' - 0" 7' - 0" MTL. F3 F3 PTD A HM 1 3/4" PTD S4 1 1/2 HR
2-20 RESIDENTIAL CORRIDOR ROOF VESTIBULE 3' - 0" 7' - 0" MTL. F3 F3 PTD A HM 1 3/4" PTD S4 1 1/2 HR
2-21 ROOF VESTIBULE 2ND FLOOR LANDSCAPED ROOF 3' - 0" 8' - 5" C BLUMCRAFT SERIES 250
2-22 RESIDENTIAL CORRIDOR STORAGE 3' - 0" 7' - 0" MTL. F3 F3 PTD A HM 1 3/4" PTD S4 1 1/2 HR
2-23 STAIR F RESIDENTIAL LOBBY/LOUNGE_2 3' - 0" 7' - 0" MTL. F7 F7 PTD A HM 1 3/4" PTD S3 3 HR
2-24 CLOSET RESIDENTIAL LOBBY/LOUNGE 3 3' - 0" 7' - 0" MTL. F7 F7 PTD A HM 1 3/4" PTD S3 1 1/2 HR
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7-01 CORRIDOR BILLARD ROOM / SCREENING RM 5' - 8" 7' - 0" MTL. F1 F1 PTD H HM 1 3/4" PTD S10 1 1/2 HR
7-02 CORRIDOR BILLARD ROOM / SCREENING RM 3' - 0" 7' - 0" MTL. F1 F1 PTD F HM 1 3/4" PTD S10 1 1/2 HR
7-03 MECHANICAL ROOM CORRIDOR 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
7-04 PRIVATE LOUNGE DINING CORRIDOR 3' - 0" 7' - 0" MTL. F1 F1 PTD F HM 1 3/4" PTD S10 1 1/2 HR
7-05 CORRIDOR BATH 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S4 1 1/2 HR
7-06 CORRIDOR MECHANICAL ROOM 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
7-07 CLOSET PRIVATE LOUNGE DINING 5' - 8" 7' - 0" MTL. F1 F1 PTD B HM 1 3/4" PTD S10
7-08 PRIVATE LOUNGE DINING LOUNGE 3' - 0" 7' - 0" MTL. F1 F1 PTD F HM 1 3/4" PTD S10 1 1/2 HR
7-09 LOUNGE LOUNGE 3' - 0" 7' - 0" GWB F8 F8 PTD J S.C. 1 3/4" PTD S10
7-10 LOUNGE LOUNGE 3' - 0" 7' - 0" GWB F8 F8 PTD J S.C. 1 3/4" PTD S10
7-11 LOUNGE LOUNGE 2' - 10" 8' - 9" C KAWNEER 190 NARROW STILE
7-12 CORRIDOR STAIR C 3' - 0" 7' - 0" MTL. F3 F3 PTD A HM 1 3/4" PTD S2 1 1/2 HR
7-13 CORRIDOR BATHROOM 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S4 1 1/2 HR
7-14 CORRIDOR LOUNGE 5' - 8" 7' - 0" MTL. F1 F1 PTD H HM 1 3/4" PTD S10 1 1/2 HR
7-15 CORRIDOR SWITCHGEAR- NORTH TOWER 6' - 0" 7' - 0" MTL. F1 F1 PTD B HM 1 3/4" PTD S2 1 1/2 HR
7-16 ELEC/ CLOSET CORRIDOR 6' - 4" 7' - 0" MTL. F7 F7 PTD B HM 1 3/4" PTD S2 1 1/2 HR
7-17 ELEC/ CLOSET CORRIDOR 6' - 4" 7' - 0" MTL. F7 F7 PTD B HM 1 3/4" PTD S2 1 1/2 HR
7-18 CORRIDOR LOUNGE 5' - 8" 7' - 0" MTL. F1 F1 PTD H HM 1 3/4" PTD S10 1 1/2 HR
7-19 LOUNGE LOUNGE ROOF TERRACE 3' - 0" 8' - 5" C BLUMCRAFT SERIES 250
7-20 CORRIDOR STAIR D 3' - 0" 7' - 0" MTL. F3 F3 PTD A HM 1 3/4" PTD S2 1 1/2 HR
7-21 CORRIDOR NORTH TOWER ATS ROOM 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
7-22 SWITCHGEAR- NORTH TOWER CORRIDOR 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
7-23 CORRIDOR MECHANICAL 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
7-24 POOL POOL STORAGE 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
7-25 POOL SEATING - OUTDOOR POOL 5' - 10" 9' - 10" D KAWNEER 190 NARROW STILE
7-26 POOL SEATING - OUTDOOR POOL 5' - 10" 9' - 10" D KAWNEER 190 NARROW STILE
7-27 POOL SEATING - OUTDOOR POOL 5' - 10" 9' - 10" D KAWNEER 190 NARROW STILE
7-28 POOL SEATING - OUTDOOR POOL 5' - 10" 9' - 10" D KAWNEER 190 NARROW STILE
7-29 POOL SEATING - OUTDOOR POOL 5' - 10" 9' - 10" D KAWNEER 190 NARROW STILE
7-30 POOL SEATING - OUTDOOR POOL 5' - 10" 9' - 10" D KAWNEER 190 NARROW STILE
7-31 POOL SEATING - OUTDOOR POOL 5' - 10" 9' - 10" D KAWNEER 190 NARROW STILE
7-32 FITNESS CENTER POOL 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S5 1 1/2 HR
7-33 FITNESS CENTER WOMEN'S LOCKER ROOM 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S5
7-34 WOMEN'S LOCKER ROOM WOMEN'S LOCKER ROOM 3' - 0" 7' - 0" GWB F8 F8 PTD J S.C. 1 3/4" PTD S10
7-35 WOMEN'S LOCKER ROOM WOMEN'S LOCKER ROOM 3' - 0" 7' - 0" WD F1 F1 PTD J S.C. 1 3/4" PTD S5
7-36 WOMEN'S LOCKER ROOM WOMEN'S LOCKER ROOM 3' - 0" 7' - 0" WD F1 F1 PTD J S.C. 1 3/4" PTD S5
7-37 MEN'S LOCKER ROOM MEN'S LOCKER ROOM 3' - 0" 7' - 0" WD F1 F1 PTD J S.C. 1 3/4" PTD S5
7-38 MEN'S LOCKER ROOM MEN'S LOCKER ROOM 3' - 0" 7' - 0" GWB F8 F8 PTD J S.C. 1 3/4" PTD S10
7-39 FITNESS CENTER MEN'S LOCKER ROOM 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S5
7-40 CORRIDOR FITNESS CENTER 5' - 8" 7' - 0" MTL. F1 F1 PTD H HM 1 3/4" PTD S12 1 1/2 HR
7-41 CORRIDOR J.C. 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
7-42 CORRIDOR MECHANICAL -EXHAUST INCL. 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
7-43 CORRIDOR STAIR G 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
7-44 CORRIDOR WATER HEATER RM 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
7-45 CORRIDOR WATER HEATER RM 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
7-46 CORRIDOR TELE. 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
7-47 CORRIDOR FITNESS CENTER 3' - 0" 7' - 0" MTL. F1 F1 PTD F HM 1 3/4" PTD S12 1 1/2 HR
7-48 ELEC. CLOSET CORRIDOR 5' - 0" 7' - 0" MTL. F7 F7 PTD B HM 1 3/4" PTD S2 1 1/2 HR
7-49 ELEC. CLOSET CORRIDOR 5' - 0" 7' - 0" MTL. F7 F7 PTD B HM 1 3/4" PTD S2 1 1/2 HR
7-50 CORRIDOR SWITCHGEAR - SOUTH TOWER 6' - 0" 7' - 0" MTL. F7 F7 PTD B HM 1 3/4" PTD S2 1 1/2 HR
7-51 FITNESS CENTER FITNESS TERRACE 5' - 8" 7' - 0" HM F4 F4 PTD H HM 1 3/4" PTD S9 1 1/2 HR
7-52 CORRIDOR BATH 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S4 1 1/2 HR
7-53 SWITCHGEAR - SOUTH TOWER ELEC. RM_S 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 1 1/2 HR
7-54 SWITCHGEAR - SOUTH TOWER SOUTH TOWER ATS ROOM 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 1 1/2 HR
7-55 CORRIDOR WORKOUT ROOM 5' - 8" 7' - 0" MTL. F1 F1 PTD H HM 1 3/4" PTD S12 1 1/2 HR
7-56 FITNESS CENTER SPINNING ROOM 5' - 8" 7' - 0" MTL. F1 F1 PTD H HM 1 3/4" PTD S11
7-57 CORRIDOR ROOF  TERRACE 7 FLOOR 3' - 0" 8' - 5" C BLUMCRAFT SERIES 250
7-58 ROOF  TERRACE 7 FLOOR STAIR J 3' - 0" 6' - 8" MTL. F2 F2 PTD A HM 1 3/4" PTD S9 1 1/2 HR
7-59 SWITCHGEAR - SOUTH TOWER WATER HEATER RM 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 1 1/2 HR
8-01 CORRIDOR MECH. - POOL / AMENITY 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
8-02 CORRIDOR MECH. EXHAUST - NORTH 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
8-03 CORRIDOR MECHANICAL 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
8-04 CORRIDOR MECH. EXHAUST - SOUTH 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
8-05 CORRIDOR MECH. BOILER - SOUTH 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR
8-06 CORRIDOR MECH. - BOILER BASE 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S2 1 1/2 HR

RN-01 WATER TANK NORTH DOMESTIC BOOSTER ROOM 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
RN-02 WATER TANK NORTH FIRE PUMP ROOM 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
RN-03 WATER TANK NORTH ZONE 4 WATER HEATERS 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
RN-04 ELECTRICAL ROOM SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
RN-05 WATER TANK NORTH SERVICE CORRIDOR 5' - 0" 7' - 0" MTL. F2 F2 PTD B HM 1 3/4" PTD S7 1 1/2 HR
RN-06 SERVICE CORRIDOR STAIR A 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 3 HR
RN-07 STAIR A SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 3 HR
RN-08 ROOF TERRACE SERVICE CORRIDOR 3' - 8" 8' - 2" C BLUMCRAFT SERIES 250
RN-09 COOLING TOWER NORTH SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
RN-10 WATER TANK NORTH ZONE 5 WATER HEATERS 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
RN-11 ZONE 5 WATER HEATERS ERV 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
RN-12 STAIR VESTIBULE ELEV. MACHINE RM_NORTH 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 3HR HR
RN-13 STAIR A STAIR VESTIBULE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 3HR HR
RN-14 STAIR VESTIBULE SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 3HR HR
RS-01 SERVICE CORRIDOR WATER TANK SOUTH 5' - 0" 7' - 0" MTL. F2 F2 PTD B HM 1 3/4" PTD S7 1 1/2 HR
RS-02 SERVICE CORRIDOR STAIR F 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 3 HR
RS-03 STAIR F SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 3 HR
RS-04 SERVICE CORRIDOR SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
RS-05 ELEC.RM SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
RS-06 FIRE PUMP RM SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
RS-07 DOMESTIC BOOSTER ROOM SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
RS-08 ZONE 4 WATER HEATERS SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
RS-09 COOLING TOWER SOUTH SERVICE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
RS-10 ROOF SERVICE CORRIDOR 3' - 8" 7' - 10" C BLUMCRAFT SERIES 250
RS-11 MECH. LEVEL_2 SOUTH ELEVATOR MACHINE ROOM_S. 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 3HR HR
RS-12 STAIR E MECH. LEVEL_2 SOUTH 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 3HR HR
RS-13 ERV ROOM MECH. LEVEL_2 SOUTH 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
RS-14 ZONE 3 WATER HEATERS MECH. LEVEL_2 SOUTH 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
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SC-01 CORRIDOR 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 1 1/2 HR
SC-02 CORRIDOR STORAGE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
SC-03 CORRIDOR STAIR C 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
SC-04 STORAGE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
SC-05 CORRIDOR STORAGE 3' - 0" 7' - 0" MTL. F5 F5 PTD A HM 1 3/4" PTD S7 1 1/2 HR
SC-06 CORRIDOR STORAGE 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 1 1/2 HR
SC-07 CORRIDOR STORAGE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
SC-08 STORAGE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
SC-09 CORRIDOR STORAGE 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
SC-10 STORAGE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
SC-11 STORAGE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
SC-12 CORRIDOR STAIR G1 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S7 1 1/2 HR
SC-13 STORAGE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR
SC-14 STORAGE CORRIDOR 3' - 0" 7' - 0" MTL. F2 F2 PTD A HM 1 3/4" PTD S7 1 1/2 HR

9-01 CORRIDOR LOUNGE 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S10 1 1/2 HR
9-02 CLOSET LOUNGE 2' - 8" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S10
9-03 LOUNGE BATHROOM 2' - 10" 7' - 0" KD F1 F1 PTD J S.C. 1 3/4" PTD S8
9-04 LOUNGE CLOSET 2' - 8" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S10
9-05 9TH FLOOR ROOF TERRACE LOUNGE 3' - 0" 8' - 4" C BLUMCRAFT SERIES 250
9-06 LOUNGE 9TH FLOOR ROOF TERRACE 5' - 10" 8' - 4" D KAWNEER 190 NARROW STILE
9-07 9TH FLOOR ROOF TERRACE LOUNGE 3' - 0" 8' - 4" C BLUMCRAFT SERIES 250
9-08 LIVING/DINING/SLEEPING 9TH FLOOR ROOF TERRACE 3' - 0" 8' - 4" C BLUMCRAFT SERIES 250
9-09 BEDROOM 9TH FLOOR ROOF TERRACE 3' - 0" 8' - 4" C BLUMCRAFT SERIES 250
9-10 LOUNGE BATHROOM 2' - 10" 7' - 0" KD F1 F1 PTD J S.C. 1 3/4" PTD S4
9-11 CORRIDOR LOUNGE 3' - 0" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S1 1 1/2 HR
9-12 CLOSET LOUNGE 2' - 8" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S10
9-13 CLOSET LOUNGE 2' - 8" 7' - 0" MTL. F1 F1 PTD A HM 1 3/4" PTD S10

27-01 BEDROOM 27TH FLOOR TERRACE SOUTH 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
27-02 LIVING/DINING 27TH FLOOR TERRACE SOUTH 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
27-03 BEDROOM 27TH FLOOR TERRACE SOUTH 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
27-04 LIVING/DINING 27TH FLOOR TERRACE SOUTH 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
27-05 LIVING/DINING 27TH FLOOR TERRACE SOUTH 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
27-06 BEDROOM 27TH FLOOR TERRACE SOUTH 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
27-07 LIVING/DINING 27TH FLOOR TERRACE SOUTH 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
27-08 LIVING/DINING 27TH FLOOR TERRACE SOUTH 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
27-09 BEDROOM 27TH FLOOR TERRACE SOUTH 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
27-10 BEDROOM 27TH FLOOR TERRACE SOUTH 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
37-01 37TH FLOOR TERRACE NORTH BEDROOM 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
37-02 37TH FLOOR TERRACE NORTH LIVING/DINING 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
37-03 37TH FLOOR TERRACE NORTH LIVING/DINING 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
37-04 37TH FLOOR TERRACE NORTH LIVING/DINING 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
37-05 LIVING/DINING 37TH FLOOR TERRACE NORTH 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
37-06 BEDROOM 37TH FLOOR TERRACE NORTH 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
37-07 LIVING/DINING 37TH FLOOR TERRACE NORTH 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250
37-08 BEDROOM 37TH FLOOR TERRACE NORTH 2' - 10" 8' - 5" C BLUMCRAFT SERIES 250

2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111
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2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726
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550 Seventh Avenue, 10th Fl
New York, NY 10018
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2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
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2015.01.16 HPD RESUBMISSION
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ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
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(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
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PROPERTY LINE

BLOCK 2472
LOT 425

LOT AREA = 125,063 SF
LOT COVERAGE = 2,467.80 SF

BLOCK 2472
LOT 410

LOT AREA = 110,519.00 SF
LOT COVERAGE = 78,962.58 SF

TOTAL LOT COVERAGE PERMITTED (LOTS 410 AND 425):
65% OR 158,080.00 SF

TOTAL LOT COVERAGE (LOTS 410 AND 425) PROPOSED:
78,962.58 SF + 2,467.80 SF = 81,430.38 / 235,582 = 34.56%  COMPLIES

USE GROUP 2
CONSTRUCTION CLASSIFICATION 1B

ALLOWABLE BUILDING AREA AND HEIGHT (PER NYCBC TABLE 503)

BUILDING 1 - BASE BUILDING
CLASS 1B PERMITTED PROPOSED

AREA UNLIMITED 78,962.58 GSF MAX ON ANY FLOOR
HEIGHT/STORIES UNLIMITED CELLAR + 7 STORIES
PROPOSED HEIGHT 80.17' ABP

BUILDING 2 - SOUTH TOWER
CLASS 1B PERMITTED PROPOSED

AREA UNLIMITED 9,778.00 GSF MAX ON ANY FLOOR
HEIGHT/STORIES UNLIMITED 30 STORIES
PROPOSED HEIGHT 305.67' ABP

BUILDING 3 - NORTH TOWER
CLASS 1B PERMITTED PROPOSED

AREA UNLIMITED 12,436.00 GSF MAX ON ANY FLOOR
HEIGHT/STORIES UNLIMITED 40 STORIES
PROPOSED HEIGHT 402.33' ABP
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NEWTOWN CREEK

COMMERCIAL STREET
60' - NARROW STREET

CONSTRUCTION FENCE LOCATED NOT
MORE THAN 3' FROM PROPTERTY LINE
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OUTDOOR SPACE
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2 STORIES
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BUILDING 2

+415'-4"

+343'-2"

217'-6"

487
'-5"

 (T
O B

UL
KH

EA
D A

S-B
UIL

T)
499

'-10
"(D

EE
D -

 TO
 PI

ER
HE

AD
 LIN

E)

234'-2"

1 / Z-005

1 / Z-005

1 
/ Z

-0
06

1 
/ Z

-0
06

2 
/ Z

-0
06

2 
/ Z

-0
06

ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.

AR
CH

IT
EC

T

CL
IE

NT

ST
RU

CT
UR

AL
 E

NG
IN

EE
R

ME
P 

EN
GI

NE
ER

GE
OT

EC
HN

IC
AL

 E
NG

IN
EE

R

LA
ND

SC
AP

E 
AR

CH
IT

EC
T

SC
AL

E
PR

OJ
EC

T

DO
B

PA
GE

 N
O.

DO
B

FI
LE

 N
O.

DR
AW

IN
G 

NO
.

LI
GH

TI
NG

 D
ES

IG
NE

R

EX
TE

RI
OR

 W
AL

L 
CO

NS
UL

TA
NT

PR
EL

IM
IN

AR
Y -

 N
OT

 FO
R 

CO
NS

TR
UC

TIO
N

©  
     

    C
ET

RA
RU

DD
Y A

RC
HIT

EC
TU

RE
 DP

C

NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

Z-004.00

ZONING SITE AND PLOT PLANS

BROOKLYN, NY 11222
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 1/32" = 1'-0"1 PLOT PLAN

 1/32" = 1'-0"2 SITE PLAN

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

Z-005.00

ZONING SECTION - BUILDING 1

BROOKLYN, NY 11222
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 1/16" = 1'-0"1 ZONING BUILDING 1 SECTION_SOUTH-NORTH 1

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

Z-006.00

ZONING SECTIONS - BUILDINGS 2 AND 3

BROOKLYN, NY 11222

14 OF 168
 1/16" = 1'-0"1 ZONING BUILDING 2 SECTION_SOUTH TOWER

 1/16" = 1'-0"2 ZONING BUILDING 3 SECTION_NORTH TOWER

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

Z-007.00

ZONING DEDUCTION PLAN - PARKING AND
GROUND FLOORS

BROOKLYN, NY 11222

15 OF 168 1/16" = 1'-0"1 GROUND FLOOR DEDUCTION PLAN

QUALITY HOUSING DEDUCTIONS - GROUND FLOOR

Level
Area Deduction

ID WIDTH X DEPTH = TOTAL

Commercial Entry QH2 22' - 7 1/2" X 37' - 6 3/32" = 848.62
848.62

DEDICATED MECHANICAL ROOM DEDUCTIONS
Level 1 MECHANICAL MEZZANINE       11,348.14

 1/16" = 1'-0"2 PARKING LEVEL DEDUCTION PLAN

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

Z-008.00

ZONING DEDUCTION PLAN - FLOOR 2

BROOKLYN, NY 11222

16 OF 168 1/16" = 1'-0"1 2ND FLOOR DEDUCTION PLAN

MECHANICAL DEDUCTIONS - FLOOR 2

Level
Area

Deduction
ID WIDTH X DEPTH = TOTAL

IH 2ND FL PB54 2' - 5 3/4" X 1' - 6 1/4" = 3.77
IH 2ND FL PB55 5' - 8 1/4" X 0' - 8 1/4" = 3.91
IH 2ND FL PB56 16' - 11 3/4" X 0' - 6 3/32" = 8.61
IH 2ND FL PB57 1' - 2 1/4" X 5' - 8 1/4" = 6.75
IH 2ND FL PB58 2' - 0 1/4" X 1' - 6 3/32" = 3.04
IH 2ND FL PB59 0' - 7 3/4" X 2' - 3" = 1.45
IH 2ND FL PB60 2' - 0 1/4" X 1' - 6 13/32" = 3.1
IH 2ND FL PB61 1' - 2 1/4" X 5' - 8 1/4" = 6.75
IH 2ND FL PB62 1' - 10" X 2' - 8" = 4.89
IH 2ND FL PB63 1' - 0" X 5' - 9 1/4" = 5.77
IH 2ND FL PB64 1' - 7" X 1' - 0" = 1.58
IH 2ND FL PB65 2' - 6 3/4" X 1' - 11 1/4" = 4.96
IH 2ND FL PB66 0' - 10 1/4" X 1' - 11 1/4" = 1.66
IH 2ND FL PB67 0' - 9" X 5' - 11 1/4" = 4.45
IH 2ND FL PB68 1' - 7" X 2' - 5 3/4" = 3.93
IH 2ND FL PB69 0' - 8 1/4" X 0' - 9 1/4" = 0.53
IH 2ND FL PB70 2' - 2" X 3' - 3" = 7.04
IH 2ND FL PB71 1' - 8 3/4" X 2' - 10 3/4" = 5.01
IH 2ND FL PB72 1' - 4" X 1' - 3 3/4" = 1.75
IH 2ND FL PB73 3' - 0 3/4" X 4' - 5 1/2" = 13.65
IH 2ND FL PB74 0' - 5" X 11' - 4 1/4" = 4.73
IH 2ND FL PB75 8' - 5" X 0' - 10" = 7.01
IH 2ND FL PB76 2' - 7 3/4" X 0' - 10" = 2.2
IH 2ND FL PB77 0' - 6 1/2" X 7' - 11 3/4" = 4.32
IH 2ND FL PB78 0' - 6" X 12' - 11" = 6.46
IH 2ND FL PB79 0' - 9 3/4" X 5' - 10" = 4.74
IH 2ND FL PB80 1' - 7 3/4" X 2' - 5 3/4" = 4.08
IH 2ND FL PB81 0' - 10" X 2' - 7 1/2" = 2.19
IH 2ND FL PB82 0' - 9 3/4" X 8' - 3 3/4" = 6.75
IH 2ND FL PB83 1' - 2 1/2" X 5' - 9 1/4" = 6.97
IH 2ND FL PB84 2' - 0 1/2" X 2' - 5 3/4" = 5.06
IH 2ND FL PB85 0' - 7" X 10' - 2 3/4" = 5.97
IH 2ND FL PB86 1' - 2 1/2" X 2' - 7 1/2" = 3.17
IH 2ND FL PB87 0' - 4 1/2" X 0' - 6 7/8" = 0.21
IH 2ND FL PB88 1' - 8" X 5' - 1 3/8" = 8.52
IH 2ND FL PB89 8' - 5" X 0' - 4 1/4" = 2.98
IH 2ND FL PB90 1' - 3 3/4" X 1' - 8 3/4" = 2.27
IH 2ND FL PB91 0' - 6" X 0' - 7 3/4" = 0.32
IH 2ND FL PB92 4' - 0" X 0' - 8 5/16" = 2.77
IH 2ND FL PB93 1' - 4" X 6' - 9 1/16" = 9.01
IH 2ND FL PB94 2' - 2" X 2' - 5 1/4" = 5.28
IH 2ND FL PB95 0' - 7" X 12' - 2 1/4" = 7.11
IH 2ND FL PB96 7' - 3 1/2" X 5' - 6 1/2" = 40.41
IH 2ND FL PB97 1' - 4 1/4" X 2' - 3" = 3.05
IH 2ND FL PB98 2' - 11" X 1' - 7 5/8" = 4.77
IH 2ND FL PB99 3' - 10 1/2" X 0' - 7 13/32" = 2.39
IH 2ND FL PB100 1' - 3" X 1' - 8" = 2.08
IH 2ND FL PB101 2' - 4 3/4" X 1' - 3 1/2" = 3.09
IH 2ND FL PB102 2' - 9 3/4" X 0' - 7 3/4" = 1.82
IH 2ND FL PB103 0' - 6 29/32" X 1' - 2" = 0.67
IH 2ND FL PB104 1' - 5 3/8" X 1' - 5 1/2" = 2.11
IH 2ND FL PB105 0' - 6 7/16" X 1' - 8" = 0.89
IH 2ND FL PB106 1' - 8" X 1' - 7 1/2" = 2.71
IH 2ND FL PB107 0' - 9 1/2" X 3' - 3 1/2" = 2.61
IH 2ND FL PB108 2' - 0 1/2" X 0' - 9 3/4" = 1.66
IH 2ND FL PB109 2' - 2 1/2" X 0' - 9 3/4" = 1.79
IH 2ND FL PB110 2' - 6 3/16" X 1' - 7 1/16" = 3.99
IH 2ND FL PB111 1' - 8" X 2' - 0 3/4" = 3.44
IH 2ND FL PB112 1' - 5 1/4" X 2' - 3 29/32" = 3.34
IH 2ND FL PB113 2' - 2 1/4" X 1' - 2 1/8" = 2.57
IH 2ND FL PB114 1' - 0" X 2' - 1" = 2.08
IH 2ND FL PB115 1' - 1 1/4" X 0' - 6 7/8" = 0.63
IH 2ND FL PB116 1' - 1 1/4" X 0' - 6 7/8" = 0.63
IH 2ND FL PB117 1' - 2" X 0' - 6 7/8" = 0.67
IH 2ND FL PB118 1' - 2" X 1' - 1 3/4" = 1.34
IH 2ND FL PB119 2' - 4 1/4" X 2' - 1 1/2" = 5
IH 2ND FL PB120 1' - 1 1/4" X 0' - 6 5/8" = 0.61
IH 2ND FL PB121 1' - 4" X 0' - 6 5/8" = 0.74
IH 2ND FL PB122 1' - 4" X 0' - 6 1/2" = 0.72
IH 2ND FL PB123 1' - 4 1/2" X 0' - 6 7/8" = 0.79
IH 2ND FL PB124 2' - 3 1/2" X 0' - 6 7/8" = 1.31
IH 2ND FL PB125 1' - 1 1/4" X 0' - 6 7/8" = 0.63
IH 2ND FL PB126 2' - 0 1/4" X 1' - 5 3/4" = 2.99
IH 2ND FL PB127 0' - 7 7/32" X 1' - 2 1/8" = 0.71
IH 2ND FL PB128 1' - 0 3/4" X 1' - 2 1/8" = 1.25
IH 2ND FL PB129 1' - 0 3/4" X 2' - 0 1/2" = 2.17
IH 2ND FL PB130 0' - 7 1/4" X 1' - 4 1/2" = 0.83
IH 2ND FL PB131 0' - 7 1/4" X 1' - 2 1/8" = 0.71
IH 2ND FL PB132 2' - 2 1/4" X 1' - 2 1/8" = 2.57
IH 2ND FL PB133 0' - 7 1/4" X 1' - 0 3/4" = 0.64
IH 2ND FL PB134 1' - 1 3/8" X 1' - 0 1/2" = 1.16
IH 2ND FL PB135 1' - 4 1/4" X 4' - 5 3/4" = 6.07
IH 2ND FL PB136 0' - 7 1/4" X 1' - 4 1/2" = 0.83
IH 2ND FL PB137 0' - 7 1/4" X 1' - 4 1/2" = 0.83

697.53

MECHANICAL DEDUCTIONS - FLOOR 2

Level
Area

Deduction
ID WIDTH X DEPTH = TOTAL

IH 2ND FL DB1 2' - 11" X 1' - 3 1/2" = 3.77
IH 2ND FL DB2 1' - 2" X 2' - 0" = 2.33
IH 2ND FL DB3 2' - 3" X 1' - 7" = 3.56
IH 2ND FL DB4 2' - 3 1/2" X 1' - 3 1/2" = 2.96
IH 2ND FL DB5 1' - 8" X 1' - 2 1/2" = 2.01
IH 2ND FL DB6 1' - 4" X 1' - 10" = 2.44
IH 2ND FL DB7 1' - 1 1/2" X 2' - 3" = 2.53
IH 2ND FL DB8 1' - 1 1/2" X 2' - 3" = 2.53
IH 2ND FL DB9 1' - 6" X 1' - 3" = 1.88
IH 2ND FL DB10 1' - 8" X 2' - 2" = 3.61
IH 2ND FL DB11 2' - 3" X 1' - 1 1/2" = 2.53
IH 2ND FL DB12 1' - 2" X 2' - 6" = 2.92
IH 2ND FL DB13 1' - 5 29/32" X 1' - 0" = 1.49
IH 2ND FL DB14 2' - 7" X 1' - 5 3/4" = 3.82
IH 2ND FL DB15 1' - 0" X 1' - 5 15/16" = 1.49
IH 2ND FL DB16 1' - 1 1/2" X 1' - 9" = 1.97
IH 2ND FL DB17 1' - 10" X 2' - 4" = 4.28
IH 2ND FL DB18 1' - 0" X 2' - 3 25/32" = 2.31
IH 2ND FL DB19 1' - 2" X 1' - 10" = 2.14
IH 2ND FL DB20 2' - 3" X 1' - 8" = 3.75
IH 2ND FL DB21 1' - 3 1/2" X 1' - 11 1/2" = 2.53
IH 2ND FL MB1 0' - 9 1/2" X 1' - 10 13/32" = 1.48
IH 2ND FL MB2 6' - 9 1/2" X 0' - 9 3/4" = 5.52
IH 2ND FL MB3 0' - 7 1/2" X 3' - 2 1/2" = 2.01
IH 2ND FL MB4 1' - 0" X 1' - 5 1/4" = 1.44
IH 2ND FL MB5 2' - 5 1/2" X 1' - 0" = 2.46
IH 2ND FL MB6 4' - 10" X 1' - 0 3/4" = 5.14
IH 2ND FL MB7 2' - 2" X 1' - 0" = 2.17
IH 2ND FL MB8 9' - 10 1/4" X 2' - 10" = 27.92
IH 2ND FL MB9 1' - 10" X 5' - 7" = 10.24
IH 2ND FL MB10 7' - 2 1/2" X 3' - 9 29/32" = 27.58
IH 2ND FL MB11 1' - 11 7/16" X 2' - 4" = 4.56
IH 2ND FL PB1 1' - 7" X 2' - 6 3/4" = 4.06
IH 2ND FL PB2 0' - 9" X 5' - 8 1/4" = 4.27
IH 2ND FL PB3 6' - 7" X 1' - 9 1/4" = 11.66
IH 2ND FL PB4 1' - 7" X 2' - 5 3/4" = 3.93
IH 2ND FL PB5 0' - 9" X 6' - 0 1/4" = 4.52
IH 2ND FL PB6 0' - 7" X 10' - 2" = 5.93
IH 2ND FL PB7 0' - 4" X 9' - 2 3/4" = 3.08
IH 2ND FL PB8 0' - 7 1/4" X 4' - 11 1/4" = 2.98
IH 2ND FL PB9 0' - 4 1/2" X 13' - 3 1/4" = 4.98
IH 2ND FL PB10 0' - 8" X 2' - 5 3/4" = 1.65
IH 2ND FL PB11 1' - 7" X 0' - 5 3/4" = 0.76
IH 2ND FL PB12 1' - 2 3/4" X 5' - 9 1/4" = 7.09
IH 2ND FL PB13 0' - 7 3/4" X 2' - 5 3/4" = 1.6
IH 2ND FL PB14 1' - 9 1/4" X 2' - 5 3/4" = 4.39
IH 2ND FL PB15 0' - 9 1/4" X 12' - 11 3/4" = 10
IH 2ND FL PB16 0' - 9" X 5' - 8 1/4" = 4.26
IH 2ND FL PB17 1' - 7" X 2' - 5 3/4" = 3.92
IH 2ND FL PB18 2' - 7 3/4" X 2' - 4" = 6.17
IH 2ND FL PB19 5' - 7 3/4" X 0' - 10" = 4.7
IH 2ND FL PB20 0' - 10 1/2" X 2' - 0" = 1.75
IH 2ND FL PB21 1' - 6" X 0' - 7 3/4" = 0.97
IH 2ND FL PB22 1' - 1 1/2" X 10' - 4" = 11.63
IH 2ND FL PB23 2' - 4" X 2' - 5 3/4" = 5.78
IH 2ND FL PB24 1' - 0" X 5' - 9 1/4" = 5.77
IH 2ND FL PB25 8' - 10 5/16" X 0' - 3 3/32" = 2.28
IH 2ND FL PB26 1' - 3 11/16" X 0' - 1 3/32" = 0.12
IH 2ND FL PB27 10' - 2" X 0' - 3" = 2.54
IH 2ND FL PB28 0' - 9" X 5' - 8 1/4" = 4.27
IH 2ND FL PB29 1' - 7" X 2' - 6 3/4" = 4.06
IH 2ND FL PB30 6' - 6 31/32" X 0' - 9" = 4.94
IH 2ND FL PB31 0' - 9 23/32" X 0' - 2" = 0.14
IH 2ND FL PB32 2' - 8 7/32" X 0' - 8" = 1.79
IH 2ND FL PB33 2' - 5 3/4" X 2' - 2 1/4" = 5.42
IH 2ND FL PB34 5' - 2 1/2" X 1' - 4 1/4" = 7.05
IH 2ND FL PB35 10' - 4 7/32" X 0' - 4" = 3.45
IH 2ND FL PB36 12' - 1" X 0' - 6" = 6.04
IH 2ND FL PB37 0' - 9 1/16" X 6' - 0 1/4" = 4.55
IH 2ND FL PB38 9' - 1 1/4" X 0' - 4" = 3.03
IH 2ND FL PB39 1' - 7 29/32" X 1' - 7" = 2.62
IH 2ND FL PB40 1' - 7 1/16" X 5' - 2 3/4" = 8.31
IH 2ND FL PB41 1' - 8" X 9' - 2" = 15.27
IH 2ND FL PB42 1' - 6" X 3' - 4 3/4" = 5.1
IH 2ND FL PB43 0' - 9 1/4" X 1' - 4" = 1.03
IH 2ND FL PB44 1' - 6" X 0' - 7 3/4" = 0.97
IH 2ND FL PB45 1' - 8" X 6' - 6" = 10.83
IH 2ND FL PB46 7' - 9 1/4" X 0' - 8" = 5.18
IH 2ND FL PB47 1' - 2" X 0' - 4 5/16" = 0.42
IH 2ND FL PB48 0' - 4 3/16" X 1' - 4 1/4" = 0.47
IH 2ND FL PB49 1' - 6" X 2' - 7 3/4" = 3.97
IH 2ND FL PB50 0' - 8" X 5' - 9 1/4" = 3.85
IH 2ND FL PB51 0' - 3 1/4" X 12' - 0" = 3.25
IH 2ND FL PB52 11' - 6 1/4" X 0' - 8" = 7.68
IH 2ND FL PB53 1' - 1 1/4" X 1' - 6" = 1.66

QUALITY HOUSING DEDUCTIONS - FLOOR 2

Level
Area

Deduction
ID WIDTH X DEPTH = TOTAL

IH 2ND FL QH1 4' - 0" X 3' - 0" = 12.00
IH 2ND FL QH2 49' - 8 27/32" X 22' - 1 23/32" = 1101.32
IH 2ND FL QH3 40' - 8 1/4" X 71' - 11 1/4" = 2926.95
IH 2ND FL QH4 4' - 0" X 3' - 0" = 12.00
IH 2ND FL QH5 56' - 8 23/32" X 17' - 11 27/32" = 1020.29
IH 2ND FL QH6 12' - 1 27/32" X 26' - 3 7/32" = 319.25
IH 2ND FL QH7 18' - 0 9/16" X 13' - 10 7/8" = 250.96
IH 2ND FL QH8 21' - 11 1/2" X 27' - 3 3/32" = 598.55
IH 2ND FL QH9 29' - 7 11/32" X 11' - 1 1/2" = 329.44

6570.76

STAIR DEDUCTIONS - FLOOR 2

Level
Area

Deduction
ID WIDTH X DEPTH = TOTAL

IH 2ND FL SS1 20' - 0" X 0' - 8" = 13.33
IH 2ND FL SS2 8' - 1 1/2" X 0' - 8" = 5.42
IH 2ND FL SS3 20' - 0" X 0' - 8" = 13.33
IH 2ND FL SS4 8' - 1 1/2" X 0' - 8" = 5.42
IH 2ND FL SS5 15' - 2 1/2" X 0' - 8" = 10.14
IH 2ND FL SS6 8' - 0" X 0' - 8" = 5.33
IH 2ND FL SS7 15' - 2 1/2" X 0' - 8" = 10.14
IH 2ND FL SS8 8' - 0" X 0' - 8" = 5.33
IH 2ND FL SS9 7' - 9 1/2" X 0' - 8" = 5.19
IH 2ND FL SS10 14' - 4" X 0' - 8" = 9.56
IH 2ND FL SS11 14' - 4" X 0' - 8" = 9.56
IH 2ND FL SS12 7' - 9 1/2" X 0' - 8" = 5.19
IH 2ND FL SS13 8' - 1 1/2" X 0' - 8" = 5.42
IH 2ND FL SS14 20' - 0 7/8" X 0' - 8" = 13.38
IH 2ND FL SS15 8' - 1 1/2" X 0' - 8" = 5.42
IH 2ND FL SS16 20' - 0 29/32" X 0' - 8" = 13.38
IH 2ND FL SS17 14' - 10" X 0' - 8" = 9.89
IH 2ND FL SS18 7' - 10" X 0' - 8" = 5.22
IH 2ND FL SS19 14' - 10" X 0' - 8" = 9.89
IH 2ND FL SS20 7' - 10" X 0' - 8" = 5.22
IH 2ND FL SS21 7' - 9 1/2" X 0' - 8" = 5.19
IH 2ND FL SS22 13' - 6 27/32" X 0' - 8" = 9.05
IH 2ND FL SS23 7' - 9 1/2" X 0' - 8" = 5.19
IH 2ND FL SS24 13' - 6 27/32" X 0' - 8" = 9.05

194.24

FLOOR AREA SCHEDULE:

GROSS FLOOR
AREA

FLOOR AREA
DEDUCTIONS

ZONING FLOOR
AREA

QUALITY HOUSING
DEDUCTIONS

34,910.4643,617.00 2,111.86 SF

BUILDING 1 - FLOOR 2

6,594.68

DEDICATED MECHANICAL ROOM DEDUCTIONS
Level 2 MECHANICAL ROOM 1        289.63
Level 2 MECHANICAL ROOM 2        930.46

      1220.09

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

Z-009.00

ZONING DEDUCTION PLAN - 3RD FLOOR

BROOKLYN, NY 11222
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 1/16" = 1'-0"1 3RD FLOOR DEDUCTION PLAN

MECHANICAL DEDUCTIONS - FLOOR 3

Level
Area

Deduction
ID WIDTH X DEPTH = TOTAL

Level 3 PB53 2' - 5 3/4" X 2' - 0 1/4" = 5.01
Level 3 PB54 5' - 8 1/4" X 0' - 8 1/4" = 3.91
Level 3 PB55 2' - 5 3/4" X 1' - 4" = 3.31
Level 3 PB56 7' - 9" X 0' - 10 1/4" = 6.62
Level 3 PB57 16' - 11 3/4" X 0' - 6 3/32" = 8.61
Level 3 PB58 5' - 2 1/16" X 0' - 4 27/32" = 2.08
Level 3 PB59 0' - 7 1/16" X 5' - 8 1/4" = 3.35
Level 3 PB60 1' - 5 1/16" X 2' - 6 1/2" = 3.61
Level 3 PB61 1' - 2 1/4" X 7' - 2 11/32" = 8.54
Level 3 PB62 0' - 10" X 1' - 6 3/32" = 1.26
Level 3 PB63 0' - 7 3/4" X 2' - 3" = 1.45
Level 3 PB64 2' - 0 1/4" X 1' - 6 13/32" = 3.1
Level 3 PB65 1' - 2 1/4" X 5' - 8 1/4" = 6.75
Level 3 PB66 10' - 4" X 0' - 4" = 3.45
Level 3 PB67 14' - 3 23/32" X 0' - 5" = 5.96
Level 3 PB68 1' - 0 1/2" X 2' - 8 1/4" = 2.8
Level 3 PB69 0' - 5 1/2" X 0' - 11 3/4" = 0.45
Level 3 PB70 0' - 9" X 6' - 9 3/4" = 5.11
Level 3 PB71 10' - 1" X 1' - 0" = 10.08
Level 3 PB72 0' - 8 3/4" X 5' - 8 1/4" = 4.15
Level 3 PB73 1' - 6 3/4" X 2' - 6 3/4" = 4
Level 3 PB74 0' - 7 1/4" X 2' - 11" = 1.76
Level 3 PB75 1' - 10 1/2" X 0' - 10 1/2" = 1.64
Level 3 PB76 1' - 2" X 4' - 8 1/4" = 5.47
Level 3 PB77 0' - 9 1/4" X 1' - 1 1/2" = 0.87
Level 3 PB78 2' - 3 1/4" X 2' - 10" = 6.43
Level 3 PB79 2' - 3 1/4" X 1' - 6 1/2" = 3.5
Level 3 PB80 13' - 5 1/2" X 0' - 11" = 12.34
Level 3 PB81 2' - 5 1/2" X 2' - 7 3/4" = 6.5
Level 3 PB82 0' - 11 1/2" X 5' - 8 1/4" = 5.45
Level 3 PB83 0' - 8 1/4" X 3' - 3" = 2.23
Level 3 PB84 21' - 2" X 0' - 8" = 14.11
Level 3 PB85 0' - 9" X 5' - 9 1/4" = 4.33
Level 3 PB86 1' - 7" X 2' - 8 1/4" = 4.26
Level 3 PB87 12' - 8 25/32" X 0' - 5" = 5.3
Level 3 PB88 2' - 6 27/32" X 0' - 7 1/2" = 1.61
Level 3 PB89 0' - 8 21/32" X 1' - 9" = 1.26
Level 3 PB90 5' - 8 1/4" X 1' - 4" = 7.58
Level 3 PB91 2' - 6 3/4" X 0' - 7 1/2" = 1.6
Level 3 PB92 10' - 6 1/4" X 0' - 5" = 4.38
Level 3 PB93 0' - 9 3/4" X 5' - 9 3/4" = 4.72
Level 3 PB94 1' - 7 3/4" X 0' - 11" = 1.51
Level 3 PB95 0' - 5" X 1' - 8 3/4" = 0.72
Level 3 PB96 0' - 4" X 17' - 9 1/2" = 5.93
Level 3 PB97 0' - 4" X 14' - 1" = 4.69
Level 3 PB98 1' - 4" X 5' - 8 1/4" = 7.58
Level 3 PB99 0' - 8 1/2" X 2' - 5 3/4" = 1.76
Level 3 PB100 1' - 7" X 0' - 8 1/4" = 1.09
Level 3 PB101 0' - 8 1/2" X 2' - 5 3/4" = 1.76
Level 3 PB102 0' - 5" X 17' - 8 1/2" = 7.38
Level 3 PB103 0' - 6" X 10' - 10 1/4" = 5.43
Level 3 PB104 1' - 1 1/2" X 2' - 0 1/4" = 2.27
Level 3 PB105 5' - 10 1/2" X 0' - 9 3/4" = 4.77
Level 3 PB106 2' - 9" X 2' - 3 3/4" = 6.36
Level 3 PB107 1' - 1 1/2" X 0' - 8 1/4" = 0.77
Level 3 PB108 1' - 4 1/4" X 1' - 6" = 2.03
Level 3 PB109 7' - 3 3/4" X 1' - 4 1/4" = 9.9
Level 3 PB110 10' - 6 3/4" X 0' - 4 1/2" = 3.96
Level 3 PB111 0' - 5 3/4" X 10' - 0" = 4.79
Level 3 PB112 1' - 1 1/4" X 5' - 8 1/4" = 6.28
Level 3 PB113 2' - 9 1/4" X 2' - 8" = 7.39
Level 3 PB114 2' - 7 3/4" X 0' - 9" = 1.98
Level 3 PB115 0' - 11 5/8" X 2' - 0" = 1.94
Level 3 PB116 5' - 10 1/2" X 1' - 3" = 7.34
Level 3 PB117 0' - 4" X 16' - 11" = 5.64
Level 3 PB118 0' - 9 3/4" X 0' - 11" = 0.74
Level 3 PB119 0' - 6" X 4' - 4" = 2.17
Level 3 PB120 13' - 2 3/4" X 0' - 4 3/4" = 5.24
Level 3 PB121 2' - 8" X 1' - 7" = 4.22
Level 3 PB122 5' - 7 1/4" X 0' - 9" = 4.2
Level 3 PB123 0' - 5 3/4" X 16' - 10" = 8.07
Level 3 PB124 0' - 7 3/4" X 5' - 8 1/4" = 3.67
Level 3 PB125 1' - 5 3/4" X 1' - 5 7/8" = 2.2
Level 3 PB126 10' - 0 1/4" X 0' - 5" = 4.18
Level 3 PB127 2' - 9" X 1' - 3 1/2" = 3.55
Level 3 PB128 0' - 5 1/2" X 2' - 11 1/4" = 1.35
Level 3 PB129 0' - 5 1/2" X 4' - 4" = 1.99
Level 3 PB130 1' - 4 1/4" X 4' - 5 3/4" = 6.07
Level 3 PB131 2' - 0" X 1' - 10" = 3.67
Level 3 PB132 1' - 0 3/4" X 1' - 11 9/32" = 2.06
Level 3 PB133 1' - 4 1/4" X 2' - 0 3/4" = 2.79
Level 3 PB134 2' - 0 1/4" X 1' - 5 21/32" = 2.98
Level 3 PB135 2' - 3" X 0' - 9 31/32" = 1.87
Level 3 PB136 1' - 5 7/16" X 2' - 3 3/4" = 3.36
Level 3 PB137 2' - 3 1/4" X 1' - 6 1/16" = 3.42
Level 3 PB138 1' - 10 5/32" X 2' - 1 1/4" = 3.89
Level 3 PB139 1' - 4 1/4" X 1' - 8 3/4" = 2.34
Level 3 PB140 0' - 11" X 1' - 4" = 1.22
Level 3 PB141 1' - 4" X 1' - 4 15/16" = 1.88
Level 3 PB142 4' - 7" X 0' - 10 1/2" = 4.01
Level 3 PB143 1' - 8" X 0' - 10 1/2" = 1.46
Level 3 PB144 0' - 9 25/32" X 1' - 11" = 1.56
Level 3 PB145 0' - 10" X 2' - 5 3/4" = 2.07
Level 3 PB146 0' - 10" X 2' - 5 3/4" = 2.07
Level 3 PB147 1' - 7" X 0' - 7 21/32" = 1.01
Level 3 PB148 1' - 10" X 1' - 3 3/4" = 2.41
Level 3 PB149 1' - 3 9/32" X 1' - 10" = 2.33

737.32

MECHANICAL DEDUCTIONS - FLOOR 3

Level
Area

Deduction
ID WIDTH X DEPTH = TOTAL

Level 3 DB1 1' - 2" X 1' - 10" = 2.14
Level 3 DB2 1' - 6" X 1' - 0" = 1.5
Level 3 DB3 1' - 6" X 1' - 0" = 1.5
Level 3 DB4 2' - 3 1/2" X 1' - 3 1/2" = 2.96
Level 3 DB5 1' - 2" X 1' - 11 1/2" = 2.28
Level 3 DB6 2' - 3" X 1' - 8" = 3.75
Level 3 DB7 1' - 0" X 2' - 1" = 2.08
Level 3 DB8 2' - 4" X 1' - 3 1/2" = 3.01
Level 3 DB9 1' - 8" X 1' - 2 1/2" = 2.01
Level 3 DB10 1' - 4" X 1' - 10" = 2.44
Level 3 DB11 2' - 3" X 1' - 1 1/2" = 2.53
Level 3 DB12 1' - 1 1/2" X 2' - 3" = 2.53
Level 3 DB13 1' - 1 1/2" X 2' - 3" = 2.53
Level 3 DB14 1' - 8 1/2" X 1' - 3" = 2.14
Level 3 DB15 1' - 8" X 2' - 2" = 3.61
Level 3 DB16 1' - 2" X 2' - 6" = 2.92
Level 3 DB17 1' - 5 29/32" X 1' - 0" = 1.49
Level 3 DB18 2' - 7" X 1' - 5 3/4" = 3.82
Level 3 DB19 1' - 0" X 1' - 9" = 1.75
Level 3 DB20 1' - 0" X 1' - 5 15/16" = 1.49
Level 3 DB21 1' - 10" X 2' - 4" = 4.28
Level 3 DB22 1' - 0" X 1' - 6" = 1.5
Level 3 DB23 1' - 0" X 2' - 3 25/32" = 2.31
Level 3 DB24 1' - 2" X 1' - 7 27/32" = 1.93
Level 3 DB25 0' - 11 13/16" X 2' - 3 1/4" = 2.23
Level 3 DB26 1' - 2" X 1' - 10" = 2.14
Level 3 DB27 1' - 0" X 1' - 6" = 1.5
Level 3 DB28 1' - 1 1/4" X 2' - 3" = 2.48
Level 3 DB29 1' - 8 1/2" X 3' - 7 1/4" = 6.16
Level 3 DB30 1' - 3 1/2" X 2' - 4" = 3.01
Level 3 DB31 1' - 9 1/4" X 1' - 8" = 2.95
Level 3 DB32 1' - 8 3/32" X 1' - 4" = 2.23
Level 3 DB33 1' - 2" X 2' - 1" = 2.43
Level 3 DB34 1' - 0" X 1' - 6" = 1.5
Level 3 DB35 2' - 1 1/2" X 1' - 2" = 2.48
Level 3 DB36 1' - 2" X 1' - 9 1/2" = 2.09
Level 3 DB37 1' - 0" X 1' - 6" = 1.5
Level 3 DB38 0' - 11" X 1' - 6" = 1.38
Level 3 DB39 2' - 6" X 1' - 8" = 4.17
Level 3 DB40 1' - 0" X 2' - 1 1/2" = 2.13
Level 3 DB41 1' - 2" X 1' - 10" = 2.14
Level 3 DB42 1' - 0" X 2' - 0 3/16" = 2.02
Level 3 DB43 0' - 11 1/2" X 1' - 9" = 1.68
Level 3 MB1 1' - 6 1/2" X 0' - 9 1/8" = 1.17
Level 3 PB1 0' - 9 7/8" X 5' - 9 1/4" = 4.75
Level 3 PB2 1' - 4" X 1' - 11" = 2.56
Level 3 PB3 11' - 1 1/32" X 0' - 5 1/2" = 5.08
Level 3 PB4 0' - 11 7/8" X 4' - 2" = 4.13
Level 3 PB5 1' - 6" X 1' - 2 1/2" = 1.81
Level 3 PB6 0' - 9 7/8" X 6' - 11 3/4" = 5.75
Level 3 PB7 2' - 6 3/4" X 0' - 8 1/4" = 1.76
Level 3 PB8 6' - 8" X 1' - 0 1/4" = 6.8
Level 3 PB9 2' - 6 3/4" X 0' - 8 1/4" = 1.76
Level 3 PB10 6' - 8" X 1' - 0 1/4" = 6.8
Level 3 PB11 0' - 7" X 10' - 2" = 5.93
Level 3 PB12 0' - 5" X 15' - 5 1/2" = 6.44
Level 3 PB13 1' - 2 3/4" X 6' - 3 1/2" = 7.73
Level 3 PB14 0' - 4 1/2" X 13' - 3 1/4" = 4.98
Level 3 PB15 0' - 9 1/4" X 13' - 0 1/4" = 10.04
Level 3 PB16 0' - 9" X 5' - 8 1/4" = 4.26
Level 3 PB17 1' - 7" X 2' - 5 3/4" = 3.92
Level 3 PB18 1' - 7 1/4" X 2' - 5 3/4" = 3.98
Level 3 PB19 2' - 4 3/4" X 1' - 6" = 3.59
Level 3 PB20 8' - 3 1/2" X 0' - 7" = 4.84
Level 3 PB21 0' - 10 1/2" X 1' - 9 29/32" = 1.6
Level 3 PB22 2' - 4 1/2" X 0' - 7 3/4" = 1.53
Level 3 PB23 0' - 10 1/2" X 9' - 8 1/4" = 8.48
Level 3 PB24 2' - 4" X 2' - 5 3/4" = 5.78
Level 3 PB25 1' - 0" X 5' - 9 1/4" = 5.77
Level 3 PB26 1' - 8 11/16" X 0' - 1 3/32" = 0.16
Level 3 PB27 8' - 5 5/16" X 0' - 3" = 2.11
Level 3 PB28 10' - 2" X 0' - 3" = 2.54
Level 3 PB29 1' - 7" X 2' - 6 3/4" = 4.06
Level 3 PB30 0' - 9" X 5' - 8 1/4" = 4.27
Level 3 PB31 2' - 5 3/4" X 0' - 8" = 1.65
Level 3 PB32 6' - 6 31/32" X 0' - 9" = 4.94
Level 3 PB33 2' - 7 3/4" X 0' - 10" = 2.2
Level 3 PB34 8' - 0 3/4" X 1' - 4 1/4" = 10.92
Level 3 PB35 10' - 4 1/4" X 0' - 4" = 3.45
Level 3 PB36 12' - 0" X 0' - 6" = 6
Level 3 PB37 1' - 0 1/16" X 5' - 9 1/4" = 5.8
Level 3 PB38 1' - 7 1/16" X 5' - 5 3/4" = 8.71
Level 3 PB39 1' - 7 29/32" X 1' - 7" = 2.62
Level 3 PB40 9' - 1 1/4" X 0' - 4" = 3.03
Level 3 PB41 1' - 8" X 5' - 9 1/4" = 9.61
Level 3 PB42 3' - 2" X 3' - 4 3/4" = 10.75
Level 3 PB43 0' - 9 1/4" X 1' - 4" = 1.03
Level 3 PB44 3' - 2" X 0' - 7 3/4" = 2.05
Level 3 PB45 1' - 8" X 5' - 10 1/4" = 9.75
Level 3 PB46 7' - 5 1/16" X 0' - 8" = 4.95
Level 3 PB47 0' - 4 3/16" X 2' - 0 1/4" = 0.71
Level 3 PB48 1' - 2" X 0' - 4 5/16" = 0.42
Level 3 PB49 1' - 6" X 2' - 7 3/4" = 3.97
Level 3 PB50 0' - 8" X 5' - 9 1/4" = 3.85
Level 3 PB51 11' - 6 1/4" X 1' - 1 1/2" = 12.96
Level 3 PB52 1' - 5 3/4" X 1' - 9" = 2.59

FLOOR AREA SCHEDULE:

GROSS FLOOR
AREA

FLOOR AREA
DEDUCTIONS

ZONING FLOOR
AREA

QUALITY HOUSING
DEDUCTIONS

36,220.7037,802.00 1,557.30 SF

BUILDING 1 - FLOOR 3

24.00

STAIR DEDUCTIONS - FLOOR 3

Level
Area

Deduction
ID WIDTH X DEPTH = TOTAL

Level 3 SS1 20' - 0" X 0' - 8" = 13.33
Level 3 SS2 8' - 1 1/2" X 0' - 8" = 5.42
Level 3 SS3 20' - 0" X 0' - 8" = 13.33
Level 3 SS4 8' - 1 1/2" X 0' - 8" = 5.42
Level 3 SS5 15' - 2 1/2" X 0' - 8" = 10.14
Level 3 SS6 8' - 0" X 0' - 8" = 5.33
Level 3 SS7 15' - 2 1/2" X 0' - 8" = 10.14
Level 3 SS8 8' - 0" X 0' - 8" = 5.33
Level 3 SS9 7' - 9 1/2" X 0' - 8" = 5.19
Level 3 SS10 14' - 4" X 0' - 8" = 9.56
Level 3 SS11 14' - 4" X 0' - 8" = 9.56
Level 3 SS12 7' - 9 1/2" X 0' - 8" = 5.19
Level 3 SS13 8' - 1 1/2" X 0' - 8" = 5.42
Level 3 SS14 20' - 0 7/8" X 0' - 8" = 13.38
Level 3 SS15 8' - 1 1/2" X 0' - 8" = 5.42
Level 3 SS16 20' - 0 29/32" X 0' - 8" = 13.38
Level 3 SS17 14' - 10" X 0' - 8" = 9.89
Level 3 SS18 7' - 10" X 0' - 8" = 5.22
Level 3 SS19 14' - 10" X 0' - 8" = 9.89
Level 3 SS20 7' - 10" X 0' - 8" = 5.22
Level 3 SS21 7' - 9 1/2" X 0' - 8" = 5.19
Level 3 SS22 13' - 6 27/32" X 0' - 8" = 9.05
Level 3 SS23 7' - 9 1/2" X 0' - 8" = 5.19
Level 3 SS24 13' - 6 27/32" X 0' - 8" = 9.05

194.24

QUALITY HOUSING DEDUCTIONS - FLOOR 3

Level
Area

Deduction
ID WIDTH X DEPTH = TOTAL

Level 3 QH1 4' - 0" X 3' - 0" = 12
Level 3 QH2 4' - 0" X 3' - 0" = 12

24

DEDICATED MECHANICAL ROOM DEDUCTIONS
Level 5 MECHANICAL ROOM 1        491.14
Level 5 MECHANICAL ROOM 2        134.60

       625.74

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.

181.13 SF
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

Z-010.00

ZONING DEDUCTION PLAN -  4TH-6TH
FLOORS

BROOKLYN, NY 11222

18 OF 168
 1/16" = 1'-0"1 TYPICAL BASE - FLOORS 4-6 DEDUCTION PLAN

FLOOR AREA SCHEDULE:

GROSS FLOOR
AREA

FLOOR AREA
DEDUCTIONS

ZONING FLOOR
AREA

QUALITY HOUSING
DEDUCTIONS

40,810.3542,170.00 1,335.65 SF

BUILDING 1 - FLOORS 4-6

24.00

MECHANICAL DEDUCTIONS - FLOORS 4-6
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 5 PB20 2' - 7 15/16" X 2' - 4" = 6.21
Level 5 PB21 0' - 9 1/4" X 13' - 0 1/4" = 10.04
Level 5 PB22 1' - 7 1/4" X 2' - 5 3/4" = 3.98
Level 5 PB23 0' - 10 1/2" X 10' - 4" = 9.04
Level 5 PB24 0' - 7 1/2" X 0' - 7 3/4" = 0.4
Level 5 PB25 0' - 10 1/2" X 2' - 5 3/4" = 2.17
Level 5 PB26 2' - 4" X 2' - 5 3/4" = 5.78
Level 5 PB27 1' - 0" X 5' - 9 1/4" = 5.77
Level 5 PB28 8' - 7 5/16" X 0' - 3 3/32" = 2.21
Level 5 PB29 7' - 2 3/4" X 0' - 3" = 1.81
Level 5 PB30 0' - 9" X 5' - 8 1/4" = 4.27
Level 5 PB31 1' - 7" X 2' - 6 3/4" = 4.06
Level 5 PB32 6' - 6 31/32" X 0' - 9" = 4.94
Level 5 PB33 2' - 5 3/4" X 0' - 8" = 1.65
Level 5 PB34 5' - 2 1/2" X 1' - 4 1/4" = 7.05
Level 5 PB35 2' - 7 3/4" X 2' - 2 1/4" = 5.79
Level 5 PB36 12' - 0" X 0' - 6" = 6
Level 5 PB37 10' - 5" X 0' - 4" = 3.47
Level 5 PB38 1' - 0 1/16" X 5' - 9 1/4" = 5.8
Level 5 PB39 1' - 7 1/16" X 5' - 5 3/4" = 8.71
Level 5 PB40 1' - 8 13/32" X 1' - 7" = 2.69
Level 5 PB41 9' - 0 3/4" X 0' - 4" = 3.02
Level 5 PB42 1' - 8" X 5' - 9 1/4" = 9.61
Level 5 PB43 3' - 2 3/16" X 3' - 4 3/4" = 10.8
Level 5 PB44 0' - 9 7/16" X 1' - 11 3/4" = 1.56
Level 5 PB45 0' - 8 3/4" X 0' - 7 3/4" = 0.47
Level 5 PB46 1' - 8" X 6' - 6" = 10.83
Level 5 PB47 7' - 5 1/16" X 0' - 8" = 4.95
Level 5 PB48 0' - 4 3/16" X 2' - 0 1/4" = 0.71
Level 5 PB49 1' - 2" X 0' - 4 5/16" = 0.42
Level 5 PB50 1' - 6" X 2' - 7 3/4" = 3.97
Level 5 PB51 0' - 8" X 5' - 9 1/4" = 3.85
Level 5 PB52 11' - 3 1/4" X 0' - 10 1/2" = 9.86
Level 5 PB53 1' - 5 3/4" X 1' - 9" = 2.59
Level 5 PB54 2' - 5 3/4" X 2' - 0 1/4" = 5.01
Level 5 PB55 5' - 8 1/4" X 0' - 8 1/4" = 3.91
Level 5 PB56 16' - 11 3/4" X 0' - 6 3/32" = 8.61
Level 5 PB57 1' - 4 1/2" X 1' - 8 3/4" = 2.38
Level 5 PB58 0' - 11" X 1' - 4" = 1.22
Level 5 PB59 7' - 9" X 0' - 10 1/4" = 6.62
Level 5 PB60 2' - 5 3/4" X 1' - 4" = 3.31
Level 5 PB61 5' - 2 1/16" X 0' - 4 27/32" = 2.08
Level 5 PB62 1' - 5 1/16" X 2' - 6 1/2" = 3.61
Level 5 PB63 0' - 7 1/16" X 5' - 8 1/4" = 3.35
Level 5 PB64 1' - 2 1/4" X 5' - 8 1/4" = 6.75
Level 5 PB65 2' - 0 1/4" X 1' - 6 13/32" = 3.1
Level 5 PB66 0' - 8 1/4" X 2' - 3" = 1.55
Level 5 PB67 2' - 0 1/4" X 1' - 6 13/32" = 3.1
Level 5 PB68 1' - 2 1/4" X 5' - 8 1/4" = 6.75
Level 5 PB69 10' - 4" X 0' - 3 3/4" = 3.23
Level 5 PB70 1' - 0 1/2" X 1' - 8 1/2" = 1.78
Level 5 PB71 2' - 3" X 0' - 11 1/2" = 2.16
Level 5 PB72 0' - 9" X 5' - 10" = 4.38
Level 5 PB73 14' - 1 3/4" X 0' - 5" = 5.89
Level 5 PB74 10' - 1" X 1' - 0" = 10.08
Level 5 PB75 0' - 8 3/4" X 5' - 8 1/4" = 4.15
Level 5 PB76 1' - 6 3/4" X 2' - 6 3/4" = 4
Level 5 PB77 1' - 2" X 3' - 10 3/4" = 4.55
Level 5 PB78 3' - 0 1/2" X 0' - 10 1/2" = 2.66
Level 5 PB79 0' - 9 1/4" X 1' - 1 1/2" = 0.87
Level 5 PB80 2' - 3 1/4" X 2' - 5 3/4" = 5.63
Level 5 PB81 0' - 7 1/4" X 2' - 11" = 1.76
Level 5 PB82 2' - 3 1/4" X 0' - 8 1/4" = 1.56
Level 5 PB83 19' - 5" X 0' - 9 1/4" = 14.97
Level 5 PB84 0' - 6 3/4" X 2' - 0 1/2" = 1.15
Level 5 PB85 1' - 11 1/2" X 0' - 4 1/2" = 0.73
Level 5 PB86 0' - 3 1/2" X 1' - 8" = 0.49
Level 5 PB87 2' - 6 1/4" X 0' - 7 1/2" = 1.58
Level 5 PB88 3' - 5 3/4" X 1' - 5 3/4" = 5.15
Level 5 PB89 1' - 9 3/4" X 1' - 8" = 3.02
Level 5 PB90 2' - 1" X 2' - 6 3/4" = 5.34
Level 5 PB91 0' - 9" X 5' - 8 1/4" = 4.27
Level 5 PB92 0' - 11 1/4" X 5' - 9 1/4" = 5.41
Level 5 PB93 1' - 9 1/4" X 0' - 10 3/4" = 1.59
Level 5 PB94 0' - 7 1/4" X 1' - 8" = 1.01
Level 5 PB95 12' - 0 3/8" X 0' - 5" = 5.01
Level 5 PB96 15' - 5 1/2" X 0' - 4" = 5.15
Level 5 PB97 1' - 11 1/2" X 0' - 7 1/2" = 1.22
Level 5 PB98 0' - 6 1/4" X 2' - 9 1/2" = 1.45
Level 5 PB99 5' - 9 1/4" X 1' - 1 1/2" = 6.49
Level 5 PB100 1' - 11 1/2" X 0' - 7" = 1.14
Level 5 PB101 0' - 9" X 16' - 11" = 12.69
Level 5 PB102 1' - 6" X 2' - 5 3/4" = 3.72
Level 5 PB103 0' - 10" X 2' - 10 3/4" = 2.41
Level 5 PB104 11' - 11" X 0' - 5 1/2" = 5.46
Level 5 PB105 10' - 8 1/2" X 0' - 6 1/4" = 5.58
Level 5 PB106 0' - 5 1/4" X 10' - 8" = 4.67
Level 5 PB107 1' - 8 5/8" X 2' - 6 3/4" = 4.41
Level 5 PB108 0' - 10 5/8" X 5' - 8 1/4" = 5.04
Level 5 PB109 0' - 9" X 5' - 9 1/4" = 4.33
Level 5 PB110 1' - 7" X 2' - 8 1/4" = 4.26
Level 5 PB111 10' - 4 27/32" X 0' - 4 1/2" = 3.9
Level 5 PB112 5' - 8 3/16" X 1' - 4" = 7.58
Level 5 PB113 0' - 8 3/4" X 3' - 0" = 2.19
Level 5 PB114 1' - 10 1/16" X 0' - 7 1/2" = 1.15
Level 5 PB115 1' - 9" X 0' - 7 1/2" = 1.09
Level 5 PB116 10' - 6 5/16" X 0' - 5" = 4.39
Level 5 PB117 0' - 9 3/4" X 5' - 9 7/8" = 4.73
Level 5 PB118 1' - 7 3/4" X 0' - 10 3/4" = 1.47
Level 5 PB119 0' - 5" X 1' - 8 7/8" = 0.72
Level 5 PB120 0' - 4" X 14' - 1" = 4.69
Level 5 PB121 0' - 4" X 17' - 9 1/2" = 5.93
Level 5 PB122 0' - 8 1/2" X 1' - 9 1/2" = 1.27
Level 5 PB123 3' - 0" X 0' - 8 1/4" = 2.06
Level 5 PB124 1' - 4" X 5' - 8 1/4" = 7.58
Level 5 PB125 0' - 8 1/2" X 1' - 9 1/2" = 1.27
Level 5 PB126 0' - 5" X 17' - 8 1/2" = 7.38
Level 5 PB127 0' - 6" X 10' - 10 1/4" = 5.43
Level 5 PB128 1' - 1 1/2" X 2' - 0 1/4" = 2.27
Level 5 PB129 5' - 10 1/2" X 0' - 9 3/4" = 4.77
Level 5 PB130 2' - 9" X 2' - 3 3/4" = 6.36
Level 5 PB131 10' - 6 3/4" X 0' - 4 1/2" = 3.96
Level 5 PB132 1' - 2" X 0' - 11 1/2" = 1.12
Level 5 PB133 1' - 7" X 3' - 1 1/2" = 4.95
Level 5 PB134 5' - 8 1/4" X 1' - 7 1/2" = 9.24
Level 5 PB135 0' - 5 3/4" X 10' - 0" = 4.79
Level 5 PB136 1' - 8 1/8" X 0' - 9" = 1.26
Level 5 PB137 0' - 11 5/8" X 2' - 9" = 2.66
Level 5 PB138 5' - 10 1/2" X 1' - 3" = 7.34
Level 5 PB139 2' - 9 1/4" X 2' - 8" = 7.39
Level 5 PB140 1' - 1 1/4" X 5' - 8 1/4" = 6.28
Level 5 PB141 1' - 1 3/4" X 0' - 11" = 1.05
Level 5 PB142 0' - 4" X 16' - 0" = 5.33
Level 5 PB143 0' - 6" X 4' - 4" = 2.17
Level 5 PB144 13' - 2 3/4" X 0' - 4 3/4" = 5.24
Level 5 PB145 2' - 8" X 1' - 9" = 4.67
Level 5 PB146 5' - 7 1/4" X 0' - 11" = 5.14
Level 5 PB147 0' - 5 3/4" X 16' - 11 3/4" = 8.14
Level 5 PB148 0' - 7 3/4" X 5' - 8 1/4" = 3.67
Level 5 PB149 1' - 5 3/4" X 1' - 5 7/8" = 2.2
Level 5 PB150 2' - 9" X 0' - 10 1/2" = 2.41
Level 5 PB151 12' - 9 1/2" X 0' - 5" = 5.33
Level 5 PB152 0' - 5 1/2" X 2' - 11 1/4" = 1.35
Level 5 PB153 0' - 5 1/2" X 4' - 4" = 1.99

926.94

MECHANICAL DEDUCTIONS - FLOORS 4-6
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 5 DB1 1' - 2" X 1' - 10" = 2.14
Level 5 DB2 1' - 6" X 1' - 0" = 1.5
Level 5 DB3 1' - 5 1/2" X 0' - 11 1/2" = 1.4
Level 5 DB4 2' - 4" X 1' - 3 1/2" = 3.01
Level 5 DB5 2' - 3" X 1' - 10 1/2" = 4.22
Level 5 DB6 1' - 0" X 2' - 1" = 2.08
Level 5 DB7 1' - 1" X 1' - 11 1/2" = 2.12
Level 5 DB8 2' - 4" X 1' - 3 1/2" = 3.01
Level 5 DB9 1' - 8" X 1' - 2 1/2" = 2.01
Level 5 DB10 1' - 4" X 1' - 10" = 2.44
Level 5 DB11 1' - 1 1/2" X 2' - 3" = 2.53
Level 5 DB12 2' - 3" X 1' - 1 1/2" = 2.53
Level 5 DB13 1' - 1 1/2" X 2' - 3" = 2.53
Level 5 DB14 1' - 8 1/2" X 1' - 3" = 2.14
Level 5 DB15 1' - 8" X 2' - 2" = 3.61
Level 5 DB16 1' - 2" X 2' - 6" = 2.92
Level 5 DB17 1' - 5 29/32" X 1' - 0" = 1.49
Level 5 DB18 2' - 7" X 1' - 5 3/4" = 3.82
Level 5 DB19 1' - 0" X 1' - 5 15/16" = 1.49
Level 5 DB20 1' - 0" X 1' - 9" = 1.75
Level 5 DB21 1' - 10" X 2' - 4" = 4.28
Level 5 DB22 1' - 0" X 2' - 3 25/32" = 2.31
Level 5 DB23 1' - 0" X 1' - 6" = 1.5
Level 5 DB24 1' - 2" X 1' - 7 27/32" = 1.93
Level 5 DB25 0' - 11 13/16" X 2' - 3 1/4" = 2.23
Level 5 DB26 1' - 1 1/2" X 1' - 10" = 2.06
Level 5 DB27 1' - 0" X 1' - 6" = 1.5
Level 5 DB28 1' - 2" X 2' - 9 3/4" = 3.28
Level 5 DB29 1' - 1 1/4" X 2' - 3" = 2.48
Level 5 DB30 1' - 8 1/2" X 3' - 8 1/4" = 6.3
Level 5 DB31 1' - 0" X 2' - 3" = 2.25
Level 5 DB32 1' - 2 1/2" X 2' - 5 7/32" = 2.94
Level 5 DB33 1' - 0" X 1' - 6" = 1.5
Level 5 DB34 1' - 3 1/2" X 2' - 4" = 3.01
Level 5 DB35 1' - 11 1/2" X 1' - 2" = 2.29
Level 5 DB36 1' - 2" X 1' - 10" = 2.14
Level 5 DB37 2' - 4" X 2' - 7 1/2" = 6.13
Level 5 DB38 1' - 6" X 1' - 0" = 1.5
Level 5 DB39 1' - 9" X 1' - 8" = 2.92
Level 5 DB40 1' - 3 9/16" X 2' - 4" = 3.02
Level 5 DB41 1' - 8" X 1' - 4" = 2.22
Level 5 DB42 1' - 2" X 2' - 1" = 2.43
Level 5 DB43 1' - 0" X 1' - 6 1/8" = 1.51
Level 5 DB44 2' - 1 1/2" X 1' - 2" = 2.48
Level 5 DB45 1' - 2" X 1' - 9 1/2" = 2.09
Level 5 DB46 1' - 0" X 1' - 6" = 1.5
Level 5 DB47 0' - 11 1/2" X 1' - 6" = 1.44
Level 5 DB48 2' - 6" X 1' - 8" = 4.17
Level 5 DB49 1' - 0" X 2' - 3 3/4" = 2.31
Level 5 DB50 1' - 2" X 1' - 10" = 2.14
Level 5 DB51 1' - 0" X 2' - 0 3/16" = 2.02
Level 5 DB52 0' - 11 1/2" X 1' - 9" = 1.68
Level 5 MB1 0' - 9 3/4" X 1' - 6 1/2" = 1.25
Level 5 MB2 5' - 7 3/8" X 0' - 10" = 4.68
Level 5 MB3 3' - 0 1/8" X 1' - 3" = 3.76
Level 5 MB4 3' - 8 1/32" X 1' - 9" = 6.42
Level 5 MB5 2' - 2 1/4" X 1' - 1 29/32" = 2.53
Level 5 MB6 1' - 9 1/4" X 0' - 8 7/8" = 1.31
Level 5 MB7 1' - 7 1/2" X 0' - 8 7/8" = 1.2
Level 5 MB8 4' - 2 1/8" X 2' - 0" = 8.35
Level 5 MB9 1' - 11 1/4" X 0' - 8 7/8" = 1.43
Level 5 MB10 0' - 9 1/8" X 1' - 9 1/4" = 1.35
Level 5 MB11 2' - 0 9/32" X 2' - 3 1/2" = 4.63
Level 5 MB12 2' - 0 13/16" X 1' - 10 15/32" = 3.87
Level 5 MB13 0' - 9 1/8" X 1' - 6 1/2" = 1.17
Level 5 MB14 0' - 9 1/8" X 1' - 6 1/2" = 1.17
Level 5 MB15 0' - 9 1/8" X 1' - 6 1/2" = 1.17
Level 5 MB16 1' - 6" X 2' - 3" = 3.38
Level 5 MB17 2' - 5" X 0' - 9 1/8" = 1.84
Level 5 MB18 1' - 6 1/2" X 0' - 8 7/8" = 1.14
Level 5 MB19 1' - 6 1/2" X 0' - 8 7/8" = 1.14
Level 5 MB20 1' - 4 1/4" X 1' - 4" = 1.81
Level 5 MB21 1' - 6 1/2" X 0' - 8 7/8" = 1.14
Level 5 MB22 1' - 8 5/8" X 0' - 8 7/8" = 1.27
Level 5 MB23 1' - 0 3/4" X 1' - 9 1/4" = 1.88
Level 5 MB24 1' - 8 1/8" X 0' - 8 7/8" = 1.24
Level 5 MB25 1' - 7 1/2" X 0' - 8 7/8" = 1.2
Level 5 MB26 0' - 9 1/8" X 2' - 2 1/4" = 1.66
Level 5 MB27 2' - 1" X 1' - 4" = 2.78
Level 5 MB28 1' - 4 1/8" X 1' - 11 21/32" = 2.65
Level 5 MB29 1' - 7 1/2" X 0' - 8 7/8" = 1.2
Level 5 MB30 1' - 4 1/8" X 1' - 9" = 2.35
Level 5 MB31 2' - 0" X 0' - 10 3/4" = 1.79
Level 5 MB32 0' - 9 1/8" X 2' - 2 1/2" = 1.68
Level 5 MB33 1' - 2 1/8" X 1' - 6 1/2" = 1.81
Level 5 MB34 1' - 0 13/32" X 1' - 3 1/4" = 1.31
Level 5 MB35 0' - 11 7/8" X 1' - 11 1/4" = 1.92
Level 5 MB36 1' - 7 1/2" X 0' - 8 7/8" = 1.2
Level 5 MB37 1' - 2 1/8" X 3' - 4 5/16" = 3.95
Level 5 MB38 0' - 10 1/32" X 1' - 8 1/2" = 1.43
Level 5 MB39 0' - 9 1/8" X 1' - 9 1/4" = 1.35
Level 5 MB40 0' - 9 1/32" X 1' - 6 1/2" = 1.16
Level 5 MB41 3' - 4 1/8" X 1' - 3" = 4.18
Level 5 MB41 0' - 9 1/32" X 1' - 9 1/32" = 1.32
Level 5 MB42 1' - 4 1/8" X 0' - 9 3/4" = 1.09
Level 5 MB43 1' - 6 1/2" X 0' - 9 1/8" = 1.17
Level 5 MB44 0' - 10 21/32" X 1' - 6 17/32" = 1.37
Level 5 MB45 0' - 9 3/8" X 2' - 4 1/32" = 1.83
Level 5 MB46 3' - 2 13/16" X 1' - 9" = 5.66
Level 5 MB47 3' - 9 1/8" X 1' - 6 17/32" = 5.81
Level 5 MB48 1' - 9 1/4" X 0' - 9 1/8" = 1.35
Level 5 MB49 1' - 6 1/2" X 0' - 9 5/8" = 1.24
Level 5 MB50 1' - 7 9/16" X 0' - 8 7/8" = 1.21
Level 5 MB52 1' - 3" X 1' - 4 5/32" = 1.68
Level 5 MB53 1' - 11 1/4" X 0' - 8 7/8" = 1.43
Level 5 MB54 1' - 4 1/4" X 4' - 5 3/4" = 6.07
Level 5 MB55 0' - 4 1/4" X 3' - 6" = 1.24
Level 5 MB56 0' - 9 1/2" X 1' - 8" = 1.32
Level 5 MB57 1' - 9 1/4" X 0' - 8 7/8" = 1.31
Level 5 MB58 2' - 8" X 0' - 8 7/8" = 1.97
Level 5 MB59 1' - 7 1/2" X 0' - 8 7/8" = 1.2
Level 5 MB60 0' - 9 1/8" X 1' - 6 1/2" = 1.17
Level 5 MB61 0' - 9 1/2" X 1' - 8" = 1.32
Level 5 MB62 3' - 6 3/4" X 1' - 8" = 5.94
Level 5 MB63 1' - 7 1/2" X 1' - 1 1/16" = 1.77
Level 5 MB64 1' - 5 7/8" X 0' - 9 1/8" = 1.13
Level 5 MB65 1' - 1" X 1' - 3 5/8" = 1.41
Level 5 MB66 0' - 9 1/2" X 1' - 6 17/32" = 1.22
Level 5 PB1 0' - 9 7/8" X 5' - 9 1/4" = 4.75
Level 5 PB2 1' - 4" X 1' - 11" = 2.56
Level 5 PB3 11' - 1 1/8" X 0' - 5 1/2" = 5.08
Level 5 PB4 0' - 11 7/8" X 4' - 2" = 4.13
Level 5 PB5 1' - 6" X 1' - 2 1/2" = 1.81
Level 5 PB6 0' - 9 7/8" X 6' - 11 3/4" = 5.75
Level 5 PB7 2' - 6 3/4" X 0' - 8 1/4" = 1.76
Level 5 PB8 6' - 8" X 1' - 0 1/4" = 6.8
Level 5 PB9 6' - 8 1/2" X 1' - 0 1/4" = 6.85
Level 5 PB10 2' - 6 3/4" X 0' - 8 3/4" = 1.87
Level 5 PB11 0' - 7" X 10' - 2" = 5.93
Level 5 PB12 0' - 4" X 15' - 5 1/2" = 5.15
Level 5 PB13 0' - 8 1/2" X 2' - 5 3/4" = 1.76
Level 5 PB14 1' - 2 3/4" X 6' - 3 1/2" = 7.73
Level 5 PB15 0' - 8 1/4" X 2' - 5 3/4" = 1.7
Level 5 PB16 0' - 4 1/2" X 13' - 3 1/4" = 4.98
Level 5 PB17 0' - 9" X 5' - 8 1/4" = 4.26
Level 5 PB18 1' - 7" X 2' - 5 3/4" = 3.92
Level 5 PB19 5' - 7 9/16" X 0' - 10" = 4.69

QUALITY HOUSING DEDUCTIONS - FLOORS 4-6
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 5 QHN-RR1 4' - 0" X 3' - 0" = 12
Level 5 QHS-RR1 4' - 0" X 3' - 0" = 12

24

STAIR DEDUCTIONS - FLOORS 4-6
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 5 SS1 20' - 0" X 0' - 8" = 13.33
Level 5 SS2 8' - 1 1/2" X 0' - 8" = 5.42
Level 5 SS3 20' - 0" X 0' - 8" = 13.33
Level 5 SS4 8' - 1 1/2" X 0' - 8" = 5.42
Level 5 SS5 15' - 2 1/2" X 0' - 8" = 10.14
Level 5 SS6 8' - 0" X 0' - 8" = 5.33
Level 5 SS7 15' - 2 1/2" X 0' - 8" = 10.14
Level 5 SS8 8' - 0" X 0' - 8" = 5.33
Level 5 SS9 7' - 9 1/2" X 0' - 8" = 5.19
Level 5 SS10 14' - 4" X 0' - 8" = 9.56
Level 5 SS11 14' - 4" X 0' - 8" = 9.56
Level 5 SS12 7' - 9 1/2" X 0' - 8" = 5.19
Level 5 SS13 8' - 1 1/2" X 0' - 8" = 5.42
Level 5 SS14 20' - 0 7/8" X 0' - 8" = 13.38
Level 5 SS15 8' - 1 1/2" X 0' - 8" = 5.42
Level 5 SS16 20' - 0 29/32" X 0' - 8" = 13.38
Level 5 SS17 14' - 10" X 0' - 8" = 9.89
Level 5 SS18 7' - 10" X 0' - 8" = 5.22
Level 5 SS19 14' - 10" X 0' - 8" = 9.89
Level 5 SS20 7' - 10" X 0' - 8" = 5.22
Level 5 SS21 7' - 9 1/2" X 0' - 8" = 5.19
Level 5 SS22 13' - 6 27/32" X 0' - 8" = 9.05
Level 5 SS23 7' - 9 1/2" X 0' - 8" = 5.19
Level 5 SS24 13' - 6 27/32" X 0' - 8" = 9.05

194.24

DEDICATED MECHANICAL ROOM DEDUCTIONS
Level 5 MECHANICAL ROOM 1   81.75
Level 5 MECHANICAL ROOM 2 132.72

214.47

 1/16" = 1'-0"2 6TH FLOOR PLAN APARTMENT Z

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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QHN-RR1
ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

Z-011.00

ZONING DEDUCTION PLAN - 7TH FLOOR

BROOKLYN, NY 11222

19 OF 168
 1/16" = 1'-0"1 7TH FLOOR DEDUCTION PLAN

FLOOR AREA SCHEDULE:

GROSS FLOOR
AREA

FLOOR AREA
DEDUCTIONS

ZONING FLOOR
AREA

QUALITY HOUSING
DEDUCTIONS

9,011.6727,892.00 5,719.52 SF

BUILDING 1 - FLOOR 7

13,160.81

DEDICATED MECHANICAL ROOM DEDUCTIONS
Level 7 MECHANICAL ROOM 1 2585.00
Level 7 MECHANICAL ROOM 2 2669.00

5254.00

STAIR DEDUCTIONS - FLOOR 7
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 7 SS1 20' - 0" X 0' - 8" = 13.33
Level 7 SS2 8' - 1 1/2" X 0' - 8" = 5.42
Level 7 SS3 20' - 0" X 0' - 8" = 13.33
Level 7 SS4 8' - 1 1/2" X 0' - 8" = 5.42
Level 7 SS5 15' - 2 1/2" X 0' - 8" = 10.14
Level 7 SS6 8' - 0" X 0' - 8" = 5.33
Level 7 SS7 15' - 2 1/2" X 0' - 8" = 10.14
Level 7 SS8 8' - 0" X 0' - 8" = 5.33
Level 7 SS9 7' - 9 1/2" X 0' - 8" = 5.19
Level 7 SS10 14' - 4" X 0' - 8" = 9.56
Level 7 SS11 14' - 4" X 0' - 8" = 9.56
Level 7 SS12 7' - 9 1/2" X 0' - 8" = 5.19
Level 7 SS13 8' - 1 1/2" X 0' - 8" = 5.42
Level 7 SS14 20' - 0 7/8" X 0' - 8" = 13.38
Level 7 SS15 8' - 1 1/2" X 0' - 8" = 5.42
Level 7 SS16 20' - 0 29/32" X 0' - 8" = 13.38
Level 7 SS17 14' - 10" X 0' - 8" = 9.89
Level 7 SS18 7' - 10" X 0' - 8" = 5.22
Level 7 SS19 14' - 10" X 0' - 8" = 9.89
Level 7 SS20 7' - 10" X 0' - 8" = 5.22
Level 7 SS21 7' - 9 1/2" X 0' - 8" = 5.19
Level 7 SS22 13' - 6 27/32" X 0' - 8" = 9.05
Level 7 SS23 7' - 9 1/2" X 0' - 8" = 5.19
Level 7 SS24 13' - 6 27/32" X 0' - 8" = 9.05

194.24

QUALITY HOUSING DEDUCTIONS - FLOOR 7
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 7 QHN-RR1 4' - 0" X 3' - 0" = 12
Level 7 QHN-RR1 4' - 0" X 3' - 0" = 12
Level 7 QHS-RR1 4' - 0" X 3' - 0" = 12

36
Level 7 QUALITY HOUSING RECREATION SPACE DEDUCTION 13136.81

MECHANICAL DEDUCTIONS - FLOOR 7
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 7 PB1 9' - 8" X 0' - 7" = 5.64
Level 7 PB2 1' - 2 15/32" X 1' - 6" = 1.81
Level 7 PB3 0' - 6" X 6' - 0" = 3
Level 7 PB4 2' - 7 3/4" X 3' - 5 1/4" = 9.1
Level 7 PB5 1' - 10 1/2" X 1' - 5 7/8" = 2.79
Level 7 PB6 1' - 5 3/4" X 6' - 8 5/8" = 9.94
Level 7 PB7 6' - 1 1/2" X 0' - 10" = 5.1
Level 7 PB8 3' - 9" X 0' - 9" = 2.81
Level 7 PB9 17' - 10" X 0' - 8" = 11.89
Level 7 PB10 2' - 0 3/32" X 0' - 9 1/8" = 1.53
Level 7 PB11 2' - 11" X 1' - 6 15/32" = 4.49
Level 7 PB12 1' - 3 25/32" X 1' - 10 17/32" = 2.47
Level 7 PB13 9' - 8 11/32" X 0' - 7 5/8" = 6.16
Level 7 PB14 1' - 7 1/4" X 1' - 6" = 2.41
Level 7 PB15 2' - 4 1/32" X 4' - 4 1/4" = 10.17
Level 7 PB16 1' - 11 27/32" X 2' - 0" = 3.98
Level 7 PB17 1' - 8" X 1' - 9" = 2.92
Level 7 PB18 9' - 3 3/4" X 0' - 10" = 7.76
Level 7 PB19 2' - 5" X 2' - 10 1/2" = 6.95
Level 7 PB20 2' - 2 3/4" X 2' - 0 7/32" = 4.5
Level 7 PB21 0' - 6" X 7' - 2 31/32" = 3.62
Level 7 PB22 2' - 0" X 10' - 2" = 20.33
Level 7 PB23 0' - 9 3/4" X 12' - 6 3/4" = 10.21
Level 7 PB24 0' - 10 1/4" X 9' - 0 3/4" = 7.74
Level 7 PB25 1' - 9 3/4" X 3' - 6 3/4" = 6.46
Level 7 PB26 0' - 9" X 10' - 0" = 7.5
Level 7 PB27 1' - 8" X 0' - 8" = 1.11
Level 7 PB28 10' - 3" X 0' - 6 5/8" = 5.66
Level 7 PB29 1' - 11 21/32" X 1' - 5 7/32" = 2.83
Level 7 PB30 1' - 9 3/4" X 2' - 7 5/8" = 4.78
Level 7 PB31 7' - 9" X 0' - 7 5/8" = 4.92
Level 7 PB32 9' - 5 3/4" X 0' - 4 1/2" = 3.55
Level 7 PB33 1' - 5 1/4" X 6' - 2" = 8.86
Level 7 PB34 0' - 3 9/16" X 3' - 6" = 1.04
Level 7 PB35 0' - 6 17/32" X 5' - 10 3/4" = 3.21
Level 7 PB36 2' - 1" X 1' - 8" = 3.47
Level 7 PB37 5' - 0 3/4" X 2' - 1 3/4" = 10.86
Level 7 PB38 4' - 4 1/2" X 1' - 8 3/4" = 7.57
Level 7 PB39 9' - 11 31/32" X 0' - 8" = 6.67
Level 7 PB40 1' - 5 3/8" X 5' - 8 15/32" = 8.26
Level 7 PB41 30' - 0" X 1' - 1 3/4" = 34.38
Level 7 PB42 1' - 11 21/32" X 1' - 5 7/32" = 2.83

271.28

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

Z-012.00

ZONING DEDUCTION PLAN - 8TH FLOOR
SOUTH TOWER

BROOKLYN, NY 11222

20 OF 168

 1/16" = 1'-0"1 8TH FLOOR SOUTH TOWER DEDUCTION PLAN

MECHANICAL DEDUCTIONS - SOUTH TOWER FLOOR 8
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 8 DS1 2' - 10" X 1' - 8" = 4.72
Level 8 DS2 2' - 0" X 1' - 4" = 2.67
Level 8 DS3 2' - 4" X 1' - 4" = 3.11
Level 8 DS4 2' - 7" X 2' - 0 27/32" = 5.34
Level 8 MS1 2' - 8 7/8" X 2' - 4 1/2" = 6.51
Level 8 MS2 2' - 6 5/8" X 2' - 4 1/2" = 6.06
Level 8 MS3 2' - 7 1/4" X 3' - 3 29/32" = 8.66
Level 8 MS4 2' - 7 1/2" X 2' - 9 7/8" = 7.41
Level 8 MS5 2' - 8 7/8" X 2' - 9 5/16" = 7.61
Level 8 MS6 2' - 2 1/2" X 2' - 4 1/4" = 5.2
Level 8 MS6 2' - 6 1/2" X 2' - 10 1/4" = 7.25
Level 8 MS6 2' - 6 1/16" X 2' - 4 1/4" = 5.9
Level 8 MS6 3' - 4 15/16" X 2' - 4 1/4" = 8.03
Level 8 MS7 3' - 9 5/16" X 2' - 4 1/32" = 8.82
Level 8 MS8 2' - 5 1/4" X 2' - 6 1/4" = 6.14
Level 8 MS9 2' - 0 13/16" X 2' - 1 3/4" = 4.44
Level 8 MS11 2' - 1 1/4" X 2' - 9 11/16" = 5.9
Level 8 MS12 2' - 6 5/8" X 2' - 4 1/2" = 6.06
Level 8 MS13 3' - 5" X 2' - 1 1/2" = 7.26
Level 8 PS1 5' - 8 1/4" X 1' - 1" = 6.16
Level 8 PS2 2' - 10 1/2" X 1' - 11" = 5.51
Level 8 PS3 0' - 5 1/2" X 0' - 9 27/32" = 0.38
Level 8 PS4 1' - 2 3/16" X 1' - 8" = 1.97
Level 8 PS4 2' - 2 3/4" X 1' - 4 21/32" = 3.09
Level 8 PS5 0' - 6 1/2" X 2' - 9 11/32" = 1.51
Level 8 PS6 0' - 4" X 7' - 4" = 2.44
Level 8 PS7 3' - 9" X 1' - 1 1/16" = 4.08
Level 8 PS8 1' - 8 15/16" X 2' - 1 7/32" = 3.67
Level 8 PS9 1' - 7" X 2' - 1 1/2" = 3.37
Level 8 PS10 0' - 9" X 5' - 9 1/4" = 4.33
Level 8 PS11 0' - 10 9/16" X 2' - 5" = 2.13
Level 8 PS12 1' - 9 15/16" X 0' - 7" = 1.07
Level 8 PS13 1' - 4 3/4" X 1' - 11" = 2.68
Level 8 PS14 2' - 4" X 0' - 7" = 1.36
Level 8 PS14 2' - 5 1/2" X 1' - 11" = 4.71
Level 8 PS14 2' - 4" X 0' - 7" = 1.36
Level 8 PS14 12' - 3" X 0' - 11 1/4" = 11.48
Level 8 PS15 2' - 5 1/2" X 1' - 11" = 4.71
Level 8 PS16 9' - 6" X 0' - 3 1/2" = 2.77
Level 8 PS17 0' - 9" X 8' - 3" = 6.19
Level 8 PS18 1' - 6" X 2' - 5 3/4" = 3.72
Level 8 PS19 2' - 0 3/4" X 1' - 7 1/4" = 3.31
Level 8 PS20 2' - 11 1/4" X 2' - 9 1/2" = 8.2
Level 8 PS21 3' - 7 5/16" X 1' - 8 3/4" = 6.25
Level 8 PS22 5' - 10 3/4" X 0' - 11 3/4" = 5.78
Level 8 PS23 2' - 5 3/4" X 1' - 9 3/4" = 4.5
Level 8 PS24 2' - 11 1/2" X 0' - 4 3/4" = 1.17
Level 8 PS25 5' - 9" X 0' - 8 1/4" = 3.95
Level 8 PS26 2' - 5 3/4" X 1' - 6 1/4" = 3.77
Level 8 PS27 14' - 5" X 0' - 6 3/4" = 8.12
Level 8 PS28 1' - 4 1/4" X 4' - 5 3/4" = 6.07
Level 8 PS29 2' - 6 1/4" X 0' - 6 1/2" = 1.37
Level 8 PS30 0' - 10 11/16" X 5' - 9 3/4" = 5.18
Level 8 PS31 2' - 4 11/16" X 2' - 7 3/4" = 6.33
Level 8 PS32 1' - 7 15/16" X 2' - 8 3/4" = 4.54
Level 8 PS33 0' - 9 15/16" X 5' - 9 1/4" = 4.78
Level 8 PS34 0' - 4 1/2" X 2' - 10 21/32" = 1.08
Level 8 PS35 16' - 3 1/2" X 0' - 8" = 10.86
Level 8 PS36 0' - 4 1/2" X 2' - 8 1/4" = 1.01
Level 8 PS37 2' - 4 1/2" X 1' - 0 1/2" = 2.47
Level 8 PS38 0' - 8 9/16" X 2' - 1" = 1.49
Level 8 PS39 2' - 4 1/2" X 0' - 6" = 1.19
Level 8 PS40 2' - 8 9/16" X 1' - 7 1/2" = 4.41
Level 8 PS41 12' - 3" X 0' - 11 1/4" = 11.48
Level 8 PS42 5' - 8 1/4" X 1' - 3 27/32" = 7.5
Level 8 PS43 2' - 7 3/4" X 3' - 4 29/32" = 9.02
Level 8 PS44 2' - 6 3/4" X 1' - 10 1/2" = 4.8

324.41

QUALITY HOUSING DEDUCTIONS - SOUTH TOWER FLOOR 8
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 8 QHS-RR1 4' - 0" X 3' - 0" = 12
12

STAIR DEDUCTIONS - SOUTH TOWER FLOORS 8-18
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 12 S SS-S13 8' - 1 1/2" X 0' - 8" = 5.42
Level 12 S SS-S14 19' - 9" X 0' - 8" = 13.17
Level 12 S SS-S15 8' - 1 1/2" X 0' - 8" = 5.42
Level 12 S SS-S16 19' - 9" X 0' - 8" = 13.17

37.18

FLOOR AREA SCHEDULE:

GROSS FLOOR
AREA

FLOOR AREA
DEDUCTIONS

ZONING FLOOR
AREA

QUALITY HOUSING
DEDUCTIONS

6,430.449,289.00 2,846.56 SF

BUILDING 2 (SOUTH TOWER) - FLOOR 8

12.00

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

Z-013.00

ZONING DEDUCTION PLAN - 8TH FLOOR
NORTH TOWER

BROOKLYN, NY 11222
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 1/16" = 1'-0"1 8TH FLOOR - NORTH TOWER DEDUCTION PLAN

FLOOR AREA SCHEDULE:

GROSS FLOOR
AREA

FLOOR AREA
DEDUCTIONS

ZONING FLOOR
AREA

QUALITY HOUSING
DEDUCTIONS

6,636.9311,143.00 4,494.07 SF

BUILDING 3 (NORTH TOWER) - FLOOR 8

12.00

MECHANICAL DEDUCTIONS - NORTH TOWER FLOOR 8
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 8 DN1 2' - 6 3/4" X 6' - 2" = 15.8
Level 8 DN2 6' - 1 3/4" X 3' - 11 3/4" = 24.46
Level 8 DN3 3' - 1 1/2" X 1' - 7 1/2" = 5.08
Level 8 MN1 2' - 2 1/4" X 2' - 8 1/4" = 5.88
Level 8 MN2 2' - 3 1/4" X 2' - 6" = 5.68
Level 8 MN3 4' - 2" X 2' - 8 1/8" = 11.15
Level 8 MN4 2' - 7 1/4" X 2' - 4 1/4" = 6.13
Level 8 MN5 2' - 1 3/4" X 3' - 0 7/8" = 6.59
Level 8 MN6 2' - 6 1/4" X 2' - 7" = 6.51
Level 8 MN7 2' - 7 3/8" X 2' - 5 1/4" = 6.37
Level 8 MN8 2' - 9 7/8" X 2' - 6" = 7.06
Level 8 MN9 2' - 5 1/4" X 2' - 6 1/2" = 6.2
Level 8 MN10 2' - 1 1/4" X 2' - 8 1/2" = 5.7
Level 8 MN11 2' - 7 1/2" X 2' - 4 1/2" = 6.23
Level 8 MN12 2' - 7 1/2" X 2' - 2 1/4" = 5.74
Level 8 MN13 3' - 5 1/4" X 2' - 10 15/32" = 9.87
Level 8 MN14 2' - 3" X 2' - 8 7/8" = 6.16
Level 8 PN1 0' - 8 3/4" X 2' - 8" = 1.94
Level 8 PN2 1' - 0" X 0' - 1 11/32" = 0.11
Level 8 PN3 0' - 9" X 2' - 1 11/32" = 1.58
Level 8 PN4 1' - 9" X 1' - 3 1/2" = 2.26
Level 8 PN5 0' - 8 29/32" X 3' - 8" = 2.72
Level 8 PN6 1' - 7" X 2' - 5 3/4" = 3.93
Level 8 PN7 0' - 9" X 5' - 8 1/4" = 4.27
Level 8 PN8 5' - 8 1/4" X 0' - 8 1/4" = 3.91
Level 8 PN9 2' - 5 3/4" X 2' - 2 1/4" = 5.42
Level 8 PN10 12' - 7" X 0' - 4 1/4" = 4.46
Level 8 PN11 0' - 10" X 5' - 11" = 4.93
Level 8 PN12 1' - 8" X 0' - 8" = 1.11
Level 8 PN13 2' - 4 3/4" X 1' - 11 3/4" = 4.74
Level 8 PN14 0' - 5 1/2" X 2' - 9 1/2" = 1.28
Level 8 PN15 0' - 6" X 10' - 2" = 5.08
Level 8 PN16 0' - 7" X 13' - 9 1/2" = 8.05
Level 8 PN17 2' - 9 1/4" X 0' - 5 1/2" = 1.27
Level 8 PN18 0' - 9" X 5' - 9 1/4" = 4.33
Level 8 PN19 0' - 10 3/4" X 0' - 11 27/32" = 0.88
Level 8 PN20 2' - 2" X 0' - 6" = 1.08
Level 8 PN21 1' - 2 3/4" X 1' - 8" = 2.05
Level 8 PN22 2' - 3" X 2' - 5 3/4" = 5.58
Level 8 PN23 0' - 3 3/4" X 8' - 0 5/8" = 2.52
Level 8 PN24 5' - 10" X 0' - 8 3/4" = 4.25
Level 8 PN25 2' - 8" X 2' - 2 3/4" = 5.94
Level 8 PN26 0' - 3 3/4" X 2' - 7 3/4" = 0.83
Level 8 PN27 5' - 8 5/16" X 0' - 11 7/16" = 5.43
Level 8 PN28 0' - 10" X 3' - 5 3/16" = 2.86
Level 8 PN29 0' - 8 5/16" X 4' - 9" = 3.29
Level 8 PN30 0' - 9 15/16" X 9' - 2 15/16" = 7.66
Level 8 PN31 0' - 5 1/2" X 1' - 11 3/4" = 0.91
Level 8 PN32 3' - 11" X 0' - 7" = 2.28
Level 8 PN33 0' - 6" X 8' - 7 5/32" = 4.3
Level 8 PN34 2' - 7 3/4" X 1' - 7" = 4.19
Level 8 PN35 5' - 9 1/4" X 0' - 9" = 4.33
Level 8 PN35 0' - 8 3/4" X 2' - 8" = 1.94
Level 8 PN35 2' - 5 3/4" X 2' - 2 1/4" = 5.42
Level 8 PN35 0' - 9" X 5' - 8 1/4" = 4.27
Level 8 PN35 1' - 7" X 2' - 5 3/4" = 3.93
Level 8 PN36 2' - 5 3/4" X 2' - 4" = 5.78
Level 8 PN37 5' - 8 1/4" X 0' - 10" = 4.74
Level 8 PN38 1' - 6 3/4" X 1' - 9" = 2.73
Level 8 PN39 2' - 7 3/4" X 0' - 4 3/4" = 1.05

290.24

QUALITY HOUSING DEDUCTIONS - NORTH TOWER FLOOR 8
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 8 QHN-RR1 4' - 0" X 3' - 0" = 12
12

STAIR DEDUCTIONS - NORTH TOWER FLOORS 8-18
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 12 S SS-N1 19' - 10" X 0' - 8" = 13.22
Level 12 S SS-N2 8' - 1 1/2" X 0' - 8" = 5.42
Level 12 S SS-N3 19' - 10" X 0' - 8" = 13.22
Level 12 S SS-N4 8' - 1 1/2" X 0' - 8" = 5.42

37.28

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

Z-014.00

ZONING DEDUCTION PLAN - TYPICAL
LOWER TOWER SOUTH

BROOKLYN, NY 11222
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 1/16" = 1'-0"1 FLOORS 9-18 - SOUTH TOWER DEDUCTION PLAN

FLOOR AREA SCHEDULE:

GROSS FLOOR
AREA

FLOOR AREA
DEDUCTIONS

ZONING FLOOR
AREA

QUALITY HOUSING
DEDUCTIONS

7,673.458,100.00 414.55 SF

BUILDING 2 (SOUTH TOWER) - FLOORS 9-18

12.00

MECHANICAL DEDUCTIONS - SOUTH TOWER FLOORS 9-18
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 12 S DS1 2' - 11" X 1' - 6" = 4.38
Level 12 S DS2 2' - 4 7/16" X 1' - 5" = 3.36
Level 12 S DS3 2' - 4" X 2' - 1" = 4.86
Level 12 S DS4 1' - 4 15/16" X 2' - 0" = 2.82
Level 12 S DS5 2' - 8" X 1' - 4" = 3.56
Level 12 S DS6 1' - 6" X 1' - 9" = 2.63
Level 12 S DS7 2' - 10" X 1' - 4" = 3.78
Level 12 S DS8 2' - 0" X 2' - 10" = 5.67
Level 12 S DS9 1' - 11 1/4" X 1' - 4" = 2.58
Level 12 S DS10 2' - 0" X 1' - 4" = 2.67
Level 12 S DS11 2' - 10" X 1' - 8" = 4.72
Level 12 S DS12 1' - 4" X 3' - 7 1/2" = 4.84
Level 12 S DS13 2' - 5 13/16" X 1' - 5 29/32" = 3.71
Level 12 S DS14 2' - 0 13/16" X 1' - 4" = 2.76
Level 12 S MS1 2' - 11 7/8" X 2' - 4 15/16" = 7.21
Level 12 S MS2 2' - 5 1/4" X 2' - 7 1/4" = 6.35
Level 12 S MS3 2' - 6 1/2" X 2' - 6" = 6.35
Level 12 S MS4 2' - 2 1/4" X 2' - 5 1/4" = 5.33
Level 12 S MS5 2' - 5 7/8" X 2' - 9 1/4" = 6.9
Level 12 S MS6 2' - 8 7/8" X 2' - 4 1/2" = 6.51
Level 12 S MS7 2' - 5 3/4" X 2' - 6 3/4" = 6.35
Level 12 S MS8 2' - 7 1/4" X 3' - 1 7/8" = 8.22
Level 12 S MS9 2' - 6 5/8" X 2' - 4 1/2" = 6.06
Level 12 S MS10 2' - 10 3/4" X 2' - 4 1/2" = 6.88
Level 12 S MS11 2' - 8 1/2" X 2' - 2 1/4" = 5.92
Level 12 S MS12 2' - 9 1/2" X 3' - 9 23/32" = 10.64
Level 12 S MS13 2' - 9 1/2" X 2' - 5 3/4" = 6.92
Level 12 S MS14 3' - 0 15/16" X 2' - 5" = 7.44
Level 12 S MS15 2' - 9" X 2' - 5 1/4" = 6.7
Level 12 S MS16 2' - 6 15/16" X 2' - 5 1/4" = 6.28
Level 12 S PS1 5' - 9 1/4" X 1' - 3" = 7.21
Level 12 S PS2 0' - 11 3/4" X 3' - 6" = 3.43
Level 12 S PS3 3' - 4" X 0' - 9" = 2.5
Level 12 S PS4 1' - 0 3/4" X 3' - 6" = 3.72
Level 12 S PS5 5' - 9 1/4" X 1' - 3" = 7.21
Level 12 S PS6 3' - 4" X 0' - 10" = 2.78
Level 12 S PS7 4' - 5 1/4" X 0' - 4 1/2" = 1.66
Level 12 S PS8 1' - 4" X 0' - 9 21/32" = 1.07
Level 12 S PS9 8' - 4 3/16" X 0' - 8" = 5.57
Level 12 S PS10 0' - 5" X 1' - 10" = 0.76
Level 12 S PS11 2' - 0 1/4" X 0' - 7" = 1.18
Level 12 S PS12 1' - 3 15/16" X 6' - 3 1/4" = 8.33
Level 12 S PS13 2' - 1 15/16" X 0' - 7 1/4" = 1.31
Level 12 S PS14 0' - 6 1/2" X 1' - 10 1/2" = 1.02
Level 12 S PS15 1' - 1 1/4" X 2' - 10 3/4" = 3.2
Level 12 S PS16 1' - 7 7/16" X 2' - 4 1/4" = 3.81
Level 12 S PS17 1' - 2 11/16" X 5' - 9 3/4" = 7.12
Level 12 S PS18 0' - 5 1/4" X 3' - 5 1/16" = 1.5
Level 12 S PS19 2' - 6 1/4" X 0' - 6 1/2" = 1.37
Level 12 S PS20 1' - 8 1/4" X 4' - 5 3/4" = 7.56
Level 12 S PS21 14' - 4" X 0' - 6 19/32" = 7.87
Level 12 S PS22 2' - 5 3/4" X 1' - 11" = 4.75
Level 12 S PS23 5' - 8 1/4" X 1' - 1" = 6.16
Level 12 S PS24 2' - 11 1/2" X 0' - 4 3/4" = 1.17
Level 12 S PS25 2' - 5 3/4" X 1' - 7 1/2" = 4.03
Level 12 S PS26 5' - 11 1/4" X 0' - 9 1/2" = 4.7
Level 12 S PS27 3' - 8 7/8" X 1' - 6 1/2" = 5.77
Level 12 S PS28 0' - 8 3/4" X 2' - 9 3/4" = 2.05
Level 12 S PS29 6' - 9 3/16" X 0' - 7 5/8" = 4.29
Level 12 S PS30 1' - 7 3/4" X 2' - 5 3/4" = 4.08
Level 12 S PS31 0' - 9 3/4" X 5' - 8 1/4" = 4.62
Level 12 S PS32 5' - 7 13/16" X 0' - 9 3/32" = 4.27
Level 12 S PS33 2' - 0 13/16" X 0' - 11 5/32" = 1.92
Level 12 S PS34 0' - 9" X 5' - 8 1/4" = 4.27
Level 12 S PS35 1' - 7" X 2' - 1 1/2" = 3.37
Level 12 S PS36 2' - 0 15/16" X 1' - 0 5/32" = 2.11
Level 12 S PS37 5' - 9 15/16" X 0' - 11 3/32" = 5.38
Level 12 S PS38 0' - 4" X 7' - 4" = 2.44
Level 12 S PS39 0' - 6 1/2" X 2' - 9 1/4" = 1.5
Level 12 S PS40 1' - 6 13/16" X 2' - 2 3/32" = 3.41
Level 12 S PS41 5' - 10 1/4" X 1' - 4 19/32" = 8.1
Level 12 S PS42 2' - 5 1/16" X 2' - 5 3/4" = 6
Level 12 S PS43 0' - 11 1/16" X 5' - 9 1/4" = 5.32
Level 12 S PS44 0' - 5 1/2" X 2' - 9 1/2" = 1.28
Level 12 S PS45 4' - 3 3/4" X 0' - 11" = 3.95
Level 12 S PS46 2' - 8 5/16" X 0' - 6 27/32" = 1.53
Level 12 S PS47 3' - 6" X 0' - 2 3/4" = 0.8
Level 12 S PS48 3' - 5 13/16" X 3' - 2 3/32" = 11.06
Level 12 S PS49 1' - 4 1/4" X 0' - 9 29/32" = 1.12
Level 12 S PS50 0' - 4 1/2" X 0' - 8 19/32" = 0.27
Level 12 S PS51 2' - 7 13/16" X 1' - 9 5/32" = 4.68
Level 12 S PS52 1' - 1 13/16" X 5' - 7 1/4" = 6.45
Level 12 S PS53 2' - 8 3/4" X 0' - 5 1/2" = 1.25
Level 12 S PS54 13' - 3 9/16" X 0' - 8 3/4" = 9.7
Level 12 S PS55 1' - 2 7/16" X 1' - 2" = 1.4
Level 12 S PS56 4' - 2 3/4" X 0' - 4 1/2" = 1.59

377.37

QUALITY HOUSING DEDUCTIONS - SOUTH TOWER FLOORS 9-18
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 12 S QHS-RR1 4' - 0" X 3' - 0" = 12
12

STAIR DEDUCTIONS - SOUTH TOWER FLOORS 8-18
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 12 S SS-S13 8' - 1 1/2" X 0' - 8" = 5.42
Level 12 S SS-S14 19' - 9" X 0' - 8" = 13.17
Level 12 S SS-S15 8' - 1 1/2" X 0' - 8" = 5.42
Level 12 S SS-S16 19' - 9" X 0' - 8" = 13.17

37.18
2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



UP DN
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Area
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QHN-RR1SS-N1 SS-N4

SS-N3SS-N2

PN9PN8DN3
DN2

PN3
PN4
PN5
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PN51

DN17 PN46
PN47
PN48

DN16

PN43

PN54
PN53DN1

PN29

MN7

MN9

PN1
PN2

PN10 PN11

PN13 PN19

PN14
PN21

PN26
PN25

PN28

PN36

PN35
PN41

PN42PN44

PN45
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ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

Z-015.00

ZONING DEDUCTION PLAN - TYPICAL
LOWER TOWER NORTH

BROOKLYN, NY 11222
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 1/16" = 1'-0"1 FLOORS 9-18 - NORTH TOWER DEDUCTION PLAN

MECHANICAL DEDUCTIONS - NORTH TOWER FLOORS 9-25
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 12 S DN1 1' - 4" X 1' - 11" = 2.56
Level 12 S DN2 1' - 10" X 1' - 4" = 2.44
Level 12 S DN3 1' - 4" X 2' - 4 19/32" = 3.18
Level 12 S DN4 1' - 4" X 2' - 4" = 3.11
Level 12 S DN5 1' - 10" X 1' - 5" = 2.6
Level 12 S DN6 2' - 9" X 1' - 4" = 3.67
Level 12 S DN7 2' - 7 1/2" X 2' - 6 1/2" = 6.67
Level 12 S DN8 1' - 11 1/2" X 1' - 3" = 2.45
Level 12 S DN9 2' - 10" X 1' - 6" = 4.25
Level 12 S DN10 1' - 10" X 1' - 4" = 2.44
Level 12 S DN11 2' - 2" X 1' - 10 3/32" = 3.99
Level 12 S DN12 1' - 4" X 1' - 10" = 2.44
Level 12 S DN13 2' - 3" X 1' - 4" = 3
Level 12 S DN14 1' - 4" X 2' - 1" = 2.78
Level 12 S DN15 1' - 4" X 2' - 1" = 2.78
Level 12 S DN16 2' - 1 3/4" X 1' - 6 11/16" = 3.34
Level 12 S DN17 2' - 4" X 6' - 5 1/4" = 15.02
Level 12 S MN1 2' - 5 1/4" X 2' - 6 5/8" = 6.22
Level 12 S MN2 2' - 7 1/2" X 2' - 5" = 6.34
Level 12 S MN3 2' - 4 1/2" X 2' - 5 1/4" = 5.79
Level 12 S MN4 2' - 0 1/4" X 3' - 1" = 6.23
Level 12 S MN5 2' - 2 1/4" X 3' - 10 7/16" = 8.47
Level 12 S MN6 2' - 2 1/4" X 2' - 9 1/8" = 6.04
Level 12 S MN7 3' - 5 1/4" X 2' - 10 3/4" = 9.95
Level 12 S MN8 2' - 7 1/2" X 2' - 5 7/8" = 6.54
Level 12 S MN9 2' - 7 1/2" X 2' - 4 1/2" = 6.23
Level 12 S MN10 2' - 2 1/4" X 2' - 4 1/4" = 5.15
Level 12 S MN11 2' - 5 1/4" X 2' - 7 23/32" = 6.44
Level 12 S MN12 2' - 6 1/2" X 2' - 5 1/4" = 6.2
Level 12 S MN13 2' - 9 3/4" X 2' - 5 1/4" = 6.86
Level 12 S MN14 2' - 3 1/2" X 2' - 7 3/8" = 5.99
Level 12 S MN15 2' - 4 1/4" X 2' - 6 1/2" = 5.98
Level 12 S MN16 2' - 3 3/4" X 2' - 8 1/4" = 6.21
Level 12 S PN1 2' - 9 1/2" X 0' - 6 27/32" = 1.59
Level 12 S PN2 0' - 8 3/4" X 1' - 6 3/4" = 1.14
Level 12 S PN3 5' - 9 1/4" X 1' - 4" = 7.69
Level 12 S PN4 2' - 5 3/4" X 3' - 0" = 7.44
Level 12 S PN5 3' - 4 1/2" X 0' - 9 3/4" = 2.74
Level 12 S PN6 1' - 8" X 2' - 5 3/4" = 4.13
Level 12 S PN7 0' - 10" X 5' - 8 1/4" = 4.74
Level 12 S PN8 2' - 7 3/4" X 1' - 8" = 4.41
Level 12 S PN9 5' - 8 1/4" X 0' - 10" = 4.74
Level 12 S PN10 0' - 8 3/4" X 2' - 1 1/2" = 1.55
Level 12 S PN11 2' - 0 3/4" X 0' - 5 3/4" = 0.99
Level 12 S PN12 0' - 5" X 13' - 4 1/4" = 5.56
Level 12 S PN13 6' - 0 3/8" X 1' - 8" = 10.05
Level 12 S PN14 4' - 5 1/8" X 1' - 9 1/4" = 7.84
Level 12 S PN15 2' - 8" X 0' - 5 1/2" = 1.22
Level 12 S PN16 5' - 9 1/4" X 0' - 9" = 4.33
Level 12 S PN17 2' - 8" X 1' - 7" = 4.22
Level 12 S PN18 2' - 2" X 0' - 10 1/2" = 1.9
Level 12 S PN19 0' - 8 5/8" X 1' - 6" = 1.08
Level 12 S PN20 6' - 4 7/8" X 0' - 10" = 5.34
Level 12 S PN21 2' - 10 1/2" X 0' - 4 1/2" = 1.08
Level 12 S PN22 0' - 6" X 9' - 11 1/2" = 4.98
Level 12 S PN23 2' - 1 3/4" X 1' - 7" = 3.4
Level 12 S PN24 5' - 8 1/4" X 0' - 9" = 4.27
Level 12 S PN25 1' - 0 3/4" X 1' - 6 3/4" = 1.66
Level 12 S PN26 3' - 1 1/2" X 0' - 3 1/4" = 0.85
Level 12 S PN27 9' - 2" X 0' - 6" = 4.58
Level 12 S PN28 0' - 5" X 2' - 6" = 1.04
Level 12 S PN29 5' - 9 1/4" X 0' - 9 13/32" = 4.53
Level 12 S PN30 2' - 4 3/4" X 2' - 6 5/8" = 6.12
Level 12 S PN31 4' - 6" X 1' - 4" = 6
Level 12 S PN32 3' - 11 1/4" X 1' - 4 25/32" = 5.51
Level 12 S PN33 2' - 8" X 0' - 10" = 2.22
Level 12 S PN34 2' - 3 1/2" X 0' - 5 1/4" = 1
Level 12 S PN35 0' - 10 1/2" X 2' - 9 1/2" = 2.44
Level 12 S PN36 1' - 8" X 0' - 8 7/32" = 1.14
Level 12 S PN37 1' - 8" X 2' - 5 3/4" = 4.13
Level 12 S PN38 0' - 10" X 5' - 8 1/4" = 4.74
Level 12 S PN39 1' - 9 1/2" X 2' - 9 3/4" = 5.04
Level 12 S PN40 0' - 11 1/2" X 5' - 8 1/4" = 5.45
Level 12 S PN41 5' - 0" X 0' - 4 5/32" = 1.73
Level 12 S PN42 0' - 4 1/2" X 2' - 6" = 0.94
Level 12 S PN43 0' - 8" X 9' - 4 1/2" = 6.25
Level 12 S PN44 0' - 11 1/2" X 1' - 4" = 1.28
Level 12 S PN45 0' - 4" X 1' - 9 3/4" = 0.6
Level 12 S PN46 1' - 8" X 2' - 3 19/32" = 3.83
Level 12 S PN47 0' - 10" X 5' - 8 1/4" = 4.74
Level 12 S PN48 0' - 8" X 2' - 11" = 1.94
Level 12 S PN49 2' - 4 3/4" X 1' - 9 3/4" = 4.34
Level 12 S PN50 1' - 8" X 0' - 8" = 1.11
Level 12 S PN51 0' - 10" X 5' - 10 1/4" = 4.88
Level 12 S PN52 0' - 4 1/2" X 3' - 5 11/32" = 1.29
Level 12 S PN53 1' - 8" X 2' - 5 3/4" = 4.13
Level 12 S PN54 0' - 11" X 11' - 1 1/4" = 10.18

371.48

QUALITY HOUSING DEDUCTIONS - NORTH TOWER FLOORS 9-18
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 12 S QHN-RR1 4' - 0" X 3' - 0" = 12
12

STAIR DEDUCTIONS - NORTH TOWER FLOORS 8-18
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 12 S SS-N1 19' - 10" X 0' - 8" = 13.22
Level 12 S SS-N2 8' - 1 1/2" X 0' - 8" = 5.42
Level 12 S SS-N3 19' - 10" X 0' - 8" = 13.22
Level 12 S SS-N4 8' - 1 1/2" X 0' - 8" = 5.42

37.28

FLOOR AREA SCHEDULE:

GROSS FLOOR
AREA

FLOOR AREA
DEDUCTIONS

ZONING FLOOR
AREA

QUALITY HOUSING
DEDUCTIONS

7,713.278,100.00 374.73 SF

BUILDING 3 (NORTH TOWER) - FLOORS 9-25

12.00

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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PS10

DS3
MS2

PS8
DS2

MS1
PS1

PS2
PS3 PS4

PS5

PS6

DS13
MS14

MS15MS16

PS56
QHS-RR1
SS-S13

SS-S16
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ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

Z-016.00

ZONING DEDUCTION PLAN - TYPICAL MID
TOWER SOUTH

BROOKLYN, NY 11222
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 1/16" = 1'-0"1 FLOORS 19-26 - SOUTH TOWER DEDUCTION PLAN

MECHANICAL DEDUCTIONS - SOUTH TOWER FLOORS 19-26
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 20 S DS1 1' - 8" X 1' - 6" = 2.5
Level 20 S DS2 2' - 4" X 2' - 1" = 4.86
Level 20 S DS3 2' - 1" X 1' - 6" = 3.13
Level 20 S DS4 1' - 6 3/4" X 1' - 9 15/16" = 2.86
Level 20 S DS5 2' - 2" X 1' - 6 7/32" = 3.29
Level 20 S DS6 1' - 4" X 1' - 11 1/2" = 2.61
Level 20 S DS7 1' - 6" X 1' - 8" = 2.5
Level 20 S DS8 2' - 1" X 1' - 4" = 2.78
Level 20 S DS9 5' - 1" X 1' - 8 1/2" = 8.68
Level 20 S DS10 1' - 6" X 3' - 7 13/32" = 5.42
Level 20 S DS11 2' - 5 13/16" X 1' - 5 29/32" = 3.71
Level 20 S DS12 2' - 0 13/16" X 1' - 4" = 2.76
Level 20 S DS13 1' - 11" X 1' - 9 1/2" = 3.43
Level 20 S MS1 2' - 5 1/4" X 2' - 4 15/16" = 5.87
Level 20 S MS2 2' - 7 5/8" X 2' - 2" = 5.71
Level 20 S MS3 2' - 4 1/4" X 2' - 7" = 6.08
Level 20 S MS4 2' - 8 7/8" X 2' - 3 1/2" = 6.28
Level 20 S MS5 2' - 2" X 2' - 6 1/4" = 5.46
Level 20 S MS6 2' - 6 5/8" X 2' - 4 1/2" = 6.06
Level 20 S MS7 2' - 2 3/4" X 2' - 7" = 5.76
Level 20 S MS8 2' - 6 1/2" X 2' - 9 1/4" = 7.04
Level 20 S MS9 2' - 5 1/4" X 2' - 2 1/4" = 5.33
Level 20 S MS10 2' - 6 1/2" X 2' - 4 1/4" = 5.98
Level 20 S MS11 2' - 9" X 2' - 2 1/4" = 6.02
Level 20 S MS12 2' - 9 1/2" X 3' - 9 23/32" = 10.64
Level 20 S MS13 2' - 9 1/2" X 2' - 7 3/4" = 7.39
Level 20 S MS14 3' - 3 21/32" X 2' - 5" = 7.99
Level 20 S MS15 2' - 4 1/2" X 2' - 9 1/16" = 6.54
Level 20 S MS16 2' - 8 15/16" X 2' - 5 1/4" = 6.69
Level 20 S PS1 5' - 9 1/4" X 1' - 1 1/2" = 6.49
Level 20 S PS2 1' - 1 1/8" X 3' - 6 11/32" = 3.86
Level 20 S PS3 2' - 1" X 0' - 10 11/32" = 1.79
Level 20 S PS4 2' - 2 1/4" X 3' - 6 11/32" = 7.72
Level 20 S PS5 5' - 8 1/4" X 1' - 3 11/32" = 7.27
Level 20 S PS6 2' - 1" X 0' - 9" = 1.56
Level 20 S PS7 2' - 11 3/16" X 0' - 4 1/2" = 1.1
Level 20 S PS8 8' - 2 5/8" X 0' - 4" = 2.74
Level 20 S PS9 2' - 1 13/16" X 0' - 5 1/2" = 0.99
Level 20 S PS10 0' - 9 3/16" X 11' - 2 19/32" = 8.59
Level 20 S PS11 1' - 7 3/16" X 2' - 5 3/4" = 3.96
Level 20 S PS12 2' - 2 3/4" X 2' - 0 11/32" = 4.52
Level 20 S PS13 0' - 7 15/16" X 7' - 11" = 5.24
Level 20 S PS14 2' - 8 11/16" X 0' - 5" = 1.14
Level 20 S PS15 1' - 8 1/4" X 4' - 1" = 6.89
Level 20 S PS16 1' - 7 1/4" X 1' - 10 1/16" = 2.95
Level 20 S PS17 1' - 1" X 6' - 10 15/32" = 7.45
Level 20 S PS18 2' - 7" X 0' - 11 17/32" = 2.48
Level 20 S PS19 2' - 4" X 1' - 8 7/32" = 3.93
Level 20 S PS20 2' - 5 9/16" X 0' - 4 17/32" = 0.93
Level 20 S PS21 0' - 9 9/16" X 1' - 8" = 1.33
Level 20 S PS22 2' - 5 9/16" X 0' - 9 31/32" = 2.05
Level 20 S PS23 2' - 5 3/4" X 0' - 10" = 2.07
Level 20 S PS24 7' - 10" X 0' - 10 1/2" = 6.85
Level 20 S PS25 0' - 5 9/16" X 1' - 10 31/32" = 0.89
Level 20 S PS26 2' - 0 1/4" X 0' - 5 1/2" = 0.93
Level 20 S PS27 1' - 6 5/8" X 2' - 11 7/32" = 4.56
Level 20 S PS28 2' - 0 1/2" X 0' - 5 1/2" = 0.94
Level 20 S PS29 5' - 7 1/2" X 1' - 2" = 6.56
Level 20 S PS30 1' - 6 3/32" X 3' - 6" = 5.28
Level 20 S PS31 1' - 11" X 0' - 8 1/2" = 1.36
Level 20 S PS32 1' - 11" X 0' - 8 1/2" = 1.36
Level 20 S PS33 1' - 11 13/32" X 3' - 6" = 6.83
Level 20 S PS34 5' - 7 1/2" X 1' - 1" = 6.09
Level 20 S PS35 2' - 0 1/2" X 0' - 5 1/2" = 0.94
Level 20 S PS36 0' - 11 1/2" X 3' - 8 7/32" = 3.53
Level 20 S PS37 1' - 2" X 0' - 4 15/32" = 0.44
Level 20 S PS38 0' - 5 5/16" X 1' - 8" = 0.74
Level 20 S PS39 2' - 1 1/2" X 0' - 10 25/32" = 1.91
Level 20 S PS40 9' - 1 1/2" X 0' - 8" = 6.08
Level 20 S PS41 0' - 4 1/2" X 4' - 3 29/32" = 1.62
Level 20 S PS42 1' - 7 11/16" X 1' - 5 29/32" = 2.45
Level 20 S PS43 1' - 0 1/2" X 0' - 9 3/4" = 0.85
Level 20 S PS44 1' - 9 7/16" X 1' - 8 3/32" = 2.99
Level 20 S PS45 3' - 2 9/16" X 0' - 10" = 2.68
Level 20 S PS46 2' - 7 3/4" X 3' - 3 3/4" = 8.76
Level 20 S PS47 1' - 1 3/4" X 5' - 9 1/4" = 6.61
Level 20 S PS48 0' - 5 3/4" X 2' - 10 1/2" = 1.38
Level 20 S PS49 13' - 4" X 0' - 6 3/4" = 7.5
Level 20 S PS50 3' - 5 13/16" X 3' - 2 3/32" = 11.06
Level 20 S PS51 1' - 4 1/4" X 0' - 9 29/32" = 1.12
Level 20 S PS52 0' - 4 1/2" X 0' - 8 19/32" = 0.27
Level 20 S PS53 2' - 7 13/16" X 1' - 9 5/32" = 4.68
Level 20 S PS54 1' - 1 13/16" X 5' - 8 1/4" = 6.54
Level 20 S PS55 2' - 8 3/4" X 0' - 5 1/2" = 1.25
Level 20 S PS56 13' - 2 29/32" X 0' - 8 3/4" = 9.66
Level 20 S PS57 2' - 2 9/16" X 0' - 4 1/2" = 0.83

365.96

QUALITY HOUSING DEDUCTIONS - SOUTH TOWER FLOORS 19-26
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 20 S QHS-RR1 4' - 0" X 3' - 0" = 12
12

STAIR DEDUCTIONS - SOUTH TOWER FLOORS 19-26
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 20 S SS-S13 8' - 1 1/2" X 0' - 8" = 5.42
Level 20 S SS-S14 19' - 9" X 0' - 8" = 13.17
Level 20 S SS-S15 8' - 1 1/2" X 0' - 8" = 5.42
Level 20 S SS-S16 19' - 9" X 0' - 8" = 13.17

37.18

FLOOR AREA SCHEDULE:

GROSS FLOOR
AREA

FLOOR AREA
DEDUCTIONS

ZONING FLOOR
AREA

QUALITY HOUSING
DEDUCTIONS

7,688.358,074.00 373.65 SF

BUILDING 2 (SOUTH TOWER) - FLOORS 19-26

12.00

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



DN
DN

UP

UP

8,100 SF
Area

MN13 MN12 MN11 MN10

PN43

MN9

PN35
PN34

MN7MN6MN5MN4MN3

MN2

MN1

PN56

MN14

PN1

PN3

DN1

DN14

DN2

PN7

PN10PN8 PN11
PN12

DN3 PN13
PN14
DN4

PN15
PN16

PN17 PN19

PN18

DN5

PN23
PN26

DN6

PN27
DN7

PN31
PN32
PN33

MN8

DN8

DN10
PN38

DN9

PN39
PN41

DN11

PN44
PN45

PN47

PN46

DN12
PN51
PN50

DN13

QHN-RR1

SS4 SS1 SS3 SS2 PN37
PN36

PN2

PN4
PN5

PN6

PN9

PN20
PN21

PN22
PN24
PN25

PN28
PN29
PN30

PN40
PN42

PN49
PN48

PN52

PN53
PN54
PN55

ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

Z-017.00

ZONING DEDUCTION PLAN - TYPICAL MID
TOWER NORTH

BROOKLYN, NY 11222
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 1/16" = 1'-0"1 FLOORS 24-36 - NORTH TOWER DEDUCTION PLAN

MECHANICAL DEDUCTIONS - NORTH TOWER FLOORS 26-36
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 25 N DN1 1' - 4" X 2' - 1" = 2.78
Level 25 N DN2 1' - 4" X 2' - 0" = 2.67
Level 25 N DN3 1' - 4 27/32" X 2' - 0" = 2.81
Level 25 N DN4 2' - 0" X 1' - 4" = 2.67
Level 25 N DN5 2' - 0" X 1' - 4" = 2.67
Level 25 N DN6 1' - 4" X 2' - 1" = 2.78
Level 25 N DN7 1' - 6 1/2" X 1' - 10" = 2.83
Level 25 N DN8 1' - 10" X 1' - 6" = 2.75
Level 25 N DN9 1' - 6" X 1' - 10" = 2.75
Level 25 N DN10 2' - 2" X 1' - 4" = 2.89
Level 25 N DN11 1' - 4" X 2' - 0" = 2.67
Level 25 N DN12 1' - 6" X 1' - 10" = 2.75
Level 25 N DN13 1' - 6" X 2' - 1" = 3.13
Level 25 N DN14 2' - 2" X 3' - 7" = 7.76
Level 25 N MN1 2' - 5 1/4" X 2' - 4 1/2" = 5.79
Level 25 N MN2 2' - 5 1/4" X 2' - 5" = 5.89
Level 25 N MN3 2' - 4 1/2" X 2' - 5 1/4" = 5.79
Level 25 N MN4 5' - 8 1/4" X 2' - 4 3/8" = 13.45
Level 25 N MN5 2' - 4 1/2" X 2' - 5 1/4" = 5.79
Level 25 N MN6 2' - 0 1/4" X 2' - 8 7/8" = 5.54
Level 25 N MN7 2' - 4 1/2" X 2' - 5 1/4" = 5.79
Level 25 N MN8 2' - 6 1/2" X 3' - 5 1/4" = 8.74
Level 25 N MN9 2' - 5 1/4" X 2' - 7 23/32" = 6.44
Level 25 N MN10 2' - 6 1/2" X 2' - 5 1/4" = 6.2
Level 25 N MN11 2' - 6 1/2" X 2' - 5 1/4" = 6.2
Level 25 N MN12 2' - 3 1/2" X 2' - 7 3/8" = 5.99
Level 25 N MN13 2' - 2 1/2" X 2' - 7 1/4" = 5.75
Level 25 N MN14 2' - 8 1/2" X 2' - 2 1/4" = 5.92
Level 25 N PN1 0' - 10 3/4" X 5' - 8 1/4" = 5.1
Level 25 N PN2 1' - 8 3/4" X 1' - 1 1/2" = 1.95
Level 25 N PN3 1' - 0 1/4" X 1' - 6" = 1.53
Level 25 N PN4 1' - 6 3/4" X 0' - 3 13/32" = 0.44
Level 25 N PN5 1' - 6 3/4" X 0' - 3 7/32" = 0.42
Level 25 N PN6 0' - 10 3/4" X 2' - 11 21/32" = 2.66
Level 25 N PN7 2' - 10 1/4" X 1' - 5 5/16" = 4.12
Level 25 N PN8 2' - 2 13/32" X 0' - 8 3/32" = 1.49
Level 25 N PN9 0' - 6" X 1' - 6" = 0.75
Level 25 N PN10 5' - 11 1/4" X 1' - 4 5/32" = 8
Level 25 N PN11 2' - 5 3/4" X 2' - 2 5/32" = 5.41
Level 25 N PN12 1' - 7 11/32" X 1' - 4 5/32" = 2.17
Level 25 N PN13 0' - 4 3/4" X 1' - 11" = 0.76
Level 25 N PN14 1' - 11 19/32" X 0' - 10 11/16" = 1.75
Level 25 N PN15 1' - 7 1/4" X 2' - 5 3/4" = 3.98
Level 25 N PN16 0' - 9 1/4" X 5' - 8 1/4" = 4.38
Level 25 N PN17 5' - 6 1/4" X 0' - 4" = 1.84
Level 25 N PN18 1' - 11" X 2' - 9" = 5.27
Level 25 N PN19 1' - 0 1/2" X 7' - 11 1/4" = 8.27
Level 25 N PN20 0' - 6" X 2' - 11" = 1.46
Level 25 N PN21 0' - 5" X 1' - 5" = 0.59
Level 25 N PN22 1' - 6 1/2" X 0' - 6" = 0.77
Level 25 N PN23 3' - 8 1/2" X 1' - 7 1/2" = 6.03
Level 25 N PN24 1' - 11" X 2' - 5 3/4" = 4.75
Level 25 N PN25 1' - 1" X 5' - 9 1/4" = 6.25
Level 25 N PN26 6' - 11 5/8" X 2' - 4" = 16.26
Level 25 N PN27 10' - 7 3/4" X 0' - 8" = 7.1
Level 25 N PN28 1' - 7" X 1' - 8 3/4" = 2.74
Level 25 N PN29 2' - 11 1/8" X 0' - 4 1/2" = 1.1
Level 25 N PN30 2' - 7 3/4" X 0' - 4 1/2" = 0.99
Level 25 N PN31 1' - 2 3/4" X 4' - 9 29/32" = 5.93
Level 25 N PN32 0' - 9" X 3' - 9 11/32" = 2.83
Level 25 N PN33 1' - 7" X 2' - 7 3/4" = 4.19
Level 25 N PN34 1' - 7" X 4' - 3 1/4" = 6.76
Level 25 N PN35 1' - 7" X 1' - 7 3/4" = 2.61
Level 25 N PN36 0' - 11" X 5' - 9 1/4" = 5.29
Level 25 N PN37 1' - 6" X 2' - 8" = 4
Level 25 N PN38 0' - 11 1/2" X 3' - 6 1/2" = 3.39
Level 25 N PN39 2' - 9 3/4" X 1' - 6 1/2" = 4.34
Level 25 N PN40 2' - 0" X 1' - 4" = 2.67
Level 25 N PN41 2' - 8" X 2' - 2" = 5.78
Level 25 N PN42 2' - 3 1/2" X 0' - 5 1/2" = 1.05
Level 25 N PN43 0' - 10 1/2" X 2' - 9 1/2" = 2.44
Level 25 N PN44 1' - 8" X 2' - 5 3/4" = 4.13
Level 25 N PN45 0' - 10" X 5' - 8 1/4" = 4.74
Level 25 N PN46 1' - 9 1/2" X 2' - 9 3/4" = 5.04
Level 25 N PN47 0' - 11 1/2" X 5' - 8 1/4" = 5.45
Level 25 N PN48 2' - 6 3/4" X 0' - 8 3/4" = 1.87
Level 25 N PN49 0' - 10" X 2' - 0 3/4" = 1.72
Level 25 N PN50 1' - 7" X 2' - 9" = 4.35
Level 25 N PN51 0' - 9" X 5' - 9 1/4" = 4.33
Level 25 N PN52 2' - 5 1/2" X 1' - 2 1/4" = 2.92
Level 25 N PN53 1' - 6 1/2" X 0' - 11 7/16" = 1.47
Level 25 N PN54 5' - 11 3/4" X 0' - 7 1/2" = 3.74
Level 25 N PN55 1' - 6 1/4" X 0' - 8 1/4" = 1.05
Level 25 N PN56 0' - 9 3/4" X 3' - 3 3/32" = 2.65

340.26

QUALITY HOUSING DEDUCTIONS - NORTH TOWER FLOORS 24-36
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 25 N QHN-RR1 4' - 0" X 3' - 0" = 12
12

STAIR DEDUCTIONS - NORTH TOWER FLOORS 24-36
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 25 N SS1 19' - 10" X 0' - 8" = 13.22
Level 25 N SS2 8' - 1 1/2" X 0' - 8" = 5.42
Level 25 N SS3 19' - 10" X 0' - 8" = 13.22
Level 25 N SS4 8' - 1 1/2" X 0' - 8" = 5.42

37.28

FLOOR AREA SCHEDULE:

GROSS FLOOR
AREA

FLOOR AREA
DEDUCTIONS

ZONING FLOOR
AREA

QUALITY HOUSING
DEDUCTIONS

7,743.678,100.00 344.33 SF

BUILDING 3 (NORTH TOWER) - FLOORS 26-36

12.00

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

Z-018.00

ZONING DEDUCTION PLAN - TYPICAL
UPPER TOWER FLOOR SOUTH

BROOKLYN, NY 11222
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 1/16" = 1'-0"1 FLOORS 27-30 - SOUTH TOWER DEDUCTION PLAN

MECHANICAL DEDUCTIONS - SOUTH TOWER PENTHOUSE FLOORS 27-30
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 28 S DS1 1' - 8" X 1' - 6" = 2.5
Level 28 S DS2 2' - 4" X 2' - 1" = 4.86
Level 28 S DS3 1' - 6" X 1' - 9" = 2.63
Level 28 S DS4 1' - 8 1/4" X 3' - 9 1/2" = 6.4
Level 28 S DS5 2' - 1 3/32" X 1' - 4" = 2.79
Level 28 S DS6 1' - 6" X 1' - 9 11/16" = 2.71
Level 28 S DS7 6' - 4" X 1' - 8" = 10.56
Level 28 S DS8 3' - 2 1/2" X 1' - 8" = 5.35
Level 28 S DS9 2' - 2" X 1' - 10" = 3.97
Level 28 S DS10 2' - 2 13/16" X 1' - 4" = 2.98
Level 28 S DS11 1' - 4 7/16" X 1' - 10" = 2.51
Level 28 S MS1 2' - 6 7/8" X 2' - 4" = 6
Level 28 S MS2 2' - 3" X 2' - 2" = 4.88
Level 28 S MS3 3' - 10 1/4" X 2' - 9 1/4" = 10.68
Level 28 S MS4 2' - 8 7/8" X 2' - 4 1/2" = 6.51
Level 28 S MS5 2' - 8 7/8" X 2' - 2 1/4" = 5.99
Level 28 S MS6 2' - 2 1/4" X 2' - 9 1/4" = 6.06
Level 28 S MS7 2' - 2 15/16" X 2' - 9 5/8" = 6.29
Level 28 S MS8 2' - 5 1/4" X 2' - 8 1/2" = 6.6
Level 28 S MS9 2' - 5 1/4" X 2' - 5 7/8" = 6.07
Level 28 S MS10 2' - 4 3/16" X 2' - 5 1/2" = 5.78
Level 28 S MS11 3' - 3 13/16" X 2' - 4 1/2" = 7.88
Level 28 S MS12 3' - 2 21/32" X 2' - 5 1/2" = 7.92
Level 28 S MS13 2' - 4 1/2" X 2' - 8 7/8" = 6.51
Level 28 S MS14 2' - 4 1/2" X 2' - 5 1/4" = 5.79
Level 28 S PS1 2' - 1" X 0' - 8 1/2" = 1.48
Level 28 S PS2 0' - 9 3/4" X 1' - 6" = 1.22
Level 28 S PS3 5' - 9 1/4" X 1' - 4 1/4" = 7.81
Level 28 S PS4 2' - 8 3/4" X 2' - 2 1/4" = 5.97
Level 28 S PS5 1' - 3 15/16" X 2' - 7" = 3.43
Level 28 S PS6 2' - 1" X 0' - 5 1/2" = 0.95
Level 28 S PS7 4' - 1" X 0' - 7 1/2" = 2.55
Level 28 S PS8 2' - 3 7/8" X 1' - 5 3/4" = 3.44
Level 28 S PS9 2' - 6" X 0' - 4 1/2" = 0.94
Level 28 S PS10 1' - 0 1/4" X 5' - 8 1/4" = 5.81
Level 28 S PS11 1' - 10 1/4" X 2' - 5 3/4" = 4.6
Level 28 S PS12 1' - 2 1/4" X 1' - 9 1/2" = 2.13
Level 28 S PS13 1' - 10 1/4" X 3' - 11" = 7.26
Level 28 S PS14 1' - 3 1/4" X 0' - 9" = 0.95
Level 28 S PS15 7' - 6 1/2" X 1' - 1" = 8.17
Level 28 S PS16 2' - 5 3/4" X 1' - 11" = 4.75
Level 28 S PS17 2' - 3 27/32" X 0' - 4 1/2" = 0.87
Level 28 S PS18 11' - 2 7/16" X 0' - 9" = 8.4
Level 28 S PS19 0' - 8 27/32" X 5' - 0 19/32" = 3.72
Level 28 S PS20 1' - 6 27/32" X 2' - 5 3/4" = 3.89
Level 28 S PS21 1' - 3 11/16" X 1' - 6" = 1.96
Level 28 S PS22 0' - 4 1/4" X 2' - 9 3/4" = 1
Level 28 S PS23 4' - 5 5/32" X 2' - 5 21/32" = 10.95
Level 28 S PS24 0' - 6 11/16" X 8' - 2 29/32" = 4.6
Level 28 S PS25 2' - 0" X 0' - 6 3/8" = 1.06
Level 28 S PS26 2' - 3 1/4" X 2' - 8 3/4" = 6.2
Level 28 S PS27 0' - 9 1/4" X 2' - 9 3/4" = 2.17
Level 28 S PS28 0' - 8 1/2" X 5' - 3" = 3.72
Level 28 S PS29 5' - 0 1/2" X 0' - 9" = 3.78
Level 28 S PS30 1' - 7 1/2" X 1' - 9" = 2.84
Level 28 S PS31 3' - 5" X 1' - 10" = 6.26
Level 28 S PS32 3' - 5 25/32" X 3' - 2" = 11.03
Level 28 S PS33 1' - 2 1/4" X 1' - 4 1/4" = 1.61
Level 28 S PS34 2' - 8" X 2' - 7 3/4" = 7.06
Level 28 S PS35 0' - 9 9/16" X 1' - 1 3/4" = 0.91
Level 28 S PS36 4' - 10 11/16" X 0' - 7 3/4" = 3.16
Level 28 S PS37 0' - 9 1/2" X 2' - 1 1/4" = 1.67
Level 28 S PS38 9' - 5 1/2" X 0' - 5" = 3.94
Level 28 S PS39 2' - 9 1/4" X 1' - 4 29/32" = 3.91
Level 28 S PS40 2' - 5 3/4" X 3' - 6" = 8.68
Level 28 S PS41 5' - 8 13/16" X 1' - 2" = 6.69

311.76

QUALITY HOUSING DEDUCTIONS - SOUTH TOWER PENTHOUSE FLOORS 27-30
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 28 S QHS-RR1 4' - 0" X 3' - 0" = 12
12

STAIR DEDUCTIONS - SOUTH TOWER PENTHOUSE FLOORS 27-30
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 28 S SS13 8' - 1 1/2" X 0' - 8" = 5.42
Level 28 S SS14 19' - 9" X 0' - 8" = 13.17
Level 28 S SS15 8' - 1 1/2" X 0' - 8" = 5.42
Level 28 S SS16 19' - 9" X 0' - 8" = 13.17

37.18

FLOOR AREA SCHEDULE:

GROSS FLOOR
AREA

FLOOR AREA
DEDUCTIONS

ZONING FLOOR
AREA

QUALITY HOUSING
DEDUCTIONS

6,446.066,807.00 348.94 SF

BUILDING 2 (SOUTH TOWER) - FLOORS 27-30

12.00

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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 1/16" = 1'-0"1 FLOORS 37-40 - NORTH TOWER DEDUCTION PLAN

MECHANICAL DEDUCTIONS - NORTH TOWER FLOORS 37-40
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 38 N DN1 1' - 10" X 1' - 6" = 2.75
Level 38 N DN2 1' - 4 27/32" X 2' - 0" = 2.81
Level 38 N DN3 1' - 10" X 1' - 6" = 2.75
Level 38 N DN4 1' - 4" X 2' - 0" = 2.67
Level 38 N DN5 2' - 2" X 1' - 4" = 2.89
Level 38 N DN6 2' - 1" X 1' - 6" = 3.13
Level 38 N DN7 2' - 0" X 2' - 1" = 4.17
Level 38 N DN8 1' - 7 1/2" X 1' - 10" = 2.98
Level 38 N DN9 1' - 4" X 2' - 7" = 3.44
Level 38 N DN10 1' - 5 1/2" X 2' - 9 1/4" = 4.04
Level 38 N DN11 1' - 10 3/4" X 1' - 11 1/4" = 3.67
Level 38 N DN12 1' - 6" X 2' - 3" = 3.38
Level 38 N DN13 2' - 1" X 1' - 4" = 2.78
Level 38 N DN14 2' - 4" X 3' - 8 15/16" = 8.74
Level 38 N MN1 2' - 8 7/8" X 2' - 2 1/4" = 5.99
Level 38 N MN2 2' - 7 1/2" X 2' - 5 1/4" = 6.4
Level 38 N MN3 2' - 6 1/4" X 2' - 5" = 6.09
Level 38 N MN4 2' - 2 1/4" X 2' - 9 1/4" = 6.06
Level 38 N MN5 2' - 6" X 2' - 5 1/4" = 6.09
Level 38 N MN6 4' - 7 1/2" X 2' - 2 3/8" = 10.17
Level 38 N MN7 3' - 2" X 3' - 0 3/4" = 9.7
Level 38 N MN8 2' - 5 1/4" X 2' - 6" = 6.09
Level 38 N MN9 2' - 7 1/2" X 2' - 0 1/4" = 5.31
Level 38 N MN10 2' - 4 1/4" X 2' - 0 1/4" = 4.76
Level 38 N MN11 2' - 7 1/2" X 3' - 2 1/4" = 8.37
Level 38 N MN12 2' - 5" X 3' - 1 5/32" = 7.48
Level 38 N MN13 3' - 10 1/4" X 2' - 3 1/2" = 8.83
Level 38 N MN14 2' - 2 1/4" X 2' - 9 1/4" = 6.06
Level 38 N PN1 0' - 7 1/2" X 2' - 5 3/4" = 1.55
Level 38 N PN2 2' - 0 1/2" X 0' - 9 1/4" = 1.57
Level 38 N PN3 1' - 2" X 5' - 8 1/4" = 6.64
Level 38 N PN4 0' - 8 1/4" X 0' - 5 1/4" = 0.3
Level 38 N PN5 2' - 6 3/32" X 0' - 6" = 1.25
Level 38 N PN6 0' - 9 3/8" X 2' - 5" = 1.89
Level 38 N PN7 1' - 4" X 0' - 6" = 0.67
Level 38 N PN8 0' - 8" X 1' - 10" = 1.22
Level 38 N PN9 2' - 0" X 1' - 0" = 2
Level 38 N PN10 0' - 6 3/4" X 1' - 8 3/4" = 0.97
Level 38 N PN11 5' - 8 1/4" X 1' - 1 1/2" = 6.4
Level 38 N PN12 2' - 7 1/2" X 0' - 10 3/4" = 2.35
Level 38 N PN13 1' - 6 3/4" X 0' - 6 5/16" = 0.82
Level 38 N PN14 0' - 9 3/4" X 10' - 0" = 8.13
Level 38 N PN15 0' - 11 11/32" X 3' - 10 13/16" = 3.69
Level 38 N PN16 2' - 11 1/4" X 0' - 5 13/16" = 1.42
Level 38 N PN17 0' - 9" X 4' - 2 3/4" = 3.17
Level 38 N PN18 2' - 3 1/2" X 0' - 9" = 1.72
Level 38 N PN19 0' - 9" X 5' - 8 1/4" = 4.27
Level 38 N PN20 4' - 11 1/2" X 2' - 6" = 12.4
Level 38 N PN21 3' - 10 5/8" X 4' - 7 1/4" = 17.89
Level 38 N PN22 5' - 2 3/4" X 0' - 9 3/4" = 4.25
Level 38 N PN23 0' - 7" X 5' - 3 1/8" = 3.07
Level 38 N PN24 0' - 9" X 10' - 7 3/16" = 7.95
Level 38 N PN25 0' - 9" X 4' - 7 17/32" = 3.47
Level 38 N PN26 1' - 0 3/4" X 1' - 10 25/32" = 2.02
Level 38 N PN27 4' - 0 1/4" X 1' - 0 25/32" = 4.28
Level 38 N PN28 1' - 10" X 0' - 8 1/2" = 1.3
Level 38 N PN29 2' - 5 3/4" X 1' - 7 3/4" = 4.08
Level 38 N PN30 5' - 8 1/4" X 0' - 9 3/4" = 4.62
Level 38 N PN31 1' - 9" X 1' - 7 3/4" = 2.88
Level 38 N PN32 0' - 7 3/4" X 2' - 3" = 1.45
Level 38 N PN33 4' - 0 1/2" X 0' - 2" = 0.67
Level 38 N PN34 0' - 11 1/2" X 7' - 2" = 6.87
Level 38 N PN35 3' - 0" X 0' - 6" = 1.5
Level 38 N PN36 1' - 10 3/4" X 0' - 6" = 0.95
Level 38 N PN37 1' - 2" X 13' - 5" = 15.65
Level 38 N PN38 0' - 11" X 5' - 8" = 5.19
Level 38 N PN39 0' - 8 3/4" X 1' - 5" = 1.03
Level 38 N PN40 2' - 1 3/4" X 0' - 5 3/4" = 1.03
Level 38 N PN41 2' - 8" X 2' - 5 3/4" = 6.61
Level 38 N PN42 1' - 0" X 5' - 10" = 5.83
Level 38 N PN43 3' - 0 1/2" X 0' - 9 3/4" = 2.47
Level 38 N PN44 1' - 8 1/2" X 1' - 4" = 2.28

317.37

QUALITY HOUSING DEDUCTIONS - NORTH TOWER PENTHOUSE FLOORS 37-40
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 38 N QHN-1 2' - 6" X 54' - 9 1/2" = 136.98
Level 38 N QHN-2 2' - 6 5/16" X 8' - 5 11/16" = 21.4
Level 38 N QHN-RR1 4' - 0" X 3' - 0" = 12

170.38

STAIR DEDUCTIONS - NORTH TOWER PENTHOUSE FLOORS 37-40
Level Area Deduction ID WIDTH X DEPTH = TOTAL

Level 38 N SS1 19' - 10" X 0' - 8" = 13.22
Level 38 N SS3 19' - 10" X 0' - 8" = 13.22
Level 38 N SS4 8' - 1 1/2" X 0' - 8" = 5.42
Level 38 N SS4 8' - 1 1/2" X 0' - 8" = 5.42

37.28

FLOOR AREA SCHEDULE:

GROSS FLOOR
AREA

FLOOR AREA
DEDUCTIONS

ZONING FLOOR
AREA

QUALITY HOUSING
DEDUCTIONS

6,208.976,734.00 354.65 SF

BUILDING 3 (NORTH TOWER) - FLOORS 37-40

170.38

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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QUALITY HOUSING CALCULATIONS

ZR SECTION DESCRIPTION APPLICABILITY
28-00 GENERAL PURPOSE GENERAL NOTES

28-01 APPLICABILITY TO THIS CHAPTER
28-02 DEFINITIONS
28-03 QUALITY HOUSING PROGRAM ELEMENTS

28-10 NEIGHBORHOOD IMPACT

28-11 BULK REGULATIONS
26-41 STREET TREE PLANTING

TREES REQUIRED =  1 TREE PER 25' OF STREET FRONTAGE
=  217.50' (COMMERCIAL STREET FRONTAGE) / 25.00'
=  9 TREES

TREES PROVIDED = 0
REQUESTING TO PLANT THE 9 MISSING STREET TREES IN ALTERNATE LOCATON, DETERMINED BY
THE NEW YORK CITY DEPARTMENT OF PARKS AND RECREATION

28-20 BUILDING INTERIOR

28-21 SIZE OF DWELLING UNIT
MINIMUM DWELLING UNIT (D.U.) SIZE = 400 SF
MINIMUM D.U. SIZE PROVIDED = 400 SF

COMPLIES - SEE
FLOOR PLANS

28-22 WINDOWS
ALL RESIDENTIAL WINDOWS TO BE DOUBLE GLAZED

COMPLIES - SEE
WINDOW
SCHEDULE

28-23 REFUSE STORAGE AND DISPOSAL
REFUSE DISPOSAL ROOM TO BE PROVIDED ON EACH STORY THAT HAS ENTRANCES TO D.U.'S.
MINIMUM SIZE = 12 SF
MINIMUM DIMENSION = 3'-0"
REFUSE STORAGE ROOM TO BE PROVIDED IN AN ENCLOSED AREA WITHIN THE ZONING LOT FOR RESIDENCES @ 2.9 CU. FT. PER
D.U.
TOTAL REFUSE STORAGE REQUIRED = 720 DU'S X 2.9 CU. FT.

= 2,088.00 CU. FT.
TOTAL REFUSE STORAGE PROVIDED = 6,848.55 CU. FT.
REFUSE STORAGE ROOM TO BE PROVIDED IN AN ENCLOSED AREA WITHIN THE ZONING LOT FOR COMMUNITY FACILITY USES.

COMPLIES - SEE
Z-020

COMPLIES - SEE
FLOOR PLANS

28-24 LAUNDRY FACILITIES
LAUNDRY REQUIRED = NONE
LAUNDRY PROVIDED = 1 LAUNDRY FACILITY AT GROUND FLOOR BUILDING 1, NO DEDUCTION TAKEN.

NOT MANDATORY

28-25 DAYLIGHT IN CORRIDORS
50% OF A CORRIDOR'S FLOOR AREA MAY BE DEDUCTED IF A WINDOW WITH A CLEAR, NON-TINTED, GLAZED AREA OF AT LEAST 20
SF IS PROVIDED THAT IS:

A. DIRECTLY VISIBLE FROM 50% OF THE CORRIDOR OR FROM THE VERTICAL CIRCULATION CORE, AND:
B. AT LEAST 20 FEET FROM A WALL OR SIDE OR REAR LOT LINE

NOT MANDATORY

28-30 RECREATION SPACE & PLANTING AREAS

28-31 RECREATION SPACE
REQUIRED RECREATION SPACE = 3.3% OF TOTAL RESIDENTIAL FLOOR AREA

= .033 X 627,851 SF
= 20,719.08 SF

PROVIDED RECREATION SPACE = 22,401 SF INDOOR FLOOR AREA

COMPLIES - SEE
Z-020

28-32 STANDARDS FOR RECREATION SPACE
A. ALL RECREATION SPACE SHALL BE ACCESSIBLE TO THE RESIDENTS OF THE BUILDING
B. MINIMUM DIMENSION = 15 FT.
     MINIMUM SIZE = 225 SF (OUTDOOR)

= 300 SF (INDOOR)
C. OUTDOOR RECREATION SPACE SHALL BE OPEN TO THE SKY EXCLUDING BUILDING PROJECTIONS NOT TO EXCEED 7'
     IN DEPTH
D. INDOOR RECREATION SPACE SHALL HAVE WINDOWS THAT MEASURE NOT LESS THAN 9.5% OF THE TOTAL FLOOR
     SPACE OF THE ROOM AND MEET REQUIREMENTS OF SECTIONS 24-60.

COMPLIES - SEE
Z-020

28-33 PLANTING AREAS
AREAS BETWEEN THE STREET WALL AND THE STREET LINE SHALL BE PLANTED EXCEPT FOR ENTRANCES AND EXITS TO THE
BUILDING AND ADJACENT TO COMMERCIAL AREAS.

COMPLIES - SEE
SITE PLAN/Z-004

28-40 SAFETY & SECURITY

28-41 DENSITY OF CORRIDOR
IF THE NUMBER OF DWELLING UNITS SERVED BY THE VERTICAL CIRCULATION CORE IS 8 OR LESS, IN THE R9 ZONE, 50% OF THE
SQUARE FEET OF THE CORRIDOR MAY BE DEDUCTED FROM THE FLOOR AREA.

NOT MANDATORY;
NO DEDUCTION
TAKEN.

28-50 PARKING FOR QUALITY HOUSING

28-51 SCREENING
ALL OPEN ACCESSORY PARKING SHALL BE SCREENED FROM DWELLING UNITS, ADJACENT ZONING LOTS AND STREETS AS PER ZR
SECTION 25-66.

COMPLIES - SEE
PLANS

28-52 SPECIAL REGULATIONS FOR OFF-SITE ACCESSORY PARKING
OFF-SITE ACCESSORY PARKING MAY BE UNENCLOSED PROVIDED THE ZONING LOT DOES NOT CONTAIN A RESIDENTIAL USE.

N.A.

28-53 ON-SITE ACCESSORY OFF STREET PARKING SPACES ARE NOT PERMITTED BETWEEN THE STREET LINE AND THE STREET WALL. COMPLIES - SEE
PLANS
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ZONING NOTES
1.  LAND USE APPLICATION ID: C 140047 ZSK
2. CPC ACTION - APPROVED 11/6/2013
3. CITY COUNCIL ACTION - ADOPTED 12/19/2013
      RESOLUTION #2097-2013
4.   FEMA FLOOD ZONE PER ADOPTED FIRM PANEL

3604970202F, EFFECTIVE DATE SEPTEMBER 4, 2007
5. PER NYC LL 96, G102.2.1 "PRELIMINARY FLOOD

INSURANCE STUDY AND RATE MAPS".  UNTIL SUCH
TIME THAT THE DEPARTMENT BY RULE ADOPTS
REVISED FEMA FIS 360497 AND FEMA FIRMs 360497
WITH A FINAL EFFECTIVE DATE LATER THAN MAY 1,
2014, THE FOLLOWING FLOOD HAZARD MAPS AND
SUPPORTING DATA ARE ALSO ADOPTED AS A
REFERENCE STANDARD AND DECLARED A PART OF
THIS APPENDIX 1.  FEMA PFIS 360497, 2. FEMA PFIRMs
360497.
PRELIMINARY FIRM PANEL 3604970202G, DATED
DECEMBER 5, 2013 FOR PROJECT SITE.
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QUALITY HOUSING CALCULATIONS
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 1/16" = 1'-0"2 QUALITY HOUSING - 7TH FLOOR REC SPACE
 1/16" = 1'-0"1 QUALITY HOUSING - 2ND FLOOR REC SPACE

BICYCLE PARKING REQUIREMENTS

ZR 25-811 BICYCLE REQUIREMETNS FOR RESIDENTIAL USE R-2:
1 SPACE PER 2 DWELLING UNITS (DU)
720 DU/2 =360 PARKING SPACES
SPACES PROVIDED:
PARKING LEVEL BIKE ROOM =360 SPACES

ZR 25-83 SPACE REQUIREMENTS FOR BICYCLE PARKING:
15 SF PER BICYCLE PARKING SPACE (BSP)
360 BPS X 15 SF =5,400 SF
AREA PROVIDED:
PARKING LEVEL BIKE ROOMS =3,324 SF + 802 SF = 4,126 SF

RECREATION AREA CALCULATIONS:

GROUND FLOOR
KIDS ROOM: 2,564 SF

2ND FLOOR:
MAIN LOBBY/LOUNGES: 6,570 SF

7TH FLOOR:
POOL/LOUNGES: 13,267 SF

TOTAL INDOOR RECREATION SPACE: 22,401 SF (20,719 SF REQ'D/DEDUCTED - COMPLIES)

 1/8" = 1'-0"5 REFUSE STORAGE ROOM - NORTH TOWER

 1/8" = 1'-0"6 REFUSE STORAGE ROOM - SOUTH TOWER

REFUSE STORAGE VOLUME

NORTH BUILDING VOLUME =TOTAL ROOM AREA X HEIGHT
=(28.7' X 29.7') X 15.3'
=13,041.56 CU.FT.

SOUTH BUILDING VOLUME =TOTAL ROOM AREA X HEIGHT
=[(8.1' X 27.0') + (12.8' X 14.0')] X 13.2'
=5,252.28 CU.FT.

TOTAL STORAGE VOLUME = NORTH BUILDING STORAGE + SOUTH BUILDING STORAGE
=13,041.56 CU.FT. + 5,252.28 CU.FT.
=18,293.84 CU.FT.

 1/8" = 1'-0"7 REFUSE ROOM - NORTH TOWER - 3RD - 40TH FL.

 1/8" = 1'-0"8 REFUSE ROOM - SOUTH - 3RD - 30TH FL

 1/16" = 1'-0"3 QUALITY HOUSING - GROUND FLOOR REC SPACE

 1/16" = 1'-0"4 BICYCLE PARKING - SOUTH

 1/16" = 1'-0"9 BICYCLE PARKING - NORTH

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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SOUTH TOWER
30 STORIES

NORTH TOWER
40 STORIES

LANDSCAPED PLAZA

BASE BUILDING
6 STORIES

BASE BUILDING
8 STORIES

1 STORY LANDSCAPED
OUTDOOR SPACE

LANDSCAPED TERRACE

2 STORIES LANDSCAPED TERRACE +103'-8"

6 STORIES

8 STORIES

2 STORIES

NEWTOWN CREEK

ADJ. PROPERTY

ADJ. PROPERTY

PROPERTY LINE

BUILDING 1

BUILDING 3

BUILDING 2

+415'-4"

+343'-2"

1
Z-005.00

1
Z-005.00
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2
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2
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3
A-316.00

3
A-316.00

4
A-316.00

4
A-316.00

5
A-316.00

5
A-316.00

+82'-3"

+81'-2"

+81'-2"

+103'-8 1/2"

+81'-2"

217'-6"

+28'-0 1/2"

+103'-8 1/2"
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 1/16" = 1'-0"1 SITE PLAN

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



UP

FD
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FD FDFD
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FD FDFD
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FD
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FD

FD
FD FD

FD

FD

FD

FD

FD FD

FD

FD

FD

UP

UP

UP

DN

DNDN
UP

FD

FD

FD

DN

FD

FD

UP

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

+9"

EL. +9" T.O.S.
+9"

EL. +9" T.O.S.

+9" EL. -3'-6" T.O.S.

EL. +9" T.O.S.EL. +9" T.O.S. RAMP DN

1:7

24'-5"

RAMP UP

EL. +9" T.O.S.

1:7
COMMERCIAL STREET

NEW CURB CUT
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NEWTOWN CREEK

217'-6"

210
'-6 

1/2
"

110
'-10

 1/2
"

178
'-5"

234' - 8".

125
'-6 

3/4
"

258
'-2 

3/4
"

42'
-5 3

/4"
62'

-5 1
/4"

488
'-8 

3/4
"

A-121a
A-121h

A-
12

1a

A-
12

1b

A-121b
A-121c

A-121c

A-121d

A-121d
A-121e

A-
12

1e
A-

12
1f

A-121f
A-121g

A-121g

A-121h

TRAVEL DISTANCE = 152'-7"
MAX DISTANCE = 200'-0"

DEAD END = 66'-9"
MAX DISTANCE = 80'-0"

NOTE:
ATTENDED PARKING
115 STACKERS
TOTAL PARKING CAPACITY: ~ 320 CARS

EL. -3'-6" T.O.S.

LAUNDRY _S

B.O.H.
SOUTH
TOWER

COMPACTOR
ROOM
SOUTH

7,843 SF 26
R-2 ACCESSORY2

TENANT
STORAGE

PARKING

8,017 SF 40
S-28

LOADING_SOUTH

TRAVEL DISTANCE = 182'-2"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 181'-7"
MAX DISTANCE = 200'-0"

PARKING

29,725 SF 15
S-28

TRAVEL DISTANCE = 109'-5"
MAX DISTANCE = 200'-0"

LAUNDRY
ROOM _N

DEAD END = 51'-6"
MAX DISTANCE = 80'-0"

DEAD END = 68'-10"
MAX DISTANCE = 80'-0"

JA
N.

 C
L.

SUPER'S
OFFICE

RECYCLE
ROOM - N.

MEN'S
LOCKER
ROOM

COMPACTOR
ROOM
NORTH

TRAVEL DISTANCE = 157'-2"
MAX DISTANCE = 200'-0"

6'-7
 1/4

"

STAIR C1

STAIR K

BIKE ROOM

TENANT
STORAGE

BICYCLE
STORAGE

GAS METER
ROOM

STAIR C

STAIR J1

STAIR G1

EL.
PIT

EL.
PIT

EL.
PIT

P.E.5

EL.
PIT

EL.
PIT P.E.3

P.E. 8

WOMEN'S
LOCKER
ROOM

TRAVEL DISTANCE = 176'-3"
MAX DISTANCE = 200'-0"

TOTAL STAIR  REQ'D:   0.3" X 186 = 55.8"    PROVIDED:   176"
TOTAL DOOR   REQ'D:  0.2" X 186 = 37.2"    PROVIDED:   144"

0.2" PER OCCUPANT = 0.2" X 46 = 9.2"

0.2" PER OCCUPANT = 0.2" X 46 = 9.2"

BASE BUILDING : PARKING LEVEL

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 46 = 13.8"STAIR J1

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 46 = 13.8"STAIR K

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 47 = 14.1"STAIR G1

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 47 = 14.1"STAIR C1

EMPLOYEE
BREAK
ROOM

SEWAGE
EJECTOR

PIT

0.2" PER OCCUPANT = 0.2" X 47 = 9.4"

0.2" PER OCCUPANT = 0.2" X 47 = 9.4"

STORAGE STORAGE

BUILDING
STORAGE

BUILDING
STORAGE

ELECTRICAL
ROOM

HOSE BIB

HOSE BIB

SD C

DISC.
SWITCH

POWER FOR TRASH
COMPACTOR

DISC. SWITCH
POWER FOR
TRASH
COMPACTOR

SD C

1,257 SF 4
R-2 ACCESSORY6

1,081 SF 4
R-2 ACCESSORY2

27,724 SF
STORAGE 7

2,182 SF
STORAGE 6

114 SF
STORAGE 4

223 SF
STORAGE 2

265 SF
STORAGE 1

1,209 SF
STORAGE 9

A-120a
A-120h

A-
12

0a

A-
12

0b

A-120b
A-120c

A-120c

A-120d

A-120d A-120g

A-120g

A-120h

TRAVEL DISTANCE = 154'-0"
MAX. DISTANCE = 200'-0"

9'-6 1/4"

TRAVEL DISTANCE = 180'-8"
MAX. DISTANCE = 200'-0"

TOTAL STAIR  REQ'D:   0.3" X 43 = 12.9"    PROVIDED:   88"
TOTAL DOOR  REQ'D:   0.2" X 43 = 8.6"      PROVIDED:   72"

0.2" PER OCCUPANT = 0.2" X 21 = 4.2"

BASE BUILDING : SUBCELLER
STAIR / DOOR  CAPACITY

(PER TABLE 1005.1 )
REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 21 = 6.3"STAIR C

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 22 = 6.6"STAIR G1

27,724 SF 20
R-2 ACCESSORY2

2,029 SF
STORAGE 8

0.2" PER OCCUPANT = 0.2" X 22 = 4.4"

63 SF
STORAGE 385 SF

STORAGE 5

DEAD END = 54'-11"
MAX. DISTANCE = 80'-0"

STAIR C

STAIR G1
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A Tetra Tech Company
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New York, NY 10121
(212) 615-3726

WSP
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New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
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77-87
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 1/16" = 1'-0"3 0- PARKING LEVEL_KEY PLAN

OCCUPANCY LOAD -0 -PARKING LEVEL

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT

OCCUPA
NCY

B.O.H. SOUTH TOWER R-2 ACCESSORY 651 SF 300 3
BICYCLE STORAGE R-2 ACCESSORY 803 SF 300 3

BIKE ROOM R-2 ACCESSORY 3,324 SF 300 9
BUILDING STORAGE R-2 ACCESSORY 108 SF 300 1
COMPACTOR ROOM

NORTH
R-2 ACCESSORY 905 SF 300 3

COMPACTOR ROOM
SOUTH

R-2 ACCESSORY 519 SF 300 2

ELECTRICAL ROOM R-2 ACCESSORY 404 SF 300 2
EMPLOYEE BREAK ROOM R-2 ACCESSORY 437 SF 50 9

STORAGE R-2 ACCESSORY 1,257 SF 300 4
GAS METER ROOM R-2 ACCESSORY 560 SF 300 2

BUILDING STORAGE R-2 ACCESSORY 147 SF 300 1
JAN. CL. R-2 ACCESSORY 93 SF 300 1

J.C. R-2 ACCESSORY 47 SF 300 1
LAUNDRY ROOM _N R-2 ACCESSORY 948 SF 50 19

LAUNDRY _S R-2 ACCESSORY 519 SF 50 12
LOADING_SOUTH R-2 ACCESSORY 619 SF 300 2

MEN'S LOCKER ROOM R-2 ACCESSORY 490 SF 50 10
TENANT STORAGE R-2 ACCESSORY 7,843 SF 300 26

SEWAGE EJECTOR PIT R-2 ACCESSORY 149 SF 300 1
RECYCLE ROOM - N. R-2 ACCESSORY 571 SF 300 2

SUPER'S   OFFICE R-2 ACCESSORY 417 SF 300 1
TENANT STORAGE R-2 ACCESSORY 2,041 SF 300 7

WOMEN'S LOCKER ROOM R-2 ACCESSORY 309 SF 50 6
STORAGE R-2 ACCESSORY 1,081 SF 300 4
PARKING S-2 8,017 SF 200 40
PARKING S-2 29,725 SF ACTUAL 15

Grand total 186

 1/16" = 1'-0"2 SUBCELLAR_KEY PLAN

OCCUPANCY LOAD - SUBCELLAR

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

STORAGE 1 R-2 ACCESSORY 265 SF 300 1
STORAGE 2 R-2 ACCESSORY 223 SF 300 1
STORAGE 3 R-2 ACCESSORY 63 SF 300 1
STORAGE 4 R-2 ACCESSORY 114 SF 300 1
STORAGE 5 R-2 ACCESSORY 85 SF 300 1
STORAGE 6 R-2 ACCESSORY 2,182 SF 300 7
STORAGE 7 R-2 ACCESSORY 27,724 SF ACTUAL 20
STORAGE 8 R-2 ACCESSORY 2,029 SF 300 7
STORAGE 9 R-2 ACCESSORY 1,209 SF 300 4
Grand total 43

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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12.00
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EL.= 11.00

19.00
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+23.00
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14.00
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UP

936 SF
AA 2BR

656 SF
Y 1BR

490 SF
X 0BR

469 SF
W 0BR

1,146 SF
Z 3BR

730 SF
R 1BR888 SF

Q 2BR

697 SF
V 1BR

717 SF
S 1BR

670 SF
BB 1BR

656 SF
DD 1BR

897 SF
CC 2BR

867 SF
EE 1BR

493 SF
O 0BR

992 SF
M 2BR

964 SF
N 2BR

1,455 SF
FF 3BR

675 SF
P 1BR

1,306 SF
H 3BR

1,004 SF
G 2BR

1,231 SF
F 2BR

603 SF
E 0BR

688 SF
D 1BR

948 SF
C 2BR

955 SF
B 2BR

1,131 SF
A 2BR

499
'-10

"

109
'-0"

499
'-10

"

234'-5"
234'-4 3/4"

488
'-8 

3/4
"

253
'-2"

235
'-6 

3/4
"

177'-5" 40'-1"
217'-6"

TRAVEL DISTANCE = 112'-7"
MAX DISTANCE = 200'-0"

DEAD END = 71'-2"
MAX DISTANCE = 80'-0"

TRAVEL DISTANCE = 87'-3"
MAX DISTANCE = 200'-0"

DEAD END = 38'-1"
MAX DISTANCE = 80'-0"

TRAVEL DISTANCE = 130'-3"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 187'-3"
MAX DISTANCE = 200'-0"

DEAD END = 17'-8"
MAX DISTANCE = 80'-0"

3,109 SF

RESIDENTIAL
LOBBY/LOUNGE_2 997 SF

PACKAGE ROOM

928 SF
LEASING OFFICE

2,488 SF

RESIDENTIAL
LOBBY/LOUNGE_1

1,563 SF

RESIDENTIAL
LOBBY/LOUNGE_3

MAIN
LOBBY/LOUNGE

15'-7 1/4" 8'-0 1/2" 16'-2 1/2" 8'-0 1/2" 43'-2 3/4" 1'-2 1/2" 7'-0" 6" 41'-0 1/2" 1'-2"

P.E. 10

P.E. 9

P.E. 8

P.E. 7

P.E. 6

ME
CH

AN
IC

AL

997 SF 4
R-2.. ACCESSORY2

928 SF 9
R-2.. ACCESSORY2

992 SF 5
R-22

964 SF 5
R-22

493 SF 3
R-22

675 SF 4
R-22

888 SF 5
R-22 730 SF 4

R-22
717 SF 4

R-22

697 SF 4
R-22

469 SF 2
R-22

490 SF 3
R-22

656 SF 3
R-22

1,146 SF 6
R-22

936 SF 5
R-22

670 SF 3
R-22

897 SF 5
R-22

656 SF 3
R-22

867 SF 4
R-22

1,455 SF 7
R-22

132 SF 1
R-2. ACCESSORY2

106 SF 1
R-2. ACCESSORY2

3,109 SF 20
R-2.. ACCESSORY2

3,046 SF 20
R-2.. ACCESSORY2

2,488 SF 20
R-2.. ACCESSORY2

1,563 SF 14
R-2.. ACCESSORY2

1,131 SF 6
R-2.2

955 SF 5
R-2.2

948 SF 5
R-2.2

688 SF 4
R-2.2

603 SF 3
R-2.2

1,231 SF 6
R-2.21,004 SF 5

R-2.2

1,306 SF 7
R-2.2

1,306 SF 7
R-2.2

315 SF 1
R-2. ACCESSORY2

MECHANICAL
NORTH

TOTAL EXIT DOOR    REQ'D:  0.2" X 163 =  32.6"
MIN REQUIRED WIDTH:  (2)36" (PER. SEC. 1005.1 )
PROVIDED:   (6)36" = 216"
TOTAL DOOR CAPACITY:  1,080

STAIR H

TOTAL EXIT DOOR   REQ'D:  0.2" X 69 =  13.8"
MIN REQUIRED WIDTH  36"
(PER. SEC. 1005.1 )
PROVIDED:   (1) X 36" = 36"
TOTAL DOORS CAPACITY:  180

STAIR C

STAIR B

LOBBY HOSE & KEY
CABINETS (NORTH BUILDING)

LOBBY HOSE & KEY
CABINETS (BASE
BUILDING)

LOBBY HOSE & KEY
CABINETS (SOUTH
BUILDING)

891 SF
MECH. ROOM

STAIR A

STAIR D

STAIR F

STAIR E

STAIR J

STAIR M

616 SF

ELEVATOR
VESTIBULE

UFAS A/V

UFAS A/V

A-123a
A-123h

A-
12

3a

A-
12

3b

A-123b

A-123d

A-123d
A-123e

A-
12

3e
A-

12
3f

A-123f
A-123g

A-123g

A-123h

A-123c

A-123c

DISTANCE BETWEEN STAIRS = 43'-5"
MIN DISTANCE = 15'-0"

TOTAL STAIR  REQ'D:   0.3" X 149 = 44.7"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 149 = 29.8"    PROVIDED:   72"

0.2" PER OCCUPANT = 0.2" X 75 = 15"

0.2" PER OCCUPANT = 0.2" X 74 = 14.8"

0.2" PER OCCUPANT = 0.2" X 22 = 4.4"

0.2" PER OCCUPANT = 0.2" X 22 = 4.4"

TOTAL STAIR  REQ'D:   0.3" X 44 = 13.2"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 44 = 8.8"      PROVIDED:   72"

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 22 = 6.6"STAIR C

STAIR
DOOR

44"
36"

44"
36"STAIR D

STAIR
DOOR

44"
36"

44"
36"STAIR J

BASE BUILDING : FLOOR 2

BASE BUILDING : FLOOR 2
STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 74 = 22.2"STAIR H

TOTAL DOOR   REQ'D:  0.2" X 98 = 19.6"     PROVIDED:   216"

2ND FLOOR
ROOF

TERRACE

0.2" PER OCCUPANT = 0.3" X 22 = 6.6"

0.3" PER OCCUPANT = 0.3" X 75 = 22.5"

8,970 SF 73
R-2 ACCESSORY2

ROOF
VESTIBULE

STORAGE

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

PARKING

2,562 SF
KID'S ROOM

(13'-2" H)

STAIR E

EL.PIT.

EL.PIT.

COMMERCIAL STREET

NEWTOWN CREEK

217'-6"

LINE OF N. TOWER
ABOVE

LINE OF S. TOWER ABOVE

RAMP UP

EL.PIT.
ABOVE

RAMP DN

54'-1 3/4"

5'-6 1/2"

210
'-6 

1/2
"

110
'-10

 1/2
"

178
'-5"

487
' - 5

"  T
O B

UL
KH

EA
D A

S B
UIL

T
499

' - 1
0"  

TO
 DE

ED
 / P

IER
 HE

AD

OPEN TO BELOW

5'-5
"

5'-0
"

5'-0
"

5'-4 1/2"

5'-3
 1/2

"

5'-6"

ATS RM.

5'-6"
66'-3 1/2"

8'-1
"

44'
-4 1

/2"

488
'-8 

3/4
"

11'
-1 1

/4"

5,261 SF

COMMUNITY
FACILITY

TRAVEL DISTANCE = 73'-2"
MAX. DISTANCE = 200'-0"

TRAVEL DISTANCE = 139'-9"
MAX. DISTANCE = 200'-0"

OPEN
TO

BELOW

EL. +15'-6"
EL. +15'-6"

74'-
4 1/

4"  D
.

TRAVEL DISTANCE = 67'-5"
MAX. DISTANCE = 200'-0"

2,562 SF 74
R-2. ACCESSORY2

TOTAL EXIT DOOR   REQ'D:  0.2" X 74 =  14.8"
MIN REQUIRED WIDTH  36" (PER. SEC. 1005.1 )

PROVIDED:   (3) X 36" = 108"
TOTAL DOORS CAPACITY:  540

5,261 SF 53
B.4

TOTAL EXIT DOOR   REQ'D:  0.2" X 53 = 10.6"
MIN REQUIRED WIDTH  36" (PER. SEC. 1005.1 )
PROVIDED:   (3) X 36" = 108"
TOTAL DOORS CAPACITY:  540

TOTAL EXIT DOOR   REQ'D:  0.2" X 203 =  40.6"
MIN REQUIRED WIDTH  (2)36" (PER. SEC. 1005.1 )
PROVIDED:   (2) X 72" + (1) 36" = 180"
TOTAL DOORS CAPACITY:  900

124'-11"  ( D. )

5,931 SF 20
R-2 ACCESSORY2

5,931 SF
MECHANICAL

COMMERCIAL
SPACE

6,078 SF 203
M6

TOTAL EXIT DOOR   REQ'D:  0.2" X 76 =  15.2"
MIN REQUIRED WIDTH  36" ( PER. SEC. 1005.1 )
PROVIDED:   (1) 36"
TOTAL DOOR CAPACITY:  180

MAIN
SWITCHBOARD

ROOM 0.2" PER OCCUPANT = 0.2" X 75 = 150"

TELECOM
ROOM

0.2" PER OCCUPANT = 0.2" X 65 = 13.0"

+13'-0"

5'-0
"

5'-0"
DEAD END = 70'-6"
MAX DISTANCE = 80'-0"

TOTAL EXIT DOOR   REQ'D:  0.2" X 51 =  10.2."
MIN REQUIRED WIDTH  36"
(PER. SEC. 1005.1 )
PROVIDED:   (1) X 36" = 36"
TOTAL DOORS CAPACITY:  180

TOTAL EXIT DOOR   REQ'D:  0.2" X 76 =  15.2"
MIN REQUIRED WIDTH  36"
(PER. SEC. 1005.1 )
PROVIDED:   (1) X 36" = 36"
TOTAL DOORS CAPACITY:  180

TOTAL EXIT DOOR   REQ'D:  0.2" X 76 =  15.2"
MIN REQUIRED WIDTH  36"
(PER. SEC. 1005.1 )
PROVIDED:   (1) X 36" = 36"
TOTAL DOORS CAPACITY:  180

FIRE PUMP
ROOM S.

FIRE PUMP
ROOM BASE

BASE BLDG
SECURITY

RM

ELEVATOR
MACHINE

ROOM

DAS ROOM

GARBAGE

WATER
SERVICE &

PODIUM
PUMP ROOM

TANK FILL
PUMP

ROOM_SOUTH

TANK FILL
PUMP

ROOM_NORTH

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 68 = 20.4"STAIR L

0.2" PER OCCUPANT = 0.2" X 47 = 9.4"

0.2" PER OCCUPANT = 0.2" X 68 = 13.6"

STAIR L

OPEN
TO

BELOW

STAIR C1

+13'-0"

+18'-7"

+18'-7"

+18'-7"

+13'-0"

PARKING

OPEN TO BELOW

+13'-0"

OPEN TO BELOW

WATER
SERVICE

ROOM

MECHANICAL +18'-7"

H
(3) SIAMESE

96'-11 3/4"

STAIR J1

STAIR J

STAIR K

STAIR C

FIRE PUMP
ROOM N.

TRAVEL DISTANCE = 138'-2"
MAX. DISTANCE = 200'-0"

+14'-10"

P.E.5

P.E.4

P.E.3

P.E. 8

339 SF
PET SPA

+15'-6"

+15'-6"

COMMERCIAL
SPACE

2,590 SF 86
M6

A-
12

2a

A-
12

2b

A-122b
A-122c

A-122c

A-122d

A-122d
A-122e

A-
12

2e
A-

12
2f

A-122f
A-122g

A-122g

A-122h

A-122h

A-122a

STAIR G1

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 47 = 14.1"STAIR G1

?

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 75 = 22.5STAIR J

(D.)111
'-0"

(1/3 D = 37'-0")

45'-11"

(D.
)

103
'-5 

1/2
"

(1/3
 D 

= 3
4'-6

")
81'

-8 1
/2"

TOTAL EXIT DOOR   REQ'D:  0.2" X 86 =  17.2"
MIN REQUIRED WIDTH  (2) 36" (PER. SEC. 1005.1 )
PROVIDED:   (3) X 36" = 108"
TOTAL DOORS CAPACITY:  900

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 65 = 19.5"STAIR M

STAIR M

(1/3 D = 41'-8")
69'-11"

(1/3 D = 25'-1")
48'-2"

TOWER
SECURITY

ROOM

ELEVATOR
CONTROL

ROOM - PE6
& PE7

NORTH
TOWER FIRE

SERVICE

NORTH
TOWER FIRE

SERVICE

SOUTH
TOWER FIRE

SERVICE

STORAGE

STORAGE
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
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A-102.00

GROUND AND 2ND FLOORS - KEY PLANS

BROOKLYN, NY 11222

31 OF 168

 1/16" = 1'-0"1 IH 2ND FLOOR

OCCUPANCY LOAD -1 -COMMERCIAL ENTRY LEVEL

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

COMMERCIAL SPACE M 6,078 SF 30 203
COMMERCIAL SPACE M 2,590 SF 30 86

ATS RM. R-2 ACCESSORY 79 SF 300 1
GARBAGE R-2 ACCESSORY 352 SF 300 1

FIRE PUMP ROOM BASE R-2 ACCESSORY 186 SF 300 1
FIRE PUMP ROOM S. R-2 ACCESSORY 182 SF 300 1

ELEVATOR MACHINE ROOM R-2 ACCESSORY 106 SF 300 1
WATER SERVICE & PODIUM

PUMP ROOM
R-2 ACCESSORY 618 SF 300 2

WATER SERVICE ROOM R-2 ACCESSORY 226 SF 300 1
TOWER SECURITY ROOM R-2 ACCESSORY 103 SF 300 1

MECHANICAL R-2 ACCESSORY 287 SF 300 1
STORAGE R-2 ACCESSORY 105 SF 300 1

FIRE PUMP ROOM N. R-2 ACCESSORY 182 SF 300 1
STORAGE R-2 ACCESSORY 105 SF 300 1

PODIUM FIRE SERVICE R-2 ACCESSORY 119 SF 300 1
SOUTH TOWER FIRE

SERVICE
R-2 ACCESSORY 119 SF 300 1

NORTH TOWER FIRE
SERVICE

R-2 ACCESSORY 122 SF 300 1

ELEVATOR CONTROL ROOM
- PE6 & PE7

R-2 ACCESSORY 107 SF 300 1

STORAGE R-2 ACCESSORY 97 SF 300 1
MAIN SWITCHBOARD ROOM R-2 ACCESSORY 1,947 SF 300 6

MECHANICAL R-2 ACCESSORY 5,931 SF 300 20
TELECOM ROOM R-2 ACCESSORY 254 SF 300 1

DAS ROOM R-2 ACCESSORY 406 SF 300 1
TANK FILL PUMP
ROOM_NORTH

R-2 ACCESSORY 116 SF 300 1

TANK FILL PUMP
ROOM_SOUTH

R-2 ACCESSORY 122 SF 300 1

BASE BLDG SECURITY RM R-2 ACCESSORY 103 SF 300 1
Grand total 20,640 SF 338

 1/16" = 1'-0"3 GROUND FLOOR

OCCUPANCY LOAD - 2ND_SOUTH

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  AA R-2 936 SF 200 5
APT.  BB R-2 670 SF 200 3
APT.  CC R-2 897 SF 200 5
APT.  DD R-2 656 SF 200 3
APT.  EE R-2 867 SF 200 4
APT.  FF R-2 1,455 SF 200 7
APT.  M R-2 992 SF 200 5
APT.  N R-2 964 SF 200 5
APT.  O R-2 493 SF 200 3
APT.  P R-2 675 SF 200 4
APT.  Q R-2 888 SF 200 5
APT.  R R-2 730 SF 200 4
APT.  S R-2 717 SF 200 4
APT.  V R-2 697 SF 200 4
APT.  W R-2 469 SF 200 2
APT.  X R-2 490 SF 200 3
APT.  Y R-2 656 SF 200 3
APT.  Z R-2 1,146 SF 200 6

MECHANICAL R-2  ACCESSORY 152 SF 300 1
ROOF TERRACE R-2 ACCESSORY 8,970 SF ACTUAL 73

Grand total: 20 149

OCCUPANCY LOAD - 2ND_NORTH

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  A R-2. 1,131 SF 200 6
APT.  B R-2. 955 SF 200 5
APT.  C R-2. 948 SF 200 5
APT.  D R-2. 688 SF 200 4
APT.  E R-2. 603 SF 200 3
APT.  F R-2. 1,231 SF 200 6
APT.  G R-2. 1,004 SF 200 5
APT.  H R-2. 1,306 SF 200 7

MECHANICAL R-2. ACCESSORY 315 SF 300 1
ROOF VESTIBULE R-2. ACCESSORY 132 SF 200 1

STORAGE R-2. ACCESSORY 106 SF 300 1
Grand total: 11 44

OCCUPANCY LOAD - 2ND_LOBBIES

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

PACKAGE ROOM R-2.. ACCESSORY 997 SF ACTUAL 4
MECHANICAL ROOM R-2.. ACCESSORY 891 SF 300 3
LEASING OFFICE /

MANAGEMENT
R-2.. ACCESSORY 928 SF 100 9

MAILBOX ROOM _3 R-2.. ACCESSORY 550 SF 50 8
MAIN LOBBY R-2.. ACCESSORY 3,046 SF ACTUAL 20

RESIDENTIAL LOBBY_1 R-2.. ACCESSORY 2,488 SF ACTUAL 20
RESIDENTIAL LOBBY_2 R-2.. ACCESSORY 3,109 SF ACTUAL 20
RESIDENTIAL LOBBY_3 R-2.. ACCESSORY 1,563 SF ACTUAL 14

Grand total: 8 98

OCCUPANCY LOAD -1 COMMERCIAL ENTRY LEVEL_NORTH

SPACE AREA
AREA PER
OCCUPANT OCCUPANCY

COMMUNITY FACILITY 5,261 SF 100 53
KID'S ROOM 2,562 SF ACTUAL 74

PET SPA 339 SF ACTUAL 3
Grand total 130

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



UP
DN

UPDNDN
DN

DN

UP

UP

DN

947 SF
T 2BR

961 SF
S 2BR

730 SF
R 1BR

887 SF
Q 2BR

A-501.00
17

975 SF
A 2BR

954 SF
B 2BR

919 SF
C 2BR

988 SF
D 2BR

937 SF
E 2BR

895 SF
F 2BR

683 SF
G 1BR

561 SF
H 0BR

893 SF
I 2BR

949 SF
J 2BR

779 SF
K 1BR

458 SF
L 0BR

679 SF
M 1BR

963 SF
N 2BR

493 SF
O 0BR

675 SF
P 1BR

938 SF
U 2BR

883 SF
V 2BR

470 SF
W 0BR

495 SF
X 0BR

652 SF
Y 1BR

1,137 SF
Z 3BR

937 SF
AA 2BR

684 SF
BB 1BR

936 SF
CC 2BR

704 SF
DD 1BR

861 SF
EE 1BR

1,602 SF
FF 3BR

587 SF
GG 0BR

981 SF
II 2BR

472 SF
JJ 0BR

512 SF
HH 0BR

889 SF
LL 2BR

469 SF
KK 0BR

456 SF
MM 0BR

455 SF
NN 0BR

997 SF
OO 2BR

516 SF
PP 0BR

1,072 SF
QQ 2BR

713 SF
RR 1BR

961 SF
SS 2BR

234'-5"

499
'-10

"

488
'-8 

3/4
"

234'-5"

488
'-8 

3/4
"

11'
-5"

76'
-2"

76'
-2"

76'
-2"

192
'-6 

1/2
"

DEAD END = 71'-7"
MAX DISTANCE = 80'-0"

TRAVEL DISTANCE = 128'-11"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 91'-0"
MAX DISTANCE = 200'-0"

DEAD END = 47'-1"
MAX DISTANCE = 80'-0"

TRAVEL DISTANCE = 190'-9"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 133'-1"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 142'-8"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 130'-9"
MAX DISTANCE = 200'-0"

A-125a

A-
12

5a

A-
12

5b

A-125b
A-125c

A-125c

A-125d

A-125d
A-125e A-125f

A-
12

5e

A-
12

5f

975 SF 5
R-22

961 SF 5
R-22713 SF 4

R-22

1,072 SF 6
R-22

516 SF 3
R-22

997 SF 5
R-22

455 SF 2
R-22

456 SF 2
R-22

889 SF 5
R-22

469 SF 3
R-22

472 SF 3
R-22

981 SF 5
R-22

512 SF 3
R-22

587 SF 3
R-22

1,602 SF 8
R-22

861 SF 4
R-22

704 SF 4
R-22

936 SF 5
R-22

684 SF 4
R-22

937 SF 5
R-22

1,137 SF 6
R-22 652 SF 3

R-22
495 SF 3

R-22
470 SF 3

R-22
883 SF 5

R-22
938 SF 5

R-22

947 SF 5
R-22

961 SF 5
R-22730 SF 4

R-22

887 SF 5
R-22

675 SF 4
R-22

493 SF 3
R-22

963 SF 5
R-22

679 SF 4
R-22

458 SF 2
R-22

779 SF 4
R-22

949 SF 5
R-22

893 SF 5
R-22

561 SF 3
R-22

683 SF 4
R-22

895 SF 5
R-22

937 SF 5
R-22

988 SF 5
R-22

919 SF 5
R-22 954 SF 5

R-22

ME
CH

. R
M

STAIR C

STAIR D

STAIR G

STAIR A ODD FLS
STAIR B EVEN FLS

STAIR A ODD FLS
STAIR B EVEN FLS

STAIR E EVEN FLS
STAIR F ODD FLS

STAIR E ODD FLS
STAIR F EVEN FLS

UFAS A/V
(4,5)

UFAS A/V (4,5,6)

UFAS A/V
(4,5)

UFAS A/V (4,5,6)

DISTANCE BETWEEN STAIRS = 266'-6"
MIN DISTANCE = 15'-0"

DISTANCE BETWEEN STAIRS = 26'-11"
MIN DISTANCE = 15'-0"

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 48 = 14.4"STAIR C

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 48 = 14.4"STAIR D

STAIR
DOOR

44"
36"

44"
36"STAIR G

STAIR
DOOR

44"
36"

44"
36"STAIR J

0.2" PER OCCUPANT = 0.2" X 48 = 9.6"

TOTAL STAIR  REQ'D:   0.3" X 193 = 57.9"     PROVIDED:   176"
TOTAL DOOR   REQ'D:  0.2" X 193 = 38.6"     PROVIDED:  144"

0.2" PER OCCUPANT = 0.2" X 48 = 9.6"

0.2" PER OCCUPANT = 0.2" X 48 = 9.6"

0.2" PER OCCUPANT = 0.2" X 49 = 9.8"

BASE BUILDING : FLOORS 4-6

0.3" PER OCCUPANT = 0.3" X 49 = 14.7"

0.3" PER OCCUPANT = 0.3" X 48 = 14.4"

A-503.00
2

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

OPEN TO
BELOW

974 SF
A 2BR

1,003 SF
OO 2BR

516 SF
PP 0BR

1,072 SF
QQ 2BR

712 SF
RR 1BR

961 SF
SS 2BR

946 SF
T 2BR

961 SF
S 2BR

730 SF
R 1BR

887 SF
Q 2BR

954 SF
B 2BR

922 SF
C 2BR

989 SF
D 2BR946 SF

E 1BR609 SF
F 0BR

955 SF
J 2BR

778 SF
K 1BR

462 SF
L 0BR

676 SF
M 1BR

964 SF
N 2BR

496 SF
O 0BR

672 SF
P 1BR

938 SF
U 2BR

882 SF
V 2BR

471 SF
W 0BR

491 SF
X 0BR

654 SF
Y 1BR

1,142 SF
Z 3BR

940 SF
AA 2BR

670 SF
BB 1BR

897 SF
CC 2BR

658 SF
DD 1BR

867 SF
EE 1BR

1,456 SF
FF 3BR

594 SF
GG 0BR

721 SF
HH 0BR

682 SF
LL 1 BR

459 SF
MM 0BR

458 SF
NN 0BR

TRAVEL DISTANCE = 130'-0"
MAX DISTANCE = 200'-0"

DEAD END = 70'-11"
MAX DISTANCE = 80'-0"

TRAVEL DISTANCE = 108'-3"
MAX DISTANCE = 200'-0"

DEAD END = 71'-5"
MAX DISTANCE = 80'-0"

TRAVEL DISTANCE = 64'-4"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 135'-5"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 90'-8"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 187'-8"
MAX DISTANCE = 200'-0"

DEAD END = 47'-1"
MAX DISTANCE = 80'-0"

499
'-10

"

234'-5"
234'-5"

307
'-5"

192
'-5"

ME
CH

. R
M

676 SF 4
R-22

462 SF 2
R-22

778 SF 4
R-22

955 SF 5
R-22

721 SF 4
R-22

594 SF 3
R-22

1,456 SF 8
R-22

867 SF 4
R-22

658 SF 3
R-22

897 SF 5
R-22

670 SF 4
R-22

940 SF 5
R-22

1,142 SF 6
R-22

654 SF 3
R-22 491 SF 3

R-22
471 SF 3

R-22
882 SF 5

R-22
938 SF 5

R-22

946 SF 5
R-22

961 SF 5
R-22

730 SF 4
R-22

887 SF 5
R-22

672 SF 4
R-22

496 SF 3
R-22

964 SF 5
R-22

609 SF 4
R-2.2

946 SF 5
R-2.2

989 SF 5
R-2.2

922 SF 5
R-2.2 954 SF 5

R-2.2

974 SF 5
R-2.2

961 SF 5
R-2.2712 SF 4

R-2.2

1,072 SF 6
R-2.2

516 SF 3
R-2.21,003 SF 5

R-2.2

458 SF 2
R-2.2

459 SF 2
R-2.2

682 SF 3
R-2.2

555 SF 2
R-2. ACCESSORY2

MECHANICAL RM

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"STAIR G

TOTAL STAIR  REQ'D:   0.3" X 108 = 32.4"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 108 = 21.6"    PROVIDED:   72"

0.2" PER OCCUPANT = 0.2" X 54 = 10.8"

0.2" PER OCCUPANT = 0.2" X 54 = 10.8"

0.2" PER OCCUPANT = 0.2" X 31 = 6.2"

0.2" PER OCCUPANT = 0.2" X 30 = 6"

TOTAL STAIR  REQ'D:   0.3" X 61 = 18.3"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 61 = 12.2"    PROVIDED:   72"

STAIR D

STAIR C

STAIR B
STAIR A

STAIR G

STAIR F

STAIR E

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 30 = 9"STAIR C

STAIR
DOOR

44"
36"

44"
36"STAIR D

UFAS A/V

UFAS A/V

A-124a

A-
12

4a

A-
12

4b

A-124b
A-124c

A-124c

A-124d

A-124d
A-124e A-124f

A-124g

A-124g

A-
12

4e

A-
12

4f

DISTANCE BETWEEN STAIRS = 26'-11"
MIN DISTANCE = 15'-0"

DISTANCE BETWEEN STAIRS = 266'-6"
MIN DISTANCE = 15'-0"

STAIR
DOOR

44"
36"

44"
36"STAIR J

BASE BUILDING : FLOOR 3

BASE BUILDING : FLOOR 3

0.3" PER OCCUPANT = 0.3" X 31 = 9.3"

0.3" PER OCCUPANT = 0.3" X 54 = 16.2"

0.3" PER OCCUPANT = 0.3" X 54 = 16.2"
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(212) 687-9888
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41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548
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4611 12th Avenue
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77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
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As indicated
1410.00

A-103.00

3RD AND 4TH - 6TH TYPICAL BASE - KEY
PLANS

BROOKLYN, NY 11222

32 OF 168

 1/16" = 1'-0"1 4TH - 6TH TYPICAL BASE FLOOR

OCCUPANCY LOAD - 4TH- 6TH FLOORS

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  A R-2 975 SF 200 5
APT.  AA R-2 937 SF 200 5
APT.  B R-2 954 SF 200 5

APT.  BB R-2 684 SF 200 4
APT.  C R-2 919 SF 200 5

APT.  CC R-2 936 SF 200 5
APT.  D R-2 988 SF 200 5

APT.  DD R-2 704 SF 200 4
APT.  E R-2 937 SF 200 5

APT.  EE R-2 861 SF 200 4
APT.  F R-2 895 SF 200 5

APT.  FF R-2 1,602 SF 200 8
APT.  G R-2 683 SF 200 4

APT.  GG R-2 587 SF 200 3
APT.  H R-2 561 SF 200 3

APT.  HH R-2 512 SF 200 3
APT.  I R-2 893 SF 200 5
APT.  II R-2 981 SF 200 5
APT.  J R-2 949 SF 200 5
APT.  JJ R-2 472 SF 200 3
APT.  K R-2 779 SF 200 4

APT.  KK R-2 469 SF 200 3
APT.  L R-2 458 SF 200 2

APT.  LL R-2 889 SF 200 5
APT.  M R-2 679 SF 200 4

APT.  MM R-2 456 SF 200 2
APT.  N R-2 963 SF 200 5

APT.  NN R-2 455 SF 200 2
APT.  O R-2 493 SF 200 3

APT.  OO R-2 997 SF 200 5
APT.  P R-2 675 SF 200 4

APT.  PP R-2 516 SF 200 3
APT.  Q R-2 887 SF 200 5

APT.  QQ R-2 1,072 SF 200 6
APT.  R R-2 730 SF 200 4

APT.  RR R-2 713 SF 200 4
APT.  S R-2 961 SF 200 5

APT.  SS R-2 961 SF 200 5
APT.  T R-2 947 SF 200 5
APT.  U R-2 938 SF 200 5
APT.  V R-2 883 SF 200 5
APT.  W R-2 470 SF 200 3
APT.  X R-2 495 SF 200 3
APT.  Y R-2 652 SF 200 3
APT.  Z R-2 1,137 SF 200 6

MECHANICAL RM R-2
ACCESSORY

152 SF 300 1

Grand total 193

OCCUPANCY LOAD - 3RD_NORTH

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  A R-2. 974 SF 200 5
APT.  B R-2. 954 SF 200 5
APT.  C R-2. 922 SF 200 5
APT.  D R-2. 989 SF 200 5
APT.  E R-2. 946 SF 200 5
APT.  F R-2. 609 SF 200 4
APT.  LL R-2. 682 SF 200 3
APT.  MM R-2. 459 SF 200 2
APT.  NN R-2. 458 SF 200 2
APT.  OO R-2. 1,003 SF 200 5
APT.  PP R-2. 516 SF 200 3
APT.  QQ R-2. 1,072 SF 200 6
APT.  RR R-2. 712 SF 200 4
APT.  SS R-2. 961 SF 200 5

MECHANICAL RM R-2.
ACCESSORY

555 SF 300 2

Grand total 61

OCCUPANCY LOAD - 3RD_SOUTH.

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  AA R-2 940 SF 200 5
APT.  BB R-2 670 SF 200 4
APT.  CC R-2 897 SF 200 5
APT.  DD R-2 658 SF 200 3
APT.  EE R-2 867 SF 200 4
APT.  FF R-2 1,456 SF 200 8
APT.  GG R-2 594 SF 200 3
APT.  HH R-2 721 SF 200 4
APT.  J R-2 955 SF 200 5
APT.  K R-2 778 SF 200 4
APT.  L R-2 462 SF 200 2
APT.  M R-2 676 SF 200 4
APT.  N R-2 964 SF 200 5
APT.  O R-2 496 SF 200 3
APT.  P R-2 672 SF 200 4
APT.  Q R-2 887 SF 200 5
APT.  R R-2 730 SF 200 4
APT.  S R-2 961 SF 200 5
APT.  T R-2 946 SF 200 5
APT.  U R-2 938 SF 200 5
APT.  V R-2 882 SF 200 5
APT.  W R-2 471 SF 200 3
APT.  X R-2 491 SF 200 3
APT.  Y R-2 654 SF 200 3
APT.  Z R-2 1,142 SF 200 6

MECHANICAL R-2
ACCESSORY

150 SF 300 1

Grand total 108

 1/16" = 1'-0"3 3RD FLOOR - KEY PLAN

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



UP DN
UPDN

DN

DN
DN

DN

UP DN

DN UP

DN

GFI

UP
UP
DN

DN

UP

UP

DN

DN

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

16'-6 1/2"

A-501.00
15

MECHANICAL
ROOM

PRIVATE
LOUNGE
DINING

FITNESS
CENTER

WORKOUT
ROOM

ROOF
TERRACE 7

FLOOR

ROOF DECK -
BOCCE BALL

ROOF DECK -
SHUFFLE
BOARD

MECHANICAL
AREA

ROOF
TERRACE 7

FLOOR

MECHANICAL
-EXHAUST

INCL.

WATER
HEATER RM

TELE.

SWITCHGEAR
- SOUTH
TOWER

POOL
SEATING -
OUTDOOR

234'-5"

499
'-10

"

488
'-8 

3/4
"

217'-6"
217'-6"

A-127a
A-127h

A-
12

7a

A-
12

7b

A-127b
A-127c

A-127c

A-127d

A-127d
A-127e

A-
12

7e
A-

12
7f

A-127f
A-127g

A-127g

A-127h

SWITCHGEAR-
NORTH
TOWER

SPINNING
ROOM

FITNESS
CENTER

DEAD END = 78'-6"
MAX DISTANCE = 80'-0"

TRAVEL DISTANCE = 125'-4"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 186'-6"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 140'-6"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 119'- 4"
MAX DISTANCE = 200'-0"

1,001 SF 28
R-2 ACCESSORY2

2,536 SF 74
R-2 ACCESSORY2

1,680 SF 6
R-2 ACCESSORY2

918 SF 3
R-2 ACCESSORY2

2,960 SF 60
R-2 ACCESSORY2

3,617 SF 50
R-2 ACCESSORY2

864 SF 3
R-2 ACCESSORY2

995 SF 4
R-2 ACCESSORY2

469 SF 10
R-2 ACCESSORY2

12,759 SF 74
R-2 ACCESSORY2

EL
EV

AT
OR

BU
LK

HE
AD

761 SF 16
R-2 ACCESSORY2

STAIR G

STAIR D

STAIR C

STAIR A
STAIR B

STAIR F

STAIR E

NORTH
TOWER ATS

ROOMMECHANICAL

LOUNGE
ROOF

TERRACE
BILLARD
ROOM /

SCREENING
RM

LOUNGE

LOUNGE

WOMEN'S
LOCKER
ROOM

MEN'S
LOCKER
ROOM

POOL

SOUTH
TOWER ATS

ROOM
ELEC. RM_S

FITNESS
TERRACE

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 108 = 32.4"STAIR C

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 108 = 32.4"STAIR D

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 108 = 32.4"STAIR J

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 108 = 32.4"STAIR G

0.2" PER OCCUPANT = 0.2" X 108 = 21.6"

TOTAL STAIR  REQ'D:   0.3" X 432 = 129.6"    PROVIDED:   176"
TOTAL DOOR   REQ'D:  0.2" X 432 = 86.4"      PROVIDED:   144"

0.2" PER OCCUPANT = 0.2" X 108 = 21.6"

0.2" PER OCCUPANT = 0.2" X 108 = 21.6"

0.2" PER OCCUPANT = 0.2" X 108 = 21.6"

BASE BUILDING : FLOOR 7

694 SF 2
R-2 ACCESSORY2

3,299 SF 64
R-2 ACCESSORY2

TRAVEL DISTANCE = 100'-3"
MAX DISTANCE = 200'-0"

491 SF 10
R-2 ACCESSORY2

1,444 SF 13
R-2 ACCESSORY2

133 SF 1
R-2 ACCESSORY2

696 SF 8
R-2 ACCESSORY2

POOL
STORAGE

STAIR J

N

A-501.00
14

A-
12

8a

A-
12

8b

A-128b
A-128c

A-128c

A-128d

A-128d

OPEN TO
BELOW

17'
-10

 1/2
"

481
'-11

 1/2
"

MECH. -BOILER
INCL.

MECH.-BOILER
SOUTH

MECH. -EXHAUST
SOUTH

MECH. - POOL/
AMENITY

MECH. -EXHAUST
NORTH

+92'-6"

+81'-2"

636 SF
O 1BR

423 SF
N 0BR

882 SF
R 1BR736 SF

U 1 BR
713 SF
T 1BR

749 SF
S 1BR

625 SF
P 1BR

641 SF
Q 1 BR

783 SF
E 1 BR

449 SF
F 0 BR

615 SF
G 1 BR

412 SF
H 0BR

772 SF
I 1BR

699 SF
J 1BR

660 SF
B 1 BR

659 SF
A 1BR

534 SF
D 0 BR

217'-6"

MECHANICAL

DEAD END = 50'-1"
MAX. DISTANCE = 80'-0"

TRAVEL DISTANCE = 126'-4"
MAX. DISTANCE = 200'-0"

DEAD END = 31'-2"
MAX. DISTANCE = 80'-0"

TRAVEL DISTANCE = 59'-4"
MAX. DISTANCE = 200'-0"

TRAVEL DISTANCE = 80'-3"
MAX. DISTANCE = 200'-0"

DEAD END = 34'-2"
MAX. DISTANCE = 80'-0"

DEAD END = 47'-4"
MAX. DISTANCE = 80'-0"

TRAVEL DISTANCE = 87'-0"
MAX. DISTANCE = 200'-0"

534 SF 2
R-22

1,377 SF 5
R-2 ACCESSORY2783 SF 4

R-22

449 SF 2
R-22

615 SF 3
R-22

412 SF 2
R-22

772 SF 4
R-22

699 SF 4
R-22

659 SF 3
R-22

660 SF 3
R-22

418 SF 2
R-2 ACCESSORY2

754 SF 3
R-2 ACCESSORY2

1,491 SF 5
R-2. ACCESSORY2

764 SF 3
R-2. ACCESSORY2 1,112 SF 4

R-2. ACCESSORY2 423 SF 2
R-2.2 636 SF 3

R-2.2

625 SF 3
R-2.2

641 SF 3
R-2.2

882 SF 5
R-2.2

749 SF 4
R-2.2

713 SF 4
R-2.2

736 SF 4
R-2.2

STAIR B
STAIR A

STAIR F

STAIR E

OPEN
TO

BELOW

DISTANCE BETWEEN STAIRS = 17'-10"
MIN DISTANCE = 15'-0"

DISTANCE BETWEEN STAIRS = 17'-11"
MIN DISTANCE = 15'-0"

0.2" PER OCCUPANT = 0.2" X 18 = 3.6"

0.2" PER OCCUPANT = 0.2" X 19 = 3.8"

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 20 = 6"STAIR B

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 20 = 6"STAIR A 0.2" PER OCCUPANT = 0.2" X 20 = 4"

0.2" PER OCCUPANT = 0.2" X 20 = 4"

TOTAL STAIR  REQ'D:   0.3" X 37 = 11.1"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 37 = 7.4"      PROVIDED:   72"

TOTAL STAIR  REQ'D:   0.3" X 40 = 12"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 40 = 8"      PROVIDED:   72"

NORTH BUILDING : FLOOR 8

SOUTH BUILDING : FLOORS 10-18
STAIR / DOOR  CAPACITY

(PER TABLE 1005.1 )
REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 18 = 5.4"STAIR F

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 19 = 5.7"STAIR E

OPEN TO BELOW

OPEN TO
BELOW

OPEN TO BELOW

+87'-8"
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7TH FLOOR AND 8TH FLOOR - KEY PLAN

BROOKLYN, NY 11222

33 OF 168

OCCUPANCY LOAD - 7TH  FLOOR

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

SWITCHGEAR - S TOWER R-2 ACCESSORY 694 SF 300 2
BILLARD ROOM /

SCREENING ROOM
R-2 ACCESSORY 2,536 SF ACTUAL 74

ELECTRICAL ROOM_S R-2 ACCESSORY 79 SF 300 1
FITNESS AREA R-2 ACCESSORY 3,617 SF ACTUAL 50

FITNESS TERRACE R-2 ACCESSORY 696 SF ACTUAL 8
J.C. R-2 ACCESSORY 58 SF 300 1

LOCKER ROOMS R-2 ACCESSORY 761 SF 50 16
LOUNGE R-2 ACCESSORY 3,299 SF ACTUAL 64

LOUNGE TERRACE R-2 ACCESSORY 491 SF ACTUAL 10
MECHANICAL R-2 ACCESSORY 93 SF 300 1

MECHANICAL ROOM R-2 ACCESSORY 1,680 SF 300 6
MECH. EXHAUST FAN RM. R-2 ACCESSORY 864 SF 300 3
NORTH TOWER ATS ROOM R-2 ACCESSORY 78 SF 300 1

POOL R-2 ACCESSORY 2,960 SF ACTUAL 60
POOL TERRACE R-2 ACCESSORY 1,444 SF ACTUAL 13
POOL STORAGE R-2 ACCESSORY 133 SF 300 1

PRIVATE LOUNGE DINING R-2 ACCESSORY 1,001 SF ACTUAL 28
ROOF  TERRACE 7 FLOOR R-2 ACCESSORY 12,759 SF ACTUAL 74
SOUTH TOWER ATS ROOM R-2 ACCESSORY 92 SF 300 1
SWITCHGEAR- N TOWER R-2 ACCESSORY 918 SF 300 3

TELECOM R-2 ACCESSORY 90 SF 300 1
WATER SERVICE ROOM R-2 ACCESSORY 995 SF 300 4

WORKOUT ROOM R-2 ACCESSORY 469 SF ACTUAL 10
Grand total 432

 1/16" = 1'-0"1 7TH FLOOR - KEY PLAN
 1/16" = 1'-0"2 8TH FLOOR - KEY PLAN

OCCUPANCY LOAD - 8TH_NORTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  N R-2. 423 SF 200 2
APT.  O R-2. 636 SF 200 3
APT.  P R-2. 625 SF 200 3
APT.  Q R-2. 641 SF 200 3
APT.  R R-2. 882 SF 200 5
APT.  S R-2. 749 SF 200 4
APT.  T R-2. 713 SF 200 4
APT.  U R-2. 736 SF 200 4

MECH. - POOL/ AMENITY R-2. ACCESSORY 1,491 SF 300 5
MECH. -EXHAUST NORTH R-2. ACCESSORY 764 SF 300 3

MECHANICAL R-2. ACCESSORY 1,112 SF 300 4
Grand total: 11 40

OCCUPANCY LOAD - 8TH_SOUTH

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  A R-2 659 SF 200 3
APT.  B R-2 660 SF 200 3
APT.  D R-2 534 SF 200 2
APT.  E R-2 783 SF 200 4
APT.  F R-2 449 SF 200 2
APT.  G R-2 615 SF 200 3
APT.  H R-2 412 SF 200 2
APT.  I R-2 772 SF 200 4
APT.  J R-2 699 SF 200 4

MECH. -BOILER INCL. R-2 ACCESSORY 418 SF 300 2
MECH. -BOILER SOUTH R-2 ACCESSORY 754 SF 300 3

MECH. -EXHAUST SOUTH R-2 ACCESSORY 1,377 SF 300 5
Grand total: 12 37

2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



UP DN
UPDN

UP

DN

UP
UP
DN

DN

DN

UP

GFI

434 SF
G 0BR

615 SF
H 1BR

422 SF
I 0BR

785 SF
K 2BR

647 SF
B 1BR

663 SF
A 1BR

406 SF
J 0BR

463 SF
C 0BR

711 SF
D 1BR

979 SF
E 2BR

902 SF
F 2BR

633 SF
Q 1BR

432 SF
P 0BR

458 SF
O 0BR

880 SF
W 2BR

409 SF
V 0BR

648 SF
T 1BR

402 SF
R 0BR

911 SF
S 2BR

558 SF
U Jr 1BR

452 SF
N 0BR

1,007 SF
M 2BR

0.2" PER OCCUPANT = 0.2" X 17 = 3.4"

0.2" PER OCCUPANT = 0.2" X 18 = 3.6"

STAIR
DOOR

44"
36"

44"
36"STAIR B(A)

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"STAIR A(B) 0.2" PER OCCUPANT = 0.2" X 17 = 3.4"

0.2" PER OCCUPANT = 0.2" X 17 = 3.4"

TOTAL STAIR  REQ'D:   0.3" X 35 = 10.5"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 35 = 7"         PROVIDED:   72"

TOTAL STAIR  REQ'D:   0.3" X 34 = 10.2"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 34 = 6.8"      PROVIDED:   72"

TRAVEL DISTANCE = 70'-9"
MAX DISTANCE = 200'-0"

DEAD END = 49'-8"
MAX DISTANCE = 80'-0"

TRAVEL DISTANCE = 90'-4"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 83'-8"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 74'-3"
MAX DISTANCE = 200'-0"

DEAD END = 42'-11"
MAX DISTANCE = 80'-0"

663 SF 3
R-22785 SF 4

R-22

406 SF 2
R-22

422 SF 2
R-22

615 SF 3
R-22

434 SF 2
R-22

902 SF 5
R-22 979 SF 5

R-22

711 SF 4
R-22

463 SF 2
R-22

647 SF 3
R-22

880 SF 5
R-2.2

409 SF 2
R-2.2

558 SF 3
R-2.2

648 SF 4
R-2.2

911 SF 5
R-2.2

402 SF 2
R-2.2

633 SF 4
R-2.2

432 SF 3
R-2.425

458 SF 3
R-2.2

452 SF 3
R-2.2

1,007 SF 6
R-2.2

NORTH BUILDING : FLOORS 10-25

SOUTH BUILDING : FLOORS 10-18

STAIR A ODD FLS
STAIR B EVEN FLS

STAIR A ODD FLS
STAIR B EVEN FLS

STAIR E EVEN FLS
STAIR F ODD FLS

STAIR E ODD FLS
STAIR F EVEN FLS

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"STAIR E(F)

STAIR
DOOR

44"
36"

44"
36"STAIR F(E)

DISTANCE BETWEEN STAIRS = 17'-10"
MIN DISTANCE = 15'-0"

DISTANCE BETWEEN STAIRS = 17'-11"
MIN DISTANCE = 15'-0"

0.3" PER OCCUPANT = 0.3" X 17 = 5.1"

0.3" PER OCCUPANT = 0.3" X 17 = 5.1"

0.3" PER OCCUPANT = 0.3" X 17 = 5.1"

0.3" PER OCCUPANT = 0.3" X 18 = 5.4"

633 SF
Q 1BR

432 SF
P 0BR

458 SF
O 0BR

880 SF
W 2BR

409 SF
V 0BR

648 SF
T 1BR

402 SF
R 0BR

911 SF
S 2BR

558 SF
U Jr 1BR

452 SF
N 0BR

434 SF
G 0BR

615 SF
H 1BR

422 SF
I 0BR

785 SF
K 2BR

647 SF
B 1BR

663 SF
A 1BR

406 SF
J 0BR

463 SF
C 0BR

711 SF
D 1BR

979 SF
E 2BR

DEAD END = 49'-8"
MAX DISTANCE = 80'-0"

TRAVEL DISTANCE = 90'-4"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 70'-9"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 74'-3"
MAX DISTANCE = 200'-0"TRAVEL DISTANCE = 83'-5"

MAX DISTANCE = 200'-0"

DEAD END = 42'-11"
MAX DISTANCE = 80'-0"

663 SF 3
R-22785 SF 4

R-22

406 SF 2
R-22

422 SF 2
R-22

615 SF 3
R-22

434 SF 2
R-22

979 SF 5
R-22

711 SF 4
R-22

463 SF 2
R-22

647 SF 3
R-22

880 SF 5
R-2.2

409 SF 2
R-2.2

558 SF 3
R-2.2

648 SF 3
R-2.2

911 SF 5
R-2.2

402 SF 2
R-2.2

633 SF 3
R-2.2

432 SF 2
R-2.2

458 SF 2
R-2.2

452 SF 2
R-2.2

STAIR E EVEN FLS
STAIR F ODD FLS

STAIR E ODD FLS
STAIR F EVEN FLS

STAIR A ODD FLS
STAIR B EVEN FLS

STAIR A ODD FLS
STAIR B EVEN FLS

DISTANCE BETWEEN STAIRS = 17'-10"
MIN DISTANCE = 15'-0"

DISTANCE BETWEEN STAIRS = 17'-11"
MIN DISTANCE = 15'-0"

0.2" PER OCCUPANT = 0.2" X 63 = 12.6"

0.2" PER OCCUPANT = 0.2" X 64 = 12.8"

STAIR
DOOR

44"
36"

44"
36"STAIR B(A)

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"STAIR A(B) 0.2" PER OCCUPANT = 0.2" X 66 = 13.2"

0.2" PER OCCUPANT = 0.2" X 67 = 13.4"

TOTAL STAIR  REQ'D:   0.3" X 127 = 38.1"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 127 = 25.4"    PROVIDED:   72"

TOTAL STAIR  REQ'D:   0.3" X 133 = 39.9"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 133 = 26.6"    PROVIDED:   72"

NORTH BUILDING : FLOOR 9

SOUTH BUILDING : FLOORS 9
STAIR / DOOR  CAPACITY

(PER TABLE 1005.1 )
REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"STAIR E(F)

STAIR
DOOR

44"
36"

44"
36"STAIR F(E)

0.3" PER OCCUPANT = 0.3" X 66 = 19.8"

0.3" PER OCCUPANT = 0.3" X 67 = 20.1"

4,207 SF 37
R-2. ACCESSORY2

2,739 SF 37
R-2 ACCESSORY2

SOUTH
ROOF

TERRACE @
9TH FLOOR

NORTH
ROOF

TERRACE @
9TH FLOOR

0.3" PER OCCUPANT = 0.3" X 63 = 18.9"

0.3" PER OCCUPANT = 0.3" X 64 = 19.2"

N

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL
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As indicated
1410.00

A-105.00

9TH AND TYPICAL LOWER TOWER FLOORS -
KEY PLANS

BROOKLYN, NY 11222

34 OF 168

OCCUPANCY LOAD - 10TH-18 TH_ SOUTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  A R-2 663 SF 200 3
APT.  B R-2 647 SF 200 3
APT.  C R-2 463 SF 200 2
APT.  D R-2 711 SF 200 4
APT.  E R-2 979 SF 200 5
APT.  F R-2 902 SF 200 5
APT.  G R-2 434 SF 200 2
APT.  H R-2 615 SF 200 3
APT.  I R-2 422 SF 200 2
APT.  J R-2 406 SF 200 2
APT.  K R-2 785 SF 200 4

Grand total 35

OCCUPANCY LOAD - 10TH-25TH_NORTH

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  M R-2 1,007 SF 200 5
APT.  N R-2 452 SF 200 2
APT.  O R-2 458 SF 200 2
APT.  P R-2 432 SF 200 2
APT.  Q R-2 633 SF 200 3
APT.  R R-2 402 SF 200 2
APT.  S R-2 911 SF 200 5
APT.  T R-2 648 SF 200 3
APT.  U R-2 558 SF 200 3
APT.  V R-2 409 SF 200 2
APT.  W R-2 880 SF 200 5

Grand total 34

 1/16" = 1'-0"1 TYPICAL LOWER LEVEL TOWER _KEY PLAN
 1/16" = 1'-0"2 9TH FLOOR - KEY PLAN

OCCUPANCY LOAD - 9TH_NORTH

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  N R-2. 452 SF 200 2
APT.  O R-2. 458 SF 200 2
APT.  P R-2. 432 SF 200 2
APT.  Q R-2. 633 SF 200 3
APT.  R R-2. 402 SF 200 2
APT.  S R-2. 911 SF 200 5
APT.  T R-2. 648 SF 200 3
APT.  U R-2. 558 SF 200 3
APT.  V R-2. 409 SF 200 2
APT.  W R-2. 880 SF 200 5

ROOF TERRACE NORTH R-2. ACCESSORY 4,207 SF ACTUAL 37
AMENITY R-2. ACCESSORY 989 SF ACTUAL 67

Grand total 133

OCCUPANCY LOAD - 9TH_SOUTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  A R-2 663 SF 200 3
APT.  B R-2 647 SF 200 3
APT.  C R-2 463 SF 200 2
APT.  D R-2 711 SF 200 4
APT.  E R-2 979 SF 200 5
APT.  G R-2 434 SF 200 2
APT.  H R-2 615 SF 200 3
APT.  I R-2 422 SF 200 2
APT.  J R-2 406 SF 200 2
APT.  K R-2 785 SF 200 4

AMENITY R-2 ACCESSORY 902 SF ACTUAL 60
ROOF TERRACE SOUTH R-2 ACCESSORY 2,739 SF ACTUAL 37

Grand total 127

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



UPDN
UP

UP

DN

DN

DN

UP

UP

UP

DN

637 SF
G 1BR

642 SF
H 1BR

936 SF
J 2BR

408 SF
B 0BR

987 SF
A 2BR

457 SF
C 0BR

707 SF
D 1BR

981 SF
E 2BR

908 SF
F 2BR

412 SF
I 0BR

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 18 = 5.4"STAIR A(B)

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 18 = 5.4"STAIR B(A)

0.2" PER OCCUPANT = 0.2" X 18 = 3.6"

0.2" PER OCCUPANT = 0.2" X 18 = 3.6"
TOTAL STAIR  REQ'D:  0.3" X 36 = 10.8"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 36 = 72"      PROVIDED:   72"

TOTAL STAIR  REQ'D:  0.3" X 36 = 10.8"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 36 = 7.2"     PROVIDED:   72"

0.2" PER OCCUPANT = 0.2" X 18 = 3.6"

0.2" PER OCCUPANT = 0.2" X 18 = 3.6"

TRAVEL DISTANCE = 84'-9"
MAX DISTANCE = 200'-0"

DEAD END = 41'-4"
MAX DISTANCE = 80'-0"

TRAVEL DISTANCE = 72'-0"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 67'-5"
MAX DISTANCE = 200'-0"TRAVEL DISTANCE = 78'-3"

MAX DISTANCE = 200'-0"

DEAD END = 32'-7"
MAX DISTANCE = 200'-0"

NORTH BUILDING : FLOORS 26-36

SOUTH BUILDING : FLOORS 19-26

STAIR A ODD FLS
STAIR B EVEN FLS

STAIR A EVEN FLS
STAIR B ODD FLS

STAIR E EVEN FLS
STAIR F ODD FLS

STAIR E ODD FLS
STAIR F EVEN FLS

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 18 = 5.4"STAIR E(F)

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 18 = 5.4"STAIR F(E)

DISTANCE BETWEEN STAIRS = 17'-10"
MIN DISTANCE = 15'-0"

DISTANCE BETWEEN STAIRS = 17'-11"
MIN DISTANCE = 15'-0"

908 SF 5
R-22 981 SF 5

R-22

707 SF 4
R-22637 SF 3

R-22

642 SF 3
R-22

412 SF 2
R-22

936 SF 5
R-22

936 SF 5
R-22

987 SF 5
R-22

408 SF 2
R-22

457 SF 2
R-22

919 SF
Q 2BR

926 SF
P 2BR

632 SF
R 1BR

1,179 SF
T 3BR

944 SF
M 2BR

919 SF 5
R-2.2

926 SF 5
R-2.2944 SF 5

R-2.2

1,179 SF 6
R-2.2

632 SF 3
R-2.2

707 SF
N 1BR

861 SF
O 2BR

861 SF 4
R-2.2707 SF 4

R-2.2

739 SF
S 1BR+

739 SF 4
R-2.2

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

N

1,283 SF
N 2BR

1,508 SF
P 3BR

1,559 SF
O 3BR

1,427 SF
M 3BR

TRAVEL DISTANCE = 66'-5"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 54'-10"
MAX DISTANCE = 200'-0"

STAIR A ODD FLS
STAIR B EVEN FLS

STAIR A ODD FLS
STAIR B EVEN FLS

680 SF
E 1BR

1,239 SF
F 3BR

680 SF
B 1BR

960 SF
C 2BR

1,281 SF
A 3BR

928 SF
D 2BR

STAIR E EVEN FLS
STAIR F ODD FLS

STAIR E ODD FLS
STAIR F EVEN FLS

0.2" PER OCCUPANT = 0.2" X 16 = 3.2"

0.2" PER OCCUPANT = 0.2" X 15 = 3.0"

TOTAL STAIR  REQ'D:   0.3" X 31 = 9.3"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 31 = 6.2"    PROVIDED:   72"

TOTAL STAIR  REQ'D:   0.3" X 31 = 9.3"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 31 = 6.2"    PROVIDED:   72"

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 15 = 4.5"STAIR A

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 16 = 4.8"STAIR B

0.2" PER OCCUPANT = 0.2" X 15 = 3.0"

0.2" PER OCCUPANT = 0.2" X 16 = 3.2"

NORTH BUILDING : FLOOR 37

SOUTH BUILDING : FLOOR 27

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 16 = 4.8"STAIR F(E)

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 15 = 4.5"STAIR E(F)

TRAVEL DISTANCE = 77'-9"
MAX DISTANCE = 200'-0"

DEAD END = 26'-4"
MAX DISTANCE = 80'-0"

TRAVEL DISTANCE = 73'-9"
MAX DISTANCE = 200'-0"

DISTANCE BETWEEN STAIRS = 24'-1"
MIN DISTANCE = 15'-0"

DISTANCE BETWEEN STAIRS = 25'-4"
MIN DISTANCE = 15'-0"

928 SF 5
R-22

960 SF 5
R-22

680 SF 4
R-22

1,281 SF 7
R-22

1,239 SF 6
R-22

680 SF 4
R-22

1,508 SF 8
R-2.2

1,559 SF 8
R-2.2

1,283 SF 7
R-2.2

1,427 SF 8
R-2.2
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John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-106.00

TYPICAL MID TOWER AND TERRACE FLOOR
PLANS- KEY PLANS

BROOKLYN, NY 11222

35 OF 168

 1/16" = 1'-0"1 TYPICAL MID LEVEL TOWER _KEY PLAN

OCCUPANCY LOAD - 19TH-26 TH_SOUTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  A R-2 987 SF 200 5
APT.  B R-2 408 SF 200 2
APT.  C R-2 457 SF 200 2
APT.  D R-2 707 SF 200 4
APT.  E R-2 981 SF 200 5
APT.  F R-2 908 SF 200 5
APT.  G R-2 637 SF 200 3
APT.  H R-2 642 SF 200 3
APT.  I R-2 412 SF 200 2
APT.  J R-2 936 SF 200 5

Grand total 36

OCCUPANCY LOAD - 26TH-36TH_NORTH

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  M R-2 944 SF 200 5
APT.  N R-2 707 SF 200 4
APT.  O R-2 861 SF 200 4
APT.  P R-2 926 SF 200 5
APT.  Q R-2 919 SF 200 5
APT.  R R-2 632 SF 200 3
APT.  S R-2 739 SF 200 4
APT.  T R-2 1,179 SF 200 6

Grand total 36

 1/16" = 1'-0"3 27TH FLOOR - KEY PLAN_Terrace

OCCUPANCY LOAD - 37 TH_ NORTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  M R-2 1,427 SF 200 8
APT.  N R-2 1,283 SF 200 7
APT.  O R-2 1,559 SF 200 8
APT.  P R-2 1,508 SF 200 8

Grand total 31

OCCUPANCY LOAD - 27TH_SOUTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  A R-2 1,281 SF 200 7
APT.  B R-2 680 SF 200 4
APT.  C R-2 960 SF 200 5
APT.  D R-2 928 SF 200 5
APT.  E R-2 680 SF 200 4
APT.  F R-2 1,239 SF 200 6

Grand total 31

2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



DN

DN

RD OD

UP

DN

UP

DN

DN

DN

UP

40'-11"

101
'-3"

36'-9 1/2"

52'
-3"

49'
-0"

85'-7"

39'
-9"

P.E. 10

P.E. 9

P.E. 8

EL. +415'-4" T.O.S.

EL. +318'-8" T.O.S.

+318'-0"

19'-6 1/2" 19'-6 1/2"

38'
-11

"

SERVICE
CORRIDOR

0.2" PER OCCUPANT = 0.2" X 5 = 1.0"

0.2" PER OCCUPANT = 0.2" X 5 = 1.0"
TOTAL STAIR  REQ'D:   0.3" X 10 = 3.0"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 10 = 2.0"    PROVIDED:   72"

0.3" PER OCCUPANT = 0.3" X 5 = 1.5"

TOTAL STAIR  REQ'D:   0.3" X 10 = 3.0"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 10 = 2.0"    PROVIDED:   72"

0.2" PER OCCUPANT = 0.2" X 5 = 1.0"

0.2" PER OCCUPANT = 0.2" X 5 = 1.0"
0.3" PER OCCUPANT = 0.3" X 5 = 1.5"

0.3" PER OCCUPANT = 0.3" X 5 = 1.5"

STAIR A STAIR B

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 5 = 1.5"STAIR B

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"STAIR A

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"STAIR F

STAIR
DOOR

44"
36"

44"
36"STAIR E

STAIR F

STAIR E

P.E.1 P.E.2 P.E.3

TRAVEL DISTANCE = 58'-5"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 112'-9"
MAX DISTANCE = 200'-0"

961 SF 4
R-2 ACCESSORY2

COOLING
TOWER
SOUTH 251 SF 1

R-2 ACCESSORY2

ZONE 4
WATER

HEATERS

222 SF 1
R-2 ACCESSORY2

DOMESTIC
BOOSTER

ROOM

127 SF 1
R-2 ACCESSORY2

FIRE PUMP
RM

ELEC.RM

105 SF 1
R-2 ACCESSORY2

722 SF 2
R-2 ACCESSORY2

WATER
TANK

SOUTH

233 SF 1
R-2. ACCESSORY2

121 SF 1
R-2. ACCESSORY2

196 SF 1
R-2. ACCESSORY2

730 SF 3
R-2. ACCESSORY2

782 SF 3
R-2. ACCESSORY2

113 SF 1
R-2. ACCESSORY2

ELECTRICAL
ROOM

WATER
TANK

NORTH

DOMESTIC
BOOSTER

ROOM

FIRE PUMP
ROOM

ZONE 4
WATER

HEATERS

COOLING
TOWER
NORTH

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

N

680 SF
E 1BR

1,239 SF
F 3BR

680 SF
B 1BR

960 SF
C 2BR

1,337 SF
A 3BR

928 SF
D 2BR

0.2" PER OCCUPANT = 0.2" X 16 = 3.2"

0.2" PER OCCUPANT = 0.2" X 15 = 3.0"

TOTAL STAIR  REQ'D:   0.3" X 31 = 9.3"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 31 = 6.4"    PROVIDED:   72"

TOTAL STAIR  REQ'D:   0.3" X 31 = 9.3"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 31 = 6.2"    PROVIDED:   72"

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 15 = 4.5"STAIR A

STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 16 = 4.8"STAIR B

0.2" PER OCCUPANT = 0.2" X 15 = 3.0"

0.2" PER OCCUPANT = 0.2" X 16 = 3.2"

NORTH BUILDING : FLOORS 38-40

SOUTH BUILDING : FLOORS 28-30

STAIR A ODD FLS
STAIR B EVEN FLS

STAIR A ODD FLS
STAIR B EVEN FLS

STAIR E EVEN FLS
STAIR F ODD FLS

STAIR E ODD FLS
STAIR F EVEN FLS

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 15 = 4.5"STAIR E(F)
STAIR
DOOR

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 16 = 4.8"STAIR F(E)

TRAVEL DISTANCE = 85'-5"
MAX DISTANCE = 200'-0"

DEAD END = 32'-11"
MAX DISTANCE = 80'-0"

TRAVEL DISTANCE = 73'-9"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 66'-5"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 60'-5"
MAX DISTANCE = 200'-0"

DISTANCE BETWEEN STAIRS = 17'-10"
MIN DISTANCE = 15'-0"

DISTANCE BETWEEN STAIRS = 17'-11"
MIN DISTANCE = 15'-0"

1,283 SF
N 2BR

1,469 SF
M 3BR

1,508 SF
P 3BR

1,559 SF
O 3BR

1,283 SF 7
R-2.2

1,559 SF 8
R-2.2

1,508 SF 8
R-2.2

1,469 SF 8
R-2.2

928 SF 5
R-22

960 SF 5
R-22

680 SF 4
R-22

680 SF 4
R-22

1,337 SF 7
R-22

1,239 SF 6
R-22
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-107.00

TYPICAL UPPER TOWER AND ROOF LEVELS
- KEY PLANS

BROOKLYN, NY 11222

36 OF 168

 1/16" = 1'-0"1 ROOF / MECHANICAL LEVEL 1 _ KEY PLAN

OCCUPANCY LOAD - 38TH-40TH_NORTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  M R-2 1,469 SF 200 8
APT.  N R-2 1,283 SF 200 7
APT.  O R-2 1,559 SF 200 8
APT.  P R-2 1,508 SF 200 8

Grand total 31

OCCUPANCY LOAD - 28TH-30TH_SOUTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  A R-2 1,337 SF 200 7
APT.  B R-2 680 SF 200 4
APT.  C R-2 960 SF 200 5
APT.  D R-2 928 SF 200 5
APT.  E R-2 680 SF 200 4
APT.  F R-2 1,239 SF 200 6

Grand total 31

 1/16" = 1'-0"2
TYPICAL FLOOR PLAN - 38-40TH. NORTH  &
28-30TH. SOUTH_KEY PLAN

OCCUPANCY LOAD -MECH. LEVEL 1_SOUTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

COOLING
TOWER SOUTH

R-2 ACCESSORY 961 SF 300 4

ZONE 4 WATER
HEATERS

R-2 ACCESSORY 251 SF 300 1

DOMESTIC
BOOSTER

ROOM
R-2 ACCESSORY 222 SF 300 1

FIRE PUMP RM R-2 ACCESSORY 127 SF 300 1
ELEC.RM R-2 ACCESSORY 105 SF 300 1

WATER TANK
SOUTH

R-2 ACCESSORY 722 SF 300 2

Grand total 10

OCCUPANCY LOAD -MECH. LEVEL 1_NORTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

FIRE PUMP
ROOM

R-2 ACCESSORY 121 SF 300 1

DOMESTIC
BOOSTER

ROOM
R-2 ACCESSORY 196 SF 300 1

WATER TANK
NORTH

R-2 ACCESSORY 730 SF 300 3

COOLING
TOWER NORTH

R-2 ACCESSORY 782 SF 300 3

ELECTRICAL
ROOM

R-2 ACCESSORY 113 SF 300 1

ZONE 4 WATER
HEATERS

R-2 ACCESSORY 233 SF 300 1

Grand total 10

2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



EL. +439'-10" T.O.S.

EL. +343'-2" T.O.S.

N

85'-7"

39'
-9"

39'
-9"

ELEV.
MACHINE

RM_NORTH

485 SF

ELEVATOR
MACHINE
ROOM_S.

38'-1"

7'-7 1/2"
8'-2"

5'-2
"

OPEN TO BELOW

OPEN TO
BELOW

ST
AIR

BOILER
FLUE

TRASH
CHUTE

TRASH
CHUTE

4'-4
"

 Water
Heater FLUE

ERV

ZONE 5
WATER

HEATERS

SERVICE
CORRIDOR

OPEN TO
BELOW

OPEN TO BELOW

ERV ROOM
ZONE 3
WATER

HEATERS

MECH.
LEVEL_2
SOUTH

0.2" PER OCCUPANT = 0.2" X 8 = 1.6"

0.2" PER OCCUPANT = 0.2" X 4 = .8"

TOTAL STAIR  REQ'D:   0.3" X 8 = 2.4"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 8 = 1.6"    PROVIDED:   72"

TOTAL STAIR  REQ'D:   0.3" X 4 = 1.2"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X 4 = .8"      PROVIDED:   72"

NORTH BUILDING : MECHANICAL 2

SOUTH BUILDING :  MECHANICAL 2

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 4 = 1.2"STAIR A

STAIR / DOOR  CAPACITY
(PER TABLE 1005.1 )

REQUIRED WIDTH
(PER. SEC. 1009.1)

STAIR
DOOR

PROVIDED
WIDTH

44"
36"

44"
36"

0.3" PER OCCUPANT = 0.3" X 8 = 2.4"STAIR E

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-108.00

MECHANICAL LEVEL 2 AND BULKHEAD -
KEY PLANS

BROOKLYN, NY 11222

37 OF 168

 1/16" = 1'-0"1 BULKHEAD ROOFS

 1/16" = 1'-0"2 MECHANICAL LEVEL 2 _ KEY PLAN

OCCUPANCY LOAD - MECH. LEVEL 2_SOUTH

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

ELEVATOR MACHINE
ROOM_S.

R-2 ACCESSORY 485 SF 300 2

ERV ROOM R-2 ACCESSORY 406 SF 300 1
ZONE 3 WATER HEATERS R-2 ACCESSORY 253 SF 300 2
MECH. LEVEL_2 SOUTH R-2 ACCESSORY 874 SF 300 3
STAIR E 79 SF
Grand total 8

OCCUPANCY LOAD - MECH. LEVEL 2_NORTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

ELEV. MACHINE
RM_NORTH

R-2 ACCESSORY 405 SF 300 2

ZONE 5 WATER
HEATERS

R-2 ACCESSORY 198 SF 300 1

ERV R-2 ACCESSORY 274 SF 300 1
STAIR VESTIBULE 39 SF
Grand total 4

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



12
A-502.00

11
A-502.00

4
A-520.00

SC-07

SC-05

SC-03

SC-02

SC-04

SC-01

CORRIDOR

STAIR C

1'-6
"

8'-1
 1/2

"
7 1

/4"
5'-1

1 1
/2"

4 1
/2"

7'-8
"

265 SF
STORAGE 1

223 SF
STORAGE 2

114 SF
STORAGE 4

63 SF
STORAGE 3

8'-7
 3/4

"
8"

8"
9'-0

 3/4
"

8"
5'-5

 1/2
"

1'-6
"

8'-0
"

1'-0" 7'-9 1/2"
1'-0"

24'-4 1/2" 8" 21'-9 1/2" 1'-6" 27'-0" 1'-6" 28'-0"
1'-6"

30'-1"

8"
8'-5 1/2"

8'-7
 3/4

"
8"

6'-4
 1/4

"
1'-0

"
11'

-8"

10.2

10.2

10.2

10.2

10.2

10.2 18

17 10.2

1'-6"
16'-6 1/2" 1'-6" 10'-3 1/2" 1'-6" 27'-0" 1'-6" 59'-7"

-15'-6" T.O.S.

-15'-6" T.O.S.

182
181 183 184

80

70

72

74

51

71

73

75 88
CC

131 130

204A

114 SF 1
R-2 ACCESSORY2

63 SF 1
R-2 ACCESSORY2

265 SF 1
R-2 ACCESSORY2

223 SF 1
R-2 ACCESSORY2

DEAD END = 54'-11"
MAX DISTANCE = 80 '-0"

27,724 SF
STORAGE 7

27,724 SF 20
R-2 ACCESSORY2

81

67

66

65

68

3'-0"

6'-0
"

69

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-120a.00

SUBCELLAR LEVEL ENLARGED PLAN

BROOKLYN, NY 11222
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SC-09

SC-08

SC-07

SC-05

SC-06
CORRIDOR

114 SF
STORAGE 4

2,182 SF
STORAGE 6

27,724 SF
STORAGE 7

63 SF
STORAGE 3

32'
-0 1

/2"

8'-7
 3/4

"
8"

15'-4 1/2" 1'-0" 7'-9 1/2"
1'-0"

55'-5"

33'-0" 8" 12'-3 1/2"
8"

8'-5 1/2"

8'-7
 3/4

"
8"

6'-4
 1/4

"
1'-0

"
11'

-8"

4.4

10.2

10.2

10.2

10.2

10.2

-15'-6" T.O.S.

-15'-6" T.O.S.

117

279

171

181

51

115

116

261

139 204A169A

171A

85 SF
STORAGE 5

85 SF 1
R-2 ACCESSORY2

114 SF 1
R-2 ACCESSORY2

63 SF 1
R-2 ACCESSORY2

2,182 SF 7
R-2 ACCESSORY2

ELEVATOR PIT

27,724 SF 20
R-2 ACCESSORY2

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
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A-120b.00

SUBCELLAR LEVEL ENLARGED PLAN

BROOKLYN, NY 11222
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SC-11

2,182 SF
STORAGE 6

1,209 SF
STORAGE 9

27,724 SF
STORAGE 7

27,724 SF
STORAGE 7

1'-6
"

65'
-8 3

/4"
8"

16'
-2 1

/2"

62'-7 1/4" 8" 9'-6 1/4"
8"

8" 8"

55'-5"

10.2

10.2

10.210.2 10.2

-15'-6" T.O.S.

226

225

205

182

279

111 8

181

227

129 11

204

203

202167113

169

115

114 168

116

139 204A

201A

10

138

169A

TRAVEL DISTANCE = 154'-0"
MAX DISTANCE = 200'-0"

2,182 SF 7
R-2 ACCESSORY2

27,724 SF 20
R-2 ACCESSORY2

27,724 SF 20
R-2 ACCESSORY2

2,029 SF
STORAGE 8

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
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UP

9
A-505.00

11
A-505.00

2
A-521.00

5'-2 1/2"

A-505.00
7

SC-11

SC-12

CORRIDOR

STAIR G1

1'-7"1,209 SF
STORAGE 9

34'
-3 3

/4"

62'-7 1/4" 8" 9'-6 1/4"
8"

41'-8 1/2" 8"

27'
-10

 1/4
"

8"
5'-0

"
1'-6

"

10.2

10.2

10.2

-15'-6" T.O.S.

111 8

23

12

13

7
110

9 11
262

271

201A

10

SC-14 SC-13

2,029 SF
STORAGE 8

2,029 SF 7
R-2 ACCESSORY2

1,209 SF 4
R-2 ACCESSORY2

8
A-522.00

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
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SC-10

1'-1
 1/4

"
9'-9

"
1'-1

"

8"

1'-1
"

9'-9
"

1'-1
"

8"

9'-9
"

9'-9
"

1'-7" 20'-6"
9" 8"

69'-2 3/4"

27,724 SF
STORAGE 7

8"

5'-0
"

8"
27'

-10
 1/4

"

10.2

10.2

10.2

10.2
10.2

10.2

-15'-6" T.O.S.

228

134

262 263 264

271 272

8
A-522.00

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS
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SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

AR
CH

IT
EC

T

CL
IE

NT

ST
RU

CT
UR

AL
 E

NG
IN

EE
R

ME
P 

EN
GI

NE
ER

GE
OT

EC
HN

IC
AL

 E
NG

IN
EE

R

LA
ND

SC
AP

E 
AR

CH
IT

EC
T

SC
AL

E
PR

OJ
EC

T

DO
B

PA
GE

 N
O.

DO
B

FI
LE

 N
O.

DR
AW

IN
G 

NO
.

LI
GH

TI
NG

 D
ES

IG
NE

R

EX
TE

RI
OR

 W
AL

L 
CO

NS
UL

TA
NT

PR
EL

IM
IN

AR
Y -

 N
OT

 FO
R 

CO
NS

TR
UC

TIO
N

©  
     

    C
ET

RA
RU

DD
Y A

RC
HIT

EC
TU

RE
 DP

C

NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
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1'-1
"

8"

1'-7" 20'-6"
9" 8"

27,724 SF
STORAGE 7

8"

8"

10.2

-15'-6" T.O.S.

226 208 187

225 207 186

205 206 185

182 183 184

209227

131 130

132

133

134

262 263 264

265264A

TRAVEL DISTANCE = 180'-8"
MAX DISTANCE = 200'-0"

27,724 SF 20
R-2 ACCESSORY2

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE
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TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
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UP

FD

FD

FD FD

FD

FD

FD

FD

DN

FD

FD

FD

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

1
A-314.00

EL. +9" T.O.S.

EL. +9" T.O.S.

EL. -3'-6" T.O.S.

EL. +9" T.O.S.

EL. +9" T.O.S.

EL. +9" T.O.S.

EL. +9" T.O.S.

EL. +9" T.O.S.

EL. +9" T.O.S.

+12'-6"

STAIR C1
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"

21'
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/4"
8"

1'-6" 16'-6 1/2" 1'-6" 10'-3 1/2" 1'-6" 8'-10" 4" 8'-8" 4" 8'-10" 1'-6" 5'-4 1/2" 2'-0" 21'-5 1/2" 8"

PARKING LOT

10.2

EL. +9" T.O.S.
-3'-6"

ELEVATOR PIT ELEVATOR PIT
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+9"

88

10.210.2
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17 4.2
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15'-6 1/2"
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18

8'-10" 4" 8'-8"
7'-8

"

TRAVEL DISTANCE = 181'-7"
MAX DISTANCE = 200'-0"

10'
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"
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0 1
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JAN. CL.

COMPACTOR
ROOM  NORTH

RECYCLE ROOM
- N.

LAUNDRY ROOM
_N

948 SF 19
R-2 ACCESSORY2

571 SF 2
R-2 ACCESSORY2

490 SF 10
R-2 ACCESSORY2

417 SF 1
R-2 ACCESSORY2

SUPER'S
OFFICE

MEN'S LOCKER
ROOM

DEAD END = 66'-9"
MAX DISTANCE = 80'-0"

DEAD END = 51'-6"
MAX DISTANCE = 80'-0"

TRAVEL DISTANCE = 109-5"
MAX DISTANCE = 200'-0"

10.2

905 SF 3
R-2 ACCESSORY2

P-05
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"
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TYPE-11
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EL. -3'-6" T.O.S.

EL. +9" T.O.S.

P.E.3

ACCOMODATES 24"X76"
AMBULANCE STRETCHER

PER BC SECTION 3002.4.

6'-4"

2'-0
"

5'-0" X 5'-0"
SEWAGE

EJECTOR P-SE-1

81

EL. +9" T.O.S.

TRASH CHUTE TRANSFER &
SHEAR WALL OPENING
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P-48
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L1
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DDDDDDD
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P-13
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8.210.2

SEWAGE
EJECTOR PIT

149 SF 1
R-2 ACCESSORY2

STAIR C

803 SF 3
R-2 ACCESSORY2

HOSE BIB SD C

DISC. SWITCH

POWER FOR
TRASH
COMPACTOR

TRASH COMPACTOR SURROUNDED BY 3 HOUR
RATED WALL AND CEILING ASSEMBLIES, 3HR
FPSC DOOR

PROVIDE ELEC. CONNECTION TO TRASH
COMPACTOR. SEE SPRINKLER DWG FOR
SPRINKLER HEAD LOCATIONS. SEE
MECHANICAL DRAWINGS FOR FRESH AIR
INTAKE

STC 50 MINIMUM FOR ROOM
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
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A-121a.00

PARKING LEVEL ENLARGED

BROOKLYN, NY 11222
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FD

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

1
A-314.00

1
A-314.00

EL. +9" T.O.S.

UNEXCAVATED

SERVICE
CORRIDOR

COLUMNS
ABOVE

1'-0" 7'-6 1/2" 7'-10" 1'-0" 7'-9 1/2" 1'-0"9'-9
"

4"

4.4

10.2

10.2

EL. +9" T.O.S.

ELEVATOR PIT

10.2

4.2

1'-0
"

9'-9
"

4"
9'-9

"
1'-0

"
9'-2

"
8"

119

175

178

117

172

279

171

181

55

51

118

174

173

54

120 121A 122 123

176 177

116

261

JAN. CL.

TRAVEL DISTANCE = 181'-7"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 152'-7"
MAX DISTANCE = 200'-0"

DEAD END = 66'-9"
MAX DISTANCE = 80'-0"

P-03

P-01

1'-0
"

5'-5
"

8"8"
9'-7

"
1'-0

"

1'-0" 7'-1" 5 1/2" 7'-10" 1'-0" 7'-9 1/2" 1'-0"

1'-0
"

16'
-0"

8"

17'
-9 1

/4"
1'-0

"
3'-0

 3/4
"

55'-7"

93 SF 1
R-2 ACCESSORY2

2,041 SF

TENANT
STORAGE

P-02

5'-0"

7
A-316.00

1
A-316.00

1
A-316.00

P.E.5
ACCOMODATES 24"X76"

AMBULANCE STRETCHER
PER BC SECTION 3002.4.

6'-4
"

2'-0"

9'-9
"

+9" T.O.S.

43'-1 1/2" 8" 15'-11 1/2"

803 SF

BICYCLE
STORAGE

2,041 SF 7
R-2 ACCESSORY2
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John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111
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2015.02.13 100% DESIGN DEVELOPMENT



FD

FDFD

FDFD

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

1
A-311.00

PARKING LOT

PARKING LOT

8"

1'-6
"

226

225

205

182

279

111 8

181

227

12

9

11

204

203

202167113

169

115

114
168

8"
70'

-3 3
/4"

8"

PARKING

29,725 SF 15
S-28

TRAVEL DISTANCE = 181'-7"
MAX DISTANCE = 200'-0"

55'-7"

25
' - 

8"

20
' - 

0"
22

' - 
11

"

1
A-312.00

7
A-316.00

2
A-316.00

-3'-6" T.O.S.

2,041 SF

TENANT
STORAGE

+9" T.O.S.

70'
-3 3

/4"
8"

11'
-7 3

/4"

10.2

10.2

10.210.2 10.2

169A 139

138
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10
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111
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2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
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2015.02.13 100% DESIGN DEVELOPMENT



FD

FD FD

FD

FD

UP

DN

DNDN

UP

FD

DN

FD

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

2
A-315.00

2
A-315.00

EL. +9" T.O.S.

EL. +9" T.O.S.

EL. -3'-6" T.O.S.

29'-10 1/2" 1'-6" 7'-3" 4 1/4" 5'-11 1/4"
7 1/4"

8'-1 3/4"
1'-6"

12'-10" 8" 5'-8 1/2" 4'-6 1/2"
8"

3'-9"

EL. +9" T.O.S.

18'-6 1/2" 8"

5'-3
 1/2

"
10'

-3 1
/2"

8"
3'-8

"
8"

14'
-0 1

/2"
8"

5'-3
 1/2

"
1'-6

"
5'-0

"
8"

27'
-10

 1/4
"

8"

A-506.00
2

STAIR K

3'-8" 5 3/4"
3'-8" 5 1/2" 25'-5" 6'-8" 1'-11 1/2"

8"
8'-4" 8" 5'-5 1/2"

8"
6'-1

 1/2
"

8"
3'-3

"
1'-9

"
8"

2'-1
1 1

/2"
8"

9'-9
"

1'-6
"

12'
-7 1

/4"

8"

9'-9
 1/2

"

1'-6
"

14'
-11

 1/4
"

1'-6
"

8'-1
0"

4"
8'-8

"
4"

8'-1
0"

4.2

4.2

111 8

228

23

12

13

14

16

15

19

1820

2

5

7

110

21

9

11

3

26

4

1

229

230

231

232

108

109

262

268

270

271

107

18

8"
35'

-1 3
/4"

1'-6
"

15'
-11

 3/4
"

8"
3 1

/4"
4'-4

"
4"

14'
-1"

11 
1/4

"
5'-0

"
1'-6

"

EL. +9" T.O.S.

24'-2 1/2" 8" 5'-0" 1'-6" 7'-3"

10.2

10.2

3'-3
 3/4

"
13'-6"

PARKING

LAUNDRY _S

B.O.H. SOUTH
TOWER

8,017 SF 40
S-28

651 SF 3
R-2 ACCESSORY2

DEAD END = 68'-10"
MAX DISTANCE = 80'-0"

10.6

10.2
10.2

COMPACTOR
ROOM  SOUTH

LOADING_SOUTH

519 SF 2
R-2 ACCESSORY2

10.6

10.2

P-34

P-29

P-28

P-31

P-30

P-27

P-35

P-36

1'-6
"

5'-3
 1/2

"
8"

18'
-4 1

/2"

23'-9"

1'-6"

1'-6
"

5'-1
"

6"
21'

-5"
1'-6

"
4'-7

 1/2
"

8"
4'-1

 3/4
"

59'-6 1/2"

11'-1 1/2"
8"

27'-7" 15'-9 1/2" 19'-2"

4.4 10.2 10.2

10.2

10.1

3'-9
 1/2

"

10.2

10.2

3,324 SF
BIKE ROOM

1725

27 24

5' - 2 3/8"
8"

5' - 0 1/2" 21' - 0" 8' - 6"

EL. +9" T.O.S.

EL. +9" T.O.S.

EL. +9" T.O.S.

EL. -1'-0" T.O.S.
EL. +9" T.O.S.

P-26

P-25

61' - 5 1/2" 8" 10' - 6" 8" 41' - 8 1/2"
8"

5'-0"

5'-0
"

2'-4
"

1'-6"

EL. +9" T.O.S.

27'
-1 3

/4"

340 BIKE SPACES

HANDRAILS COMPLIANT WITH
ANSI A117.1-2003-SECTION 505

3,324 SF 9
R-2 ACCESSORY2

1
A-315.00

A-505.00
5

EL. +9" T.O.S.

EL. +9" T.O.S.

EL. +9" T.O.S.

EL. +9" T.O.S.

EL. +9" T.O.S.

P.E. 8

SERVICE
CORRIDOR

ACCOMODATES 24"X76"
AMBULANCE STRETCHER

PER BC SECTION 3002.4.

6'-4
"

2'-0"

5'-0" X 5'-0"
SEWAGE

EJECTOR P-SE-1
ELEVATOR PIT

ELEVATOR PIT

TRASH CHUTE
TRANSFER & SHEAR
WALL OPENING

EL. +9" T.O.S.

47 SF 1
R-2 ACCESSORY2

519 SF 12
R-2 ACCESSORY2

J.C.

MAX. TRAVEL DISTANCE = 176'-3"
MAX DISTANCE = 200'-0"

MAX. TRAVEL DISTANCE = 157'-2"
MAX DISTANCE = 200'-0"

P-32

P-33

P-37

P-38

1'-4 3/4"

10.210.2 10.2

34'-8"
8"

27'
-1 3

/4"

8'-1 3/4" 1'-6" 18'-7 1/2"

A-716.00
L2

9'-8"

BIKE ROOM

3,324 SF 9
R-2 ACCESSORY2

EL. +9" T.O.S.

W

W

W

W

W

W

D

D

D

D

D

D

P-49

10.6

10.6

STAIR G1

HOSE BIB

SD C

DISC. SWITCH

POWER FOR TRASH
COMPACTOR

TRASH COMPACTOR SURROUNDED BY 3 HOUR
RATED WALL AND CEILING ASSEMBLIES, 3HR FPSC
DOOR

PROVIDE ELEC. CONNECTION TO TRASH
COMPACTOR. SEE SPRINKLER DWG FOR
SPRINKLER HEAD LOCATIONS. SEE MECHANICAL
DRAWINGS FOR FRESH AIR INTAKE

STC 50 MINIMUM FOR ROOM

9'-2 1/2"

2'-2
"

2'-3"

10

201A
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
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AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

1'-0
"

18'
-11

 1/4
"

196

236

19

1820

1

237

TENANT
STORAGE

7,843 SF 26
R-2 ACCESSORY2

66' - 2 1/2"
1' - 0"

P-42

P-39

EL. +9" T.O.S.

1'-0"

7
A-316.00

3
A-316.00

4
A-316.00

5
A-316.00

EL. +9" T.O.S.

221

STORAGE

1,081 SF 4
R-2 ACCESSORY2

8"
20'

-2"
8"

7'-2
 1/2

"
1'-0

"
17'

-8"
1'-0

"
31'

-6"

8"
20'

-2"
8"

38'
-5 1

/4"

PARKING

8,017 SF 40
S-28

EL. +9" T.O.S.

8"
10.6

10.6

34'-8" 8" 51'-2 1/2"

3'-0"

106A

105A 164A 200A

238

222A

218A219A

197A

156157158159

198A160A101A

102A 162A

104 163A 199A

P-50
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111
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UP

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

UNEXCAVATED

24'-5"

26'
-6 3

/4"
1'-0

"
18'

-11
 1/4

"

195

149

148

147

146235

217

240

239

192

144

215

214

151

234

10.2

1' - 0"
26' - 1 1/2" 8" 5' - 10"

1' - 0"

24' - 1"

1' - 6"

24' - 5"

P-40

STAIR J1

GAS METER
ROOM

P-45

P-46

P-42

EL. +9" T.O.S.

EL. +9" T.O.S.

EL. +9" T.O.S.

1'-0" 3'-8"
8"

5'-0" 1'-0" 16'-2" 1'-0"

SDC

1
A-312.00

1
A-313.00

6
A-316.00

3
A-316.00

4
A-316.00

5
A-316.00

EL. +9" T.O.S.

EL. +9" T.O.S.

EL. +9" T.O.S.

5'-0
"

154

560 SF 2
R-2 ACCESSORY2

108 SF 1
R-2 ACCESSORY2

404 SF 2
R-2 ACCESSORY2

BUILDING
STORAGE

ELECTRICAL
ROOM

STORAGE

1,257 SF 4
R-2 ACCESSORY6

BUILDING
STORAGE

147 SF 1
R-2 ACCESSORY2

EL. +9" T.O.S.

EL. +9" T.O.S.

P-41

P-43

P-44

P-47

8"
20'

-2"
8"

38'
-5 1

/4"

1' 
- 6

"
13

' - 
9 1

/2"
1' 

- 6
"

56'
-10

 3/4
"

8"
5'-4

"
1'-0

"
7'-4

 1/2
"

8"
11'

-10
 1/4

"
8"

18'
-11

 1/4
"

1'-6
"

8"

5' - 0"
8"

21' - 10"

1' - 0"

10.6
10.610.6

10.6

10.2
10.2

10.2

10.2

10.6

10.6

SD C

12X12 GAS METER ROOM
VENTILATION DUCT
 -SEE MECH. DRAWINGS

8'-1
"

233

194

152153155
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111
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2015.02.13 100% DESIGN DEVELOPMENT



FD

FD

FD

DN

DN

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

2
A-315.00

EL. -3'-6" T.O.S.

EL. +9" T.O.S.

EL. +9" T.O.S.

EL. -3'-6" T.O.S.

8" 5'-8 1/2" 4'-6 1/2"
8"

3'-9"

RAMP DN

40'
-0"

RAMP UP

8"

6'-8" 1'-11 1/2"
8"

8'-4" 8" 5'-5 1/2" 26'-11" 38'-10" 2'-2"

8"
6'-1

 1/2
"

8"
3'-3

"
1'-9

"
8"

2'-1
1 1

/2"
8"

9'-9
"

228

12

13

14

16

15

18

135

134

229

188

230
191

231

143

232

190

137

210

211

212

213

262 263
264

266

267268

270

271
272

273

PARKING

8,017 SF 40
S-28

10.2
10.2

TRAVEL DISTANCE = 182'-2"
MAX DISTANCE = 200'-0"

LOADING_SOUTH

10.2

P-24

P-29

P-28

1'-6
"

16'
-0"

40'
-0"

10'-6" 8" 6" 23'-5" 6" 1'-6"

8" 23'-11 1/2"
1'-3 1/2"

8"

10.2 10.2

10.2

10.2

10.2

10.2

3'-9
 1/2

"

8"
11'

-11
"

8"
11'

-11
 1/4

"
6"

8"
5'-0

"
8"

4"
15'

-1"

10.2

10.2

17

8' - 6" 30' - 0" 5' - 0"

EL. -3'-6" T.O.S.EL. -1'-0" T.O.S.

8"
22' - 10"

8"

13' - 5" 2' - 2" 23' - 11"

5'-0"

5'-0
"

26'-7"

2'-4
"

1'-6"

EL. +9" T.O.S.

2'-4
"

STORM LINE

1
A-312.00

1
A-313.00

6
A-316.00

1
A-315.00

EL. +9" T.O.S.

EL. -3'-6" T.O.S.

OPEN TO BELOW 9'-9
"

9'-9
"

OPEN TO BELOW

1'-4 3/4"

9'-8"

8"
37'

-10
"

2'-2
"

20'
-0"

14'
-1"

6'-9
"

BIKE ROOM

3,324 SF 9
R-2 ACCESSORY2

EL. +9" T.O.S.

19'
-3 1

/2"
54'

-5 1
/4"

10.6

10.6

189
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111
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2015.02.13 100% DESIGN DEVELOPMENT



FD

FD

FD

FD

FD

FD

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALLPARKING LOT

226 208
187

225 207
186

205 206

185

184

209227

131

130

132

133

262 263
264

265

8"

29,725 SF 15
S-28

25
' - 

8"

8"
2' - 2"

1
A-312.00

1
A-313.00

6
A-316.00

2
A-316.00

EL. -3'-6" T.O.S.

264A
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111
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2015.02.13 100% DESIGN DEVELOPMENT



UP

FD

DN

DN

18.00

17.00

16.00

FD

FD

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

15' - 4 1/2" T.O.S.

STAIR C

5'-5
 1/2

"

5'-4"

5'-5
"

5'-4 1/2" 8" 23'-8 1/4"
9 1/4"

7'-8
"

4 1
/2"

5'-1
1 1

/2"

OPEN TO BELOW

4'-4 1/2"

4'-8
"

1'-0
"

3'-8
"

2'-11 1/4"
1'-6 3/4"

3'-4" 2'-9" 3'-10"

5'-6
 1/2

"

1'-0"

8'-1
 1/2

"
7 1

/4"

STAIR C1

2'-0
 1/2

"

OPEN TO BELOW

1'-8
"

8'-9
"

8'-0
"

29'
-8 1

/4"
1'-0

"
15'

-1 1
/4"

5'-4 1/2" 2'-0"
TRAVEL DISTANCE = 73'-2"
MAX. DISTANCE = 200'-0"

(11'-10"  H.)

8"
5'-0

"
8'-1

0 1
/4"

9'-4
"

9'-1
0"

3'-6
"

13'
-0"

3'-6
"

7'-8
 1/2

"

STAIR C

OPEN TO BELOW

125'-0"    D.

OPEN TO BELOW

OPEN TO BELOW
OPEN TO
BELOW

11 1/4"
30'-0 1/2" 2'-0" 12'-8" 41'-0 1/2"

2'-0"
23'-6 1/4"

23'
-4"

182

129127
128

181
183 184

59
60

63
62

67

80

68

70

72

55

57 58

64

74

51

66

54

77

79

65

81

71

73

75

88

CC

124123 125 126

78

61

10.2

10.2

10.2

10.2

10.2

10.2

10.2

10'-3 1/2"

8" 5'-0"

10.2

5,261 SF 53
B.4

5,261 SF

COMMUNITY
FACILITY

OPEN TO BELOW

MECHANICAL TRANSFER
 5'-8" CLEAR A.F.F.

TOTAL DOOR   REQ'D:  0.2" X 53 =  10.6"
MIN REQUIRED WIDTH  36" ( PER. SEC. 1005.1 )
PROVIDED:   (3) X 36" = 108"

4.2 4.2

17

18

10.6

8.2

8.2

8.2

10.2

10.2

CONDUIT GOING UP

27'-10" 8"

8"
5'-0

"
1'-6

"
7'-8

"

T.O. PAVER +15'-6"

EL.PIT.

OPEN TO BELOW

EL.PIT.

OPEN TO BELOW P.E.3

ACCOMODATES 24"X76"
AMBULANCE STRETCHER

PER BC SECTION 3002.4.

2'-0
"

6'-4"

8'-10"

OPEN TO BELOW

2'-0" 55'-0" 2'-0"

EL. +15'-6" T.O.F.F.
EL. +15'-4 1/2" T.O.S.

EL. +15'-6" T.O.F.F.
EL. +15'-4 1/2" T.O.S.

1-02

1-03

1-10

OPEN TO BELOW

EL. +15'-6" T.O.F.F.
EL. +15'-4 1/2" T.O.S.

4.4

10.2

10.2

10.2

10.2

10.6

10.6

10.6

10.2

10.2

(1/3 D = 41'-8")
69'-11"

EL. +15'-6"

2'-8
"

56

69
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Cosentini
A Tetra Tech Company
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(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
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18.00

17.00

16.00

15.00

19.00

+15.50+15.30

UP

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

2,562 SF
KID'S ROOM

(11-10" CLEAR)

5'-5
"

5'-0
"

EL. +9" T.O.S.

OPEN TO BELOW

TRAVEL DISTANCE =67-5"
MAX. DISTANCE = 200'-0"

OPEN TO BELOW

75'-
2"  D

.

44'-8"
11 1/4"

5'-0"
11 1/4"

119

175

178

117

172

279

171

181

55

51

118

174

173

54

120 121A 122
123

176
177

116

261

4.4

10.2

2,562 SF 74
R-2. ACCESSORY2

TOTAL DOOR   REQ'D:  0.2" X 74 =  14.8"
MIN REQUIRED WIDTH  36" ( PER. SEC. 1005.1 )
PROVIDED:   (3) X 36" = 108"

10.2

10.2

4.4

1'-0" 7'-1" 5 1/2" 7'-10" 1'-0" 7'-9 1/2"

16'
-0"

1'-3
 1/4

"
5'-2

"
11 

1/4
"

48'
-9 1

/4"

10.2

10.2

10.2

10.2

9'-7
"

1'-0
"

13'
-4"

9'-9
"

4"
9'-9

"
1'-0

"

3 1
/4"

5'-8
"

3 1
/4"

8 1
/4"

2'-3
 1/4

"

T.O. PAVER +15'-6"

ACCOMODATES 24"X76"
AMBULANCE STRETCHER

PER BC SECTION 3002.4.

6'-4
"

2'-0"
P.E.5

P.E.4

EL. +15'-6" T.O.F.F.
EL. +15'-4 1/2" T.O.S.EL. +15'-6" T.O.F.F.

EL. +15'-4 1/2" T.O.S.
EL. +15'-6" T.O.F.F.
EL. +15'-4 1/2" T.O.S.

1-041-05

1-06

1-08

1-07

1-10

1-09

339 SF
PET SPA

10.2

339 SF 3
R-2. ACCESSORY2

48'
-6"

1'-1
0"

9'-7
"

8"
12'

-4"

EL. +15'-6" T.O.F.F.
EL. +15'-4 1/2" T.O.S.

8.2
10.2

0.2A

10.2

10.28.2

10.28.2

8.210.2

TYPE-09
BATHROOM

14'-8 1/4" 4" 7'-2"

1'-2 1/2"

6'-0" 16'-11 1/2" 5'-0"

(1/3 D = 25'-1")
48'-2"

EL. +15'-6"

EL. +15'-6"

GATE

7'-9"

8.2

10.28.2

2'-8
"

56

121

171A
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John A. Cetra
State of New York
Registered Architect
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584 Broadway Suite 401
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Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
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AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

+9"

OPEN TO BELOW

OPEN TO BELOW

226

225

205

182

279

111
8

181

227

129 11

204

203

202167113

169

115

114 168

10.2

10.2

10.2

10.210.2 10.2

10.2

204A139

138

169A

10

201A
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John A. Cetra
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No. 018861
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Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
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(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
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FD

FD

FD

FD

FD

FD

FD

FD

FD

FD

FD

DN

UP

DN

DN

UP

15.00

16.00

17.00

18.00

19.00

4.
75
%

+18.83

UP

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

EL.PIT.

EL.PIT.

51'
-4 1

/4"
1'-6

"

40'
-5 1

/2"
5'-0

"

5'-4 1/2"

5'-3
 1/2

"

1'-5 1/2" 37'-6 1/2" 8" 14'-3 1/2" 8" 5'-0" 8" 14'-0" 8"

3'-8
"

8"
8'-8

"
38'

-4 1
/4"

29'-10" 8" 8'-6" 8"

5'-6"

8"
7'-0

"
8"

7'-0
 1/2

"
8"

5'-1
"

8" 10'-11" 8"

4'-6
"

8"
5'-0

"
8"

9'-4
 3/4

"

8" 12'-8" 8"

6'-1
 1/2

"
8"

14'
-0 1

/2"
8"

3'-8
"

8"
5'-1

"
2'-4

"

OPEN TO BELOW

7'-9 3/4"

3'-8
"

1'-4
"

8"
5'-0

"
8"

30'
-3 1

/4"

5'-8 1/4" 5'-0" 14'-6" 1'-9" 3'-3"

27'
-0"

22'-10 1/2" 30'-7 1/2" 1'-6" 3'-8"
5 3/4"

3'-8"
5"

5'-3" 8" 26'-2 1/2"

5'-6" 8" 18'-5"

12'
-1"

8"
3'-8

"
8"

18'-5"

8'-0
"

8"
38'

-4 1
/4"

15'-9 1/2"

26'
-4"

8"

11'
-5 1

/2"
8"

11'
-6"

8" 8"

DEAD END = 70'-6"
MAX DISTANCE = 80'-0"

A-506.00
3

A-505.00
3

8" 5'-0" 8" 3'-8" 6'-4" 3'-8" 8" 5'-4 1/2" 8" 10'-11"

19'-0 1/4" 8" 5'-0" 14'-0" 1'-0"

8"
7'-1

1 1
/4"

1'-6
"

5'-0
"

8"
5'-0

"
8"

15'
-0"

8"
6'-0

"

23'-5 1/2" 8" 5'-0"

1'-6
"

1'-6
"

5'-9
"

SERVICE
CORRIDOR

SERVICE
CORRIDOR

STAIR E

39'-0"
8"

14'-3 1/2"
8"

5'-0" 8" 14'-0"

39'-0" 8" 5'-4 1/2" 11'-7" 8" 2'-4" 8" 14'-0"

8"
9'-1

1 1
/4"

8"
5'-0

"
8"

10.2

10.2

STAIR G

111
8

227

23

12

13

14

16

15

19
18

20

2

5

7
110

21

9 11

3

26

4

1

108

109

271

107

10.2

OPEN TO BELOW

1-21

1-27

1-30

1-17

1-36

1-19

1-15

1-31

1-14

1-16

1-13

1-29

1-26

1-22

1-12

1-11

1-32

1-35 1-34

1-28

1-20

1-23

8'-1 3/4"

186 SF 1
R-2 ACCESSORY2

182 SF 1
R-2 ACCESSORY2

122 SF 1
R-2 ACCESSORY2

618 SF 2
R-2 ACCESSORY2

1,947 SF 6
R-2 ACCESSORY2

116 SF 1
R-2 ACCESSORY2

MAIN
SWITCHBOARD

ROOM

TANK FILL PUMP
ROOM_SOUTH

TANK FILL PUMP
ROOM_NORTH

FIRE PUMP
ROOM BASEFIRE PUMP

ROOM S.

ATS RM.
79 SF 1

R-2 ACCESSORY2

406 SF 1
R-2 ACCESSORY2

DAS ROOM

EL. +18'-7" T.O.S.

EL. +18'-7" T.O.S.

EL. +18'-7" T.O.S. / F.F.

P.E. 8

TELECOM ROOM
254 SF 1

R-2 ACCESSORY2

BASE BLDG
SECURITY RM

103 SF 1
R-2 ACCESSORY2

STAIR K

STAIR G1

STAIR L

ELEVATOR
MACHINE ROOM

106 SF 1
R-2 ACCESSORY2

3'-8
"

8"
47'

-0 1
/4"

10.210.2

10.2

10.2

10.6

10.2

10.2

10.2

10.2

10.2

10.2

10.2

10.2

10.2

10.2

10.6

10.2

10.2

10.2

10.2

4.2

4.2

2.2A

10.218

10.2

10.2

10.2

10.1

OPEN TO BELOW

OPEN TO BELOW

OPEN TO BELOW

OPEN TO BELOW

A-506.00
8

EL. +18'-7" T.O.S.

EL. +13'-0" T.O.S.

+13'-0" T.O.S.

+13'-0"

+13'-0"

+13'-0"

EL. +13'-0" T.O.S.

+13'-0"

+13'-0"

2427

17

25

5'-1"

+13'-0"

EL. +13'-0" T.O.S.

5'-0" 2'-0 1/2"

RAMP UP5' @ 1'=1:12

5' @ 1'=1:12
RAMP UP

+18'-7"

103 SF 1
R-2 ACCESSORY2

TOWER
SECURITY ROOM

1-25

+18'-7"

EL. +18'-7" T.O.S. / F.F.

EL. +18'-7" T.O.S.

MECHANICAL

10'-11"

WATER SERVICE
& PODIUM PUMP

ROOM

SERVICE
CORRIDOR

8"

10.2

FIRE PUMP
ROOM N.

182 SF 1
R-2 ACCESSORY2

HANDRAILS COMPLIANT WITH
ANSI A117.1-2003-SECTION 505

HANDRAILS COMPLIANT WITH
ANSI A117.1-2003-SECTION 505

1-18

1-33

1-24

EL. +19'-0"

ACCOMODATES 24"X76"
AMBULANCE STRETCHER

PER BC SECTION 3002.4.

6'-4
"

2'-0"

287 SF 1
R-2 ACCESSORY2

EL. +19'-0" T.O.S. / F.F.

EL. +19'-0" T.O.S. / F.F.

+18'-7"

EL. +13'-0" T.O.S.

1-37

10.210.2 10.2

10.2

10.2

37'
-3 1

/2"
8"

12'
-0"

10.2

10.2

13'-10 1/4" 8" 10'-0"

1-60

STORAGE

97 SF 1
R-2 ACCESSORY2

EL. +14'-10 1/4" 9'-1 1/4" 22'-0" 23'-6 1/2"

A-504.00
17

5'-8 1/4" 5'-0" 21'-0" 7'-9 1/2"

17'-1"

4'-1
"

7'-4
"

10

201A

106A
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DNDN

EL.= 11.00

12.00

14.00

13.00

EL.= 11.00

11.00

14.85+ AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

23'-10" 6'-4"

EL. +10'-10" T.O.S.

EL.PIT.
ABOVE

15'-0" CLEAR

8"
5'-0

"
8"

8'-1 1/2" 14'-11 1/2" 8" 1'-0" 14'-0" 1'-8"

8"
5'-0

"
8"

TRAVEL DISTANCE = 124'-1"
MAX. DISTANCE = 200'-0"

TRAVEL DISTANCE = 138- 2"
MAX. DISTANCE = 200'-0"

196

236

6,078 SF

COMMERCIAL
SPACE

6,078 SF 203
M6

1-57

TOTAL EXIT DOOR   REQ'D:  0.2" X 203 =  40.6"
MIN REQUIRED WIDTH  (2) 36" (PER. SEC. 1005.1 )
PROVIDED:   (2) X 72" + (1) 36" = 180"
TOTAL DOORS CAPACITY:  900

1-58

RAMP UP

(D.)107
'-4"

(1/3 D = 35'-9")

45'-11"

1'-7 1/2" 14'-6" 2'-0" 17'-9 1/2" 2'-0" 17'-11 1/2" 1'-8" 13'-10" 8"

RAMP UP

22' @ 1'=1:12
5'-0" 2'-0 1/2"

24' @ 1'=1:12

1'-0" 2'-0" 17'-9 1/2" 1'-8" 18'-1 1/2" 8"

237

8'-8
"

HANDRAILS COMPLIANT WITH
ANSI A117.1-2003-SECTION 505

HANDRAILS COMPLIANT WITH
ANSI A117.1-2003-SECTION 505

N+0"
E+0"

EL. +11'-0"

6'-4
"

7'-0
"

6'-4
"

157 156158

159

101A

160A 198A

197A

219A 218A

221199A163A

104

105A 164A 200A 222A

238

2,590 SF 86
M6

2,590 SF

COMMERCIAL
SPACE

EQ EQ

1'-3
"

EL. +14'-10" T.O.S. / F.F.

55'
-0 1

/2"

EL. +11'-0"

EL. +11'-0" T.O.F.F.
EL. +10'-10" T.O.S.

EL. +11'-0" T.O.F.F.
EL. +10'-10" T.O.S.

EL. +11'-0"

EL. +11'-0" T.O.F.F.
EL. +10'-10" T.O.S.

1-37

1-59

53'
-4 1

/2"
8"

42'
-6 1

/4"

6,078 SF 203
M6

1'-6
"

EL. +14'-10 1/4" 9'-1 1/4" 22'-0" 23'-6 1/2"

1'-1 1/2" 2'-0" 12'-8" 1'-8" 14'-10" 1'-0" 6'-11 1/2" 15'-1 1/2" 15'-6" 8"

102A 162A

10.2

10.2

10.2

10.2

2'-0
"
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FD

FDFD

UP

FD

DN

FD

DN

DN

+11.31+11.31

13.00

14.00

12.00

12.00

14.00

13.00

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

8" 8'-5 1/2" 8" 21'-6"

SHARED
SERVICE DRIVE

RES/MTA

COMMERCIAL STREET

RAMP UPRAMP DN

6" 23'-5"

44'
-4 1

/2"

8" 1'-0" 14'-0" 1'-8" 15'-9" 8" 3'-8" 8" 10'-7 1/2" 8" 5'-0" 8" 8"

23'
-2 3

/4"
18'

-3 1
/2"

8"
5'-0

"
8"

6'-6 3/4" 33'-6 1/4"

COMMERCIAL STREET

NEW CURB CUTS

A-505.00
19

8"

6'-6 3/4" 22'-2 1/4" 6"

40'-1"

196

195

149

148

147

146235

217

236

19
18

240

239

192

144

232

215

214

213

151

234

352 SF 1
R-2 ACCESSORY2

10.2

10.2

1-51

1-47

TOTAL EXIT DOOR   REQ'D:  0.2" X 86 =  17.2"
MIN REQUIRED WIDTH  36" ( PER. SEC. 1005.1 )
PROVIDED:   (1) 36"
TOTAL DOOR CAPACITY:  180

10.2

10.2

10.2

1-49

1-44

10.2

9'-11" 6" 20'-0" 6"

1'-8" 13'-10" 8" 8" 5'-0" 8" 7'-1 1/2"

10.2

10.2

10.2

10.2

10.2

10.2

RAMP UP

R26'-0"

13'
-6 1

/4"
8"

27'
-7"

10'
-0"

8'-8
 3/4

"
8'-8

 1/2
"

8"
11'

-7 3
/4"

2'-4
"

16'
-4 1

/4"

105 SF
STORAGE

105 SF
STORAGE

119 SF

PODIUM FIRE
SERVICE

119 SF

SOUTH TOWER
FIRE SERVICE

122 SF

NORTH TOWER
FIRE SERVICE

107 SF

ELEVATOR
CONTROL ROOM

- PE6 & PE7

STAIR J

SERVICE
CORRIDOR

226 SF

WATER SERVICE
ROOM

STAIR J1

226 SF 1
R-2 ACCESSORY2

107 SF 1
R-2 ACCESSORY2

122 SF 1
R-2 ACCESSORY2

119 SF 1
R-2 ACCESSORY2

119 SF 1
R-2 ACCESSORY2

105 SF 1
R-2 ACCESSORY2

105 SF 1
R-2 ACCESSORY2

RAMP UP

EL. +13'-0" T.O.S.

EL. +11'-0" T.O.S.

5'-0" 2'-0 1/2" 24'-0" 10'-2" 5'-0"
8"

7'-1 1/2"

24' @ 1'=1:12

24
' @

 1'
=1

:12

R4'-8 1/2"

R5'-2 1/2"

10
' @

 1'
=1

:10
62

' @
 1'

=1
:7

1-45

1-43

1-42

1-41

1-40

1-38

8" 35'-10" 8" 10'-0 1/2" 8" 1'-6" 3'-4 1/2" 1'-7 1/2" 11 1/4" 21'-6" 1'-2"

237

1'-0
"

8"
3'-3

"
8"

12'
-8 1

/2"
8"

12'
-8 1

/2"
8"

7'-0
"

8"
7'-0

"
8"

7'-2
"

8"
9'-0

 3/4
"

HANDRAILS COMPLIANT WITH
ANSI A117.1-2003-SECTION 505

HANDRAILS COMPLIANT
WITH ANSI A117.1-2003-
SECTION 505

1-55

1-50

EL. +11'-0"

154

5' - 0"

352 SF
GARBAGE

157 156
155

153 152

197A

219A 218A

221

222A

238 233

2,590 SF 86
M6

2,590 SF

COMMERCIAL
SPACE 1-48

1-46

1-54 1-53 1-52

55'
-0 1

/2"

EL. +11'-0" T.O.S.

EL. +11'-0" T.O.S. /T.O.F.F.

EL. +11'-0" T.O.S. /T.O.F.F. EL. +11'-0" T.O.S. /T.O.F.F.

EL. +11'-0" T.O.S. /T.O.F.F.

EL. +11'-0"EL. +11'-0"

EL. +11'-0" T.O.F.F.
EL. +10'-10" T.O.S.

1-39

1-56

11 1/4"
7'-11"

10.2

10.2

8.2

8.2
8.2

10.2

10.2

+11'-0"

53'
-4 1

/2"
8"

42'
-6 1

/4"

24'-3"

(D.
)

103
'-5 

1/2
"

(1/3
 D 

= 3
4'-6

")
81'

-8 1
/2"

TOTAL EXIT DOOR   REQ'D:  0.2" X 86 =  17.2"
MIN REQUIRED WIDTH  (2) 36" (PER. SEC. 1005.1 )
PROVIDED:   (3) X 36" = 108"
TOTAL DOORS CAPACITY:  900

5'-6 1/2"

15'-6" 8" 16'-11" 8" 4'-7 1/2" 4'-8 1/2" 8" 10'-1 1/2" 8" 5'-8 1/2" 1'-0"

5'-3"

2'-1
0"

19410.2

10.2

10.2

10.2

10.2

10.2

10.2

A-522.00
9
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FD

FD

DN

16.00

17.00

18.00

15.00

19.00

19.00

17.00

16.00

15.00

18.00

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

8" 8" 24'-5"

8"

6'-1
 1/2

"
8"

14'
-0 1

/2"
8"

3'-8
"

8"
5'-1

"
2'-4

"

8"

OPEN TO BELOW

TRAVEL DISTANCE = 139'-9"
MAX. DISTANCE = 200'-0"

( D.
 )

114
'-11

 1/4
"

25'-3"

10.2

228

229

230

231

232

210

211

212

213

262

263

264

267268

270

271
272

273

1-17

1-16

STAIR K

5,931 SF
MECHANICAL

10.2

10.2

10.210.210.2
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HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

PARKING

OPEN TO BELOW

OPEN TO BELOW

226 208 187

225 207 186

205 206 185

209227

131 130
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AC

PTAC PTAC PTAC PTAC PTAC PTAC

FD

12
A-502.00

1
A-501.00

603 SF
E 0BR

688 SF
D 1BR

948 SF
C 2BR 955 SF

B 2BR

1,131 SF
A 2BR

246 SF
BEDROOM

309 SF

LIVING ROOM/
DINING AREA/

SLEEPING
AREA

169 SF
BEDROOM

304 SF

LIVING ROOM/
DINING AREA/

KITCHEN 153 SF
BEDROOM

132 SF
BEDROOM

295 SF

LIVING ROOM/
DINING AREA/

KITCHEN
321 SF

LIVING ROOM/
DINING AREA/

KITCHEN116 SF
BEDROOM

174 SF
BEDROOM

EL. +28'-0" T.O.S.

EL. +28'-0" T.O.S.

STAIR C

DN.

CORRIDOR

STAIR A

STAIR B

CORRIDOR

TRAVEL DISTANCE = 112'-7"
MAX DISTANCE = 200'-0"

DEAD END = 71'-2"
MAX DISTANCE = 80'-0"

BATH

BATH

BATH

BATH

TYPE-01

TYPE-01 TYPE-01

TYPE-01

1,563 SF

RESIDENTIAL
LOBBY/LOUNGE_3

TYPE-C01A TYPE-C02
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5"

2'-4" 10'-5 1/2"
3 1/4"
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9 1
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LIN

CL
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"4"
16'
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1'-1
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6'-8 3/4" 5"
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1'-3"
5'-10" 4" 3'-5"
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2'-0"
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1'-1" 2'-11" 3'-0" 8'-0" 2'-1"

9 1/4" 1'-8" 5'-10" 5" 4'-4 3/4" 8'-7 1/2" 4" 1'-9" 1'-1 1/4"

1'-1
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"
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"
12'

-11
"

2'-0
 3/4

"
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"

4"
7'-1

0 1
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"5'-0
"

5"
16'
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11 
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"
4 1
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"
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"
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4'-10 1/2"

CL

138 SF
BEDROOM

5'-4 1/2" 8" 9 1/4"
6'-7" 4" 3'-7" 4" 10'-1" 1'-7 3/4"
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6 1/2"
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4'-0" 8" 4'-9 3/4"
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TYPE-D01
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124123
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R-2.. ACCESSORY2 1,131 SF 6

R-2.2

955 SF 5
R-2.2

948 SF 5
R-2.2688 SF 4

R-2.2
603 SF 3

R-2.2

2-03

T-02

T-01

2-02

A-02

A-09
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A-03
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LIGHT REQ'D (10%):
AIR REQ'D (5%):

116 SF
26 SF6 SF
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HPD AREA = 497 SF HPD AREA = 580 SF HPD AREA = 807 SF HPD AREA = 778 SF

HPD AREA = 927 SF

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
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CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL
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HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

HPD AREA =1,136 SF

HPD AREA = 853 SF HPD AREA =1,098 SF
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UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.
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UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.
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NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT
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EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
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RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE
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OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
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NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.
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6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES
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WITH COMBINATION FIRE ALARM SPEAKER/STROBE
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USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
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UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY
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GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
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TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

HPD AREA = 794 SF

HPD AREA = 775 SF

HPD AREA = 577 SF

HPD AREA = 917 SF

HPD AREA = 451 SF

HPD AREA = 772 SF
HPD AREA = 826 SF

HPD AREA = 786 SF

HPD AREA = 785 SF
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8'-3 1/4"
2'-1"

6'-7 3/4" 4" 3'-11 1/2"
1'-6" MIN

1'-9" 3'-4"

12'-0 1/4" 4" 2'-0" 1'-0" 5'-10" 4" 2'-1 1/2"5" 6'-6"

TYPE-D01

LIN

LIN

LIN

CL

CL CL

CL

CL

CL

2'-0"
4"5"

3'-0
" CL

3'-6
"

1'-6
" M
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"
2'-1

"
11"

7'-1
0 1

/4"
5"

1'-6
" M
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1'-8

"
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"
5"
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 1/2

"
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"
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"

5" 4'-0"

2'-9"

17'-4 1/2"
4"
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5'-0"

5" 3'-9 1/2" 1'-6" 5'-1 1/2"

3'-3
 1/2

"
4"

1'-1
0"

4"
8'-0

"
5"

3'-9
"

11"
2'-0

"
4"

3'-0
"

14'-6 1/2" 4" 5'-2 1/4" 2'-0 1/2" 3'-2 1/2" 4" 5'-1"
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"

4"
4'-0

"

10"
2'-1" 2'-4" 3'-6" 4" 2'-0" 5" 15'-0 1/2" 5" 2'-0"
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16'
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3'-2
 1/2

"
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"
5"

2'-1
0"
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"
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"
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"

4"
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"
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"
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5'-0
 1/4

"
1'-1

0 1
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ROOF

A-503.00
2

LIN

TYPE-D01A

TYPE-01

5" 3'-6" 2'-10" 4'-0 1/2" 5" 5'-0" 5" 21'-6" 1'-9"

26'
-9"

1'-2
"

12'
-9 1

/2"

2'-3 3/4" 5'-11"
4"

7'-0" 5" 5'-0" 1'-6"
1'-2 1/2"
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"
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"
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0 1
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-0 1

/2"
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"
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"
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"
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CL

TYPE-02
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175
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117
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204169

115
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A-01
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A-03

A-09

A-03

A-03

A-02

A-02A

T-02

A-06

A-08

A-08

A-01

A-09

A-09

A-01

A-07

A-01

A-03

A-11

A-03

A-08

A-08

A-06

A-08

A-07

A-01

A-06

A-07A-02A

A-09

A-01

A-03

A-08

A-03A

609 SF 4
R-2.2

682 SF 3
R-2.2

459 SF 2
R-2.2

458 SF 2
R-2.2

1,003 SF 5
R-2.2

516 SF 3
R-2.2

= 1
'-1 0

"

MIN
. 22

" R
EQ

. 
PE

R 1
005

.2

T-06T-06

TE

TE

TE

TE

TE

TE TE

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

165 SF
43 SF9 SF
17 SF

14 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

251 SF
57 SF13 SF
25 SF

29 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

359 SF
148 SF18 SF
36 SF

27 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

113 SF
73 SF6 SF
11 SF

18 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

168 SF
30 SF9 SF
17 SF

18 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

281 SF
30 SF14 SF
28 SF

18 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

262 SF
61 SF13 SF
26 SF

37 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

139 SF
30 SF7 SF
14 SF

18 SF

BATH

BATH

CL

CL

CL

LIN

LIN

CL

STAIR D

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

1919

19191919

1919
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191919

19

19

11.2

11.2

8.0
7.12.2A

2.2A

2.2A

8.1

8.2

7.1

0.3

2.2A

7.1

8.1

2.2A

8.1

11.2

0.2 6.1A

0.2

0.2A 8.1

0.2A

7.17.1

7.1

19 2.2A
2.2A

4.4

2.2A

8.2

0.2

0.2A

0.2A
0.2

8.1

6.1A
6.1A6.1A

6.1A6.1A
8.111.2

3.2

0.2A

0.2
0.2A

0.3

8.1

11.2

11.2

6.1A6.1A
2.2A

0.2

8.1

0.2A 0.2 0.2

6.1A

0.2A

8.1

0.2A 0.2A

0.2

0.2

5.1A5.1A

0.2A

0.2

8.1
5.1A

6.1A

8.1

0.2A

8.18.18.1

0.2A

0.2

0.2

0.3A

2.2A

2.2A 2.2A

6.1A 6.1A
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2.2A

11.2

0.2

0.2A

0.2A 0.2A

8.1

0.2A

8.1

8.2

8.2

8.2 0.2

8.2
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6.1A

11.2

555 SF 2
R-2. ACCESSORY2

MECHANICAL RM

0.3

NID

AP

NID

0.3

0.2A
NID

0.3 NID

0.2

NID

0.3

AP

AP NID

NID

AP

AP

0.2

4"
5'-1

0"
1'-4

"
5'-1

0"
4"

2'-2
"

1'-4
"

2'-6
 3/4

"
5"

7'-1
0 1

/4"
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CL
A-04

13'
-7 1

/2"

8'-4 1/4" 5 1/2" 7'-6 3/4" 1'-3 1/4" 7'-9 1/2"

8'-2
"

5"
1'-8

"
6'-6

 3/4
"

SD C

12 INCH DROP SOFFIT
AT KITCHENETTE PER
BC 1211.2

12 INCH DROP SOFFIT
AT KITCHENETTE PER

BC 1211.2

12 INCH DROP SOFFIT
AT KITCHENETTE PER
BC 1211.2

170

CL

A-02

A-09

6.1A

0.2

302 SF

LIVING AREA/
DINING AREA /

KITCHEN

A-10

A-04

P.E.5

P.E.4

ACCOMODATES 24"X76"
AMBULANCE STRETCHER

PER BC SECTION 3002.4.
2'-0"

6'-4
"

0.2

0.2

AP

0.2

0.2A

8.1

0.2

0.2A

0.2A

0.3A

NID

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

302 SF
30 SF15 SF
30 SF

18 SF

A-10A-10

SD C

SD C

P3P3P3P3

138

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

HPD AREA = 451 SF

HPD AREA = 851 SF

HPD AREA = 402 SF

HPD AREA = 402 SF

HPD AREA = 584 SF

HPD AREA = 527 SF
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PT
AC

PT
AC

PT
AC

PT
AC
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AC

PT
AC

PTAC
PTAC

PTAC
PTAC

272 SF

LIVING
AREA/DINING

AREA/KITCHEN

174 SF
BEDROOM

114 SF
BEDROOM

280 SF

LIVING ROOM/
DINING AREA/

KITCHEN

152 SF
BEDROOM

287 SF

LIVING ROOM/
DINING AREA/

SLEEPING
AREA

128 SF
BEDROOM

310 SF

LIVING ROOM/
DINING

AREA/KITCHEN

156 SF
BEDROOM

124 SF
BEDROOM

484 SF

LIVING ROOM/
DINING

AREA/SLEEPING
AREA

300 SF

LIVING ROOM/
DINING

AREA/SLEEPING
AREA

206 SF
BEDROOM

125 SF
BEDROOM

139 SF
BEDROOM

303 SF

LIVING ROOM/
DINING

AREA/KITCHEN

233 SF
BEDROOM

284 SF

LIVING ROOM/
DINING

AREA/KITCHEN

294 SF

LIVING ROOM/
DINING

AREA/KITCHEN

140 SF
BEDROOM

151 SF
BEDROOM

721 SF
HH 0BR

594 SF
GG 0BR

1,456 SF
FF 3BR

867 SF
EE 1BR

658 SF
DD 1BR

964 SF
N 2BR

676 SF
M 1BR

462 SF
L 0BR

778 SF
K 1BR

955 SF
J 2BR

369 SF

LIVING
ROOM/DINING
AREA/KITCHEN

133 SF
MECHANICAL

48 SF
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N
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0'

-0
"

TRAVEL DISTANCE = 135'-5"
MAX DISTANCE = 200'-0"

BATH

BATH
BATH

BATH

BATH

BATH

BATH

BATH

BATH
TYPE-02

TYPE-01

TYPE-02

TYPE-01

TYPE-01

TYPE-01

TYPE-01A

TYPE-01A

TYPE-01
TYPE-01

TYPE-02

TYPE-C02

TYPE-C02

TYPE-D01

TYPE-D01A

TYPE-C03

TYPE-C03

TYPE-D01A

TYPE-C03

F

UFAS A/V COMPLIANT UNIT

2'-6
 1/4

"
4"

3'-4
"

6'-4
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4"
11'
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/4"

2'-5
 1/2

"
17'
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"
10'

-0"
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13'
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"
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11'
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"

11'
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11'
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10'
-0"
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11'
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19'-4" 4'-0"
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1'-8" 10'-7" 4" 8'-7" 4"
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4" 5'-9 3/4" 5" 5'-8"

20'-11 1/4"
4"
2'-3 3/4"

4"
8'-2"

4"
1'-1" 5'-11 3/4"
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TYPE-C02

LIN.

LIN

2'-3"
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"
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"
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8'-2" 1'-5" 2'-0" 4" 10'-4 1/2"
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ELEC.

A-01

A-01

A-01

A-02

A-01

A-10

A-02

A-03A

A-12

A-03

A-03

A-08

A-09

A-03

A-07

A-09

A-08

A-04

A-02A

A-09

A-07
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A-03
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A-01

A-03

A-02
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A-08
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A-01

A-03A
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A-03A
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A-02

A-07

A-08

A-10

A-06

A-03

A-08
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658 SF 3
R-22

867 SF 4
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1,456 SF 8
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594 SF 3
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955 SF 5
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778 SF 4
R-22

462 SF 2
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UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY
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GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
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A-10
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A-03A

A-07
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A-03A
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A-09A-09
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T-05 A-09

A-01
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A-02A
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A-08A-09

A-03

A-09

A-09

A-02

A-01

A-04

A-02

A-09

A-02A

A-01

A-03

A-07

A-11

A-03A

A-03A

A-12

A-01

A-03

A-02

A-08

A-06

A-09

A-06

A-09

A-04

A-02A

A-01
A-06

A-09
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A-02
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A-02
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654 SF 3
R-221,142 SF 6

R-22

940 SF 5
R-22

670 SF 4
R-22

897 SF 5
R-22

658 SF 3
R-22 964 SF 5

R-22

496 SF 3
R-22

672 SF 4
R-22

887 SF 5
R-22

   = 2'-10 1/2"

MIN. 22" REQ. 
PER 1005.2

TE

TE

TE

TE

TE

TETETE

TE

TE

TE

TE

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

140 SF
30 SF7 SF
14 SF

18 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

294 SF
30 SF15 SF
29 SF

18 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

151 SF
30 SF8 SF
15 SF

18 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

137 SF
30 SF7 SF
14 SF

18 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

180 SF
33 SF9 SF
18 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

212 SF
33 SF11 SF
21 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

120 SF
33 SF6 SF
12 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

290 SF
126 SF15 SF
29 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

276 SF
29 SF14 SF
28 SF

29 SFROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

142 SF
29 SF7 SF
14 SF

14 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

151 SF
29 SF8 SF
15 SF

14 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

139 SF
29 SF7 SF
14 SF

14 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

321 SF
57 SF16 SF
32 SF

29 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

302 SF
57 SF15 SF
30 SF

29 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

124 SF
29 SF6 SF
12 SF

14 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

369 SF
124 SF19 SF
37 SF

29 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

156 SF
31 SF8 SF
16 SF

14 SF

BATH

CL
CL

LIN

CL

CL

LIN

LIN

CL

CL

LIN

CL

LIN

LIN

LIN

P.E. 7

P.E. 6

114 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

292 SF
30 SF15 SF
29 SF

18 SF
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0.3A
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 1/2
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NID

SD C

26'-0"

A-07

A-09

NID

CL

SD C

SD C

12 INCH DROP SOFFIT
AT KITCHENETTE PER

BC 1211.2

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

276 SF
30 SF14 SF
28 SF

18 SF

ACCOMODATES 24"X76"
AMBULANCE STRETCHER

PER BC SECTION 3002.4.

6'-4
"

2'-0"

0.2A

0.2A

0.2 0.2A

0.2A

0.2

0.2

0.2

0.3

0.2
8.1

DISTANCE BETWEEN STAIRS = 266'-6"
MIN DISTANCE = 15'-0"

SD C

SD C

1725

SD C
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C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

HPD AREA = 584 SF

HPD AREA = 779 SF

HPD AREA = 595 SF

HPD AREA = 821 SF

HPD AREA = 985 SF HPD AREA = 581 SF

HPD AREA = 789 SF

HPD AREA = 587 SF

HPD AREA = 420 SF

HPD AREA = 815 SF
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-124e.00

3RD FLOOR ENLARGED PLAN

BROOKLYN, NY 11222
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 1/4" = 1'-0"1 3RD FLOOR

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



PTAC PTAC PTACPTAC PTAC PTAC PTAC PTAC

PTACPTACPTACPTACPTACPTACPTACPTAC

253 SF

LIVING AREA/
DINING AREA/

SLEEPING
AREA 293 SF

LIVING AREA/
DINING AREA/

SLEEPING
AREA 290 SF

LIVING AREA/
DINING AREA/

KITCHEN
120 SF

BEDROOM
161 SF

BEDROOM
156 SF

BEDROOM
126 SF

BEDROOM

309 SF

LIVING ROOM/
DINING AREA/

KITCHEN

293 SF

LIVING ROOM/
DINING AREA/

KITCHEN
125 SF

BEDROOM
153 SF

BEDROOM
170 SF

BEDROOM
139 SF

BEDROOM
306 SF

LIVING ROOM/
DINING AREA/

KITCHEN
180 SF

BEDROOM287 SF

LIVING ROOM/
DINING

AREA/KITCHEN

491 SF
X 0BR

471 SF
W 0BR

882 SF
V 2BR

938 SF
U 2BR

946 SF
T 2BR961 SF

S 2BR

730 SF
R 1BR

TRAVEL DISTANCE = 90'-8"
MAX DISTANCE = 200'-0"

DEAD END = 47'-1"
MAX DISTANCE = 80'-0"

BATH

BATH

BATH

BATH
BATH

BATH

BATH
TYPE-01

TYPE-01
TYPE-01

TYPE-01

TYPE-02

TYPE-02

TYPE-01

TYPE-D01
TYPE-D01

TYPE-C02

TYPE-C01

TYPE-C01A

TYPE-C01A

TYPE-C03

F

UFAS A/V/ COMPLIANT UNIT

5" 17'-10" 5" 16'-9 3/4" 5" 11'-0 1/4" 4" 9'-4" 4" 10'-0" 5" 10'-0" 4" 9'-4" 4" 11'-0 3/4"
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"
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1'-6" MIN

1'-9"
4"

2'-0" 4" 5'-10" 1'-2 3/4" 5'-10" 4" 2'-0"
4"

3'-6"
1'-6" MIN

2'-2" 2'-1" 10" 7'-10 1/4" 5"
1'-6" MIN

1'-8" 3'-4 1/4" 4" 2'-5 1/4"
4"

8'-2" 4" 8'-7 1/4" 5" 3'-9 1/2" 4 1/4" 3'-4"
1'-6" MIN

1'-8"
4"

1'-10 1/4" 4" 6'-6" 1'-1" 10'-6 1/4"

1'-0 1/4"
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5'-0" 4"
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4" 11'-10"

1'-7
"

8'-2 3/4" 5" 2'-1" 3'-6 1/2"
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2'-0 1/2"

4"
8'-2" 4" 7'-10 3/4" 5" 5'-4 1/2" 4" 3'-4"

1'-6" MIN
1'-8" 4"

1'-6"
4"
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4"
2'-0

"
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 1/2

"
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"

5'-3 3/4"
4"
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5'-3
 1/2

"
1'-0"

5'-10" 4"
MIN
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"

1'-1
0 1
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16

17'
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3'-6
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153 150A
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145A 146235

241

242

192

144

217

239
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155

240

T-01

A-01

A-02

A-09

A-03A

A-03A

A-01

A-01

A-09

A-02

A-02A

A-01

A-02

A-09

A-08

A-09

A-08

A-07

A-04

A-02

A-09

A-09

A-04

A-06

A-01

A-04

A-02
A-02

A-09

A-09

A-04

A-06

A-01

A-11

A-03

A-08

A-03

A-07

A-08

A-01

A-02A
A-09

A-03

A-08

A-11

A-03

A-03

961 SF 5
R-22

946 SF 5
R-22

938 SF 5
R-22

882 SF 5
R-22

471 SF 3
R-22

491 SF 3
R-22

730 SF 4
R-22

TE

TE
TE

TE

TE

TETETE

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

253 SF
66 SF13 SF
25 SF

40 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

293 SF
66 SF15 SF
29 SF

40 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

290 SF
33 SF15 SF
29 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

120 SF
33 SF6 SF
12 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

161 SF
33 SF8 SF
16 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

156 SF
33 SF8 SF
16 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

126 SF
33 SF7 SF
13 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

309 SF
33 SF16 SF
31 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

293 SF
29 SF15 SF
29 SF

14 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

125 SF
26 SF7 SF
13 SF

13 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

153 SF
26 SF8 SF
15 SF

13 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

170 SF
29 SF9 SF
17 SF

14 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):
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HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

HPD AREA = 410 SF

HPD AREA = 783 SF
HPD AREA = 812 SF

HPD AREA = 825 SF

HPD AREA = 843 SF

HPD AREA = 613 SF

HPD AREA = 428 SF
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 1/4" = 1'-0"1 3RD FLOOR

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
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ROOM AREA:
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AIR REQ'D (5%):
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LIGHT REQ'D (10%):
AIR REQ'D (5%):
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LEGEND
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UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.
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HYDRANT
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HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN
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R-22
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ZONING USE
GROUP OCCUPANCY
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GROSS AREA
(OF UNIT LEVEL) NUMBER OF
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AC
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AC
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AC

PT
AC

PT
AC

PT
AC

472 SF
JJ 0BR

895 SF
F 2BR889 SF

LL 2BR

683 SF
G 1BR

561 SF
H 0BR

893 SF
I 2BR

981 SF
II 2BR

469 SF
KK 0BR

345 SF

LIVING ROOM/
DINING

AREA/KITCHEN

296 SF

LIVING ROOM/
DINING

AREA/KITCHEN

131 SF
BEDROOM

168 SF
BEDROOM

175 SF
BEDROOM

381 SF

LIVING ROOM/
DINING AREA/

SLEEPING
AREA

288 SF

LIVING ROOM/
DINING

AREA/SLEEPING
AREA

275 SF

LIVING ROOM/
DINING

AREA/SLEEPING
AREA

152 SF
BEDROOM

176 SF
BEDROOM

320 SF

LIVING ROOM/
DINING

AREA/KITCHEN

297 SF

LIVING ROOM/
DINING

AREA/KITCHEN

114 SF
BEDROOM

308 SF

LIVING ROOM/
DINING AREA/

KITCHEN

BATH

BATH

BATH

BATH

BATH

TYPE-01

TYPE-02

TYPE-01A

TYPE-01

TYPE-01

UFAS COMPLIANT UNIT - FLOOR 4 & 5

TYPE-D01A

TYPE-C03

TYPE-C03

TYPE-D01

TYPE-C03

TYPE-D01
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11'

-2 1
/4"
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11'
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5"

17'
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5"
13'
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LIN

5" 4'-0"
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258
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253

12

112

9

201

11

224

259

10

170

166

249

279

A-02

A-01

A-02

A-02

A-03

A-09

A-09

A-04

A-02

A-03

A-02

A-04

A-09

A-02A

A-09

A-03

A-08

A-02

A-01

A-01

A-06

A-04

A-02
A-03

A-09

A-09

A-01

A-01

A-03A

A-07

A-09

A-01

A-01

A-10

A-09

A-01

A-06

A-08

A-03

A-08

A-03

A-08

A-06

A-08

T-04

A-06

981 SF 5
R-22

472 SF 3
R-22

469 SF 3
R-22

889 SF 5
R-22 895 SF 5

R-22

683 SF 4
R-22

561 SF 3
R-22

893 SF 5
R-22

T-04

   = 2'-6"

MIN. 22" REQ. 
PER 1005.2

TE
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TE

TE

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC
SDC

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

308 SF
33 SF16 SF
31 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

176 SF
33 SF9 SF
18 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

275 SF
72 SF14 SF
28 SF
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ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

288 SF
66 SF15 SF
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LIGHT PROVIDED:
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LIGHT REQ'D (10%):
AIR REQ'D (5%):
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LIGHT PROVIDED:
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LIGHT REQ'D (10%):
AIR REQ'D (5%):

345 SF
66 SF18 SF
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ROOM AREA:
LIGHT PROVIDED:
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LIGHT REQ'D (10%):
AIR REQ'D (5%):

168 SF
33 SF9 SF
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ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

131 SF
33 SF7 SF
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20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

296 SF
33 SF15 SF
30 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

381 SF
66 SF19 SF
38 SF

40 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

152 SF
33 SF8 SF
15 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

320 SF
33 SF16 SF
32 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

297 SF
44 SF15 SF
30 SF

29 SF

ROOM AREA:
LIGHT PROVIDED:
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LIGHT REQ'D (10%):
AIR REQ'D (5%):

114 SF
44 SF6 SF
11 SF

14 SF

191919
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19
11.2

11.2

6.1A6.1A
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0.2A
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0.2 8.2

0.2

0.2

8.1
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8.18.1
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0.2

8.1
8.0
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0.2
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8.1
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SD C
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4"
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"NID

0.2

NID
0.3
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0.3 0.3 NID
AP
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NID

12'
-1"
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6'-0 1/2" 13'-7 1/4" 4" 6'-7 1/4"

F

8

SD C

12 INCH DROP SOFFIT
AT KITCHENETTE PER
BC 1211.2

12 INCH DROP SOFFIT
AT KITCHENETTE PER
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12 INCH DROP SOFFIT
AT KITCHENETTE PER
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LIGHT REQ'D (10%):
AIR REQ'D (5%):
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33 SF7 SF
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SDC
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C

D

E F

G

H

HPD AREA = 775 SF

HPD AREA = 781 SF

HPD AREA = 793 SF

HPD AREA = 608 SF

HPD AREA = 498 SF

HPD AREA = 417 SF

HPD AREA = 402 SF

HPD AREA = 849 SF

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN
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GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
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PTAC
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861 SF
EE 1BR

963 SF
N 2BR

1,602 SF
FF 3BR

512 SF
HH 0BR

679 SF
M 1BR

704 SF
DD 1BR

458 SF
L 0BR

779 SF
K 1BR

949 SF
J 2BR

175 SF
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BEDROOM
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AREA/KITCHEN
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SLEEPING
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EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.
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AREA/KITCHEN

121 SF
BEDROOM

213 SF
BEDROOM

139 SF
BEDROOM

316 SF

LIVING
AREA/DINING

AREA/KITCHEN

179 SF
BEDROOM

302 SF

LIVING ROOM/
DINING AREA/

SLEEPING
AREA

138 SF
BEDROOM

175 SF
BEDROOM

155 SF
BEDROOM

124 SF
BEDROOM

161 SF
BEDROOM

355 SF

LIVING ROOM/
DINING

AREA/KITCHEN

321 SF

LIVING ROOM/
DINING

AREA/KITCHEN

TRAVEL DISTANCE = 190'-9"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 133'-1"
MAX DISTANCE = 200'-0"

BATH

BATH

BATH

BATH

BATH

BATH

BATH

BATH

BATH

BATH

BATH

BATH

TYPE-01

TYPE-02

TYPE-02

TYPE-01

TYPE-02

TYPE-01

TYPE-02

TYPE-01

TYPE-01

TYPE-01

TYPE-01

UFAS COMPLIANT UNIT - FLOOR 4 & 5

5 1/4" 9'-3 3/4" 4" 12'-2" 4" 9'-4 1/4" 4"
2'-0"

4" 10'-0" 5" 11'-4 3/4" 4" 11'-0" 5"

TYPE-01A

39 SF
ELEC. CL.

TYPE-C01A

TYPE-C03

TYPE-C01A

TYPE-C03

TYPE-C03

TYPE-C01A

TYPE-C03

TYPE-D01A

5"
11'

-0 1
/2"

4"
15'

-2 1
/2"

5"
16'

-4 1
/2"

5"
8'-5

"
2'-6

 1/4
"

4"
9'-0

 3/4
"

3'-4
 1/4

"

5"
11'

-3 1
/2"

4"
11'

-2 3
/4"

3'-0
"

4"
5'-2

"
2'-0

"
4"

15'
-3 1

/2"

12'
-0"

4"
13'

-9 1
/2"

12'
-1 1

/2"
2'-2

 1/2
"

2'-0
 1/2

"
5'-8

 1/4
"

2'-5
 3/4

"
5"

5'-0
"

2'-1
"

4"
5'-9

"
2'-0

 1/2
"

3'-0
"

4"
12'

-7"

5'-7
 1/2

"
4"

8'-2
"

4"
2'-0

"
4"

3'-3
 3/4

"
MIN1'-6

"
4"

2'-0
 1/2

"
4"

7'-1
0 1

/4"
9"

2'-0
"

4"
15'

-1 1
/4"

10'
-7 1

/2"
4"

2'-0
"

4"
4'-1

0"
4"

2'-5
"

7'-2
"

19'
-0 1

/2"

6'-11 1/4" 5"
3'-4 3/4"

12'-7" 4" 2'-0" 4" 4'-0" 4" 5'-10"

15'-2" 4" 2'-0" 4" 8'-2"

15'-7" 5'-10" 4" 2'-0"

3'-8 1/4" 14'-2 1/4" 8'-8"
4"
2'-0" 5" 5'-0"

4'-1 3/4" 10'-11"
4"

2'-0" 5" 4'-0" 4" 5'-10"

4" 5'-10"

21'-8 3/4" 4'-0"
4" 2'-4"

3'-0 1/2" 11'-5 1/2" 4" 8'-7" 4" 8'-2"

8'-2"
4"

2'-0" 4" 11'-1"

2'-0 1/2"
4"

5'-9 1/2" 13'-9"

12'-0" 1'-7" 8'-4"

1'-11" 6'-6" 5" 2'-3"
4"

9'-6 1/2" 2'-10 1/2"

6'-6 1/2" 3 1/2"2'-0" 4" 9'-10 1/2" 3'-11 3/4" 17'-6 3/4"

2'-0" 4" 10'-0"

5" 6'-9 3/4" 5" 2'-2" 5" 5'-0" 5" 7'-2" 4" 5'-10" 11"

CL

CL

CL

LIN

LIN

CL

CL

CL

CL

CL

LIN

CL

CL

CL

CL

CL

CL

CL

CL

CL

CL

CL

CL

CL

CL

LIN

LIN

CL

LIN

LIN

LIN

3'-4
"

4"
6'-0

 1/4
"

1'-2
"

5'-1
 1/2

"
4"

5'-1
0"

5'-2" 4" 16'-10"

8'-8
"

4"
8'-8

"
1'-0

"
1'-4

 1/4
"

5'-1
0"

5"
3'-6

"
1'-6

" M
IN

1'-9
"

4" 1'-8
"

2'-0
 1/2

"
3'-5

 1/2
"5

"
6'-7

"
1'-0

"
6'-7

"
2'-2

 1/2
"

2'-0
"4"

1'-6
" M

IN
1'-9

"
3'-6

"
4"

8'-2
"

5"
8'-2

"
5"

MIN1'-6
"

3'-3
 1/4

"
4"

1'-6
"

5"
5'-0

"
5"

4'-8
"

5"

12'-0" 4" 11'-9 1/4"

8'-2" 4" 1'-10 1/2" 6'-5 3/4" 5" 5'-9" 5" 3'-4"
1'-6" MIN

1'-8" 4" 8'-2 3/4"

5'-0" 4" 4'-10 3/4" 4" 5'-0" 2'-0 1/2" 3'-7" 4" 11'-0"

1'-0"

10'-4"
4" MIN

1'-6" 3'-3"
5"

2'-8"
4"

6'-4" 1'-0" 5'-0" 1'-6" 1'-1 1/2" 6'-7"
4"

3'-3 1/4"
MIN
1'-6" 2'-6 3/4" 3'-5 1/2" 4" 5'-0" 10"

1'-0 1/4"

2'-1" 10'-5 1/2"
5"

3'-11"
4"

6'-8"
1'-0 1/4"

7'-3 3/4"

4"

12'-2" 2'-8" 3'-8" 5'-8 1/4" 4" 5'-4 1/2" 3'-10 3/4"

5'-0
"

4"
6'-5

 1/4
"

5"
4'-8

 1/2
"

4"
8'-2

"

12'
-11

"
4"

5'-0
"

4"
4'-0

"
4"

11'
-5"

5"

2'-0 1/2"
3'-7" 1'-1 1/2"

5'-3
 3/4

"
2'-0

 1/2
"

5'-2
"

2'-0
"

4"
3'-4

 1/2
"

MIN1'-6
"

5"
3'-0

"
4"

8'-2
 3/4

"
10"

8'-2
 3/4

"
4"

3'-6
 1/4

"
5"

1'-6
" M

IN
1'-7

"
3'-4

"
4"

5'-1
0"

1'-0
"

10'
-0"

4"
11'

-0"
5"

2'-1
 3/4

"
10"

2'-1
"

4"
4'-7

 1/4
"

4"
5'-0

"
4"

4'-0
"

4"
11'

-0"
5"

2'-0
"

11'
-9 3

/4"
4"

12'
-6 1

/4"

5'-1
0"

4"
3'-4

"
1'-6

" M
IN

1'-8
"

4"
3'-0

"
5"

2'-0
 1/4

"
4"

6'-7
"

10"

5'-9
 1/2

"
4"

3'-1
0 1

/2"
4"

5'-0
"

2 1
/2"

4'-1
1"

12'
-6 1

/2"
2'-1

"
1'-0

"2'-1
"

14'
-3 1

/2"
4"

2'-0
"

5"
5'-9

"

A-125e.00
2

4'-0 1/4" 10'-7" 6'-9"
4"

6'-8"

9"
2'-1

"
23'

-8 1
/2"

TYPE-C01

LIN

CL

P.E. 7

P.E. 6

164

163

159

162

102

161

160

198

197

196

236

218

220

200

222

199

221

25

17

19
18

20

2

219

223165

26

101

1

103

104

105

106

156157
158

107

A-01

A-01

A-01

A-01

A-03

A-02A

A-02

A-03

A-08A-09

A-01

A-03

A-08

A-09

A-02

A-01

A-03A

A-09

A-04

A-02

A-09

A-02A

A-01

A-01

A-02

A-11

A-03
A-09

A-02A

A-02

A-07

A-11

A-03A

A-03A

A-03

A-07

A-02
A-02

A-12

A-01

A-03

A-02

A-03

A-02

A-02

A-08

A-06

A-02A

A-06

A-09A-09

T-05

T-05

A-09

A-09

A-02A

A-09

A-07

A-06

A-04

A-01

A-10

A-09

A-08

A-08

A-01

A-10

A-08A-03A

A-03

A-07

A-07

A-07

A-04

887 SF 5
R-22

652 SF 3
R-22

1,137 SF 6
R-22

937 SF 5
R-22

684 SF 4
R-22

936 SF 5
R-22

704 SF 4
R-22

963 SF 5
R-22

493 SF 3
R-22

675 SF 4
R-22

   = 2'-10 1/2"

MIN. 22" REQ. 
PER 1005.2

TE

TE

TE

TE

TE

TETETE

TE

TE

TE

TE

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

155 SF
33 SF8 SF
16 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

321 SF
33 SF16 SF
32 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

175 SF
33 SF9 SF
18 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

138 SF
33 SF7 SF
14 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

316 SF
33 SF16 SF
32 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

285 SF
74 SF15 SF
29 SF

36 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

179 SF
33 SF9 SF
18 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

213 SF
33 SF11 SF
21 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

121 SF
33 SF6 SF
12 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

290 SF
126 SF15 SF
29 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

136 SF
113 SF7 SF
14 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

302 SF
33 SF15 SF
30 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

113 SF
33 SF6 SF
11 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

156 SF
33 SF8 SF
16 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

291 SF
33 SF15 SF
29 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

161 SF
33 SF8 SF
16 SF

20 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

278 SF
29 SF14 SF
28 SF

29 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

142 SF
29 SF7 SF
14 SF

14 SF
ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

151 SF
29 SF8 SF
15 SF

14 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

139 SF
29 SF7 SF
14 SF

14 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

321 SF
57 SF16 SF
32 SF

29 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

302 SF
57 SF15 SF
30 SF

29 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

124 SF
29 SF6 SF
12 SF

14 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

355 SF
122 SF18 SF
35 SF

29 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

161 SF
29 SF8 SF
16 SF

14 SF

2'-5
 3/4

"

1919

19

19

1919

1919191919 1919

1919

1919

1919 1919

191919

2.2A19

2.2A7.1

19

192.2A

7.1

7.1
6.1A

6.1A

6.1A

11.2 0.2A

11.2

6.1A6.1A

6.1A

7.17.1

2.2A

2.2A

4.4

11.2

2.2A 11.2

6.1A6.1A

11.2

7.1

7.1

2.2A

7.1

7.17.1

19

2.2A

6.1A 4.4

8.2

6.1A

2.2A

8.2

8.2

19
11.2 6.1A6.1A

19

6.1A

6.1A

2.2A

11.2

19
11.2

6.1A
6.1A6.1A

11.27.17.1

2.2A

2.2A

7.17.1 11.2

11.2

11.2

7.17.17.1

7.17.1

19

7.1

2.2A

2.2A

11.2 6.1A6.1A

6.1A

11.2

2.2A 19

11.2

6.1A6.1A

6.1A6.1A
6.1A6.1A6.1A

2.2A2.2A

2.2A

6.1A
6.1A

2.2A

8.1 0.2A

8.2

8.2

0.2A

0.2A

0.2

8.18.1

8.1

8.1

0.2A

8.1

8.1

8.1
0.2

0.2A

0.2

8.1

8.1

0.2A

8.18.1
8.1

0.2A

0.2A

0.2A

0.2
0.2A

8.1

0.2

8.2

8.1

0.2A

8.1

0.2

0.2

0.3
8.1

8.1

8.20.2A

0.2A

0.2

8.1

8.2

0.2

0.2A0.3A

0.2A

8.18.1

0.2

0.2

8.18.1

0.2

0.2
8.18.1

8.18.1

0.3

0.2

0.2A

0.3A

0.2
0.2A 8.2

0.2A

0.2A

0.2A

0.2

8.1

0.2A

8.18.18.18.10.2

0.2A0.2A

8.1

0.2

8.1

0.2A

0.2A

0.2
0.2

0.2

0.2

8.2

0.2

0.2A

0.2

8.18.18.18.1

0.3

0.2

0.2

0.3

0.3A0.2

0.2

8.18.1

0.2

8.0
8.1

8.0 0.2A

0.2A

0.2

0.2A

0.2A

0.28.18.18.18.1

0.2

0.2 0.3

0.2

0.2A

0.2

0.2

0.2A

0.2A

0.2

8.1

SD CSD C SD C

SD C

2'-0"
4"

18'-0"
4"

6'-5"

0.2

0.2

0.2A

AP

AP

0.3A

NID

0.3
APNID

0.3
NID

0.3A

AP

AP

0.3

EQ
EQ

NID

AP

NID

NID

AP
NID

0.2A

0.3A

AP

0.3A

AP
NID

NID

AP

0.3

SD C

SD C
SD C

F

5'-10 1/2" 5" 3'-0" 5" 6'-2 1/2"
5'-7" 4" 10'-2 1/4" 4" 11'-0"

12'
-10

 1/2
"

14'-2" 2'-0 3/4" 4" 8'-8 3/4" 3'-9 1/2"

NID

CL

A-09

0.2A

A-09
CL

13'-1"
4"

10'-4"

A-06

SD C

12 INCH DROP SOFFIT
AT KITCHENETTE PER

BC 1211.2

TYPE-C02

4'-1
 1/4

"

12'-10"

ø 5'-0"

ACCOMODATES 24"X76"
AMBULANCE STRETCHER

PER BC SECTION 3002.4.

6'-4
"

2'-0"

8.1

0.2 0.2A0.3A

8.1

0.2A

0.2A

0.2A

0.2A

0.2A

0.2

0.2A

0.2
0.2

0.3
0.2A

8.18.18.1

0.2A

0.2

0.3

0.2

DISTANCE BETWEEN STAIRS = 266'-6"

MIN DISTANCE = 15'-0"

SDC

SDC

6'-11 1/2"

AB

C

D

E F

G

H

HPD AREA = 821 SF

HPD AREA = 420 SF

HPD AREA = 587 SF

HPD AREA = 790 SF

HPD AREA = 580 SFHPD AREA = 985 SF

HPD AREA = 821 SF

HPD AREA = 603 SF

HPD AREA = 819 SF

HPD AREA = 627 SF

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

310 SF

LIVING
AREA/DINING

AREA/KITCHEN
151 SF

BEDROOM

BATH
TYPE-01

120 SF
BEDROOM

954 SF
Z 2BR

155 SF
BALCONY

17'-10 1/4" 4" 10'-6" 4" 2'-0" 4" 11'-4 1/2"

1'-6
"

12'
-1 1

/4"
4'-5

 1/2
"

1'-2
 1/4

"

9 1
/4"

10'
-1 1

/4"
4"

2'-0
"

4"
5'-9

"
2'-1

"

13'
-2"

4"
5'-9

"
4"2'-1

"

8'-2
"

4"
7'-0

"
4"

5'-1
 1/4

"

8'-6" 4" 3'-4" 2'-0 1/2" 7'-5 1/2" 4" 10'-3" 1'-6 1/2"

TYPE-C01

CL

LIN

CL
11'-10"

5" 3'-1"

160
198

197

A-01

A-08

A-03

A-02A-02

A-09

A-08

2'-5
 3/4

"
5'-8

 1/4
"

10"

6.1A

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

310 SF
0 SF16 SF

31 SF

0 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

120 SF
0 SF6 SF

12 SF

0 SF

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

151 SF
0 SF7 SF
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2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE
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MECHANICAL
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"
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-5 1
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ACCOMODATES 24"X76"
AMBULANCE STRETCHER

PER BC SECTION 3002.4.

ACCOMODATES 24"X76"
AMBULANCE STRETCHER

PER BC SECTION 3002.4.
P.E.5

P.E.4
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"

2'-0"

P.E.1 P.E.2 P.E.3
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6'-4"
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7.1
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SD C
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C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN
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ROOF DRAIN
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OD
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FD
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F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
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GROUP OCCUPANCY
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GROSS AREA
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1'-3 1/4"

3'-8" 5 3/4" 3'-8"
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?
?

10'
-11
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"

2'-2
 1/2

"
29'

-8 3
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5"
6'-6

"
5"

11'
-8"

A-503.00
5

2'-2 1/2" 9'-9 3/4" 5" 18'-9 3/4"
5"

7'-11 3/4" 5" 15'-6 1/2" 5"

STAIR D

119
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55
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174
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54
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116

261

5" 17'-9 1/2" 5" 6'-10 3/4" 5"

7-22

7-20

7-18
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7-17 7-16

7-21

CORRIDOR
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R-2 ACCESSORY2

NORTH TOWER
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8.2

8.0

8.2

2.2A

2.2A

2.2A

8.2

4.4

8.2

8.2

8.2

2.2A

2.2A

2.2A

8.2

10.1

2.2A
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7.17.1

ELEC/ CLOSET

MECHANICAL

+82'-3" T.O.F.F.

+81'-0"

517'-1
"

31'
-9"

5"
4'-0

"
5"

POOL STORAGE

EL. T.O.F.F. +81'-2"

ACCOMODATES 24"X76"
AMBULANCE STRETCHER

PER BC SECTION 3002.4.
P.E.5

P.E.4

6'-4
"

2'-0"

EL. +81'-2" T.O.F.F.
EL. +81'-0" T.O.S.

7-23

7-24
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TERRACE
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5'-0
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3,299 SF 64
R-2 ACCESSORY2
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93 SF 1
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52

56

SL
OP

E
SL

OP
E LINEAR DRAIN ALL

AROUND POOL

AB

C

D

E F

G

H

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.
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MAX DEAD END

150 SF 1
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UNIT OCCUPANCY TAG
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GROSS AREA
(OF UNIT LEVEL) NUMBER OF
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GFI

DN

1,295 SF

POOL
SEATING -
OUTDOOR
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"
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-8"
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"
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1'-10 3/4"
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11'-3 3/4"

2'-2 1/2" 9'-9 3/4" 5" 18'-9 3/4"
5"

7'-11 3/4" 5" 15'-6 1/2" 5" 27'-6 1/2"

117

255

250

254

12

201
224

10

179

181

252
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251257A

248A

170A

166

73

116

256A

261

6'-7 1/2" 5" 1'-8" 5'-0" 3'-0" 3'-5" 5'-0"

7-22

7-37

7-21

7-33 7-35 7-36

2,960 SF 60
R-2 ACCESSORY2
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R-2 ACCESSORY2

POOL

SWITCHGEAR- N
TOWER

78 SF 1
R-2 ACCESSORY2

NORTH TOWER
ATS ROOM

2.2A
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8.2
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8.2

8.0
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2.2A

MECHANICAL

+82'-3" T.O.F.F.

+82'-3" T.O.F.F.

+82'-3" T.O.F.F.

+81'-0"+81'-0"

9
11

517'-1
"

8

POOL STORAGE

EL. +82'-3" T.O.F.F.

EL. +82'-3" T.O. PAVERS
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HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN
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FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
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UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY
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GROSS AREA
(OF UNIT LEVEL) NUMBER OF
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UP DN
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STAIR G

BOXING

WEIGHTS
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L

CARDIO

65 SF
TELE.

3'-6
"

7 1
/2"

5'-0
"

1'-6
"

1'-1
 3/4

"

20'
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"
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"
13'
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"
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"
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"
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"
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"
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38'-0"
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5"

A-504.00
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4'-11 1/2"
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STAIR E
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P.E. 9
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23
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2

5
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27
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3

6
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4

1
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7-53 7-54

7-52

7-48

7-49

= 2'-6"

MIN. 22" REQ. 
PER 1005.2

STAIR G

TYPE-09

ROOF DECK

995 SF 4
R-2 ACCESSORY2

864 SF 3
R-2 ACCESSORY2

3,617 SF 50
R-2 ACCESSORY2

90 SF 1
R-2 ACCESSORY2

MECH. EXHAUST
FAN RM.

WATER SERVICE
ROOM

FITNESS AREA

TELECOM

WORKOUT ROOM

ELECTRICAL
ROOM_S

79 SF 1
R-2 ACCESSORY2

TRAVEL DISTANCE = 119'- 4"
MAX DISTANCE = 200'-0"

8.28.2 8.2

8.2

7.12.2A

2.2A

2.2A

2.2A

2.2A

8.28.28.2

8.2

8.1

8.2

8.2

8.2 2.2A

2.2A

2.2A

2.2A

8.28.2

8.2

8.2

8.2 8.28.2

8.2

8.2

2.2A

8.28.2

8.2 8.2

18

10.1 10.1

2.2A

2.2A

2.2A

8.1

8.2

8.1

8.2

8.2

2.2A

8.2
10.1

10.1
8.2

8.1

8.2
5.1A

7.1

7-47

6'-7
 1/4

"

+82'-3" T.O.F.F.

9
11

17

13'
-0"

8

2'-2
 1/2

"

HANDRAILS
COMPLIANT WITH
ANSI A117.1-2003-
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ACCOMODATES 24"X76"
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PER BC SECTION 3002.4.
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1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN
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R-22
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A Tetra Tech Company
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(212) 615-3726

WSP
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MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
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77-87
Commercial Street

McLaren Engineering Group
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Cosentini
A Tetra Tech Company
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Simpson Gumpertz & Heger
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ROOF DECK -
BOCCE BALL

ROOF DECK -
SHUFFLE
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ELEV
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HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN
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MAX DEAD END
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(OF UNIT LEVEL) NUMBER OF
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WSP
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MPFP LLC / M. Paul
Friedberg & Partners
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Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-127e.00

7TH FLOOR ENLARGED PLAN

BROOKLYN, NY 11222

82 OF 168

 1/4" = 1'-0"1 7TH FLOOR PLAN

2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



MECHANICAL
AREA

ROOF DECK -
BOCCE BALL

ROOF DECK -
SHUFFLE
BOARD
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A-505.00
14
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ROOF  TERRACE
7 FLOOR

12,759 SF 74
R-2 ACCESSORY2

TRAVEL DISTANCE = 100'- 3"
MAX DISTANCE = 200'-0"

EL. +81'-2"

EL. +81'-1 1/2"
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HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.
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MAX DEAD END
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UNIT OCCUPANCY TAG
ZONING USE
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GROSS AREA
(OF UNIT LEVEL) NUMBER OF
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WSP
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MPFP LLC / M. Paul
Friedberg & Partners
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E F
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14

713 SF
T 1BR

749 SF
S 1BR

882 SF
R 1BR

636 SF
O 1BR

423 SF
N 0BR

641 SF
Q 1 BR

764 SF

MECH. -EXHAUST
NORTH

625 SF
P 1BR

736 SF
U 1 BR

DEAD END = 50'-0"
DEAD END = 31'-2"
MAX. DISTANCE = 80'-0"

TRAVEL DISTANCE = 59'-4"
MAX. DISTANCE = 200'-0"

STAIR B STAIR A
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TYPE-C07
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LEGEND
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UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.
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HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.
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Registered Architect
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CetraRuddy Architecture DPC
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Cosentini
A Tetra Tech Company
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(212) 615-3726

WSP
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(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
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A Tetra Tech Company
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(212) 271-0111
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HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.
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NOTES
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CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
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9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES
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(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111
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UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 1/4" = 1'-0"
1410.00

A-130.00

ENLARGED PLAN FLOORS 10-25 - NORTH
TOWER

BROOKLYN, NY 11222

92 OF 168

 1/4" = 1'-0"1
10TH-25TH FLOOR TYP. LOWER FLOOR PLAN
NORTH

OCCUPANCY LOAD - 10TH-25TH_NORTH

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  M R-2 1,007 SF 200 5
APT.  N R-2 452 SF 200 2
APT.  O R-2 458 SF 200 2
APT.  P R-2 432 SF 200 2
APT.  Q R-2 633 SF 200 3
APT.  R R-2 402 SF 200 2
APT.  S R-2 911 SF 200 5
APT.  T R-2 648 SF 200 3
APT.  U R-2 558 SF 200 3
APT.  V R-2 409 SF 200 2
APT.  W R-2 880 SF 200 5

Grand total 34

2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 1/4" = 1'-0"
1410.00

A-131.00

ENLARGED PLAN FLOORS 10-18 - SOUTH
TOWER

BROOKLYN, NY 11222

93 OF 168

 1/4" = 1'-0"1 10TH-18TH TYPICAL LOWER FLOOR PLAN _SOUTH

OCCUPANCY LOAD - 10TH-18 TH_ SOUTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  A R-2 663 SF 200 3
APT.  B R-2 647 SF 200 3
APT.  C R-2 463 SF 200 2
APT.  D R-2 711 SF 200 4
APT.  E R-2 979 SF 200 5
APT.  F R-2 902 SF 200 5
APT.  G R-2 434 SF 200 2
APT.  H R-2 615 SF 200 3
APT.  I R-2 422 SF 200 2
APT.  J R-2 406 SF 200 2
APT.  K R-2 785 SF 200 4

Grand total 35

2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN
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FLOOR DRAIN

OD
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F COMBINATION FIRE ALARM
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GROSS AREA
(OF UNIT LEVEL) NUMBER OF
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A-132.00

ENLARGED PLAN FLOORS 26-36 - NORTH
TOWER

BROOKLYN, NY 11222

94 OF 168

OCCUPANCY LOAD - 26TH-36TH_NORTH

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  M R-2 944 SF 200 5
APT.  N R-2 707 SF 200 4
APT.  O R-2 861 SF 200 4
APT.  P R-2 926 SF 200 5
APT.  Q R-2 919 SF 200 5
APT.  R R-2 632 SF 200 3
APT.  S R-2 739 SF 200 4
APT.  T R-2 1,179 SF 200 6

Grand total 36

 1/4" = 1'-0"1 26-36TH TYPICAL UPPER FLOOR PLAN_NORTH

2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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0.2A

0.2A

0.3

11.2

0.3

0.2A

5.1A

5.1A

8.0

8.1
8.1

8.1

8.2

8.1

18

6.1A

6.1A

11.2
3.2

8.1 0.2

8.28.2

11.2

19191919

8.2

8.2

8.2 8.1

0.2A

0.2A

0.3A

0.2

8.2

8.1
0.2A

5.1A

8.20.2A

8.1

2.2A

10.1

8.1

2.2A

8.1191919

11.26.1A

2.2A
11.2

0.2A

8.1

11.23.2 11.2

0.2A

0.2

0.2A

8.2

8.2

8.2
8.1

8.1

8.1

0.2A

3.2 8.1

8.1

11.2

0.2A

0.2A

0.2

0.2A

0.3A

6.1A

8.1

5.1A5.1A

6.1A

0.2A

0.2A0.2A

0.2A

0.2

5.1A191919

8.1

0.3A
0.2A 5.1A

6.1A6.1A

6.1A6.1A6.1A6.1A

8.1

SDC

STAIR E EVEN FLS
STAIR F ODD FLS

STAIR E ODD FLS
STAIR F EVEN  FLS

KITCHEN

KITCHEN

KITCHEN

KITCHEN

KITCHEN KITCHEN

KITCHEN

KITCHEN

5.1A

0.3

0.2A

AP 8.1

8.1

8.2

0.2A

1'-10"
NIDAP

191919
NID

1'-9"
AP

AP

NID
0.3A

AP

0.3

0.3A

NID

0.2A

0.3A

0.2A

0.2A
AP

NID

6.1A

NID

0.3
AP

AP

NID

0.2NID AP

4'-0
"

0.3

1'-8 1/2"

0.2A

APNID

0.2

NID

0.2

8"

16

10"

2'-0
 3/4

"

36'
-5 1

/4"
26'

-7 1
/2"

13'
-10

 1/2
"

5"

5

TYPE-03A

12'
-2"

2'-1
0"

3'-6
"

2'-1
"

4"
11'

-0"
5"

14'
-3 3

/4"
4"

3'-7
 1/4

"
10'

-1 1
/2"

4"
1'-1

0"
5"

10'
-8 3

/4"
4"

1'-1
1 1

/2"
8 3

/4"
9'-2

 1/4
"

5"
11'

-7 1
/2"

5"
11'

-2"
4"

14'
-5"

2'-7
 3/4

"

3'-3
"

MIN1'-6
"

4"
5'-0

"
10"

1'-3
 1/4

"1'-6
"

5'-0
"

4"
8'-7

 3/4
"

2'-1
"

10'
-10

 3/4
"

4"
5'-0

"
1'-6

" 1'-2
"

10"
5'-0

"
4"

MIN1'-6
"

3'-3
"

7'-3
 1/2

"
3'-4

 1/2
"

MIN1'-6
"

10'
-11

 3/4
"

4"
5'-0

"
1'-6

"1'-1
"

10"
5'-0

"
4"

MIN1'-6
"

3'-3
"

11'
-8"

2'-3
"

4'-5
"

2'-1
"

4"
11'

-0"
3 1

/4"
1'-4

"
8 3

/4"
3 1

/4"
2'-1

"
13'

-1 1
/4"

10"
3'-7

"
4"

12'
-6"

5"
15'

-5"
5"

14'
-8 1

/2"
5"

11'
-2"

4"
14'

-6"
4'-6

 3/4
"

12'
-3 1

/2"
4"

5'-0
"

1'-6
"

1'-3
 1/4

"
10"

5'-0
"

4"
1'-6

" M
IN

1'-8
"

3'-6
 1/4

"

3'-4" 12'-4 3/4" 4" 12'-2 1/2" 5" 12'-8 1/2" 4" 3'-6 1/4" 9'-3" 3'-1"

4'-2 1/2"
4" 3'-6" 4" 8'-11 1/4" 3'-9"

10'-7 1/2" 4" 1'-10" 4" 19'-2 1/2" 5" 13'-10 1/2" 4" 1'-10" 4" 10'-11 1/2"

9'-1 3/4" 1'-2" 7'-8"

3 1/4"

10'-5" 4" 1'-10" 4" 5'-0" 1'-6"
1'-4"

2'-1" 3'-6" 2'-1" 5" 9'-6"

14'-5" 4" 4'-1" 1'-1"
4"

5'-8 1/4" 2'-5 3/4"

1'-6" 5'-0" 4" 9'-1 3/4"

11'-11 3/4" 4" 3'-0" 10 1/4"

2'-2 1/4"
4"

10'-1 3/4"

5'-3"

11'-11 1/2"
4"

1'-10"
5"

3'-6" 2'-5 1/2"

10'-1 1/2" 4'-0"
2'-0"

4" 12'-8"

2'-1" 4" 12'-3" 5" 12'-0" 4" 2'-1" 3'-6" 10'-9"9'-9 1/2" 3'-2" 3'-6"

3'-10 1/4" 10'-11 1/2"

12 INCH DROP SOFFIT
AT KITCHENETTE PER
BC 1211.2

12 INCH DROP SOFFIT
AT KITCHENETTE PER

BC 1211.2

12 INCH DROP
SOFFIT AT
KITCHENETTE
PER BC 1211.23'-4

"3'-0
"

3'-6
"

3'-6
"

MIN1'-7
"

TYPE-A04A

ACCOMODATES
24"X76"
AMBULANCE
STRETCHER
PER BC
SECTION
3002.4.

6'-4
"

3A 28

0.2A

0.2

0.3

8.1

0.2

0.2

6'-6
"

0.2A
0.2

0.2

0.2

TYPE-D04

A-511.00
3

D
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TA
N

C
E 

B
ET

W
EE

N
 S

TA
IR

S 
= 

17
'-1

1"
M

IN
 D

IS
TA

N
C

E 
= 

15
'-0

"

129
'-9"

56'-11 1/2"
28'-0" 28'-11 1/2"

57'
-10

 1/2
"

20'
-1"

47'
-8"

2'-1
0"

128
'-5 

1/2
"

4'-5" 57'-8" 2'-6"
64'-7"

4'-9
"

67'
-6"

10'
-9 1

/4"
46'

-8 3
/4"

10'-2 3/4" 2'-5 1/4"

3'-2"

A-404.00
12

SD C

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

AR
CH

IT
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T
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IE

NT

ST
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R

ME
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R
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DR
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 D
ES

IG
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 1/4" = 1'-0"
1410.00

A-133.00

ENLARGED PLAN FLOORS 19-26  - SOUTH
TOWER

BROOKLYN, NY 11222

95 OF 168

 1/4" = 1'-0"1 19TH-26TH TYPICAL UPPER FLOOR PLAN _SOUTH

OCCUPANCY LOAD - 19TH-26 TH_SOUTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  A R-2 987 SF 200 5
APT.  B R-2 408 SF 200 2
APT.  C R-2 457 SF 200 2
APT.  D R-2 707 SF 200 4
APT.  E R-2 981 SF 200 5
APT.  F R-2 908 SF 200 5
APT.  G R-2 637 SF 200 3
APT.  H R-2 642 SF 200 3
APT.  I R-2 412 SF 200 2
APT.  J R-2 936 SF 200 5

Grand total 36

2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE

SD C

TOILET EXHAUST
SMOKE DETECTOR/
CARBON MONOXIDE DETECTOR

3-HR FIRE RATED
PARTITION OR WALL

87

72A

86

85

T-01

8.02.2A

5.1A

8.1

7.1

0.2

8.1

5.1A

8.1

8.1

0.2A

0.2A

8.1

5.1A

2.2A

0.2A

191919

2.2A

2.2A

5.1A

1919

19

0.2A

4.2

191919

191919

191919

0.2A

8.2

TE

TE

TE

TE

TE

TETE

TE

TE

TE TE

TE

TE

TE

SD C

SD C

SD C

SD C

SD C

SD C

SDC

SD C

SD C

SD C

SDC

SDC

SD C

SDC

SDC

WIC

2'-6 1/4" 8'-1 3/4"
4"

4'-9"
4"

3'-0" 4" 4'-1 3/4"
8 1/4" 4"

2'-1 3/4" 3'-4" 1'-0" 6'-7" 5" 3'-3"
MIN
1'-6"

6 1/4"

0.2A

0.2A

2.2A

NID

AP

AP

NID
NID

8.1

8.1

0.2A

0.2

19191919

0.2A8.1

8.1 0.2A

8.1

3.2

8.18.1 8.1

0.2A

0.2A

11.2
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191919
7.1
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7.1 0.2A

2.2A

2.2A
8.0 8.0

8.1
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0.2A

8.1
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11.2
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0.2

1919 8.119

8.1
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0.2A
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2.2A 8.1

5.1A

8.1

0.2A8.2
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8.1

8.02.2A

8.1
8.2

8.1

7.1

0.2

8.1

8.1

0.2A

8.1

19

8.1

8.2 8.1

8.1

8.0

8.18.1

0.2A

2.2A

0.20.2A 0.2A

19191919

2.2A

2.2A

5.1A

5.1A
1919

0.2

3.2

8.1

19191919

4.2

8.2

0.2A

5.1A5.1A5.1A5.1A

5.1A

0.2A

0.2A 5.1A
19191919

0.2A

0.2A

8.1

0.2A

0.2A

0.2A

8.1

0.2A

0.2A

0.2

8.1 8.2

0.2A

0.2

8.1

0.2A

1919
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2.2A

5.1A
4.2

191919

191919

191919

5.1A

10.110.15.1A

0.3A

0.2A

0.3

0.2A 0.3

0.3A

0.2A

0.2A
0.3

0.2

8.1

5.1A
0.2A

0.2

0.2 0.2A

8.1

0.2

0.2A

0.20.2A

4.2

4.2

0.2
0.2

0.2

0.2A

0.2A

0.2A

A-01A-01

A-03

A-01 A-03

A-03

A-03

A-02

A-03

A-02

A-02

A-11

A-02

A-05

A-11

A-07

A-03A

A-02

A-08

A-01

A-03

A-03

A-08

A-08

A-09

A-08

A-02

A-05

A-09

A-07

A-02

A-02

A-05

A-02

A-02

A-03

A-04

A-03

A-05

A-08

A-08

A-03

A-04

T-01
T-03

A-02

A-08

A-03A

A-08

T-04

T-04

A-03A-03A

A-10 A-04

TYPE-A02C

TYPE-03 TYPE-03A

TYPE-06

TYPE-04

TYPE-05

TYPE-04A TYPE-05

TYPE-A02C

TYPE-03A

TYPE-03

TYPE-03

TYPE-A02C

TYPE-05

TYPE-07A

TYPE-04A

TYPE-06
TYPE-A02B

5'-1
1 1

/2"

1'-0
"

8'-1
 1/2

"

5'-1"

5'-1"

STAIR A ODD FLS.
STAIR B EVEN FLS.

STAIR A EVEN FLS.
STAIR B ODD FLS.

KITCHEN

KITCHEN

KITCHEN

KITCHEN

TRAVEL DISTANCE = 66'-5"
MAX DISTANCE = 200'-0"

TRAVEL DISTANCE = 54'-10"
MAX DISTANCE = 200'-0"

1,283 SF
N 2BR

1,427 SF
M 3BR

1,508 SF
P 3BR

1,559 SF
O 3BR

958 SF
ELEV. LOBBY

ELEC.CL.

61

73A

83

84

87

66A

56A

68A

54A

51A
72A

76A

52A

57A 60A

82

74A

71A

80A

67A

79

65

86

59A58A

85 70A

63

64

1,283 SF 7
R-22

1,559 SF 8
R-22

1,508 SF 8
R-22

1,427 SF 8
R-22

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

391 SF
202 SF20 SF
39 SF

51 SF

391 SF
LIVING/DINING

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

230 SF
0 SF12 SF

23 SF

0 SF

230 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

166 SF
53 SF9 SF
17 SF

13 SF166 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

135 SF
66 SF7 SF
14 SF

25 SF135 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

180 SF
72 SF9 SF
18 SF

25 SF

180 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

142 SF
95 SF7 SF
14 SF

17 SF

142 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

141 SF
84 SF7 SF
14 SF

15 SF

141 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

384 SF
300 SF19 SF
38 SF

83 SF 384 SF
LIVING/DINING

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

195 SF
119 SF10 SF
20 SF

36 SF

195 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

168 SF
84 SF9 SF
17 SF

15 SF

168 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

126 SF
84 SF7 SF
13 SF

15 SF

126 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

141 SF
90 SF7 SF
14 SF

15 SF

141 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

404 SF
317 SF20 SF
40 SF

83 SF

404 SF
LIVING/DINING

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

160 SF
84 SF8 SF
16 SF

25 SF
160 SF

BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

425 SF
342 SF22 SF
43 SF

69 SF
425 SF

LIVING/DINING

P.E.1 P.E.2 P.E.3

2'-5
 3/4

"
5'-8

 1/4
"

4"

8"
13'

-5"

5'-1
0"

4'-0
"

7'-9
 3/4

"
4"

6'-4"

3'-6
"

17'
-7 3

/4"
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 1/4" = 1'-0"
1410.00

A-134.00

ENLARGED PLAN FLOOR 37 - NORTH
TOWER

BROOKLYN, NY 11222

96 OF 168

TOTAL STAIR  REQ'D:   0.3" X  31 = 9.3"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X  31 = 6.2"    PROVIDED:   72"

 1/4" = 1'-0"2 LEVEL 37 PLAN NORTH

OCCUPANCY LOAD - 37 TH_ NORTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  M R-2 1,427 SF 200 8
APT.  N R-2 1,283 SF 200 7
APT.  O R-2 1,559 SF 200 8
APT.  P R-2 1,508 SF 200 8

Grand total 31

2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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UP

DN

HPD TAG

LEGEND

1000 SF
37 1BR

UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN

OVERFLOW DRAIN

ROOF DRAIN

FLOOR DRAIN

OD

RD

FD

UNIT AREA

F COMBINATION FIRE ALARM
SPEAKER/STROBE

MAX DEAD END

150 SF 1
R-22

UNIT OCCUPANCY TAG
ZONING USE
GROUP OCCUPANCY

GROUP

GROSS AREA
(OF UNIT LEVEL) NUMBER OF

ALLOWED
OCCUPANTS

TE
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BROOKLYN, NY 11222

97 OF 168

 1/4" = 1'-0"2 LEVEL 27  PLAN SOUTH

OCCUPANCY LOAD - 27TH_SOUTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  A R-2 1,281 SF 200 7
APT.  B R-2 680 SF 200 4
APT.  C R-2 960 SF 200 5
APT.  D R-2 928 SF 200 5
APT.  E R-2 680 SF 200 4
APT.  F R-2 1,239 SF 200 6

Grand total 31

2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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UNIT TYPEUNIT NAME
APARTMENT UNIT TAG

2-HR FIRE RATED
PARTITION OR WALL

1-HR FIRE RATED
PARTITION OR WALL

EGRESS TRAVEL PATH

NOTES
1.  ALL APARTMENTS ARE PROVIDED WITH SMOKE /

CARBON MONOXIDE DETECTORS, COMPLYING WITH
N.Y.C. B.C. 908.7.  SEE REFLECTED CEILING PLANS, A-
200 SERIES DWGS, FOR LOCATIONS.

2.  ALL KITCHEN AND BATHROOMS TO COMPLY WITH
ACCESSIBILITY REQUIREMENTS OF ICC 1003-TYPE A,
FHA SPECIFICATION B, AND UFAS.  SEE A-600 SERIES
DRAWINGS.

3. ALL LOT-LINE WALLS SHALL BE 2-HR FIRE RATED
4.  ALL LOT-LINE WINDOWS SHALL BE SPRINKLERED
5. ALL COMMON CORRIDOR WALLS SHALL BE 2-HR FIRE

RATED; SEE PARTITION SCHEDULE G-004.
6.  ALL COMMON CORRIDOR DOORS SHALL BE 1 1/2 HR

FIRE RATED; SEE DOOR SCHEDULE G-006.
7. PROJECT DATUM 0'-0" = NAVD 1.095
8.  REFER TO FINISH BOOK (APPENDIX A), SCHEDULES,

AND SPECIFICATIONS FOR ALL PUBLIC SPACE
FINISHES AND FURNISHINGS.

9. ALL DUCT SLAB OPENINGS ARE 2" LARGER THAN
DUCT SIZE ON ALL FOUR SIDES

10. ALL UFAS COMPLIANT UNITS SHALL BE EQUIPPED
WITH COMBINATION FIRE ALARM SPEAKER/STROBE

HPD AREA = 1000 SF

OCCUPANCY LOAD CALCULATION FOR RESIDENTIAL
USE AS PER TABLE 1004.1.2 IS 200 SF FLOOR AREA
PER OCCUPANT.

NON FREEZE WALL
HYDRANT

EXIT SIGN
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 1/4" = 1'-0"
1410.00

A-136.00

ENLARGED PLAN FLOORS 38-40 - NORTH
TOWER

BROOKLYN, NY 11222

98 OF 168

 1/4" = 1'-0"1 38-40TH. TYPICAL PLAN_NORTH
OCCUPANCY LOAD - 38TH-40TH_NORTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  M R-2 1,469 SF 200 8
APT.  N R-2 1,283 SF 200 7
APT.  O R-2 1,559 SF 200 8
APT.  P R-2 1,508 SF 200 8

Grand total 31

TOTAL STAIR  REQ'D:   0.3" X  31 = 9.3"    PROVIDED:   88"
TOTAL DOOR   REQ'D:  0.2" X  31 = 6.2"    PROVIDED:   72"

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



UP

DN

DN

UP

960 SF
C 2BR

928 SF
D 2BR

680 SF
E 1BR

1,239 SF
F 3BR

1,337 SF
A 3BR

680 SF
B 1BR

964 SF
ELEV. LOBBY

W/D

ELEC.CL.

W/D

P.E. 10

P.E. 9

P.E. 8

TYPE-A02TYPE-04

TYPE-04

TYPE-03A

TYPE-D05

TYPE-A02A

TYPE-04A

TYPE-C08

TYPE-03A

TYPE-07A

TYPE-A04TYPE-A04

2A

4A

16A
3A

1A
19A

17A

5A

8A

29

9A

18A

15A

20A

10A

14A

22B

28A

7A

23A

11 12

13

21

25

26

27

22A

TYPE-03A

2'-6" 4"
3'-6" 7'-0 1/2" 2'-6 1/2" 5" 5'-0" 5" 14'-2" 13'-6 3/4"

11'-6 1/2" 3'-7" 4" 12'-1 3/4"

1'-11 3/4" 2 1/4"

10'-8" 4" 1'-10"

4 1/2" 7 1/4" 5'-1 1/2"
5 3/4"2'-6 1/2"

7 1/4" 3'-8"
9 1/2"

3'-8" 1'-2 1/4" 2'-5 3/4" 5'-8 1/4" 4" 4'-7"

3'-6 1/4" 1'-11" 6'-6 3/4" 5" 2'-4 3/4"
4"

12'-1 1/2" 4" 3'-6"
4"

2'-6" 5" 5'-4 3/4"

4"
7'-2" 3'-7 1/2"

11 3/4"
10" 5'-0" 4" 4'-10 3/4" 4" 9'-7"

19'-3 3/4" 5" 3'-5" 1'-1
0 1

/2"

5 1/2"2'-10 1/4" 4" 5'-0 1/2" 4'-7" 2'-3"

3 1/4" 2'-8 1/2" 4"

1'-10"

3'-2
 1/4

"

2'-6 1/4" 5'-8 1/4" 4" 2'-6 1/2"
5"

1'-10 1/2"

2'-1
1"3'-9"

4"
5"

3'-2 1/2"
5"

5'-0"

4'-6"
4"

4'-0"
4" 5'-8 1/4"

2'-5 3/4"
5" 2'-2 3/4"

3" 5'-8 3/4" 4" 4'-10" 4"

8'-5 3/4"

7'-9" 3'-6"

4'-0"

4" 9"
4"

5'-7 3/4" 2'-6 1/4"

4" 2'-7 1/2" 4" 3'-6"

9'-11 3/4"
2'-1"

5'-0
"

1'-6
"

5'-0
"

4"2'-8
"

3 1
/4"

1'-0
"

1'-0
"

3 1
/4"

3'-6
 3/4

"
1'-8

"
2'-2

" 4"
5'-0

"
10"

2'-4
"

4'-3
 1/2

"
4"

4'-2
"

2'-1
"

4'-6
"

2'-7
 1/2

"
1'-6

" M
IN

1'-8
"

3'-6
 1/2

"

4'-6
"

1'-0
"

2'-0
"

4"
2'-3

"
3'-5

 1/4
"4"

5'-0
"

10"

2'-9
"

6 3
/4"

10'
-9 1

/4"

1'-0
"

30'
-2 1

/2"
3'-0

"
6'-1

1"

4"
8'-0

 3/4
"

4'-1
0 1

/4"
11"

5'-3
"

4"
5"

3'-0
"

5'-8
 1/4

"
2'-5

 3/4
"

3'-4
"

4"
4'-9

 1/2
"

2 1
/2"

1'-8
"

2 1
/2"

14'
-10

 1/2
"

4'-3
"

11"
2'-1

 1/4
"

5'-2
 3/4

"
5"

4'-0
 3/4

"
2'-4

 1/2
"

2'-1
0"

5"
10'

-5 1
/4"

4"
1'-1

0"
4"2'-1

 1/2
"

4'-4
 1/2

"
2'-3

"
11'

-8 1
/2"

5 3
/4"1'-6
"

6"

10"
5'-0

"

2'-6
"

5'-6
 1/4

"
4"

2'-0
"

4"
5'-1

1 1
/4"

12'
-2 1

/4"
4"

5'-0
"

1'-6
"

1'-2
"

A-01

A-01

A-03

A-02

A-03

T-01

T-03

T-01

A-01

A-10

A-01

A-08

A-02

A-03

A-02

A-02

A-09

A-09

A-03A

A-09

A-03

A-09

A-10

A-03

A-01

A-10

A-06

A-02

A-09

A-09

A-02A

A-05

A-08

A-05

A-02

A-09

A-08

A-09

A-02

A-08

A-07

A-09

A-03A

A-05

A-03A

A-02

A-05

A-02

A-02A-08

A-01

A-03

A-08

A-09

A-08

T-04

T-04

= 2'-6"

MIN. 22" REQ. 
PER 1005.2

TR
AV

EL
 D

IST
AN

CE
 = 

85
'-5

"
MA

X D
IST

AN
CE

 = 
20

0'-
0"

DE
AD

 EN
D 

= 3
2'-

11
"

MA
X D

IST
AN

CE
 = 

80
'-0

"

TRAVEL DISTANCE = 73'-9"
MAX DISTANCE = 200'-0"

1,337 SF 7
R-22

680 SF 4
R-22

960 SF 5
R-22

928 SF 5
R-22

680 SF 4
R-22

1,239 SF 6
R-22

SD C

SD C

SD C

SD C

SD C

SD C

SD C

SD C

SDC

SD C

SD C

TE

TE

TE

TE
TE

TE

TE

TE

TE
TE

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

168 SF
91 SF9 SF
17 SF

13 SF

168 SF
BEDROOM ROOM AREA:

LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

301 SF
169 SF15 SF
30 SF

28 SF
301 SF

LIVING/DINING

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

134 SF
53 SF7 SF
13 SF

13 SF

134 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

136 SF
63 SF7 SF
14 SF

15 SF

136 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

314 SF
297 SF16 SF
32 SF

68 SF

314 SF
LIVING/DINING

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

135 SF
42 SF7 SF
14 SF

15 SF
135 SF

BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

145 SF
92 SF8 SF
15 SF

17 SF

145 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

280 SF
90 SF14 SF
28 SF

31 SF
280 SF

LIVING/DINING/KITCHEN

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

128 SF
72 SF7 SF
13 SF

17 SF

128 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

128 SF
72 SF7 SF
13 SF

17 SF

128 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

151 SF
63 SF8 SF
15 SF

15 SF

151 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

384 SF
264 SF19 SF
38 SF

66 SF

384 SF
LIVING/DINING

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

127 SF
72 SF7 SF
13 SF

17 SF

127 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

106 SF
84 SF6 SF
11 SF

15 SF

106 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

147 SF
72 SF8 SF
15 SF

17 SF
147 SF

BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

137 SF
95 SF7 SF
14 SF

17 SF137 SF
BEDROOM

ROOM AREA:
LIGHT PROVIDED:
AIR PROVIDED:

LIGHT REQ'D (10%):
AIR REQ'D (5%):

325 SF
114 SF17 SF
33 SF

27 SF
325 SF

LIVING/DINING

0.2A

8.1

8.2

8.1
8.1

8.1

11.2

4" 8'-0 3/4"

0.2

8.20.2A

8.1

6.1A 6.1A

0.2A

8.1

0.2A

0.2

0.3

11.22.2A

8.2 0.3

0.2

8.2

8.1
8.18.1

5.1A

8.0

5.1A5.1A
0.2A

8.1

8.1

0.2

0.2A 8.1

0.2
5.1A1919

4.2

8.0

5.1A

6.1A

6.1A

0.2A8.1

8.1

19191919

0.2A

11.2

8.1

19

4.2

0.2A

7.1

0.2A

0.2A 7.1

7.1
19191919

7.1

2.2A

8.1

8.1

0.2A

0.2

7.1

0.2A

7.17.1

0.2A

8.1

0.2 191919

8.0 8.2

0.2 0.3

5.1A

8.1

5.1A0.2

8.2

11.2

8.1

18 10.1

10.1

18

8.1

0.2

0.2A

8.1

8.2

8.20.2A

8.1

8.1

11.2

8.1
8.0

8.1

8.2

8.1

8.1

0.3A

5.1A

2.2A

2.2A

19

2.2A

0.2A

0.2A

0.2A

0.2

0.2A

8.1

8.1

0.3
8.1

8.0

19
2.2A

1919

7.1

7.1

7.1 7.1
7.1

6.1A

6.1A 0.211.2

0.2

19

19

8.2

0.2A

0.2A0.2

8.1

19191919

8.1 11.2
8.1

8.1

0.2A

0.2

0.2A

0.2A

8.1

8.1

8.1

0.2A

0.2A

0.2A

5.1A

0.2A 0.3A

8.1

8.1

0.2

0.3A

2.2A

0.2A 0.2A

7.1

7.17.1

2.2A

7.1

191919

19

11.2

0.3

0.2

8.1

8.1

0.2A

0.2A

6.1A

5"
11'

-0"
5"

9"
2'-1

"
5'-1

"
3 1

/4"

2'-2
"

6.1A6.1A

SDC

SDC

SDC

SDC

SDC

SDC

STAIR E EVEN FLS
STAIR F ODD FLS

STAIR E ODD FLS
STAIR F EVEN  FLS

KITCHEN

KITCHEN

KITCHEN

KITCHEN

KITCHEN

5'-10" 4" 6'-5 1/2"
4"
1'-8 3/4"

2'-2
"

2'-8
"

A-08

A-05

2 1/4"
4'-9"

4"
3'-6"

4"
1'-0"3'-0"2'-0"

SD C

2'-4
 1/2

"

2 1
/2"

7'-1
1 3

/4"
3 3

/4"
2'-8

 3/4
"

4"
6'-5

 1/4
" 4'-0

"
5'-1

"
4"

5'-6
 1/2

"
3'-7

 1/2
"

1'-6
"

A-05

A-02

A-08

191919

19

0.2A

0.2A

8.15.1A

8.1

0.2A
TYPE-03A

TYPE-06A

A-03

A-504.00
6

8.2

8.1

A-08

4.24.24.2

8.00.2

8.18.1

0.2A

0.2A

0.2A

0.2A
19

19

5.1A5.1A5.1A

19

0.2A

NID

AP

0.2A
NID

0.3

AP

5.1A5.1A5.1A

8.1

AP NID

NID

2.2A

NID

1'-6
" M

IN

0.2A

AP

0.2

0.2A

AP

8.2

AP

NID

4'-0
"

10'-6 1/2"
4"

12'-6" 5" 12'-0 1/2" 4" 1'-4" 3'-6" 8'-5 3/4" 2'-4 1/2"

12'-1 1/2"
4"

1'-10 1/2" 2'-1 1/4" 5'-8 1/4"
2'-5 3/4"

11'-0 1/2" 4" 13'-11 1/4"

10'
-11

 3/4
"

5"
10'

-0"
4"

3'-7
 1/2

"
2'-1

"
3'-6

"
3'-2

"
18'

-7 3
/4"

23'-5 3/4" 28'-11 1/2"

4"
3'-7 3/4"

8'-6" 5" 11'-9" 4'-6 1/2"
4"

2'-0"
4"

11'-9 1/4"

12'-8 1/4" 6'-8" 2'-1" 4" 12'-0" 3"
6 3/4" 3"

2'-1" 3'-6" 3'-2" 12'-2"

1 1/2"
3'-4 1/4" 4" 11'-9 3/4"

4'-1 1/2"
5" 2'-0" 4" 8'-0" 4" 10'-6 1/4"

10'
-3 1

/2"
4'-8

"
4"

1'-1
0"

8'-2
"

4"
12'

-4"
5"

10'
-10

"
4"

10'
-1 3

/4"
2'-2

"
4"

18'
-3 1

/4"

11 
1/2

"
10'

-2 1
/2"

4'-0
"

3'-1
 1/4

"

5'-2
"

11 
1/2

"
10'

-3"
8'-3

"
4"

4'-6
 1/4

"
6'-2

"
4"

10'
-4"

4"1'-1
0"

4"
10'

-8"
5"

11'
-10

 1/4
"

4"
5'-0

"
1'-6

"
10"

15'
-5"

4"
8'-0

 3/4
"

4'-11 1/4"

8.1
3 1

/4"
1'-1

0 3
/4"

4"
11'

-5 3
/4"

8.1

13'-7"

0.2A-09

8.18.1

8.1

8.18.1

MIN1'-6
"

3'-3
"

1'-6
" M

IN
1'-8

"
3'-6

 1/4
"

TYPE-03A 6'-4
"

2'-0"

ACCOMODATES
24"X76"
AMBULANCE
STRETCHER
PER BC
SECTION
3002.4.

0.20.3A

0.2

0.2A

0.20.2A

0.2

0.2A

0.2

A-511.00
3

D
IS

TA
N

C
E 

B
ET

W
EE

N
 S

TA
IR

S 
= 

17
'-1

1"
M

IN
 D

IS
TA

N
C

E 
= 

15
'-0

"

SD C

77'
-6 1

/4"
46'

-8 3
/4"

52'
-11

 1/4
"

64'
-6"

10'
-0"

2'-6
"

56'-7"

SD C

AR
CH

IT
EC

T

CL
IE

NT

ST
RU

CT
UR

AL
 E

NG
IN

EE
R

ME
P 

EN
GI

NE
ER

GE
OT

EC
HN

IC
AL

 E
NG

IN
EE

R

LA
ND

SC
AP

E 
AR

CH
IT

EC
T

SC
AL

E
PR

OJ
EC

T

DO
B

PA
GE

 N
O.

DO
B

FI
LE

 N
O.

DR
AW

IN
G 

NO
.

LI
GH

TI
NG

 D
ES

IG
NE

R

EX
TE

RI
OR

 W
AL

L 
CO

NS
UL

TA
NT

PR
EL

IM
IN

AR
Y -

 N
OT

 FO
R 

CO
NS

TR
UC

TIO
N

©  
     

    C
ET

RA
RU

DD
Y A

RC
HIT

EC
TU

RE
 DP

C

NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 1/4" = 1'-0"
1410.00

A-137.00

ENLARGED PLAN FLOORS 28-30 - SOUTH
TOWER

BROOKLYN, NY 11222

99 OF 168

 1/4" = 1'-0"1 28-30TH. TYPICAL PLAN_SOUTH

OCCUPANCY LOAD - 28TH-30TH_SOUTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

APT.  A R-2 1,337 SF 200 7
APT.  B R-2 680 SF 200 4
APT.  C R-2 960 SF 200 5
APT.  D R-2 928 SF 200 5
APT.  E R-2 680 SF 200 4
APT.  F R-2 1,239 SF 200 6

Grand total 31

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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 1/4" = 1'-0"
1410.00

A-138.00

ENLARGED MECHANICAL LEVELS PLAN
NORTH TOWER

BROOKLYN, NY 11222

100 OF 168

 1/4" = 1'-0"2 MECH.LEVEL-2_NORTH TOWER

 1/4" = 1'-0"1 ROOF/MECH.LEVEL-1_NORTH TOWER

123456

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

WATER TANK NORTH R-2 ACCESSORY 698 SF 300 3
COOLING TOWER NORTH R-2 ACCESSORY 748 SF 300 3
ZONE 4 WATER HEATERS R-2 ACCESSORY 198 SF 300 1
FIRE PUMP ROOM R-2 ACCESSORY 104 SF 300 1
DOMESTIC BOOSTER
ROOM

R-2 ACCESSORY 164 SF 300 1

ELECTRICAL ROOM R-2 ACCESSORY 113 SF 300 1
ROOF TERRACE 53 SF
Grand total 10

OCCUPANCY LOAD - MECH. LEVEL 2_NORTH

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

ELEV. MACHINE
RM_NORTH

R-2 ACCESSORY 405 SF 300 2

ZONE 5 WATER
HEATERS

R-2 ACCESSORY 198 SF 300 1

ERV R-2 ACCESSORY 274 SF 300 1
STAIR VESTIBULE 39 SF
Grand total 4

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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 1/4" = 1'-0"
1410.00

A-139.00

ENLARGED MECHANICAL LEVELS PLAN
SOUTH TOWER

BROOKLYN, NY 11222

101 OF 168

 1/4" = 1'-0"1 ROOF/MECH.LEVEL-1_SOUTH TOWER
 1/4" = 1'-0"2 MECH.LEVEL-2_SOUTH TOWER

OCCUPANCY LOAD - MECH. LEVEL 2_SOUTH

SPACE
OCCUPANCY

GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

ELEVATOR MACHINE
ROOM_S.

R-2 ACCESSORY 485 SF 300 2

ERV ROOM R-2 ACCESSORY 406 SF 300 1
ZONE 3 WATER HEATERS R-2 ACCESSORY 253 SF 300 2
MECH. LEVEL_2 SOUTH R-2 ACCESSORY 874 SF 300 3
STAIR E 79 SF
Grand total 8

XXX12

SPACE OCCUPANCY GROUP AREA
AREA PER
OCCUPANT OCCUPANCY

DOMESTIC BOOSTER
ROOM

R-2 ACCESSORY 202 SF 300 1

ZONE 4 WATER HEATERS R-2 ACCESSORY 221 SF 300 1
FIRE PUMP RM R-2 ACCESSORY 111 SF 300 1
ELEC.RM R-2 ACCESSORY 133 SF 300 1
WATER TANK SOUTH R-2 ACCESSORY 689 SF 300 2
COOLING TOWER SOUTH R-2 ACCESSORY 923 SF 300 4
Grand total 10

2014.09.09 DOB SUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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 1/4" = 1'-0"
1410.00

A-140.00

ENLARGED BULKHEAD PLAN NORTH
TOWER

BROOKLYN, NY 11222

102 OF 168

 1/4" = 1'-0"1 BULKHEAD ROOF NORTH TOWER

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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1410.00

A-141.00

ENLARGED BULKHEAD PLAN SOUTH
TOWER

BROOKLYN, NY 11222

103 OF 168 1/4" = 1'-0"1 BULKHEAD ROOF SOUTH TOWER

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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NOTES
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2. FINISHED FLOOR IS 1" ABOVE TOP OF SLAB (A/SL)

TYP
3. WHEN GYP. BD IS DIRECTLY ATTACHED TO SLAB

WITH 7/8" MTL. FURRING CHANNELS, THE MIN.
DIMENSION IS 1 1/2" BELOW SLAB.

4. PROVIDE ACCESS DOORS FOR PLUMBING &
MECHANICAL AS REQUIRED; REFER TO MECHANICAL
AND PLUMBING (M-SERIES AND P-SERIES)DRAWINGS
FOR LOCATIONS.

5.  REFER TO LIGHTING DRAWINGS AND SCHEDULE
(L-SERIES DRAWINGS) FOR ALL FIXTURE TYPES,
LOCATIONS AND DESCRIPTIONS.
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4TH & 5TH FLOOR REFLECTED CEILING
PLAN

BROOKLYN, NY 11222

 1/4" = 1'-0"1 TYP. FLOOR RCP

2015.02.13 100% DESIGN DEVELOPMENT
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8' - 0" TOS

CEILING TAG

CEILING HEIGHT TOP OF SLAB

LEGEND

NOTES
1.  ROOM HEIGHTS SHOWN ABOVE FINISH FLOOR (AFF)

UNLESS OTHERWISE NOTED.
2. FINISHED FLOOR IS 1" ABOVE TOP OF SLAB (A/SL)

TYP
3. WHEN GYP. BD IS DIRECTLY ATTACHED TO SLAB

WITH 7/8" MTL. FURRING CHANNELS, THE MIN.
DIMENSION IS 1 1/2" BELOW SLAB.

4. PROVIDE ACCESS DOORS FOR PLUMBING &
MECHANICAL AS REQUIRED; REFER TO MECHANICAL
AND PLUMBING (M-SERIES AND P-SERIES)DRAWINGS
FOR LOCATIONS.

5.  REFER TO LIGHTING DRAWINGS AND SCHEDULE
(L-SERIES DRAWINGS) FOR ALL FIXTURE TYPES,
LOCATIONS AND DESCRIPTIONS.

WALL MOUNTED EMERGENCY
POWER EXIT SIGN

8'-1"  TOS
8'-0"  AFF CEILING HEIGHT ABOVE FINISH FLOOR

SD SMOKE / CARBON MONOXIDE
DETECTOR

WALL MOUNTED AIR EXHAUST

WALL MOUNTED AIR SUPPLY

DROPPED GYPSUM WALL
BOARD CEILING

WOOD CEILING

CEILING LEGEND

CONCRETE CEILING "USG
COVER COAT BRAND
COMPOUND" SKIM K-DEX
COAT AND PAINTED

ACOUSTIC CEILING TILE
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AIR SUPPLY
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4TH & 5TH FLOOR REFLECTED CEILING
PLAN

BROOKLYN, NY 11222

 1/4" = 1'-0"1 TYP. FLOOR RCP

2015.02.13 100% DESIGN DEVELOPMENT
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CEILING TAG

CEILING HEIGHT TOP OF SLAB

LEGEND

NOTES
1.  ROOM HEIGHTS SHOWN ABOVE FINISH FLOOR (AFF)

UNLESS OTHERWISE NOTED.
2. FINISHED FLOOR IS 1" ABOVE TOP OF SLAB (A/SL)

TYP
3. WHEN GYP. BD IS DIRECTLY ATTACHED TO SLAB

WITH 7/8" MTL. FURRING CHANNELS, THE MIN.
DIMENSION IS 1 1/2" BELOW SLAB.

4. PROVIDE ACCESS DOORS FOR PLUMBING &
MECHANICAL AS REQUIRED; REFER TO MECHANICAL
AND PLUMBING (M-SERIES AND P-SERIES)DRAWINGS
FOR LOCATIONS.

5.  REFER TO LIGHTING DRAWINGS AND SCHEDULE
(L-SERIES DRAWINGS) FOR ALL FIXTURE TYPES,
LOCATIONS AND DESCRIPTIONS.

WALL MOUNTED EMERGENCY
POWER EXIT SIGN

8'-1"  TOS
8'-0"  AFF CEILING HEIGHT ABOVE FINISH FLOOR

SD SMOKE / CARBON MONOXIDE
DETECTOR

WALL MOUNTED AIR EXHAUST

WALL MOUNTED AIR SUPPLY

DROPPED GYPSUM WALL
BOARD CEILING

WOOD CEILING

CEILING LEGEND

CONCRETE CEILING "USG
COVER COAT BRAND
COMPOUND" SKIM K-DEX
COAT AND PAINTED

ACOUSTIC CEILING TILE
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AIR SUPPLY
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NOT FOR CONSTRUCTION

John A. Cetra
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Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
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Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
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Friedberg & Partners
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McLaren Engineering Group
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Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726
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PLAN

BROOKLYN, NY 11222

 1/4" = 1'-0"1 TYP. FLOOR RCP

2015.02.13 100% DESIGN DEVELOPMENT
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CEILING TAG

CEILING HEIGHT TOP OF SLAB

LEGEND

NOTES
1.  ROOM HEIGHTS SHOWN ABOVE FINISH FLOOR (AFF)

UNLESS OTHERWISE NOTED.
2. FINISHED FLOOR IS 1" ABOVE TOP OF SLAB (A/SL)

TYP
3. WHEN GYP. BD IS DIRECTLY ATTACHED TO SLAB

WITH 7/8" MTL. FURRING CHANNELS, THE MIN.
DIMENSION IS 1 1/2" BELOW SLAB.

4. PROVIDE ACCESS DOORS FOR PLUMBING &
MECHANICAL AS REQUIRED; REFER TO MECHANICAL
AND PLUMBING (M-SERIES AND P-SERIES)DRAWINGS
FOR LOCATIONS.

5.  REFER TO LIGHTING DRAWINGS AND SCHEDULE
(L-SERIES DRAWINGS) FOR ALL FIXTURE TYPES,
LOCATIONS AND DESCRIPTIONS.

WALL MOUNTED EMERGENCY
POWER EXIT SIGN

8'-1"  TOS
8'-0"  AFF CEILING HEIGHT ABOVE FINISH FLOOR

SD SMOKE / CARBON MONOXIDE
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WALL MOUNTED AIR EXHAUST

WALL MOUNTED AIR SUPPLY

DROPPED GYPSUM WALL
BOARD CEILING

WOOD CEILING

CEILING LEGEND

CONCRETE CEILING "USG
COVER COAT BRAND
COMPOUND" SKIM K-DEX
COAT AND PAINTED

ACOUSTIC CEILING TILE

AIR EXHAUST
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CONCEALED SPRINKLER HEAD
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
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New York, NY 10121
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Simpson Gumpertz & Heger
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 1/4" = 1'-0"1 7TH FLOOR RCP

2015.02.13 100% DESIGN DEVELOPMENT
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18' - 0" AFF
18' - 2" TOS

10' - 0" AFF
10' - 2" TOS

9' - 0" AFF
9' - 1" TOS

CEILING TAG

CEILING HEIGHT TOP OF SLAB

LEGEND

NOTES
1.  ROOM HEIGHTS SHOWN ABOVE FINISH FLOOR (AFF)

UNLESS OTHERWISE NOTED.
2. FINISHED FLOOR IS 1" ABOVE TOP OF SLAB (A/SL)

TYP
3. WHEN GYP. BD IS DIRECTLY ATTACHED TO SLAB

WITH 7/8" MTL. FURRING CHANNELS, THE MIN.
DIMENSION IS 1 1/2" BELOW SLAB.

4. PROVIDE ACCESS DOORS FOR PLUMBING &
MECHANICAL AS REQUIRED; REFER TO MECHANICAL
AND PLUMBING (M-SERIES AND P-SERIES)DRAWINGS
FOR LOCATIONS.

5.  REFER TO LIGHTING DRAWINGS AND SCHEDULE
(L-SERIES DRAWINGS) FOR ALL FIXTURE TYPES,
LOCATIONS AND DESCRIPTIONS.

WALL MOUNTED EMERGENCY
POWER EXIT SIGN

8'-1"  TOS
8'-0"  AFF CEILING HEIGHT ABOVE FINISH FLOOR

SD SMOKE / CARBON MONOXIDE
DETECTOR

WALL MOUNTED AIR EXHAUST

WALL MOUNTED AIR SUPPLY

DROPPED GYPSUM WALL
BOARD CEILING

WOOD CEILING

CEILING LEGEND

CONCRETE CEILING "USG
COVER COAT BRAND
COMPOUND" SKIM K-DEX
COAT AND PAINTED

ACOUSTIC CEILING TILE

AIR EXHAUST

AIR SUPPLY

CONCEALED SPRINKLER HEAD
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John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
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A-207b.00

7TH FLOOR REFLECTED CEILING PLAN

BROOKLYN, NY 11222

 1/4" = 1'-0"1 7TH FLOOR RCP

2015.02.13 100% DESIGN DEVELOPMENT



AB

C

D

E F

G

H

9' - 0" AFF
10' - 3" TOS

9' - 0" AFF
10' - 3" TOS

9' - 0" AFF
9' - 2" TOS

CEILING TAG

CEILING HEIGHT TOP OF SLAB

LEGEND

NOTES
1.  ROOM HEIGHTS SHOWN ABOVE FINISH FLOOR (AFF)

UNLESS OTHERWISE NOTED.
2. FINISHED FLOOR IS 1" ABOVE TOP OF SLAB (A/SL)

TYP
3. WHEN GYP. BD IS DIRECTLY ATTACHED TO SLAB

WITH 7/8" MTL. FURRING CHANNELS, THE MIN.
DIMENSION IS 1 1/2" BELOW SLAB.

4. PROVIDE ACCESS DOORS FOR PLUMBING &
MECHANICAL AS REQUIRED; REFER TO MECHANICAL
AND PLUMBING (M-SERIES AND P-SERIES)DRAWINGS
FOR LOCATIONS.

5.  REFER TO LIGHTING DRAWINGS AND SCHEDULE
(L-SERIES DRAWINGS) FOR ALL FIXTURE TYPES,
LOCATIONS AND DESCRIPTIONS.

WALL MOUNTED EMERGENCY
POWER EXIT SIGN

8'-1"  TOS
8'-0"  AFF CEILING HEIGHT ABOVE FINISH FLOOR

SD SMOKE / CARBON MONOXIDE
DETECTOR

WALL MOUNTED AIR EXHAUST

WALL MOUNTED AIR SUPPLY

DROPPED GYPSUM WALL
BOARD CEILING

WOOD CEILING

CEILING LEGEND

CONCRETE CEILING "USG
COVER COAT BRAND
COMPOUND" SKIM K-DEX
COAT AND PAINTED

ACOUSTIC CEILING TILE

AIR EXHAUST

AIR SUPPLY

CONCEALED SPRINKLER HEAD

SIDEWALL SPRINKLER HEAD
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
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7TH FLOOR REFLECTED CEILING PLAN

BROOKLYN, NY 11222

 1/4" = 1'-0"1 7TH FLOOR RCP

2015.02.13 100% DESIGN DEVELOPMENT



AB

C

D

E F

G

H

9' - 0" AFF
10' - 3" TOS

9' - 0" AFF
9' - 2" TOS

9' - 0" AFF
9' - 2" TOS

9' - 0" AFF
9' - 2" TOS

9' - 0" AFF
9' - 2" TOS

9' - 0" AFF
9' - 2" TOS

9' - 0" AFF
9' - 1" TOS

CEILING TAG

CEILING HEIGHT TOP OF SLAB

LEGEND

NOTES
1.  ROOM HEIGHTS SHOWN ABOVE FINISH FLOOR (AFF)

UNLESS OTHERWISE NOTED.
2. FINISHED FLOOR IS 1" ABOVE TOP OF SLAB (A/SL)

TYP
3. WHEN GYP. BD IS DIRECTLY ATTACHED TO SLAB

WITH 7/8" MTL. FURRING CHANNELS, THE MIN.
DIMENSION IS 1 1/2" BELOW SLAB.

4. PROVIDE ACCESS DOORS FOR PLUMBING &
MECHANICAL AS REQUIRED; REFER TO MECHANICAL
AND PLUMBING (M-SERIES AND P-SERIES)DRAWINGS
FOR LOCATIONS.

5.  REFER TO LIGHTING DRAWINGS AND SCHEDULE
(L-SERIES DRAWINGS) FOR ALL FIXTURE TYPES,
LOCATIONS AND DESCRIPTIONS.

WALL MOUNTED EMERGENCY
POWER EXIT SIGN

8'-1"  TOS
8'-0"  AFF CEILING HEIGHT ABOVE FINISH FLOOR

SD SMOKE / CARBON MONOXIDE
DETECTOR

WALL MOUNTED AIR EXHAUST

WALL MOUNTED AIR SUPPLY

DROPPED GYPSUM WALL
BOARD CEILING

WOOD CEILING

CEILING LEGEND

CONCRETE CEILING "USG
COVER COAT BRAND
COMPOUND" SKIM K-DEX
COAT AND PAINTED

ACOUSTIC CEILING TILE

AIR EXHAUST

AIR SUPPLY

CONCEALED SPRINKLER HEAD

SIDEWALL SPRINKLER HEAD
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111
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 1/4" = 1'-0"1 7TH FLOOR RCP

2015.02.13 100% DESIGN DEVELOPMENT



GFI

AB
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D

E F

G

H

LT-14

LT-14

LT-14

LT-14

SDC

SDC

SDC

SDC

SDC

SDC

SDC
SDC

SDC
SDC

SDC
SDC

SDC

SDC

SDC

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

9' - 0" AFF
9' - 1" TOS

8' - 0" AFF
8' - 1" TOS

9' - 0" AFF
9' - 1" TOS

9' - 9" AFF
9' - 10" TOS

9' - 9" AFF
9' - 10" TOS

9' - 9" AFF
9' - 10" TOS

9' - 9" AFF
9' - 10" TOS

9' - 9" AFF
9' - 10" TOS

9' - 0" AFF
9' - 1" TOS

9' - 9" AFF
9' - 10" TOS

9' - 9" AFF
9' - 10" TOS

LT-11

LT-15

LT-13

LT-11

LT-11

LT-15

LT-13

LT-11 LT-11

LT-11

LT-11

LT-15

LT-13

LT-11

LT-11

LT-11

LT-11 LT-11

LT-11

LT-11

LT-15

LT-13LT-11

LT-11

LT-15

LT-13

LT-11

LT-11 LT-11 LT-11

LT-11

LT-13

LT-15

LT-11

8' - 2" AFF
8' - 3" TOS

9' - 0" AFF
9' - 1" TOS

8' - 0" AFF
8' - 1" TOS
8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS
8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS
8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS
8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS
8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS9' - 0" AFF

9' - 1" TOS

8' - 0" AFF
8' - 1" TOS
8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

12'
-1"

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

9' - 9" AFF
9' - 10" TOS

9' - 9" AFF
9' - 10" TOS

LT-12LT-12
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LT-12

LT-12

LT-12

LT-12

LT-12 LT-12

LT-12

LT-12

LT-12LT-12

LT-12

LT-12

LT-16

LT-16

9' - 9" AFF
9' - 10" TOS

9' - 9" AFF
9' - 10" TOS

LT-11

LT-11 LT-11

LT-15

LT-13

LT-13

LT-15

9' - 9" AFF
9' - 10" TOS

8' - 0" AFF
8' - 1" TOS

9' - 9" AFF
9' - 10" TOS

8' - 0" AFF
8' - 1" TOS

LT-11 LT-11

LT-11

TE
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TE
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TE

TE

8' - 0" AFF
8' - 1" TOS
8' - 0" AFF
8' - 1" TOS

LT-11

8' - 0" AFF
8' - 1" TOS

SDC

9' - 9" AFF
9' - 10" TOS

8' - 0" AFF
8' - 1" TOS

8' - 10" AFF
8' - 11" TOS

8' - 0" AFF
8' - 1" TOS

CEILING TAG

CEILING HEIGHT TOP OF SLAB

LEGEND

NOTES
1.  ROOM HEIGHTS SHOWN ABOVE FINISH FLOOR (AFF)

UNLESS OTHERWISE NOTED.
2. FINISHED FLOOR IS 1" ABOVE TOP OF SLAB (A/SL)

TYP
3. WHEN GYP. BD IS DIRECTLY ATTACHED TO SLAB

WITH 7/8" MTL. FURRING CHANNELS, THE MIN.
DIMENSION IS 1 1/2" BELOW SLAB.

4. PROVIDE ACCESS DOORS FOR PLUMBING &
MECHANICAL AS REQUIRED; REFER TO MECHANICAL
AND PLUMBING (M-SERIES AND P-SERIES)DRAWINGS
FOR LOCATIONS.

5.  REFER TO LIGHTING DRAWINGS AND SCHEDULE
(L-SERIES DRAWINGS) FOR ALL FIXTURE TYPES,
LOCATIONS AND DESCRIPTIONS.

WALL MOUNTED EMERGENCY
POWER EXIT SIGN

8'-1"  TOS
8'-0"  AFF CEILING HEIGHT ABOVE FINISH FLOOR

SD SMOKE / CARBON MONOXIDE
DETECTOR

WALL MOUNTED AIR EXHAUST

WALL MOUNTED AIR SUPPLY

DROPPED GYPSUM WALL
BOARD CEILING

WOOD CEILING

CEILING LEGEND

CONCRETE CEILING "USG
COVER COAT BRAND
COMPOUND" SKIM K-DEX
COAT AND PAINTED

ACOUSTIC CEILING TILE

AIR EXHAUST

AIR SUPPLY

CONCEALED SPRINKLER HEAD
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
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New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
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 1/4" = 1'-0"1 8TH FLOOR RCP

2015.02.13 100% DESIGN DEVELOPMENT
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E F
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LT-14

LT-14

LT-14

LT-14

LT-14

LT-14

LT-14

SD C

SD C

SD C
SD CSD C

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SDC

SD C

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 2" AFF
8' - 3" TOS

8' - 0" AFF
8' - 1" TOS

8' - 2" AFF
8' - 3" TOS

8' - 0" AFF
8' - 1" TOS

8' - 2" AFF
8' - 3" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

9' - 9" AFF
9' - 10" TOS

9' - 9" AFF
9' - 10" TOS

9' - 9" AFF
9' - 10" TOS

8' - 0" AFF
8' - 1" TOS

8' - 5" AFF
8' - 6" TOS

9' - 9" AFF
9' - 10" TOS
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9' - 1" TOS
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8' - 1" TOS
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8' - 1" TOS

9' - 0" AFF
9' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS
8' - 0" AFF
8' - 1" TOS

9' - 0" AFF
9' - 1" TOS

8' - 0" AFF
8' - 1" TOS
8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS
8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

9' - 0" AFF
9' - 1" TOS

8' - 0" AFF
8' - 1" TOS
8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS
8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS
8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

8' - 0" AFF
8' - 1" TOS

9' - 9" AFF
9' - 10" TOS

9' - 0" AFF
9' - 1" TOS

LT-12LT-12

LT-12

LT-12

LT-12

LT-12

LT-12

LT-12

LT-12

LT-12

LT-12LT-12

LT-12 LT-12

LT-12 LT-12

LT-12 LT-12

LT-17

LT-17

LT-16
LT-16

LT-16

SD C

SD C

8' - 5" AFF
8' - 6" TOS

LT-11

LT-11

TE

TE

TE

TE

TE

TE

TE

TE

TE

9' - 9" AFF
9' - 10" TOS

8' - 5" AFF
8' - 6" TOS

8' - 5" AFF
8' - 6" TOS

7' - 6" AFF
7' - 7" TOS

8' - 5" AFF
8' - 6" TOS

8' - 5" AFF
8' - 6" TOS

8' - 0" AFF
8' - 1" TOS
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CEILING TAG

CEILING HEIGHT TOP OF SLAB

LEGEND

NOTES
1.  ROOM HEIGHTS SHOWN ABOVE FINISH FLOOR (AFF)

UNLESS OTHERWISE NOTED.
2. FINISHED FLOOR IS 1" ABOVE TOP OF SLAB (A/SL)

TYP
3. WHEN GYP. BD IS DIRECTLY ATTACHED TO SLAB

WITH 7/8" MTL. FURRING CHANNELS, THE MIN.
DIMENSION IS 1 1/2" BELOW SLAB.

4. PROVIDE ACCESS DOORS FOR PLUMBING &
MECHANICAL AS REQUIRED; REFER TO MECHANICAL
AND PLUMBING (M-SERIES AND P-SERIES)DRAWINGS
FOR LOCATIONS.

5.  REFER TO LIGHTING DRAWINGS AND SCHEDULE
(L-SERIES DRAWINGS) FOR ALL FIXTURE TYPES,
LOCATIONS AND DESCRIPTIONS.
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COVER COAT BRAND
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CEILING TAG

CEILING HEIGHT TOP OF SLAB

LEGEND

NOTES
1.  ROOM HEIGHTS SHOWN ABOVE FINISH FLOOR (AFF)

UNLESS OTHERWISE NOTED.
2. FINISHED FLOOR IS 1" ABOVE TOP OF SLAB (A/SL)

TYP
3. WHEN GYP. BD IS DIRECTLY ATTACHED TO SLAB

WITH 7/8" MTL. FURRING CHANNELS, THE MIN.
DIMENSION IS 1 1/2" BELOW SLAB.

4. PROVIDE ACCESS DOORS FOR PLUMBING &
MECHANICAL AS REQUIRED; REFER TO MECHANICAL
AND PLUMBING (M-SERIES AND P-SERIES)DRAWINGS
FOR LOCATIONS.

5.  REFER TO LIGHTING DRAWINGS AND SCHEDULE
(L-SERIES DRAWINGS) FOR ALL FIXTURE TYPES,
LOCATIONS AND DESCRIPTIONS.
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CEILING HEIGHT TOP OF SLAB

LEGEND

NOTES
1.  ROOM HEIGHTS SHOWN ABOVE FINISH FLOOR (AFF)

UNLESS OTHERWISE NOTED.
2. FINISHED FLOOR IS 1" ABOVE TOP OF SLAB (A/SL)

TYP
3. WHEN GYP. BD IS DIRECTLY ATTACHED TO SLAB

WITH 7/8" MTL. FURRING CHANNELS, THE MIN.
DIMENSION IS 1 1/2" BELOW SLAB.

4. PROVIDE ACCESS DOORS FOR PLUMBING &
MECHANICAL AS REQUIRED; REFER TO MECHANICAL
AND PLUMBING (M-SERIES AND P-SERIES)DRAWINGS
FOR LOCATIONS.

5.  REFER TO LIGHTING DRAWINGS AND SCHEDULE
(L-SERIES DRAWINGS) FOR ALL FIXTURE TYPES,
LOCATIONS AND DESCRIPTIONS.
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LOCATIONS AND DESCRIPTIONS.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 1/16" = 1'-0"
1410.00

A-316.00

BUILDING SECTIONS

BROOKLYN, NY 11222

113 OF 168

 1/16" = 1'-0"1 BUILDING SECTION @ NORTH TOWER BASE

 1/16" = 1'-0"2 BUILDING SECTION @ NORTH TOWER BASE

 1/16" = 1'-0"3 BUILDING SECTION @ NORTH TOWER BASE

 1/16" = 1'-0"4 BUILDING SECTION @ BASE COMM. STREET

 1/16" = 1'-0"5 BUILDING SECTION @ BASE COMM. STREET

 1/16" = 1'-0"6 BUILDING SECTION_SOUTH-NORTH 4

 1/16" = 1'-0"7 BUILDING SECTION_SOUTH-NORTH 5

2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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GLASS RAINSCREEN WALL, TYP

METAL SLAB COVER
TYPE B, TYP
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GLASS
GUARDRAIL,
TYP
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TYPE B, TYP
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A-401.00

9
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WS-1D

WB-1D

WB-1B
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WINDOW WALL,
TYP

METAL SLAB
COVER
TYPE A, TYP

METAL PANEL, TYP

LOUVER, TYP
@ BASE
BUILDING

4A
A-401.00

4B
A-401.00

COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-401.00

ENLARGED PLAN, ELEVATION AND SECTION

BROOKLYN, NY 11222

114 OF 168

 1/8" = 1'-0"5
ENLARGED PLAN 1A @ 27TH FL. TO 30TH FL. -
SOUTH TOWER

 1/8" = 1'-0"7
ENLARGED PLAN 1B @ 19TH FL. TO 26TH FL. -
SOUTH TOWER

 1/8" = 1'-0"9
ENLARGED PLAN 1C @ 9TH FL. TO 18TH FL. -
SOUTH TOWER

 1/8" = 1'-0"6 ENLARGED PLAN 1D @ 8TH FL. - SOUTH TOWER

 1/8" = 1'-0"8 ENLARGED PLAN 1E @ 7TH FL. - SOUTH TOWER

 1/8" = 1'-0"10
ENLARGED PLAN 1F @ 3RD FL. TO 6TH FL. -
SOUTH TOWER

SEE 3/A-401.00

SEE 1/A-401.00

SE
E 

1/
A-

40
2.

00

SE
E 

3/
A

-4
02

.0
0

1 & 3
401

 1/8" = 1'-0"2A 17-MECH FL
 1/8" = 1'-0"2B 17-MECH FL  1/8" = 1'-0"4A 2-16TH FL

 1/8" = 1'-0"4B 2-16TH FL

UPPER EAST ELEVATION @ SOUTH TOWER
1/8" = 1'-0"1 WALL SECTION @ SOUTH TOWER - EAST FACE

1/8" = 1'-0"2 LOWER EAST ELEVATION @ SOUTH TOWER
1/8" = 1'-0"3 WALL SECTION @ SOUTH TOWER - EAST FACE

1/8" = 1'-0"4

SEE 4A/A-401.00 SEE 4B/A-401.00

SEE 2A/A-401.00 SEE 2B/A-401.00

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.
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3 Sim

TYP, 4TH TO 6TH  FLOORS

A-431.00
2 Sim
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(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
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A Tetra Tech Company
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Simpson Gumpertz & Heger
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As indicated
1410.00

A-402.00

ENLARGED PLAN, ELEVATION AND SECTION

BROOKLYN, NY 11222

115 OF 168

 1/8" = 1'-0"1 UPPER EAST ELEVATION @ SOUTH TOWER
 1/8" = 1'-0"3 LOWER EAST ELEVATION @ SOUTH TOWER

 1/8" = 1'-0"5
ENLARGED PLAN 2A @ 27TH FL. TO 30TH FL. -
SOUTH TOWER

 1/8" = 1'-0"7
ENLARGED PLAN 2B @ 19TH FL. TO 26TH FL. -
SOUTH TOWER

 1/8" = 1'-0"9
ENLARGED PLAN 2C @ 9TH FL. TO 18TH FL. -
SOUTH TOWER

 1/8" = 1'-0"6 ENLARGED PLAN 2D @ 8TH FL. - SOUTH TOWER

 1/8" = 1'-0"8 ENLARGED PLAN 2E @ 7TH FL. - SOUTH TOWER

 1/8" = 1'-0"10
ENLARGED PLAN 2F @ 4TH FL. TO 6TH FL. -
SOUTH TOWER

 1/8" = 1'-0"11 ENLARGED PLAN 2G @ 3RD FL. - SOUTH TOWER
 1/8" = 1'-0"12 EAST ELEVATION @ SOUTH TOWER

 1/8" = 1'-0"13 EAST ELEVATION @ SOUTH TOWER

SEE 3/A-402.00

SEE 1/A-402.00

SE
E 

1/A
-40

1.0
0

SE
E 

3/A
-40

1.0
0

1 & 3
A-402

 1/8" = 1'-0"2 WALL SECTION @ SOUTH TOWER - EAST FACE
 1/8" = 1'-0"4 WALL SECTION @ SOUTH TOWER - EAST FACE

SEE 4/A-402.00

SEE 2/A-402.00

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



2B
A-403.00

6
A-403.00

8
A-403.00

WS-3A

WS-3B

WS-3C

WS-3D

METAL GUARDRAIL,
TYP

WINDOW WALL,
TYP

METAL PANEL,
TYP

METAL SLAB COVER
TYPE A, TYP

GLASS GUARDRAIL,
TYP

METAL SLAB COVER
TYPE B, TYP

METAL SLAB COVER
TYPE A, TYP

GLASS RAINSCREEN
WALL, TYP

2A
A-403.00

7
A-403.00

9
A-403.00

WS-3F

WB-3A

WB-3B

WS-3E

WINDOW WALL,
TYP

METAL PANEL,
TYP

METAL SLAB
COVER
TYPE A, TYP

LOUVER, TYP
@ BASE
BUILDING

METAL SLAB
COVER
TYPE B, TYP

METAL SLAB
COVER
TYPE A, TYP

4A
A-403.00

4B
A-403.00

Level 17 S
180' - 4"

Level 18 S
189' - 11"

Level 19 S
200' - 1"

Level 20 S
209' - 8"

Level 21 S
219' - 3"

Level 22 S
228' - 10"

Level 23 S
238' - 5"

Level 24 S
248' - 0"

Level 25 S
257' - 7"

Level 26 S
267' - 2"

Level 27 S
278' - 8"

Level 28 S
288' - 4"

Level 29 S
298' - 0"

Level 30 S
307' - 8"

MECH.LEVEL 1 S
318' - 8"

MECH.LEVEL 2 S
331' - 2"

GLASS RAINSCREEN
WALL, TYP

METAL GUARDRAIL,
TYP

WINDOW WALL,
TYP

METAL SLAB COVER
TYPE B, TYP

GLASS GUARDRAIL,
TYP

WINDOW WALL,
TYP

12'
-6"

11'
-0"

9'-8
"

9'-8
"

9'-8
"

11'
-6"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

10'
-2"

9'-7
"

A-430.00
1 Sim

A-440.00
2 Sim

TYP, 28TH TO 30TH  FLOORS

A-430.00
2 Sim

A-440.00
2 Sim

TYP, 10TH TO 26TH  FLOORS

Level 10 S
113' - 3"

Level 11 S
122' - 10"

Level 12 S
132' - 5"

Level 13 S
142' - 0"

Level 14 S
151' - 7"

Level 15 S
161' - 2"

Level 16 S
170' - 9"

Level 17 S
180' - 4"

Level 18 S
189' - 11"

Level 19 S
200' - 1"

Level 20 S
209' - 8"

Level 21 S
219' - 3"

Level 22 S
228' - 10"

Level 23 S
238' - 5"

Level 24 S
248' - 0"

Level 25 S
257' - 7"

Level 26 S
267' - 2"

Level 27 S
278' - 8"

Level 28 S
288' - 4"

Level 29 S
298' - 0"

Level 30 S
307' - 8"

MECH.LEVEL 1 S
318' - 8"

Level 9
103' - 8"

6
A-403.00

8
A-403.00

WS-3G

METAL GUARDRAIL,
TYP

METAL PANEL,
TYP

WINDOW WALL,
TYP

METAL PANEL,
TYP

11'
-0"

9'-8
"

9'-8
"

9'-8
"

11'
-6"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

10'
-2"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

4'-4"2'-6"4'-4"2'-6"4'-9"2'-10"
28'-11 1/2" 2'-2

 1/2
"

5'-3
 1/2

"

23'-5 3/4"

7'-6
"

5
A-403

A-460.00
1 Sim

A-460.00
2 Sim

7'-7"2'-10"4'-9"2'-10"9'-6"
1'-1 1/4"
3'-8 3/4"2'-6"4'-4"2'-6"4'-9"2'-10"7'-8 1/2"

27'-6"29'-5 1/2"

5
A-403

A-460.00
1 Sim

A-460.00
1 Sim

A-440.00
2 Sim

1'-2 1/4"
2'-5 1/2"

2'-10"7'-8 1/2"
14'-2 1/4"

A-460.00
1 Sim

1'-2 1/4"
2'-5 1/2"

2'-10"7'-8 1/2"
14'-2 1/4"

A-460.00
1 Sim

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.

COMMERCIAL STREET

KEY PLAN

N

GLASS RAINSCREEN
WALL, TYP

METAL GUARDRAIL,
TYP

WINDOW WALL,
TYP

A-430.00
1 Sim

A-440.00
1 Sim

TYP, 7TH TO 30TH  FLOORS

METAL SLAB COVER
TYPE A, TYP

METAL PANEL, TYP

A-440.00
5 Sim

A-440.00
3 Sim

TYP, 3RD TO 6TH  FLOORS

Level 2
22' - 0"

Level 3
37' - 8"

Level 4
47' - 4"

Level 5
57' - 0"

Level 6
66' - 8"

Level 7
81' - 0"

Level 8
93' - 2"

Level 10 S
113' - 3"

Level 11 S
122' - 10"

Level 12 S
132' - 5"

Level 13 S
142' - 0"

Level 14 S
151' - 7"

Level 15 S
161' - 2"

Level 16 S
170' - 9"

Level 17 S
180' - 4"

Level 9
103' - 8"

IH 2ND FL
28' - 0"

WINDOW WALL, TYP

METAL SLAB
COVER
TYPE B, TYP

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

10'
-6"

12'
-2"

14'
-4"

9'-8
"

9'-8
"

9'-8
"

9'-8
"

6'-0
"

A-430.00
5 Sim
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NOT FOR CONSTRUCTION
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MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548
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77-87
Commercial Street

McLaren Engineering Group
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(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
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(212) 615-3726
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New York, NY 10018
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As indicated
1410.00

A-403.00

ENLARGED PLAN, ELEVATION AND SECTION

BROOKLYN, NY 11222

116 OF 168

 1/8" = 1'-0"2B 17-MECH FL

 1/8" = 1'-0"5 NORTH ELEVATION @ SOUTH TOWER

 1/8" = 1'-0"6
ENLARGED PLAN 3A @ 27TH FL. TO 30TH FL. -
SOUTH TOWER

 1/8" = 1'-0"8
ENLARGED PLAN 3B @ 9TH FL. TO 26TH FL. -
SOUTH TOWER

 1/8" = 1'-0"7
ENLARGED PLAN 3C @ 7TH FL. TO 8TH FL. -
SOUTH TOWER

 1/8" = 1'-0"9
ENLARGED PLAN 3D @ 4TH FL. TO 6TH FL. -
SOUTH TOWER

SEE 3/A-403.00

SEE 1/A-403.00

1 & 3
A-403

 1/8" = 1'-0"2A 17-MECH FL
 1/8" = 1'-0"4A 2-16TH FL

 1/8" = 1'-0"4B 2-16TH FL

UPPER NORTH ELEVATION @ SOUTH TOWER
1/8" = 1'-0"1 WALL SECTION @ SOUTH TOWER - NORTH FACE

1/8" = 1'-0"2 LOWER NORTH ELEVATION @ SOUTH TOWER
1/8" = 1'-0"3

SEE 4A/A-403.00 SEE 4B/A-403.00

WALL SECTION @ SOUTH TOWER - NORTH FACE
1/8" = 1'-0"4

SEE 2A/A-403.00 SEE 2B/A-403.00

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



3
A-404.00

6
A-404.00

7
A-404.00

8
A-404.00

9
A-404.00

10
A-404.00

WS-4A

WS-4B

WS-4C

WS-4D

WS-4E

WS-4F

WS-4G

GLASS RAINSCREEN WALL, TYP

METAL GUARDRAIL, TYP

WINDOW WALL, TYP

METAL SLAB COVER
TYPE B, TYP

GLASS GUARDRAIL, TYP

WINDOW WALL, TYP

METAL PANEL, TYP

METAL SLAB COVER
TYPE A, TYP

5
A-404.00

GLASS RAINSCREEN
WALL, TYP

METAL GUARDRAIL, TYP

WINDOW WALL, TYP

METAL SLAB COVER
TYPE B, TYP

GLASS GUARDRAIL, TYP

WINDOW WALL, TYP

METAL SLAB
COVER
TYPE A, TYP

GLASS
GUARDRAIL,
TYP

METAL
CANOPY, TYP

A-430.00
3

A-430.00
1 Sim

A-430.00
2 Sim

A-440.00
2 Sim

TYP, 28TH TO 30TH  FLOORS

A-440.00
1 Sim

TYP, 10TH TO 26TH  FLOORS

64'-6"

SE
E 

5/A
-40

4.0
0

A-460.00
2 Sim

4'-9" 2'-10" 4'-9" 2'-10" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-9" 2'-10" 4'-9" 2'-10" 4'-4" 2'-6"58'-1"

7
A-405

SE
E 

12
/A

-40
4.0

0

A-460.00
1 Sim

2'-6"4'-4"2'-10"4'-9"2'-10"4'-9"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-10"4'-9"2'-10"4'-9"

58'-1"

7
A-405

SE
E 

13
/A

-40
4.0

0

A-460.00
1 Sim

58'-1"

4'-9" 2'-10" 4'-9" 2'-10" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-9" 2'-10" 4'-9" 2'-10" 4'-4" 2'-6"

7
A-405

SE
E 

14
/A

-40
4.0

0

A-460.00
1 Sim

3'-7 1/4"
2'-10" 4'-9" 2'-10" 4'-4" 2'-6"

20'-10 1/2"

7
A-405

SE
E 

15
/A

-40
4.0

0

A-460.00
1 Sim

3'-7 1/4"
2'-10" 4'-9" 2'-10" 4'-4" 2'-6"

20'-10 1/2"

7
A-405

SE
E 

16
/A

-40
4.0

0

A-460.00
1 Sim

COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.

4
A-404.00

3
A-404.00

11
A-404.00

WS-5A

WS-5B

WS-5C

WS-5D

WS-5E

WS-5F

WS-5G

WS-5H

WS-5JWS-5L

WS-5K

WS-5M

2'-4
"

6'-2
"

2'-4
"

6'-2
"

GLASS RAINSCREEN
WALL, TYP

WINDOW WALL, TYP

METAL SLAB COVER
TYPE B, TYP

GLASS GUARDRAIL, TYP

WINDOW WALL, TYP

METAL SLAB COVER
TYPE A, TYP

METAL SLAB COVER
TYPE A, TYP

METAL SLAB COVER
TYPE B, TYP

GLASS GUARDRAIL, TYP

METAL SLAB COVER
TYPE B, TYP

WINDOW WALL, TYP

SIM

12
A-404.00

13
A-404.00

14
A-404.00

15
A-404.00

16
A-404.00

Level 7
81' - 0"

Level 8
93' - 2"

Level 10 S
113' - 3"

Level 11 S
122' - 10"

Level 12 S
132' - 5"

Level 13 S
142' - 0"

Level 14 S
151' - 7"

Level 15 S
161' - 2"

Level 16 S
170' - 9"

Level 17 S
180' - 4"

Level 18 S
189' - 11"

Level 19 S
200' - 1"

Level 20 S
209' - 8"

Level 21 S
219' - 3"

Level 22 S
228' - 10"

Level 23 S
238' - 5"

Level 24 S
248' - 0"

Level 25 S
257' - 7"

Level 26 S
267' - 2"

Level 27 S
278' - 8"

Level 28 S
288' - 4"

Level 29 S
298' - 0"

Level 30 S
307' - 8"

MECH.LEVEL 1 S
318' - 8"

Level 9
103' - 8"

BULKHEAD S_TOP
343' - 8"

MECH.LEVEL 2 S
331' - 2"

GLASS RAINSCREEN
WALL, TYP

METAL
GUARDRAIL,
TYP

WINDOW
WALL, TYP

METAL SLAB
COVER
TYPE B, TYP

WINDOW
WALL,
TYP

METAL
SLAB
COVER
TYPE B, TYP

12'
-6"

12'
-6"

11'
-0"

9'-8
"

9'-8
"

9'-8
"

11'
-6"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

10'
-2"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

10'
-6"

12'
-2"

A-430.00
1 Sim

A-440.00
2 Sim

TYP, 28TH TO 30TH  FLOORS

A-433.00
1 Sim

A-440.00
2 Sim

TYP, 8TH TO 26TH  FLOORS

A-430.00
3 Sim

53'-1 1/4"

SE
E 

11
/A

-40
4.0

0

A-460.00
2 Sim

2'-11"4'-9"2'-10"4'-8 3/4"

15'-3"19'-7" 10'-11 1/4"

4'-4"2'-6"
2'-3 3/4"

1'-1 1/4"

8
A-405

7
A-405

SE
E 

10
/A

-40
4.0

0

A-460.00
2 Sim

A-460.00
1 Sim

A-460.00
1 Sim

2'-10"4'-9"2'-10"4'-8 3/4"

10'-11 1/4"19'-7" 15'-1 3/4"

4'-4"2'-6"
2'-3 3/4"

1'-1 1/4"

7
A-405

8
A-405

SE
E 

9/A
-40

4.0
0

A-460.00
2 Sim

A-460.00
1 Sim

A-460.00
1 Sim

51'-0"19'-7" 1'-1 1/4"2'-3 3/4"
2'-6" 4'-4" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10"

7
A-405

8
A-405

SE
E 

8/A
-40

4.0
0

A-460.00
1 Sim

A-460.00
2 Sim

51'-0"19'-7" 1'-1 1/4"2'-3 3/4"
2'-6" 4'-4" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10"

7
A-405

8
A-405

SE
E 

7/A
-40

4.0
0

A-460.00
1 Sim

A-440.00
2 Sim

19'-7" 48'-2" 2'-10"1'-1 1/4"2'-3 3/4"
2'-6" 4'-4" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9"

7
A-405

8
A-405

SE
E 

6/A
-40

4.0
0

A-460.00
1 Sim

A-440.00
2 Sim

A-460.00
2 Sim
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NOT FOR CONSTRUCTION

John A. Cetra
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Friedberg & Partners
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1410.00

A-404.00

ENLARGED PLAN, ELEVATION AND SECTION

BROOKLYN, NY 11222

117 OF 168

 1/8" = 1'-0"1 WEST ELEVATION @ SOUTH TOWER
 1/8" = 1'-0"3 WALL SECTION @ SOUTH TOWER - WEST FACE

 1/8" = 1'-0"11
ENLARGED PLAN 5A @ 27TH FL. TO 30TH FL. -
SOUTH TOWER - RIGHT

 1/8" = 1'-0"6
ENLARGED PLAN 5B @ 19TH FL. TO 26TH FL. -
SOUTH TOWER - LEFT

 1/8" = 1'-0"7
ENLARGED PLAN 5C @ 10TH FL. TO 18TH FL. -
SOUTH TOWER - LEFT

 1/8" = 1'-0"8
ENLARGED PLAN 5D @ 9TH FL. - SOUTH TOWER -
LEFT

 1/8" = 1'-0"9
ENLARGED PLAN 5E @ 8TH FL. - SOUTH TOWER -
LEFT

 1/8" = 1'-0"10
ENLARGED PLAN 5F @ 7TH FL. - SOUTH TOWER -
LEFT

SE
E 2

/A-
404

.00
SE

E 2
/A-

404
.00

1
A-404

2
A-404

 1/8" = 1'-0"2 WEST ELEVATION @ SOUTH TOWER

SE
E 1

/A-
404

.00
SE

E 1
/A-

404
.00

 1/8" = 1'-0"4 WALL SECTION @ SOUTH TOWER - WEST FACE

 1/8" = 1'-0"5
ENLARGED PLAN 5A @ 27TH FL. TO 30TH FL. -
SOUTH TOWER - LEFT

 1/8" = 1'-0"16
ENLARGED PLAN 5F @ 7TH FL. - SOUTH TOWER -
RIGHT

 1/8" = 1'-0"15
ENLARGED PLAN 5E @ 8TH FL. - SOUTH TOWER -
RIGHT

 1/8" = 1'-0"14
ENLARGED PLAN 5D @ 9TH FL. - SOUTH TOWER -
RIGHT

 1/8" = 1'-0"13
ENLARGED PLAN 5C @ 10TH FL. TO 18TH FL. -
SOUTH TOWER - RIGHT

 1/8" = 1'-0"12
ENLARGED PLAN 5B @ 19TH FL. TO 26TH FL. -
SOUTH TOWER - RIGHT

SEE 1/A-404 & 2/A-404 FOR PLAN LOCATION REFERENCES

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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COVER
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WINDOW WALL,
TYP
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COVER
TYPE B, TYP

12
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15
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Level 7
81' - 0"

Level 8
93' - 2"

Level 10 S
113' - 3"

Level 11 S
122' - 10"
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Level 13 S
142' - 0"

Level 14 S
151' - 7"

Level 15 S
161' - 2"

Level 16 S
170' - 9"

Level 17 S
180' - 4"

Level 18 S
189' - 11"

Level 19 S
200' - 1"

Level 20 S
209' - 8"

Level 21 S
219' - 3"

Level 22 S
228' - 10"

Level 23 S
238' - 5"

Level 24 S
248' - 0"

Level 25 S
257' - 7"

Level 26 S
267' - 2"

Level 27 S
278' - 8"

Level 9
103' - 8"

METAL PANEL,
TYP

GLASS GUARDRAIL,
TYP

12
A-404.00

13
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14
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15
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16
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12'
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"
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11'
-6"

COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.
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ENLARGED PLAN, ELEVATION AND SECTION

BROOKLYN, NY 11222
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 1/8" = 1'-0"9
ENLARGED PLAN 6A @ 27TH FL. TO 30TH FL. -
SOUTH TOWER

 1/8" = 1'-0"11
ENLARGED PLAN 6B @ 19TH FL. TO 26TH FL. -
SOUTH TOWER

 1/8" = 1'-0"13 ENLARGED PLAN 6C @ 8TH FL. - SOUTH TOWER

 1/8" = 1'-0"10
ENLARGED PLAN 6C @ 9TH FL. TO 18TH FL. -
SOUTH TOWER

 1/8" = 1'-0"12 ENLARGED PLAN 6D @ 7TH FL. - SOUTH TOWER

 1/8" = 1'-0"14
ENLARGED PLAN 6E @ IH 2TH FL. TO 6TH FL. -
SOUTH TOWER

 1/8" = 1'-0"7 WEST ELEVATION @ SOUTH TOWER
 1/8" = 1'-0"8 WEST ELEVATION @ SOUTH TOWER

SEE 3/A-405.00

SEE 1/A-405.00

1 & 3
A-405

 1/8" = 1'-0"4B 2-16TH FL
 1/8" = 1'-0"4A 7-16TH FL

 1/8" = 1'-0"2A 17-MECH FL
 1/8" = 1'-0"2B 17-MECH FL

WALL SECTION @ SOUTH TOWER - SOUTH FACE
1/8" = 1'-0"4WALL SECTION @ SOUTH TOWER - SOUTH FACE

1/8" = 1'-0"2 LOWER SOUTH ELEVATION @ SOUTH TOWER
1/8" = 1'-0"3UPPER SOUTH ELEVATION @ SOUTH TOWER

1/8" = 1'-0"1

SEE 4A/A-405.00 SEE 4B/A-405.00

SEE 2A/A-405.00 SEE 2B/A-405.00

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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SIM

10
A-406.00
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15
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WN-1H

WB-5C
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GLASS GUARDRAIL,
TYP

LOUVER, TYP
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METAL SLAB
COVER
TYPE A, TYP

9
A-406.00

COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.
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100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-406.00

ENLARGED PLAN, ELEVATION AND SECTION

BROOKLYN, NY 11222

119 OF 168

 1/8" = 1'-0"1 UPPER NORTH ELEVATION @ NORTH TOWER
 1/8" = 1'-0"4 LOWER NORTH ELEVATION @ NORTH TOWER

 1/8" = 1'-0"9 WALL SECTION @ NORTH TOWER - NORTH FACE
 1/8" = 1'-0"7 BASE NORTH ELEVATION @ NORTH TOWER

 1/8" = 1'-0"11
ENLARGED PLAN 1A @ 37TH FL. TO 40TH FL. -
NORTH TOWER

 1/8" = 1'-0"14
ENLARGED PLAN 1B @ 10TH FL. TO 36TH FL. -
NORTH TOWER

 1/8" = 1'-0"12 ENLARGED PLAN 1C @ 9TH FL. - NORTH TOWER

 1/8" = 1'-0"10 ENLARGED PLAN 1D @ 8TH FL. - NORTH TOWER

 1/8" = 1'-0"13 ENLARGED PLAN 1E @ 7TH FL. - NORTH TOWER

 1/8" = 1'-0"15
ENLARGED PLAN 1F @ 3RD FL. TO 6TH FL. -
NORTH TOWER

 1/8" = 1'-0"8 BASE N. ELEV (SIDE) @ NORTH TOWER

SEE 4/A-406.00

SEE 1/A-406.00

SE
E 

2/A
-40

7.0
0

SE
E 

2/A
-40

7.0
0

SE
E 

5/A
-40

7.0
0

ELEVATION BEYOND AT BUILDING BASE
SEE 7/A-406.00

ELEVATION BEHIND AT TOWER
SEE 4/A-406.00

1 & 4
A-406

 1/8" = 1'-0"6 WALL SECTION @ NORTH TOWER - NORTH FACE
 1/8" = 1'-0"3 WALL SECTION @ NORTH TOWER - NORTH FACE

 1/8" = 1'-0"5 LOWER N. ELEV (SIDE) @ NORTH TOWER
 1/8" = 1'-0"2 UPPER N. ELEV (SIDE) @ NORTH TOWER

SEE 5/A-406.00 SEE 6/A-406.00 SEE 8/A-406.00 SEE 9/A-406.00

SEE 2/A-406.00 SEE 3/A-406.00

SEE 5/A-406.00 SEE 6/A-406.00

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



8
A-407.00

11
A-407.00

9
A-407.00

WN-2A

WN-2B

WN-2J

WN-2M

WN-2C

WN-2D

GLASS RAINSCREEN
WALL, TYP

METAL
GUARDRAIL,
TYP

WINDOW WALL,
TYP

METAL SLAB
COVER
TYPE B, TYP

GLASS
GUARDRAIL,
TYP

WINDOW WALL,
TYP

METAL PANEL,
TYP

METAL SLAB
COVER
TYPE B, TYP

GLASS
GUARDRAIL,
TYP

METAL SLAB
COVER
TYPE B, TYP

METAL SLAB
COVER
TYPE A, TYP

3A
A-407.00

3B
A-407.00

3C
A-407.00

12
A-407.00

7
A-407.00

10
A-407.00

13
A-407.00

14
A-413.00

WN-2E

WN-2F

WN-2G

WN-2K

WN-2L WN-2H

WB-6C

WB-6A

WB-6D

WB-6B

METAL SLAB
COVER
TYPE B, TYP

METAL SLAB
COVER
TYPE B, TYP

METAL SLAB
COVER
TYPE A, TYP

WINDOW WALL,
TYP

LOUVER, TYP
@ BASE
BUILDING

METAL PANEL,
TYP

6A
A-407.00

6B
A-407.00

SIM

6B
A-407.00

64'-1"
6"

A-460.00
2 Sim

7'-3"57'-3"5'-4"
2'-10"4'-9"2'-10"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-9"2'-10"4'-9"2'-10"4'-4"

1
A-407

A-460.00
1 Sim

A-460.00
2 Sim

A-460.00
2 Sim

7'-3"57'-3"5'-4"
2'-10"4'-9"2'-10"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-9"2'-10"4'-9"2'-10"4'-4"

2'-6
"

1
A-407

A-460.00
1 Sim

A-460.00
2 Sim

42'-6"17'-8"4'-4"5'-4"

2'-6
"

2'-6"4'-9"2'-10"4'-9"2'-10"
4

A-407

A-460.00
1 Sim

A-460.00
2 Sim

A-460.00
2 Sim

2'-6
"

2'-6"4'-9"2'-10"4'-9"2'-10" 2'-6"4'-9"2'-10"4'-9"2'-10"4'-4"2'-6"4'-4"2'-6"
31'-4"11'-2"17'-8"4'-4"5'-4"

4
A-407

A-460.00
1 Sim

A-460.00
2 Sim

A-460.00
2 Sim

A-460.00
1 Sim

31'-4"11'-2"17'-8"4'-4"5'-4"

2'-6
"

2'-6"4'-9"2'-10"4'-9"2'-10" 2'-6"4'-9"2'-10"4'-9"2'-10"4'-4"2'-6"4'-4"2'-6"
4

A-407

A-460.00
1 Sim

A-460.00
2 Sim

A-460.00
2 Sim

A-460.00
1 Sim

11'-2"17'-8"4'-4"5'-4"

2'-6
"

2'-6"4'-9"2'-10"4'-9"2'-10" 7'-7"7'-7"7'-7"7'-7"7'-7"7'-7"7'-7"7'-7"6'-10"6'-10"
74'-4"

SE
E 4

/A-
414

4
A-407

A-460.00
1 Sim

A-460.00
2 Sim

A-460.00
2 Sim

A-460.00
1 Sim

WN-2P

WB-6E

WB-6F

WN-2N

LOUVER, TYP
@ BASE BUILDING

COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.

WINDOW
WALL, TYP

GLASS
GUARDRAIL,
TYP

METAL SLAB
COVER
TYPE A, TYP

METAL
GUARDRAIL,
TYP

WINDOW WALL,
TYP

METAL SLAB
COVER
TYPE B, TYP

SLOPED
ROOF, TYP

WINDOW
WALL, TYP

A-430.00
1 Sim

A-433.00
1 Sim

A-440.00
2 Sim

TYP, 38TH TO 40TH FLOORS

A-440.00
2 Sim

TYP, 7TH TO 36TH FLOORS

WINDOW
WALL, TYP

METAL SLAB
COVER
TYPE B, TYP

LOUVER, TYP
@ BASE
BUILDING

A-440.00
4 TYP, 4TH TO 6TH FLOORS

A-431.00
2 Sim

Level 3
37' - 8"

Level 4
47' - 4"

Level 5
57' - 0"

Level 6
66' - 8"

Level 7
81' - 0"

Level 8
93' - 2"

Level 9
103' - 8"

Level 10 N
113' - 3"

Level 11 N
122' - 10"

Level 12 N
132' - 5"

Level 13 N
142' - 0"

Level 14 N
151' - 7"

Level 16 N
170' - 9"

Level 17 N
180' - 4"

Level 18 N
189' - 11"

Level 19 N
199' - 6"

Level 20 N
209' - 1"

Level 21 N
218' - 8"

Level 22 N
228' - 3"

Level 23 N
237' - 10"

Level 15 N
161' - 2"

WINDOW WALL,
TYP

METAL SLAB
COVER
TYPE A, TYP

LOUVER, TYP
@ BASE
BUILDING

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

10'
-6"

12'
-2"

14'
-4"

9'-8
"

9'-8
"

9'-8
"

A-440.00
3 Sim

TYP, 4TH TO 6TH FLOORS

A-431.00
2 Sim

GLASS RAINSCREEN
WALL, TYP

METAL
GUARDRAIL,
TYP

WINDOW
WALL, TYP

METAL SLAB
COVER
TYPE B, TYP

GLASS
GUARDRAIL,
TYP

WINDOW
WALL, TYP

A-430.00
1 Sim

A-440.00
2 Sim

TYP, 38TH TO 40TH FLOORS

A-431.00
2 Sim

A-440.00
1 Sim

TYP, 7TH TO 36TH FLOORS

Level 23 N
237' - 10"

Level 24 N
247' - 5"

Level 25 N
257' - 0"

Level 26 N
267' - 8"

Level 27 N
277' - 3"

Level 28 N
286' - 10"

Level 29 N
296' - 5"

Level 30 N
306' - 0"

Level 31 N
315' - 7"

Level 32 N
325' - 2"

Level 33 N
334' - 9"

Level 34 N
344' - 4"

Level 35 N
353' - 11"

Level 36 N
363' - 6"

Level 37 N
375' - 4"

Level 38 N
385' - 0"

Level 39 N
394' - 8"

Level 40 N
404' - 4"

MECH.LEVEL 1 N
415' - 4"

MECH.LEVEL 2 N
429' - 4"

BULKHEAD ROOF
N

440' - 4"

9'-7
"

9'-7
"

10'
-8"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

11'
-10

"
9'-8

"
9'-8

"
9'-8

"
11'

-0"
14'

-0"
11'

-0"

GLASS GUARDRAIL, TYP

WINDOW WALL, TYP

METAL SLAB COVER
TYPE B, TYP

WINDOW WALL, TYP

GLASS GUARDRAIL, TYP

METAL SLAB COVER
TYPE B, TYP

A-440.00
2 Sim

TYP, 27TH TO 36TH FLOORS

A-431.00
2 Sim

A-440.00
2 Sim

TYP, 19TH TO 26TH FLOORS

A-430.00
2 Sim
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-407.00

ENLARGED PLAN, ELEVATION AND SECTION

BROOKLYN, NY 11222

120 OF 168

 1/8" = 1'-0"8
ENLARGED PLAN 3A @ 37TH FL. TO 40TH FL. -
NORTH TOWER

 1/8" = 1'-0"11
ENLARGED PLAN 3B @ 26TH FL. TO 36TH FL. -
NORTH TOWER

 1/8" = 1'-0"9
ENLARGED PLAN 3C @ 20TH FL. TO 25TH FL. -
NORTH TOWER

 1/8" = 1'-0"12
ENLARGED PLAN 3D @ 18TH FL. TO 19TH FL. -
NORTH TOWER

 1/8" = 1'-0"7
ENLARGED PLAN 3E @ 8TH FL. TO 17TH FL. -
NORTH TOWER

 1/8" = 1'-0"10 ENLARGED PLAN 3F @ 7TH FL. - NORTH TOWER

 1/8" = 1'-0"13
ENLARGED PLAN 3G @ 3TH FL. TO 6TH FL. -
NORTH TOWER

SEE 5/A-407.00

SEE 2/A-407.00

SE
E 

1/A
-40

6.0
0

SE
E 

4/A
-40

6.0
0

2 & 5
A-407

 1/8" = 1'-0"3A 23-MECH FL
 1/8" = 1'-0"6A 3-22ND FL

 1/8" = 1'-0"6B 3-22ND FL
 1/8" = 1'-0"3B 23-MECH FL

 1/8" = 1'-0"3C 23-MECH FL

SEE 6A/A-407.00 SEE 6B/A-407.00SEE 4/A-407.00

UPPER N. ELEV @ NORTH TOWER
1/8" = 1'-0"1 UPPER NORTH ELEVATION @ NORTH TOWER2 1/8" = 1'-0"

WALL SECTION @ NORTH TOWER - NORTH FACE3 1/8" = 1'-0"
LOWER N. ELEV @ NORTH TOWER
1/8" = 1'-0"4 LOWER NORTH ELEVATION @ NORTH TOWER5 1/8" = 1'-0"

WALL SECTION @ NORTH TOWER - NORTH FACE6 1/8" = 1'-0"

SEE 1/A-407.00 SEE 3A/A-407.00 SEE 3B/A-407.00

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



5
A-408.00

7
A-408.00

WN-3A

WN-3B

WN-3C

GLASS RAINSCREEN WALL, TYP

METAL GUARDRAIL, TYP

WINDOW WALL, TYP

METAL SLAB COVER
TYPE B, TYP

GLASS GUARDRAIL, TYP

WINDOW WALL, TYP

GLASS GUARDRAIL, TYP

METAL SLAB COVER
TYPE A, TYP

METAL SLAB COVER
TYPE B, TYP

WN-3G

2A
A-408.00

2B
A-408.00

2C
A-408.00

6
A-408.00

8
A-408.00

WN-3F

WN-3D

WN-3E
WN-3H

WINDOW WALL, TYP

METAL SLAB COVER
TYPE A, TYP

METAL PANEL, TYP

4A
A-408.00

4B
A-408.00

4A
A-408.00

SIM

63'-9"

A-460.00
2 Sim

2'-1
0"

4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-9" 2'-10" 4'-4" 2'-6" 4'-4" 2'-6" 4'-9" 2'-10" 4'-9" 2'-10"
63'-9" 5'-2"

A-460.00
1 Sim

A-460.00
2 Sim

2'-10" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-9" 2'-10" 4'-4" 2'-6" 4'-4" 2'-6" 4'-9" 2'-10" 4'-9" 2'-10"
66'-7" 5'-2"

2'-1
0"

A-460.00
1 Sim

A-460.00
2 Sim

2'-10" 4'-4" 2'-6"
9'-9"

A-440.00
1 Sim

COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.

GLASS GUARDRAIL,
TYP

WINDOW WALL,
TYP

METAL SLAB
COVER
TYPE B, TYP

GLASS
GUARDRAIL,
TYP

A-430.00
2 Sim

A-431.00
2 Sim

A-440.00
2 Sim

TYP, 27TH TO 36TH FLOORS

WNDOW WALL,
TYP

METAL SLAB
COVER
TYPE A, TYP

A-440.00
1 Sim

TYP, 8TH TO 25TH FLOORS

A-430.00
5 Sim

GLASS RAINSCREEN
WALL, TYP

METAL GUARDRAIL,
TYP

WINDOW WALL,
TYP

METAL SLAB
COVER
TYPE B, TYP

GLASS
GUARDRAIL,
TYP

WINDOW WALL,
TYP

A-430.00
1 Sim

A-430.00
2 Sim

A-440.00
2 Sim

TYP, 38TH TO 40TH FLOORS

A-440.00
1 Sim

TYP, 10TH TO 36TH FLOORS

Level 24 N
247' - 5"

Level 25 N
257' - 0"

Level 26 N
267' - 8"

Level 27 N
277' - 3"

Level 28 N
286' - 10"

Level 29 N
296' - 5"

Level 30 N
306' - 0"

Level 31 N
315' - 7"

Level 32 N
325' - 2"

Level 33 N
334' - 9"

Level 34 N
344' - 4"

Level 35 N
353' - 11"

Level 36 N
363' - 6"

Level 37 N
375' - 4"

Level 38 N
385' - 0"

Level 39 N
394' - 8"

Level 40 N
404' - 4"

MECH.LEVEL 1 N
415' - 4"

MECH.LEVEL 2 N
429' - 4"

BULKHEAD ROOF
N

440' - 4"

11'
-0"

14'
-0"

11'
-0"

9'-8
"

9'-8
"

9'-8
"

11'
-10

"
9'-7

"
9'-7

"
9'-7

"
9'-7

"
9'-7

"
9'-7

"
9'-7

"
9'-7

"
9'-7

"
9'-7

"
10'

-8"
9'-7

"

GLASS
GUARDRAIL,
TYP

WNDOW WALL,
TYP

METAL SLAB
COVER
TYPE B, TYP

A-440.00
2 Sim

TYP, 10TH TO 36TH FLOORS

Level 7
81' - 0"

Level 8
93' - 2"

Level 9
103' - 8"

Level 10 N
113' - 3"

Level 11 N
122' - 10"

Level 12 N
132' - 5"

Level 13 N
142' - 0"

Level 14 N
151' - 7"

Level 16 N
170' - 9"

Level 17 N
180' - 4"

Level 18 N
189' - 11"

Level 19 N
199' - 6"

Level 20 N
209' - 1"

Level 21 N
218' - 8"

Level 22 N
228' - 3"

Level 23 N
237' - 10"

Level 24 N
247' - 5"

Level 15 N
161' - 2"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

10'
-6"

12'
-2"

METAL SLAB COVER
TYPE B, TYP

A-430.00
5
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-408.00

ENLARGED PLAN, ELEVATION AND SECTION

BROOKLYN, NY 11222

121 OF 168

 1/8" = 1'-0"5
ENLARGED PLAN 4A @ 37TH FL. TO 40TH FL. -
NORTH TOWER

 1/8" = 1'-0"7
ENLARGED PLAN 4B @ 26TH FL. TO 36TH FL. -
NORTH TOWER

 1/8" = 1'-0"6
ENLARGED PLAN 4C @ 9TH FL. TO 25TH FL. -
NORTH TOWER

 1/8" = 1'-0"8
ENLARGED PLAN 4D @ 7TH FL. TO 8TH FL. -
NORTH TOWER

1 & 3
A-408

 1/8" = 1'-0"2A 24-MECH FL
 1/8" = 1'-0"4A 7-23RD FL

 1/8" = 1'-0"2B 24-MECH FL
 1/8" = 1'-0"2C 24-MECH FL

 1/8" = 1'-0"4B 7-23RD FL

SEE 3/A-408.00

SEE 1/A-408.00 SEE 2A/A-408.00 SEE 2C/A-408.00

SEE 4A/A-408.00 SEE 4B/A-408.00

UPPER WEST ELEVATION @ NORTH TOWER
1/8" = 1'-0"1 WALL SECTION @ NORTH TOWER - WEST FACE

1/8" = 1'-0"2 LOWER WEST ELEVATION @ NORTH TOWER
1/8" = 1'-0"3 WALL SECTION @ NORTH TOWER - WEST FACE

1/8" = 1'-0"4
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



3C
A-409.00

7
A-409.00

10
A-409.00

WN-4A

WN-4B

WN-4C

GLASS RAINSCREEN
WALL, TYP

METAL GUARDRAIL,
TYP

WINDOW WALL,
TYP

METAL SLAB COVER
TYPE B, TYP

GLASS GUARDRAIL,
TYP

WINDOW WALL,
TYP

METAL PANEL,
TYP

METAL SLAB
COVER
TYPE A, TYP

METAL SLAB
COVER
TYPE B, TYP

METAL SLAB
COVER
TYPE B, TYP

WINDOW WALL,
TYP

3A
A-409.00

3B
A-409.00

8
A-409.00

11
A-409.00

9
A-409.00

12
A-409.00

WN-4F

WN-4G

WB-7A

WB-7B

WN-4D WN-4E

METAL SLAB COVER
TYPE B, TYP

GLASS GUARDRAIL, TYP

LOUVER, TYP
@ BASE BUILDING

WINDOW WALL, TYP WINDOW WALL, TYP

METAL SLAB COVER
TYPE A, TYP

6A
A-409.00

6B
A-409.00

6C
A-409.00

Level 22 N
228' - 3"

Level 23 N
237' - 10"

Level 24 N
247' - 5"

Level 25 N
257' - 0"

Level 26 N
267' - 8"

Level 27 N
277' - 3"

Level 28 N
286' - 10"

Level 29 N
296' - 5"

Level 30 N
306' - 0"

Level 31 N
315' - 7"

Level 32 N
325' - 2"

Level 33 N
334' - 9"

Level 34 N
344' - 4"

Level 35 N
353' - 11"

Level 36 N
363' - 6"

Level 37 N
375' - 4"

Level 38 N
385' - 0"

Level 39 N
394' - 8"

Level 40 N
404' - 4"

MECH.LEVEL 1 N
415' - 4"

MECH.LEVEL 2 N
429' - 4"

BULKHEAD ROOF
N

440' - 4"

11'
-0"

14'
-0"

11'
-0"

9'-8
"

9'-8
"

9'-8
"

11'
-10

"
9'-7

"
9'-7

"
9'-7

"
9'-7

"
9'-7

"
9'-7

"
9'-7

"
9'-7

"
9'-7

"
9'-7

"
10'

-8"
9'-7

"
9'-7

"
9'-7

"

METAL SLAB
COVER
TYPE B, TYP

WINDOW WALL,
TYP

SLOPED ROOF,
TYP

WINDOW
WALL, TYP

METAL SLAB
COVER
TYPE B, TYP

A-430.00
1 Sim

A-433.00
1 Sim

A-440.00
2 Sim

TYP, 38TH TO 40TH FLOORS

A-440.00
2 Sim

TYP, 10TH TO 36TH FLOORS

WN-4H

WINDOW
WALL, TYP

METAL SLAB
COVER
TYPE B, TYP

WN-4K

WB-7C

WB-7D

WN-4J

WN-4L

METAL SLAB COVER
TYPE A, TYP

LOUVER

LOUVER, TYP
@ BASE BUILDING

3'-3" 2'-10" 2'-10" 2'-6" 2'-6" 2'-6" 2'-6" 2'-6" 2'-6" 2'-6" 2'-6" 2'-6" 2'-6" 2'-6" 2'-6"

A-460.00
2 Sim

4'-9" 2'-10" 4'-9" 2'-10" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4"
2'-10" 33'-2" 7'-11"

2A
A-409

2B
A-409

A-460.00
1 Sim

A-460.00
2 Sim

A-460.00
2 Sim

4'-9" 2'-10" 4'-9" 2'-10" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4"
2'-10" 33'-2" 7'-11"

5A
A-409

5B
A-409

A-460.00
1 Sim

A-460.00
2 Sim A-460.00

2 Sim

7'-7" 2'-10" 4'-9" 2'-10" 4'-4" 2'-6" 4'-4" 2'-6" 12'-3"
43'-11"

5B
A-409

A-460.00
1 Sim

A-460.00
2 Sim

LOUVER

7'-7" 2'-10" 4'-9" 2'-10" 4'-4" 2'-6" 4'-4" 2'-6" 12'-3"
43'-11"

5B
A-409

A-460.00
1 Sim

A-460.00
2 Sim

LOUVER

5B
A-409

7'-7" 2'-10" 4'-9" 2'-10" 4'-4" 2'-6" 4'-4" 2'-6" 12'-3"
43'-11"

A-460.00
1 Sim

A-460.00
2 Sim

COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.

METAL SLAB
COVER
TYPE B, TYP

A-430.00
2 Sim

A-440.00
2 Sim

TYP, 10TH TO 36TH FLOORS

METAL SLAB
COVER
TYPE A, TYP

WINDOW WALL,
TYP

GLASS GUARDRAIL,
TYP

METAL SLAB COVER
TYPE B, TYP

METAL GUARDRAIL,
TYP

GLASS RAINSCREEN WALL, TYP

A-430.00
1 Sim

A-430.00
2 Sim

A-440.00
2 Sim

TYP, 38TH TO 40TH FLOORS

A-440.00
1 Sim

TYP, 9TH TO 36TH FLOORS

LOUVER, TYP
@ BASE
BUILDING

WINDOW
WALL, TYP

LOUVER

GLASS
GUARDRAIL,
TYP

METAL SLAB
COVER
TYPE B, TYP

A-430.00
5 Sim

A-440.00
3 Sim

A-440.00
1 Sim

A-440.00
3 Sim

TYP, 3RD TO 6TH FLOORS

WINDOW WALL,
TYP

METAL SLAB
COVER
TYPE A, TYP

A-440.00
3 Sim

TYP, 3RD TO 6TH FLOORS

A-440.00
3 Sim

A-440.00
1 Sim

Level 3
37' - 8"

Level 4
47' - 4"

Level 5
57' - 0"

Level 6
66' - 8"

Level 7
81' - 0"

Level 8
93' - 2"

Level 9
103' - 8"

Level 10 N
113' - 3"

Level 11 N
122' - 10"

Level 12 N
132' - 5"

Level 13 N
142' - 0"

Level 14 N
151' - 7"

Level 16 N
170' - 9"

Level 17 N
180' - 4"

Level 18 N
189' - 11"

Level 19 N
199' - 6"

Level 20 N
209' - 1"

Level 21 N
218' - 8"

Level 22 N
228' - 3"

Level 23 N
237' - 10"

Level 15 N
161' - 2"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

10'
-6"

12'
-2"

14'
-4"

9'-8
"

9'-8
"

9'-8
"LOUVER,

TYP
@ BASE
BUILDING

WINDOW
WALL, TYP

LOUVER

METAL SLAB
COVER
TYPE B, TYP

A-433.00
1 Sim

A-440.00
4 Sim

TYP, 3RD TO 8TH FLOORS

A-440.00
4 Sim

TYP, 3RD TO 6TH FLOORS

WINDOW WALL,
TYP

GLASS GUARDRAIL,
TYPGLASS

GUARDRAIL,
TYP

WINDOW WALL,
TYP
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-409.00

ENLARGED PLAN, ELEVATION AND SECTION

BROOKLYN, NY 11222

122 OF 168

 1/8" = 1'-0"3C 22-MECH FL
 1/8" = 1'-0"5A SIDE 5A

 1/8" = 1'-0"5B SIDE 5B

 1/8" = 1'-0"7
ENLARGED PLAN 5A @ 37TH FL. TO 40TH FL. -
NORTH TOWER

 1/8" = 1'-0"10
ENLARGED PLAN 5B @ 26TH FL. TO 36TH FL. -
NORTH TOWER

 1/8" = 1'-0"8
ENLARGED PLAN 5C @ 9TH FL. TO 24TH FL. -
NORTH TOWER

 1/8" = 1'-0"11 ENLARGED PLAN 5D @ 8TH FL. - NORTH TOWER

 1/8" = 1'-0"9 ENLARGED PLAN 5E @ 7TH FL. - NORTH TOWER

 1/8" = 1'-0"12
ENLARGED PLAN 5F @ 3TH FL. TO 6TH FL. -
NORTH TOWER

1 & 4
A-409

SE
E 

1/A
-41

0.0
0

SEE 4/A-409.00

SEE 1/A-409.00

SE
E 

3/A
-41

0.0
0

 1/8" = 1'-0"3A 22-MECH FL
 1/8" = 1'-0"3B 22-MECH FL

 1/8" = 1'-0"6A 3-21ST FL
 1/8" = 1'-0"6B 3-21ST FL

 1/8" = 1'-0"6C 3-21ST FL
 1/8" = 1'-0"2B SIDE 2B

 1/8" = 1'-0"2A SIDE 2A

UPPER SOUTH ELEVATION @ NORTH TOWER
1/8" = 1'-0"1 UPPER S. ELEV (SIDE) @ NORTH TOWER

1/8" = 1'-0"2 WALL SECTION @ NORTH TOWER - SOUTH FACE
1/8" = 1'-0"3 LOWER SOUTH ELEVATION @ NORTH TOWER

1/8" = 1'-0"4 LOWER S. ELEV (SIDE) @ NORTH TOWER
1/8" = 1'-0"5 WALL SECTION @ NORTH TOWER - SOUTH FACE

1/8" = 1'-0"6

SEE 5A/A-409.00 SEE 5B/A-409.00 SEE 6A/A-409.00 SEE 6B/A-409.00 SEE 6C/A-409.00

SEE 2A/A-409.00 SEE 2B/A-409.00 SEE 3A/A-409.00 SEE 3B/A-409.00 SEE 3C/A-409.00

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



5
A-410.00

8
A-410.00

WN-4A

WN-4B

WN-5A

GLASS RAINSCREEN
WALL, TYP

METAL SLAB
COVER
TYPE B, TYP

GLASS GUARDRAIL,
TYP

METAL PANEL ,
TYP

WINDOW WALL,
TYP

METAL SLAB
COVER
TYPE A, TYP

2A
A-410.00

2B
A-410.00

6
A-410.00

9
A-410.00

7
A-410.00

10
A-410.00

WN-5B

WN-5C

WN-5D

WB-8A

WB-8B

METAL PANEL ,
TYP

WINDOW WALL,
TYP

METAL SLAB
COVER
TYPE A, TYP

LOUVER, TYP
@ BASE
BUILDING

4A
A-410.00

4B
A-410.00

10'-8" 2'-10" 8'-6" 2'-10" 9'-0" 5'-8" 5'-4" 2'-10" 5'-8" 8'-10"

A-440.00
2 Sim

2'-6 1/4" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 11'-11"
65'-3 1/4"

A-460.00
1 Sim

A-460.00
2 Sim

2'-6 1/4" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-4"
65'-3 1/4"

A-460.00
1 Sim

2'-6 1/4" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-4"
65'-3 1/4"

A-460.00
1 Sim

6'-10 1/4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-4"
65'-3 1/4"

A-460.00
1 Sim

6'-10 1/4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-9" 2'-10" 4'-4"
65'-3 1/4"

A-460.00
1 Sim

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.

COMMERCIAL STREET

KEY PLAN

N

GLASS RAINSCREEN WALL, TYP

WINDOW WALL,
TYP

METAL SLAB
COVER
TYPE B, TYP

GLASS
GUARDRAIL,
TYP

A-430.00
1 Sim

A-430.00
2 Sim

A-440.00
2 Sim

TYP, 38TH TO 40TH FLOORS

A-440.00
1 Sim

TYP, 7TH TO 36TH FLOORS

Level 22 N
228' - 3"

Level 23 N
237' - 10"

Level 24 N
247' - 5"

Level 25 N
257' - 0"

Level 26 N
267' - 8"

Level 27 N
277' - 3"

Level 28 N
286' - 10"

Level 29 N
296' - 5"

Level 30 N
306' - 0"

Level 31 N
315' - 7"

Level 32 N
325' - 2"

Level 33 N
334' - 9"

Level 34 N
344' - 4"

Level 35 N
353' - 11"

Level 36 N
363' - 6"

Level 37 N
375' - 4"

Level 38 N
385' - 0"

Level 39 N
394' - 8"

Level 40 N
404' - 4"

MECH.LEVEL 1 N
415' - 4"

MECH.LEVEL 2 N
429' - 4"

BULKHEAD ROOF
N

440' - 4"

GLASS GUARDRAIL, TYP

9'-7
"

9'-7
"

9'-7
"

10'
-8"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

11'
-10

"
9'-8

"
9'-8

"
9'-8

"
11'

-0"
14'

-0"
11'

-0"

A-430.00
2 Sim

A-440.00
2 Sim

TYP, 27TH TO 36TH FLOORS

A-440.00
1 Sim

TYP, 7TH TO 26TH FLOORS

WINDOW WALL,
TYP

METAL PANEL ,
TYP

METAL SLAB
COVER
TYPE A, TYP

WINDOW WALL
W/ LOUVER, TYP

LOUVER, TYP

A-440.00
3 Sim

TYP, 3RD TO 6TH FLOORS

Level 3
37' - 8"

Level 4
47' - 4"

Level 5
57' - 0"

Level 6
66' - 8"

Level 7
81' - 0"

Level 8
93' - 2"

Level 9
103' - 8"

Level 10 N
113' - 3"

Level 11 N
122' - 10"

Level 12 N
132' - 5"

Level 13 N
142' - 0"

Level 14 N
151' - 7"

Level 16 N
170' - 9"

Level 17 N
180' - 4"

Level 18 N
189' - 11"

Level 19 N
199' - 6"

Level 20 N
209' - 1"

Level 21 N
218' - 8"

Level 22 N
228' - 3"

Level 15 N
161' - 2"

METAL PANEL, TYP

WINDOW WALL, TYP

METAL SLAB COVER
TYPE A, TYP

WINDOW WALL
W/ LOUVER, TYP

LOUVER, TYP

9'-8
"

9'-8
"

9'-8
"

14'
-4"

12'
-2"

10'
-6"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

A-440.00
3 Sim

TYP, 3RD TO 6TH FLOORS
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-410.00

ENLARGED PLAN, ELEVATION AND SECTION

BROOKLYN, NY 11222

123 OF 168

 1/8" = 1'-0"5
ENLARGED PLAN 6A @ 37TH FL. TO 40TH FL. -
NORTH TOWER

 1/8" = 1'-0"8
ENLARGED PLAN 6B @ 26TH FL. TO 36TH FL. -
NORTH TOWER

 1/8" = 1'-0"6
ENLARGED PLAN 6C @ 9TH FL. TO 25TH FL. -
NORTH TOWER

 1/8" = 1'-0"9 ENLARGED PLAN 6D @ 8TH FL. - NORTH TOWER

 1/8" = 1'-0"7 ENLARGED PLAN 6E @ 7TH FL. - NORTH TOWER

 1/8" = 1'-0"10
ENLARGED PLAN 6F @ 3TH FL. TO 6TH FL. -
NORTH TOWER

1 & 3
A-410

SE
E 

1/A
-40

9.0
0

SEE 3/A-410.00

SEE 1/A-410.00

SE
E 

4/A
-40

9.0
0

 1/8" = 1'-0"2A 22-MECH FL
 1/8" = 1'-0"2B 22-MECH FL

 1/8" = 1'-0"4A 3-21ST FL
 1/8" = 1'-0"4B 3-21ST FL

SEE 4A/A-410.00 SEE 4B/A-410.00

SEE 2A/A-410.00 SEE 2B/A-410.00

UPPER SOUTH ELEVATION @ NORTH TOWER
1/8" = 1'-0"1 WALL SECTION @ NORTH TOWER - SOUTH FACE

1/8" = 1'-0"2 LOWER SOUTH ELEVATION @ NORTH TOWER
1/8" = 1'-0"3 WALL SECTION @ NORTH TOWER - SOUTH FACE

1/8" = 1'-0"4

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



5
A-411.00

8
A-411.00

WN-6A

WN-6B

WN-6G

WN-6C WN-6H

WN-6J

GLASS RAINSCREEN
WALL, TYP

METAL SLAB
COVER
TYPE B, TYP

GLASS
GUARDRAIL,
TYP

METAL
PANEL,
TYP

WINDOW
WALL, TYP

METAL SLAB
COVER
TYPE A, TYP

METAL SLAB
COVER
TYPE B, TYP

2A
A-411.00

2B
A-411.00

2C
A-411.00

6
A-411.00

9
A-411.00

7
A-411.00

10
A-411.00

WN-6D

WN-6E

WN-6F

WN-6K

WN-6L

WN-6M

WN-6N

WB-9A

WB-9B

WB-9D

WB-9C

WB-9E

WB-9F

METAL PANEL, TYP

WINDOW WALL, TYP

METAL SLAB COVER
TYPE A, TYP

METAL SLAB COVER
TYPE B, TYP

LOUVER, TYP
@ BASE BUILDING

4A
A-411.00

4B
A-411.00

4C
A-411.00

SIM

4B
A-411.00

2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4"

6'-8
"

29'-10"39'-5"

A-460.00
2 Sim

A-460.00
1 Sim

2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"6'-1"2'-10"4'-9"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"

2'-9
"

1'-9
"

73'-4"

A-460.00
1 Sim

A-460.00
1 Sim

A-460.00
2 Sim

2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"6'-1"2'-10"4'-9"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"

2'-9
"

1'-9
"

73'-4"

A-460.00
1 Sim

A-440.00
1 Sim

A-460.00
2 Sim

3'-0 3/4"4'-9"2'-10"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"6'-1"2'-10"4'-9"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"

2'-9
"

1'-9
"

88'-3 3/4"

A-460.00
1 Sim

A-460.00
1 Sim

A-460.00
2 Sim

3'-0 3/4"4'-9"2'-10"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"6'-1"2'-10"4'-9"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"

2'-9
"

1'-9
"

88'-3 3/4"

A-460.00
1 Sim

A-460.00
1 Sim

A-460.00
2 Sim

3'-0 3/4"4'-9"2'-10"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"6'-1"2'-10"4'-9"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"

2'-9
"

1'-9
"

88'-3 3/4"

A-460.00
1 Sim

A-460.00
1 Sim

A-460.00
2 Sim

COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.

WINDOW WALL,
TYP

METAL SLAB
COVER
TYPE B, TYP

GLASS
GUARDRAIL,
TYP

A-430.00
1 Sim

A-440.00
2 Sim

TYP, 38TH TO 40TH FLOORS

A-430.00
2 Sim

A-440.00
1 Sim

TYP, 7TH TO 36TH FLOORS

GLASS RAINSCREEN
WALL, TYP

A-430.00
1 Sim

A-440.00
2 Sim

TYP, 38TH TO 40TH FLOORS

A-430.00
2 Sim

A-440.00
2 Sim

TYP, 7TH TO 36TH FLOORS

Level 22 N
228' - 3"

Level 23 N
237' - 10"

Level 24 N
247' - 5"

Level 25 N
257' - 0"

Level 26 N
267' - 8"

Level 27 N
277' - 3"

Level 28 N
286' - 10"

Level 29 N
296' - 5"

Level 30 N
306' - 0"

Level 31 N
315' - 7"

Level 32 N
325' - 2"

Level 33 N
334' - 9"

Level 34 N
344' - 4"

Level 35 N
353' - 11"

Level 36 N
363' - 6"

Level 37 N
375' - 4"

Level 38 N
385' - 0"

Level 39 N
394' - 8"

Level 40 N
404' - 4"

MECH.LEVEL 1 N
415' - 4"

MECH.LEVEL 2 N
429' - 4"

BULKHEAD ROOF
N

440' - 4"

9'-7
"

9'-7
"

9'-7
"

10'
-8"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

11'
-10

"
9'-8

"
9'-8

"
9'-8

"
11'

-0"
14'

-0"
11'

-0"

A-430.00
1 Sim

A-440.00
1 Sim

TYP, 7TH TO 40TH FLOORS

WINDOW WALL,
TYP

METAL PANEL,
TYP

METAL SLAB
COVER
TYPE A, TYP

WINDOW WALL
W/ LOUVER, TYP

LOUVER, TYP
@ BASE
BUILDING

A-440.00
3 Sim

TYP, 3RD TO 6TH FLOORS

Level 3
37' - 8"

Level 4
47' - 4"

Level 5
57' - 0"

Level 6
66' - 8"

Level 7
81' - 0"

Level 8
93' - 2"

Level 9
103' - 8"

Level 10 N
113' - 3"

Level 11 N
122' - 10"

Level 12 N
132' - 5"

Level 13 N
142' - 0"

Level 14 N
151' - 7"

Level 16 N
170' - 9"

Level 17 N
180' - 4"

Level 18 N
189' - 11"

Level 19 N
199' - 6"

Level 20 N
209' - 1"

Level 21 N
218' - 8"

Level 22 N
228' - 3"

Level 15 N
161' - 2"

9'-8
"

9'-8
"

9'-8
"

14'
-4"

12'
-2"

10'
-6"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

9'-7
"

A-440.00
4 Sim

TYP, 3RD TO 6TH FLOORS

A-430.00
5 Sim

A-440.00
1 Sim

A-440.00
3 Sim

TYP, 2ND TO 6TH FLOORS
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-411.00

ENLARGED PLAN, ELEVATION AND SECTION

BROOKLYN, NY 11222

124 OF 168

 1/8" = 1'-0"5
ENLARGED PLAN 7A @ 37TH FL. TO 40TH FL. -
NORTH TOWER

 1/8" = 1'-0"8
ENLARGED PLAN 7B @ 26TH FL. TO 36TH FL. -
NORTH TOWER

 1/8" = 1'-0"6
ENLARGED PLAN 7C @ 9TH FL. TO 25TH FL. -
NORTH TOWER

 1/8" = 1'-0"9 ENLARGED PLAN 7D @ 8TH FL. - NORTH TOWER

 1/8" = 1'-0"7 ENLARGED PLAN 7E @ 7TH FL. - NORTH TOWER

 1/8" = 1'-0"10
ENLARGED PLAN 7F @ 3TH FL. TO 6TH FL. -
NORTH TOWER

1 & 3
A-411

 1/8" = 1'-0"2A 22-MECH FL
 1/8" = 1'-0"2B 22-MECH FL

 1/8" = 1'-0"2C 22-MECH FL
 1/8" = 1'-0"4B 3-21ST FL

 1/8" = 1'-0"4C 3-21ST FL
 1/8" = 1'-0"4A 3-21ST FL

UPPER EAST ELEVATION @ NORTH TOWER
1/8" = 1'-0"1 LOWER EAST ELEVATION @ NORTH TOWER

1/8" = 1'-0"3WALL SECTION @ NORTH TOWER - EAST FACE
1/8" = 1'-0"2 WALL SECTION @ NORTH TOWER - EAST FACE

1/8" = 1'-0"4

SEE 1/A-411.00

SEE 3/A-411.00 SEE 4B/A-411.00 SEE 4C/A-411.00

SEE 2A/A-411.00 SEE 2B/A-411.00

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



Level 3
37' - 8"

Level 4
47' - 4"

Level 5
57' - 0"

Level 6
66' - 8"

Level 7
81' - 0"

IH 2ND FL
28' - 0"

9
A-412.00

13
A-412.00

WB-11

LOUVER, TYP
@ BASE BUILDING

GLASS GUARDRAIL, TYP

METAL PANEL, TYP

METAL SLAB COVER
TYPE A, TYP

9'-8
"

9'-8
"

9'-8
"

9'-8
"

14'
-4"

METAL PANEL, TYP

BASE PLANE
13' - 0"

Level 2
22' - 0"

Level 3
37' - 8"

Level 4
47' - 4"

Level 5
57' - 0"

Level 6
66' - 8"

Level 7
81' - 0"

Commercial Entry
11' - 0"

IH 2ND FL
28' - 0"

Mechanical
13' - 0"

4
A-412.00

5
A-412.00

6
A-412.00

7
A-412.00

9
A-412.00 SIM

WB-10B

WB-10C

WB-10A

3'-8
"

LOUVER, TYP
@ BASE BUILDING

GLASS GUARDRAIL, TYP

METAL PANEL
TYPE A, TYP

METAL SLAB COVER
TYPE A, TYP

METAL PANEL, TYP

2'-0
"

9'-0
"

6'-0
"

9'-8
"

9'-8
"

9'-8
"

9'-8
"

14'
-4"

METAL PANEL, TYP

BASE PLANE
13' - 0"

Level 2
22' - 0"

Level 3
37' - 8"

Level 4
47' - 4"

Level 5
57' - 0"

Level 6
66' - 8"

Level 7
81' - 0"

Commercial Entry
11' - 0"

IH 2ND FL
28' - 0"

Mechanical
13' - 0"

GLASS GUARDRAIL, TYP

14'
-4"

9'-8
"

9'-8
"

9'-8
"

9'-8
"

6'-0
"

9'-0
"

2'-0
"

CMU WALL, TYP

Level 3
37' - 8"

Level 4
47' - 4"

Level 5
57' - 0"

Level 6
66' - 8"

Level 7
81' - 0"

IH 2ND FL
28' - 0"

METAL PANEL, TYP

14'
-4"

9'-8
"

9'-8
"

9'-8
"

9'-8
"

A-412
3

A-412
2

13'-4"114'-0"

4'-9"2'-10"4'-9"
6"

3'-5"2'-10"4'-9"3'-5"2'-10"4'-9"3'-5"2'-10"4'-9"3'-5"2'-10"4'-9"3'-5"2'-5"2'-10"4'-9"3'-5"2'-10"4'-9"3'-5"2'-10"4'-9"3'-5"2'-6"4'-4"3'-5"2'-6"4'-4"3'-5"2'-10"4'-9"3'-1"

3'-0
"A-460.00

1 Sim

Level 2
22' - 0"

Level 3
37' - 8"

Level 4
47' - 4"

Level 5
57' - 0"

Level 6
66' - 8"

Level 7
81' - 0"

Commercial Entry
11' - 0"

IH 2ND FL
28' - 0"

14'
-4"

9'-8
"

9'-8
"

9'-8
"

9'-8
"

6'-0
"

METAL PANEL, TYP

A-430.00
6

A-430.00
7

2'-6"

A-440.00
5

LOUVER, TYP
@ BASE BUILDING

METAL SLAB COVER
TYPE A, TYP

WINDOW WALL
W/ LOUVER, TYP

A-430.00
6 Sim

A-440.00
3 Sim

TYP, 3RD TO 6TH FLOORS

A-430.00
5 Sim

A-412
3

A-412
2

75'-1 1/2"

5'-3"7'-7"
6"

25'-5"11'-0"13'-5"11'-0"14'-3 1/2"

A-460.00
1 Sim

Level 3
37' - 8"

Level 4
47' - 4"

Level 5
57' - 0"

Level 6
66' - 8"

Level 7
81' - 0"

IH 2ND FL
28' - 0"

LOUVER, TYP
@ BASE BUILDING

METAL SLAB COVER
TYPE A, TYP

METAL PANEL, TYP

WINDOW WALL
W/ LOUVER, TYP

9'-8
"

9'-8
"

9'-8
"

9'-8
"

14'
-4"

A-430.00
6 Sim

A-440.00
3 Sim

TYP, 3RD TO 6TH FLOORS

A-430.00
5 Sim

2'-10"4'-9"2'-10"4'-9"2'-10"4'-9"2'-10"4'-9"2'-10"4'-9"2'-10"4'-9"
2'-4 1/4" 47'-10 1/4"

A-460.00
1 Sim

Level 2
22' - 0"

Level 3
37' - 8"

IH 2ND FL
28' - 0"

COMMERCIAL
NORTH
15' - 6"

11
A-412.00

12
A-412.00

14
A-412.00

15
A-412.00

WB-12A

LOUVER, TYP
@ BASE BUILDING

METAL PANEL, TYPMETAL SLAB COVER
TYPE A, TYP

9'-8
"

6'-0
"

6'-6
"

MECHANICAL
LOUVER

STOREFRONT

METAL PANEL, TYP

WINDOW WALL, TYP

WINDOW WALL
W/ LOUVER, TYP

LOUVER, TYP
@ BASE BUILDING

A-440.00
3 Sim

A-440.00
4 Sim

Level 2
22' - 0"

Level 3
37' - 8"

IH 2ND FL
28' - 0"

COMMERCIAL
NORTH
15' - 6"

6'-6
"

6'-0
"

9'-8
"WINDOW WALL

W/ LOUVER, TYP
LOUVER, TYP
@ BASE BUILDING

A-431.00
1

A-440.00
3 Sim

27'-11 3/4" 2'-10" 6'-1" 44'-9 3/4"
2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-10" 4'-9" 3'-0 3/4"

2'-9
"

1'-9
" A-460.00

1 Sim
A-460.00

2 Sim

5'-7" 44'-9 3/4"
2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 7'-7" 3'-0 3/4"6"

2'-9
"

1'-9
"

27'-7 1/4" 3'-4"

A-460.00
1 Sim

LOUVER

COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-412.00

ENLARGED PLAN, ELEVATION AND SECTION

BROOKLYN, NY 11222

125 OF 168

 1/8" = 1'-0"8
ENLARGED COURTYARD EAST ELEVATION 1 -
BASE BUILDING

 1/8" = 1'-0"1
ENLARGED COURTYARD SOUTH ELEVATION 1 -
BASE BUILDING

 1/8" = 1'-0"2
ENLARGED COURTYARD SOUTH ELEVATION 1A -
BASE BUILDING

 1/8" = 1'-0"3
ENLARGED COURTYARD SOUTH ELEVATION 1B -
BASE BUILDING

 1/8" = 1'-0"6
ENLARGED PLAN 1A @ 3TH FL. TO 6TH FL. -
COURTYARD NORTH BASE

 1/8" = 1'-0"5
WALL SECTION 1 @ COURTYARD NORTH BASE
BUILDING

 1/8" = 1'-0"4
WALL SECTION 2 @ COURTYARD NORTH BASE
BUILDING

 1/8" = 1'-0"7
ENLARGED PLAN 1B @ IH 2TH FL. - COURTYARD
NORTH BASE

 1/8" = 1'-0"9
WALL SECTION 1 @ COURTYARD EAST BASE
BUILDING

 1/8" = 1'-0"13
ENLARGED PLAN 2 @ IH 2ND FL. TO 6TH FL. -
COURTYARD EAST BASE

 1/8" = 1'-0"10
ENLARGED COURTYARD EAST ELEVATION 3 -
BASE BUILDING

 1/8" = 1'-0"11
WALL SECTION 2 @ COURTYARD EAST BASE
BUILDING

 1/8" = 1'-0"12
WALL SECTION 3 @ COURTYARD EAST BASE
BUILDING

 1/8" = 1'-0"14
ENLARGED PLAN 3A @ GROUND FL. TO IH 2ND
FL. - COURTYARD EAST BASE

 1/8" = 1'-0"15
ENLARGED PLAN 3B @ GROUND FL. TO IH 2ND
FL. - COURTYARD EAST BASE

1
A-4128

A-412

10
A-412

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



Level 2
22' - 0"

Level 3
37' - 8"

Level 4
47' - 4"

Level 5
57' - 0"

Level 6
66' - 8"

Level 7
81' - 0"

Level 8
93' - 2"

Level 9
103' - 8"

IH 2ND FL
28' - 0"

3
A-413.00

5
A-413.00

6
A-413.00

8
A-413.00

10
A-413.00

7
A-413.00

9
A-413.00

4
A-413.00

WB-3B

WB-1WB-1WB-1WB-1WB-1WB-1WB-1

WB-3BWB-3BWB-3BWB-3BWB-3BWB-3B

WB-1AWB-1AWB-1AWB-1AWB-1AWB-1AWB-1A

WB-13A

WB-13B

WB-13E

WB-13F

1'-1
0"

WB-13D

WB-13C

GLASS GUARDRAIL, TYP

LOUVER, TYP
@ BASE BUILDING METAL PANEL, TYP

METAL SLAB COVER
TYPE A, TYP

CORRUGATED METAL
PANEL, TYP

10'
-6"

12'
-2"

14'
-4"

9'-8
"

9'-8
"

9'-8
"

9'-8
"

6'-0
"

CASEMENT WINDOW,
TYP

WINDOW WALL, TYP

MECHANICAL LOUVER

WINDOW WALL

STOREFRONT

Level 3
37' - 8"

Level 4
47' - 4"

Level 5
57' - 0"

Level 6
66' - 8"

Level 7
81' - 0"

Level 8
93' - 2"
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A-431.00
5

A-431.00
4 Sim

MTL. TUBE STRUCTURE

A-440.00
7 Sim

TYP, 4TH TO 6TH FLOORS

Level 2
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Level 3
37' - 8"

Level 4
47' - 4"
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28' - 0"

COMMERCIAL
NORTH
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12
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15
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16
A-413.00

13
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14
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1'-0"
5'-0"2'-10"4'-9"2'-10"4'-9"2'-10"1'-9"4'-4"2'-6"4'-4"2'-6"4'-4"2'-6"5"

A-460.00
1 Sim

2'-6"6'-10"6'-10"11"
19'-1 1/4"3'-2"20'-10"3'-2"41'-0"3'-2"52'-5 3/4"11 1/4"17'-1"

Level 2
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Level 3
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BFE
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"

9'-8
"

6'-0
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6'-6
"

WINDOW WALL, TYP

LOUVER, TYP
@ BASE BUILDING

METAL SLAB COVER
TYPE A, TYP

A-440.00
3 Sim

TYP, 2ND TO 4TH FLOORS Level 2
22' - 0"

Level 3
37' - 8"

Level 4
47' - 4"

IH 2ND FL
28' - 0"

COMMERCIAL
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15' - 6"
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"
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"

6'-0
"

6'-6
"

WINDOW WALL, TYP
LOUVER, TYP
@ BASE BUILDING

METAL SLAB COVER
TYPE A, TYP

STOREFRONT

A-433.00
3

A-440.00
3 Sim
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Level 2
22' - 0"

Level 3
37' - 8"

Level 4
47' - 4"

IH 2ND FL
28' - 0"

COMMERCIAL
NORTH
15' - 6"
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"
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"

6'-0
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"

LOUVER, TYP
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METAL SLAB COVER
TYPE A, TYP

STOREFRONT

A-431.00
2
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3 Sim

COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.
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 1/8" = 1'-0"1
ENLARGED COURTYARD EAST ELEVATION 2 -
BASE BUILDING

 1/8" = 1'-0"2
ENLARGED COURTYARD EAST ELEVATION 2A -
BASE BUILDING

 1/8" = 1'-0"3
WALL SECTION 4 @ COURTYARD EAST BASE
BUILDING

 1/8" = 1'-0"5
WALL SECTION 6 @ COURTYARD EAST BASE
BUILDING

 1/8" = 1'-0"6
ENLARGED PLAN 4A @ 8TH FL. - COURTYARD
EAST BASE

 1/8" = 1'-0"8
ENLARGED PLAN 4A @ 7TH FL. - COURTYARD
EAST BASE

 1/8" = 1'-0"10
ENLARGED PLAN 4C @ 4TH FL. TO 6TH FL. -
COURTYARD EAST BASE

 1/8" = 1'-0"7
ENLARGED PLAN 4D @ 3RD FL. - COURTYARD
EAST BASE

 1/8" = 1'-0"9
ENLARGED PLAN 4E @ 2TH FL. - COURTYARD
EAST BASE

 1/8" = 1'-0"4
WALL SECTION 5 @ COURTYARD EAST BASE
BUILDING

 1/8" = 1'-0"11
ENLARGED NORTH ELEVATION 1 - BASE
BUILDING

 1/8" = 1'-0"15
ENLARGED PLAN 1A @ IH 2ND FL. - BASE
BUILDING NORTH

 1/8" = 1'-0"16
ENLARGED PLAN 1B @ GROUND FL. - BASE
BUILDING NORTH

 1/8" = 1'-0"12 WALL SECTION 1 @ BASE BUILDING - NORTH
 1/8" = 1'-0"13 WALL SECTION 2 @ BASE BUILDING - NORTH

 1/8" = 1'-0"14 WALL SECTION 3 @ BASE BUILDING - NORTH

1
A-413

11
A-413

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.
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 1/8" = 1'-0"1
ENLARGED NORTH ELEVATION 2 - BASE
BUILDING

 1/8" = 1'-0"5
ENLARGED PLAN 2A @ 8TH FL. - BASE BUILDING -
NORTH

 1/8" = 1'-0"6
ENLARGED PLAN 2B @ 7TH FL. - BASE BUILDING -
NORTH

 1/8" = 1'-0"7
ENLARGED PLAN 2C @ 3RD FL. TO 6TH FL. - BASE
BUILDING - NORTH

 1/8" = 1'-0"2
ENLARGED NORTH ELEVATION 2A - BASE
BUILDING

 1/8" = 1'-0"3 WALL SECTION 4 @ BASE BUILDING - NORTH
 1/8" = 1'-0"4 WALL SECTION 4 @ BASE BUILDING - NORTH1

 1/8" = 1'-0"8 ENLARGED WEST ELEVATION 1 - BASE BUILDING
 1/8" = 1'-0"9
ENLARGED WEST ELEVATION 1A - BASE
BUILDING

 1/8" = 1'-0"11 WALL SECTION 1 @ BASE BUIILDING - WEST
 1/8" = 1'-0"12 WALL SECTION 2 @ BASE BUIILDING - WEST

 1/8" = 1'-0"13 WALL SECTION 3 @ BASE BUIILDING - WEST

 1/8" = 1'-0"15
ENLARGED PLAN 1A @ 7 & 8TH FL. - BASE
BUILDING

 1/8" = 1'-0"17
ENLARGED PLAN 1B @ 4TH FL. TO 6TH FL. - BASE
BUILDING

 1/8" = 1'-0"14 ENLARGED PLAN 1C @ 3RD FL. - BASE BUILDING

 1/8" = 1'-0"16
ENLARGED PLAN 1D @ GROUND TO IH 2ND FL. -
BASE BUILDING1

 1/8" = 1'-0"10
ENLARGED WEST ELEVATION 1B - BASE
BUILDING

1
A-414

8
A-414

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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-6"
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-2"

GLASS
GUARDRAIL, TYP

WINDOW WALL, TYP
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15
A-404.00

16
A-404.00

BFE
12' - 0"

GLASS
GUARDRAIL,
TYP

WINDOW
WALL, TYP
LOUVER, TYP
@ BASE
BUILDING

METAL SLAB
COVER
TYPE B, TYP

SLOPED ROOF,
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A-440.00
4 Sim
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2 Sim

A-440.00
8 Sim

Level 2
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TYP
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WINDOW, TYP
LOUVER, TYP
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METAL
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8 Sim
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7 Sim

TYP, 4TH TO 6TH FLOORS
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A-460.00
3 Sim

2'-3 1/4" 31'-10 3/4" 4'-4 1/4" 3'-0" 2'-2" 3'-0" 14'-11 1/2" 6" 10'-4" 6"1'-0" 10'-10" 6"1'-0" 10'-7 3/4" 6" 2'-7" 7'-4" 6" 2'-7" 7'-4" 6" 2'-7" 7'-4" 6" 4'-6" 5'-5" 6" 4'-7" 5'-4" 6" 6'-0" 6'-7 3/4"

COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-415.00

ENLARGED PLAN, ELEVATION AND SECTION

BROOKLYN, NY 11222

128 OF 168

 1/8" = 1'-0"1 ENLARGED WEST ELEVATION 2 - BASE BUILDING

 1/8" = 1'-0"11 ENLARGED WEST ELEVATION 3 - BASE BUILDING

 1/8" = 1'-0"2
ENLARGED WEST ELEVATION 2A - BASE
BUILDING

 1/8" = 1'-0"3
ENLARGED WEST ELEVATION 2B - BASE
BUILDING

 1/8" = 1'-0"5 WALL SECTION 4 @ BASE BUILDING - WEST
 1/8" = 1'-0"6 WALL SECTION 5 @ BASE BUILDING - WEST

 1/8" = 1'-0"7
ENLARGED PLAN 2A @ 4TH FL. TO 6TH FL. - BASE
BUILDING - WEST

 1/8" = 1'-0"8
ENLARGED PLAN 2B @ GROUND FL. - BASE
BUILDING - WEST

 1/8" = 1'-0"4
ENLARGED WEST ELEVATION 2C - BASE
BUILDING

 1/8" = 1'-0"12
ENLARGED WEST ELEVATION 3A - BASE
BUILDING

 1/8" = 1'-0"9
ENLARGED WEST ELEVATION 3B - BASE
BUILDING

 1/8" = 1'-0"13
ENLARGED WEST ELEVATION 3C - BASE
BUILDING

 1/8" = 1'-0"10
ENLARGED WEST ELEVATION 3D - BASE
BUILDING

 1/8" = 1'-0"14 WALL SECTION 6 @ BASE BUILDING - WEST
 1/8" = 1'-0"15 WALL SECTION 7 @ BASE BUILDING - WEST

 1/8" = 1'-0"17
ENLARGED PLAN 3A @ 7 & 8TH FL. - BASE
BUILDING - WEST

 1/8" = 1'-0"19
ENLARGED PLAN 3B @ 4TH FL. TO 6TH FL. - BASE
BUILDING - WEST

 1/8" = 1'-0"16
ENLARGED PLAN 3B @ 4TH FL. TO 6TH FL. - BASE
BUILDING - WEST1

 1/8" = 1'-0"18
ENLARGED PLAN 3B @ 4TH FL. TO 6TH FL. - BASE
BUILDING - WEST2

1
A-415

11
A-415

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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TYP
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WINDOW WALL, TYP
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Level 7
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Level 8
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Level 9
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-6"
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SLOPED ROOF, TYP

WINDOW WALL
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Level 7
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Level 8
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Level 9
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WINDOW WALL, TYP
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SIM
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COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.
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West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111
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 1/8" = 1'-0"1 ENLARGED WEST ELEVATION 4 - BASE BUILDING  1/8" = 1'-0"2 WALL SECTION 8 @ BASE BUILDING - WEST
 1/8" = 1'-0"3 WALL SECTION 9 @ BASE BUILDING - WEST

 1/8" = 1'-0"5
ENLARGED PLAN 4A @ 4TH FL. TO 6TH FL. - BASE
BUILDING - WEST

 1/8" = 1'-0"6
ENLARGED PLAN 4A @ 4TH FL. TO 6TH FL. - BASE
BUILDING - WEST1

 1/8" = 1'-0"7
ENLARGED PLAN 4A @ 4TH FL. TO 6TH FL. - BASE
BUILDING - WEST2

 1/8" = 1'-0"8
ENLARGED POOL ELEAVATION - BASE BUILDING -
WEST

 1/8" = 1'-0"9 WALL SECTION 1 @ BASE BUILDING - POOL
 1/8" = 1'-0"10 WALL SECTION 2 @ BASE BUILDING - POOL

 1/8" = 1'-0"11 ENLARGED PLAN 1A @ BASE BUILDING - POOL

 1/8" = 1'-0"12 ENLARGED PLAN 1B @ 7BASE BUILDING - POOL

1
A-416

7
A-416

 1/8" = 1'-0"4 WALL SECTION 10 @ BASE BUILDING - WEST

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



Level 2
22' - 0"

Level 3
37' - 8"

Level 4
47' - 4"

Level 5
57' - 0"

Level 6
66' - 8"

Level 7
81' - 0"

Level 8
93' - 2"

Commercial Entry
11' - 0"

IH 2ND FL
28' - 0"

2
A-416.00

SIM

2
A-417.00

4
A-417.00

5
A-417.00

6
A-417.00

7
A-417.00

8
A-417.00

9
A-417.00

3
A-417.00

WB-22A

WB-22C

WB-1WB-1WB-1 WB-1WB-1WB-1WB-1WB-1WB-1WB-1WB-1 WB-1 WB-1

WB-1WB-1 WB-1

WB-1WB-1WB-1

WB-1 WB-1WB-1

WB-1

WB-1

WB-1AWB-1A WB-1A WB-1A

WB-1

WB-1AWB-1AWB-1AWB-1AWB-1A WB-1AWB-1A WB-1A

WB-1AWB-1AWB-1 WB-1AWB-1AWB-1WB-1WB-1WB-1 WB-1WB-1 WB-1

WB-1WB-1 WB-1WB-1WB-1WB-1WB-1WB-1 WB-1WB-1 WB-1

WB-3WB-3WB-3 WB-3WB-3WB-3WB-3WB-3WB-3 WB-3WB-3 WB-3

12'
-2"

14'
-4"

9'-8
"

9'-8
"

9'-8
"

9'-8
"

6'-0
"

11'
-0"

GLASS GUARDRAIL, TYP

WINDOW WALL, TYP

CASEMENT
WINDOW, TYP

BRICK WALL
ON STUD, TYP

METAL SLAB COVER
TYPE B, TYP

LOUVER, TYP
@ BASE BUILDING

STOREFRONT

WB-22B

GLASS
GUARDRAIL,
TYP

BRICK
WALL ON
STUD, TYP

CASEMENT
WINDOW,
TYP

LOUVER,
TYP @
BASE
BUILDING

STOREFRONT

A-432.00
5

2'-2
"

3'-6
"

A-440.00
8 Sim

TYP, 2ND TO 5TH FLOORS

A-433.00
4 Sim

CASEMENT
WINDOW,
TYP

LOUVER,
TYP @
BASE
BUILDING

BRICK
WALL ON
STUD, TYP

GLASS
GUARDRAIL,
TYP

STOREFRONT

A-432.00
3

A-440.00
8 Sim

TYP, 2ND TO 6TH FLOORS

Level 2
22' - 0"

Level 3
37' - 8"

Level 4
47' - 4"

Level 5
57' - 0"

Level 6
66' - 8"

Level 7
81' - 0"

Commercial Entry
11' - 0"

IH 2ND FL
28' - 0"

14'
-4"

9'-8
"

9'-8
"

9'-8
"

9'-8
"

6'-0
"

11'
-0"

CASEMENT
WINDOW,
TYP

LOUVER,
TYP @
BASE
BUILDING

BRICK
WALL ON
STUD, TYP

GLASS
GUARDRAIL,
TYP

A-433.00
5

A-440.00
8 Sim

1
A-416

4'-6
"

13'
-8 1

/2"

4'-10 1/2" 10'-6" 40'-3" 8'-10" 5'-0" 4'-0" 5'-0" 5'-6" 5'-0" 5'-6" 5'-0" 4'-0" 5'-0" 5'-6" 5'-0" 5'-6" 5'-0" 4'-0" 5'-0" 5'-6" 5'-0" 5'-6" 5'-0" 4'-0" 5'-0" 5'-6" 5'-0" 3'-9"

A-460.00
3 Sim

A-460.00
4 Sim

1
A-416

4'-6
"

13'
-8 1

/2"

3'-10" 5'-0" 5'-7" 5'-0" 5'-7" 5'-0" 5'-7" 5'-0" 8'-10" 5'-0" 4'-0" 5'-0" 5'-6" 5'-0" 5'-6" 5'-0" 4'-0" 5'-0" 5'-6" 5'-0" 5'-6" 5'-0" 4'-0" 5'-0" 5'-6" 5'-0" 5'-6" 5'-0" 4'-0" 5'-0" 5'-6" 5'-0" 3'-9"
4'-10 1/2" 10'-2" 167'-8"

A-460.00
3 Sim

A-460.00
4 Sim

A-460.00
3 Sim

1
A-416

4'-6
"

13'
-8 1

/2"

3'-10" 5'-0" 5'-7" 5'-0" 5'-7" 5'-0" 5'-7" 5'-0" 8'-10" 5'-0" 4'-0" 5'-0" 5'-6" 5'-0" 5'-6" 5'-0" 4'-0" 5'-0" 5'-6" 5'-0" 5'-6" 5'-0" 4'-0" 5'-0"
4'-10 1/2" 10'-2" 167'-8"

44'-3"

A-460.00
3 Sim

A-440.00
8 Sim

A-460.00
3 Sim

1
A-416

15'-3 1/2" 43'-3" 33'-8" 50'-6" 39'-11"
23'-4" 6'-4" 10'-7" 3'-0" 12'-4" 3'-6" 14'-4" 3'-6" 12'-9 1/4" 3'-4" 6'-0 3/4" 3'-4" 12'-2" 3'-4" 9'-6" 37'-6" 2'-5"

16'
-10

 1/2
"

STOREFRONT

BRICK WALL
ON STUD, TYP

GLASS
GUARDRAIL,
TYP

A-440.00
6 Sim

A-432.00
3 Sim

COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
1410.00

A-417.00

ENLARGED PLAN, ELEVATION AND SECTION

BROOKLYN, NY 11222
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 1/8" = 1'-0"1 ENLARGED SOUTH ELEVATION - BASE BUILDING
 1/8" = 1'-0"2 WALL SECTION 1 @ BASE - SOUTH

 1/8" = 1'-0"4 WALL SECTION 2 @ BASE - SOUTH
 1/8" = 1'-0"5 WALL SECTION 3 @ BASE - SOUTH

 1/8" = 1'-0"6
ENLARGED PLAN 1A @ 6TH FL. - BASE BUILDING -
SOUTH

 1/8" = 1'-0"7
ENLARGED PLAN 1B @ 3TH FL. TO 5TH FL. - BASE
BUILDING - SOUTH

 1/8" = 1'-0"8
ENLARGED PLAN 1C @ IH 2ND FL. - BASE
BUILDING - SOUTH

 1/8" = 1'-0"9
ENLARGED PLAN 1D @ GROUND FL. - BASE
BUILDING - SOUTH

 1/8" = 1'-0"3 WALL SECTION 2A @ BASE - SOUTH

1
A-417

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



Level 2
22' - 0"

Level 3
37' - 8"

IH 2ND FL
28' - 0"

2
A-418.00

3
A-418.00

4
A-418.00

5
A-418.00

6
A-418.00

WB-12B

9'-8
"

6'-0
"

LOUVER, TYP
@ BASE BUILDING

METAL PANEL, TYP

METAL SLAB COVER
TYPE B, TYP

METAL SLAB COVER
TYPE A, TYP

METAL PANEL, TYP WINDOW WALL, TYP

MECHANICAL LOUVER, TYP
STOREFRONT METAL SLAB COVER

TYPE B, TYP

6A
A-409.00

6B
A-409.00

6C
A-409.00

Level 2
22' - 0"

Level 3
37' - 8"

Level 4
47' - 4"

Commercial Entry
11' - 0"

IH 2ND FL
28' - 0"

12
A-418.00

11
A-418.00

9
A-418.00

8
A-418.00

10
A-418.00

WB-7 WB-9WB-7

WB-2A

WB-9

WB-2A

WB-6 WB-6 WB-6

WB-7WB-7

9'-8
"

9'-8
"

6'-0
"

11'
-0"

METAL PANEL, TYP CASEMENT WINDOW, TYP

Level 2
22' - 0"

Level 3
37' - 8"

Level 4
47' - 4"

IH 2ND FL
28' - 0"

14
A-418.00

17
A-418.00

WB-6 WB-6 WB-6 WB-6WB-6

6'-0
"

9'-8
"

9'-8
"

METAL PANEL,
TYP

CASEMENT
WINDOW, TYP

STOREFRONT DOOR

4A
A-403.00

Level 3
37' - 8"

IH 2ND FL
28' - 0"

16
A-418.00

18
A-418.00

WB-8

9'-8
"

METAL PANEL, TYPCASEMENT WINDOW, TYP

Level 2
22' - 0"

Level 3
37' - 8"

IH 2ND FL
28' - 0"

COMMERCIAL
NORTH
15' - 6"

9'-8
"

6'-0
"

6'-6
"

STOREFRONT,
TYP

METAL SLAB COVER
TYPE A, TYP

WINDOW WALL, TYP

LOUVER, TYP
@ BASE BUILDING

Level 2
22' - 0"

Level 3
37' - 8"

IH 2ND FL
28' - 0"

COMMERCIAL
NORTH
15' - 6"

9'-8
"

6'-0
"

6'-6
"

METAL PANEL, TYP

METAL SLAB COVER
TYPE A, TYP

WINDOW WALL, TYP

LOUVER, TYP
@ BASE BUILDING

Level 2
22' - 0"

Level 3
37' - 8"

IH 2ND FL
28' - 0"

COMMERCIAL
NORTH
15' - 6"

9'-8
"

6'-0
"

6'-6
"

WINDOW WALL, TYP

LOUVER, TYP
@ BASE BUILDING

METAL SLAB COVER
TYPE A, TYP

WINDOW WALL, TYP
LOUVER, TYP

METAL SLAB COVER
TYPE B, TYP

A-432.00
6

39'-0" 9'-7 3/4"

30'-10"
29'-9"1'-1

1 1
/4"

39'-0" 9'-7 3/4"

30'-5 1/4"
29'-9"1'-1

1 1
/4" 2'-5 1/2"

3'-0"
2'-8 1/4"
3'-0"

3'-3"

Level 2
22' - 0"

Level 3
37' - 8"

Commercial Entry
11' - 0"

IH 2ND FL
28' - 0"

11'
-0"

6'-0
"

9'-8
"

METAL
PANEL, TYP

Level 2
22' - 0"

Commercial Entry
11' - 0"

IH 2ND FL
28' - 0"

11'
-0"

6'-0
"

METAL
PANEL, TYP

Level 2
22' - 0"

IH 2ND FL
28' - 0"

Mechanical
13' - 0"

9'-0
"

6'-0
"

CASEMENT
WINDOW, TYP

METAL
PANEL, TYP

Level 2
22' - 0"

Level 3
37' - 8"

IH 2ND FL
28' - 0"

6'-0
"

9'-8
"

METAL PANEL,
TYP

CASEMENT
WINDOW, TYP

2'-8 1/4"5'-0"6'-0"5'-0"6'-0"5'-0"28'-0"5'-0"3'-0"5'-0"3'-0"5'-0"3'-0"5'-0"91'-6"13'-0"27'-7"14'-2 1/4"

A-418
13

3'-7"

Level 2
22' - 0"

Level 3
37' - 8"

IH 2ND FL
28' - 0"

9'-8
"

6'-0
"

METAL PANEL,
TYP

CASEMENT
WINDOW, TYP

Level 3
37' - 8"

IH 2ND FL
28' - 0"

9'-8
"

METAL
PANEL, TYP

CASEMENT
WINDOW, TYP

5'-0"5'-0"5'-0"5'-11 1/2"3'-6"
1'-6"

4'-0 1/2"5'-0"5'-0"5'-0"5'-0"5'-0"4'-0 3/4" 1'-11"3'-0"25'-3 1/4"
89'-3" 8 1/4"

5'-0"
67'-5"

COMMERCIAL STREET

KEY PLAN

N

NOTES
1.  ALL GLAZING WITHIN A 1'-6" HEIGHT ABOVE TOP OF FINISH FLOOR
TO BE TEMPERED SAFETY GLASS, PER N.Y.C. BUILDING CODE.
2.  ALL GLAZING IN TERRACE DOORS TO BE TEMPERED SAFETY
GLASS, PER N.Y.C. BUILDING CODE
3.  SEISMIC TIES TO BE PLACED 16" O.C. BOTH VERTICALLY AND
HORIZONTALLY (MAX.). SEISMIC TIES TO BE LOCATED WITHIN 12"
(MAX.) OF ALL OPENINGS AND WALL EDGE CONDITIONS.
4.  OITC RATING REQUIREMENTS FOR WINDOW AND WALL
ASSEMBLIES SHALL BE AS FOLLOWS, PER NYC OER:

- OITC 23
5.  END DAMS TO BE PROVIDED AT END CONDITIONS OF FLASHING AT
ALL LINTEL AND BRICK SHELF ANGLES.
6.  BRICK VENTS TO BE PROVIDED 24" O.C. AT ALL LINTELS AND BRICK
SHELF ANGLES.
7.  ONE TRICKLE VENT PER ROOM SHALL BE PROVIDED AT ALL
RESIDENTIAL UNITS ON THE 8TH THROUGH 40TH FLOORS NORTH
TOWER, AND 8TH THROUGH 30TH FLOORS SOUTH TOWER.
8. FOR WINDOWS AND WINDOW WALL SCHEDULE, REFER TO A480
SERIES DRAWINGS.
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

As indicated
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ENLARGED PLAN, ELEVATION AND SECTION
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 1/8" = 1'-0"1
ENLARGED COURTYARD SOUTH ELEVATION @
LOBBY

 1/8" = 1'-0"7
ENLARGED COURTYARD EAST ELEVATION @
MTA OFFICE

 1/8" = 1'-0"13
ENLARGED COURTYARD NORTH ELEVATION @
MTA OFFICE

 1/8" = 1'-0"15
ENLARGED COURTYARD SOUTH ELEVATION @
MTA OFFICE

 1/8" = 1'-0"2
WALL SECTION 1 @ COURTYARD SOUTH BASE
BUILDING

 1/8" = 1'-0"3
WALL SECTION 1 @ COURTYARD SOUTH BASE
BUILDING1

 1/8" = 1'-0"4
WALL SECTION 1 @ COURTYARD SOUTH BASE
BUILDING2

 1/8" = 1'-0"5
ENLARED PLAN 1A @ IH 2ND FL. - BASE BUILDING
- COURTYARD SOUTH

 1/8" = 1'-0"6
ENLARED PLAN 1A @ IH 2ND FL. - BASE BUILDING
- COURTYARD SOUTH1

 1/8" = 1'-0"8
WALL SECTION 1 @ COURTYARD EAST
ELEVATION - MTA OFFICE3

 1/8" = 1'-0"9
WALL SECTION 1 @ COURTYARD EAST
ELEVATION - MTA OFFICE2

 1/8" = 1'-0"11
WALL SECTION 1 @ COURTYARD EAST
ELEVATION - MTA OFFICE1

 1/8" = 1'-0"12
WALL SECTION 1 @ COURTYARD EAST
ELEVATION - MTA OFFICE

 1/8" = 1'-0"10
ENLARGED PLAN @ COURTYARD EAST
ELEVATION - MTA OFFICE

 1/8" = 1'-0"14
WALL SECTION 1 @ COURTYARD NORTH
ELEVATION - MTA OFFICE

 1/8" = 1'-0"16
WALL SECTION 1 @ COURTYARD SOUTH
ELEVATION - MTA OFFICE

 1/8" = 1'-0"17
ENLARGED PLAN @ COURTYARD NORTH
ELEVATION - MTA OFFICE

 1/8" = 1'-0"18
ENLARGED PLAN @ COURTYARD SOUTH
ELEVATION - MTA OFFICE

1
A-418

7
A-418

13
A-418

15
A-418

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



MECH.LEVEL 1 S
318' - 8"

BULKHEAD S_TOP
343' - 8"

MECH.LEVEL 2 S
331' - 2"

12'
-6"

12'
-6"

1'-0
"

PRECAST CONC. PAVERS

TAPERED (4" MIN. THICK) RIGID INSULATION

ROOFING MEMBRANE

METAL PANEL COPING AND SLAB COVER

LAMINATED FRITTED GLASS RAINSCREEN

(2" MIN. THICK) SEMI-RIGID INSULATION OVER AIR/WATER BARRIER

WATER PROOFING MEMBRANE MECHANICAL
ROOM

MECHANICAL
ROOM

PAINTED METAL SLAB COVER
- SEE 2/A440

2' X 2' X 2" THICK PRECAST
CONCRETE PAVERS
GALVANIZED STEEL GUARDRAIL

TAPERED RIGID INSULATION

ROOFING MEMBRANE

PTD. METAL PANEL COPING
AND SLAB COVER

PLASTER SKIM COAT ON
STRUCTURE SLAB
- SEE RCP FOR LOCATION
TERRACE DRAIN PIPE TO
RUN INSIDE PARTITIONS

APARTMENT

CMU ENCLOSURE AT MECH EQUIP. ROOM

MECHANICAL
ROOF TERRACE

Level 27 S
278' - 8"

Level 28 S
288' - 4"

9'-8
"

PAINTED METAL SLAB COVER
- SEE 2/A440

PTD. ALUM. WINDOW WALL

TEMPERED GLASS RAILING

APARTMENTROOF
TERRACE

PLASTER SKIM COAT ON STRUCTURE SLAB
- SEE RCP FOR LOCATION

PAVERS ON ADJ. PEDESTALS
- FIN. / COLOR TBD

(4" MIN. THICK) RIGID INSULATION

(2" MIN. THICK) SEMI-RIGID INSULATION

WATER PROOFING MEMBRANE

ROOFING MEMBRANE

APARTMENT

FIN. FLOOR ASSEMBLY
- SEE SPEC.

WATER PROOFING MEMBRANE

TERRACE DRAIN PIPE
TO RUN INSIDE
PARTITIONS

PTD. METAL PANEL RAINSCREEN

WINDOW WALL

APARTMENT

Level 7
81' - 0"

Level 8
93' - 2"

Level 9
103' - 8"

10'
-6"

12'
-2"

STEEL FRAMING

PTD. METAL
CLADDING & BEAM
COVER

PTD. ALUM. CLADDING

PTD. ALUM. WINDOW WALL

OPERABLE CASEMENT WINDOW

FIXED SILL PANE

GYM

APARTMENT

PTD. METAL SLAB COVER
- SEE 1/A440

WOOD FLOORING AT APT. INTERIOR

AMENITIES

PLASTER SKIM COAT ON
STRUCTURE SLAB
- SEE RCP FOR LOCATION

PTD. ALUM. WINDOW WALL

ROOF
TERRACE

PAVERS ON ADJ. PEDESTALS
- FIN. / COLOR TBD
TAPERED RIGID INSULATION

ROOFING MEMBRANE

TEMPERED GLASS RAILING

PTD. METAL PANEL COPING

CMU CURB

WEATHER PROOFING
MEMBRANE
(2" MIN. THICK)
SEMI-RIGID
INSULATION

STEEL PLATE FOR ANCHORING OF
INTERSECTING STEEL TRELLIS

STEEL TRELLIS BEYOND APARTMENT

FIN. FLOOR ASSEMBLY
- SEE SPEC.

PLASTER SKIM COAT ON STRUCTURE SLAB
- SEE RCP FOR LOCATION
SUSPENDED GWB CEILING ON STUDS
- SEE RCP FOR LOCATION

TERRACE DRAIN
PIPE TO RUN
INSIDE PARTITIONS

WATER PROOFING MEMBRANE

PTD. METAL SLAB COVER
- SEE 1/A440

Level 7
81' - 0"

Level 8
93' - 2"

12'
-2"

PTD. METAL SLAB COVER
- SEE 1/A440

PTD. ALUM. WINDOW WALL

SOIL FOR PLANTINGS

ROOFING MEMBRANE

(4" MIN. THICK) RIGID INSULATION

GYM

GRAVEL

SUSPENDED GWB CEILING ON STUDS
- SEE RCP FOR LOCATION

WATER PROOFING MEMBRANE

FIN. FLOOR ASSEMBLY
- SEE SPEC.

PLASTER SKIM COAT ON STRUCTURE SLAB
- SEE RCP FOR LOCATION

PTD. METAL PANEL RAINSCREEN BEYOND

TERRACE DRAIN PIPE TO RUN
INSIDE PARTITIONS

ROOF
TERRACE

APARTMENT

Level 9
103' - 8"

Level 10 N
113' - 3"

9'-7
"

PAVERS ON ADJ. PEDESTALS
- FIN. / COLOR TBD
TAPERED RIGID INSULATION

APARTMENTROOF
TERRACE

ROOFING MEMBRANE

FIN. FLOOR ASSEMBLY
- SEE SPEC.

PLASTER SKIM COAT ON
STRUCTURE SLAB
- SEE RCP FOR LOCATION

PAINTED METAL SLAB COVER
- SEE 2/A440

WATER PROOFING MEMBRANE

PTD. ALUM. WINDOW WALL

APARTMENT

APARTMENTTERRACE DRAIN PIPE TO
RUN INSIDE PARTITIONS

Level 6
66' - 8"

Level 7
81' - 0"

14'
-4"

TEMPERED GLASS GUARDRAIL

PTD. METAL COPING

(CMU) CONC. CURB

AIR & WATER BARRIER

(2" MIN. THICK) SEMI-RIGID INSULATION

GRAVEL

SOIL FOR PLANTINGS

(4" MIN. THICK) RIGID INSULATION

AMENITIES

PLASTER SKIM COAT ON STRUCTURE SLAB
- SEE RCP FOR LOCATION
PTD. METAL PANEL
RAINSCREEN

APARTMENT

(2" MIN. THICK) SEMI-RIGID
INSULATION

ROOF TERRACE

AIR & WATER BARRIER ON GYP.
SHEATHING
(6") 16 GA. STUDS W/
FOIL-FACED BATT
INSULATION

ROOFING MEMBRANE

TERRACE DRAIN PIPE TO
RUN INSIDE PARTITIONS

PTD. METAL PANEL
RAINSCREEN

FIN. FLOOR ASSEMBLY
- SEE SPEC.

Level 3
37' - 8"

Level 4
47' - 4"

9'-8
"

APARTMENT

APARTMENT

(2" MIN. THICK) SEMI-RIGID INSULATION

PLASTER SKIM COAT ON
STRUCTURE SLAB
- SEE RCP FOR LOCATION

PTD. METAL PANEL
RAINSCREEN

FIN. FLOOR ASSEMBLY
- SEE SPEC.

AIR & WATER BARRIER ON
GYP. SHEATHING

(2" MIN. THICK) SEMI-RIGID INSULATION

(6") 16 GA. STUDS W/ FOIL-FACED
BATT INSULATION

SUSPENDED METAL PANEL SOFFIT
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 3/4" = 1'-0"
1410.00

A-430.00

WALL SECTION DETAILS

BROOKLYN, NY 11222

 3/4" = 1'-0"1
WALL SECTION DETAIL 1 @ SOUTH TOWER -
EAST

 3/4" = 1'-0"2
WALL SECTION DETAIL 2 @ SOUTH TOWER -
EAST

 3/4" = 1'-0"3
WALL SECTION DETAIL 4 @ SOUTH TOWER -
WEST

 3/4" = 1'-0"4
WALL SECTION DETAIL 5 @ SOUTH TOWER -
SOUTH

 3/4" = 1'-0"5
WALL SECTION DETAIL 6 @ NORTH TOWER -
WEST

 3/4" = 1'-0"6
WALL SECTION DETAIL 7 @ BASE BLDG - COURT
YARD SOUTH

 3/4" = 1'-0"7
WALL SECTION DETAIL 8 @ BASE BLDG - COURT
YARD SOUTH

2015.02.13 100% DESIGN DEVELOPMENT



Level 7
81' - 0"

Level 8
93' - 2"

Level 9
103' - 8"

12'
-2"

10'
-6"

PAVERS ON ADJ. PEDESTALS
- FIN. / COLOR TBD
SOIL FOR PLANTINGS

(4" MIN. THICK) RIGID INSULATION

ROOFING MEMBRANE

AIR & WATER BARRIER

PTD. ALUM. LOUVER

TERRACE DRAIN PIPE TO RUN
INSIDE PARTITIONS

MECHANICAL
ROOM

AMENITY
SPACE

MECHANICAL
SPACE

APARTMENT

(2" MIN. THICK) SEMI-RIGID INSULATION

AIR & WATER BARRIER ON GYP. SHEATHING

(2" MIN. THICK) SEMI-RIGID INSULATION

PTD. METAL COPING

CMU CURB

TEMPERED GLASS GUARDRAIL

(6") 16 GA. STUDS W/ FOIL-FACED BATT INSULATION

AIR & WATER BARRIER ON GYP. SHEATHING

(6") 16 GA. STUDS W/ FOIL-FACED
BATT INSULATION

WATER PROOFING MEMBRANE

PAINTED METAL SLAB COVER
- SEE 2/A440

PTD. ALUM. LOUVER

(2" MIN. THICK) SEMI-RIGID INSULATION

SUSPENDED GWB CEILING ON STUDS
- SEE RCP FOR LOCATION
INSULATED VISION GLASS

PAINTED METAL SLAB COVER

PLASTER SKIM COAT ON STRUCTURE SLAB
- SEE RCP FOR LOCATION

CASEMENT WINDOW

AIR & WATER BARRIER ON GYP. SHEATHING

PTD. ALUM. LOUVER

(2" MIN. THICK) SEMI-RIGID INSULATION

(6") 16 GA. STUDS W/ FOIL-FACED
BATT INSULATION

PLASTER SKIM COAT ON STRUCTURE SLAB
- SEE RCP FOR LOCATION

FIN. FLOOR ASSEMBLY - SEE SPEC.

Level 2
22' - 0"

Level 3
37' - 8"

Level 4
47' - 4"

15'
-8"

9'-8
"

APARTMENT

MAIN
LOBBY

CASEMENT WINDOW

PTD. METAL PANEL RAINSCREEN

(2" MIN. THICK) SEMI-RIGID INSULATION

AIR & WATER BARRIER ON
GYP. SHEATHING
(6") 16 GA. STUD W/
FOIL-FACED BATT
INSULATION

PTD. METAL SLAB COVER

(2" MIN. THICK) SEMI-RIGID INSULATION

AIR & WATER BARRIER

PTD METAL PANEL SOFFIT

SPANDREL GLASS

PTD. METAL BACKPAN  W/ INSULATION

SUSPENDED GWB CEILING ON STUDS
- SEE RCP FOR LOCATION
STOREFRONT

INSULATED GLASS

STONE FLOORING

CONCRETE PAVERS ON
ADJ. PEDESTALS
(4") WEATHER PROOFING MEMBRANE
ON CONCRETE TOPPING SLAB

PARKING

EXTR. POLYSTYRENE FILL

WEATHER PROOFING
MEMBRANE

FIN. FLOOR ASSEMBLY
- SEE SPEC.

Level 7
81' - 0"

Level 8
93' - 2"

Level 9
103' - 8"

10'
-6"

12'
-2"

TEMPERED GLASS GUARDRAIL

PRECAST CONCRETE PAVERS

TAPERED RIGID INSULATION

ROOFING MEMBRANE

CMU CURB

PTD. METAL COPING

(2" MIN. THICK) SEMI-RIGID INSULATION

AIR & WATER BARRIER

PTD. ALUM. STOREFRONT

PLASTER SKIM COAT ON
STRUCTURE SLAB
- SEE RCP FOR LOCATION

STEEL - REINFORCED VERTICAL MULLIONS
@ 20' SPAN

LOUNGEROOF
TERRACE

APARTMENT

TEMPERED GLASS
GUARDRAIL
METAL PANEL COPING

CMU CURB

AIR & WATER
BARRIER

CONCRETE PAVERS
ON ADJ. PEDESTALS

(4" MIN. THICK)
RIGID INSULATION

ROOFING MEMBRANE

PTD. ALUM.
WINDOW WALL
PLASTER SKIM COAT
ON STRUCTURE SLAB
- SEE RCP FOR
LOCATION

SUSPENDED GWB CEILING ON STUDS
- SEE RCP FOR LOCATION

TERRACE DRAIN PIPE
TO RUN INSIDE
PARTITIONS

BASE PLANE
13' - 0"

IH 2ND FL
28' - 0"

COMMERCIAL
NORTH
15' - 6"

BFE
12' - 0"

1'-0
"

2'-6
"

12'
-6"

PTD. ALUM. LOUVER

(2" MIN. THICK) SEMI-RIGID INSULATION

(6") 16 GA. STUD W/ FOIL-FACED BATT INSULATION

WATER PROOFING MEMBRANE

PTD. METAL SLAB COVER
- SEE 1/A440

PTD. ALUM. LOUVER

PTD. ALUM. WINDOW WALL

PTD. METAL PANEL RAINSCREEN

(2" MIN. THICK) SEMI-RIGID INSULATION

AIR & WATER BARRIER
FIN. FLOOR BY TENANT

CONCRETE SIDEWALK

CEILING BY TENANT

CMU CURB

GRAVEL BASE ON FILL

(4" MIN. THICK)
RIGID INSULATION
WEATHER PROOFING
MEMBRANE

COMMUNITY
FACILITY

APARTMENT

FIN. FLOOR ASSEMBLY
- SEE SPEC.

Level 3
37' - 8"

Level 4
47' - 4"

7'-8
"

4'-5" 4'-7"

9' 
- 8

"

APARTMENT

ROOF
TERRACE

APARTMENT

STEEL FRAMING

PTD. ALUM. CLADDING

PTD. ALUM. TRELLIS BEYOND

GALVANIZED STEEL GUARDRAIL

PTD. METAL COPING

CMU CURB

WEATHER PROOFING
MEMBRANE

PTD. METAL SLAB COVER
- SEE 1/A440
PTD. ALUM. WINDOW WALL

PLASTER SKIM COAT ON STRUCTURE SLAB
- SEE RCP FOR LOCATION
TERRACE DRAIN PIPE TO RUN
INSIDE PARTITIONS

PTD. METAL SLAB COVER
- SEE 1/A440

2' X 2' X 2" THICK PRECAST
CONCRETE PAVERS
TAPERED RIGID INSULATION

ROOFING MEMBRANE

Level 3
37' - 8"

4'-8
"

1'-1
1"

BRICK VENEER

METAL COPING

STEEL BEAM FOR CANTILEVER
SUPPORT OVER WALL OPENING

2'-2
"

6'-7
"

METAL COPING

METAL COPING

AIR / WATER BARIER ON
GYP. SHEATHING

BRICK VENEER

(2") SEMI-RIGID INSULATION

AIR / WATER BARIER ON
GYP. SHEATHING
6" 16 GA. STUDS

CMU CURB

PLASTER SKIM COAT ON
STRUCTURE SLAB
- SEE RCP FOR LOCATION

CASEMENT WINDOW

EDGE OF VERTICAL
METAL COPING BEYOND

ROOF
TERRACE

APARTMENT

TERRACE DRAIN PIPE TO
RUN INSIDE PARTITIONS

ROOFING MEMBRANEGALVANIZED STEEL GUARDRAIL

TAPERED RIGID INSULATION

2' X 2' X 2" THICK PRECAST
CONCRETE PAVERS

BRICK VENEER
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 3/4" = 1'-0"
1410.00

A-431.00

WALL SECTION DETAILS

BROOKLYN, NY 11222

 3/4" = 1'-0"4
WALL SECTION DETAIL 10 @ BASE BLDG - COURT
YARD WEST

 3/4" = 1'-0"5
WALL SECTION DETAIL 11 @ BASE BLDG - COURT
YARD WEST

 3/4" = 1'-0"6
WALL SECTION DETAIL 12 @ BASE BLDG - NORTH
WEST

 3/4" = 1'-0"1
WALL SECTION DETAIL 9 @ NORTH TOWER BASE
- EAST

 3/4" = 1'-0"2
WALL SECTION DETAIL 11.5 @ BASE BLDG -
NORTH

 3/4" = 1'-0"3
WALL SECTION DETAIL 13 @ BASE BUIILDING -
WEST

2015.02.13 100% DESIGN DEVELOPMENT



Level 2
22' - 0"

Level 3
37' - 8"

COMMERCIAL
NORTH
15' - 6"

RESIDENTIAL
LOBBY / LOUNGE

APARTMENT

TENANT
STORAGE

FIN. FLOOR ASSEMBLY
- SEE SPEC.
CASEMENT WINDOW

PTD. ALUM. LOUVER

AIR CONDITIONING UNIT

(6") 16 GA. STUDS W/ FOIL-FACED
BATT INSULATION

BRICK VENEER

(2") SEMI-RIGID INSULATION

WATER PROOFING MEMBRANE

PTD. ALUM. STOREFRONT

SUSPENDED GWB CEILING ON STUDS
- SEE RCP FOR LOCATION

STONE FLOORING

BRICK VENEER

CAST-IN-PLACE CONCRETE WALK

GRAVEL BASE ON FILL

(2") SEMI-RIGID INSULATION

WATER PROOFING MEMBRANE

RIGID INSULATION OVER WATER
PROOFING MEMBRANE

CONCRETE CURB

PTD. METAL SILL

CONCEALED ROLLER SHADE

15
' - 

8"
6' 

- 6
"

Level 2
22' - 0"

Level 3
37' - 8"

Level 4
47' - 4"

IH 2ND FL
28' - 0"

9'-8
"

9'-8
"

6'-0
"

APARTMENT

MAIN
LOBBY

PARKING

CASEMENT WINDOW

(6") 16 GA. STUD W/ FOIL-FACED
BATT INSULATION
AIR CONDITIONING UNIT

PTD. ALUM. LOUVER

(2" MIN. THICK) SEMI-RIGID
INSULATION
AIR & WATER BARRIER

PTD. METAL SOFFIT

FIN. FLOOR ASSEMBLY
- SEE SPEC.

SPANDREL GLASS W/ SHADOW BOX

INSULATED METAL BACK PAN

CONCEALED ROLLER SHADE

SUSPENDED GWB CEILING ON STUDS
- SEE RCP FOR LOCATION

TALL VERTICAL SPAN STOREFRONT SYSTEM

INSULATED GLASS

STONE FLOORING

STONE KICK PLATE

CONCRETE SIDEWALK

SOIL FOR PLANTINGS

HIGH DENSITY RIGID INSULATION FILL

CAST STONE COPING

Level 4
47' - 4"

APARTMENT

CASEMENT WINDOW

(6") 16 GA. STUD W/ FOIL-FACED
BATT INSULATION

PTD. ALUM. LOUVER

FIN. FLOOR ASSEMBLY
- SEE SPEC.

(2" MIN. THICK) SEMI-RIGID
INSULATION

PTD. METAL SOFFIT

(2" MIN. THICK) SEMI-RIGID
INSULATION
AIR & WATER BARRIER

Level 6
66' - 8"

Level 7
81' - 0"

TEMPERED GLASS GUARDRAIL

CMU CURB

PAVERS ON ADJ. PEDESTALS
- FIN. / COLOR TBD
(4" MIN. THICK) RIGID INSULATION

ROOFING MEMBRANE

SOIL FOR PLANTINGS

PLASTER SKIM COAT ON STRUCTURE SLAB
- SEE RCP FOR LOCATION

STEEL FRAMING

AIR & WATER BARRIER ON
GYP. SHEATHING

PTD. ALUM. CLADDING

ROLLER SHADE

METAL PANEL COPING

PTD. ALUM. WINDOW

ROOF
TERRACE

APARTMENT

APARTMENT

PTD. ALUM. LOUVER

AIR CONDITIONING UNIT

(6") 16 GA. STUD W/ FOIL-FACED
BATT INSULATION
CMU CURB

FIN. FLOOR ASSEMBLY
- SEE SPEC.

2' X 2' X 2" THICK PRECAST
CONCRETE PAVERS
(4" MIN. THICK) RIGID INSULATION

ROOFING MEMBRANE

TEMPERED GLASS GUARDRAIL

CAST STONE COPING

CMU CURB

BRICK VENEER MASONRY

(2" MIN. THICK) SEMI-RIGID
INSULATION

(2" MIN. THICK) SEMI-RIGID INSULATION

AIR & WATER BARRIER

AIR & WATER BARRIER

TERRACE DRAIN PIPE TO RUN
INSIDE PARTITIONS

14
' - 

4"

Commercial Entry
11' - 0"

IH 2ND FL
28' - 0"

CASEMENT WINDOW

PTD. ALUM. LOUVER

AIR CONDITIONING UNIT
APARTMENT

WATER
SERVICE

ROOM

GAS
METER
ROOM

(6") 16 GA. STUDS W/ FOIL-FACED
BATT INSULATION

FIN. FLOOR ASSEMBLY
- SEE SPEC.

BRICK VENEER

(2") SEMI-RIGID INSULATION

WATER PROOFING MEMBRANE

PTD. METAL PANEL

PTD. METAL PANEL SOFFIT

PTD. METAL PANEL TRIM

PTD. ALUM. STOREFRONT

PTD. ALUM. TRANSOM

STEEL REINFORCED VERTICAL MULLION

INSULATED GLASS

PTD. ALUM. TRANSOM

WATER PROOFING MEMBRANE

CAST STONE APRON

FIN. FLOOR ASSEMBLY
- SEE SPEC.

CAST-IN-PLACE CONCRETE WALK

CMU CURB

RIGID INSULATION OVER
WATER PROOFING MEMBRANE

GRAVEL BASE ON FILL

17
' - 

0"

Level 2
22' - 0"

Level 3
37' - 8"

IH 2ND FL
28' - 0"

COMMERCIAL
NORTH
15' - 6"

ALUM. WINDOW

PTD. ALUM. LOUVER

(2" MIN. THICK) SEMI-RIGID INSULATION

(6") 16 GA. STUD W/ FOIL-FACED
BATT INSULATION

APARTMENT

APARTMENT

PARKING

AIR CONDITIONING UNIT

FIN. FLOOR ASSEMBLY
- SEE SPEC.

PTD. METAL SLAB COVER
- SEE 1/A440
AIR & WATER BARRIER

(2" MIN. THICK) SEMI-RIGID INSULATION

PTD. ALUM. LOUVER

ALUM. WINDOW

(2" MIN. THICK) SEMI-RIGID INSULATION

(6") 16 GA. STUD W/ FOIL-FACED
BATT INSULATION
PTD. METAL SLAB COVER
- SEE 2/A440

PTD. ALUM. LOUVER

AIR & WATER BARRIER

(2" MIN. THICK) SEMI-RIGID
INSULATION

CAST-IN-PLACE CONCRETE WALK

RIGID INSULATION OVER
WATER PROOFING MEMBRANE

CAST STONE APRON

GRAVEL BASE ON FILL

FIN. FLOOR ASSEMBLY
- SEE SPEC.

9' 
- 8

"
6' 

- 0
"

6' 
- 6

"
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 3/4" = 1'-0"
1410.00

A-432.00

WALL SECTION DETAILS

BROOKLYN, NY 11222

 3/4" = 1'-0"2
WALL SECTION DETAIL 14 @ BASE BUIILDING -
WEST

 3/4" = 1'-0"4
WALL SECTION DETAIL 15 @ BASE BUILDING -
WEST

 3/4" = 1'-0"1
WALL SECTION DETAIL 15.5 @ BASE BUILDING -
WEST

 3/4" = 1'-0"5
WALL SECTION DETAIL 20 @ BASE BUILDING -
SOUTH

 3/4" = 1'-0"3
WALL SECTION DETAIL 21 @ BASE BUILDING -
SOUTH

 3/4" = 1'-0"6
WALL SECTION DETAIL 24 @ BASE BUILDING -
COURT YARD NORTH

2015.02.13 100% DESIGN DEVELOPMENT



Level 7
81' - 0"

Level 8
93' - 2"

WATERPROOFING MEMBRANE
PAINTED METAL SLAB COVER
-SEE 2/A-440

PTD.ALUM.WINDOW WALL

PTD.METAL PANEL
RAINSCREEN

(2"MIN.THICK) SEMI-RIGID
INSULATION

WATERPROOFING MEMBRANE

(CMU) CONC. CURB

APARTMENT

Level 2
22' - 0"

Level 3
37' - 8"

CONCRETE WALK
GRAVEL BASE

RIGID INSULATION

WATERPROOFING MEMBRANE

PTD.METAL SLAB COVER

WATERPROOFING MEMBRANE

PTD. ALUM. WINDOW WALL

SUSPENDED GWB CEILING ON STUDS
- SEE RCP FOR LOCATION

LOBBY

IH 2ND FL
28' - 0"

COMMERCIAL
NORTH
15' - 6"

BFE
12' - 0"

FINISH - SEE LANDSCAPE
COMMERCIAL

STL. TUBE FRAMING

PTD. METAL PANEL FINISH

PTD. METAL SLAB COVER

WATERPROOFING MEMBRANE

PTD.ALUM.LOUVER

CONCRETE EMBED - SEE STRUCT.DWGS.
(6") 16GA.STUDS W/FOIL-FACED BATT INSULATION

Commercial Entry
11' - 0"

IH 2ND FL
28' - 0"

WATERPROOFING MEMBRANE

CEILING BY TENANT

FIN.FLOOR BY TENANTCAST-IN-PLACE CONCRETE SIDEWALK

GRAVEL BASE ON FILL

PTD. METAL SLAB COVER

CAST STONE APRON
2" RIGID INSTULATION

SPOT MORTAR

COMPOSITE FORMED MTL. TRIM
SECURED TO STRUCTURAL CURB

CMU CURB

PTD. ALUM. LOUVER

COMPOSITE FORMED MTL. TRIM
SECURED TO STRUCTURAL STUD

PTD.MTL. STOREFRONT WINDOW

(6") 16GA.STUDS W/FOIL-FACED BATT INSULATION

COMMERCIAL

Level 3
37' - 8"

IH 2ND FL
28' - 0"

PTD. ALUM. LOUVER

2" RIGID INSULATION

WATERPROOFING MEMBRANE

BRICK ON 1/2" GROUT
- COLOR TBD.

GLAV.MTL.RELIEF ANGLE SECURED
TO STRUCTRURAL STEEL FRAME

- SEE STRUCTURAL DWG.

BRICK V-TIE EVERY 16" VERTICAL

PTD. MTL. CEILING PANEL

CASEMENT WINDOW @ BRICK WALL, TYP
- SEE 8/A-440

STL. STRUCTURAL FRAMING SECURED
TO MTL. PLATE EMBED ON CONC. SLAB

APARTMENT

Level 9
103' - 8"

CONCRETE BEAM BEYOND

5/8" GYM. BD

SUSPENDED GWB CEILING ON STUDS
- SEE RCP FOR LOCATION

PTD. ALUM. WINDOW WALL

SKY LIGHT

TEMPERED GLASS RAILING

PTD. METAL PANEL COPING

CMU CURB

WEATHER PROOFING
MEMBRANE
(2" MIN. THICK)
SEMI-RIGID
INSULATION

PAVER ON ADJ. PEDESTALS
-FIN./COLOR TBD

TAPERED RIGID INSULATION

ROOFING MEMBRANE

TEMPERED GLASS RAILING

PTD. METAL PANEL COPING

CMU CURB

WEATHER PROOFING
MEMBRANE
(2" MIN. THICK)
SEMI-RIGID
INSULATION

TRENCH DRAIN

CERAMIC TILE ON MORTAR SETTING ON BED
- SLOPED TO DRAIN

WATERPROOFING  MEMBRANE

WATERPROOFING MEMBRANE

WELDED STEEL SHIMS AS REQUIRED

DUNNAGE BEAMS
- SEE SPEC

3/16" STAINLESS STEEL  FLOOR

CERAMIC TILE FINISH ON STAINLESS STEEL WALL

PAVER ON ADJ. PEDESTALS
-FIN./COLOR TBD

TAPERED RIGID INSULATION

ROOFING MEMBRANE

CMU CURB

INDOOR POOL

Level 7
81' - 0"

Level 8
93' - 2"

Level 9
103' - 8"

10
' - 

6"
12

' - 
2"
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 3/4" = 1'-0"
1410.00

A-433.00

WALL SECTION DETAILS

BROOKLYN, NY 11222

 3/4" = 1'-0"1 WALL SECTION DETAIL 2.5 @ SOUTH TOWER - EAST

2015.02.13 100% DESIGN DEVELOPMENT

 3/4" = 1'-0"2 WALL SECTION DETAIL 16 @ BASE BUILDING - COURT YARD WEST
 3/4" = 1'-0"3 WALL SECTION DETAIL 18 @ BASE BUILDING - NORTH

 3/4" = 1'-0"4 WALL SECTION DETAIL 19 @ BASE BUILDING - SOUTH

 3/4" = 1'-0"5 WALL SECTION DETAIL 22 @ BASE BUILDING - SOUTH
 3/4" = 1'-0"6 Dependent on WALL SECTION DETAIL 17 @ BASE BUILDING - POOL



1'-1
"

2'-4
"

6'-2
"

1'-1
"

WATERPROOFING MEMBRANE
ADHERED TO CONCRETE SLAB

METAL PANEL GLAZED
INTO WINDOW FRAMING

STRUCTURALLY GLAZED CORNER
STIFFENER AS REQUIRED

CONTINUOUS SHEET
METAL FLASHING

ALUMINUM ANCHORAGE CLIP
METAL PANEL SLAB EDGE COVER

SEALED AT VERTICAL JOINTS

INORGANIC MINERAL
WOOL INSULATION

WATERPROOFING MEMBRANE

SLOPED CONCRETE TO
PROVIDE FOR DRAINAGE

WATERPROOFING MEMBRANE
TO TERMINATE INSIDE GLAZING POCKET

INSULATED GLAZING UNIT

THERMALLY BROKEN & PREFABRICATED
FRAMING SYSTEM WITH STRUCTURALLY
GLAZED VERTICAL JOINTS
SLOPED SHIM
ALUMINUM INTERIOR TRIM

SEALANT W/ BACKER ROD
EMBED ANCHOR TO SUPPORT
GRAVITY AND WIND LOAD
FIN. FLOOR ASSEMBLY - SEE SPEC.

EMBED ANCHOR TO SUPPORT
WIND LOAD

PROVIDE DIVERTING GUTTER TO DRAIN
VERTICAL METAL PANELS AT CORNER
OF SLAB EDGE METAL PANEL

T.O.S

T.O.S

9'-7
"

5 1/2" 6" 1 3/4"

6" 7 1/4"

@ 
TY

P. 
FL

1'-1
"

2'-4
"

6'-3
"

1'-1
"

SEE 1/A-430 FOR TYP. WIN. WALL
SILL TYPE A DETAIL

SEE 1/A-430 FOR TYP. WIN. WALL
SILL TYPE A DETAIL

9'-8
"

T.O.S

T.O.S

5 1/2" 6" 7 3/4"

6" 1'-1 1/4"

PTAC UNIT

T.O.S

T.O.S

8"
6'-8

"
2'-4

"
8"

ST.STL. FLASHING

CONT.SELF ADHESIVE STRIP FLASHING
LAP OVER JOINT(TYP.)

PERMEABLE AIR/MOISTURE BARRIER
OVER FLEXIBLE FLASHING

PERMEABLE AIR/MOISTURE BARRIER
OVER FLEXIBLE FLASHING

LOUVER

1" INSULATED CLEAR GLASS

MTL.WINDOW
CONT.SEALANT W/BACKER ROD

- COLOR TBD.

COMPOSITE FORMED MTL. SPANDREL PANEL
PROVIDED & INSTALLED BY WIND.MANUF;

PREMIUM COLOR/FINISH TBD.

2" RIGID INSULATION

ST.STL . FLASHING

SOLID WOOD SILL

F-REVEAL PTD.

5/8" GYP.BD

5/8" EXTERIOR SHEATING ON STRUCTURAL
MTL. STUD, FILLED W/BATT.INSUL

VAPOR BARRIER

WALL BASE - SEE FINISH SCHED.

PTAC UNIT;
SEE ARCH. PLANS FOR LOCATIONS

FIN. FLOOR ASSEMBLY;
SEE SPEC./ENLARGED.DTL.

VAPOR BARRIER OVER
STRUCTURAL SLAB

COMPOSITE FORMED MTL. SLAB COVER PANEL;
PREMIUM COLOR/FINISH TBD.

9'-8
"

1" 3 1/2" 8 3/4"

5" 7 1/4"

FACE OF LOUVER ALIGNED W/ METAL PANEL

MTL. SLAB COVER

3 1/2" 6" 1 3/4"

1'-1
"

2'-4
"

6'-2
"

1'-1
"

WATERPROOFING MEMBRANE
ADHERED TO CONCRETE SLAB

METAL PANEL GLAZED
INTO WINDOW FRAMING

STRUCTURALLY GLAZED CORNER
STIFFENER AS REQUIRED

CONTINUOUS SHEET
METAL FLASHING

ALUMINUM ANCHORAGE CLIP

METAL PANEL SLAB EDGE COVER
SEALED AT VERTICAL JOINTS

INORGANIC MINERAL
WOOL INSULATION

WATERPROOFING MEMBRANE

SLOPED CONCRETE TO
PROVIDE FOR DRAINAGE

WATERPROOFING MEMBRANE
TO TERMINATE INSIDE GLAZING POCKET

INSULATED GLAZING UNIT

THERMALLY BROKEN & PREFABRICATED
FRAMING SYSTEM WITH STRUCTURALLY
GLAZED VERTICAL JOINTS
SLOPED SHIM
ALUMINUM INTERIOR TRIM

SEALANT W/ BACKER ROD
EMBED ANCHOR TO SUPPORT
GRAVITY AND WIND LOAD
FIN. FLOOR ASSEMBLY - SEE SPEC.

EMBED ANCHOR TO SUPPORT
WIND LOAD

PROVIDE DIVERTING GUTTER TO DRAIN
VERTICAL METAL PANELS AT CORNER
OF SLAB EDGE METAL PANEL

9'-7
"

T.O.S

T.O.S

@T
YP

. FL

1'-1
"

6'-3
"

2'-4
"

1'-1
"

SEE 2/A-430 FOR TYP. WIN. WALL
SILL TYPE B DETAIL

T.O.S

T.O.S

9'-8
"

PTAC UNIT

T.O.S

T.O.S

MINERAL WOOL INSULATION

METAL PANEL ANCHORAGE CLIPS
TO SUPPORT GRAVITY AND WIND LOADS

WALL BASE - SEE FINISH SCHED.

FIN. FLOOR ASSEMBLY;
SEE SPEC./ENLARGED.DTL.

VAPOR BARRIER OVER
STRUCTURAL SLAB

PERMEABLE AIR/MOISTURE BARRIER

5/8" EXTERIOR SHEATING ON STRUCTURAL
MTL. STUD, FILLED W/BATT.INSUL

5/8" GYM.BD

VAPOR BARRIER

1'-1
"

VA
RIE

S
1'-1

"

VA
RIE

S

6" 7 1/4"

T.O.S

T.O.S

8"
6'-8

"
2'-4

"
8"

9'-8
"

WEEP HOLES

ST.STL. FLASHING

CONT.SELF ADHESIVE STRIP FLASHING
LAP OVER JOINT(TYP.)

PERMEABLE AIR/MOISTURE BARRIER
OVER FLEXIBLE FLASHING

PERMEABLE AIR/MOISTURE BARRIER
OVER FLEXIBLE FLASHING

LOUVER

1" INSULATED CLEAR GLASS

MTL.WINDOW
CONT.SEALANT W/BACKER ROD

- COLOR TBD.

COMPOSITE FORMED MTL. SPANDREL PANEL
PROVIDED & INSTALLED BY WIND.MANUF;

PREMIUM COLOR/FINISH TBD.

2" RIGID INSULATION

ST.STL . FLASHING

SOLID WOOD SILL

F-REVEAL PTD.

5/8" GYP.BD

5/8" EXTERIOR SHEATING ON STRUCTURAL
MTL. STUD, FILLED W/BATT.INSUL

VAPOR BARRIER

WALL BASE - SEE FINISH SCHED.

PTAC UNIT;
SEE ARCH. PLANS FOR LOCATIONS

FIN. FLOOR ASSEMBLY;
SEE SPEC./ENLARGED.DTL.

VAPOR BARRIER OVER
STRUCTURAL SLAB

5 1/2" 8 3/4"

7" 7 1/4"

FACE OF LOUVER ALIGNED W/ BRICK

42B
 + 4

1J 
= 9

'-8"

8"
9'-0

"
8"

T.O.S

T.O.S

WALL BASE - SEE FINISH SCHED.

FIN. FLOOR ASSEMBLY;
SEE SPEC./ENLARGED.DTL.

VAPOR BARRIER OVER
STRUCTURAL SLAB

5/8" GYM.BD

VAPOR BARRIER

MORTAR NET

ST.STL. LIPPED BRICK DRIP EDGE
ON HORIZ.LEG

CONT.SEALANT W/ BACKER ROD

COMPRESSIBLE MATERIAL

VENT CELL @24" O.C.

GALV. MTL. RELIEF ANGLE SECURED
TO CONCRETE SLAB EDGE
- SEE STRUCTURAL. DWG.

BRICK V-TIE EVERY 16" VERTICAL

BRICK ON 1/2" GROUT
- COLOR TBD.

5/8" EXTERIOR SHEATING ON STRUCTURAL
MTL. STUD, FILLED W/BATT.INSUL

AIR/MOISTURE BARRIER LAP OVER 8" MIN. VERTICAL
LEG OF ST.STL.FLASHING @ RELIEF ANGLE ;
TERMINATE FLASHING W/ FORMED END DAM

2" RIGID INSULATION

7 1/4"
2"
1 1/2"

3 3/4"

7 1/4"7"
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 1 1/2" = 1'-0"
1410.00

A-440.00

TYPICAL WALL SECTION DETAILS

BROOKLYN, NY 11222

132 OF 168

 1 1/2" = 1'-0"1 TYP. WINDOW WALL SILL TYPE A @ TOWERS
 1 1/2" = 1'-0"3
TYP. WINDOW WALL SILL TYPE A W/ LOUVER @
BASE

 1 1/2" = 1'-0"7 TYP. WINDOW SILL_W/ LOUVER @ METAL WALL

 1 1/2" = 1'-0"2 TYP. WINDOW WALL SILL TYPE B @ TOWERS
 1 1/2" = 1'-0"4
TYP. WINDOW WALL SILL TYPE B W/ LOUVER @
BASE

 1 1/2" = 1'-0"5 TYP. METAL PANEL SECTION DETAIL
 1 1/2" = 1'-0"8 TYP. WINDOW SILL W/ LOUVER @ BRICK WALL

 1 1/2" = 1'-0"6 TYP. BRICK WALL SECTION DETAIL

NOTE : ISSUED AS A-430.00 IN DOB RESUBMISSION  2015.01.28

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



2'-4 1/2"2'-10"2'-4 1/2"2'-4 1/2"2'-10"

METAL PANEL GLAZED INTO ALUMINIUM FRAMING SYSTEM
CORNER STIFFENER AS REQUIRED

WATERPROOFING MEMBRANE GLAZED INTO ALUMINIUM FRAMING SYSTEM

THERMALLY ISOLATING SPACER

METAL PANEL ANCHORAGE CLIPS TO SUPPORT WIND LOAD

STRUCTURALLY GLAZED STIFFENER AS REQUIRED
MINERAL WOOL INSULATION

5'-0"4'-0"5'-0"

2'-0"3'-0"

MODULAR BRICK - COLOR/FINISH TBD.
GLAV. ST.STL. BRICK ANCHOR
-16"O.C. VERTICALLY&HORIZONTALLY
2" RIGID INSULATION

ST.STL. FORMED END DAM TO
TERMINATE BRICK RELIEVING
ANGLE FLASHINGSEALANT W/ BACKER ROD

MTL. WINDOW
1" THICK INSULATED CLEAR GLASS

SEALANT W/ BACKER ROD
5/8" GYP.BD

VAPOR BARRIER

AIR/MOISTURE BARRIER

SELF-ADHESIVE FLEX.FLASHING

SELF-ADHESIVE FLEX.FLASHING

5'-0"4'-0"5'-0"

2'-0"3'-0" 2'-0"3'-0"

AIR/MOISTURE BARRIER
MINERAL WOOL INSULATION

STRUCTURALLY GLAZED STIFFENER

MTL. PANEL - COLOR/FINISH TBD.
SELF-ADHESIVE FLEX.FLASHING

VAPOR BARRIER
5/8" GYM. BD

SEALANT W/ BECKER ROD
SELF-ADHESIVE FLEX.FLASHING

1" THICK INSULATED CLEAR GLASS
MTL. WINDOW

SEALANT W/ BECKER ROD

2'-10"2'-10"2'-10"2'-10"

MTL. SLAB COVER BEYOND

SPANDREL
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
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Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
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(212) 615-3726

WSP
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MPFP LLC / M. Paul
Friedberg & Partners
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Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 1 1/2" = 1'-0"
1410.00

A-460.00

PLAN DETAILS

BROOKLYN, NY 11222

 1 1/2" = 1'-0"1
TYP. WINDOW WALL PLAN DETAIL TYPE A W/
METAL PANEL

 1 1/2" = 1'-0"3 TYP. WINDOW PLAN DETAIL @ BRICK
 1 1/2" = 1'-0"4 TYP. WINDOW PLAN DETAIL @ METAL PANEL

 1 1/2" = 1'-0"2 TYP. WINDOW WALL PLAN DETAIL TYPE B

2015.02.13 100% DESIGN DEVELOPMENT



ROUGH OPENING
5'-0"

OV
ER

AL
L W

IND
OW

6'-8
"
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UV
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3'-0

"

RO
UG

H O
PE

NIN
G

9'-8
"

3" 2'-6 1/2" 5"1'-6 1/2"3"

6'-2
"

ROUGH OPENING
5'-0"

3" 2'-6 1/2" 5"1'-6 1/2"3"

6'-2
"
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6'-8
"
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2'-4

"
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9'-0
"

ROUGH OPENING
5'-0"

3" 2'-6 1/2" 5"1'-6 1/2"3"

5'-8
"
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ER
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6'-2
"
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3'-0

"
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9'-2
"

ROUGH OPENING
5'-0"

3" 2'-6 1/2" 5"1'-6 1/2"3"

6'-4
"

2"
3'-0

"
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OW

10'
-0"
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3'-0

"
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PE

NIN
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13'
-0"

ROUGH OPENING
5'-0"

6TH FLOOR

WB-1A

4TH - 5TH FLOOR

WB-1B

3TH FLOOR

WB-1C WB-1D

6TH FLOOR

WB-2A

4TH - 5TH FLOOR

3TH FLOOR

WB-2C

6TH FLOOR

2TH - 6TH FLOOR

W-1TYPE

LOC.

ELEV.

2TH FLOOR

WB-2B

TYPE

LOC.

ELEV.

TYPE

LOC.

ELEV.

TYPE

LOC.

ELEV.

TYPE

LOC.

ELEV.

WB-3A

2TH - 4TH FLOOR 3RD FLOOR 6TH FLOOR

W-1A W-2 W-3

6TH FLOOR

W-3A

2TH FLOOR

W-6 W-7 W-8 W-9W-2A

2TH FLOOR
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UG

H O
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"
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"
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"

1ST FLOOR

W-4

1ST FLOOR

W-5

2TH FLOOR 2TH FLOOR 2TH FLOOR
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WINDOW SCHEDULE

WINDOW WALL SCHEDULE

3TH - 5TH FLOOR

WB-3B

6TH FLOOR

WB-4A

2TH - 5TH FLOOR

WB-4B

CLEAR

SPANDERAL

LOUVER

VISION GLASS - GL1

SPANDREL GLASS - GL2

LOUVER - LV1

LEGEND

GLASS NOTES
PROPOSED GLASS PROPERTIES:
VLT: 62%
U-VALUE: 0.29
SC: 0.33
SHGC: 0.29
LSG: 2.14

DIM
. E

6'-3
"

4'-8
"

13'
-3"

R.O
.

DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. D DIM. C DIM. D
EQ EQ

GL1GL-2GL1GL-2GL1GL1GL-2GL1GL1GL1GL1 GL1

GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2

LV1LV1LV1LV1 LV1LV1LV1 LV1LV1 LV1

GL1 GL1GL1GL1GL1GL1GL1GL1

74'-9"

EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ

MP MP MP MP MP MP MP MP MP MP

DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B 4'-4" 2'-6"
74'-9"

EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ

GL1GL1GL-2GL1GL1GL1GL-2GL1GL1GL1GL1GL1GL-2GL1GL1GL1GL1GL1GL1 GL1

LV1LV1LV1LV1 LV1LV1LV1 LV1LV1 LV1

DIM
. E

6'-3
"

8'-7
"

EQ EQ EQ EQ

MP MP MP MP MP MP MP MP MP MP

DIM. A DIM. B 12'-4" DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. D DIM. C DIM. D
EQ EQ 2'-4 1/2" 2'-6 1/2" 2'-8" 2'-4 1/2" 2'-4 1/2" EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ

2'-4
"
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"

8'-7
"

GL1GL1GL-2GL1GL1GL1GL-2GL1GL1GL1GL1GL1GL-2GL-2GL1GL1GL1GL1GL1GL1 GL1

LV1LV1LV1LV1LV1 LV1LV1LV1 LV1LV1 LV1

74'-9"

MP MP MP MP MP MP MP MP MP

DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. D DIM. C DIM. D
EQ EQ 2'-4 1/2" 2'-7 1/2" EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ 1'-1" 3'-3"

DIM
. E

6'-3
"

GL1

GL1

GL-2GL-2GL1GL1GL-2GL1GL1GL-2GL-2GL1GL1GL1GL1 GL1GL1GL1GL1GL1GL1
GL18'-7

"

74'-9"

MP MP MP MP MP MP MP MP MP

LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1

DIM
. E

6'-2
"

4'-9
"

13'
-3"

DIM. DDIM. ADIM. BDIM. CDIM. DDIM. CDIM. DDIM. CDIM. DDIM. ADIM. BDIM. CDIM. D5'-9 1/2"
EQEQ EQEQ EQEQ EQEQ EQEQ EQEQ EQEQ

GL1GL1GL1GL1GL1GL1GL1GL1GL1GL1GL1 GL1GL1GL1GL1GL-2

GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2

LV1LV1LV1LV1LV1 LV1LV1LV1

55'-1 1/4"
DIM. C

EQEQ

MP MP MP MP MP MP MP

55'-1 1/2"
DIM. CDIM. DDIM. ADIM. BDIM. CDIM. DDIM. CDIM. DDIM. CDIM. DDIM. ADIM. BDIM. CDIM. D5'-9 1/2"

EQEQ EQEQ EQEQ EQEQ EQEQ EQEQ EQEQ EQEQ

DIM
. E

6'-3
"

8'-7
"

GL1GL1GL1GL1GL1GL1GL1GL1GL1GL1GL1 GL1GL1GL1GL1GL-2

LV1LV1LV1LV1LV1 LV1LV1LV1

MP MP MP MP MP MP MP

55'-1 1/2"
DIM. CDIM. DDIM. ADIM. BDIM. CDIM. DDIM. CDIM. DDIM. CDIM. DDIM. ADIM. BDIM. CDIM. D2'-10 3/4"2'-11"

6'-3
"

1'-8
"

8"

8'-7
"

T.O.SDIM
. E

EQEQ EQEQ EQEQ EQEQ EQEQ EQEQ

MP GL1GL1GL1GL1GL1GL1GL1GL1GL1 GL1GL1GL1

LV1LV1LV1LV1 LV1LV1

GL1

LV1

MP MP MP MP MPMP

14'-2 1/4"
1'-2 1/4"2'-5 1/2"DIM. B7'-8 1/2"

2'-4 1/2"2'-4 1/2"2'-11 1/2"

DIM
. E

6'-2
"

4'-9
"

13'
-3"

GL1 GL1 GL1GL1

GL-2 GL-2 GL-2 GL-2

LV1 LV1

MP

14'-2 1/4"
1'-2 1/4"2'-5 1/2"DIM. B7'-8 1/2"

2'-4 1/2"2'-4 1/2"2'-11 1/2"

DIM
. E

6'-3
"

8'-7
"

GL1 GL1 GL1GL1

LV1 LV1

MP

18'-8"
1'-9" DIM. B DIM. A DIM. D 6'-10"

EQ EQ 2'-6"2'-2"2'-2"

4'-9
"

6'-2
"

DIM
. E

13'
-3"

GL1GL1GL1GL1 GL1

GL-2GL-2GL-2GL-2GL-2

LV1LV1

MP MP

6'-10"DIM. DDIM. ADIM. B1'-9"
EQ EQ 2'-2" 2'-2" 2'-6"

18'-8"

6'-3
"

DIM
. E

8'-7
"

GL1GL1GL1GL1 GL1

LV1LV1

MP MP

WINDOW WALL LEGEND
GL-1 CLEAR VISION GLASS

GL-2 SPANDERL GLASS

MP METAL PANEL

LV-1 LOUVER

DIMENSION KEY
DIM. A = ALL DIMENSIONS TO BE EQUAL 4'-9" WIDTH
DIM. B = ALL DIMENSIONS TO BE EQUAL 2'-10" WIDTH
DIM. C = ALL DIMENSIONS TO BE EQUAL 4'-4" WIDTH
DIM. D = ALL DIMENSIONS TO BE EQUAL 2'-6" WIDTH
DIM. E = ALL DIMENSIONS TO BE EQUAL 2'-4" HEIGHT

NOTES
1.  ONE TRICKLE VENT, MANUFACTURED BY RENSON OR APPROVED
EQUAL, PER ROOM SHALL BE PROVIDED AT ALL RESIDENTIAL UNITS
ON THE 8TH THROUGH 40TH FLOORS NORTH TOWER, AND 8TH
THROUGH 30TH FLOORS SOUTH TOWER.
2. SEE FLOOR PLANS FOR INFORMATION ON TERRACE DOORS
SWING SIDE.
3. FOR WINDOWS AND WINDOW WALL LOCATION, REFER TO A401
SERIES DRAWINGS.
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6TH FLOOR

WB-6A

3TH - 5TH FLOOR

WB-6B

6TH FLOOR

WB-6E

6TH FLOOR

WB-8A

3RD - 5TH FLOOR

6TH FLOOR

WB-5ATYPE

LOC.

ELEV.

TYPE

LOC.

ELEV.

TYPE

LOC.

ELEV.

TYPE

LOC.

ELEV.

TYPE

LOC.

ELEV.

2TH - 5TH FLOOR

WB-5B

6TH FLOOR

WB-9A

3RD - 5TH FLOOR

WB-9CWB-9BTYPE

LOC.

ELEV.

2TH - 5TH FLOOR

6TH FLOOR

WB-5C

3TH - 5TH FLOOR

WB-5D

6TH FLOOR

WB-6C

3TH - 5TH FLOOR

WB-6D

3RD - 5TH FLOOR

WB-6F

6TH FLOOR

WB-7A

3RD - 5TH FLOOR

WB-7B

6TH FLOOR 3RD - 5TH FLOOR

WB-7C WB-7D

WB-8B

GLASS NOTES
PROPOSED GLASS PROPERTIES:
VLT: 62%
U-VALUE: 0.29
SC: 0.33
SHGC: 0.29
LSG: 2.14

2'-11" DIM. C DIM. D DIM. C DIM. D DIM. C 1'-9" DIM. B DIM. A DIM. B DIM. A 2'-4"
EQ EQ

40'-2"

EQ EQ EQ EQ EQ EQ EQ EQ

DIM
. E

6'-2
"

4'-9
"

13'
-3"

GL1 GL1 GL1 GL-2 GL1 GL1 GL1 GL1 GL1 GL1

GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2

LV1 LV1 LV1 LV1 LV1

MP MP MP MP MP MP

40'-2"
2'-11" DIM. C DIM. D DIM. C DIM. D DIM. C 1'-9" DIM. B DIM. A DIM. B DIM. A 2'-4"

EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ

DIM
. E

6'-3
"

8'-7
"

GL1 GL1 GL1 GL-2 GL1 GL1 GL1 GL1 GL1 GL-2

LV1 LV1 LV1 LV1 LV1

MP MP MP MP MP MP

3'-0 3/4" DIM. C DIM. D DIM. C DIM. A
EQ EQ EQ EQ

18'-11 3/4"

DIM
. E

6'-2
"

4'-9
"

13'
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GL1GL1 GL-2GL1

GL-2 GL-2 GL-2 GL-2

LV1 LV1

MP MP MP

18'-11 3/4"
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EQ EQ EQ EQ

8" @
 3R

D F
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0" @
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 FL

OO
R
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"

6'-3
"

T.O.SDIM
. E

8'-7
" MP MP MPGL1GL1 GL-2GL1

LV1 LV1
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62'-0" 45'-6"
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EQ EQ EQ EQ EQ EQ 2'-2" 2'-2" 2'-6" 2'-2" 2'-2" EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQEQ EQEQ EQEQ EQEQ EQEQ

DIM
. E
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"
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"
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DIM
. E

6'-2
"

4'-2
"

12'
-8"
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GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2 GL-2 GL-2 GL-2 GL-2

GL1GL1 GL1 GL1 GL1 GL1 GL1 GL1

GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2

LV1LV1LV1LV1LV1LV1LV1LV1 LV1 LV1 LV1 LV1LV1LV1 LV1 LV1

MP MP MP MP MP MP MP MP MP MP MP MP MP

107'-6"

DIM. C DIM. B DIM. A DIM. B DIM. A DIM. D 11'-2" DIM. D DIM. C DIM. D DIM. C DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A

8" @
 3R

D F
LO

OR
0" @

 4T
H -

 5T
H F

LO
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1'-8
"

6'-3
"

8'-7
"

DIM
. E

T.O.S

EQ EQ EQ EQ EQ EQ 2'-2" 2'-2" 2'-6" 2'-2" 2'-2" EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ

GL1GL1GL1GL1GL1GL1GL-2GL1GL1GL-2GL-2GL1GL1GL1GL1GL1GL1GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL-2 GL1 GL1 GL1

LV1LV1LV1LV1LV1LV1LV1LV1LV1LV1LV1LV1LV1LV1LV1LV1

MP MP MP MP MP MP MP MP MP MP MP MP MP
WB-N2B

GL1

DIM
. E

6'-2
"

4'-9
"

13'
-3"

2'-5"2'-5"6"
5'-4"

GL-2GL-2

GL1GL1

LV1 8" @
 3R

D F
LO

OR
0" @

 4T
H -

 5T
H F

LO
OR

1'-8
"

6'-3
"

8'-7
"

T.O.SDIM
. E

4'-10"6"
EQEQ

GL1GL1

LV1

DIM
. E

6'-2
"

4'-9
"

13'
-3"

DIM. D

GL1

GL-2

LV1

6'-3
"

1'-8
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8" @
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D F
LO
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 4T
H -
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H F
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8'-7
"

DIM
. E

T.O.S

DIM. D

GL1

LV1

12'-3"2'-6"4'-4"2'-6"4'-4"2'-10"4'-9"2'-10"7'-7"

2'-4 1/2"2'-4 1/2"2'-10" EQ EQ EQ EQ EQ EQ 2'-2" 2'-2" 2'-7 3/4" 2'-7 3/4" 2'-7 3/4"

4'-9
"

6'-2
"

DIM
. E
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43'-11"

GL-2 GL1 GL1 GL1 GL1 GL-2 GL-2 GL1 GL1 GL1 GL1 GL-2GL1

GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2

GL1

GL-2

LV1 LV1 LV1LV1 LV1 LV1 LV1LV1

MP MP MP MP

6'-3
"

DIM
. E

12'-3"DIM. DDIM. CDIM. DDIM. CDIM. BDIM. ADIM. B7'-7"

2'-7 3/4"2'-7 3/4"2'-7 3/4"2'-2"2'-2"EQEQEQEQEQEQ2'-4 1/2"2'-4 1/2"2'-10"

8'-7
"

GL-2 GL1 GL1 GL1 GL1 GL-2 GL-2 GL1 GL1 GL1 GL1 GL-2GL1GL1

LV1 LV1 LV1LV1 LV1 LV1 LV1LV1

MP

43'-11"

MP MP MP

DIM
. E

6'-2
"

4'-9
"
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5'-0 1/4"
2'-2 1/2" 2'-9 3/4"

GL1GL1

GL-2GL-2
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2'-2 1/2" 2'-9 3/4"
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GL1GL1

LV1

6'-10 1/4" DIM. D DIM. C DIM. D DIM. C DIM. D DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. C
65'-3 1/4"

DIM
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6'-2
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13'
-3"

2'-6 1/4" 2'-2" 2'-2" EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ 2'-4 1/2" 1'-11 1/2"

GL-2 GL-2 GL-2 GL-2 GL-2 GL-2

71

GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2

GL1 GL1GL1GL1GL1GL1GL-2GL1GL1GL1GL1GL1GL-2GL-2GL1GL1GL1GL1GL1

LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1

MP MP MP MP MP MP MP MP

6'-10 1/4" DIM. D DIM. C DIM. D DIM. C DIM. D DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. C
65'-3 1/4"

2'-6 1/4" 2'-2" 2'-2" EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ 2'-4 1/2" 2'-4 1/2" 2'-4 1/2" 2'-4 1/2" 2'-4 1/2" 1'-11 1/2"

DIM
. E

6'-3
"

8'-7
"

GL1 GL1 GL1 GL1 GL1 GL-2 GL-2 GL1 GL1 GL1 GL1 GL1 GL-2 GL1 GL1 GL1 GL1 GL1

LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1

GL1MP MP MP MP MP MP MP MP

6'-10" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-4" 2'-6" 4'-9" 2'-10"
2'-6" 2'-2" 2'-2" EQ EQ EQ EQ EQ EQ EQ EQ
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DIM
. E

6'-2
"

4'-9
"

13'
-3"

GL1GL1GL1GL-2GL-2GL-2GL1GL1GL1GL1GL1

GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2

LV1 LV1 LV1 LV1LV1

MP MP MP MP MP

6'-10" DIM. D DIM. C DIM. D DIM. C DIM. D DIM. C DIM. D DIM. A DIM. B

2'-6" 2'-2" 2'-2" 2'-2" 2'-2" 2'-2" 2'-2" 2'-2" 2'-2" 2'-4 1/2" 2'-4 1/2"

37'-5"

DIM
. E

6'-3
"

8'-7
"

GL1GL1GL1GL-2GL-2GL-2GL1GL1GL1GL1GL1

LV1 LV1 LV1 LV1LV1

MP MP MP MP MP

DIM. D DIM. C DIM. D DIM. C DIM. D DIM. C DIM. D DIM. C DIM. D DIM. C DIM. D DIM. A 3'-0 3/4"
EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ

44'-9 3/4"

DIM
. E

6'-2
"

4'-9
"

13'
-3"

GL-2GL-2GL-2GL1GL-2 GL-2GL1GL-2 GL1 GL1GL1 GL1

GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2

LV1LV1LV1 LV1 LV1 LV1

MP MP MP MP MP MPMP

WINDOW WALL LEGEND
GL-1 CLEAR VISION GLASS

GL-2 SPANDERL GLASS

MP METAL PANEL

LV-1 LOUVER

DIMENSION KEY
DIM. A = ALL DIMENSIONS TO BE EQUAL 4'-9" WIDTH
DIM. B = ALL DIMENSIONS TO BE EQUAL 2'-10" WIDTH
DIM. C = ALL DIMENSIONS TO BE EQUAL 4'-4" WIDTH
DIM. D = ALL DIMENSIONS TO BE EQUAL 2'-6" WIDTH
DIM. E = ALL DIMENSIONS TO BE EQUAL 2'-4" HEIGHT

NOTES
1.  ONE TRICKLE VENT, MANUFACTURED BY RENSON OR APPROVED
EQUAL, PER ROOM SHALL BE PROVIDED AT ALL RESIDENTIAL UNITS
ON THE 8TH THROUGH 40TH FLOORS NORTH TOWER, AND 8TH
THROUGH 30TH FLOORS SOUTH TOWER.
2. SEE FLOOR PLANS FOR INFORMATION ON TERRACE DOORS
SWING SIDE.
3. FOR WINDOWS AND WINDOW WALL LOCATION, REFER TO A401
SERIES DRAWINGS.
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New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111
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DIM. D DIM. C DIM. D DIM. C DIM. D DIM. C DIM. D DIM. C DIM. D DIM. C DIM. B DIM. A 3'-0 3/4"
EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ

DIM
. E

6'-3
"

8'-7
"

44'-9 3/4"

GL-2GL-2GL-2GL1GL-2 GL-2GL1GL-2 GL1 GL1GL1 GL1

LV1LV1LV1 LV1 LV1 LV1

MP MP MP MP MP MP MP

3RD - 6TH FLOOR

WB-10B

2ND FLOOR

WB-10C

2ND - 6TH FLOOR

WB-11

2ND FLOOR

WB-12A

7TH FLOOR

WB-13B WB-13D

2ND - 6TH FLOOR

WB-9DTYPE

LOC.

ELEV.

2ND FLOOR

8TH FLOOR

TYPE

LOC.

ELEV.

TYPE

LOC.

ELEV.

TYPE

LOC.

ELEV.

TYPE

LOC.

ELEV.

6TH FLOOR

WB-13C

7TH FLOOR

6TH FLOOR

WB-13E

3RD - 5TH FLOOR

WB-13FTYPE

LOC.

ELEV.

3RD - 5TH FLOOR 2ND - 6TH FLOOR

WB-10A

WB-12B

8TH FLOOR

WB-13A

WB-9E WB-9F

DIM
. E

6'-2
"

4'-9
"

6'-1"
6" 5'-1" 6"

EQ EQ

13'
-3"

GL1GL1

GL-2GL-2

LV1

MP

DIM
. E

6'-3
"

6" 5'-1" 6"
EQ EQ

6'-1"

8'-7
"

GL1

LV1

GL1

MP

3'-5"DIM. BDIM. A3'-5"DIM. BDIM. A3'-5"DIM. BDIM. A3'-5"DIM. BDIM. A3'-4"DIM. DDIM. BDIM. A3'-5"DIM. BDIM. A3'-5"DIM. BDIM. A3'-5"DIM. DDIM. C3'-5"DIM. DDIM. C3'-5"DIM. BDIM. A3'-0 1/4"
EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ

113'-11 1/4"

DIM
. E

6'-3
"

8'-7
"

GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1

LV1LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1

MP MP MP MP MP MP MP MP MP MP MP MP

6"DIM. ADIM. BDIM. A6"
13'-4"

EQ EQ EQ EQ

DIM
. E

6'-3
"

8'-7
"

GL1 GL1 GL1 GL1

LV1LV1

MP
DIM

. E
6'-3

"

3'-5"DIM. BDIM. A3'-5"DIM. BDIM. A3'-5"DIM. BDIM. A3'-5"DIM. BDIM. A3'-5"DIM. DDIM. BDIM. A3'-5"DIM. BDIM. A

EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ

68'-5"

8'-7
"

GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1

LV1 LV1 LV1 LV1 LV1 LV1 LV1

MP MP MP MP MP MP MP

2'-4 1/4" DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B DIM. A DIM. B
EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ

47'-10 1/4"

DIM
. E

6'-3
"

8'-7
"

GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1

LV1 LV1 LV1 LV1 LV1 LV1

MP MP MP MP MP MP MP

27'-11 3/4"

2'-8 3/4" 2'-2" 2'-2" 2'-6" 2'-2" 2'-2" 2'-6" 2'-2" 2'-2" 2'-6" 2'-4 1/2" 2'-4 1/2"

DIM
. E

6'-3
"

8'-7
"

GL-2GL1GL1GL-2GL-2GL1GL-2GL1GL1 GL-2 GL-2GL1

LV1LV1 LV1 LV1 LV1 LV1LV1LV1

2'-9 3/4" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 1'-10"

69'-6 3/4"

8'-8
" LV1LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1LV1 LV1LV1

DIM
. E

6'-2
"

3'-8
"

12'
-2"

2'-9 3/4" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 1'-10"
69'-6 3/4"

GL1GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1GL-2 GL1GL1

GL1GL1GL1GL1GL1GL1GL1GL1GL1GL1GL1GL1GL1GL1GL-2

LV1LV1LV1LV1LV1LV1LV1LV1LV1LV1LV1LV1LV1LV1 LV1 2'-0" DIM. B DIM. A 2'-5" DIM. B DIM. A 2'-5" DIM. B DIM. A 5"

30'-0"

8'-8
" LV1 LV1 LV1 LV1 LV1

MP MP MP

2'-0" DIM. B DIM. A 2'-5" DIM. B DIM. A 2'-5" DIM. B DIM. A 5"

30'-0"

DIM
. E

6'-2
"

2'-6
"

11'
-0"

GL1 GL1 GL1 GL1 GL1

GL1GL1GL1GL1GL1

LV1LV1LV1LV1LV1

MP MP MP

2'-0" DIM. B DIM. A 2'-5" DIM. B DIM. A 2'-5" DIM. B DIM. A 5"
30'-0"

DIM
. E

6'-2
"

4'-9
"

13'
-3"

GL1GL1GL1GL1GL1GL1GL1GL1

GL-2GL-2GL-2GL-2GL-2GL-2GL-2GL-2

LV1 LV1 LV1

MP MP MP

EQ EQ EQ EQ EQ EQ
2'-0" DIM. B DIM. A 2'-5" DIM. B DIM. A 2'-5" DIM. B DIM. A 5"

30'-0"

DIM
. E

6'-3
"

8'-7
"

FIXED SPANDREL GLASS
GL-2 @ 3RD FLOOR

GL1GL1GL1GL1GL1GL1GL1GL1

LV1LV1 LV1

EQ EQ EQ EQ EQ EQ

MP MPMP

30'-10"

3'-3" 2'-4 1/2" 2'-4 1/2" 2'-10" 2'-4 1/2" 2'-4 1/2" 2'-10" 2'-4 1/2" 2'-4 1/2" 2'-10" 2'-4 1/2" 2'-5 1/2"

DIM
. E

6'-3
"

8'-7
"

GL1GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1

LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1

WINDOW WALL LEGEND
GL-1 CLEAR VISION GLASS

GL-2 SPANDERL GLASS

MP METAL PANEL

LV-1 LOUVER

GLASS NOTES
PROPOSED GLASS PROPERTIES:
VLT: 62%
U-VALUE: 0.29
SC: 0.33
SHGC: 0.29
LSG: 2.14

DIMENSION KEY
DIM. A = ALL DIMENSIONS TO BE EQUAL 4'-9" WIDTH
DIM. B = ALL DIMENSIONS TO BE EQUAL 2'-10" WIDTH
DIM. C = ALL DIMENSIONS TO BE EQUAL 4'-4" WIDTH
DIM. D = ALL DIMENSIONS TO BE EQUAL 2'-6" WIDTH
DIM. E = ALL DIMENSIONS TO BE EQUAL 2'-4" HEIGHT

NOTES
1.  ONE TRICKLE VENT, MANUFACTURED BY RENSON OR APPROVED
EQUAL, PER ROOM SHALL BE PROVIDED AT ALL RESIDENTIAL UNITS
ON THE 8TH THROUGH 40TH FLOORS NORTH TOWER, AND 8TH
THROUGH 30TH FLOORS SOUTH TOWER.
2. SEE FLOOR PLANS FOR INFORMATION ON TERRACE DOORS
SWING SIDE.
3. FOR WINDOWS AND WINDOW WALL LOCATION, REFER TO A401
SERIES DRAWINGS.
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WSP
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MPFP LLC / M. Paul
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(212) 477-6548
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4611 12th Avenue
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77-87
Commercial Street
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Cosentini
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2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726
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6TH FLOOR

WB-15C

8TH FLOOR

WB-18A / WB-19A

2TH FLOOR

2ND FLOOR

WB-14TYPE

LOC.

ELEV.

TYPE

LOC.

ELEV.

TYPE

LOC.

ELEV.

6TH FLOOR

WB-15A

6TH FLOOR

WB-22C

7TH FLOOR

WB-21C

6TH FLOOR

WB-20ATYPE

LOC.

ELEV.

TYPE

LOC.

ELEV.

2ND - 5TH FLOOR

WB-15B

3RD - 5TH FLOOR

WB-15D

6TH FLOOR

WB-16A

4TH - 5TH FLOOR

WB-16B

6TH FLOOR

WB-17A

4TH - 5TH FLOOR

WB-17B

WB-18B / WB-19B

7TH FLOOR

WB-18C / WB-19C / WB-20C

7TH FLOOR 7TH FLOOR7TH FLOOR

WB-18D / WB-19D / WB-20D WB-18E / WB-19E WB-18F / WB-19F

2ND - 5TH FLOOR

WB-20B

8TH FLOOR

WB-21A

7TH FLOOR

WB-21B

6TH FLOOR

WB-22A

2ND - 5TH FLOOR

WB-22B

1'-5"5'-0"DIM. D5'-0"DIM. D4'-6"5'-0"DIM. D4'-6"5'-0"DIM. D4'-6"5'-0"DIM. D4'-6"5'-0"DIM. D4'-6"5'-0"DIM. D4'-6"5'-0"DIM. D4'-6"5'-0"DIM. D4'-6"5'-0"DIM. D1'-0"5'-0"
EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQEQ

118'-5"

DIM
. E

6'-3
"

8'-7
"

GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1GL1

LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1LV1 LV1

MP MP MP MP MP MP MP MP MP

MP

7'-0"
2'-4" 2'-4" 2'-4"

DIM
. E

6'-2
"

4'-2
"

12'
-8"

GL1 GL1GL1

GL-2 GL-2 GL-2

LV1 LV1LV1

8" @
 3R

D F
LO

OR
0" @

 4T
H -

 5T
H F

LO
OR

1'-8
"

6'-3
"

8'-7
"

DIM
. E

T.O.S

7'-0"
2'-4" 2'-4" 2'-4"

GL1 GL1GL1

LV1 LV1 LV1

DIM. ADIM. DDIM. CDIM. DDIM. C
EQEQ EQEQ EQEQ

DIM
. E

6'-2
"

4'-2
"

12'
-8"

18'-5"

GL1

GL-2 GL-2 GL-2 GL-2 GL-2 GL-2

GL1GL1GL1GL1GL1

LV1 LV1 LV1

MP MP

DIM. ADIM. DDIM. CDIM. DDIM. C
EQEQ EQEQ EQEQ

1'-8
"

6'-3
"

DIM
. E

T.O.S

GL1 GL1 GL1 GL1 GL1 GL1

LV1LV1LV1

MP MP

18'-5"

3'-4 1/2"3'-4 1/2"3'-4 1/2"3'-2"3'-2"

16'-5 1/2"

DIM
. E

6'-8
"

3'-4
"

12'
-4"

GL1GL1

GL-2 GL-2 GL-2 GL-2 GL-2

GL-2GL1 GL1

LV1 LV1 LV1

3'-4 1/2"3'-4 1/2"3'-4 1/2"3'-2"3'-2"
16'-5 1/2"

DIM
. E

6'-8
"

9'-0
"

GL1 GL1 GL-2 GL1 GL1

LV1LV1LV1

DIM
. E

6'-8
"

3'-4
"

12'
-4"

EQ EQ EQ
9'-1"

GL1GL1GL-2

GL-2GL-2GL-2

LV1LV1 LV1

EQ EQ EQ
9'-1"

DIM
. E

6'-8
"

9'-0
"

GL1GL1GL-2

LV1LV1 LV1

EQEQEQEQEQEQEQEQ

5"22'-3 1/2"

2'-4
"

6'-0
"

8'-4
"

GL-2 @ WB-19A

GL1GL1GL1GL1 GL1 GL1 GL1 GL1

GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1

5"22'-3 1/2"
EQEQEQEQEQEQEQEQ

7'-1
"

2'-7
"

9'-8
"

1'-5
" T.O.S

11'
-1"

GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2

GL1GL1GL1GL1GL1GL1GL1GL1

EQ EQ EQ EQ
9'-1"@ WB-18C & WB-19C

DIM
. E

6'-8
"

3'-4
"

12'
-4"

11'-5" @ WB-20C

GL1GL1

GL-2GL-2GL-2GL-2

LV1LV1LV1

GL1 GL1 6'-8
"

1'-8
"

8" @
 3R

D F
LO

OR
0" @

 4T
H -

 5T
H F

LO
OR9'-0
"

DIM
. E

T.O.S

EQ EQ EQ EQ
9'-1"@ WB-18D & WB-19D

11'-5" @ WB-20D

GL1GL1

LV1LV1LV1

GL1 GL1

6'-0
"

DIM
. E

8'-4
"

EQ EQ EQ EQ
5" 11'-3 1/2"@ WB-18E
5" 12'-7 1/4" @ WB-19E

GL1 GL1 GL1 GL1

GL1 GL1 GL1 GL1

EQEQEQEQ

2'-7
"

7'-0
"

1'-6
"

11'
-1"

11'-3 1/2"@ WB-18F5"
5" 12'-7 1/4"@ WB-19F

GL1 GL1 GL1 GL1

GL1 GL1 GL1 GL1

GL-2 GL-2 GL-2 GL-2

13'-8 1/2"

DIM
. E

6'-8
"

3'-0
"

12'
-0"

EQ EQ EQ

GL1GL-2

GL1GL-2

GL1

GL1

GL1GL1GL-2 EQ EQ EQ

6'-8
"

DIM
. E

9'-0
"

13'-8 1/2"

GL1

GL1

GL-2

GL-2

GL1

GL1

2'-0" 17'-6" 2'-0" 11'-6" 1'-1 1/2"
DIM. D DIM. D DIM. D DIM. D DIM. D DIM. D DIM. D 2'-0" 2'-0" DIM. D DIM. D DIM. D

34'-1 1/2"

DIM
. E

6'-0
"

8'-4
"

GL1GL1

GL1 GL1

GL1GL-2

GL-2 GL1

GL1

GL1

GL1

GL1

GL1

GL1

GL1

GL1

GL1

GL1

GL1

GL1

GL1

GL1

GL-2

GL-2

MPMP

2'-0" 17'-6" 2'-0" 11'-6" 1'-1 1/2"
2'-0" 2'-0" DIM. D DIM. D DIM. DDIM. D DIM. D DIM. D DIM. D DIM. D DIM. D DIM. D

34'-1 1/2"

7'-5
"

2'-7
"

10'
-0"

GL1GL1 GL1GL1GL1 GL1 GL1GL1GL1GL1

GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2

GL1

GL-2

GL1

GL-2

MP MP

EQEQEQ
10'-6"

3'-0
"

6'-8
"

DIM
. E

12'
-0"

GL1GL1

GL1GL1

GL1GL1GL1

GL1

GL1

EQEQEQ

10'-6"

6'-8
"

2'-4
"

9'-0
"

GL1GL1 GL1

GL1GL1GL1

3'-4" 5'-0" DIM. B DIM. B 5'-0" DIM. B DIM. B 5'-0" DIM. B DIM. B 5'-0"

DIM
. E

T.O.S

3'-0
"

6'-8
"

1'-8
"

8"

12'
-0"

40'-4"

GL1

GL1

GL1

GL1

GL1

GL1

GL1

GL1

GL1

GL1

GL-2

GL-2

GL1

GL1

GL1

GL1

GL-2

GL-2

GL1

GL1

GL1

GL1

LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1LV1

1'-5 1/2" 2'-6 1/4" 2'-6 1/4" 2'-6 1/4" 3'-0" 3'-0" 3'-0" 3'-0" 2'-4" 2'-4" 2'-4" 3'-0" 3'-0" 3'-0" 3'-0" 2'-4" 2'-4" 2'-4" 3'-0" 3'-0" 3'-0" 3'-0" 2'-4" 2'-4" 2'-4" 3'-0" 3'-0" 2'-3"

74'-3 1/2"

9'-1
1"

1'-3
"

5'-7
"

2'-8
"

19'
-5"

GL1 GL1 GL1 GL1 GL-1 GL1 GL1 GL1 GL1 GL1 GL1 GL-1 GL1GL1

GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2 GL-2

MP MP MP MP MP MP MP MP MP MP MP MP MP MP

GL-1

MP

GL-2

GL-1

MP

GL-2

GL-1

MP

GL-2

GL-1

MP

GL-2

GL-1

MP

GL-2

GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1

GL1

MP

GL1

GL-2

MP

GL1

GL-2

MP

GL1

GL-2

MP

GL1

GL-2

MP

GL1

GL-2

MP

GL1

GL-2

MP

GL1

GL-2

MP

GL1

GL-2

GLASS NOTES
PROPOSED GLASS PROPERTIES:
VLT: 62%
U-VALUE: 0.29
SC: 0.33
SHGC: 0.29
LSG: 2.14

WINDOW WALL LEGEND
GL-1 CLEAR VISION GLASS

GL-2 SPANDERL GLASS

MP METAL PANEL

LV-1 LOUVER

DIMENSION KEY
DIM. A = ALL DIMENSIONS TO BE EQUAL 4'-9" WIDTH
DIM. B = ALL DIMENSIONS TO BE EQUAL 2'-10" WIDTH
DIM. C = ALL DIMENSIONS TO BE EQUAL 4'-4" WIDTH
DIM. D = ALL DIMENSIONS TO BE EQUAL 2'-6" WIDTH
DIM. E = ALL DIMENSIONS TO BE EQUAL 2'-4" HEIGHT

NOTES
1.  ONE TRICKLE VENT, MANUFACTURED BY RENSON OR APPROVED
EQUAL, PER ROOM SHALL BE PROVIDED AT ALL RESIDENTIAL UNITS
ON THE 8TH THROUGH 40TH FLOORS NORTH TOWER, AND 8TH
THROUGH 30TH FLOORS SOUTH TOWER.
2. SEE FLOOR PLANS FOR INFORMATION ON TERRACE DOORS
SWING SIDE.
3. FOR WINDOWS AND WINDOW WALL LOCATION, REFER TO A401
SERIES DRAWINGS.
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John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
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Brooklyn, NY 11219

77-87
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(845) 353-6400
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WB-24B

7TH - 8TH FLOOR

WB-23ATYPE

LOC.

ELEV.

TYPE

LOC.

ELEV.

WB-23B WB-23C WB-24A

WB-24C

7TH - 8TH FLOOR 7TH - 8TH FLOOR 7TH - 8TH FLOOR

7TH - 8TH FLOOR7TH - 8TH FLOOR

EQEQEQEQEQEQEQEQEQEQEQEQ

4"37'-0"

2'-4
"

8'-8
"

1'-3
"

8'-3
"

20'
-6"

GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1 GL1

GL1GL1GL1GL1GL1GL1GL1GL1GL1GL1GL1GL1
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GLASS NOTES
PROPOSED GLASS PROPERTIES:
VLT: 62%
U-VALUE: 0.29
SC: 0.33
SHGC: 0.29
LSG: 2.14

WINDOW WALL LEGEND
GL-1 CLEAR VISION GLASS

GL-2 SPANDERL GLASS

MP METAL PANEL

LV-1 LOUVER

DIMENSION KEY
DIM. A = ALL DIMENSIONS TO BE EQUAL 4'-9" WIDTH
DIM. B = ALL DIMENSIONS TO BE EQUAL 2'-10" WIDTH
DIM. C = ALL DIMENSIONS TO BE EQUAL 4'-4" WIDTH
DIM. D = ALL DIMENSIONS TO BE EQUAL 2'-6" WIDTH
DIM. E = ALL DIMENSIONS TO BE EQUAL 2'-4" HEIGHT

NOTES
1.  ONE TRICKLE VENT, MANUFACTURED BY RENSON OR APPROVED
EQUAL, PER ROOM SHALL BE PROVIDED AT ALL RESIDENTIAL UNITS
ON THE 8TH THROUGH 40TH FLOORS NORTH TOWER, AND 8TH
THROUGH 30TH FLOORS SOUTH TOWER.
2. SEE FLOOR PLANS FOR INFORMATION ON TERRACE DOORS
SWING SIDE.
3. FOR WINDOWS AND WINDOW WALL LOCATION, REFER TO A401
SERIES DRAWINGS.
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John A. Cetra
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Registered Architect
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Cosentini
A Tetra Tech Company
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WSP
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(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
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19TH - 26TH FLOOR

WS-1C

9TH - 18TH FLOOR

WS-1D

8TH FLOOR

WS-1E

7TH FLOOR

WS-1F

20TH - 26TH FLOOR

WS-1G WS-2A

9TH - 26TH FLOOR

WS-2B

8TH FLOOR

WS-2D

9TH - 26TH FLOOR

WS-2E

28TH - 30TH FLOOR

WS-3C

28TH - 30TH FLOOR

WS-1ATYPE

LOC.

ELEV.

WS-1B

WS-1H WS-1J WS-1K

19TH FLOOR 9TH - 26TH FLOOR 7TH - 8TH FLOOR 27TH - 30TH FLOOR

7TH FLOOR

WS-2C

7TH - 8TH FLOOR 27TH - 30TH FLOOR 9TH - 30TH FLOOR

TYPE

LOC.

ELEV.
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LOC.

ELEV.

TYPE

LOC.

ELEV.
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LOC.

ELEV.
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LOC.

ELEV.

WS-2F WS-2G WS-3A WS-3B

27TH FLOOR

27TH FLOOR

GLASS NOTES
PROPOSED GLASS PROPERTIES:
VLT: 62%
U-VALUE: 0.29
SC: 0.33
SHGC: 0.29
LSG: 2.14
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WINDOW WALL LEGEND
GL-1 CLEAR VISION GLASS

GL-2 SPANDERL GLASS

MP METAL PANEL

LV-1 LOUVER

DIMENSION KEY
DIM. A = ALL DIMENSIONS TO BE EQUAL 4'-9" WIDTH
DIM. B = ALL DIMENSIONS TO BE EQUAL 2'-10" WIDTH
DIM. C = ALL DIMENSIONS TO BE EQUAL 4'-4" WIDTH
DIM. D = ALL DIMENSIONS TO BE EQUAL 2'-6" WIDTH
DIM. E = ALL DIMENSIONS TO BE EQUAL 2'-4" HEIGHT

NOTES
1.  ONE TRICKLE VENT, MANUFACTURED BY RENSON OR APPROVED
EQUAL, PER ROOM SHALL BE PROVIDED AT ALL RESIDENTIAL UNITS
ON THE 8TH THROUGH 40TH FLOORS NORTH TOWER, AND 8TH
THROUGH 30TH FLOORS SOUTH TOWER.
2. SEE FLOOR PLANS FOR INFORMATION ON TERRACE DOORS
SWING SIDE.
3. FOR WINDOWS AND WINDOW WALL LOCATION, REFER TO A401
SERIES DRAWINGS.
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John A. Cetra
State of New York
Registered Architect
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CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
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(212) 615-3726

WSP
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New York, NY 10001
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MPFP LLC / M. Paul
Friedberg & Partners
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Waterview at Greenpoint LLC
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Commercial Street

McLaren Engineering Group
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28TH - 30TH FLOOR

WS-4A

27TH FLOOR

WS-4B

19TH - 26TH FLOOR

WS-4C

10TH - 18TH FLOOR

WS-4D

9TH FLOOR

WS-4F

28TH - 30TH FLOOR

WS-5A WS-5B

19TH - 26TH FLOOR

WS-5C

10TH - 18TH FLOOR

WS-5E

10TH - 26TH FLOOR

WS-3DTYPE

LOC.

ELEV.

7TH - 8TH FLOOR

WS-3G
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8TH FLOOR

27TH FLOOR
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9TH FLOOR

9TH FLOOR

WS-3E WS-3F

27TH - 30TH FLOOR

WS-4G

7TH FLOOR

GLASS NOTES
PROPOSED GLASS PROPERTIES:
VLT: 62%
U-VALUE: 0.29
SC: 0.33
SHGC: 0.29
LSG: 2.14
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NOTES
1.  ONE TRICKLE VENT, MANUFACTURED BY RENSON OR APPROVED
EQUAL, PER ROOM SHALL BE PROVIDED AT ALL RESIDENTIAL UNITS
ON THE 8TH THROUGH 40TH FLOORS NORTH TOWER, AND 8TH
THROUGH 30TH FLOORS SOUTH TOWER.
2. SEE FLOOR PLANS FOR INFORMATION ON TERRACE DOORS
SWING SIDE.
3. FOR WINDOWS AND WINDOW WALL LOCATION, REFER TO A401
SERIES DRAWINGS.
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DIM. E = ALL DIMENSIONS TO BE EQUAL 2'-4" HEIGHT

NOTES
1.  ONE TRICKLE VENT, MANUFACTURED BY RENSON OR APPROVED
EQUAL, PER ROOM SHALL BE PROVIDED AT ALL RESIDENTIAL UNITS
ON THE 8TH THROUGH 40TH FLOORS NORTH TOWER, AND 8TH
THROUGH 30TH FLOORS SOUTH TOWER.
2. SEE FLOOR PLANS FOR INFORMATION ON TERRACE DOORS
SWING SIDE.
3. FOR WINDOWS AND WINDOW WALL LOCATION, REFER TO A401
SERIES DRAWINGS.
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NOTES
1.  ONE TRICKLE VENT, MANUFACTURED BY RENSON OR APPROVED
EQUAL, PER ROOM SHALL BE PROVIDED AT ALL RESIDENTIAL UNITS
ON THE 8TH THROUGH 40TH FLOORS NORTH TOWER, AND 8TH
THROUGH 30TH FLOORS SOUTH TOWER.
2. SEE FLOOR PLANS FOR INFORMATION ON TERRACE DOORS
SWING SIDE.
3. FOR WINDOWS AND WINDOW WALL LOCATION, REFER TO A401
SERIES DRAWINGS.
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EQUAL, PER ROOM SHALL BE PROVIDED AT ALL RESIDENTIAL UNITS
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2. SEE FLOOR PLANS FOR INFORMATION ON TERRACE DOORS
SWING SIDE.
3. FOR WINDOWS AND WINDOW WALL LOCATION, REFER TO A401
SERIES DRAWINGS.
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THROUGH 30TH FLOORS SOUTH TOWER.
2. SEE FLOOR PLANS FOR INFORMATION ON TERRACE DOORS
SWING SIDE.
3. FOR WINDOWS AND WINDOW WALL LOCATION, REFER TO A401
SERIES DRAWINGS.
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CORE PLANS, SECTIONS & DETAILS STAIRS
G, G1, H, J, J1
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 1/4" = 1'-0"9 STAIR G SECTION

 1/4" = 1'-0"2 STAIR G PLAN DETAIL - IH FLOOR 2

 1/4" = 1'-0"1 STAIR G PLAN DETAIL - FLOOR 3-5
 1/4" = 1'-0"10 STAIR G PLAN DETAIL - FLOOR 7

 1/4" = 1'-0"13 STAIR H_2 FLOOR IH_DETAIL PLAN

 1/4" = 1'-0"12 STAIR H SECTION

 1/4" = 1'-0"11 STAIR G SECTION

 1/4" = 1'-0"3 STAIR G_1 PLAN DETAIL - LEVEL 2

 1/4" = 1'-0"8 STAIR G_PLAN DETAIL - FLOOR 6

 1/4" = 1'-0"4 STAIR G_PLAN DETAIL - COMMERCIAL ENTRY

 1/4" = 1'-0"5 STAIR G_PLAN DETAIL - B.O.H./PARKING 1

 1/4" = 1'-0"7 STAIR G_PLAN DETAIL - SUBCELLAR

 1/4" = 1'-0"6 STAIR G_PLAN DETAIL -PARKING

 1/4" = 1'-0"24 STAIR J_SECTION
 1/4" = 1'-0"23 STAIR J_SECTION 2

 1/4" = 1'-0"18 STAIR J_2ND FLOOR _PLAN DETAIL

 1/4" = 1'-0"17 STAIR J_2ND FLOOR-IN._PLAN DETAIL

 1/4" = 1'-0"16 STAIR J_3rd-5th  FLOORS_PLAN DETAIL

 1/4" = 1'-0"15 STAIR J_6TH FLOOR_PLAN DETAIL

 1/4" = 1'-0"14 STAIR J_7TH FLOOR_PLAN DETAIL

 1/4" = 1'-0"19 STAIR J_GROUND FLOOR_PLAN DETAIL

 1/4" = 1'-0"21 STAIR J1_B.O.H. PLAN
 1/4" = 1'-0"20 STAIR J1_COMM. ENTRY PLAN

 1/4" = 1'-0"22 STAIR J1 SECTION

2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



UP

DN

DN

7
A-506.00

3'-8"6'-4"3'-8"
13'-8"

DNUP TR @9 0' - 9 1/2"
EL. +13'-0" EL. +18'-7"
LANDING LANDING

STAIR L

3'-8
"

Level 2
22' - 0"

IH 2ND FL
28' - 0"

Mechanical
13' - 0"

HE
AD

 CL
EA

RA
NC

E
6'-8

"

HE
AD

 CL
EA

RA
NC

E
6'-8

"

EL. +18'-7"

4'-9
"

10"
8'-9

"

5'-7
"

9'-5
"

R 
@

0' -
 7 1

/2"
9

STAIR L

14'
-4"

7 1
/2"

Level 2
22' - 0"

Commercial Entry
11' - 0"

IH 2ND FL
28' - 0"

Mechanical
13' - 0"

B.O.H/Parking
0' - 9"

13'
-2"

8"
HE

AD
 C

LE
AR

AN
CE

6' 
- 8

"

6'-0
"

9'-0
"

2'-0
"

R 
@

0' -
 7 3

/4"
19

STAIR K

13'
-2"

1'-0
"

6' 
- 8

"

16
A-418.00

11'
-7"

10'
-3"

7 3
/4"

1
A-506.00

4'-11" 13'-7 1/2"

18'-6 1/2"

EL. +9"
LANDING

STAIR K
TR @19 0' - 9 1/2"

3'-3" 1'-8" 13'-7 1/2"

3'-8
"

1
A-506.00

13'-0" 5'-5"

3'-8
"

LANDINGLANDING
STAIR K

TR @19 0' - 9 1/2"

15'-2" 3'-3"

+13'-0"

6'-1" 3'-11 1/2"

3'-2
"

5'-1
1"

5'-8
"4

A-506.00

5
A-506.00

EL. +22'-0" T.O.F.F.
EL. +21'-10" T.O.S.

EL. +15'-6" T.O.F.F.
EL. +15'-4 1/2" T.O.S.

TR @10 0' - 9 1/2"

Level 2
22' - 0"

Level 3
37' - 8"

IH 2ND FL
28' - 0"

COMMERCIAL
NORTH

15' - 6"

5
A-506.00

2'-4
"

13'
-4"

10"
5'-8

"

2"

3'-4
 3/4

"
1'-0

"
2'-2

 3/4
"

HE
AD

 CL
EA

RA
NC

E
6'-8

"

13'
-4"

7 3
/4"

Level 2
22' - 0"

Level 3
37' - 8"

IH 2ND FL
28' - 0"

COMMERCIAL
NORTH
15' - 6"

4
A-506.00

11'
-3 3

/4"

9'-8
"

6'-0
"

6'-6
"

22'
-2"

6'-4
"

R 
@

0' -
 7 3

/4"
10

HE
AD

 CL
EA

RA
NC

E
6'-8

"

2'-4
"

16'
-8 3

/4"
1'-0

"
2'-1

 1/4
"

AR
CH

IT
EC

T

CL
IE

NT

ST
RU

CT
UR

AL
 E

NG
IN

EE
R

ME
P 

EN
GI

NE
ER

GE
OT

EC
HN

IC
AL

 E
NG

IN
EE

R

LA
ND

SC
AP

E 
AR

CH
IT

EC
T

SC
AL

E
PR

OJ
EC

T

DO
B

PA
GE

 N
O.

DO
B

FI
LE

 N
O.

DR
AW

IN
G 

NO
.

LI
GH

TI
NG

 D
ES

IG
NE

R

EX
TE

RI
OR

 W
AL

L 
CO

NS
UL

TA
NT

PR
EL

IM
IN

AR
Y -

 N
OT

 FO
R 

CO
NS

TR
UC

TIO
N

©  
     

    C
ET

RA
RU

DD
Y A

RC
HIT

EC
TU

RE
 DP

C

NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 1/4" = 1'-0"
1410.00

A-506.00

CORE PLANS, SECTIONS & DETAILS STAIRS
K, L, M
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 1/4" = 1'-0"8 STAIR L_2ND FLOOR_PLAN DETAIL

 1/4" = 1'-0"7 STAIR L SECTION
 1/4" = 1'-0"1 STAIR K SECTION

 1/4" = 1'-0"2 STAIR K PLAN DETAIL - PARKING LEVEL

 1/4" = 1'-0"3 STAIR K PLAN DETAIL - GROUND FLOOR

 1/4" = 1'-0"6 STAIR M_2ND FLOOR PLAN DETAIL

 1/4" = 1'-0"4 STAIR M SECTION
 1/4" = 1'-0"5 STAIR M SECTION

2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT



SCALE: SCALE:1 1/2"=1'-0" 1 1/2"=1'-0"
TRASH CHUTE
SECTION

2 TRASH CHUTE @ HOPPER
SECTION

3

2" FIBERGLASS

TRASH CHUTE

DAMPING SHEET

SEE PARTITION SCHEDULE

SEE PARTITION SCHEDULE

BULKHEAD T.O. PARAPET

BULKHEAD T.O.S.

ON EVERY DOOR THAT OPENS INTO A SPACE IN WHICH A SERVICE OPENING
INTO A REFUSE CHUTE IS LOCATED, OR ON THE WALL DIRECTLY OVER THE
SERVICE OPENING INTO THE CHUTE, THE FOLLOWING SIGN SHALL BE
PERMANENTLY AND COMPICUOSLY POSTED: "THROWING LIGHTED MATCHES,
CIGARS OR CIGARETTES, CARPET SWEEPINGS, NAPHTALENE, CAMPHOR BALLS
OR FLAKES, FLOOR SCRAPINGS, OIL SOAKED RAGS, EMPTYPAINT CANS,
AEROSOL CONTAINERS, OR ANY OTHER FLAMMABLE OR HIGHLY COMBUSTIBLE
OR EXPLOSIVE SUBSTANCE INTO THIS CHUTE IS UNLAWFUL AND SUBJECTS THE
OFFENDER TO PENALTY"
SUCH SIGNS SHALL BE DESIGNED AS FOLLOWS:
1) SIGNS ON DOORS LEADING TO THE SERVICE OPENINGS AND ON WALLS OVER
SERVICE OPENINGS SHALL BE AT LEAST EIGHT INCHES WIDE AND THREE INCHES
HIGH, WITH LETTERING AT LEAST ONE-QUARTER INCH HIGH. THE SIGNS SHALL
BE LOCATED ON THE HALL SIDE APPROXIMATELY FIVE FEET ABOVE THE FLOOR.
2) THE LETTERING OF THE SIGNS SHALL BE BOLD TYPE, AND SHALL BE
PROPERLY SPACED TO PROVIDE GOOD LEGIBILITY. THE LETTERING AND THE
BACKGROUND SHALL BE OF CONTRASTING COLORS.
3) SIGNS SHALL BE DURABLE AND SHALL BE SECURELY ATTACHED TO THE DOOR
OR WALL.
4) SUFFICIENT LIGHTING SHALL BE PROVIDED SO THAT THE SIGNS ARE
READABLE AT ALL TIMES.

HOOPER DOOR

FLOOR SUPPORT (TYPICAL)

STAINLESS STEEL CLAD, BOTTOM HINGED, FULLY PNEUMATIC, BUTTON
OPERATED, ADA COMPLIANT, U.L. APPROVED 90 MIN., B-LABEL INTAKE
DOOR W/250° MAX. TEMP. RISE IN 30 MIN.

SEALANT
CLIP SECURE TO CONCRETE
SHEAR WALL

LOUVER
INSECT SCREEN

STAINLESS STEEL COUNTER FLASHING

TRASH CHUTE

ROOF T.O.S.
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REFUSE CHUTE AND REFUSE ROOM NOTES:
1. REFUSE CHUTE WILL BE OF METAL CONSTRUCTION.  METAL
REFUSE CHUTES, METAL CHUTE SUPPORTS AND / OR METAL CHUTE
BRACING SHALL BE FREE OF DIRECT CONTACT WITH THE SHAFT
ENCLOSURE AND THE OPENINGS PROVIDED IN THE FLOOR
CONSTRUCTION.  METAL CHUTES SHALL BE RESILIENTLY SUPPORTED
AT EACH STRUCTURAL SUPPORT LOCATION.  ISOLATORS SHALL
PROVIDE A MINIMUM STATIC DEFLECTION OF 0.3 INCHES AND ALL
CHUTES SHALL BE PLUMBED AS PER BC SEC. 1207.3.1.
2. REFUSE CHUTE SHAFT SHALL NOT BE USED FOR ANY OTHER
PURPOSE AND SHALL TERMINATE IN A PROTECTED ROOM AS PER BC
SEC. 707.11, ITEM 2, EXCEPTION 2.
3. REFUSE CHUTE SHAFT SHALL A FIRE RATING OF 2 HOURS.
OPENINGS INTO THE SHAFT, INCLUDING THOSE FROM ACCESS ROOMS
AND TERMINATION ROOMS SHALL BE PROTECTED WITH 1 ½ HOUR FIRE
RATING OPENING PROTECTIVES AS PER BC SEC. 707.13.1 AND BC SEC.
715.
4. REFUSE CHUTE SHAFT SHALL BE CONSTRUCTED OF NON-
COMBUSTIBLE MATERIALS AS PER BC SEC. 707.13.2.
5. REFUSE ACCESS OPENINGS SHALL BE LOCATED IN DEDICATED
ROOMS OR COMPARTMENTS COMPLETELY ENCLOSED BY
CONSTRUCTION THAT HAS A FIRE-RESISTANCE RATING OF NOT LESS
THAN 2 HOURS.  OPENINGS INTO THE ACCESS ROOM SHALL BE
PROTECTED BY OPENING PROTECTIVES HAVING A FIRE PROTECTION
RATING OF NOT LESS THAN 1 ½ HOUR AND SHALL BE SELF-CLOSING.
OPENINGS MAY BE AUTOMATIC-CLOSING UPON THE DETECTION OF
SMOKE PROVIDED THAT THE STORAGE OF REFUSE, INCLUDING
RECYCLABLES IS NOT PERMITTED IN SUCH ROOMS AS PER BC SEC.
707.13.3.
6. REFUSE CHUTES SHALL DISCHARGE INTO AN ENCLOSED ROOM
COMPLETELY SEPARATED FROM THE REMAINDER OF THE BUILDING
BY CONSTRUCTION THAT HAS A FIRE RESISTANCE RATING OF NOT
LESS THAN 3 HOURS.  OPENINGS INTO THE TERMINATION ROOM SHALL
BE PROTECTED BY OPENING PROTECTIVES HAVING A FIRE
RESISTANCE RATING OF NOT LESS THAN 1 ½ HOURS AND SHALL BE
SELF-CLOSING.  AS PER BC SEC 707.13.4.
7. REFUSE CHUTES, ACCESS ROOMS AND TERMINATION ROOM SHALL
BE PROVIDED WITH AUTOMATIC FIRE SPRINKLER PROTECTION AS PER
BC SEC. 707.13.6 AND BC SEC. 903.2.10.2.
8. REFUSE CHUTE TERMINATION ROOM SHALL BE PROVIDED WITH A
REFUSE COMPACTING SYSTEM.  THE FLOOR OF THE TERMINATION
ROOM SHALL BE CONSTRUCTED OF CONCRETE AND SHALL BE SLOPED
TO A FLOOR DRAIN CONNECTED TO THE BUILDING'S SEWER.  A HOSE
CONNECTION SHALL BE PROVIDED WITHIN SUCH TERMINATION ROOM
AS PER BC SEC. 1213.2.
9. REFUSE CHUTES SHALL EXTEND FROM THE REFUSE COLLECTION
ROOM TO A HEIGHT OF AT LEAST SIX FEET ABOVE THE ROOF.  A
SPARK ARRESTOR SHALL BE PROVIDED AT THE TOP OF THE CHUTE
ABOVE THE ROOF.  SERVICE OPENINGS INTO THE CHUTE SHALL BE
EQUIPPED WITH APPROVED SELF-CLOSING HOPPERS SO
CONSTRUCTED SUCH THAT THE CHUTE IS CLOSED OFF WHILE THE
HOPPER IS BEING LOADED AND SO THAT NO PART OF THE HOPPERS
SHALL PROJECT INTO THE CHUTE.  THE AREA OF THE SERVICE
HOPPER OPENING SHALL NOT EXCEED 1/3 THE AREA OF THE REFUSE
CHUTE AS PER RCNY SEC. 24 - 01 (B).
10. CHUTE SHALL BE CONSTRUCTED STRAIGHT AND PLUMB, WITHOUT
PROJECTIONS OF ANY KIND WITHIN THE CHUTE.  REFUSE CHUTE MUST
HAVE AN INSIDE DIMENSION OF AT LEAST 24 INCHES FOR THE FULL
HEIGHT OF THE CHUTE.  ALL CHUTES SHALL BE SUPPORTED OFF OF
FIREPROOF CONSTRUCTION HAVING A 3 HOUR FIRE RATING AS PER
RCNY SEC. 24 - 01 (D).
11. A HOPPER OR CUT-OFF DOOR SHALL BE PROVIDED AT THE
BOTTOM OF THE REFUSE CHUTE.  WHERE COMPACTORS ARE
INSTALLED SO THAT REFUSE FLOWS DIRECTLY INTO THE
COMPACTING EQUIPMENT, THE EQUIPMENT MAY BE USED IN PLACE OF
THE HOPPER AND CUT-OFF DOOR.  COMPACTING EQUIPMENT SHALL
OPERATE AUTOMATICALLY WHEN THE LEVEL OF RUBBISH IS LESS
THAN THREE FEET BELOW THE LOWEST ACCESS DOOR AS PER RCNY
SEC. 24 - 01 (I).
12. ADEQUATE LIGHTING SHALL BE PROVIDED FOR THE REFUSE
COLLECTION ROOM AS PER RCNY SEC. 24 - 01 (J) (1).
13. REFUSE CHUTE, REFUSE COLLECTION ROOM, HOPPERS AND ALL
OTHER PARTS OF THE REFUSE COLLECTION SYSTEM SHALL BE
MAINTAINED IN A CLEAN AND SANITARY CONDITION AT ALL TIMES,
FREE OF VERMIN, ODORS AND DEFECTS AND SHALL BE MAINTAINED IN
GOOD OPERATING CONDITION AS PER RCNY SEC. 24 - 01 (J) (2).
14. OWNER OF THE BUILDING SHALL ESTABLISH A MAINTENANCE
PROGRAM TO ENSURE THAT THE REFUSE COLLECTION SYSTEM WILL
BE TREATED AS OFTEN AS NECESSARY TO PREVENT INFESTATION
WITH INSECTS OR RODENTS.  THE OWNER SHALL MAINTAIN RECORDS
OF SUCH TREATMENTS WHICH SHALL BE MADE AVAILABLE FOR
INSPECTION BY THE DOB AS PER RCNY SEC. 24 - 01 (J)(3).

2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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 1/2" = 1'-0"1 NORTH TOWER REFUSE ROOM_PLAN DETAIL
 1/2" = 1'-0"3 SOUTH TOWER REFUSE ROOM_PLAN DETAIL

 1/2" = 1'-0"2 NORTH TOWER REFUSE ROOM_ELEVATION
 1/2" = 1'-0"4 SOUTH TOWER REFUSE ROOM_ELEVATION

 1/2" = 1'-0"5
NORTH TOWER COMPACTOR ROOM_PLAN
DETAIL

 1/2" = 1'-0"6
SOUTH TOWER COMPACTOR ROOM_PLAN
DETAIL

REFUSE CHUTE AND REFUSE ROOM NOTES:
1. REFUSE CHUTE WILL BE OF METAL CONSTRUCTION.  METAL
REFUSE CHUTES, METAL CHUTE SUPPORTS AND / OR METAL CHUTE
BRACING SHALL BE FREE OF DIRECT CONTACT WITH THE SHAFT
ENCLOSURE AND THE OPENINGS PROVIDED IN THE FLOOR
CONSTRUCTION.  METAL CHUTES SHALL BE RESILIENTLY SUPPORTED
AT EACH STRUCTURAL SUPPORT LOCATION.  ISOLATORS SHALL
PROVIDE A MINIMUM STATIC DEFLECTION OF 0.3 INCHES AND ALL
CHUTES SHALL BE PLUMBED AS PER BC SEC. 1207.3.1.
2. REFUSE CHUTE SHAFT SHALL NOT BE USED FOR ANY OTHER
PURPOSE AND SHALL TERMINATE IN A PROTECTED ROOM AS PER BC
SEC. 707.11, ITEM 2, EXCEPTION 2.
3. REFUSE CHUTE SHAFT SHALL A FIRE RATING OF 2 HOURS.
OPENINGS INTO THE SHAFT, INCLUDING THOSE FROM ACCESS ROOMS
AND TERMINATION ROOMS SHALL BE PROTECTED WITH 1 ½ HOUR FIRE
RATING OPENING PROTECTIVES AS PER BC SEC. 707.13.1 AND BC SEC.
715.
4. REFUSE CHUTE SHAFT SHALL BE CONSTRUCTED OF NON-
COMBUSTIBLE MATERIALS AS PER BC SEC. 707.13.2.
5. REFUSE ACCESS OPENINGS SHALL BE LOCATED IN DEDICATED
ROOMS OR COMPARTMENTS COMPLETELY ENCLOSED BY
CONSTRUCTION THAT HAS A FIRE-RESISTANCE RATING OF NOT LESS
THAN 2 HOURS.  OPENINGS INTO THE ACCESS ROOM SHALL BE
PROTECTED BY OPENING PROTECTIVES HAVING A FIRE PROTECTION
RATING OF NOT LESS THAN 1 ½ HOUR AND SHALL BE SELF-CLOSING.
OPENINGS MAY BE AUTOMATIC-CLOSING UPON THE DETECTION OF
SMOKE PROVIDED THAT THE STORAGE OF REFUSE, INCLUDING
RECYCLABLES IS NOT PERMITTED IN SUCH ROOMS AS PER BC SEC.
707.13.3.
6. REFUSE CHUTES SHALL DISCHARGE INTO AN ENCLOSED ROOM
COMPLETELY SEPARATED FROM THE REMAINDER OF THE BUILDING
BY CONSTRUCTION THAT HAS A FIRE RESISTANCE RATING OF NOT
LESS THAN 3 HOURS.  OPENINGS INTO THE TERMINATION ROOM SHALL
BE PROTECTED BY OPENING PROTECTIVES HAVING A FIRE
RESISTANCE RATING OF NOT LESS THAN 1 ½ HOURS AND SHALL BE
SELF-CLOSING.  AS PER BC SEC 707.13.4.
7. REFUSE CHUTES, ACCESS ROOMS AND TERMINATION ROOM SHALL
BE PROVIDED WITH AUTOMATIC FIRE SPRINKLER PROTECTION AS PER
BC SEC. 707.13.6 AND BC SEC. 903.2.10.2.
8. REFUSE CHUTE TERMINATION ROOM SHALL BE PROVIDED WITH A
REFUSE COMPACTING SYSTEM.  THE FLOOR OF THE TERMINATION
ROOM SHALL BE CONSTRUCTED OF CONCRETE AND SHALL BE SLOPED
TO A FLOOR DRAIN CONNECTED TO THE BUILDING'S SEWER.  A HOSE
CONNECTION SHALL BE PROVIDED WITHIN SUCH TERMINATION ROOM
AS PER BC SEC. 1213.2.
9. REFUSE CHUTES SHALL EXTEND FROM THE REFUSE COLLECTION
ROOM TO A HEIGHT OF AT LEAST SIX FEET ABOVE THE ROOF.  A
SPARK ARRESTOR SHALL BE PROVIDED AT THE TOP OF THE CHUTE
ABOVE THE ROOF.  SERVICE OPENINGS INTO THE CHUTE SHALL BE
EQUIPPED WITH APPROVED SELF-CLOSING HOPPERS SO
CONSTRUCTED SUCH THAT THE CHUTE IS CLOSED OFF WHILE THE
HOPPER IS BEING LOADED AND SO THAT NO PART OF THE HOPPERS
SHALL PROJECT INTO THE CHUTE.  THE AREA OF THE SERVICE
HOPPER OPENING SHALL NOT EXCEED 1/3 THE AREA OF THE REFUSE
CHUTE AS PER RCNY SEC. 24 - 01 (B).
10. CHUTE SHALL BE CONSTRUCTED STRAIGHT AND PLUMB, WITHOUT
PROJECTIONS OF ANY KIND WITHIN THE CHUTE.  REFUSE CHUTE MUST
HAVE AN INSIDE DIMENSION OF AT LEAST 24 INCHES FOR THE FULL
HEIGHT OF THE CHUTE.  ALL CHUTES SHALL BE SUPPORTED OFF OF
FIREPROOF CONSTRUCTION HAVING A 3 HOUR FIRE RATING AS PER
RCNY SEC. 24 - 01 (D).
11. A HOPPER OR CUT-OFF DOOR SHALL BE PROVIDED AT THE
BOTTOM OF THE REFUSE CHUTE.  WHERE COMPACTORS ARE
INSTALLED SO THAT REFUSE FLOWS DIRECTLY INTO THE
COMPACTING EQUIPMENT, THE EQUIPMENT MAY BE USED IN PLACE OF
THE HOPPER AND CUT-OFF DOOR.  COMPACTING EQUIPMENT SHALL
OPERATE AUTOMATICALLY WHEN THE LEVEL OF RUBBISH IS LESS
THAN THREE FEET BELOW THE LOWEST ACCESS DOOR AS PER RCNY
SEC. 24 - 01 (I).
12. ADEQUATE LIGHTING SHALL BE PROVIDED FOR THE REFUSE
COLLECTION ROOM AS PER RCNY SEC. 24 - 01 (J) (1).
13. REFUSE CHUTE, REFUSE COLLECTION ROOM, HOPPERS AND ALL
OTHER PARTS OF THE REFUSE COLLECTION SYSTEM SHALL BE
MAINTAINED IN A CLEAN AND SANITARY CONDITION AT ALL TIMES,
FREE OF VERMIN, ODORS AND DEFECTS AND SHALL BE MAINTAINED IN
GOOD OPERATING CONDITION AS PER RCNY SEC. 24 - 01 (J) (2).
14. OWNER OF THE BUILDING SHALL ESTABLISH A MAINTENANCE
PROGRAM TO ENSURE THAT THE REFUSE COLLECTION SYSTEM WILL
BE TREATED AS OFTEN AS NECESSARY TO PREVENT INFESTATION
WITH INSECTS OR RODENTS.  THE OWNER SHALL MAINTAIN RECORDS
OF SUCH TREATMENTS WHICH SHALL BE MADE AVAILABLE FOR
INSPECTION BY THE DOB AS PER RCNY SEC. 24 - 01 (J)(3).

2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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John A. Cetra
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Registered Architect
No. 018861
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584 Broadway Suite 401
New York, NY 10012
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A Tetra Tech Company
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Friedberg & Partners
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McLaren Engineering Group
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A Tetra Tech Company
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New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
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 1/4" = 1'-0"
1410.00

A-520.00

NORTH TOWER ELEVATORS PE1-PE3
ARCHITECTURAL

BROOKLYN, NY 11222

 1/4" = 1'-0"1 NORTH TOWER P.E.1-P.E.3_PLAN

 1/4" = 1'-0"2 NORTH TOWER - PE1 SECTION
 1/4" = 1'-0"4 NORTH TOWER - PE3 SECTION

 1/4" = 1'-0"3 NORTH TOWER - PE1 SECTION
 1/4" = 1'-0"5 NORTH TOWER - PE3 SECTION

2015.02.13 100% DESIGN DEVELOPMENT
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A-521.00

SOUTH TOWER ELEVATORS PE8-PE10
ARCHITECTURAL

BROOKLYN, NY 11222

 1/4" = 1'-0"1 SOUTH TOWER P.E.8-P.E.10_PLAN

 1/4" = 1'-0"2 SOUTH TOWER - PE8 SECTION
 1/4" = 1'-0"4 SOUTH TOWER - PE10 SECTION
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 1/4" = 1'-0"
1410.00

A-522.00

BASE ELEVATORS PE4 - PE7 & PE11
ARCHITECTURAL

BROOKLYN, NY 11222

 1/4" = 1'-0"1 BASE BUILDING P.E.4-P.E.5_PLAN

 1/4" = 1'-0"3 BASE BUILDING - PE5 SECTION
 1/4" = 1'-0"2 BASE BUILDING - PE4 SECTION

 1/4" = 1'-0"4 BASE BUILDING P.E.6-P.E.7_PLAN

 1/4" = 1'-0"5 BASE BUILDING - PE6 SECTION
 1/4" = 1'-0"6 BASE BUILDING - PE7 SECTION

 1/4" = 1'-0"7 BASE BUILDING P.E.11_PLAN

 1/4" = 1'-0"8 BASE BUILDING - PE11 SECTION

 1/4" = 1'-0"9 BASE BUILDING FUTURE ELEVATOR_PLAN

 1/4" = 1'-0"10 BASE BUILDING - FUTURE ELEVATOR SECTION

2015.02.13 100% DESIGN DEVELOPMENT
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John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

1410.00

A-530.00

NORTH TOWER PASSENGER ELEVATOR
PE1 - PE3

BROOKLYN, NY 11222

2015.02.13 100% DESIGN DEVELOPMENT
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

1410.00

A-531.00

SOUTH TOWER PASSENGER ELEVATOR
PE8 - PE10

BROOKLYN, NY 11222

2015.02.13 100% DESIGN DEVELOPMENT
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

1410.00

A-532.00

BASE BUILDING PASSENGER ELEVATOR
PE4 - PE5

BROOKLYN, NY 11222

2015.02.13 100% DESIGN DEVELOPMENT
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

1410.00

A-533.00

BASE BUILDING PASSENGER ELEVATOR
PE6 - PE7

BROOKLYN, NY 11222

2015.02.13 100% DESIGN DEVELOPMENT
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PER ICC/ANSI A117- 1003.12.3& 1003.12.4
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PER ICC/ANSI A117- 1003.12.3& 1003.12.4
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REMOVABLE BASE CABINET FOR FUTURE ACCESSIBILITY;
COUNTER HEIGHT TO BE LOWER TO 34" MAX A.F.F
PER ICC/ANSI A117- 1003.12.3& 1003.12.4
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REMOVABLE BASE CABINET FOR FUTURE ACCESSIBILITY;
COUNTER HEIGHT TO BE LOWER TO 34" MAX A.F.F
PER ICC/ANSI A117- 1003.12.3& 1003.12.4

MILLWORK WALL

AT WORK SURFACE WHEN LOWERED TO 34", EXTEND
BACKSPLASH TO 34" WORK SURFACE A.F.F

10"

1"
2' 

- 6
"

4"1" 
FIL

LE
R

2' 
- 0

"
2' 

- 6
"

9"
2" 

FIL
LE

R
2' 

- 0
"

1' 
- 0

"
1' 

- 0
"

11
"

2' 
- 0

"

10
' - 

5"

8"

8"

2' - 7" 2' - 0"
2' - 0"

2"
2' - 5" 2' - 6" 1' - 1 3/4"

8' - 2 3/4"

A-601.00

56

REF

DW

REMOVABLE BASE CABINET FOR FUTURE ACCESSIBILITY;
COUNTER HEIGHT TO BE LOWER TO 34" MAX A.F.F

PER ICC/ANSI A117- 1003.12.3& 1003.12.4
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REMOVABLE BASE CABINET FOR FUTURE ACCESSIBILITY;
COUNTER HEIGHT TO BE LOWER TO 34" MAX A.F.F
PER ICC/ANSI A117- 1003.12.3& 1003.12.4
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NOT FOR CONSTRUCTION

John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
New York, NY 10018
(212) 271-7000
(212) 271-0111

 1/2" = 1'-0"
1410.00

A-601.00

KITCHEN PLANS & INTERIOR ELEVATIONS

BROOKLYN, NY 11222

152 OF 168

 1/2" = 1'-0"2 KITCHEN TYPE C01 ELEVATION
 1/2" = 1'-0"1 KITCHEN TYPE C01 ELEVATION

 1/2" = 1'-0"4 KITCHEN TYPE C01A ELEVATION
 1/2" = 1'-0"3 KITCHEN TYPE C01A ELEVATION

 1/2" = 1'-0"5 KITCHEN TYPE C02 ELEVATION
 1/2" = 1'-0"6 KITCHEN TYPE C02 ELEVATION

 1/2" = 1'-0"8 KITCHEN TYPE C03 ELEVATION
 1/2" = 1'-0"7 KITCHEN TYPE C03 ELEVATION

LIN. FT. COUNTERTOP PROVIDED: 9'-3 3/4"
LIN. FT. SHELVING PROVIDED: 60'-6"

HPD COUNTERTOP WORK SURFACE REQ'D:
0BR: 5 LIN. FT, 1BR: 6 LIN. FT, 2BR: 7 LIN. FT, 3BR: 8 LIN. FT

HPD SHELVING REQ'D:
0BR: 30 LIN. FT, 1BR: 40 LIN. FT, 2BR: 50 LIN. FT, 3BR: 55 LIN. FT

LIN. FT. COUNTERTOP PROVIDED: 8'-7 3/4"
LIN. FT. SHELVING PROVIDED: 57'-2"

HPD COUNTERTOP WORK SURFACE REQ'D:
0BR: 5 LIN. FT, 1BR: 6 LIN. FT, 2BR: 7 LIN. FT, 3BR: 8 LIN. FT

HPD SHELVING REQ'D:
0BR: 30 LIN. FT, 1BR: 40 LIN. FT, 2BR: 50 LIN. FT, 3BR: 55 LIN. FT

 1/2" = 1'-0"C1 KITCHEN TYPE C01

 1/2" = 1'-0"C1A KITCHEN TYPE C01A

 1/2" = 1'-0"C2 KITCHEN TYPE C02

LIN. FT. COUNTERTOP PROVIDED: 8'-2"
LIN. FT. SHELVING PROVIDED: 53'-11"

HPD COUNTERTOP WORK SURFACE REQ'D:
0BR: 5 LIN. FT, 1BR: 6 LIN. FT, 2BR: 7 LIN. FT, 3BR: 8 LIN. FT

HPD SHELVING REQ'D:
0BR: 30 LIN. FT, 1BR: 40 LIN. FT, 2BR: 50 LIN. FT, 3BR: 55 LIN. FT

 1/2" = 1'-0"C3 KITCHEN TYPE C03

LIN. FT. COUNTERTOP PROVIDED: 8'-8"
LIN. FT. SHELVING PROVIDED: 55'-7"

HPD COUNTERTOP WORK SURFACE REQ'D:
0BR: 5 LIN. FT, 1BR: 6 LIN. FT, 2BR: 7 LIN. FT, 3BR: 8 LIN. FT

HPD SHELVING REQ'D:
0BR: 30 LIN. FT, 1BR: 40 LIN. FT, 2BR: 50 LIN. FT, 3BR: 55 LIN. FT

UFAS COMPLIANT KITCHEN

UFAS COMPLIANT KITCHEN

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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REMOVABLE BASE CABINET FOR FUTURE ACCESSIBILITY;
COUNTER HEIGHT TO BE LOWER TO 34" MAX A.F.F
PER ICC/ANSI A117- 1003.12.3& 1003.12.4
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LOWER CABINET SHELF REQUIRED ABOVE
ALL WORK COUNTERS IN UFAS UNITS PER
NYCBC 1107.2.3.4 AND UFAS 4.34.6.10

AT WORK SURFACE WHEN LOWERED TO 34", EXTEND
BACKSPLASH TO 34" WORK SURFACE A.F.F
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 1/2" = 1'-0"1 KITCHEN TYPE D01 ELEVATION

 1/2" = 1'-0"2 KITCHEN TYPE D01A ELEVATION

 1/2" = 1'-0"D1 KITCHEN TYPE D01

LIN. FT. COUNTERTOP PROVIDED: 6'-3"
LIN. FT. SHELVING PROVIDED: 40'-6"

 1/2" = 1'-0"D1A KITCHEN TYPE D01A

LIN. FT. COUNTERTOP PROVIDED: 8'-0"
LIN. FT. SHELVING PROVIDED: 55'-0"

HPD COUNTERTOP WORK SURFACE REQ'D:
0BR: 5 LIN. FT, 1BR: 6 LIN. FT, 2BR: 7 LIN. FT, 3BR: 8 LIN. FT

HPD SHELVING REQ'D:
0BR: 30 LIN. FT, 1BR: 40 LIN. FT, 2BR: 50 LIN. FT, 3BR: 55 LIN. FT

HPD COUNTERTOP WORK SURFACE REQ'D:
0BR: 5 LIN. FT, 1BR: 6 LIN. FT, 2BR: 7 LIN. FT, 3BR: 8 LIN. FT

HPD SHELVING REQ'D:
0BR: 30 LIN. FT, 1BR: 40 LIN. FT, 2BR: 50 LIN. FT, 3BR: 55 LIN. FT

UFAS COMPLIANT KITCHEN

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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 1/2" = 1'-0"A2 KITCHEN TYPE A02
 1/2" = 1'-0"2 KITCHEN TYPE A02 ELEVATION

 1/2" = 1'-0"1 KITCHEN TYPE A2 ELEVATION

 1/2" = 1'-0"A2B KITCHEN TYPE A02B
 1/2" = 1'-0"6 KITCHEN TYPE A2B ELEVATION

 1/2" = 1'-0"5 KITCHEN TYPE A2B ELEVATION

 1/2" = 1'-0"A2A KITCHEN TYPE A02A
 1/2" = 1'-0"3 KITCHEN TYPE A2A ELEVATION

 1/2" = 1'-0"4 KITCHEN TYPE A2A ELEVATION

 1/2" = 1'-0"A2C KITCHEN TYPE A02C
 1/2" = 1'-0"8 KITCHEN TYPE A2C ELEVATION

 1/2" = 1'-0"7 KITCHEN TYPE A02C ELEVATION

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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 1/2" = 1'-0"A3 KITCHEN TYPE A03
 1/2" = 1'-0"8 KITCHEN TYPE A03 ELEVATION

 1/2" = 1'-0"7 KITCHEN TYPE A03 ELEVATION

 1/2" = 1'-0"4 KITCHEN TYPE A02E ELEVATION 1/2" = 1'-0"3 KITCHEN TYPE A02E ELEVATION
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 1/2" = 1'-0"2 KITCHEN TYPE A02D ELEVATION
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 1/2" = 1'-0"6 KITCHEN TYPE A02F ELEVATION
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 1/2" = 1'-0"B1 KITCHEN TYPE B01
 1/2" = 1'-0"6 KITCHEN TYPE B01 ELEVATION

 1/2" = 1'-0"5 KITCHEN TYPE B01 ELEVATION

 1/2" = 1'-0"C7 KITCHEN TYPE C07
 1/2" = 1'-0"7 KITCHEN TYPE C07 ELEVATION

 1/2" = 1'-0"8 KITCHEN TYPE C07 ELEVATION

 1/2" = 1'-0"A4A KITCHEN TYPE A04A
 1/2" = 1'-0"4 KITCHEN TYPE A04A ELEVATION

 1/2" = 1'-0"3 KITCHEN TYPE A04A ELEVATION

 1/2" = 1'-0"A04 KITCHEN TYPE A04
 1/2" = 1'-0"2 KITCHEN TYPE A04 ELEVATION

 1/2" = 1'-0"1 KITCHEN TYPE A04 ELEVATION

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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KITCHEN PLANS & INTERIOR ELEVATIONS

BROOKLYN, NY 11222

157 OF 168

 1/2" = 1'-0"D4 KITCHEN TYPE D04
 1/2" = 1'-0"3 KITCHEN TYPE D04 ELEVATION

 1/2" = 1'-0"D5 KITCHEN TYPE D05
 1/2" = 1'-0"4 KITCHEN TYPE D05 ELEVATION 1

 1/2" = 1'-0"E1 KITCHEN TYPE E01
 1/2" = 1'-0"7 KITCHEN TYPE E01 ELEVATION 1/2" = 1'-0"6 KITCHEN TYPE E01 ELEVATION

 1/2" = 1'-0"5 KITCHEN TYPE E01 ELEVATION

 1/2" = 1'-0"C8 KITCHEN TYPE C08
 1/2" = 1'-0"2 KITCHEN TYPE C08 ELEVATION

 1/2" = 1'-0"1 KITCHEN TYPE C08 ELEVATION

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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KITCHEN PLANS & INTERIOR ELEVATIONS

BROOKLYN, NY 11222
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 1/2" = 1'-0"G1 KITCHEN TYPE G01
 1/2" = 1'-0"1 KITCHEN TYPE G01 ELEVATION

 1/2" = 1'-0"2 KITCHEN TYPE G01 ELEVATION
 1/2" = 1'-0"3 KITCHEN TYPE G01 ELEVATION

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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FINISHED CEILING

CONTINUOUS METAL Z-CLIPS W/20
GAUGE FLATSTOCK AS REQ'D

ALL EXPOSED INTERIOR SURFACES
TO BE WHITE MELAMINE, TYP.

UNDERCABINET LIGHT

ELECTRICAL RECEPTACLE AS REQ'D;
SEE ELECTRICAL DWGS

COUNTERTOP W/ EASED
EDGES OVER 3/4" PLYWOOD SUBTOP;
REFER TO FINISH SCHEDULE

SEALANT

SELF-CLOSING BALL
BEARING DRAWER SLIDER

ALL EXPOSED INTERIOR SURFACES
TO BE WHITE MELAMINE

PULL

FINISH FLOOR; REFER TO
FINISH SCHEDULE, A-700 SERIES DRAWINGS

TILE BACKSPLASH;
SEE FINISH PLANS, A-700 SERIES DRAWINGS

CABINET FINISH, TYP; REFER TO
FINISH SCHEDULE

CABINET FINISH, TYP; REFER TO
FINISH SCHEDULE

3' 
- 0

"

COUNTERTOP W/ EASED
EDGES OVER 3/4" PLYWOOD SUBTOP;
REFER TO FINISH SCHEDULE

ALL EXPOSED INTERIOR SURFACES

FINISH FLOOR; REFER TO
FINISH SCHEDULE, A-700 SERIES DRAWINGS
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1' 

- 1
1"

4"

KITCHEN SINK; REFER TO
PLUMBING FIXTURE SPECIFICATION FOR MODEL
AND TO SINK MANUFACTURER
CUT-OUT TEMPLATE

CONCEALED, SELF-CLOSING HINGES, TYP.

SINK FAUCET; REFER TO
PLUMBING FIXTURE SPECIFICATION

CABINET FINISH, TYP; REFER TO
FINISH SCHEDULE

1"2 7/8" 1' - 4 1/4" 4 7/8"

2' - 1"

WASTE DISPOSAL UNDER SINK
- SEE SPEC.

NEW UNDERMOUNT SINK  SHALL BE
INSTALLED AT 34" A.F.F. TO COMPLY
NYCBC ACCESSBILITY REQUIREMENTS
UPON REQUEST
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 1 1/2" = 1'-0"
1410.00

A-615.00

KITCHEN DETAILS & SCHEDULES

BROOKLYN, NY 11222
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 1 1/2" = 1'-0"1 Typical Kitchen Cabinet
 1 1/2" = 1'-0"2 SECTION OF TYPICAL BASE CABINET AT SINK

KITCHEN TYPES - LEVEL 2
LEVEL APARTMENT UNIT TYPE C01 C01A C02 C03 D01 D01A UFAS UFAS A/V

2ND FLOOR A 2BR ●
2ND FLOOR B 2BR ●
2ND FLOOR C 2BR ●
2ND FLOOR D 1BR ●
2ND FLOOR E 0BR ●
2ND FLOOR F 2BR ●
2ND FLOOR G 2BR ●
2ND FLOOR H 3BR ●
2ND FLOOR M 2BR ●
2ND FLOOR N 2BR ●
2ND FLOOR O 0BR ● 2O
2ND FLOOR P 1BR ●
2ND FLOOR Q 2BR ●
2ND FLOOR R 1BR ●
2ND FLOOR S 1BR ●
2ND FLOOR V 1BR ●
2ND FLOOR W 0BR ●
2ND FLOOR X 0BR ●
2ND FLOOR Y 1BR ●
2ND FLOOR Z 3BR ● 2Z
2ND FLOOR AA 2BR ●
2ND FLOOR BB 1BR ●
2ND FLOOR CC 2BR ●
2ND FLOOR DD 1BR ●
2ND FLOOR EE 1BR ●
2ND FLOOR FF 3BR ●

LEVEL APARTMENT UNIT TYPE C01 C01A C02 C03 D01 D01A UFAS UFAS A/V

3RD FLOOR A 2BR ●
3RD FLOOR B 2BR ●
3RD FLOOR C 2BR ●
3RD FLOOR D 2BR ●
3RD FLOOR E 1BR ●
3RD FLOOR F 0BR ●
3RD FLOOR J 2BR ●
3RD FLOOR K 1BR ●
3RD FLOOR L 0BR ●
3RD FLOOR M 1BR ●
3RD FLOOR N 2BR ●
3RD FLOOR O 0BR ●
3RD FLOOR P 1BR ●
3RD FLOOR Q 2BR ●
3RD FLOOR R 1BR ●
3RD FLOOR S 2BR ●
3RD FLOOR T 2BR ●
3RD FLOOR U 2BR ●
3RD FLOOR V 2BR ●
3RD FLOOR W 0BR ●
3RD FLOOR X 0BR ●
3RD FLOOR Y 1BR ●
3RD FLOOR Z 3BR ●
3RD FLOOR AA 2BR ●
3RD FLOOR BB 1BR ●
3RD FLOOR CC 2BR ●
3RD FLOOR DD 1BR ● 3DD
3RD FLOOR EE 1BR ●
3RD FLOOR FF 3BR ●
3RD FLOOR GG 0BR ●
3RD FLOOR HH 0BR ●
3RD FLOOR LL 1 BR ●
3RD FLOOR MM 0BR ●
3RD FLOOR NN 0BR ●
3RD FLOOR OO 2BR ●
3RD FLOOR PP 0BR ●
3RD FLOOR QQ 2BR ●
3RD FLOOR RR 1BR ●
3RD FLOOR SS 2BR ● 3SS

LEVEL APARTMENT UNIT TYPE C01 C01A C02 C03 D01 D01A UFAS UFAS A/V

4TH-6TH FLOOR A 2BR ●
4TH-6TH FLOOR B 2BR ●
4TH-6TH FLOOR C 2BR ●
4TH-6TH FLOOR D 2BR ●
4TH-6TH FLOOR E 2BR ●
4TH-6TH FLOOR F 2BR ●
4TH-6TH FLOOR G 1BR ●
4TH-6TH FLOOR H 0BR ●
4TH-6TH FLOOR I 2BR ● 4I & 5I
4TH-6TH FLOOR J 2BR ●
4TH-6TH FLOOR K 1BR ●
4TH-6TH FLOOR L 0BR ● 4L , 5L & 6L
4TH-6TH FLOOR M 1BR ●
4TH-6TH FLOOR N 2BR ●
4TH-6TH FLOOR O 0BR ●
4TH-6TH FLOOR P 1BR ●
4TH-6TH FLOOR Q 2BR ●
4TH-6TH FLOOR R 1BR ●
4TH-6TH FLOOR S 2BR ●
4TH-6TH FLOOR T 2BR ●
4TH-6TH FLOOR U 2BR ●
4TH-6TH FLOOR V 2BR ●
4TH-6TH FLOOR W 0BR ●
4TH-6TH FLOOR X 0BR ●
4TH-6TH FLOOR Y 1BR ●
4TH-6TH FLOOR Z 3BR ● 4Z & 5Z
4TH-6TH FLOOR AA 2BR ●
4TH-6TH FLOOR BB 1BR ●
4TH-6TH FLOOR CC 2BR ●
4TH-6TH FLOOR DD 1BR ●
4TH-6TH FLOOR EE 1BR ● 4EE, 5EE & 6EE
4TH-6TH FLOOR FF 3BR ●
4TH-6TH FLOOR GG 0BR ●
4TH-6TH FLOOR HH 0BR ●
4TH-6TH FLOOR II 2BR ●
4TH-6TH FLOOR JJ 0BR ●
4TH-6TH FLOOR KK 0BR ●
4TH-6TH FLOOR LL 2BR ●
4TH-6TH FLOOR MM 0BR ●
4TH-6TH FLOOR NN 0BR ●
4TH-6TH FLOOR OO 2BR ●
4TH-6TH FLOOR PP 0BR ●
4TH-6TH FLOOR QQ 2BR ●
4TH-6TH FLOOR RR 1BR ●
4TH-6TH FLOOR SS 2BR ●

LEVEL APARTMENT A02 A02A A02B A02C A02D A02E A03 A04 A04A B01 C07 C08 D04 D05 E01 G01

19TH-26TH FLOORS A ●
19TH-26TH FLOORS B ●
19TH-26TH FLOORS C ●
19TH-26TH FLOORS D ●
19TH-26TH FLOORS E ●
19TH-26TH FLOORS F ●
19TH-26TH FLOORS G ●
19TH-26TH FLOORS H ●
19TH-26TH FLOORS I ●
19TH-26TH FLOORS J ●

LEVEL APARTMENT A02 A02A A02B A02C A02D A02E A03 A04 A04A B01 C07 C08 D04 D05 E01 G01

27TH-30TH FLOORS A ●
27TH-30TH FLOORS B ●
27TH-30TH FLOORS C ●
27TH-30TH FLOORS D ●
27TH-30TH FLOORS E ●
27TH-30TH FLOORS F ●
37TH-40TH FLOORS M ●
37TH-40TH FLOORS N ●
37TH-40TH FLOORS O ●
37TH-40TH FLOORS P ●

KITCHEN TYPES - SOUTH TOWER
LEVEL APARTMENT A02 A02A A02B A02C A02D A02E A03 A04 A04A B01 C07 C08 D04 D05 E01 G01

10TH-18TH FLOORS A ●
10TH-18TH FLOORS B ●
10TH-18TH FLOORS C ●
10TH-18TH FLOORS D ●
10TH-18TH FLOORS E ●
10TH-18TH FLOORS F ●
10TH-18TH FLOORS G ●
10TH-18TH FLOORS H ●
10TH-18TH FLOORS I ●
10TH-18TH FLOORS J ●
10TH-18TH FLOORS K ●

LEVEL APARTMENT A02 A02A A02B A02C A02D A02E A03 A04 A04A B01 C07 C08 D04 D05 E01 G01

37TH-40TH FLOORS M ●
37TH-40TH FLOORS N ●
37TH-40TH FLOORS O ●
37TH-40TH FLOORS P ●

LEVEL APARTMENT A02 A02A A02B A02C A02D A02E A03 A04 A04A B01 C07 C08 D04 D05 E01 G01

26TH-36TH FLOORS M ●
26TH-36TH FLOORS N ●
26TH-36TH FLOORS O ●
26TH-36TH FLOORS P ●
26TH-36TH FLOORS Q ●
26TH-36TH FLOORS R ●
26TH-36TH FLOORS S ●
26TH-36TH FLOORS T ●

KITCHEN TYPES - NORTH TOWER LOWER
LEVEL APARTMENT A02 A02A A02B A02C A02D A02E A03 A04 A04A B01 C07 C08 D04 D05 E01 G01

10TH-25TH FLOORS M ●
10TH-25TH FLOORS N ●
10TH-25TH FLOORS O ●
10TH-25TH FLOORS P ●
10TH-25TH FLOORS Q ●
10TH-25TH FLOORS R ●
10TH-25TH FLOORS S ●
10TH-25TH FLOORS T ●
10TH-25TH FLOORS U ●
10TH-25TH FLOORS V ●
10TH-25TH FLOORS W ●

KITCHEN TYPES - LEVEL 8
LEVEL APARTMENT A02 A02A A02B A02C A02D A02E A03 A04 A04A B01 C07 C08 D04 D05 E01 G01

8TH FLOOR A ●
8TH FLOOR B ●
8TH FLOOR D ●
8TH FLOOR E ●
8TH FLOOR F ●
8TH FLOOR G ●
8TH FLOOR H ●
8TH FLOOR I ●
8TH FLOOR J ●
8TH FLOOR N ●
8TH FLOOR O ●
8TH FLOOR P ●
8TH FLOOR Q ●
8TH FLOOR R ●
8TH FLOOR S ●
8TH FLOOR T
8TH FLOOR U ●

LEVEL APARTMENT A02 A02A A02B A02C A02D A02E A03 A04 A04A B01 C07 C08 D04 D05 E01 G01

9TH FLOOR A ●
9TH FLOOR B ●
9TH FLOOR C ●
9TH FLOOR D ●
9TH FLOOR E ●
9TH FLOOR G ●
9TH FLOOR H ●
9TH FLOOR I ●
9TH FLOOR J ●
9TH FLOOR K ●
9TH FLOOR N ●
9TH FLOOR O ●
9TH FLOOR P ●
9TH FLOOR Q ●
9TH FLOOR R ●
9TH FLOOR S ●
9TH FLOOR T ●
9TH FLOOR U ●
9TH FLOOR V ●
9TH FLOOR W ●

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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 1/2" = 1'-0"
1410.00

A-621.00

BATH PLANS & INTERIOR ELEVATIONS

BROOKLYN, NY 11222

160 OF 168

 1/2" = 1'-0"1 BATHROOM TYPE 1 ELEVATION
 1/2" = 1'-0"2 BATHROOM TYPE 1 ELEVATION

 1/2" = 1'-0"3 BATHROOM TYPE 1 ELEVATION
 1/2" = 1'-0"4 BATHROOM TYPE 1 ELEVATION  1/2" = 1'-0"B1 BATHROOM TYPE 1

 1/2" = 1'-0"B1A BATHROOM TYPE 1A
 1/2" = 1'-0"8 BATHROOM TYPE 1A ELEVATION

 1/2" = 1'-0"7 BATHROOM TYPE 1A ELEVATION
 1/2" = 1'-0"6 BATHROOM TYPE 1A ELEVATION

 1/2" = 1'-0"5 BATHROOM TYPE 1A ELEVATION

TYPE B, APPENDIX P PER NYBC 1107.2.2
SPECIFICATION A PER FHA

UFAS COMPLIANT
TYPE B, APPENDIX P PER NYBC 1107.2.2
SPECIFICATION A PER FHA

 1/2" = 1'-0"B2 BATHROOM TYPE 2
 1/2" = 1'-0"9 BATHROOM TYPE 2 ELEVATION

 1/2" = 1'-0"10 BATHROOM TYPE 2 ELEVATION
 1/2" = 1'-0"11 BATHROOM TYPE 2 ELEVATION

 1/2" = 1'-0"12 BATHROOM TYPE 2 ELEVATION

TYPE B, APPENDIX P PER NYBC 1107.2.2
SPECIFICATION A PER FHA

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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BROOKLYN, NY 11222
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 1/2" = 1'-0"B2B BATHROOM TYPE 4
 1/2" = 1'-0"9 BATHROOM TYPE 4 ELEVATION

 1/2" = 1'-0"B2C BATHROOM TYPE 4A
 1/2" = 1'-0"5 BATHROOM TYPE 4A ELEVATION

 1/2" = 1'-0"6 BATHROOM TYPE 4A ELEVATION
 1/2" = 1'-0"7 BATHROOM TYPE 4A ELEVATION

 1/2" = 1'-0"8 BATHROOM TYPE 4A ELEVATION

 1/2" = 1'-0"10 BATHROOM TYPE 4 ELEVATION
 1/2" = 1'-0"11 BATHROOM TYPE 4 ELEVATION

 1/2" = 1'-0"12 BATHROOM TYPE 4 ELEVATION

 1/2" = 1'-0"1 BATHROOM TYPE 3A
 1/2" = 1'-0"2 BATHROOM TYPE 3A ELEVATION

 1/2" = 1'-0"3 BATHROOM TYPE 3A ELEVATION
 1/2" = 1'-0"4 BATHROOM TYPE 3A ELEVATION

 1/2" = 1'-0"17 BATHROOM TYPE 3A ELEVATION

 1/2" = 1'-0"13 BATHROOM TYPE 3
 1/2" = 1'-0"14 BATHROOM TYPE 3 ELEVATION

 1/2" = 1'-0"15 BATHROOM TYPE 3 ELEVATION
 1/2" = 1'-0"16 BATHROOM TYPE 3 ELEVATION

 1/2" = 1'-0"18 BATHROOM TYPE 3 ELEVATION

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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BATH PLANS & INTERIOR ELEVATIONS

BROOKLYN, NY 11222
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 1/2" = 1'-0"B3B BATHROOM TYPE 5A

 1/2" = 1'-0"B5B BATHROOM TYPE 6

 1/2" = 1'-0"B5D BATHROOM TYPE 6A
 1/2" = 1'-0"5 BATHROOM TYPE 6A ELEVATION

 1/2" = 1'-0"6 BATHROOM TYPE 6A ELEVATION
 1/2" = 1'-0"7 BATHROOM TYPE 6A ELEVATION

 1/2" = 1'-0"8 BATHROOM TYPE 6A ELEVATION

 1/2" = 1'-0"11 BATHROOM TYPE 6 ELEVATION
 1/2" = 1'-0"12 BATHROOM TYPE 6 ELEVATION

 1/2" = 1'-0"9 BATHROOM TYPE 6 ELEVATION
 1/2" = 1'-0"10 BATHROOM TYPE 6 ELEVATION

 1/2" = 1'-0"13 BATHROOM TYPE 6 ELEVATION
 1/2" = 1'-0"14 BATHROOM TYPE 6 ELEVATION

 1/2" = 1'-0"15 BATHROOM TYPE 5A ELEVATION
 1/2" = 1'-0"16 BATHROOM TYPE 5A ELEVATION

 1/2" = 1'-0"17 BATHROOM TYPE 5A ELEVATION
 1/2" = 1'-0"18 BATHROOM TYPE 5A ELEVATION

 1/2" = 1'-0"1 BATHROOM TYPE 5
 1/2" = 1'-0"2 BATHROOM TYPE 5 ELEVATION

 1/2" = 1'-0"3 BATHROOM TYPE 5 ELEVATION
 1/2" = 1'-0"4 BATHROOM TYPE 5 ELEVATION

 1/2" = 1'-0"19 BATHROOM TYPE 5 ELEVATION

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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TO STUDS REINFORCING FOR
FUTURE GRAB BARS (TYP.)
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TYPE SHOWER PER ICC/ANSI 608.2.1
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BROOKLYN, NY 11222
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 1/2" = 1'-0"B7A BATHROOM TYPE 7A
 1/2" = 1'-0"1 BATHROOM TYPE 7A ELEVATION

 1/2" = 1'-0"2 BATHROOM TYPE 7A ELEVATION
 1/2" = 1'-0"3 BATHROOM TYPE 7A ELEVATION

 1/2" = 1'-0"4 BATHROOM TYPE 7A ELEVATION

 1/2" = 1'-0"5 BATHROOM TYPE 7
 1/2" = 1'-0"6 BATHROOM TYPE 7 ELEVATION

 1/2" = 1'-0"7 BATHROOM TYPE 7 ELEVATION
 1/2" = 1'-0"8 BATHROOM TYPE 7 ELEVATION

 1/2" = 1'-0"9 BATHROOM TYPE 7 ELEVATION

2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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John A. Cetra
State of New York
Registered Architect
No. 018861
CetraRuddy Architecture DPC
584 Broadway Suite 401
New York, NY 10012

Cosentini
A Tetra Tech Company
2 Pennsylvania Plaza, 3rd Fl
New York, NY 10121
(212) 615-3726

WSP
228 East 45th Street, 3rd Fl
New York, NY 10001
(212) 687-9888

MPFP LLC / M. Paul
Friedberg & Partners
41 East 11th Street, 3rd Fl
New York, NY 10003
(212) 477-6366
(212) 477-6548

Waterview at Greenpoint LLC
4611 12th Avenue
Brooklyn, NY 11219

77-87
Commercial Street

McLaren Engineering Group
100 Snake Hill Road
West Nyack, NY 10994
(845) 353-6400
(845) 353-6509

Cosentini
A Tetra Tech Company
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New York, NY 10121
(212) 615-3726

Simpson Gumpertz & Heger
550 Seventh Avenue, 10th Fl
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 1/2" = 1'-0"
1410.00

A-625.00

PUBLIC BATH PLANS & INTERIOR
ELEVATIONS

BROOKLYN, NY 11222

164 OF 168

 1/2" = 1'-0"B10 BATHROOM TYPE 10
 1/2" = 1'-0"5 BATHROOM TYPE 10 ELEVATION 1

 1/2" = 1'-0"6 BATHROOM TYPE 10 ELEVATION 2
 1/2" = 1'-0"7 BATHROOM TYPE 10 ELEVATION 3

 1/2" = 1'-0"8 BATHROOM TYPE 10 ELEVATION 4

 1/2" = 1'-0"B9 BATHROOM TYPE 9
 1/2" = 1'-0"1 BATHROOM TYPE 9 ELEVATION 1

 1/2" = 1'-0"2 BATHROOM TYPE 9 ELEVATION 2
 1/2" = 1'-0"3 BATHROOM TYPE 9 ELEVATION 3

 1/2" = 1'-0"4 BATHROOM TYPE 9 ELEVATION 4

 1/2" = 1'-0"B11 BATHROOM TYPE 11
 1/2" = 1'-0"9 BATHROOM TYPE 11 ELEVATION 1

 1/2" = 1'-0"10 BATHROOM TYPE 11 ELEVATION 2
 1/2" = 1'-0"11 BATHROOM TYPE 11 ELEVATION 3

 1/2" = 1'-0"12 BATHROOM TYPE 11 ELEVATION 4

2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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1410.00
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BATHROOM DETAILS & SCHEDULES

BROOKLYN, NY 11222

165 OF 168

 1 1/2" = 1'-0"1
TYPICAL SECTION THROUGH BATHROOM VANITY,
MEDICINE CABINET & FIXED MIRROR

 1 1/2" = 1'-0"2 TYPICAL BATHROOM VANITY ELEVATION

 1 1/2" = 1'-0"3 ACCESSIBLE BASE CABINET AT SINK
N.T.S.4 REMOVABLE BASE CABINET AT SINK

BATHROOM TYPES - LEVEL 2
LEVEL APARTMENT 1 1A 2 UFAS UFAS A/V

2ND FLOOR A ●
2ND FLOOR B ●
2ND FLOOR C ●
2ND FLOOR D ●
2ND FLOOR E ●
2ND FLOOR F ●
2ND FLOOR G ●
2ND FLOOR H ●
2ND FLOOR M ●
2ND FLOOR N CO ●
2ND FLOOR O ● 2O
2ND FLOOR P ●
2ND FLOOR Q ●
2ND FLOOR R ●
2ND FLOOR S ●
2ND FLOOR V ●
2ND FLOOR W ●
2ND FLOOR X ●
2ND FLOOR Y ●
2ND FLOOR Z ● ● 2Z
2ND FLOOR AA ●
2ND FLOOR BB ●
2ND FLOOR CC ●
2ND FLOOR DD ●
2ND FLOOR EE ●
2ND FLOOR FF ● (2)

LEVEL APARTMENT 1 1A 2 UFAS UFAS A/V

3RD FLOOR A ●
3RD FLOOR B ●
3RD FLOOR C ●
3RD FLOOR D ●
3RD FLOOR E ●
3RD FLOOR F ●
3RD FLOOR J ●
3RD FLOOR K ●
3RD FLOOR L ●
3RD FLOOR M ●
3RD FLOOR N ●
3RD FLOOR O ●
3RD FLOOR P ●
3RD FLOOR Q ●
3RD FLOOR R ●
3RD FLOOR S ●
3RD FLOOR T ●
3RD FLOOR U ●
3RD FLOOR V ●
3RD FLOOR W ●
3RD FLOOR X ●
3RD FLOOR Y ●
3RD FLOOR Z ● ●
3RD FLOOR AA ●
3RD FLOOR BB ●
3RD FLOOR CC ●
3RD FLOOR DD ● 3DD
3RD FLOOR EE ●
3RD FLOOR FF ● (2)
3RD FLOOR GG ●
3RD FLOOR HH ●
3RD FLOOR LL ●
3RD FLOOR MM ●
3RD FLOOR NN ●
3RD FLOOR OO ●
3RD FLOOR PP ●
3RD FLOOR QQ ●
3RD FLOOR RR ●
3RD FLOOR SS ● 3SS

LEVEL APARTMENT 1 1A 2 UFAS UFAS A/V

4TH-6TH FLOOR A ●
4TH-6TH FLOOR B ●
4TH-6TH FLOOR C ●
4TH-6TH FLOOR D ●
4TH-6TH FLOOR E ●
4TH-6TH FLOOR F ●
4TH-6TH FLOOR G ●
4TH-6TH FLOOR H ●
4TH-6TH FLOOR I ● 4I & 5I
4TH-6TH FLOOR J ●
4TH-6TH FLOOR K ●
4TH-6TH FLOOR L ● 4L , 5L & 6L
4TH-6TH FLOOR M ●
4TH-6TH FLOOR N ●
4TH-6TH FLOOR O ●
4TH-6TH FLOOR P ●
4TH-6TH FLOOR Q ●
4TH-6TH FLOOR R ●
4TH-6TH FLOOR S ●
4TH-6TH FLOOR T ●
4TH-6TH FLOOR U ●
4TH-6TH FLOOR V ●
4TH-6TH FLOOR W ●
4TH-6TH FLOOR X ●
4TH-6TH FLOOR Y ●
4TH-6TH FLOOR Z ● ● 4Z & 5Z
4TH-6TH FLOOR AA ●
4TH-6TH FLOOR BB ●
4TH-6TH FLOOR CC ●
4TH-6TH FLOOR DD ●
4TH-6TH FLOOR EE ● 4EE, 5EE & 6EE
4TH-6TH FLOOR MECH. RM
4TH-6TH FLOOR FF ● (2)
4TH-6TH FLOOR GG ●
4TH-6TH FLOOR HH ●
4TH-6TH FLOOR II ●
4TH-6TH FLOOR JJ ●
4TH-6TH FLOOR KK ●
4TH-6TH FLOOR LL ●
4TH-6TH FLOOR MM ●
4TH-6TH FLOOR NN ●
4TH-6TH FLOOR OO ●
4TH-6TH FLOOR PP ●
4TH-6TH FLOOR QQ ●
4TH-6TH FLOOR RR ●
4TH-6TH FLOOR SS ●

BATHROOM TYPES - LEVEL 8
LEVEL APARTMENT 3 3A 4 4A 5 5A 6 6A 7 7A

8TH FLOOR A ●
8TH FLOOR B ●
8TH FLOOR D ●
8TH FLOOR E ●
8TH FLOOR F ●
8TH FLOOR G ●
8TH FLOOR H ●
8TH FLOOR I ●
8TH FLOOR J ●
8TH FLOOR N ●
8TH FLOOR O ●
8TH FLOOR P ●
8TH FLOOR Q ●
8TH FLOOR R ●
8TH FLOOR S ●
8TH FLOOR T ●
8TH FLOOR U

BATHROOM TYPES - NORTH TOWER
LEVEL APARTMENT 3 3A 4 4A 5 5A 6 6A 7 7A

10TH-25TH FLOORS M ● ●
10TH-25TH FLOORS N ●
10TH-25TH FLOORS O ●
10TH-25TH FLOORS P ●
10TH-25TH FLOORS Q ●
10TH-25TH FLOORS R ●
10TH-25TH FLOORS S ● ●
10TH-25TH FLOORS T ●
10TH-25TH FLOORS U ●
10TH-25TH FLOORS V ●
10TH-25TH FLOORS W ● ●

LEVEL APARTMENT 3 3A 4 4A 5 5A 6 6A 7 7A

26TH-36TH FLOORS M ● ●
26TH-36TH FLOORS N ●
26TH-36TH FLOORS O ● ●
26TH-36TH FLOORS P ● ●
26TH-36TH FLOORS Q ● ●
26TH-36TH FLOORS R ●
26TH-36TH FLOORS S ●
26TH-36TH FLOORS T ● ●

LEVEL APARTMENT 3 3A 4 4A 5 5A 6 6A 7 7A

37TH-40TH FLOORS M ● ● ●
37TH-40TH FLOORS N ● ● ●
37TH-40TH FLOORS O ● (2) ● ●
37TH-40TH FLOORS P ● ● ● ●

BATHROOM TYPES - SOUTH TOWER
LEVEL APARTMENT 3 3A 4 4A 5 5A 6 6A 7 7A

10TH-18TH FLOORS A ●
10TH-18TH FLOORS B ●
10TH-18TH FLOORS C ●
10TH-18TH FLOORS D ●
10TH-18TH FLOORS E ● ●
10TH-18TH FLOORS F ● ●
10TH-18TH FLOORS G ●
10TH-18TH FLOORS H ●
10TH-18TH FLOORS I ●
10TH-18TH FLOORS J ●
10TH-18TH FLOORS K ●

LEVEL APARTMENT 3 3A 4 4A 5 5A 6 6A 7 7A

27TH-30TH FLOORS A ● ●
27TH-30TH FLOORS B ●
27TH-30TH FLOORS C ● ●
27TH-30TH FLOORS D ● ●
27TH-30TH FLOORS E ●
27TH-30TH FLOORS F ● ●
37TH-40TH FLOORS M ● ● ●
37TH-40TH FLOORS N ● ● ●
37TH-40TH FLOORS O ● (2) ● ●
37TH-40TH FLOORS P ● ● ● ●

LEVEL APARTMENT 3 3A 4 4A 5 5A 6 6A 7 7A

19TH-26TH FLOORS A ● ●
19TH-26TH FLOORS B ●
19TH-26TH FLOORS C ●
19TH-26TH FLOORS D ●
19TH-26TH FLOORS E ● ●
19TH-26TH FLOORS F ● ●
19TH-26TH FLOORS G ●
19TH-26TH FLOORS H ●
19TH-26TH FLOORS I ●
19TH-26TH FLOORS J ● ●

LEVEL APARTMENT 3 3A 4 4A 5 5A 6 6A 7 7A

9TH FLOOR A ●
9TH FLOOR B ●
9TH FLOOR C ●
9TH FLOOR D ●
9TH FLOOR E ● ●
9TH FLOOR G ●
9TH FLOOR H ●
9TH FLOOR I ●
9TH FLOOR J ●
9TH FLOOR K ●
9TH FLOOR N ●
9TH FLOOR O ●
9TH FLOOR P ●
9TH FLOOR Q ●
9TH FLOOR R ●
9TH FLOOR S ● ●
9TH FLOOR T ●
9TH FLOOR U ●
9TH FLOOR V ●
9TH FLOOR W ● ●

2014.07.01 HPD SUBMISSION
2014.08.01 SCHEMATIC DESIGN
2014.09.09 DOB SUBMISSION
2015.01.16 HPD RESUBMISSION
2015.01.28 DOB RESUBMISSION
2015.02.13 100% DESIGN DEVELOPMENT
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 1/2" = 1'-0"1 BASE BUILDING MAILBOXES

 1/2" = 1'-0"3 BASE BUILDING MAILBOX ELEVATION 1/2" = 1'-0"2 BASE BUILDING MAILBOX ELEVATION

 1/2" = 1'-0"4 BASE BUILDING MAILBOX ELEVATION
 1/2" = 1'-0"5 BASE BUILDING MAILBOX ELEVATION

 1/2" = 1'-0"6 BASE BUILDING MAILBOX ELEVATION
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 1/2" = 1'-0"L1 LAUNDRY ROOM NORTH

 1/2" = 1'-0"1 LAUNDRY ROOM NORTH ELEVATION 1
 1/2" = 1'-0"2 LAUNDRY ROOM NORTH ELEVATION 2

 1/2" = 1'-0"3 LAUNDRY ROOM NORTH ELEVATION 3
 1/2" = 1'-0"4 LAUNDRY ROOM NORTH ELEVATION 4
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 1/2" = 1'-0"L2 LAUNDRY ROOM SOUTH

 1/2" = 1'-0"1 LAUNDRY ROOM SOUTH ELEVATION 1
 1/2" = 1'-0"2 LAUNDRY ROOM SOUTH ELEVATION 2

 1/2" = 1'-0"3 LAUNDRY ROOM SOUTH ELEVATION 3
 1/2" = 1'-0"4 LAUNDRY ROOM SOUTH ELEVATION 4
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